SUBURBAN LABORATORIES, inc.

/o

Client ID: Environmental Services Inc

Project Name: West Aurora School District 129 Smith Elementary Drink

Analyte: Lead

Method: EPA 200.8

1950 S. Batavia Ave,, Suite 150  Geneva, lllinois 60134
Tel. (708) 544-3260 « Toll Free (800) 783-.ABS

Fax (708) 544-8587

www._suburbanlabs.com

Report Date: January 26, 2018

Workorder: 1801E92

Matrix: Drinking Water

Date & Time Water Date Date

Sample ID Client Sample ID Result MRL Units System Last Used Collected Analyzed

1801E92-0G1A SM 3.1~1st Draw 4.52 2.00 pe/L 2172472018 18:3( 1/25/2018 1/26/2018
CW~First Draw

1801E92-002A SM 3.2~2nd Draw ND 2.00 pg/L 11/24/2018 18:3( 112512018 1/26/2018
CW~Flush

1801E92-003A SM 5.1~1st Draw 4.29 2.00 pe/L 11/24/2018 18:3( 1/25/2018 1/26/2018
CW-~First Draw

1801E92-004A SM 5.2~2nd Draw ND 2.00 pg/L 11/24/2018 18:3( 1/25/2018 1/26/2018
CW-~Flush

1801E92-005A SM 8.1~1st Draw ND 2.00 pg/lL 21/24/2018 18:3( 1/25/2018 1/26/2018
CW~First Draw

1801E92-006A SM 8.2~2nd Draw ND 2.00 pg/L 11/24/2018 18:3( 1/25/2018 1/26/2018
CW~Flush

1801E92-007A SM 10.1~1st Draw ND 2.00 ug/L 11/24/2018 18:3C 1/25/2018 1/26/2018
CW~First Draw

1801E92-008A SM 10.2~2nd Draw ND 2.00 pg/L 11/24/2018 18:3( 1/25/2018 1/26/2018
CW-~Flush

1801E92-009A SM 17.1~1st Draw ND 2.00 ug/L 21/24/2018 18:3( 1/25/2018 1/26/2018
CW-First Draw

1801E92-010A SM 17.2~2nd Draw ND 2.00 pgl 11/24/2018 18:3( 1/25/2018 1/26/2018
CW~Flush

1801E92-011A SM 24.1~1st Draw 5.09 2.00 pg/l 11/24/2018 18:3( 1/25/2018 1/26/2018
CW-~First Draw

1801E92-012A SM 24.2~2nd Draw ND 2.00 pg/L 1/24/2018 18:3( 1/25/2018 1/26/2018
CW-~Flush

1801E92-013A SM 26.1~1st Draw 3.99 2.00 ng/L 1/24/2018 18:3( 1/25/2018 1/26/2018
CW~First Draw

1801E92-014A SM 26.2~2nd Draw ND 2.00 ng/l 1/24/2018 18:3( 1/25/2018 1/26/2018
CW~Flush

Page 2 of 3

ND - Not Detected Down to the Laboratory Minimum Reporting Limit (MRL)
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FIELD DATA FORM

School/Facillty Name Address Sample Collector Names(s
West Aurora SD 129 - Smith Elementary environmental Services, Inc. K
ISBE 10: (ex:01-001-0001-01-00001) P.0. BDX 638
LaGrange, |1, 60525-0633
MMDDYYY HH24MM All samples must be collected in vnpreserved 250 ml plastic
Water system last used Dote; 01242018 The ¢ bottles
Bldg. 1D pldg. Dese Salgile Sample Loc, Dese mhl::;;tgma Col::: ;tzl::‘:;me Fixture Type| Sample Typa :;T})la Notes
Ex1t 0601 Main Bullding 2] st Floor Classroom 02232017 800 Q-Qther | FirstDraw (250 Dascription if “Other” Is sefected
Ex2: 000X, Main Building | 01A 1st Floor Classroom 02237017 800 S - Sink Flush 250
1 £ Maln Bulding sM31 15t Draw QW 01252018 6:27 S-Sink First Draw  |250 Room 20
2 0001 Main Building 5M3.2 20l Prave CW 01252018 6:27 5-5ink Flush 250 Room 20
k] 0001 Main Bufidiag SM5.1 1t Draw CW 01252018 6:29 5-5ink Fest Draw  |250 Room 19
4 0001 Maln Bulding M52 20l Draw €V 01252018 629 S-Sk Flush 250 Room 19
5 0001 Maln Buikding SMB1 1st Orraw CW 01252018 6:32 5-Sink First Draw 1250 Room 18
6 HoDL Maln Builkding SMB.2 2nd Draw O 01252018 532 5 -3k Flush 250 Room 18
7 D01 Maln Bulding | SM1D1 1st Draw OW 01252018 %8 S -Sink First Draw  |250 Room 17
q 0001 Maln Bulkiing | SM10.2 2nd Draw O 01252018 6:34 §-5ink Flush 250 Room 17
g 0001 MainBuiding | SMI%.1 1st Drw CW 01252018 7:12 5 - 5ink Flrst Draw  |250 Room 14
10 0001 ManBuling | sM17.2 2nd Draw W 01252008 712 5-5ink Flush 250 Hoom 14
11 0001 Maln Bulding | SM24.1 158 Draw CW 01252018 6:39 5~ Sink First Draw {250 Room 11
12 D01 MalnBuiding | SM24.2 2nd Draw CW 01752018 £:39 5-Sink Flush 250 Room 11
13 0001 Maln Buiding | SM261 Lst Draw O 01252018 6:42 5-Sink Flrst Draw _ [250 Room 10
13 0001 Main Building SM262 2ad Draw CW 01252018 6:42 S - Sink Flush 250 Room 10
15
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