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INTRODUCTION 
 
Norridge School District 80 implemented a proactive program of water testing at J Giles 
Elementary School.  Water sampling was conducted by Mr. Jeffrey Olson of Aires Consulting on 
December 6, 2017. Mr. Geoffrey J. Bacci II, P.E. designed the studied and developed this 
report. 
 
All sampling methodology followed protocol required by The Lead in Drinking Water Testing Bill 
(LDWTB) an guidelines published by the Illinois Department of Public Health (IDPH).  Detailed 
background information on testing requirements, methodology and lead health effects are 
included in the main report to the District that summarizes results and offers recommendations. 
 
 
RESULTS 
 
Field sheets identifying sample numbers and sample locations are included in Appendix I.  
Laboratory results are included in Appendix II. 
 
All results were less than 5 parts per billion (ppb).  Results ranged from non-detectable (< 2 
ppb) to 2.99 ppb.   
 
Results should at minimum be posted on the Districts website within 7 days.   The sample 
results should be e-mailed to IDPH within 7 days. 
 
PROFESSIONAL CERTIFICATION 
 
Aires Consulting, a division of Gallagher Bassett Services, Inc. conducted this study in the 
interest of Norridge School District 80 to assist in meeting environmental obligations and 
regulations.  In this respect, we hope the results of this study are useful.   This study was not 
intended to include every environmental exposure that may be present at the facility; only those 
items specifically addressed in the report were evaluated.  If you have any questions concerning 
this study please let us know. 
 
Respectfully Submitted, 

   
Geoffrey J. Bacci II, P.E.   
Director of Operations 
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ISBE ID: 60160800021001
Building ID: James Giles

Building Description:
Sample Collecti  12.6.17
Collected by: Jeff Olson

Sample Time 
(12 HR Clock)

Sample ID 
Number

Sample Location Description Fixture Type               
Date of Last 

Use

Time of Last 
Use 

(12 HR Clock)
Sample Type      

Sample 
Volume 

(mL)
Notes

6:58 AM JGWF-1A MAIN ENTRANCE DOOR 1 DF - Drinking Fountain 12.5.17 5:00 AM First Draw 250

6:58 AM JGWF-1B MAIN ENTRANCE DOOR 1 DF - Drinking Fountain 12.5.17 5:00 AM Flush 250

7:00 AM JGWF-2A  M ROOM 134 LEFT NEXT TO BOYS RM DF - Drinking Fountain 12.5.17 5:00 AM First Draw 250

7:00 AM JGWF-2B  M ROOM 134 LEFT NEXT TO BOYS RM DF - Drinking Fountain 12.5.17 5:00 AM Flush 250

7:01 AM JGWF-3A ross Room 134 next to Womens room DF - Drinking Fountain 12.5.17 5:00 AM First Draw 250

7:01 AM JGWF-3B ross Room 134 next to Womens room DF - Drinking Fountain 12.5.17 5:00 AM Flush 250

7:02 AM JGWF-4A ROOM 227 NEXT TO MENS RM RIGHT DF - Drinking Fountain 12.5.17 5:00 AM First Draw 250

7:02 AM JGWF-4B ROOM 227 NEXT TO MENS RM RIGHT DF - Drinking Fountain 12.5.17 5:00 AM Flush 250

7:04 AM JGWF-5A S ROOM 227 NEXT TO MENS RM LEFT DF - Drinking Fountain 12.5.17 5:00 AM First Draw 250

7:04 AM JGWF-5A S ROOM 227 NEXT TO MENS RM LEFT DF - Drinking Fountain 12.5.17 5:00 AM Flush 250

7:06 AM JGWF-6A NEXT TO 220 LEFT 3RD FLR DF - Drinking Fountain 12.5.17 5:00 AM First Draw 250

7:06 AM JGWF-6B NEXT TO 220 LEFT 3RD FLR DF - Drinking Fountain 12.5.17 5:00 AM Flush 250

7:06 AM JGWF-7A NEXT TO 220 RIGHT 3RD FLR DF - Drinking Fountain 12.5.17 5:00 AM First Draw 250

7:06 AM JGWF-7B NEXT TO 220 RIGHT 3RD FLR DF - Drinking Fountain 12.5.17 5:00 AM Flush 250

7:07 AM JGWF-8AALL NEXT TO TEACHERS LOUNGE LEFT DF - Drinking Fountain 12.5.17 5:00 AM First Draw 250

7:07 AM JGWF-8BALL NEXT TO TEACHERS LOUNGE LEFT DF - Drinking Fountain 12.5.17 5:00 AM Flush 250

7:07 AM JGWF-9ALL NEXT TO TEACHERS LOUNGE RIGHT DF - Drinking Fountain 12.5.17 5:00 AM First Draw 250

7:07 AM JGWF-9BLL NEXT TO TEACHERS LOUNGE RIGHT DF - Drinking Fountain 12.5.17 5:00 AM Flush 250

7:10 AM JGS-10A TEACHERS LOUNGE S - Sink 12.5.17 5:00 AM First Draw 250

7:10 AM JGS-10B TEACHERS LOUNGE S - Sink 12.5.17 5:00 AM Flush 250

7:13 AM JGWS-11A TEACHERS LOUNGE DF - Drinking Fountain 12.5.17 5:00 AM First Draw 250

Appendix I
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7:13 AM JGWS-11B TEACHERS LOUNGE DF - Drinking Fountain 12.5.17 5:00 AM Flush 250

7:15 AM JGWS-12A HALL NEXT TO 110 DF - Drinking Fountain 12.5.17 5:00 AM First Draw 250

7:15 AM JGWS-12B HALL NEXT TO 110 DF - Drinking Fountain 12.5.17 5:00 AM Flush 250

7:17 AM JGWS-13A HALL ACROSS FROM 102 DF - Drinking Fountain 12.5.17 5:00 AM First Draw 250

7:17 AM JGWS-13B HALL ACROSS FROM 102 DF - Drinking Fountain 12.5.17 5:00 AM Flush 250

7:20 AM JGWS-14A NEXT TO ROOM 107 DF - Drinking Fountain 12.5.17 5:00 AM First Draw 250

7:20 AM JGWS-14B NEXT TO ROOM 107 DF - Drinking Fountain 12.5.17 5:00 AM Flush 250

7:22 AM JGKS-15A LOWER LEVEL KITCHEN S - Sink 12.5.17 5:00 AM First Draw 250

7:22 AM JGKS-15B LOWER LEVEL KITCHEN S - Sink 12.5.17 5:00 AM Flush 250

7:24 AM JGWF-16A LOWER LEVEL DOOR "A" LEFT DF - Drinking Fountain 12.5.17 5:00 AM First Draw 250

7:24 AM JGWF-16B LOWER LEVEL DOOR "A" LEFT DF - Drinking Fountain 12.5.17 5:00 AM Flush 250

7:24 AM JGWF-17A LOWER LEVEL DOOR "A" MIDDLE DF - Drinking Fountain 12.5.17 5:00 AM First Draw 250

7:24 AM JGWF-17B LOWER LEVEL DOOR "A" MIDDLE DF - Drinking Fountain 12.5.17 5:00 AM Flush 250

7:26 AM JGS-18A CAFETERIA STAGE S - Sink 12.5.17 5:00 AM First Draw 250

7:26 AM JGS-18B CAFETERIA STAGE S - Sink 12.5.17 5:00 AM Flush 250

7:27 AM JGS-19A NURSE OFFICE S - Sink 12.5.17 5:00 AM First Draw 250

7:27 AM JGS-19B NURSE OFFICE S - Sink 12.5.17 5:00 AM Flush 250

7:45 AM JGIF-20 NORTH INCOMING O - Other 12.5.17 5:00 AM Flush 500 PH-8.02

7:50 AM JGIF-21 SOUTH INCOMING O - Other 12.5.17 5:00 AM Flush 500 PH-8.15
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