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CERTIFICATION
This report has been prepared for the exclusive use of the Town of Wilton and is considered privileged and
confidential. Photocopying of this document by parties other than those designated by the Town of Wilton, or use
of this document for purposes other than it is intended, is prohibited.
Respectfully, submitted this 16" day of February, 2018.
ATC Group Services LLC

Y -

Scott J. Johnson
Operations Manager
Asbestos Inspector/Management Planner #000297
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1. SUMMARY INFORMATION
This re-inspection and management plan update was prepared in accordance with requirements of EPA AHERA'
regulations under 40 CFR 763? and Connecticut Asbestos-In-Schools regulations under RCSA 19a-333-1 through
19a-333-133. This report is to serve as an update to the Asbestos Management Plan (AMP) for this school facility.
This school building contains no friable or non-friable ACBM.
The report contains:

1. Certification and responsibilities of the LEA Designated Person

2. Construction materials documentation

3. Annual notification

This AMP applies only to the referenced school buildings.

Name and Address of School Building

School Name: Driscoll Elementary School

Address: 336 Belden Hill Road
Wilton, Connecticut 06897
and

Miller Elementary School
217 Wolfpit Road
Wilton, Connecticut 06897

Designated Person: Jose Figueroa
Wilton Public Schools
395 Danbury Road
Wilton, CT 06897
(203) 216-6427

Schedule Summary

In accordance with 40 CFR. § 763.85 and RCSA § 19a-333-3, this school facility is not required to conduct 3 year
re-inspection because this School building does not contain any known or presumed asbestos materials, unless
asbestos materials are used or identified during any future inspections conducted.

In accordance with 40 CFR §763.92 and RCSA § 19a-333-9(b), the Local Education Agency ([.LEA), which in this
case is Town of Wilton Public Schools, is to conduct periodic surveillance in this school facility every six months
after the original AMP is in effect. This School does not contain any known or presumed asbestos materials and
therefore is not required to conduct periodic surveillance every 6 months, unless asbestos materials are used or
identified during any future inspections conducted.

1. Environmental Prolection Agency's (EPA) Asbestos Hazard Emergency Response Act (AHERA) and Asbestos-In-School Hazard
Reauthorization Act (ASHARA).

2. Toxic Substances Control Act, Title 40 of the Code of Federal Regulations, Part 763, Subpart E

3. Regulations of Connecticut Stale Agencies
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(-. 2. INTRODUCTION

Types and Uses of Asbestos

Asbestos is a naturally occurring fibrous mineral. It differs from other minerals in its crystal development. The
crystal formation of asbestos is in the form of long thin fibers. Three of the most common types are chrysotile,
amosite, and crocidolite. The three least common types of asbestos are tremolite, actinolite and anthophyllite.
Unlike most minerals, asbestos breaks up into fine, light fibers invisible to the naked eye.

Asbestos became a popular commercial product to manufacturers and builders in the early 1900°s to the 1970s.
Asbestos is durable, fire retardant, resists corrosion, and insulates well. It is estimated that 3,000 different types of
commercial products contain some amount of asbestos. The use of asbestos ranges from paper products and brake

linings to floor tiles and insulation. Some uses of asbestos are as follows:

Acoustical Plaster

Asphalt Floor Tile

Blown-In Insulation

Ceiling Tiles and Lay in Panels
Cement Pipes

Cement Siding

Cement Wallboard
Construction Mastics (floor tiles, carpet, ceiling tiles, etc.)
Decorative Plaster

Elevator Equipment Panels
Fire Blankets

Fire Curtains

Fireproofing Materials
Flooring Backing

High Temperature Gaskets
Laboratory Gloves

Laboratory Hoods/Table Tops
Packing Materials (for wall/floor penetrations)
Spray-Applied Insulation
Taping Compounds

Textured Paints/Coatings
Vinyl Floor Tile

Electrical Panel Partitions
Breaching Insulation
Roofing Felt

Chalkboards

Elevator Brake Shoes
Boiler Insulation

HVAC Duct Insulation
Heating and Electrical Ducts
Electrical Cloth
Spackling Compound
Joint Compounds

Vinyl Wall Coverings
Base Flashing

Pipe Insulation
Caulking/Putties
Wallboard

Adhesives

Fire Doors

Roofing Shingles
Thermal Paper Products
Electric Wiring Insulation
Ductwork Flexible Fabric Connections

Friable vs. Non-Friable

Intact and undisturbed asbestos-containing material (ACM) does not pose a health risk. Asbestos becomes a
problem when due to damage, disturbance, or deterioration over time the material releases fibers into the air.

Friable ACBM will release fibers into the air more readily than non-friable ACBM. Therefore, the AHERA Rule
differentiates between friable and non-friable ACBM. The regulations define friable ACBM as material that may
be crumbled, puiverized, or reduced to powder by hand pressure when dry. Friable ACBM also includes previously
non-friable material when it becomes damaged to the extent that when dry it may be crumbled, pulverized, or
reduced to powder by hand pressure. Undamaged non-friable ACBM should be treated as friable if any action
performed on the material will make them friable.

Asbestos Health Risks

Exposure to asbestos may result in asbestosis (a disease characterized by lung scarring, which reduces the lungs’
ability to function), lung cancer, mesothelioma (always-fatal cancer arising in the chest or abdominal cavity), and
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other diseases. Asbestos-related diseases are often dose-response related (the greater the exposure to airbomne
fibers, the greater the risk of developing an illness) and have a latency period (typically 15 to 30 years).

Risks associated with low-level, non-occupational exposure (e.g., a building occupant who is not actually disturbing
the asbestos) are not well established. The National Institute for Occupation Safety and Health (NIOSH) has
determined, however, that there is no established safe level of exposure.

Asbestos pose little risk if it is well maintained. EPA only requires asbestos removal to prevent significant public
exposure to airborne asbestos fibers during building demolition or renovaticn activities.

AHERA (Asbestos Hazard Emergency Response Act) Background

AHERA was enacted in 1986. The regulation requires LEAs (Local Education Agency) to identify the location of
asbestos-containing materials, to develop Management Plans to manage properly these materials, and to take
appropriate actions to control the release of asbestos fibers in their buildings. In addition to the original inspection,
the regulation requires that LEAs to conduct both 6-month periodic and 3-year annual re-inspections to reassess the
condition of the asbestos-containing materials. Other requirements inctude providing asbestos awareness training to
school staff, designating and training an individual (the Designated Person) to ensure that the LEA’s AHERA
requirements, including an Operations and Maintenance Plan (O&M), are implemented properly for each school.
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3. MANAGEMENT PLAN OBJECTIVES

The principal objective of the asbestos management plan is to protect the health and safety of the buiiding
occupants in facilities that have asbestos-containing building materials (ACBM). The management plan provides
this protection by establishing procedures and guidelines to:

Identify asbestos-containing building materials within the educational facility.

Maintain ACBM in good condition,

Ensure proper cleanup of asbestos fibers if released,

Prevent release of asbestos fibers.

Monitor the condition of the identified ACBM.

Inform parents, guardians, staff, vendors and contractors of the locations of ACBM.

Ensure properly trained and licensed personnel conduct asbestos related activities utilizing proper
procedures.

Document and retain records of all asbestos related activities.

9. Comply with government regulations concerning asbestos.

RSN

b
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4. KEY PERSONS

Local Education Agency

A school’s governing body, i.e., the Local Education Agency (LLEA), is responsible for ensuring all requirements of
40 CFR 763.80 and RCSA Section 19a-333-2 are met. The Town of Wilton Public Schools is the LEA for this

facility.

40 CFR 763.80 and RCSA 19a-333-2 requires the LEA designate a person (Designated Person) to carry out its’
obligations on its behalf and lists the responsibilities. This person is responsible for managing the school Asbestos
Management Plan (AMP) and compliance with the federal asbestos regulations. These sections also require the
LEA to train the Designated Person on their responsibilities and provide any necessary resources for the Designated
Person to implement the AMP.

Designated Person

The Designated Person for the Town of Wilton Public Schools will ensure the school’s responsibilities under EPA
40 CFR 763.80 and RCSA 19a-333-2 are met.

The Designated Person must attend an asbestos training program that meets course requirements of 40 CFR 763.84
and RCSA 19a-333-2(h). Copies of the Designated Person training certifications can be found in Appendix C.

The Designated Person’s responsibilities include:

Asbestos Management Plan Responsibilities

» Ensuring all persons that perform Asbestos Inspections; Re-inspections; Periodic Surveillance; Develop or
Update the school’s Asbestos Management Plan; and Develop, Design, and Implement Response Actions
are accredited, licensed, and trained, and perform the activities in accordance with regulations;

* Ensuring custodial and maintenance employees and newly-hired employees are trained,

»  Annually notifying school employees, building occupants or legal guardians of the existence and location of
the school’s Asbestos Management Plan and school Asbestos Activities;

* Ensuring contractors (telephone repair workers, utility workers, non-school maintenance workers, etc.) that
may come in contact with ACBM and PACM during the course of their work are provided with information
on the locations of the ACBM and PACM,;

s Obtaining a signed letter from architects that certify building materials that were installed during any
renovation are 100% asbestos-free;

¢ Obtaining and keeping Safety Data Sheets (SDS) on newly installed building materials;

* Ensuring Asbestos Warning Labels are posted and/or placed;

* Recording and maintaining asbestos documents and records in a central location at the school;

» Ensuring the school has an Asbestos Operations and Maintenance Program that meets the requirements of
State regulations; and,

+  Submitting the required State of Connecticut Notification Form on 3-Year Re-Inspections to the State of
Connecticut Department of Public Health, indoor Air Department.

» Consider whether any conflict of interest may arise among personnel undertaking activities related to the
asbestos materials in the school.

Asbestos Recordkeeping Responsibilities

As an asbestos program manager, the Designated Person must see to it that the following records are kept in the
management plan:
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«  General information, such as the list of the names and addresses of all school buildings, whether the school
building contains ACBM or suspect ACBM.

* Inspection and re-inspection reports, including assessments and recommendations and sampling results,

*  Description of the operation and mainienance program, including documentation on operations and
maintenance activities impacting the ACBM or suspect ACBM.

* Response action documentation, fiber release episode and preventative measure documentation, including
air clearance sampling, monitoring reports, accreditation certificates of persons designing and conducting
the activities, etc.

*  Six-month periodic surveillance inspection documentation.

* Copies of information on required notifications.

*  Waste manifest records.

*  Documentation on the training for maintenance and custodial staff.

* Copies of the annual notification to workers and building occupants or legal guardians.

»  Short-term worker and contractor notification.

* Signed letter from architect for that certify building materials that were installed during any renovation are
100% asbestos-free.

* SDS on all newly installed building materials.

Asbestos Inspector and Management Planner

Scott Johnson of ATC conducted this re-inspection. Mr. Johnson, an accredited Asbestos Inspector/Management
Planner, identified all known and assumed ACBM, determined friability for each material and assessed the
condition and damage potential for all friable materials in accordance with RCSA 19a-333-3 through 19a-333-6.
Scott Johnson of ATC, an accredited Asbestos Inspector/Management Planner also provided the Management Plan
component, as stipulated in RCSA 19a-333-7 & 10. This School was renovated as new with construction
completed in 2017.

Persons That Design or Conduct Response Actions

The Designated Person ensures that only accredited and licensed persons are hired to design and conduct response
actions, as required by RCSA 20-440-1 through 20-440-9 and 20-441, titled, “Licensure and Training
Requirements for Persons Engaged in Asbestos Abatement and Consultation Services”, and “Refresher Training .
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(\ 5. DESIGNATED PERSON STATEMENT OF CERTIFICATION
“I acknowledge that I am the Designated Person for the Town of Wilton Public Schools and certify, as required

under 40 CFR 763.93, that the Local Education Agency responsibilities, as stipulated by 40 CFR 763.84, have been
or will be met.”

Name_Josc S Fi jae_/_&\k’ _____
Title j;'!f{f_{(;_'g_ /) Y]r.f./ 5(; ol

Signature ﬂi:]cz'le ﬂ / - ﬂ{;} Date "7/ // /d
J V4 € ¢




6. 2018 RE-INSPECTION REPORT

Background Information

The purpose of this re-inspection is to identify known and assumed ACBM and to assess the condition of these
materials in accordance with the U. S. Environmental Protection Agency (EPA) AHERA and Connecticut Asbestos-
In-Schools regulations.

Building Structure

The Driscoll Elementary School section is a one-stery building constructed of brick and concrete. Interior finish
materials are typical, which include; but not limited to, gypsum board and joint compound, plaster, suspended
ceiling tiles, carpet, floor tiles, wood flooring, and ceramic tiles.

The Miller Elementary School section is a one-story with a basement building constructed of brick and concrete.
Interior finish materials are typical, which include; but not limited to, gypsum board and joint compound, plaster,
suspended ceiling tiles, carpet, floor tiles, wood flooring, and ceramic tiles

Previous Inspection Data
Previous bulk sampling data and past re-inspection reports are maintained by the LEA.

Previous Asbestos Abatement

Asbestos abatement was conducted since the previous re-inspection.

The Miller/Driscoll Elementary School facility underwent a major renovation in 2015-2018 which included a new
addition and a renovate as new throughout the entire school building. A letter from the Architects was supplied and
a copy can be found in appendix E.

The Driscoll Elementary School facility underwent a major renovation in 1995 which included the addition of the
Administration and Media Center wing. A letter from DeCarlo & Doll, Inc. Architects was supplied regarding new

materials install within the facility that specified no asbestos containing materials were used. A copy of the letter
can be located at the LEA office.

Bulk Sample Collection and Analysis

Bulk samples were not collected as part of this re-inspection.
The following information on collection and analysis is included for reference.

Number of Samples

To ascertain whether ACBM or PACM contains asbestos, a minimum number of samples of each type of material
are collected in a random manner. All test samples of a material must be negative to be considered a non-asbestos-
containing material. Samples are submitted to a laboratory that is successfully participates in the National
Voluntary Laboratory Accreditation Program (NVLAP) or the American Industrial Hygiene Association BAPAT
Program, or equivalent proficiency program for bulk asbestos analysis.

The minimum number of samples collected is based on the amount of material, as follows:

| Surfacing Material
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Amount of Homogeneous Material Minimum No. of Samples

o < 1,000 f 3

« > 1,000 ft? 1o < 5,000 ft* 5

« > 5,000 f* 7

Thermal System Insulation

Amount of Homogeneous Material Minimum No. of Samples
» each homogenous material 3

« each patched area of < 6 ft or 6 fi? ]
« each mechanical system with cement or ]
plaster on fittings such as tees, elbows, valves

Miscellaneous Material
Amount of Homogeneous Material Minimum No. of Samples
+ each material 2

Summary of Asbestos-Containing Building Materials

Renovations of referenced school building was completed in 2017 following the design of TSKP Studio Architects.

Appendix E contains a letter from the architect-of-record stating that no ACBM was used in the renovation or
construction of the new building. [t is important to note that the architect letter does not relieve the LEA from
conducting asbestos inspections prior to renovation or demolition activities, in accordance with EPA 40 CFR Part
61* (NESHAP). Interior building materials that would be subject to these inspections include, but are not limited to,
flooring and associated adhesives, gypsum wallboard and associated joint compound, fixed and suspended ceiling
tiles, caulking and sealants.

Based on the referenced documentation provided by Wilton Schools with historic bulk sampling review during the
inspection; the Miller/Driscoll Elementary School, contains no known or presumed interior ACBM per referenced
Architectural letters and historic sampling. All known asbestos was abated during renovations.

All other materials not sampled are covered under the Architectural Letter(s) located in Appendix E.

Please note that this management plan does not replace the need to conduct a NESHAP inspection prior to any and
all renovations.
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7. RECOMMENDED RESPONSE ACTIONS

AHERA regulation 40 CFR § 763.90 and RCSA § 19a-333-7 require that each Management Planner recommend a
Response Action from at least one of the following:

Removal;

Encapsulation;

Enclosure;

Repair; and/or,

Maintain existing ACM and/or PACM in a physically intact condition in accordance with procedures in the
Q&M Program,

o L N —

There was no identified ACM or PACM within the building, therefore there is no recommended response actions at
this time.

Evaluation of Resources Necessary te Perform Response Actions

ATC provides the following cost estimates to carry out Response Actions:
¢  Scheduled 3-year re-inspection and management plan update — Nof required

e Scheduled 6-month periodic surveillance — Nof required
e Routine asbestos maintenance — None required

“
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8. INITIAL/ADDITIONAL CLEANING

Initial cleaning is not applicable as stated in RCSA § 19a-333-8(a), “Operations and Maintenance, Cleaning;”
because there is no friable or non-friable ACBM present within the School.

>
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APPENDIX A

ACBM MANAGEMENT PLAN TABLES

.
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APPENDIX B

( CONSULTANT & DESIGNATED PERSON CERTIFICATIONS
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Scott Johnson

has successfully completed the
Asbestos Site Inspector Refresher Training
Asbestos Accreditation Under TSCA Title Il
40 CFR Part 763

conducted by

U.
L

r: (iregory Morsch

Regional Trammg'Ma

SIAR - 5858

73 William Franks Drive

ATC Group Services LLC
West Springfield, MA 01089
(413) 781-0070

Principal Instructor: Gregory Morsch
October 12, 2017

Date of Course

teﬂrﬁcme Number

October 12, 2017

Examination Date

October 12, 2018

Expiration Date
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Scott Johnson

has successfully completed the
Asbestos Site Inspector Refresher Training
Asbestos Accreditation Under TSCA Title Il
40 CFR Part 763

conducted by

Cardno 4TC

73 William Franks Drive

West Springfield, MA 01089

(413) 781-0070

?7-% /ﬂ..—

Principal Instructor; Thomas Dion hd

SIAR-5258

October 15, 2015

October 15, 2015

—

October 15, 2016







