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T6       8"       CONIFEROUS TREE

T7       6"       CONIFEROUS TREE

T8       6"       CONIFEROUS TREE

T9       6"       CONIFEROUS TREE

T10      6"       CONIFEROUS TREE

T11      6"       CONIFEROUS TREE

T12      6"       DOUBLE CONIFEROUS

TREE

T13      6"       CONIFEROUS TREE

T14      7"       CONIFEROUS TREE

T15      6"       CONIFEROUS TREE

T16      6"       CONIFEROUS TREE

T17      6"       CONIFEROUS TREE

T18      6"       CONIFEROUS TREE

T19      6"       CONIFEROUS TREE

T20      7"       DOUBLE CONIFEROUS

TREE

T21      6"       CONIFEROUS TREE

T22      6"       CONIFEROUS TREE

T23      8"       CONIFEROUS TREE

T24      7"       CONIFEROUS TREE

T25      7"       CONIFEROUS TREE

T26      7"       CONIFEROUS TREE

T27      9"       CONIFEROUS TREE

T28      6"       CONIFEROUS TREE

T29      8"       CONIFEROUS TREE

T30      7"       CONIFEROUS TREE

T31      7"       CONIFEROUS TREE

T32      7"       COFFEE TREE

T33      6"       DECIDUOUS TREE

T34      8"       DECIDUOUS TREE

T35      13"      DECIDUOUS TREE

T36      13"      DECIDUOUS TREE

T37      12"      DECIDUOUS TREE

T38      7"       DECIDUOUS TREE

T39      11"      DECIDUOUS TREE

T40      14"      DECIDUOUS TREE

T41      6"       DECIDUOUS TREE

T42      14"      DECIDUOUS TREE

T43      15"      DECIDUOUS TREE

T44      15"      DECIDUOUS TREE

T45      9"       DECIDUOUS TREE

T46      14"      DECIDUOUS TREE

T47      6"       DECIDUOUS TREE

T48      6"       DOUBLE DECIDUOUS

TREE

STORM

MH 3434

TOP=188.89

INV=184.41

INV=182.16
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WATER
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T48      6"       DOUBLE DECIDUOUS

TREE

T49      18"      MAPLE

T50      18"      MAPLE

T51      15"      MAPLE

T52      18"      MAPLE

T53      9"       MAPLE

T54      18"      MAPLE

T55      20"      MAPLE

T56      13"      MAPLE

T57      18"      MAPLE

T58      12"      OAK

T59      12"      OAK

T60      22"      TWIN OAK

T61      15"      TWIN OAK

T62      41"      OAK

T63      27"      OAK

T64      13"      OAK

T65      6"       PINE

T66      7"       PINE

T67      7"       PINE

T68      6"       PINE CLUSTER
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T70      17"      PINE
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T73      15"      PINE
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T76      6"       DEAD PINE
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CONCRETE SIDEWALK

CONCRETE SIDEWALK

CONCRETE SIDEWALK

CONCRETE RAMP

CONCRETE RAMP

C&G

C&G

C&G

C&G

C&G

C
&

G

B
R

I
C

K
 
C

R
O

S
S

W
A

L
K

A
S

P
H

A
L
T

A
S

P
H

A
L
T

C
O

N
C

R
E

T
E

 
S

I
D

E
W

A
L
K

ASPHALT TRAVELWAY

<-- ONE WAY

ASPHALT TRAVELWAY

ONE WAY -->

GRASS AREA

A
S

P
H

A
L

T
 
T

R
A

V
E

L
W

A
Y

O
N

E
 
W

A
Y

 
-
-
>

ASPHALT PARKING AREA

B

R

I

C

K

 

C

R

O

S

S

W

A

L

K

BRICK CROSSW
ALK

T95

E
D

G
E

 
O

F
 
H

I
G

H
 
S

C
H

O
O

L

F
F

=
1

8
4

.
1

0

EDGE OF HIGH SCHOOL

EDGE OF HIGH SCHOOL

EDGE OF HIGH SCHOOL

E

D

G

E

 

O

F

 

H

I

G

H

 

S

C

H

O

O

L

PRESS BOX

CONCRETE SIDEWALK

CONCRETE SIDEWALK

C
O

N
C

R
E

T
E

 
S

I
D

E
W

A
L

K

C

O

N

C

R

E

T

E

 

S

I

D

E

W

A

L

K

G

E

N

E

R

A

T

O

R

 

O

N

C

O

N

C

R

E

T

E

 

P

A

D

C

O

N

C

R

E

T

E

 
S

I
D

E

W

A

L
K

STORM DRAIN

STORM DRAIN

B

R

I

C

K

C

R

O

S

S

W

A

L

K

ASPHALT TRAVELWAY

A
S

P
H

A
L
T

 
T

R
A

V
E

L
W

A
Y

E

X

.

 

1

0

'

 

E

A

S

E

M

E

N

T

 

F

O

R

 

S

U

R

F

A

C

E

D

R

A

I

N

A

G

E

D

.

B

.

 

2

0

2

,

 

P

G

.

 

2

2

3

E

X

.

 

1

0

'

 

E

A

S

E

M

E

N

T

 

F

O

R

 

S

U

R

F

A

C

E

D

R

A

I

N

A

G

E

D

.

B

.

 

2

0

2

,

 

P

G

.

 

2

2

3

T1

T2

T3

T4

T5

T6

T7

T8

T9

T10

T11

T12

T13

T14

T15

T16

T17

T18

T19

T20

T21

T22

T23

T24

T25

T26

T27

T28

T29

T30

T31

T32

T33

T34

T35

T36 T37

T38

T39

T40

T41

T42

T43
T44

T45

T46

T47

T48

T49

T50

T51

T52

T53

T54

T55

T56

T57

T58

T59

T60

T61

T62

T63

T64

T65

T66

T67

T68

T69

T70

T71

T72

T73

T74

T75

T76

T77

T78

T79

T80

T81

T82

T83

T84

T85

T86

C

O

N

C

E

S

S

I

O

N

 

S

T

A

N

D

F

F

=

1

9

2

.

1

1

SANITARY MH 3579

TOP=191.63

S

CONCRETE

PAD

CONCRETE

PAD

C
O

N
C

R
E

T
E

 
S

I
D

E
W

A
L
K

C

O

N

C

R

E

T

E

 

S

I

D

E

W

A

L

K

2202

1577

3434

1839

1576

2168

2169

2170

2171

2172

2173

2584

S

H

E

D

3579

B

R

I

C

K

C

R

O

S

S

W

A

L

K

B
R

I
C

K

C
R

O
S

S
W

A
L
K

CONC.

WALK

1078

3029

CONCRETE

PAD

C

O

N

C

R

E

T

E

 

S

I

D

E

W

A

L

K

A

S

P

H

A

L

T

ASPHALT

A

S

P

H

A

L

T

A

S

P

H

A

L

T

GRASS AREA

GRASS AREA

G

E

E

E

E

W

C & G

GRASS AREA

T97

T98

T99

T100

T103

T104

T102

T101

8

TAG      TRUNK   TYPE

T1       6"       CEDAR

T2       6"       CEDAR

T3       7"       CONIFEROUS TREE

T4       6"       CONIFEROUS TREE

T5       6"       CONIFEROUS TREE

T6       8"       CONIFEROUS TREE

T7       6"       CONIFEROUS TREE

T8       6"       CONIFEROUS TREE

T9       6"       CONIFEROUS TREE

T10      6"       CONIFEROUS TREE

T11      6"       CONIFEROUS TREE

T12      6"       DOUBLE CONIFEROUS

TREE

T13      6"       CONIFEROUS TREE

T14      7"       CONIFEROUS TREE

T15      6"       CONIFEROUS TREE

T16      6"       CONIFEROUS TREE

T17      6"       CONIFEROUS TREE

T18      6"       CONIFEROUS TREE

T19      6"       CONIFEROUS TREE

T20      7"       DOUBLE CONIFEROUS

TREE

T21      6"       CONIFEROUS TREE

T22      6"       CONIFEROUS TREE

T23      8"       CONIFEROUS TREE

T24      7"       CONIFEROUS TREE

T25      7"       CONIFEROUS TREE

T26      7"       CONIFEROUS TREE

T27      9"       CONIFEROUS TREE

T28      6"       CONIFEROUS TREE

T29      8"       CONIFEROUS TREE

T30      7"       CONIFEROUS TREE

T31      7"       CONIFEROUS TREE

T32      7"       COFFEE TREE

T33      6"       DECIDUOUS TREE

T34      8"       DECIDUOUS TREE

T35      13"      DECIDUOUS TREE

T36      13"      DECIDUOUS TREE

T37      12"      DECIDUOUS TREE

T38      7"       DECIDUOUS TREE

T39      11"      DECIDUOUS TREE

T40      14"      DECIDUOUS TREE

T41      6"       DECIDUOUS TREE

T42      14"      DECIDUOUS TREE

T43      15"      DECIDUOUS TREE

T44      15"      DECIDUOUS TREE

T45      9"       DECIDUOUS TREE

T46      14"      DECIDUOUS TREE

T47      6"       DECIDUOUS TREE

T48      6"       DOUBLE DECIDUOUS

TREE

STORM
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NO
PARKING

FIRE
LANE

EM. VEH. EAS.

CITY OF ALEX.

FIGURE 3 - FIRE LANE SIGN

Fire Lane Designations

1. Fire Lanes
Emergency vehicle easements shall be a minimum of 22 feet across the travel lane. The
emergency vehicle easement shall provide access to strategic areas of the building and fire
protection systems as designated by the Director of Code Enforcement. Curbing and street
components shall conform the standards established by Transportation and Environment
Services for emergency vehicle easements.

2. Sign Specifications

Fire lane signs shall be metal construction, 12 inches wide and 18 inches in height. Provide
red letters on reflective white background with a 3/8-inch red trim strip around the entire
outer edge of the sign.

The lettering shall be "NO PARKING FIRE LANE," Placed as shown in Figure 3. lettering
size shall be as follows: "NO PARKING" - 2 inches    FIRE LANE" - 2-1/2 inches.  Arrows
(where applicable) - 1 inch by 6 inches solid shaft with solid head 1-1/2 inches wide and 2
inches deep.

Signs shall be mounted with the bottom of the sign 7 feet above the roadway, and shall be
properly attached to a sign post or other approved structure as designated by the Director of
Code Enforcement.  Posts for signs, when required, shall be metal and securely mounted.

Lock to Lock Time

Track

Width

:

:

:

feet

REAR MNT LADDER

6.00

9.00

9.00

Steering Angle 33.30:

20.177.00

41.33

Signs shall face in the direction of vehicle travel.  In areas where fire lanes involve two-way traffic,
double mounted signs shall be provided.  The maximum distance between signs shall be 100 feet.
Other special signs or modifications to fire lane signs shall be approved by the Fire Marshal.
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ACPS                    T.C. WILLIAMS
PARKER-GRAY  H.S. STADIUM

L2.0

CONSTRUCTION PLAN

1" = 10'-0"

CONCESSION AREA SITE PLAN1 0 5 10 20

SCALE: 1" = 10'-0"

1" = 20'-0"

SIDEWALK REPLACEMENT PLAN2 0 10 20 40

SCALE: 1" = 20'-0"

CONSTRUCTION NOTES

EX1 CONCRETE PAVING TO REMAIN

EX3 TRACK SURFACE - LANES 1-7 TO BE RE-SURFACED; SEE CIVIL DWGS.

EX4 CONCRETE CURB TO REMAIN

EXISTING CONDITIONS

EX5 FENCE TO REMAIN

EX2 ASPHALT PAVING TO REMAIN

P1 SCORED CONCRETE PAVING; SEE CIVIL DWGS.; SEE 1/L3.0 FOR EXPANSION & SCORE JOINT DETAILS

PAVING

P2 PERMEABLE CONCRETE PAVERS; SEE CIVIL DWGS.; SEE 2/L3.0 FOR METAL EDGE RESTRAINT

W1 MASONRY SEAT WALL; SEE ARCH. DWGS.

WALLS

FG1 BLACK VINYL-COATED CHAIN-LINK FENCE; MATCH EXISTING (INCLUDING HEIGHT)

FENCES & GATES

F1 MOVABLE TABLE - QTY. 8; SEE 4/L3.0

FURNISHINGS

EX

P

W

FG

F

LE1 PEDESTRIAN SCALE POLE FIXTURE; SEE LIGHTING, ELECTRICAL, & STRUCTURAL DWGS.; SEE 3/L3.0 FOR POLE BASE CONDITIONS

LIGHTING & ELECTRICALLE

EX6 TREES TO REMAIN

F2 MOVABLE CHAIR - QTY. 24; SEE 5/L3.0

L1 PLANT BED; SEE L4.0 SERIES DWGS.

LANDSCAPEL

L2 STORMWATER MANAGEMENT FACILITY; SEE CIVIL DWGS. & L4.1

NOTE: ALL DISTURBED AREAS SHALL BE SEEDED PER SPECIFICATIONS

P3 ASPHALT PAVING - MILL & OVERLAY EXISTING; SEE CIVIL DWGS.

P4 ASPHALT PAVING - NEW FULL DEPTH; SEE CIVIL DWGS.

P5 NEW TRACK SURFACE; SEE CIVIL DWGS.

W2 MASONRY SEAT WALL @ RAISED PLANTER; SEE ARCH. DWGS.

W3 MASONRY WALL; SEE ARCH. DWGS.

EX7 GATE TO REMAIN

LE2 ATHLETIC FIELD LIGHTING (BY OTHERS)

ADD ALTERNATE: ALL DISTURBED AREAS SHALL BE SODDED  PER SPECIFICATIONS & 2/L4.2

SE
E 1

/L
2.0

SEE
2/L2.0

SEE
2/L2.0
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WALK WITH FACE OF
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CONCRETE PAVING TO
EDGE OF EXISTING TRACK
SURFACE

NOTE: SEE ARCH.
DRAWINGS FOR
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L2.1

HARDSCAPE LAYOUT PLAN

1" = 10'-0"

CONCESSION AREA SITE PLAN1 0 5 10 20

SCALE: 1" = 10'-0"

1" = 20'-0"

SIDEWALK REPLACEMENT PLAN2 0 10 20 40

SCALE: 1" = 20'-0"

SE
E 1

/L
2.1

SEE
2/L2.1

SEE
2/L2.1

1. LAYOUT AND DIMENSIONS SHOWN ON THIS DRAWING ARE FOR PURPOSES OF ILLUSTRATING DESIGN
INTENT. ALL DIMENSIONS SHALL BE VERIFIED IN THE FIELD BY THE CONTRACTOR.

2. WRITTEN DIMENSIONS WILL PREVAIL ON THIS LAYOUT PLAN.  DO NOT SCALE FROM THIS PLAN.
3. IMMEDIATELY REPORT DISCREPANCIES FOUND BETWEEN PLAN DIMENSIONS AND ACTUAL FIELD

CONDITIONS TO THE LANDSCAPE ARCHITECT.
4. CONTRACTOR SHALL STAKE AND/OR PAINT LAYOUT FOR APPROVAL BY LANDSCAPE ARCHITECT AND

OWNER PRIOR TO CONSTRUCTION. THE CONTRACTOR SHALL SCHEDULE LAYOUT REVIEW MEETING WITH
LANDSCAPE ARCHITECT PRIOR TO CONSTRUCTION.

5. VERIFY THE CORRECT LOCATION OF ALL UTILITIES IN THE FIELD PRIOR TO CONSTRUCTION. CONTRACTOR
SHALL NOTIFY MISS UTILITY.

6. SEE L2.0 FOR GRADING & PLANTER DRAINAGE PLAN

LAYOUT NOTES
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NEW CONCRETE PAVING; SEE CIVIL DWGS.

12"  S.S DOWEL @24"
O.C IN GREASED SLEEVE

3/8" PREMOLDED
EXPANSION JOINT (TYP)

EXISTING
CONCRETE
PAVING

INFILL EPOXY

NEW CONCRETE PAVING ABUT EX. CONCRETE SLAB

CONCRETE
SIDEWALK

RECESS JOINT FILLER 1/2"

JOINT SEALANT; WHERE EXPOSED,
COLOR TO MATCH CONCRETE

3/8" PRE-MOLDED
EXPANSION JOINT

TOOL EDGE 1/2" RADIUS - TYP.

3/8"

BACKER ROD
NOTE:
1. INSTALL EXPANSION JOINTS IN PAVING
AND PAVEMENT WHERE PAVEMENT
ABUTS VERTICAL SURFACES SUCH AS, BUT
NOT LIMITED TO BUILDING, WALLS,
FOOTINGS, CURBING, HYDRANTS, OR
OTHER VERTICAL SITE FEATURES.

RECESS JOINT FILLER 1/2"

JOINT SEALANT

3/8" PRE-MOLDED EXPANSION JOINT

BACKER ROD

X

1/
2"

 M
IN

.

REINFORCED CONCRETE BASE
SLAB

WELDED WIRE MESH

NOTES:
1. DEPTH OF JOINT SHALL BE

1/4 THE DEPTH OF SLAB.
2. SEE PLAN FOR LOCATIONS.

SCORED CONCRETE PAVING

1/4" RADIUS EDGED
HAND-TOOLED JOINT

1/4" MAX.

EXPANSION JOINT AT VERTICAL SURFACE TYPICAL EXPANSION JOINT
NTS

CONCRETE SCORE JOINT
NTS

PERMEABLE CONCRETE UNIT PAVER:
5"X10" AQUA-FLO BY YORK BUILDING
PRODUCTS; STANDARD FINISH, COLOR:
GRANITE

X X X X X

METAL EDGE RESTRAINT:
PERMALOC STRUCTUREDGE ALUMINUM
HARDSCAPE EDGING RESTRAINT, 1/8" x 2 1/4",
BLACK DURAFLEX; REQUIRED AT ALL "SOFT" EDGES
INCLUDING AT LAWN AND PLANT BED

XXX

X

X

X

SE
E 

CI
VI

L 
DW

GS
.

FO
R 

PA
VI

N
G

BA
SE

/S
U

BB
AS

E

UNIT PAVING

LEVELING GAP TO BE FILLED WITH GROUT
PER MANUFACTURER'S SPECIFICATIONS

STANDARD BASE COVER; WILL
HIDE PAVING JOINT

METAL POLE

ANCHOR BOLT PROJECTION PER
MANUFACTURER'S PRODUCT LITERATURE

REINFORCED CAST-IN-PLACE
CONCRETE FOOTING; SEE
STRUCTURAL DWGS.

3"

X X XXXX

6" COMPACTED CRUSHED AGGREGATE

COMPACTED SUBGRADE

LEVELING GAP TO BE FILLED WITH GROUT
PER MANUFACTURER'S SPECIFICATIONS

STANDARD BASE COVER
METAL POLE

REINFORCED CAST-IN-PLACE
CONCRETE FOOTING; SEE
STRUCTURAL DWGS.

6" COMPACTED CRUSHED AGGREGATE

COMPACTED SUBGRADE

FINISHED GRADE OF SIDEWALK
LAWN

ANCHOR BOLT PROJECTION PER
MANUFACTURER'S PRODUCT LITERATURE

3/4" CHAMFER

6"

1'-0"
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L3.0

CONSTRUCTION DETAILS

1-1/2"=1'-0"

CONCRETE PAVING - EXPANSION AND SCORE JOINTS1

1-1/2"=1'-0"

PERMEABLE CONCRETE PAVERS - METAL EDGE RESTRAINT2

NTS

MOVABLE TABLE4

NTS

MOVABLE CHAIR5

3/4"=1'-0"

PEDESTRIAN SCALE POLE FIXTURE - BASE CONDITIONS3

COLOR: TBD FROM MAUFACTURER'S FULL RANGE

COLOR: TBD FROM MAUFACTURER'S FULL RANGE
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2 LIA
93 HAB

1 ARO
55 LMB

SEE 1/L4.1 FOR
SWM PLANTING

10 HQS
1 ACA

28 ANB

1 LIA
27 HAB

1 ACA

20 IGL
36 ANB

32 PVC

3 PAB

2 PST

+
+

+
+

+
+

+
+

+
+

+
+

+ + + + +

+
+
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+
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+ + +
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+
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+

+
+

+
+

+
+

+
+

+
+

+
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+

+
+

+

5 PAB

4 PST

3 PAB

2 PST

SEE 2/L4.1 FOR
SWM PLANTING
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L4.0

PLANTING PLAN

1" = 10'-0"

CONCESSION AREA PLANTING PLAN1 0 5 10 20

SCALE: 1" = 10'-0"

1" = 20'-0"

ADDITIONAL BUFFER TREE PLANTING PLAN2 0 10 20 40

SCALE: 1" = 20'-0"

PLANTING SCHEDULE
QTY. KEY  BOTANICAL NAME

   COMMON NAME SIZE CONT. REMARKS

TREES
1 ARO Acer rubrum 'October Glory' 3-3-1/2" cal. B & B Specimen Quality

   October Glory Red Maple
2 ACA Amelanchier canadensis 8'-10' ht. min. B & B Matching, 5 Stems Min.

   Serviceberry
3 LIA Lagerstroemia indica x faueri 'Arapaho' 8'-10' ht. min. B & B Matching

   Arapaho Crape Myrtle
8 PST Pinus strobus 8'-10' ht. min. B & B Matching

   Eastern White Pine
11 PAB Picea abies 8'-10' ht. min. B & B Matching

   Norway Spruce

SHRUBS AND PERENNIALS
64 ANB Aster novi-belgii 'Wood's Blue' #1 Cont. 18" o.c.

   Wood's Blue New York Aster
120 HAB Heuchera villosa 'Autumn Bride' #1 Cont. 18" o.c.

   Autumn Bride Coral Bells
10 HQS Hydrangea quercifolia 'Sike's Dwarf' 24"-30" ht. Cont. 36" o.c.

   Sike's Dwarf Oakleaf Hydrangea
20 IGL Ilex glabra 24"-30" ht. Cont. 40" o.c.

   Inkberry
55 LMB Liriope muscari 'Big Blue' #1 Cont. 15" o.c.

   Big Blue Lilyturf
32 PVC Panicum virgatum 'Cape Breeze' #2 Cont. 24" o.c.

   Cape Breeze Switchgrass

SE
E 1

/L
4.0

SEE
2/L2.0

SEE
2/L4.0
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8 IGL

6 ITV

9 PVH

1 MVI

48 AMS

26 AMS

6 PVH

+
+

+
+

+
+

+
+

+
+

+
+

+ + + + +

+
+

+
+

+
+

+
+

+
+

+ + +

+
+

+
+

+
+

+
+

+
+

3 MVI 18 IGL

13 ITV

2 MVI

38 IRV

33 PVR

40 PVH

109 AMS

63 AMS

1/8" = 1'-0"

STORM WATER FACILITY PLANTING PLAN
1/8" = 1'-0"

21 STORM WATER FACILITY PLANTING PLAN

STORM WATER FACILITY PLANTING SCHEDULE
QTY. KEY  BOTANICAL NAME

   COMMON NAME SIZE CONT. REMARKS

TREES - ORNAMENTAL
6 MVI Magnolia virginiana 8'-10' ht. min. B & B Multistem/5 canes min.

   Sweetbay Magnolia

SHRUBS AND PERENNIALS
246 AMS Amsonia tabernaemontana #1 Cont. 18" O.C.

   Bluestar
19 ITV Itea virginica 'Henry's Garnet' 24"-30" Ht. Cont. 36" O.C.

   Sweetspire
26 IGL Ilex glabra 24"-30" Ht. Cont. 40" o.c.

   Inkberry
38 IRV Iris versicolor #1 Cont. 18" o.c.

   Blue Flag Iris
55 PVH Panicum virgatum 'Heavy Metal' #2 Cont. 36" O.C.

   Blue Switchgrass
33 PVR Panicum virgatum 'Hanse Hermes' #2 Cont. 36" O.C.

   Red Switchgrass

A B C D E F G H J K L M
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STORMWATER PLANTING
PLAN
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CONTINUOUS MIXED PLANTING SOIL (ALL COMPONENTS MIXED
EVENLY THROUGH ENTIRE PLANTING SOIL PROFILE)

50% EXISTING SOIL
25% ORGANIC MATTER / COMPOST
25% IMPORTED TOPSOIL

UNTILLED SUBGRADE

ROUGH GRADED SUBGRADE; TILL TO MIN. 6" DEPTH
3"

3" LAYER OF MULCH IN PLANT BEDS.

FINISH GRADE. FINE GRADE (ALL PLANTING AREAS SLOPE TO DRAIN)

VA
RI

ES
15

" M
IN

.

REMOVE DORMANT TOPS AS APPROPRIATE  TO
THE SEASON AND THE SPECIES OF PLANT. IF BED IS
MULCHED PRIOR TO PLANTING PULL BACK MULCH
PRIOR TO DIGGING HOLE.  REMOVE CONTAINERS
AND PULL ROOT MAT OUT  OF THE POTTING MIX.

PLANTING SOIL; SEE 1/L4.2 -
CONTINUOUS PREPARED
PLANTING BED

3" MULCH

SCARIFY SUBSOIL TO 6" MIN. DEPTH

LAWN SODDING PREPARATION NOTES:
1). ROTOTILL SUBGRADE TO A DEPTH OF 4
INCHES PRIOR TO PLACEMENT OF TOPSOIL.
2). PLACE TOPSOIL ON TOP OF TILLED
SUBGRADE  TO DEPTH REQUIRED.
3). COMPACT EACH LIFT UP TO 90%.
4). FINE GRADE LAWN AREA PRIOR TO
SODDING.
5). SOD AS PER DETAIL.
7). FERTILIZE AS REQUIRED.
8). PROTECT LAWN AREAS FROM
SUBSEQUENT CONSTRUCTION ACTIVITY.
9). ALL DISTURBED AREAS THAT ARE NOT
PLANT BEDS SHALL BE SODDED.UNTILLED EXISTING SUBGRADE-

CONTRACTOR TO VERIFY
SUBGRADE DRAINAGE

ALL LAWN AREAS SHALL RECEIVE
4" TOPSOIL.

ROUGH GRADED SUBGRADE;
TILL TO MIN. 3" DEPTH

3"
4"

FINISH GRADE. FINE GRADE (ALL
LAWN AREAS SLOPE TO DRAIN)

LAWN- SOD

3" MULCH

SET 1/8 OF ROOT BALL
ABOVE FINISH GRADE

PLANTING SOIL; SEE 1/L4.2 -
CONTINUOUS PREPARED
PLANTING BED

SCARIFY SUBSOIL TO 6"
MIN. DEPTH

SEE PLANS FOR EDGE
TREATMENT

NOTE:
FOR CONTAINER SHRUBS, COMPLETELY
REMOVE ALL NON-BIODEGRADABLE
CONTAINERS & SCARIFY ROOT BALL.

FOR B&B SHRUBS, CUT AND REMOVE
BURLAP FROM TOP 1/3 OF ROOT BALL.

TURNBUCKLE

GUYWIRE OR CABLE

GUYING STAKE

GROUND ANCHOR OR
DEADMAN

PLANTING SOIL; SEE 1/L4.2

DO NOT  PRUNE
PLANT

DO NOT COVER BASE OF
TRUNK WITH MULCH

SET 1/8 OF ROOTBALL
ABOVE FINISHED GRADE

4" EARTH SAUCER TO
RETAIN WATER

TAMP SETTING BED
BENEATH ROOT BALL

DO NOT EXCAVATE
BENEATH ROOT BALL

GUY ALL TREES OVER 3" CALIPER
W/ (3) 24" X 2" X 2"  HARDWOOD
STAKES, GALVANIZED  WIRE AND
BLACK RUBBER HOSE.

FINISH
GRADE

REMOVE BURLAP FROM TOP OF
ROOT BALL; FOLD DOWN
REMAINING; AFTER LOCATION AND
DEPTH HAVE BEEN APPROVED BY
LANDSCAPE ARCHITECT

IF TREE COMES IN WIRE BASKET:
· CUT TOP 2 ROWS OF WIRE IN 4

PLACES.
· FOLD WIRE DOWN INTO HOLE.

NOTES:
STAKING AND GUYING

3"  MULCH

2 X WIDTH OF ROOTBALL

FINISH GRADE

CUT BURLAP AND REMOVE FROM TOP
OF ROOT BALL; FOLD DOWN
REMAINING INTO HOLE

IF TREE COMES IN WIRE  BASKET: CUT TOP
2  ROWS OF WIRE IN 4  PLACES AND FOLD
DOWN  INTO HOLE

DO NOT PRUNE PLANT

DO NOT COVER BASE OF
TRUNKS WITH MULCH
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ACPS
T.C. WILLIAMS
PARKER-GRAY
H.S. STADIUM

3330 KING STREET
ALEXANDRIA, VA 22302

CONSTRUCTION DOCUMENTS

2018.11.16

216127.00

ACPS                    T.C. WILLIAMS
PARKER-GRAY  H.S. STADIUM

NTS

TYPICAL PLANT BED PREPARATION1

NTS

SHADE TREE PLANTING5

NTS

PERENNIAL / GROUNDCOVER PLANTING3

NTS

SHRUB PLANTING4

NTS

SODDED LAWN (ALL DISTURBED AREAS) - ADD ALTERNATE2

L4.2

PLANTING DETAILS &
PLANTING NOTES

NTS

MULTI-STEM ORNAMENTAL TREE PLANTING6

NTS

EVERGREEN TREE PLANTING7

GENERAL PLANTING NOTES:

1. CLEAR & GRUB ALL PLANTING AREAS .
2. CONTRACTOR SHALL VERIFY THE LOCATION OF ALL UNDERGROUND UTILITIES IN THE FIELD PRIOR TO

INSTALLATION OF ANY PLANT MATERIAL.
3. NO CHANGES SHALL BE MADE WITHOUT WRITTEN CONSENT OF THE OWNER OR LANDSCAPE ARCHITECT.
4. PRIOR TO CONSTRUCTION OF PLANTING BEDS, THE CONTRACTOR SHALL STAKE OUT PLANTING BED LINES IN THE

FIELD FOR REVIEW BY THE LANDSCAPE ARCHITECT.
5. INSTALL ALL REQUIRED PLANTING AND LAWN SOILS AS PER DETAILS.  ALL SHRUBS, GROUND COVERS, AND

PERENNIALS SHALL BE PLANTED IN PLANTING BEDS PREPARED AS REQUIRED BY THE DETAILS.
6. MAINTAIN POSITIVE DRAINAGE OUT OF PLANTING BEDS AT A MINIMUM 2% SLOPE AND MAINTAIN POSITIVE

DRAINAGE OF ALL LAWN AREAS, UNLESS OTHERWISE NOTED ON DRAWINGS.  ALL GRADES, DIMENSIONS, AND
EXISTING CONDITIONS SHALL BE VERIFIED BY THE CONTRACTOR ON SITE BEFORE CONSTRUCTION BEGINS.

7. ALL PLANT BEDS SHALL BE CONTAINED WITH A SPADED EDGE UNLESS OTHERWISE NOTED ON DRAWINGS.
8. IN THE EVENT OF A DISCREPANCY BETWEEN QUANTITIES SHOWN ON THE DRAWINGS AND QUANTITIES SHOWN

ON THE PLANT LIST, THE QUANTITIES ON THE DRAWINGS SHALL APPLY.
9. ALL PLANTS SHALL CONFORM TO THE SIZES GIVEN IN THE PLANT LIST AND SHALL BE NURSERY GROWN IN

ACCORDANCE WITH THE "AMERICAN STANDARD FOR NURSERY STOCK" (ANSI Z60.1), LATEST EDITION.
10. PLANTS SHALL BE LOCATED AS SHOWN ON THE DRAWINGS.  PRIOR TO PLANTING, THE CONTRACTOR SHALL STAKE

OUT THE LOCATIONS OF ALL PLANTS IN THE FIELD FOR REVIEW BY THE LANDSCAPE ARCHITECT.  LANDSCAPE
ARCHITECT SHALL MAKE ADJUSTMENTS IN THE FIELD AS NECESSARY.  ALL FINAL PLANT LOCATIONS ARE TO BE
APPROVED BY THE LANDSCAPE ARCHITECT.  FOR LAYOUT REVIEW, CONTRACTOR SHALL NOTIFY LANDSCAPE
ARCHITECT A MINIMUM OF THREE DAYS IN ADVANCE.

11. ALL DISTURBED AREAS SHALL BE FINE GRADED AND SEEDED OR SODDED.
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EXTERIOR WALL DESCRIPTION

FLOOR/CEILING DESCRIPTION

INTERIOR PARTITION DESCRIPTION
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CODE PLAN

ACPS T.C.  WILLIAMS H.S.
PARKER‐GRAY STADIUM

1/8" = 1'-0"A0.01

LIFE SAFETY - FACILITIES5K

1/8" = 1'-0"A0.01

LIFE SAFETY - CONCESSION6K

1/8" = 1'-0"A0.01

LIFE SAFETY - TICKETBOOTH8K

LIFE SAFETY PLANS

ACPS T.C. Williams HS ‐
Parker‐Gray Stadium
3330 King Street
Alexandria, VA 22302

1. PROJECT ADDRESS:

2. SCOPE OF WORK:
4 New buildings to be added to the area surrounding the high 
school stadium: a Facilities / storage building, Concession building, 
Ticket booth, and Pressbox.  Work also includes demolition of 
existing concession buildings, pressbox and scoreboard

3. APPLICABLE CODE SUMMARY:

2012 Virginia Construction Code
2012 Virginia Statewide Fire Prevention Code
2012 Virginia Energy Conservation Code
2012 Virginia Mechanical Code
2012 Virginia Plumbing Code
2012 Virginia Building and Fire Regulations 

BUILDING CODES

ACCESSIBILITY STANDARD
2003 ANSI A117.1 

4.  BUILDING USE:

5.  BUILDING HEIGHT, CONSTRUCTION CLASSIFICATION AND AREA LIMITATIONS:

Facilities Building:
USE GROUPS: Virginia Construction Code

S1/U Storage and Utility 

A5/B Assembly and Business Press Box:

6.  BUILDING GSF AREAS:
Building Use Max Allowable Actual per design
Facilities Building  S1 17,500 sf max area per story 2,425 sf

U   8,500 sf max area per story 2,425 sf
Concession Building M 12,000 sf max area per story     380 sf
Ticket Booth M 12,000 sf max area per story     155 sf
Pressbox A5 Unlimited sf     288 sf

B    9,000 sf max area per story     288 sf

8. BUILDING RATING REQUIREMENTS:
Proposed Building Construction: Type IIB:   noncombustible construction. 
Required protection of Building components in Type IIB Construction per Table 601:   
Primary Structural frame:  0 hr 
Bearing walls:

Exterior 0 hr 
interior  0 hr  

Nonbearing walls and Partitions interior 0 hr    
Floor Construction Secondary Members:  0 hr 
Roof construction: 0 hr

9. SPRINKLER REQUIREMENTS:
Per table 503  there is no general sprinkler requirement for structures of  A‐5 Use.  However, 
sprinkler protection is required in accessory areas to the A‐5 in excess of 1,000 sf per Virginia 
Code 903.2.15.  Therefore none of the new buildings require sprinklers.

Storage: 4 Occupants (< 49 ): 1 means of egress required, 1 means of egress provided. 
Concessions: 9 Occupants (< 49 ): 1 means of egress required, 1 means of egress provided. 
Ticketbooth: 3 Occupants (< 49 ): 1 means of egress required, 1 means of egress provided.
Press Box: 3 Occupants (< 49 ): 1 means of egress required, 2 means of egress provided. 

Per Table 1021.2 A & B Occupancies of 1 level  with fewer than  50 occupants only require 1 exit. 

7. OCCUPANCY LOADS:

10. EGRESS:

12. ACCESSIBILITY:

Press Box Accessibility:  section 1104.3.2:  the press box is 288 gsf, 
less than the 500 sf threshold,   and therefore not required to 
provide an accessible route to the Press Box.   

1109.2.1: Family/ assisted‐use  toilet room  is required  where 
more than 6 wc’s are required., they must be on an accessible 
route ( include wc & lav per 1109.2.1.2  through 1109.2.1.7) . 1 
Family/ Assisted‐use toilet room is provided off of the accessible 
route through main concourse.   

City of Alexandria:  Map‐Block‐Lot Number:  032.04‐09‐08
LOT 600 SUBDIVISION OF THE PROPERTY OF T C WILLIAMS HIGH SCHOOL
Zoning R‐20 Single Family 20,000 sq ft 

PROJECT ZONING:

Accessory, Storage, Mech., Equip. Room 1 per 300 gross
Per section 1004.1.2

Business ‐ Accessory Use (Pressbox ) 1 per 100 gross

Concession Building:  

Ticket Booth:   M Mercantile

M Mercantile

Building Use Type Height limitation Area limitation
Facilties Building           (S1 Storage)   Type IIB    max. 2 stories above grade plane      max. 17,500sf area per story
                                      (U Storage)    Type IIB    max. 2 stories above grade plane      max. 8,500sf area per story
Concession Building        (M Mercantile) Type IIB    max. 2 stories above grade plane      max. 12,500sf area per story
Ticket Booth                      (M Mercantile) Type IIB    max. 2 stories above grade plane      max. 12,500sf area per story
Press Box                        (A5 Assembly)  Type V       Unlimited
                                        (B Business)   Type V       max. 2 stories above grade plane      max. 9,000 sf area per story

Mercantile 1 per 30 gross

1/8" = 1'-0"A0.01

LIFE SAFETY - PRESSBOX9K

CODE REVIEW

11. PLUMBING FIXTURE CALCULATIONS AND REQUIREMENTS:
Calculations for Plumbing Fixture Requirements:
Number of plumbing fixtures: toilets, urinals, lavs, drinking fountains and service 
sinks required:  Formulas per Table 403.1 for assembly use A5: 2900 Total Spectators

1450 Male:  Required Proposed
Toilets / Urinals:  1 per 75 first 1500,  20 8

1 per 120 for remainder 
in excess of 1500

Lavs: 1 per 200 8 4

1450 Female: Required Proposed
Toilets: 1 per 40 first 1520,  37 8

1 per 60 remainder 
in excess of 1520

Lavs: 1 per 150 10 8

Drinking Fountains 1 per 1000 occupants 3 2

Service Sink 1 1

Family assisted/ all gender Bathroom 1 1

Ambulatory‐accessible 1 at any bathroom  2 2
with more than 
6 water closets

Current Stadium uses existing school building for facilities during events.  This new Building will 
only suppliment the existing facilities usage, resulting in no reduction of publicly available utilities.
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1.  FIELD VERIFY EXISTING OR CURRENT CONSTRUCTION RELATED CONDITIONS PRIOR TO THE START OF NEW CONSTRUCTION
2.  IMMEDIATELY NOTIFY ARCHITECT OF DISCREPANCIES FOUND BETWEEN FIELD CONDITIONS AND DRAWINGS.    
3.  DIMENSIONS SHOWN ARE TO FACE OF FINISHED GYPSUM BOARD / BLOCK / BRICK.    
4.  EVERY EFFORT HAS BEEN MADE TO IDENTIFY THOSE DIMENSIONS WHICH MAY VARY WITH V.I.F.  DIMENSIONS NOT SO NOTED ARE 

INTENDED TO BE HELD AS INDICATED.  FIELD‐VERIFY ALL DIMENSIONS PRIOR TO FABRICATION OR INSTALLATION OF BUILDING 
COMPONENTS.

5.  MECHANICAL, ELECTRICAL, AND PLUMBING (M.E.P.) ITEMS AND EQUIPMENT APPEARING ON ARCHITECTURAL DRAWINGS ARE 
SHOWN FOR CLARITY, AND ARE NOT MEANT TO BE ALL INCLUSIVE; SEE APPROPRIATE M.E.P. SHEETS FOR ADDITIONAL 
INFORMATION

6.  FOR PARTITION TYPES AND DOOR TYPES, SEE SHEET A0.00.
7.  "WALL" AND "PARTITION" ARE USED IN DRAWING SET TO DENOTE EITHER WALLS OR PARTITIONS INTERCHANGEABLY.  REFER TO 

FLOOR PLANS FOR LOCATION OF PARTITIONS AND LIFE SAFETY PLAN FOR FIRE RATINGS
8.  WHERE ROOMS WITH DIFFERENT PARTITION REQUIREMENTS ARE ADJACENT: INSTALL A PARTITION WITH THE GREATER FIRE‐

RATING, PRESSURE RATING, AND STC RATING BETWEEN THEM
9.  AT INTERSECTION OF DISSIMILAR PARTITION TYPES, HIGHEST RATED PARTITION SHALL RUN THROUGH THE INTERSECTION TO 

MAINTAIN ENCLOSURE.  MAINTAIN RATING OF RATED PARTITION AT INTERSECTION WITH COLUMN ENCLOSURES BY EXTENDING 
ENCLOSURE AROUND COLUMN.

10.  WHERE TWO DIFFERENT PARTITION SYSTEMS ABUT, THE FINISH GYPSUM BOARD FACE SHALL BE FLUSH.
11.  CONSTRUCT ADJACENT WALLS THAT APPEAR TO ALIGN IN PLAN TO ALIGN IN PLAN.   
12.  HOLD NEW FURRED PARTITIONS TIGHT TO EXISTING STRUCTURE UNLESS NOTED OTHERWISE
13.  LOCATE STUDS SO AS NOT TO CONFLICT WITH FLUSH‐MOUNTED ITEMS SUCH AS FIRE HOSE CABINETS, TOILET ACCESSORIES, AND 

SIMILAR ITEMS.  PROVIDE BLOCKING, METAL SUPPORT STRAPS OR OTHER HARDWARE CAPABLE OF SUPPORTING THE LOAD SAFELY
14.  WHERE SPACE IS TOO TIGHT TO ALLOW STUDS TO BYPASS STRUCTURAL ELEMENTS SUCH AS COLUMNS OR STRUCTURAL BRACING, 

CONFIGURE FRAMING AS AN INFILL BETWEEN THESE ELEMENTS, ALLOWING THE WALLBOARD TO BYPASS THE INTERRUPTION.  
PROVIDE ADDITIONAL SUPPORT IF THE STUD OR TRACK SPACING EXCEEDS 16 INCHES

15.  WHERE GWB CONTROL JOINTS ARE NEEDED TO COMPLY WITH SPECIFIED REQUIREMENTS, LOCATE JOINT AT HINGE SIDE OF 
NEAREST DOOR AND ALIGN WITH THE INSIDE EDGE OF DOOR FRAME.  WHERE CONFLICTS ARISE OR NO DOORS ARE WITHIN 
SPECIFIED LIMITS, REQUEST LOCATION OF CONTROL JOINT FROM ARCHITECT. 

16.  PROVIDE BLOCKING TO SUPPORT WALL‐MOUNTED EQUIPMENT, CASEWORK, AND ACCESSORIES.  COORDINATE SPECIFIC 
PLACEMENT OF BLOCKING WITH EQUIPMENT AND ACCESSORIES REQUIREMENTS.              

17.  PROTECT OPENINGS FOR ITEMS RECESSED INTO RATED PARTITIONS (SUCH AS OUTLET BOXES, PANEL BOXES, ETC.) WITH BACK‐UP 
MATERIALS SO AS TO RETAIN THE INTEGRITY OF THE PARTITION RATING.                                                                                                                                                           

18.  FIRESTOP PENETRATIONS IN FIRE RATED AND SMOKE PARTITIONS. IN NON‐FIRE‐RATED AND SMOKE PARTITIONS, SEAL 
PENETRATIONS WITH AN ACOUSTICAL SEALANT AND FILL WITH SOUND ATTENUATION BLANKETS

19.  REVIEW EXISTING WALLS TO REMAIN THAT ARE FIRE‐RATED OR SMOKE‐TIGHT, AND NOTIFY THE A/E TEAM OF ANY PENETRATIONS 
WITHOUT APPROPRIATE CLOSURE ASSEMBLIES OR DUCTS WITHOUT FIRE/SMOKE DAMPERS. 

20.  REPAIR SPRAY‐ON FIREPROOFING DAMAGED DURING CONSTRUCTION.                                                                                                                                                                                                                                                                                                                 
21.  CONFIRM EACH LOCATION FOR WALL MOUNTED ITEMS INCLUDING, BUT NOT LIMITED TO, EQUIPMENT, ACCESSORIES, OUTLETS, 

CALL BUTTONS, ETC. WITH THE OWNER PRIOR TO INSTALLATION.                                                                                                                                               
22.  COORDINATE WITH M&E REQUIREMENTS FOR CONDITIONS THAT WILL DISTURB EXISTING CONDITIONS AND WHICH WILL REQUIRE 

SELECTIVE DEMOLITION, CUTTING AND PATCHING, AND FINISHING OUTSIDE OF THAT SHOWN ON THE DRAWINGS. 
23. PATCH EXISTING CONCRETE FLOOR SLAB AS NECESSARY TO PRODUCE A FLAT, LEVEL SURFACE FOR APPLICATIONS OF NEW FINISHES.  

AT SPACES RECEIVING CARPET, CONCRETE FLOORS SHALL BE A CLEAN, DRY SURFACE FREE OF CRACKS, MOISTURE, OIL, GREASE, DIRT 
AND ANY FOREIGN MATERIALS.   

SCOPE OF WORK

-BUILDING 1 - RESTROOM / STORAGE BUILDING
-BUILDING 2 - CONCESSIONS BUILDING
-BUILDING 3 - TICKETBOOTH
-BUILDING 4 - PRESSBOX
-NEW SCOREBOARD
-TRACK / SITE IMPROVEMENTS
-SITE LIGHTING
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AT WING WALL (TYP.)
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CONSTRUCTION DOCUMENTS

2018.11.16
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A2.50

BUILDING 1 - PLAN
DETAILS

ACPS T.C.  WILLIAMS H.S.
PARKER‐GRAY STADIUM

1 1/2" = 1'-0"A2.10 A2.50

WET WALL EXTERIOR - DETAIL3A

1 1/2" = 1'-0"A2.10 A2.50

RESTROOM DOOR - DETAIL7G

1 1/2" = 1'-0"A2.10 A2.50

RESTROOM DOOR ABOVE - DETAIL3J

1 1/2" = 1'-0"A2.10 A2.50

OUTSIDE CORNER SILL - DETAIL9D

1 1/2" = 1'-0"A2.10 A2.50

SILL INSIDE CORNER - DETAIL3F

1 1/2" = 1'-0"A2.10 A2.50

SPANDREL PANEL - DETAIL6D
1 1/2" = 1'-0"A2.10 A2.50

ROLL UP DOOR JAMB - DETAIL6A

1 1/2" = 1'-0"A2.10 A2.50

SITE WALL BLOCK - DETAIL3D

1 1/2" = 1'-0"A2.10 A2.50

DOOR JAMB AT WING WALL - DETAIL9A BUILDING 1
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8"
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ACPS T.C.
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3330 KING STREET 
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CONSTRUCTION DOCUMENTS
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A2.60

BUILDING 2 & 3 PLAN
DETAILS

ACPS T.C.  WILLIAMS H.S.
PARKER‐GRAY STADIUM

1 1/2" = 1'-0"A2.30 A2.60

TICKET WINDOW WING WALL - DETAIL4A
1 1/2" = 1'-0"A2.30 A2.60

TICKET WINDOW SCUPPER - DETAIL4D

1 1/2" = 1'-0"A2.30 A2.60

EXISTING PIER JOINT - DETAIL8A
1 1/2" = 1'-0"A2.20 A2.60

CONCESSION OPENING - DETAIL8H

1 1/2" = 1'-0"A2.20 A2.60

DOOR JAMB WING WALL - DETAIL4H

BUILDING 2BUILDING 3
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ACPS T.C.
WILLIAMS H.S.
PARKER-GRAY
STADIUM

3330 KING STREET 
ALEXANDRIA, VA 22302

CONSTRUCTION DOCUMENTS

2018.11.16

216127.00

A4.10

BUILDING 1 - BUILDING
ELEVATIONS

ACPS T.C.  WILLIAMS H.S.
PARKER‐GRAY STADIUM

1/4" = 1'-0"A2.10 A4.10

CONCESSION BUILDING B - NORTH ELEVATION9B

1/4" = 1'-0"A2.10 A4.10

CONCESSION BUILDING B - EAST ELEVATION3B

1/4" = 1'-0"A2.10 A4.10

CONCESSION BUILDING B- SOUTH ELEVATION9H

1/4" = 1'-0"A2.10 A4.10

CONCESSION BUILDING B - WEST ELEVATION6B

BUILDING 1
ELEVATION NOTES
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O
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A5.21

BUILDING 2 - WALL
SECTION / SITE WALL
SECTIONS

ACPS T.C.  WILLIAMS H.S.
PARKER‐GRAY STADIUM

1" = 1'-0"A2.20 A5.21

WALL SECTION - BUILDING 2 NORTH9K
1" = 1'-0"A2.20 A5.21

WALL SECTION - BUILDING 2 EAST9G
1" = 1'-0"A2.20 A5.21

WALL SECTION - BUILDING 2 SOUTH9D
1" = 1'-0"A2.20 A5.21

WALL SECTION - BUILDING 2 WEST9B

1" = 1'-0"A2.20 A5.21

WALL SECTION - BUILDING 2 SITE3E
1" = 1'-0"A2.10 A5.21

WALL SECTION - SEAT WALL3H
1" = 1'-0"A2.10 A5.21

WALL SECTION - PLANTER WALL3K
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WALL SECTION - BUILDING 3 NORTH9J
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BUILDING 3 - WALL
SECTIONS
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1" = 1'-0"A2.30 A5.32

WALL SECTION - BUILDING 3 WEST B9K
1" = 1'-0"A2.30 A5.32

WALL SECTION - BUILDING 3 WEST A9G
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T.O. MASONRY
203' - 0"

AA

A5.51
5A sim

3"

BRAKEMETAL SILL 
ON 3/4" PLYWOOD

SEALANT
BLOCKING

BULLNOSE

X0B8A 0B6

LEVEL 1
193' - 0"

AAX0B8A
FLAT TERMINATION BAR W/ BUTYL SEALANT

FLEXIBLE S.S. THRU WALL FLASHING ADHERED 
TO DRIP EDGE.  EMBED DRIP EDGE IN 

SEALANT; EXTEND FLASHING 8" MIN UP WALL
CAVITY DRAINAGE MATERIAL

WEEPS AT 24" O.C.
CONTINUE RIGID BELOW FLASHING 

TO 2'-6" MIN BELOW GRADE
GROUT CAVITY SOLID

1/2" COMPRESSIBLE FILLER

F0C4

8"

2'
6"

 M
IN

VA
RI

ES

T.O. MASONRY
203' - 0"

1/4" PER FT

SLOPE

1/4" PER FT

SLOPE

SS METAL FLASHING 
W/ DRIP EDGE
WEEPS PIPES@ 24" 
O.C.

LEVEL 1
193' - 0"

GROUT SOLID
DRIP EDGE

FLEXIBLE SS THRU WALL 
FLASHING ADHERED TO SS 
DRIP EDGE; EMBED DRIP 

EDGE IN SEALANT.  EXTEND 
FLASHING 8" MIN. UP WALL

CAVITY DRAINAGE MAT

WEEPS @ 24" O.C.

P1 ‐ SEE CIVIL FOR DETAILS

P2 ‐ SEE CIVIL FOR DETAILS

1/2" COMPRESSIBLE FILLER 4"
 M

IN
8"

 M
IN

T.O. MASONRY
203' - 0"

  SELF ADHERED TRANSITION 
FLASHING.  APPLIED 8" ON EITHER SIDE

TRANSITION FLASHING.  
EXTENED MIN 8" BEYOND 

OPENING, AND 3" INTO OPENING

ANGLE PER STRUCTURAL

BRICK SILL SLOPED 1/4"/12"

ALUMINUM SILL PAN FLASHING 
EMBED IN SEALANT

BACKER ROD AND SEALANT
SHIM

X0B8A

CONTINUOUS CLETE
BLOCKING

.04" ANODIZED 
ALUMINUM SILL

BACKER ROD AND 
SEALANT

GROUT SOLID

WELDED CMU 
ANCHOR PER STRUCT

2" BULLNOSE CMU

WEEP PIPES AT 24" O.C.

3.0

BUILT UP CRICKET

1' - 0"

*FOR PARAPET, 
FASCIA AND HEAD 
NOTES, SEE 3J/A5.51 

T.O. MASONRY
203' - 0"
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AND SEALANT
TRANSITION FLASHING.  
EXTENED MIN 8" 
BEYOND OPENING, 
AND 3" INTO OPENING

CONTINUOUS CLETE

SHIM

BACKER ROD 
AND SEALANT

.04" ANODIZED 
ALUMINUM SILL

.04" ANODIZED ALUMINUM 
FLASHING WITH 
CONTINUOUS CLETE

APPLY  SELF ADHERED 
TRANSITION FLASHING.  
APPLIED 8" ON EITHER SIDE

3/
4"
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1"
 M
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 - 

0"
3/
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2018.11.16
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A5.51

SECTION DETAILS

ACPS T.C.  WILLIAMS H.S.
PARKER‐GRAY STADIUM

1 1/2" = 1'-0"A5.11 A5.51

SILL DETAIL - BRICK AT PLUMBING WALL5D

1 1/2" = 1'-0"A5.11 A5.51

FOUNDATION - BRICK AT GRADE DETAIL9J

1 1/2" = 1'-0"A5.13 A5.51

HEADER COURSE - DETAIL6D

1 1/2" = 1'-0"A5.13 A5.51

FOUNDATION - SITEWALL DETAIL9F

1 1/2" = 1'-0"A5.11 A5.51

SILL DETAIL - BRICK5A

1 1/2" = 1'-0"A5.12 A5.51

ROOF DETAIL - OPENING3F

1 1/2" = 1'-0"A5.12 A5.51

SILL DETAIL - CEMENT PANEL AT STOREFRONT5J

1 1/2" = 1'-0"A5.12 A5.51

ROOF DETAIL - HIGH EDGE (TYP)3J

1 1/2" = 1'-0"A5.12 A5.51

FOUNDATION - PANEL AT GRADE DETAIL9D

1 1/2" = 1'-0"A5.12 A5.51

ROOF DETAIL - LOW EDGE3A

FOUNDATION DETAILS

SILL DETAILS

ROOF DETAILS

1 1/2" = 1'-0"A5.11 A5.51

FOUNDATION - OVERHEAD DOOR SILL DETAIL9A

1 1/2" = 1'-0"A5.21 A5.51

BRICK CAP - DETAIL6A
1 1/2" = 1'-0"A5.21 A5.51

COPING AT CEMENT PANEL - DETAIL6F

1 1/2" = 1'-0"A5.11 A5.51

ROOF DETAIL  - LONG EDGE3D

1 1/2" = 1'-0"A5.13 A5.51

METAL PANEL AT CEMENT - DETAIL6J

1 1/2" = 1'-0"A5.12 A5.51

SILL DETAIL - CEMENT PANEL AT SINKS5F
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SHIM
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 M
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FLAT TERMINATION BAR W/ BUTYL SEALANT
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3.0
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A5.52

SECTION DETAILS

ACPS T.C.  WILLIAMS H.S.
PARKER‐GRAY STADIUM

1 1/2" = 1'-0"A5.11 A5.52

HEAD DETAIL -OVERHEAD DOOR7K

1 1/2" = 1'-0"A5.21 A5.52

ROOF PARAPET - DETAIL3G

1 1/2" = 1'-0"A5.32 A5.52

HEAD DETAIL - DOOR AT BRICK5G

1 1/2" = 1'-0"A5.21 A5.52

TRANSACTION COUNTER - DETAIL7C

1 1/2" = 1'-0"A5.31 A5.52

DRAIN TILE - SECTION DETAIL9K

1 1/2" = 1'-0"A5.21 A5.52

HEAD DETAIL - CEMENT PANEL5K

1 1/2" = 1'-0"A5.21 A5.52

SILL DETAIL - CEMENT PANEL7F

1 1/2" = 1'-0"A5.21 A5.52

SCUPPER - SECTION DETAIL5C

1 1/2" = 1'-0"A2.30 A5.52

ROOF CANOPY - ASSEMBLY DETAIL3K

1 1/2" = 1'-0"A5.31 A5.52

STACKED WALL - DETAIL A9G
1 1/2" = 1'-0"A5.31 A5.52

STACKED WALL - DETAIL B9D
1 1/2" = 1'-0"A5.12 A5.52

FOUNDATUION AT DOOR - DETAIL9A

FOUNDATION DETAILS

SILL / HEAD DETAILS

ROOF DETAILS
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FIBER CEMENT 
PANEL BEYOND 

(SEE A6.21)

WATER FOUNTAIN / 
BOTTLE FILLER

VENT ABOVE 
RESTROOM DOOR

FIBER CEMENT PANEL 
BEYOND (SEE A6.21)

FIRE EXTINGUISHER 
CABINET
WATER FOUNTAIN / 
BOTTLE FILLER

VENT ABOVE 
RESTROOM DOOROPEN TO BEYOND

BASE AS SCHEDULED BASE AS SCHEDULED

SHELVING

1. SEE A6.21 FOR FIBER CEMENT PANEL LAYOUTS, COLORS, AND SIZES.

A B C D E F G H J K L M

PROFESSIONAL CERTIFICATION: I CERTIFY THAT THESE DOCUMENTS WERE 
PREPARED OR APPROVED BY ME, AND THAT I AM A DULY LICENSED ARCHITECT 
UNDER THE LAWS OF THE STATE OF VIRGINIA
LICENSE NUMBER:
EXPIRATION DATE:

no. date revision

© Hord Coplan Macht, Inc.

2

3

4

5

6

7

8

9

1

ARCHITECTURE

LANDSCAPE ARCHITECTURE

PLANNING

INTERIOR DESIGN

Drawing

Scale

Date

ARCHITECT
Hord Coplan Macht, Inc.
2000 Duke Street, Suite 120 Alexandria, VA 22314
p.  571. 388. 7761 f.  410. 837. 6530

STRUCTURAL ENGINEER
Ehlert Bryan Consulting Structural Engineers 
1451 Dolley Madison Blvd, Suite 220 McLean, VA 22101
p.  703.827.9552 f.  703.356.2031

M/E/P ENGINEER

CIVIL ENGINEERS

Project Number

2RW Energy By Design 
100 10th Street NE, Suite 202Charlottesville, VA 22902
p.  434.296.2116

Bowman Consulting 
185 Admiral Cochrane Dr Suite 215Annapolis, MD 21401
p.  410.224.7590 f.  410.224.7592

Project Name

C:\Users\Dsuljak\Documents\216127.00 ACPS Parker-Gray Stadium - 2018 -
CENTRAL_dsuljak.rvt

11/30/2018 3:30:23 PM

As indicated

ACPS T.C.
WILLIAMS H.S.
PARKER-GRAY
STADIUM

3330 KING STREET 
ALEXANDRIA, VA 22302

CONSTRUCTION DOCUMENTS

2018.11.16
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A6.11

BUILDING 1 - ENLARGED
PLAN & INTERIOR
ELEVATIONS

ACPS T.C.  WILLIAMS H.S.
PARKER‐GRAY STADIUM

1/4" = 1'-0"A6.11 A6.11

MENS - EAST9G

1/4" = 1'-0"A6.11

FACILITIES FLOOR PLAN5A

1/4" = 1'-0"A6.11 A6.11

MENS - SOUTH9J

1/4" = 1'-0"A6.11 A6.11

MENS - WEST7G
1/4" = 1'-0"A6.11 A6.11

MENS - NORTH7J
1/4" = 1'-0"A6.11 A6.11

WOMENS - NORTH7D

1/4" = 1'-0"A6.11 A6.11

WOMENS - EAST9A
1/4" = 1'-0"A6.11 A6.11

WOMENS - SOUTH9D

1/4" = 1'-0"A6.11 A6.11

WOMENS - WEST7A

1/4" = 1'-0"A6.11 A6.11

TOILET - WEST5J
1/4" = 1'-0"A6.11 A6.11

TOILET - NORTH5L
1/4" = 1'-0"A6.11 A6.11

TOILET - EAST5G
1/4" = 1'-0"A6.11 A6.11

TOILET - SOUTH5H

1/4" = 1'-0"A6.11 A6.11

VESTIBULE - WEST4H
1/4" = 1'-0"A6.11 A6.11

VESTIBULE - NORTH4K
1/4" = 1'-0"A6.11 A6.11

VESTIBULE - SOUTH4G
1/4" = 1'-0"A2.50 A6.11

VESTIBULE - EAST4D

1/4" = 1'-0"A2.50 A6.11

JANITOR - NORTH5D
1/4" = 1'-0"A6.11 A6.11

JANITOR - WEST5E

TOILET ACCESSORIES

MARK DESCRIPTION

T1 FRAMELESS MIRROR, 30" X 36"
T2 SURFACE MOUNTED PAPER TOWEL DISPENSER AND TRASH
T3 SURFACE MOUNTED SOAP DISPENSER
T4 BABY CHANGING STATION
T5 ADA GRAB BAR SET
T6 AMBULATORY GRAB BAR SET
T7 PARTITION MOUNTED TOILET PAPER DISPENSER
T8 PARTITION MOUNTED SANITARY DISPOSAL
T9 SURFACE MOUNTED TOILET PAPER DISPENSER
T10 SURFACE MOUNTED SANITARY DISPOSAL

ELEVATION NOTES
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WILLIAMS H.S.
PARKER-GRAY
STADIUM

3330 KING STREET 
ALEXANDRIA, VA 22302

CONSTRUCTION DOCUMENTS
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A6.21

INTERIOR ELEVATIONS -
PANEL & TILE DETAILS

ACPS T.C.  WILLIAMS H.S.
PARKER‐GRAY STADIUM

1/4" = 1'-0"A6.21

BUILDING 3 - NORTH PANEL DETAILS8K

1/4" = 1'-0"A6.21

VESTIBULE - SOUTH - PANEL DETAILS5A
1/4" = 1'-0"A6.21

VESTIBULE - WEST - PANEL DETAILS5C
1/4" = 1'-0"A6.21

VESTIBULE - NORTH - PANEL DETAILS5D

1/4" = 1'-0"A6.21

BUILDING 2 - EAST PANEL DETAILS8E
1/4" = 1'-0"A6.21

BUILDING 2 - SOUTH PANEL DETAILS8G
1/4" = 1'-0"A6.21

BUILDING 2 - WEST PANEL DETAILS8C

1/4" = 1'-0"A6.21

BUILDING 1- SOUTH PANEL DETAILS5J
1/4" = 1'-0"A6.21

BUILDING 1 - NORTH PANEL DETAILS5F

1/4" = 1'-0"A6.21

BUILDING 2 - NORTH TILE DETAILS9G

CEMBRIT LEGEND & NOTES

1/4" = 1'-0"A6.21

TYPICAL CEMENT PANEL SIZES AND PATTERN2F

BUILDING 1

BUILDING 2 BUILDING 3

1/4" = 1'-0"p0.03 A6.21

BUILDING 3 - NORTH TILE DETAILS9K
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101 WOMEN'S 3' ‐ 0" 7' ‐ 0" S FP HM PTD 0' ‐ 1 3/4" HM PTD A 1 ‐ 1
102 TOILET 3' ‐ 0" 7' ‐ 0" S FP HM PTD 0' ‐ 1 3/4" HM PTD A 2 ‐ 2
103 JANITOR 3' ‐ 0" 7' ‐ 0" S FP HM PTD 0' ‐ 1 3/4" HM PTD A 2 ‐ 3
104 MEN'S 3' ‐ 0" 7' ‐ 0" S FP HM PTD 0' ‐ 1 3/4" HM PTD A 1 ‐ 1
105AX ATHL. STOR. 3' ‐ 0" 7' ‐ 0" S FP HM PTD 0' ‐ 1 3/4" HM PTD A 2 ‐ 4
105B ELEC/ MECH. 3' ‐ 0" 7' ‐ 0" S FP HM PTD 0' ‐ 1 3/4" HM PTD A 2 ‐ 5
105X ATHL. STOR. 10' ‐ 0" 8' ‐ 0" S 0' ‐ 2" ‐ 6
200X CONCESSIONS 3' ‐ 0" 7' ‐ 0" S NL HM PTD 0' ‐ 1 3/4" HM PTD A 2 ‐ 4.1
300X TICKET BOOTH 3' ‐ 0" 7' ‐ 0" S HG HM PTD 0' ‐ 1 3/4" HM PTD A 2 ‐ 7DOOR HEAD AND JAMB DETAILS FRAME AND DOOR TYPESFRAME PROFILE

STOREFRONT SCHEDULE

DOOR SCHEDULE WINDOW SCHEDULE

1/2" = 1'-0"A4.10 A9.01

SLIDING DOOR - STRUCTURAL DIAGRAM9E
1/2" = 1'-0"A4.10 A9.01

SLIDING DOOR - CLADDING DIAGRAM9J
3" = 1'-0"A9.01 A9.01

SLIDING DOOR - SECTION DETAIL9B

1/2" = 1'-0"A9.01

HYDRAULIC DOOR EXTERIOR7J
1/2" = 1'-0"A9.01

HYDRAULIC DOOR INTERIOR7E
1 1/2" = 1'-0"A9.01

HYDRAULIC DOOR - PLAN DETAIL7B

HYDRAULIC DOOR

SLIDING DOOR
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TR-1: RESINOUS POURED FLOOR (RPF) TO VINYL EXTERIOR CONCRETE
CONTRACTOR TO VERIFY TRANSITION NEEDED IN FIELD.

TR-2: SEALED CONCRETE (SC) TO EXTERIOR CONCRETE
  CONTRACTOR TO VERIFY TRANSITION NEEDED IN FIELD.

TR-3: PREFABRICATED UNIT TO EXTERIOR STAIR
  CONTRACTOR TO VERIFY TRANSITION NEEDED IN FIELD.

NOTES: 
1. ALL TRANSITIONS TO BE CENTERED ON DOOR UNLESS OTHERWISE NOTED.
2. USE TRANSITION TYPES APPROPRIATE FOR DOORS LEADING TO EXTERIOR 

CONDITIONS.
3. CONTRACTOR TO VERIFY FLOORING THICKNESSES AND TRANSITIONS 

NEEDED IN FIELD TO ENSURE A SMOOTH AND ADA COMPLIANT TRANSITION.

FLOOR TRANSITION NOTES

A. REFER TO FINISH LEGEND AND RESPECTIVE SPECIFICATION SECTIONS FOR 
DETAILED INFORMATION ON SELECTED FINISH MATERIALS.

B. REFER TO WALL FINISH PLANS FOR EXTENT AND LOCATIONS OF PAINT COLORS, 
WHERE MULTIPLE COLORS ARE INDICATED.

C. REFER TO FLOOR FINISH PLANS FOR EXTENT AND LOCATION OF FLOORING 
TYPES, WHERE MULTIPLE TYPES ARE INDICATED.

D. ALL HOLLOW METAL FRAMES AND HOLLOW METAL DOORS, WHERE SCHEDULED, 
TO BE PAINTED P-1 IN A SEMI-GLOSS FINISH, UNLESS OTHERWISE NOTED. 

E. RENOVATED SPACES UNLESS OTHERWISE NOTED.
F. WALLS TO RECEIVE SEMI-GLOSS FINISH, UNLESS OTHERWISE NOTED.
G. ALL CEILING SOFFITS TO RECEIVE FLAT FINISH PAINT.

ROOM FINISH GENERAL NOTES

1. REFER TO ROOM FINISH SCHEDULE AND FINISH LEGEND FOR ADDITIONAL 
MATERIAL INFORMATION.

2. FINISHES INDICATED ON THIS SHEET ARE INTENDED TO CLARIFY ACCENT 
WALLS AND WALL PROTECTION LOCATIONS.  

3. ALL WALLS NOT NOTED WITH A FINISH ARE TO BE PAINTED EP-1 UNLESS 
OTHERWISE NOTED IN FINISH SCHEDULE.

4. REFER TO ELEVATIONS FOR ADDITIONAL INFORMATION.

WALL FINISH GENERAL NOTES

1. REFER TO ROOM FINISH SCHEDULE AND FINISH LEGEND ON SHEET ID0.00 FOR 
MATERIAL INFORMATION IN ROOMS SHOWN WITHOUT PATTERN.

2. FLOOR MATERIAL INDICATED GRAPHICALLY ONLY IN ROOMS THAT RECEIVE A 
FLOOR PATTERN.

3. ALL FLOOR MATERIAL TRANSITIONS TO OCCUR AT CENTER OF DOOR UNLESS 
OTHERWISE NOTED.  REFER TO TRANSITION KEY FOR SPECIFIC TYPES.

4. REFER TO SHEET ID0.00 FOR TYPICAL TRANSITION DETAILS.
5. MILLWORK SHOWN FOR REFERENCE PURPOSES. COORDINATE FLOORING 

INSTALLATION WITH MILLWORK INSTALLATION.

FLOOR FINISH GENERAL NOTES

WALL FINISH LEGEND

SCHEDULED ACCENT WALL FINISH

WHERE SHOWN IN FINISH PLAN, SCHEDULED WALL 
FINISH TO CONTINUE ABOVE ALONG FACE OF 
SOFFIT.P-X

WALL FINISH TRANSITION POINT
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CEMBONIT FIBERCEMENT 
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PRESS 50
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FINISH SCHEDULE,
LEGEND & PLANS

ACPS T.C.  WILLIAMS H.S.
PARKER‐GRAY STADIUM

ROOM FINISH SCHEDULE

ROOM
NO. NAME FLOORS BASE WALLS CEILING COMMENTS

200 CONCESSIONS RPF‐1 IB‐1 EP‐1, CT‐1 ACP‐1 SS‐1 COUNTERS.  SEE KITCHEN DRAWINGS.
300 TICKET BOOTH SC ‐‐‐ EP‐1, CT‐1 GYP‐1 SS‐1 COUNTERTOP
103 JANITOR RPF‐1 IB‐1 EP‐1 EX‐P
105B ELEC/ MECH. SC ‐‐‐ EP‐1 GYP‐1
105A ATHL. STOR. SC ‐‐‐ EP‐1 EX‐P
104 MEN'S RPF‐1 IB‐1 EP‐1 EX‐P TP‐1 PARTITIONS
101 WOMEN'S RPF‐1 IB‐1 EP‐1 EX‐P TP‐1 PARTITIONS
102 TOILET RPF‐1 IB‐1 EP‐1 EX‐P
100 VESTIBULE ‐‐‐ ‐‐‐ ‐‐‐ ‐‐‐ EXTERIOR VESTIBULE
100X NORTH

COURTYARD
‐‐‐ ‐‐‐ ‐‐‐ ‐‐‐ EXTERIOR COURTYARD

100Y PRESS 50 YARD TBD TBD TBD TBD TO BE DETERMINED DURING THE SUBMITTAL PROCESS.
100Z COACH WEST TBD TBD TBD TBD TO BE DETERMINED DURING THE SUBMITTAL PROCESS.
100AA COACH EAST TBD TBD TBD TBD TO BE DETERMINED DURING THE SUBMITTAL PROCESS.

FINISH LEGEND

TYPE CODE MATERIAL MANUFACTURER PRODUCT COLOR COMMENTS

FLOORING
RPF‐1 RESINOUS POURED

FLOOR
SHERWIN WILLIAMS FASTOP CERAMIC CARPET SYSTEM RIVERSTONE

SC SEALED CONCRETE ‐‐‐ ‐‐‐ ‐‐‐ SEE SPECIFICATIONS FOR MORE INFORMATION.
BASE

IB‐1 INTEGRAL BASE SHERWIN WILLIAMS 4" INTEGRAL BASE, FASTOP CERAMIC CARPET SYSTEM RIVERSTONE
WALLS

CT‐1 CERAMIC TILE ARCHITECTURAL
CERAMICS

TRANSLUSCENT GLAZE UNDULATED, GLOSS FINISH, 2"X8" VOLCANIC ADSTV882

EP‐1 EPOXY PAINT SHERWIN WILLIAMS EPOXY PAINT, SEMI‐GLOSS FINISH ARGOS SW7065
P‐1 PAINT ‐ FRAMES SHERWIN WILLIAMS SEMI‐GLOSS FINISH ARGOS SW7065

CEILING
ACP‐1 ACOUSTIC CEILING

PANEL
ARMSTRONG CEILINGS CERAMAGUARD, 24"X48" UNPERFORATED TILE WHITE GRID MUST BE APPROPRIATE FOR EXTERIOR APPLICATION.

USE WITH MANUFACTURER'S RECOMMENDED GRID AND
SUSPENSION SYSTEM.

EX‐P EXPOSED ‐ PAINTED ‐‐‐ ‐‐‐ PAINT TO MATCH P‐1 IN FLAT FINISH U.O.N.
GYP‐1 GYP. BOARD ‐‐‐ ‐‐‐ PAINT TO MATCH P‐1 IN FLAT FINISH U.O.N.

MISC
SS‐1 STAINLESS STEEL ‐‐‐ ‐‐‐ ‐‐‐ SEE KITCHEN DRAWINGS FOR MORE INFORMATION.
TP‐1 TOILET PARTITIONS SCRANTON PRODUCTS HINY HIDERS, FLOOR MOUNTED OVERHEAD BRACED, HDPE PARTITIONS TO BE SELECTED FROM MANUFACTURER'S FULL RANGE STAINLESS STEEL BRACKETS, HINGES, LATCHES AND SHOES

1/8" = 1'-0"ID0.00

BUILDING 1 - FINISH PLAN9F

1/8" = 1'-0"ID0.00

BUILDING 2 - FINISH PLAN6H

1/8" = 1'-0"ID0.00

BUILDING 3 - FINISH PLAN8H

1/8" = 1'-0"A6.80 ID0.00

BUILDING 4 - FINISH PLAN9H
6" = 1'-0"ID0.00

INTEGRAL BASE (IB) DETAIL9C
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STRUCTURAL NOTES

1. GENERAL

A. THE BUILDING IS DESIGNED UNDER THE PROVISIONS OF THE 2012 INTERNATIONAL 
BUILDING CODE AND ASCE 7-10.

B. THE FOLLOWING LIVE LOADS WERE USED IN THE DESIGN:

BUILDING RISK CATEGORY II

FLOOR LIVE LOAD
OFFICE 50 PSF

ROOF LIVE LOAD
MINIMUM UNIFORM ROOF LIVE LOAD 30 PSF

ROOF SNOW LOAD
GROUND SNOW LOAD (Pg) 25 PSF
FLAT-ROOF SNOW LOAD (Pf) 20 PSF 
SNOW EXPOSURE FACTOR (Ce) 1.0
SNOW IMPORTANCE FACTOR (Is) 1.0
THERMAL FACTOR (Ct) 1.0
NOTE: DRIFTING SNOW LOADS AS REQUIRED BY CODE

WIND LOAD
WIND SPEED (3 SECOND GUST)
VULT 115 MPH
VASD: (0.77*VULT) 90 MPH
WIND EXPOSURE B
INTERNAL PRESSURE COEFFICIENT +0.18, -0.18
COMPONENTS AND CLADDING WIND LOAD

EFFECTIVE WIND AREA ZONE PRESSURE
10 FT^2   4,5 +21.8 PSF
10 FT^2    4 -23.6 PSF
10 FT^2    5 -29.0 PSF

EARTHQUAKE DESIGN
SEISMIC IMPORTANCE FACTOR (Ie) 1.00
SEISMIC DESIGN CATEGORY B
SITE CLASSIFICATION D
SEISMIC RESPONSE COEFFICIENTS

Ss 0.200
S1 0.70
Sds 0.213
Sd1 0.112

SEISMIC-FORCE RESISTING SYSTEM PER
ASCE 7-10 TABLE 12.2-1 H

R 3.0
Cd 3.0
Cs 7% G
TL 8

ANALYSIS METHOD ELFP

C. SEE ARCHITECTURAL DRAWINGS FOR ANGLES, CLIPS, PLATES, ETC., AND OTHER 
MISCELLANEOUS ITEMS.  VERIFY AND COORDINATE ALL FRAMES, OPENINGS, ETC. 
WITH THE MECHANICAL AND ELECTRICAL CONTRACTORS.

D. SUBMIT SHOP DRAWINGS FOR THE FOLLOWING ITEMS.  SUBMITTALS INCLUDE BUT 
MAY NOT BE LIMITED TO:

--CONCRETE MIX DESIGN
--MORTAR AND GROUT MIX DESIGN
--REINFORCING STEEL
--STRUCTURAL STEEL
--OPEN WEB STEEL JOISTS AND JOIST GIRDERS
--METAL DECKING

DO NOT USE CONTRACT DRAWINGS AS A BASE FOR SHOPS.  REVIEW IS LIMITED 
TO DESIGN CONFORMANCE.  CONTRACTOR IS RESPONSIBLE FOR DIMENSIONS.

E. CONTRACTOR SHALL COORDINATE WITH THE QUALIFIED AGENCY RETAINED BY 
THE OWNER TO PERFORM INSPECTION AND TESTING.  INSPECTIONS REQUIRED 
INCLUDE, BUT MAY NOT BE LIMITED TO:

--SOILS AND FOUNDATIONS
--CONCRETE 
--STRUCTURAL STEEL
--MASONRY 

2. EARTHWORK

A. FOUNDATIONS ARE DESIGNED TO BEAR ON ENGINEERED FILL OR NATURAL SOIL 
WITH A CAPACITY OF 3,000 PSF.  THIS VALUE IS TO BE VERIFIED IN THE FIELD BY 
THE BUILDING INSPECTOR OR A QUALIFIED TESTING AGENCY. REFERENCE 
GEOTECHINCAL REPORT NO 72U0127, DATED OCTOBER 20, 2016 BY FROEHLING & 
ROBERTSON INC.

B. BOTTOM OF ALL EXTERIOR FOOTINGS SHALL BE A MINIMUM OF 2 FOOT-6 INCH 
BELOW FINISH EXTERIOR GRADE.  WHERE REQUIRED, STEP FOOTINGS IN RATIO 
OF 2 HORIZONTAL TO 1 VERTICAL.

C. COMPACTED BACKFILL BELOW BUILDING SLABS AND FOOTINGS: ALL SOIL FILL 
MATERIAL MUST BE APPROVED BY SOILS ENGINEER PRIOR TO PLACEMENT.  
PROOFROLL SUBGRADE REMOVING AND REPLACING SOFT OR COMPRESSIVE 
MATERIALS.  FILL MATERIAL SHALL BE PLACED IN LAYERS NOT TO EXCEED 8 INCH 
AND COMPACTED TO MIN. 95 PERCENT OF THE DRY MAXIMUM DENSITY AS 
DETERMINED BY ASTM D698.

3. CONCRETE

A. CONCRETE CONSTRUCTION SHALL BE PER THE APPLICABLE BUILDING CODE, ACI 
318 AND ACI 301, LATEST EDITIONS.

B. CONCRETE SHALL ATTAIN THE FOLLOWING 28 DAY COMPRESSIVE STRENGTHS 
PER ASTM A39.

--FOOTINGS, PIERS 3,000 PSI
--SLAB-ON-GRADE 3,500 PSI

C. VERIFY CONCRETE STRENGTHS WITH A MINIMUM OF ONE SET OF FIVE 6X12-INCH 
COMPRESSION CYLINDERS (2 @ 7 DAYS, 2 @ 28, 1 SPARE) PER DAY PER MIX TYPE 
WITH AN ADDITIONAL SET FOR EACH 100 YARDS OF CONCRETE.  ALTERNATIVELY, 
4X8-INCH COMPRESSION CYLINDERS MAY USED, INCREASE TO 3 CYLINDERS PER 
TEST SAMPLE (3 @ 7 DAYS, 3 @ 28, 2 SPARE).

D. EXTERIOR CONCRETE SHALL BE AIR-ENTRAINED TO PROVIDE AN AIR CONTENT OF 
6+/-1.5 PERCENT BY VOLUME.

E. PROVIDE CLEAR DISTANCE TO OUTERMOST REINFORCING AS FOLLOWS:

CONCRETE CAST AGAINST EARTH 3 INCHES 

CONCRETE EXPOSED TO EARTH OR WEATHER:  
#5 OR SMALLER 1-1/2 INCHES
#6 OR LARGER 2 INCHES

F. NON-SHRINK GROUT FOR COLUMNS BASE PLATES SHALL ATTAIN A 28 DAY 
COMPRESSIVE STRENGTH:  F'c = 5,000 PSI.

G. REINFORCING STEEL SHALL CONFORM TO A615-GR60; MESH SHALL CONFORM TO 
ASTM A185 WITH MINIMUM LAPS OF 8 INCHES.  PLACING PLANS AND SHOP 
FABRICATION DETAILS SHALL BE IN ACCORDANCE WITH “THE MANUAL OF 
STANDARD PRACTICE FOR DETAILING REINFORCED CONCRETE STRUCTURES” 
FURNISH SUPPORT BARS AND ACCESSORIES IN ACCORDANCE WITH C.R.S.I. 
STANDARDS.

H. PROVIDE CORNER BARS TO MATCH HORIZONTAL REINFORCING IN WALLS AND FOOTINGS.  
SPLICE LAPS SHALL BE A MINIMUM OF 36 BAR DIAMETERS, UNLESS NOTED OTHERWISE.  
PROVIDE DOWELS BETWEEN FOOTINGS AND WALLS OR PIERS TO MATCH SIZE AND 
SPACING OF VERTICAL REINFORCING.

I. INSTALLATION OF ELECTRICAL CONDUIT WITHIN THE CONCRETE SLAB-ON-GRADE IS 
PROHIBITED.

4. MASONRY

A. MASONRY CONSTRUCTION SHALL BE IN ACCORDANCE WITH THE APPLICABLE BUILDING 
CODE AND THE “BUILDING CODE REQUIREMENTS FOR MASONRY STRUCTURES” TMS 
402/ACI-530/ASCE 5 AND THE “SPECIFICATIONS FOR MASONRY STRUCTURES” TMS 602/ACI-
530.1/ASCE 6, LATEST EDITIONS.

B. MASONRY TO CONFORM TO THE FOLLOWING SPECIFICATIONS:

HOLLOW LOAD-BEARING C.M.U ASTM C90
CONCRETE BUILDING BRICK ASTM C55, GRADE A 
MORTAR ASTM C270, TYPE M OR S
GROUT ASTM C476

C. MASONRY ASSEMBLIES SHALL HAVE COMPRESSIVE STRENGTH (F'M) GREATER THAN OR 
EQUAL TO 1500 PSI.

D. WALLS SHALL BE CONSTRUCTED USING A FULL BED OF MORTAR.  VERTICAL 
REINFORCING SHALL BE GROUTED IN PLACE WITH 2500 PSI GROUT (GROUT SLUMP SHALL 
FALL BETWEEN 8 AND 11 INCHES) POUR HEIGHT AND LIFT HEIGHT SHALL NOT EXCEED 5 
FEET - 0 INCHES.

E. PROVIDE CONTINUOUS HORIZONTAL JOINT REINFORCING IN MASONRY WALLS AT 16 
INCHES O.C.  PROVIDE AT 8 INCHES O.C. AT PARAPETS.

F. UNLESS NOTED OTHERWISE, PROVIDE 16 INCH LONG BY 24 INCHES HIGH SOLID OR 
GROUTED BLOCK UNDER BEARING ENDS OF BEAMS.

G. AT CONTINUOUS BOND BEAM, PROVIDE 4 FEET- 0 INCHES LAP AT BEAM STEPS.

H. MASONRY WALLS SHALL HAVE CONTROL JOINTS AT 30 FEET ON CENTER UNLESS NOTED 
OTHERWISE.

I. REINFORCING STEEL SHALL CONFORM TO ASTM A615-GR60.  LAP BARS A MINIMUM OF 48 
BAR DIAMETERS.  GROUT ALL REINFORCED CORES SOLID.

J. ALL NON-LOAD BEARING MASONRY WALLS SHALL BE PROVIDED WITH VERTICAL SLIP 
CONNECTIONS AT THE TOP OF THE WALL, U.N.O.

5. STEEL

A. STEEL CONSTRUCTION SHALL BE CONSTRUCTED IN ACCORDANCE WITH THE APPLICABLE 
BUILDING CODE AND SHALL CONFORM TO AISC 360.  STRUCTURAL STEEL SHALL 
CONFORM TO THE FOLLOWING ASTM STANDARDS:

WIDE FLANGE SHAPES A992 – GR50 
STEEL PLATES, CHANNELS AND ANGLES A36
STRUCTURAL PIPES A53 OR A501
STRUCTURAL TUBES A500 - GR B
ANCHOR RODS (3/4” DIAM. OR LESS) F1554 – 36 KSI
HIGH-STRENGTH BOLTS A325

B. BOLTED CONNECTIONS TO USE A325-TYPE N, HIGH STRENGTH BOLTS IN BEARING TYPE 
CONNECTIONS TIGHTENED TO A SNUG TIGHT CONDITION IN ACCORDANCE WITH RCSC 
SPECIFICATIONS.

C. SHOP CONNECTIONS TO BE WELDED OR BOLTED.  FIELD CONNECTIONS TO BE BOLTED 
UNLESS OTHERWISE SHOWN.  BOLT HOLES TO BE STANDARD ROUND HOLES (d+1/16 
INCHES) UNLESS OTHERWISE NOTED.  SHORT SLOTS SHALL BE PERMITTED NORMAL TO 
THE LOAD DIRECTION IN SLIP CRITICAL AND BEARING TYPE CONNECTIONS AS PER AISC 
REQUIREMENTS.

D. STRUCTURAL STEEL SHALL BE GIVEN ONE SHOP COAT OF APPROVED SHOP PRIMER 
APPLIED TO CLEAN AND DRY SURFACES.  DO NOT PAINT STEEL THAT WILL BE 
FIREPROOFED OR EMBEDDED IN CONCRETE.

E. STEEL BEAMS SHALL BE WELDED TO STEEL BEARING PLATES WITH 3 INCH LONG BY 3/16-
INCH FILLET WELD EACH SIDE OF FLANGE (MINIMUM).

F. WELDING OF STRUCTURAL STEEL SHALL BE WITH E70XX ELECTRODES.

6.  STEEL JOISTS

A. STEEL JOISTS SHALL BE DESIGNED AND CONSTRUCTED IN ACCORDANCE WITH THE 
APPLICABLE BUILDING CODE AND SJI.

B. JOISTS AND JOIST GIRDERS SHALL BE DESIGNED FOR A NET UPLIFT OF 10 PSF.

7.  STEEL DECK

A. STEEL DECK SHALL BE CONSTRUCTED IN ACCORDANCE WITH THE APPLICABLE BUILDING 
CODE AND THE STEEL DECK INSTITUTE SPECIFICATIONS AND RECOMMENDATIONS.

B. ROOF DECK SHALL BE 22 GAGE, 1 1/2 INCH DEEP, TYPE B, WIDE RIB (I=0.169, Sp=0.186, 
Sn=0.192 PER FOOT OF WIDTH, U.N.O.) AND SHALL EXTEND A MINIMUM OF 3 SPANS, 
U.N.O. DECK SHALL BE PAINTED.

C. MINIMUM REQUIREMENTS FOR ROOF DECK FASTENING SHALL BE 5/8 INCH DIAMETER 
PUDDLE WELDS USING A 36/5 OR 30/4 WELD PATTERN WITH #10 TEK SCREW SIDELAP 
FASTENER AT 18 INCHES O.C.

8. POST-INSTALLED ANCHORS IN CONCRETE AND MASONRY

A. GENERAL

INSTALL ANCHORS IN STRICT CONFORMANCE WITH THE MANUFACTURER’S PUBLISHED 
INSTALLATION INSTRUCTIONS AND PROCEDURES.  ALL POST-INSTALLED ANCHORS IN 
CONCRETE SHALL HAVE ICC APPROVAL FOR USE IN CRACKED CONCRETE.

B. PRODUCTS

ANCHORS IN CONCRETE:
--EXPANSION ANCHORS SHALL BE HILTI KWIK BOLT TZ.

ANCHORS IN MASONRY:
--EXPANSION ANCHORS SHALL BE HILTI KWIK BOLT-3.  GROUT MASONRY CELLS SOLID 
WITH  2500 PSI GROUT AT ANCHOR LOCATIONS.

C. INSTALLATION

ALL INSTALLATION PROCEDURES SHALL BE PER MANUFACTURERS RECOMMENDATIONS.  
COORDINATE AND/OR PROVIDE FOR THIRD PART INSPECTION AS REQUIRED BY BUILDING 
CODE OR LOCAL JURISDICTION.

WARNING:  THE STRUCTURAL INTEGRITY OF THE BUILDING SHOWN ON THESE PLANS IS 
DEPENDENT UPON COMPLETION ACCORDING TO PLANS AND SPECIFICATIONS.  STRUCTURAL 
MEMBERS ARE NOT SELF-BRACING UNTIL PERMANENTLY AFFIXED TO THE STRUCTURE.  THE 
STRUCTURAL ENGINEERS ASSUME NO LIABILITY FOR THE STRUCTURE DURING CONSTRUCTION.

SCHEDULE OF SPECIAL INSPECTIONS

5. 1451 Dolley Madison Blvd., Suite 220, McLean, VA  221015. Structural Engineer of Record (SER)
4. Specialty Engineer (SE)
3. Geotechnical  Engineer of Record (GER)
2. Inspection and Testing Agency (ITA)
1. Special Inspections Engineer of Record (SIER)

5. Thomas A. Bouffard, PE
4.
3.
2.
1.

5. Ehlert/Bryan, Inc
4.
3.
2.
1.

4.
3.
2.
1.

* INSPECTION AGENTS NAME COMPANY ADDRESS

Masonry Materials and Operations

PIER FOUNDATIONS (1704.9)

PILE FOUNDATIONS (1704.8)

Evaluation of In-Place Density

Engineered Fill Placement

Site Preparation

PREPARED FILL (1704.7)

WOOD CONSTRUCTION (1704.6)

MASONRY CONSTRUCTION (1704.5)

Erection of Precast Concrete

Manufacture of Precast Concrete

Inspection During Post-Tensioning

Concreting Operations 

Formwork

Installation of Reinforcing Steel and

Materials (1704.4.1)

CONCRETE CONSTRUCTION (1704.4)

Verify approved mortar mix, grout mix, placement,
reinforcement, grouting operations, mortar strength

verification, and hot/cold weather requirements.

Evaluate compaction, verify conformance to specifications

Specifications
Evaluate materials and placement, verify conformance to

conformance to Specifications
Evaluate materials, placement, and compaction, verify

Special Inspections defined in Drawings and/or
ENGINEERED FILL FOR SLABS AND FOUNDATIONS

N

N

Y

Y

Y

Y

N

Y

Special Inspections defined in Drawings and/or
LOAD-BEARING REINFORCED WALLS 

requirements, and consolidation.
Verify placement, curing, finishing, hot/cold weather

Verify conformance to approved shop drawings and ACI

conforms to approved shop drawings
Verify size, location, spacing, orientation, cover, splicing,

water, delivery time, and compressive strength verification
Verify approved mix designs, slump, temperature, added

Special Inspections defined in Drawings and/or
CONCRETE FILL OVER METAL DECK

FOUNDATIONS, GRADE SLABS, CONCRETE WALLS,

Y

N

N

N

Y

N

N

Y

Y

 c.  Details (1704.3.2)
 b.  Welding (1704.3.1)

 (1704.3.3)
 a.  Installation of HS Bolts
Erection 

Material Receiving

Inspection of Steel Fabricators

STEEL CONSTRUCTION (1704.3)

ACTIVITY

(Per Requirements of Chapter 17 "Structural Tests and Inspections", 2012 International Building Code)

 c. Size, location, orientation, and spacing
 b. Review per AWS

 a. Review per RCSC / AISC
Verify conformance to approved shop drawings

Verify materials supplied

Verify QC procedures are AISC compliant and current

Special Inspections defined in Drawings and/or
STEEL FRAMING

SCOPE OF SERVICE

Y

Y

Y

Y

Y/N

SIER

SIER

SIER

SIER

SIER

SIER

---

SIER

SIER

SE

SE

SIER

SIER

SIER

SIER

SIER

SIER

SIER

SIER

SIER

COMPLETED
RESPONSIBLE
AGENT *

SIER

DATE

HOLLOW CORE PRECAST CONCRETE PLANKS
Special Inspections defined in Drawings and/or

Review conformance to approved shop drawings,
provide final certification letter

STRUCTURAL CONCRETE,

Prestressing Steel

Specifications

Verify in-situ concrete strength prior to stressing. 
Document stressing results.

PILE FOUNDATION Special Inspection defined in Drawings
and/or Specifications. Refer to Geotechnical Report

DRILLED PIER FOUNDATION-Special Inspection for Seismic
Design Category C, D, E and F only. Refer to
Geotechnical Report.

approved shop drawings, provide final certification letter
LIGHTGAGE METAL FRAMING - Review for compliance with SEYLIGHTGAGE METAL FRAMING

and/or Specifications
ELEMENTS - Review for conformance with Drawings 
SPRAYED FIRE-RESISTANT MATERIALS ON STRUCTURAL SIERNSPRAYED FIRE-RESISTANT MATERIALS

(1704.10)

EXTERIOR INSULATION FINISH SYSTEM - Review for
conformance with Drawings and/or Specifications

NEIFS (EXTERIOR INSULATION AND SIER

FINISH SYSTEM) (1704.12)

Specifications

Specifications

Specifications

Specifications

EARTH RETENTION SYSTEM N SEReview for conformance to approved shop drawing,
provide final certification letter
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NOTES:

1. FLOOR CONSTRUCTION: 4" CONCRETE SLAB-ON-GRADE REINFORCED WITH ONE 
LAYER OF 6X6-W1.4XW1.4 WWF IN THE TOP 1/3 OF SLAB PLACED OVER VAPOR 
RETARDER ON 4" LAYER OF COMPACTED #57 STONE.

2. TOP OF CONCRETE SLAB ELEVATION 100'-0" REFERENCE= ACTUAL ELEVATION = SEE CIVIL.

3.   FS DENOTES FOOTING STEP PER STEP

4. EXISTING UNSUITABLE FILL IS EXPECTED TO BE ENCOUNTERED ON SITE.  WHERE 
UNSUITABLE FILL IS ENCOUNTERED AT DESIGN BEARING ELEVATION OF FOOTING, 
LOWER FOOTING AS REQUIRED OR UNDERCUT AND REPLACE WITH LEAN CONCRETE 
OR ENGINEERED FILL.  SEE ALSO 

5.   INDICATES SOIL BORING.
INDICATES APPROXIMATE DEPTH TO SUITABLE SOILS
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1. ROOF CONSTRUCTION: 1½" - 22 GAGE WIDE RIB METAL ROOF DECK. CONTINUOUS 3 SPANS 
MINIMUM.  DECKING TO BE GALVANIZED.

2. UMD DENOTES UNDERSIDE OF METAL DECK ELEVATION.  UNIFORMLY SLOPE STEEL BETWEEN 
ELEVATIONS SHOWN.  UMD = +X'-X" DENOTES ELEVATION ABOVE TOP OF CONCRETE SLAB (TOC).

3. PROVIDE ANGLE FRAMES AT ROOF OPENINGS.  SEE

4. C- DENOTES COLUMN PER SCHEDULE ON S2.02
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NOTES:

1. FLOOR CONSTRUCTION: 4" CONCRETE SLAB-ON-GRADE REINFORCED WITH ONE LAYER OF 
6X6-W1.4XW1.4 WWF IN THE TOP 1/3 OF SLAB PLACED OVER VAPOR RETARDER ON 4" LAYER 
COMPACTED #57 STONE.

2. TOP OF CONCRETE SLAB ELEVATION 100'-0" REFERENCE= ACTUAL ELEVATION = SEE CIVIL.

3. FS DENOTES FOOTING STEP PER 

4.   ALL EXISTING DIMENSION, ELEVATIONS AND SIZES SHOWN ARE APPROXIMATE.  NOTIFY 
ARCHITECT WHERE EXISTING CONDITIONS DIFFER FROM WHAT IS SHOWN.

5. STEP NEW FOOTINGS WHERE THEY ABUT EXISTING FOOTINGS TO MATCH BOTTOM OF 
FOOTING ELEVATION (VIF). DRILL AND ADHESIVE SET (2)-#5 REBAR X 2'-0" LONG WITH 6" 
EMBEDMENT INTO EXISTING.

6. EXISTING UNSUITABLE FILL IS EXPECTED TO BE ENCOUNTERED ON SITE.  WHERE 
UNSUITABLE FILL IS ENCOUNTERED AT DESIGN BEARING ELEVATION OF FOOTING, LOWER 
FOOTING AS REQUIRED OR UNDERCUT AND REPLACE WITH LEAN CONCRETE OR 
ENGINEERED FILL.  SEE ALSO

7. INDICATES SOIL BORING.
INDICATES APPROX DEPTH TO SUITABLE SOILS.

/2 S2.01

SB-
XX'-X"

/4 S2.01

NOTES:

1. ROOF CONSTRUCTION: 1½" - 22 GAGE WIDE RIB METAL ROOF 
DECK. CONTINUOUS 3 SPANS MINIMUM.  DECKING TO BE 
GALVANIZED.

2. UMD DENOTES UNDERSIDE OF METAL DECK ELEVATION.  
UNIFORMLY SLOPE STEEL BETWEEN ELEVATIONS SHOWN.  
UMD = +X'-X" DENOTES ELEVATION ABOVE TOP OF 
CONCRETE SLAB (TOC).

3. PROVIDE ANGLE FRAMES AT ROOF OPENINGS.  SEE

4. C- DENOTES COLUMN PER SCHEDULE ON S2.02

/13 S3.01
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 1/8" = 1'-0"

ACPS T.C.

WILLIAMS H.S. -

PARKER-GRAY

STADIUM

3330 KING STREET

ALEXANDRIA, VA 22302

100% CD

2018.11.16

Owner

216127.00

S1.01

FOUNDATION & ROOF

PLANS

ACPS T.C. WILLIAMS H.S. -

PARKER-GRAY STADIUM

SCALE: 1/8" = 1'-0" S1.01

FOUNDATION PLAN - RS, ATHLETIC
STOR, & CONCESSIONS 1

SCALE: 1/8" = 1'-0" S1.01

ROOF FRAMING PLAN - RR,
ATHLETIC STOR, & CONCESSIONS 2

SCALE: 1/8" = 1'-0" S1.01

GIRT & LINTEL FRAMING PLAN - RR,
ATHLETIC STOR 3

SCALE: 1/8" = 1'-0" S1.01

FOUNDATION - TICKET BOOTH 4

SCALE: 1/8" = 1'-0" S1.01

ROOF FRAMING- TICKET BOOTH 5
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FORMED CONC. KEY.

CUT REINF.
AT JOINT

TYPICAL SLAB CONSTRUCTION JOINT

TYPICAL SLAB CONTROL JOINT

CUT 50% OF REINF.
AT JOINT

TOOLED OR SAWCUT
JOINT 1/4 OF
SLAB DEPTH

1
" 

C
L

E
A

R
1

" 
C

L
E

A
R

TOP REINFORCEMENT
WHERE NOTED

BENT BARS TO 
MATCH CONT. 
REINF. IN FTG.

PROVIDE   
2-#5x10'-0" 
LONG. TOP

COMPRESSIBLE 
FILLER OVER 
PIPE.

TF, SEE PLAN

UNDERGROUND PLUMBING LINE,
SEE MEP. DWGS FOR LOCATION
AND INVERT ELEV.

1'-0"

3
" 

C
L
R

. 
T

Y
P

.

M
A

X
.

2
'-
0

"

4'-0" MIN.

6
0
°

3
" 

C
L
R

. 
T

Y
P

.

TYPICAL FOOTING STEP (F.S.)

TF,
SEE PLAN

8" MAS W/ #5 @ 48"

12"x24" CONC FTG
w/ 2-#5 CONT

EXTERIOR 
GRADE 
OR SLAB, 
SEE PLAN

2
'-
6
" 

M
IN

TOC,
SEE PLAN

1'-4"

4" VENEER

16" MAS

DOWELS TO MATCH 
VERT REINF

TF,
SEE PLAN

#4x3'-0" 
LONG @ 24" 

MAS, SEE 
ADJ WALLS

#4 DOWELS
@ 24" 16"

16"

SEE ADJ FTG

TYPICAL DOOR OPENINGS IN 

EXTERIOR MAS WALLS

8"

#4 DOWELS
@ 24" O.C.

48"
24"

6" STONE

1-#4 CONT.

2-#5 CONT.

2
'-
6

" 
M

IN
.

TURN DOWN SLAB EDGE

TF,
SEE PLAN

8" MAS W/ #5 @ 48"

12"x24" CONC. FTG.
w/ 2-#5 CONT.

EXTERIOR 
GRADE 
OR SLAB, 
SEE PLAN

2
'-
6
" 

M
IN

TOC,
SEE PLAN

DOWELS TO MATCH 
VERT REINF

TF
SEE PLAN

LINE OF UNDERCUT 
FOR ENGINEERED 
FILL OPTION

FOOTING - SEE WALL
SECTIONS AND PLAN

ELEVATION OF SUITABLE SOILS 
TO BE VERIFIED IN FIELD

LINE OF UNDERCUT 
FOR LEAN CONCRETE 
OPTION

 

.

WIDTH OF UNDERCUT
FOR ENGINEERED FILL OPTION

WIDTH OF 
UNDERCUT FOR 
LEAN 
CONCRETE

1

1 1
1

- UNDERCUT FOOTING TO     
SUITABLE SOILS.

- CONTRACTOR MAY CHOSE TO 
FILL WITH ENGINEERED FILL 
MATL OR LEAN CONCRETE.

- WIDTH OF UNDERCUT SHALL 
BE DETERMINED BY WHICH FILL 

MATL IS SELECTED.

- FILL WITH SUITABLE MATL UP 
TO BOTTOM OF FOOTING 
ELEVATION.

TYPICAL FOOTING UNDERCUT

SOG

¼" PREMOLDED 
JOINT FILLER -
DIAMOND OR 
CIRCLE SHAPE @ 
CONTR OPTION

CONTROL OR
CONSTRUCTION
JOINT

CONCRETE FILL 
COLUMN 
AROUND AFTER 
SLAB IS POURED

CONTROL OR
CONSTRUCTION
JOINT

STEEL COLUMN, 
SEE PLAN FOR 
SIZE AND SHAPE

¼" PREMOLDED 
JOINT FILLER -
DIAMOND OR 
CIRCLE @ CONTR 
OPTION

SOG

(INTERIOR COLUMN)
ISOLATION JOINT DETAIL

(PERIMETER COLUMN)
ISOLATION JOINT DETAIL

C 
COLUMN
L

C COLUMNL

STEEL COLUMN, 
SEE PLAN FOR 
SIZE AND SHAPE

COLUMN
C L

C COLUMNL

2" M
IN

2" M
IN

DIAMOND SHAPED
ISOLATION JOINT
PROVIDE ¼" ISOLATION
MAL TYP

FIN FLOOR

SEE SCHED FOR
PIER SIZE AND REINF

DOWELS TO MATCH 
VERT REINF

TF
SEE PLAN

¼" LVL PLATE 
OVER ¾"
NON-SHRINK 
GROUT

TYPICAL EXT COLUMN FOOTING W/ PIER

3
"

S
E

E
 S

C
H

E
D

3
"

SEE SCHED FOR
SIZE AND REINF

3
"

C
L

R

TP
SEE PLAN

2'-0"

2
'-
6

" 
M

IN

TF 
SEE PLAN

8" MAS REINF W/ #5 @ 32"

PAVEMENT SEE CIVIL

16" MAS

3-#5 CONT

12"x2'-6" CONC FTG

ALTERNATE DIRECTION OF 
HORIZONTAL DOWEL LEG

VENEER

TYPICAL MASONRY SEAT WALL

8" BOND BEAM W/
2-#4 CONT

SEE ARCH

DOWELS TO 
MATCH VERT REINF

#5 @ 18"

COL SEE PLAN

DIAMOND SHAPED
ISOLATION JT
PROVIDE 1/4" ISOLATION
MATL TYP

EXTERIOR PAVING

SEE SCHED FOR
PIER SIZE AND REINF

DOWELS TO MATCH 
VERT REINF

TF
SEE PLAN

¼" LVL PLATE OVER ¾"
NON-SHRINK GROUT

TYPICAL EXTERIOR COLUMN FOOTING w/ PIER

3
"

S
E

E
S

C
H

E
D

3
"

SEE SCHED FOR
SIZE AND REINF

3
"

C
L

R

3" COVER

2
'-
6
" 

M
IN

TP

8
" 

M
IN

EX TF
VIF

EX SLAB
WHERE OCCURS

8" REINF MAS 
W/ #5 @ 48"

EX FOOTING

EX MAS 

1-#5 CONT

1-#5 @ 24" OC DRILLED 
ADHESIVE SET

NEW SLAB 

DOWELS TO MATCH 
VERT REINF

TYPICAL CAP OVER WALL FOOTING 

AT EXISTING FOUNDATION

INFILL OR SLAB OVER
WHERE OCCURS

8
"

M
IN

3
"

C
L

R

1'-4"

8"

GAP PER ARCH 
WHERE OCCURS
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 1/2" = 1'-0"

ACPS T.C.

WILLIAMS H.S. -

PARKER-GRAY

STADIUM

3330 KING STREET

ALEXANDRIA, VA 22302

100% CD

2018.11.16

Owner

216127.00

S2.01

FOUNDATION SECTIONS

ACPS T.C. WILLIAMS H.S. -

PARKER-GRAY STADIUM

FOOTING SCHEDULE

MARK SIZE
BOTTOM

REINFORCING REMARKS

F4 4'-0x4'-0x12" 7-#5 EW

F5 5'-0x5'-0x14" 8-#5 EW

F6 6'-0x6'-0x14"

PIER SCHEDULE

MARK SIZE

REINFORCING

REMARKSVERTICAL TIES

P1 24x24 8-#6 #4 @ 12"

SECTION

SCALE: 1/2" = 1'-0" S2.01

1SECTION

SCALE: 1/2" = 1'-0" S2.01

2

SECTION

SCALE: 1/2" = 1'-0" S2.01

8SECTION

SCALE: 1/2" = 1'-0" S2.01

9 SECTION

SCALE: 1/2" = 1'-0" S2.01

6SECTION

SCALE: 1/2" = 1'-0" S2.01

7

SECTION

SCALE: 1/2" = 1'-0" S2.01

4 SECTION

SCALE: 1/2" = 1'-0" S2.01

3

SECTION

SCALE: 1/2" = 1'-0" S2.01

5SECTION

SCALE: 1/2" = 1'-0" S2.01

10

SECTION

SCALE: 1/2" = 1'-0" S2.01

11SECTION

SCALE: 1/2" = 1'-0" S2.01

12
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MAINTAIN 1" 
CLEAR TO 
STRUCTURE

MASONRY WALLS, 
SEE ARCH'L 
DWGS FOR 
LOCATION

JOIST OR BEAM

L3x3x1/4x0'-6" CLIP 
EA. SIDE WELDED 
TO JOIST

.

.

TYPICAL PARTITION WALL BRACING

1" CLEAR TO 
UNDER SIDE 
OF DECK

L3x3x1/4

PROVIDE 1" GAP 
BELOW ANGLE 
FOR DEFLECTION

MASONRY WALLS 
SEE ARCH'L DWGS 
FOR LOCATION

L3x3x1/4x0'-6" 
EA. SIDE

1" GAP @ 
BRIDGING

PROVIDE MASONRY BRACING @ 12' O.C. 
WHERE THE DISTANCE BETWEEN 
ADJACENT CROSS WALL EXCEED
6" MASONRY=12'
8" MASONRY=16'
12" MASONRY=20'

LINTEL SCHEDULE 

MARK SIZE REMARKS

L-1 6"(2) 4"x8" PC LINTELS 
w/ 1-#3 T&B

BEARING 

NOTES: 

1. ALL STEEL LINTELS SHALL BE HOT DIPPED GALVANIZED AFTER FABRICATION (HDGAF).

2. PRECAST MASONRY LINTELS SHALL HAVE F'c=3KSI Fy=60 KSI.

TYPE

L-2 8"
(2) 4"x8" PC LINTELS 

w/ 1-#3 BOTT. & 1-#5 TOP

L-3 BP-2
W8x18 

w/ PL. 5/16"

BASE PLATE SCHEDULE 

MARK SIZE REMARKS

BP-1
2-1/2" x6"

HD STUDS
4x10x5/8

ANCHORS

TYPICAL @ JOISTS U.N.O.

BP-2
2-1/2" x6"

HD STUDS
7x7x3/4 TYPICAL @ BEAMS & LINTELS U.N.O.

BEAR BRICK ON PLATE

L-4
W16x26 

w/ PL. 5/16" BP-2 BEAR BRICK ON PLATE

L4X3½X5/16 VENEER LINTEL

L5X3½X5/16 VENEER LINTEL

STOP GROUT LIFT 1½"
FROM TOP OF BLOCK UNIT.

CONSOLIDATE EA LIFT BY MECH 
VIBRATION AND RECONSOLIDATE 
AFTER INITIAL WATER LOSS AND 
SETTLEMENT HAS OCCURRED.

PLACE MORTAR ON CROSS WEBS ADJACENT 
TO CELLS WHICH WILL BE GROUTED.

PROVIDE CLEANOUTS IN BOTTOM MAS COURSE AT EA 
VERT BAR IF GROUT LIFT EXCEEDS 5'-0" HEIGHT. MIN OPNG 
SIZE SHALL 3" AND PERMIT REMOVAL OF DEBRIS. INSPECT 
VERT REINF PRIOR TO PROVIDING CLOSURE. MAX GROUT 
POUR HEIGHT WITH CLEANOUTS SHALL BE 12'-0".

FTG OR TOM AT 
PREVIOUS
GROUT POUR.

LAP VERT REINF MIN 
48Ø AT SPLICES. HOLD 
IN POSITION WITH WIRE 
TIES @ 5'-0" OC. REINF 
IS TO BE IN PLACE 
PRIOR TO GROUTING.

CELLS W/ VERT REINF SHALL BE 
GROUTED SOLID. VERT CELLS 
SHOULD PROVIDE A CONT CAVITY, 
FREE OF MORTAR DROPPINGS, AND 
AT LEAST 2½"x3" IN SIZE. PLACE 
GROUT IN LIFTS NOT EXCEEDING 5'-0" 
UNLESS CLEANOUTS ARE PROVIDED. 

TYPICAL REINFORCED MASONRY CONSTRUCTIONTYPICAL MASONRY CONTROL JOINT

GROUT SOLID

SASH BLOCK WITH 
NEOPRENE FILLER

ONE LAYER 
BUILDING 
PAPER

ADD'L VERT. 
BAR EA. SIDE 
OF JOINT

ALTERNATE

S
O

L
ID

x 1
'-
4

" 
W

ID
E

 M
IN

.

G
R

O
U

T
 3

 C
O

U
R

S
E

S

MIN.
1/2" CLR.

BEAM

BUILD MASONRY 
SOLID AROUND 
BEAM

BEARING PLATE, 
SEE SCHEDULE

MASONRY WALL

WALL & BEARING 
PLATE TO ALIGN

CL

TYPICAL BEAM BEARING ON MASONRY WALL

1/4 3

TYPICAL LINTEL DETAILS

½" ½"½"

VENEER 
WHERE 
OCCURS

¾"ØX4" HD 
STUD @ 24" -
GROUT CELL

CONT PL 5/16

EXTEND PL 
@ VENEER

TYPICAL STEEL LINTEL

STL BM W/ MAS 
ANC @ 24"

TYPICAL PRECAST LINTEL

REINF - SEE
SCHEDULE

VENEER, 
WHERE 
OCCURS

1
½

"
C

L
R

7
 5

/8
"

WALL
WIDTH

VENEER 
LINTEL

3/16"x1½" GALV 
STL @ 16" OC 
VERT

GROUT VOID SOLID

GROUT VOID 
SOLIDCORNER OR 

INTERSECTION

NOTE: STRAP & GROUT CAN BE OMITTED WHEN EVERY 
SECOND COURSE IS BUILT INTO ADJACENT WALL

TYPICAL MASONRY CORNER OR 

INTERSECTION DETAIL

3

3

28

4
".

8
" 

E
M

B
E

D

STANDARD
NUT & 
WASHER

¾"Ø F1554-GR 36 
THREADED ROD

ANCHOR BOLT ARRANGEMENT

TYPE '1' ANCHOR ROD

4
".

8
" 

E
M

B
E

D

TYPE A

2"2"

2
"

2
"

MARK

FLOOR

ROOF

FOUNDATION

BASE
PLATE

ANCHOR
RODS

REMARKS

H
S

S
8

x8
x5

/1
6

SEE 
FOR BASE
PL DETAILS
(TYP.)

(4)-¾"Ø X 12" 
TYPE 1, TYP

16x16x1
TYPE A

C-1

COLUMN SCHEDULE

C-2

16x16x1
TYPE A

H
S

S
8

X
8

X
3

/8

/A S2.02

16x16x1
TYPE A

H
S

S
9

X
9

X
3

/8

C-3
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As indicated

ACPS T.C.

WILLIAMS H.S. -

PARKER-GRAY

STADIUM

3330 KING STREET

ALEXANDRIA, VA 22302

100% CD

2018.11.16

Owner

216127.00

S2.02

SCHEDULES, SECTIONS,

AND DETAILS

ACPS T.C. WILLIAMS H.S. -

PARKER-GRAY STADIUM

SECTION

SCALE: 3/4" = 1'-0" S2.02

6

SECTION

SCALE: 3/4" = 1'-0" S2.02

2SECTION

SCALE: 3/4" = 1'-0" S2.02

3

SECTION

SCALE: 3/4" = 1'-0" S2.02

5

SECTION

SCALE: 3/4" = 1'-0" S2.02

1SECTION

SCALE: 3/4" = 1'-0" S2.02

4

SECTION

SCALE: 3/4" = 1'-0" S2.02

A
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EXISTING

VENEER

1½" ROOF DECK -
DIR VARIES

VENEER

8" REINF MAS

BOND BEAM W/ 
(2)-#4 CONT STL C W/ ¾"Ø EXP ANC 

@ 16" IN GROUTED 
CELLS (5" EMBED)

P
A

R
A

P
E

T
W

H
E

R
E

 O
C

C
U

R
S

GROUT TOP 
COURSE SOLID

ANGLE CONN

WINDOW 
SYSTEM

VENEER

HSS GIRT

MAS ANCHOR @ 24" IN 
GROUTED CELLS

L3½X3½X3/16 CONT

BLOCKING

MAS TIE IN HEAD JT

1'-4"

BENT PL 5/16 X
CONT

STL JOIST

1½" ROOF DECK

WINDOW 
SYSTEM

L3X3X3/8 FITTED 
OUTRIGGERS @ 4'-0"

4" LIGHTGAGE SHOWN 
DASHED FOR CLARITY

HSS 3X3X¼ @ 6'-0"

HSS 3X3X¼ CONT

TYP

2'-0"

2

12

3/16

DIAG BRIDGING 
LAST BAY

TYP

.

.

CAP
PL ¼

BLOCKING 
SHOWN DASHED 
FOR CLARITY

1'-5"

PL ¼ 
TYP

¼

HSS STUB TO 
MATCH GIRT

1/4

TYP @ GIRT
SPLICE

HSS GIRT 
PER PLAN

TYP GIRT TO COLUMN CONN

1'-4"

¼

HSS STUB TO 
MATCH GIRT

1/4

CAP

HSS GIRT 
PER PLAN

TYP GIRT TO COLUMN CONN

PL ¼

HANGER PL 3/16" 
@ 16" OC

CONT PL 5/16

SEE ALSO
FOR ADDL INFO

/6 S3.01

OMIT L WHERE NO 
BRICK OCCURS

WINDOW 
SYSTEM

ARCH FINISH

7 1/2"

MAS TIES 
BEYOND DOOR 
OPENING

TYPICAL STEEL FRAMING 

CONNECTION DETAILS

HSS COLUMN

SINGLE PLATE
SHEAR CONN

WF BEAM

ONE SIDED ANGLE 
OR DOUBLE ANGLE 
AS REQ'D

WELD 1/2"
RETURN TOP

COLUMN SEE
SCHEDULE

TAB PL CONN

STEEL BEAM
SEE PLAN

FACE OF HSS COL

MOMENT CONN SHOWN 
THUS ON PLAN

TYPICAL BEAM TO COL  

MOMENT CONNECTION

MCAP 
PL 
5/16

BENT PL 5/16 
CONT

STL JOIST

STL BEAM

1½" ROOF DECK

WINDOW 
SYSTEM

TCX

3/16

BLOCKING 
SHOWN DASHED 
FOR CLARITY

2

12

UMD
SEE PLAN

3'-4" @ '10'
1'-0" @ '10a'

7"

HSS ASSEMBLY 
PER
@ '10a'

/9 S3.01/9 S3.01

SEE ALSO
FOR ADDL INFO

/6 S3.01

OMIT L WHERE NO 
BRICK OCCURS

ARCH FINISH

MAS TIES 

WINDOW 
SYSTEM

HSS GIRT 
PER PLAN

DOOR HARDWARE 
PER SUPPLIER

ATTACH PER 
SUPPLIER

HSS 6x4x3/8

1/4

1/4

ALIGN TO 
FACE OF 
VENEER

4" SIDE
1/4

¼

HSS STUB TO 
MATCH GIRT

1/4

CAP
HSS GIRT 
PER PLAN

PL ¼

8
"

1'-4"

1'-8"

1/4

BENT PL 5/16 X
CONT BOTH 
SIDE

1½" ROOF DECK

L3X3X3/8 
OUTRIGGERS @ 4'-0"

2'-0"

2

12

3/16
HSS ASSEMBLY 
PER /9 S3.01

3/16

3 SIDE 
TYP

L2½X2½X¼ EA L3

3/16 3-12

1 ½" ROOF DECK

VENEER

CONT PL 5/16

STL BM

FITTED STIFF PL 
¼ @ 16"

GROUT TOP 
COURSE SOLID

MAS TIES @ 24"

ANGLE CONN

TYPICAL ROOF OPENING

ALL OPENING SIZES

A
L
L
 O

P
E

N
IN

G
 S

IZ
E

S

LOCATE UNDER 
CURB FOR 
MECH. UNITS.

REINFORCE JOIST
CHORDS PER 
DETAIL _/S_

* L4x4x3/8 WELDED FRAME
   FOR MECH. UNITS, UNO.
* L3x3x1/4 FRAME FOR ALL
   OTHERS

COPE VERT. LEG OR
PROVIDE END CLIP

STEEL JOISTS OR 
BEAMS, SEE ROOF 
PLAN FOR SIZE 
AND SPACING

& LOCATIONS TO BE 
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BUILDING 3 &

BUILDINGS 1 & 2 FLOOR &

ROOF PLANS

ACPS T.C. WILLIAMS H.S. ‐
PARKER‐GRAY STADIUM

GENERAL NOTES (NEW WORK)
1. ALL PEL, PIL ROOF LOCATIONS TO BE COORDINATED WITH 

ARCHITECT.

2. ALL DUCTWORK SHALL BE ROUTED AS HIGH AS POSSIBLE 
ABOVE SPACE JUST BELOW STRUCTURAL JOISTS. DIFFUSERS 
TO BE MOUNTED AS HIGH AS POSSIBLE BELOW STRUCTURAL 
JOISTS.

3. EUH-1,2,3,4,5,6,7,8,9: WALL MOUNT AS HIGH AS POSSIBLE SUCH 
THAT TOP OF EUH DOES NOT EXCEED 10' SILL HEIGHT.

# KEY NOTES (NEW WORK)
1. MOTORIZED DAMPER TO BE INTERLOCKED WITH THE 

OPERATION OF EF-3. WHEN SPACE IS OCCUPIED AS 
DETERMINED BY LIGHTING CONTROLS, EXHAUST FAN SHALL BE 
ENABLED AND MOTORIZED OUSTIDE AIR DAMPER SHALL BE 
COMMANDED TO THE OPEN POSITION.  DURING UNOCCUPIED 
PERIODS, OUTSIDE AIR DAMPER SHALL CLOSE.

2. MOTORIZED DAMPER TO BE BALANCED TO 630 CFM. WHEN 
SPACE IS OCCUPIED AS DETERMINED BY LIGHTING CONTROLS, 
EXHAUST FAN SHALL BE ENABLED AND MOTORIZED OUSTIDE 
AIR DAMPER SHALL BE COMMANDED TO THE OPEN POSITION.  
DURING UNOCCUPIED PERIODS, OUTSIDE AIR DAMPER SHALL 
CLOSE. 

3. OUTSIDE AIR LOUVER TO BE CENTERED ABOVE DOOR.  EXACT 
LOCATION TO BE COORDINATED WITH ARCHITECT.

4. MOUNT RADIANT HEATERS A MINIMUM OF 84" FROM THE FLOOR 
AND 6" FROM THE CEILING.  RADIANT HEATERS TO HAVE A 
MINIMUM OF 5' CLEARANCE FROM ALL COMBUSTIBLE 
MATERIALS BELOW.  INTERLOCK WITH LIGHTING CONTROLS TO 
ENABLE HEATERS ONLY DURING OCCUPIED PERIODS.

5. FAN SHALL BE ENABLED WHEN LIGHTING IS ENERGIZED.  
INTERLOCK FAN OPERATION WITH MOTORIZED DAMPERS 
SERVING EXHAUST AIR DUCTS.  DAMPERS SHALL OPEN WHEN 
FAN IN ENERGIZED.

2' 4' 16'8'0
1/8" = 1'-0"---- M1.02M1.01 SCALE:  1/8" = 1'-0"

BUILDINGS 1 & 2 - MECHANICAL2

GENERAL NOTES (NEW WORK)

# KEY NOTES (NEW WORK)

2' 4' 16'8'0
1/8" = 1'-0"---- M1.02M1.01 SCALE:  1/8" = 1'-0"

BUILDING 3 -MECHANICAL1

2' 4' 16'8'0
1/8" = 1'-0"---- M1.02 SCALE:  1/8" = 1'-0"

BUILDINGS 1 & 2 ROOF - MECHANICAL3
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BUILDING 2 FLOOR PLANS

ACPS T.C. WILLIAMS H.S. ‐
PARKER‐GRAY STADIUM

1' 2' 8'4'0
1/4" = 1'-0"---- P1.02P1.02 SCALE:  1/4" = 1'-0"

ENLARGED WOMENS 100 & MENS 103 - SANITARY3

1' 2' 8'4'0
1/4" = 1'-0"---- P1.02P1.02 SCALE:  1/4" = 1'-0"

ENLARGED WOMENS 100 & MENS 103 - DOMESTIC WATER5

2' 4' 16'8'0
1/8" = 1'-0"---- P1.02P1.01 SCALE:  1/8" = 1'-0"

BUILDING 2 - PLUMBING1

# KEY NOTES (NEW WORK)
1. INCOMING 3" DOMESTIC CW SERVICE. SEE CIVIL DWGS FOR 

CONTINUATION.

2. OUTGOING 4" SANITARY SERVICE. SEE CIVIL DWGS FOR 
CONTINUATION.

3. INCOMING 1" DOMESTIC CW SERVICE. SEE CIVIL DWGS FOR 
CONTIUATION.

4. OUTGOING 3" SANITARY SERVICE. SEE CIVIL DWGS FOR 
CONTINUATION.

5. BACKFLOW PREVENTER ASSEMBLY. SEE DETAIL 4/P0.01 FOR 
FURTHER INFORMATION.

6. SEE DETAIL 3/P2.01 FOR FURTHER INFORMATION.

7. PROVIDE WITH 6" STRAINER.

8. OUTGOING 3" STORM SERVICE. SEE CIVIL DWGS FOR 
CONTINUATION.

1' 2' 8'4'0
1/4" = 1'-0"---- P1.02P1.02 SCALE:  1/4" = 1'-0"

ENLARGED BUILDING 2 105 - SANITARY2

1' 2' 8'4'0
1/4" = 1'-0"---- P1.02P1.02 SCALE:  1/4" = 1'-0"

ENLARGED BUILDING 2 105 - DOMESTIC WATER4

7 7

7

1
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STADIUM

3330 KING STREET 
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CONSTRUCTION DOCUMENTS
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P2.01

RISER DIAGRAM

ACPS T.C. WILLIAMS H.S. -

PARKER-GRAY STADIUM

SCALE: NONE---- P2.01

WATER RISER - BUILDING 11

SCALE: NONE---- P2.01

WATER RISER - BUILDING 22

SCALE: NONE---- P2.01

DWH-1 PIPING DETAIL3

REFER TO 3/P2.01

FOR CONTINUATION

REFER TO 1/P2.01

FOR CONTINUATION

1. INCOMING 3" DOMESTIC CW SERVICE. SEE CIVIL DWGS FOR 

CONTINUATION.

2. INCOMING 1" DOMESTIC CW SERVICE. SEE CIVIL DWGS FOR 

CONTINUATION.
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RISER DIAGRAM

ACPS T.C. WILLIAMS H.S. -

PARKER-GRAY STADIUM

SCALE: NONE---- P2.02

SANITARY RISER - BUILDING 11

SCALE: NONE---- P2.02

SANITARY RISER - BUILDING 22

3"VTR

1. OUTGOING 4" SANITARY SERVICE. SEE CIVIL DWGS FOR 

CONTINUATION.

2. OUTGOING 3" SANITARY SERVICE. SEE CIVIL DWGS FOR 

CONTINUATION.
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ACPS T.C.
WILLIAMS H.S. -
PARKER-GRAY
STADIUM
RENOVATION

3330 KING STREET
ALEXANDRIA, VA 22302

CONSTRUCTION DOCUMENTS

2018.11.16

216127.00

ACPS T.C. WILLIAMS H.S. - PARKER-GRAY
STADIUM RENOVATION

E0.00

LEGEND, RISERS

ELECTRICAL LEGEND ABBREVIATIONS GENERAL NOTES NEW WORK

FIRESTOPPING GENERAL NOTES

A                       AMPERE
AFF                   ABOVE FINISHED FLOOR
AWG                 AMERICAN WIRE GAUGE
A/E                    ARCHITECT/ENGINEER
BLDG                BUILDING
BRKR                BREAKER
CIRC                 CIRCULATION
CKT                   CIRCUIT
CLG                  CEILING
COMM              COMMUNICATION
CONC               CONCRETE
C,CND              CONDUIT
CT                     CURRENT TRANSFORMER
CTR                  CENTER
CTRL                CONTROL
CU                     COPPER
DISC                 DISCONNECT
DIV                    DIVISION
DWG                 DRAWING
DWH                 DOMESTIC WATER HEATER
EF                     EXHAUST FAN
ELEC                ELECTRIC
EMT                  ELECTRIC METALLIC TUBING
EQPT                EQUIPMENT
EUH                  ELECTRIC UNIT HEATER
FC                     FOOT CANDLES
FLR                   FLOOR
FT                     FOOT,FEET
GEC                  GROUNDING ELECTRODE CONDUCTOR
GFCI                 GROUND FAULT CIRCUIT INTERRUPTER
G,GND              GROUND
HP                     HORSEPOWER
HVAC                HEATING, VENTILATION, AIR CONDITIONING
HW                    HOT WATER UNIT HEATER
HZ                     HERTZ
JB                     JUNCTION BOX
KAIC                 1,000 AMPERE INTERRUPTING CURRENT
kcmil                  THOUSAND CIRCULAR MILS
KW                    KILOWATT
KVA                   KILOVOLT AMPERE
LTG                   LIGHTING
LTS                   LIGHTS
LV                     LOW VOLTAGE
MAX                  MAXIMUM
MB                    MAIN BREAKER
MFR                  MANUFACTURER
MH                    MOUNTING HEIGHT (AFF UNO)
MIN                   MINIMUM
MLO                  MAIN LUGS ONLY
MTD                  MOUNTED
N                       NEUTRAL
NEMA               NATIONAL ELECTRICAL MFRS ASSOCIATION
NFPA                NATIONAL FIRE PROTECTION AGENCY
NTS                   NOT TO SCALE
OCPD               OVER CURRENT PROTECTIVE DEVICE
P                       POLE
PH                     PHASE
PNL                   PANEL
PWR                 POWER
QTY                  QUANTITY
REC                  RECEPTACLE
REQD               REQUIRED
RM                    ROOM
SE                     SERVICE ENTRANCE
SECT                SECTION
SF                     SQUARE FEET
STRTR              STARTER
SURF                SURFACE
SW                    SWITCH
TEL                   TELEPHONE
THRU                THROUGH
TYP                   TYPICAL
UL                     UNDERWRITER LABORATORIES
UNO                  UNLESS NOTED OTHERWISE
V                       VOLTS
VUSBC             VIRGINIA UNIFORM STATEWIDE BUILDING CODE
W                      WATTS
WP                    WEATHERPROOF
WTR                 WATER
XFMR               TRANSFORMER

1. THE CONTRACTOR IS RESPONSIBLE FOR REVIEWING THE
ARCHITECTURAL DRAWINGS PRIOR TO SUBMITTING THEIR BID PRICE.
THE CONTRACTOR SHALL INCLUDE IN THEIR BID PRICE ALL REQUIRED
FIRESTOPPING WHETHER OR NOT INDICATED ON THE ELECTRICAL
DRAWINGS.

2. MAINTAIN FIRE RATINGS WHERE ELECTRICAL ITEMS PENETRATE FIRE
RATED BUILDING ELEMENTS. PROVIDE UL LISTED FIRESTOPPING
SYSTEM FOR EACH PENETRATION. GROUP CONDUITS/CABLES
TOGETHER TO REDUCE QUANTITY OF PENETRATIONS WHEREVER
POSSIBLE.

3. PROVIDE FIRESTOPPING OR ANNULAR SPACE PROTECTION AT ALL
PENETRATIONS IN ACCORDANCE WITH 2015 VUSBC AND PROJECT
SPECIFICATIONS.

CONDUIT SYMBOLS

INTERIOR LIGHT FIXTURES

LINEAR LIGHT FIXTURE

CONDUIT OR CABLE UP

CONDUIT OR CABLE DOWN

CIRCUIT HOMERUN

SWITCHED CIRCUIT LEG (LIGHTING)

UNSWITCHED CIRCUIT LEG (LIGHTING)

CONDUIT UNDERGROUND OR UNDERSLAB

BREAK

WIRING DEVICE SYMBOLS

DISCONNECT SWITCH, 30A UNO.

EQUIPMENT CONNECTION

POWER DISTRIBUTION

DASHED LINES INDICATE REQUIRED CLEARANCES
AROUND ELECTRICAL EQPT

DUPLEX RECEPTACLE AT 18" AFF OR GRADE, UNO.
SUBSCRIPTS INDICATE THE FOLLOWING:

WP WEATHERPROOF AND GFCI TYPE

DUPLEX RECEPTACLE AT 42" AFF OR MOUNTED 6"
ABOVE COUNTER. COORD ELEVATION WITH
CASEWORK AND ARCHITECT

GF GROUND FAULT CIRCUIT INTERRUPTER

(NONE) SINGLE POLE

WALL SWITCH AT +1'-6" AFF TO BOTTOM OF BOX.
SUBSCRIPTS INDICATE THE FOLLOWING:

O OCCUPANCY SENSOR
T TIMER
V VACANCY SENSOR

CEILING MTD OCCUPANCY SENSOR

Sx

POLE LIGHT FIXTURE

EXTERIOR LIGHT FIXTURES

EXTERIOR BLDG MOUNTED LIGHT FIXTURE

FIELD LIGHT FIXTURE
"B2" INDICATES FIXTURE POLE DESIGNATION

B2

TRANSFORMERT

E

1. ALL WORK SHALL BE PERFORMED IN ACCORDANCE WITH VUSBC
2015, 2014 NEC AND LOCAL CODES AS REQUIRED BY AUTHORITY
HAVING JURISDICTION (AHJ).

2. COORDINATE ALL WORK WITH THE CONSTRUCTION COMPLETION
SCHEDULE SPECIFIED FOR THE PROJECT AND WITH ALL OTHER
TRADES TO ENSURE THAT PROJECT IS COMPLETED ON
SCHEDULE.

3. THE CONTRACTOR SHALL INCLUDE IN THEIR PRICE AFTER
HOURS LABOR AND / OR WEEKEND LABOR FOR ALL WORK
REQUIRED TO MEET MILESTONE DEADLINES AND
CONSTRUCTION COMPLETION SCHEDULE.

4. PAY FOR AND OBTAIN ALL PERMITS UPON COMPLETION OF
WORK. PRESENT THE OWNER WITH A CERTIFICATE FOR FINAL
INSPECTION FROM THE LOCAL AUTHORITY.

5. MOUNTING HEIGHTS, UNLESS OTHERWISE NOTED, ARE TO
CENTER LINE OF EQUIPMENT, EXCEPT MOUNTING HEIGHTS OF
LIGHTING FIXTURES WHICH IS TO BOTTOM OF FIXTURE, UNLESS
NOTED OTHERWISE.

6. ALL CND AND WIRING SHALL BE RUN CONCEALED ABOVE
FINISHED CEILINGS, WITHIN WALLS, OR BELOW FLOORS IN
FINISHED SPACES.

7. PLACE JUNCTION BOXES IN ACCESSIBLE LOCATIONS ABOVE
CEILINGS. ENSURE THAT ACCESS TO PULL OR J BOXES IS NOT
BLOCKED. DO NOT LOCATE PULL OR J BOXES DIRECTLY ABOVE
OTHER EQUIPMENT LOCATED IN THE CEILING SPACE.

8. WHERE LIGHT SWITCHES ARE INDICATED TO BE MOUNTED BACK
OF DOOR, THEY SHALL BE MOUNTED A MINIMUM OF 3'-4" FROM
HINGED SIDE.

9. REFER TO ARCHITECTURAL REFLECTED CEILING PLANS FOR
CEILING TYPES AND EXACT LOCATIONS OF LIGHTING FIXTURES.
REFER TO ARCHITECTURAL INTERIOR ELEVATIONS FOR
SPECIFIC LOCATIONS OF WALL-MOUNTED DEVICES.
COORDINATE WITH WALL FRAMING TO ACHIEVE LOCATIONS
INDICATED ON CEILINGS AND WALLS.

10. MECHANICAL AND PLUMBING EQUIPMENT IS SHOWN IN
APPROXIMATE LOCATIONS. FOR EXACT LOCATION OF
MECHANICAL AND PLUMBING EQUIPMENT AND PIPING, SEE
MECHANICAL AND PLUMBING DRAWINGS.

11. PROVIDE FUSES IN ALL FUSED SWITCHES. FUSE RATINGS SHALL
BE IN ACCORDANCE WITH EQPT MFR'S RECOMMENDATIONS.

12. DIVISION 26 CONTRACTOR SHALL INCLUDE IN HIS PRICE
COORDINATION AND CONNECTION OF ALL HVAC, PLUMBING AND
OTHER CONTRACTOR OR OWNER FURNISHED EQUIPMENT.
CHECK EQUIPMENT SHOP DRAWINGS AND COORDINATE WITH
HVAC, PLUMBING AND ALL OTHER EQUIPMENT CONTRACTORS
FOR DISCONNECT SWITCH, CONDUIT, WIRING REQUIREMENTS,
FUSE AND BREAKER SIZES AND VOLTAGE REQUIREMENTS.
ADDITIONAL PAYMENT FOR CONTRACTOR'S FAILURE TO
COORDINATE OVERCURRENT PROTECTION WITH NAMEPLATE
DATA REQUIREMENTS OF ACTUAL EQUIPMENT PURCHASED WILL
NOT BE CONSIDERED.

13. ELECTRICAL CONTRACTOR SHALL PROVIDE AND INSTALL ALL
EXTERNAL STARTERS FOR MECHANICAL EQUIPMENT, UNLESS
OTHERWISE NOTED ON MECHANICAL DRAWINGS.

14. ELECTRICAL CONTRACTOR SHALL COORDINATE WITH
MECHANICAL AND PLUMBING CONTRACTORS AND SHALL
PROVIDE NEUTRAL CONDUCTORS WHERE REQUIRED.

15. THE ELECTRICAL CONTRACTOR(S) SHALL COORDINATE THEIR
WORK WITH ALL TRADES PRIOR TO FABRICATION OF SYSTEMS
AND COMMENCEMENT OF INSTALLATION, AND PRIOR TO ANY
PROCUREMENT OF MATERIALS. IT SHALL BE THE
RESPONSIBILITY OF THIS CONTRACTOR TO REVIEW THE WORK
OF OTHER TRADES (INCLUDING, BUT NOT LIMITED TO
STRUCTURAL, ARCHITECTURAL, CIVIL, MECHANICAL, PLUMBING
AND AV) AS IT AFFECTS THE ELECTRICAL WORK, AND AS THE
ELECTRICAL WORK AFFECTS OTHER TRADES TO ENSURE THE
CONSTRUCTION DOCUMENTS ARE CLOSELY FOLLOWED. WHERE
DISCREPANCIES ARISE, THEY SHALL BE REFERRED TO THE A/E
FOR RESOLUTION BEFORE PROCEEDING WITH THE WORK.

16. THE DESIGN IS BASED ON MFRS AND MODELS INDICATED AND IS
INTENDED TO SHOW THE GENERAL SIZE, CONFIGURATION,
LOCATION, CONNECTIONS, AND/OR SUPPORT FOR EQUIPMENT
OR SYSTEMS WITH RELATION TO THE OTHER
BUILDING/SYSTEMS. SEE SPECIFICATION SECTIONS FOR
TECHNICAL REQUIREMENTS.

SCALE:

1 RISER DIAGRAM 

NONE

E0.00

PANELBOARD, SURFACE MOUNTED, 277/480V

PANELBOARD, SURFACE MOUNTED, 120/208V

GROUNDING CONDUCTOR

INV

PHOTOCELL

EMERGENCY LIGHTING INVERTER, 2.2 KVA, 277V
MEYER'S ILLUMINATOR EM, OR APPROVED EQUAL

KEY NOTES

1. REFER TO PANEL DPL SCHEDULE FOR FEEDER SIZE.

2. REFER TO PANEL DPH SCHEDULE FOR FEEDER SIZE.

3. REFER TO PANEL AND ATHLETIC LIGHTING FIXTURE SCHEDULES
FOR CONDUITS AND WIRE SIZES

4. 4-350KCMIL, 4"C.

5. SEE CIVIL DRAWINGS FOR PRIMARY FEED TO TRANSFORMER.

6. 2 SETS: 4#3/0, 1#3, 2-1/2"C.

7. COORD DISCONNECT LOCATION WITH ARCHITECT AND
BLEACHERS SUPPLIED TO PROJECT.

8. CONNECT TO PANEL SUPPLIED WITH PRESSBOX BOOTH.

9. PANEL TO BE PROVIDED WITH PRESSBOX.

10. 100A FUSED DISCONNECT SWITCH, NEMA 3R ENCLOSURE.
DISCONNECT TO BE SERVICE ENTRANCE RATED.

FUSIBLE DISCONNECT SWITCH, 30A UNO.

ENCLOSED CIRCUIT BREAKER, 20A UNO.CB

OS CORNER MOUNT OCCUPANCY SENSOR

NEAL A. CRAMER
Lic. No. 41825
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E0.01

SCHEDULES

GENERAL NOTES
1. CONTRACTOR SHALL PROVIDE SUITABLE TRIM AND

APPURTENANCES TO MOUNT FIXTURES IN TYPE OF CEILING OR
WALL AS SPECIFIED BY ARCHITECTURAL FINISH SCHEDULES
REGARDLESS OF CATALOG NUMBER GIVEN. CONTRACTOR
SHALL VERIFY REQUIRED FIXTURE INSTALLATION APPENDAGES
PRIOR TO ORDERING FIXTURES.

2. FIXTURES SHALL BE SUPPORTED FROM THE STRUCTURE AS
STATED IN THE SPECIFICATIONS OR AS APPROVED BY THE
ENGINEER.

3. ELECTRICAL CONTRACTOR SHALL VERIFY LIGHTING FIXTURE
REQUIREMENTS AGAINST ARCHITECTURAL PLANS WITH
SPECIFICS TO, BUT NOT LIMITED TO, CUSTOM ARCHITECTURAL
SOFFITS AS SHOWN ON ANY PLANS.

4. FINISHES FOR LIGHTING FIXTURES AND COLORS SHALL BE
APPROVED BY ARCHITECT.

5. COORDINATE MOUNTING HEIGHTS FOR ALL WALL MOUNTED
FIXTURES WITH ARCHITECTURAL ELEVATIONS.

FIXTURE SCHEDULE

GENERAL NOTES
1. ALL PANELS ARE TO HAVE SEPARATE NEUTRAL AND EQUIPMENT

GROUNDING BUSES.

2. ALL TERMINATIONS ON PANELS SHALL HAVE DUAL RATED
60/75°C LUGS.

3. CIRCUIT AND CONDUIT SIZES ARE BASED UPON COPPER
CONDUCTORS.

4. PROVIDE DETAILED TYPED PANEL SCHEDULE IN EACH PANEL
BASED ON AS-BUILT CONDITIONS FOR ALL CONNECTED
CIRCUITS.

5. WHERE 'SPARE' IS INDICATED IN PANEL SCHEDULES, PROVIDE
COMPLETE OPERATIONAL SPARE BREAKER. WHERE NO SIZE IS
INDICATED, PROVIDE 20A 1-POLE BREAKER.

PANELBOARDS

NEAL A. CRAMER
Lic. No. 41825
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WIREWAY

POLE GROUNDING

CONNECTOR

POLE ID

STEEL

REINFORCEMENT

HANDHOLE

TAPERED UPPER

SECTION FOR SLIP-FIT

STEEL POLE

LIGHTING HOLE

GROUNDING

ELECTRODE

CONDUCTOR

COMPACTED DIRT FILL

MINIMUM 2 FT

CONCRETE

BACKFILL

INTEGRATED GROUNDING

ELECTRODE

WIRE ACCESS HOLE

TOP OF CONDUIT

MINIMUM 2 FT BELOW

FINISHED GRADE

CONDUIT ADAPTER

PLATE

POLETOP LUMINAIRE

ASSEMBLY.

FIXTURE LAYOUT AND

QUANTITY SHOWN IS

GENERIC. REFER TO

ATHLETIC LIGHTING

SCHEDULES ON SHEET E1.01

FOR ACTUAL FIXTURE

QUANTITIES PER POLE.

GALVANIZED STEEL POLE
REFER TO ATHLETIC LIGHTING
SCHEDULES ON SHEET E1.01

FOR INDIVIDUAL POLE HEIGHTS

ELECTRICAL

COMPONENTS

ENCLOSURE

10 FT
(3 m)

2 FT
(600 mm)

GROUND LEVEL

PRECAST

CONCRETE

BASE

                25 FEET A.G.L.

AUXILIARY MOUNTING

BRACKET SEE DETAIL

A FOR 1P FIXTURE

BRACKET DETAIL OR B FOR

2P FIXTURE BRACKET

DETAIL

50 FEET A.G.L.

AUXILIARY MOUNTING

BRACKET SEE DETAIL

A FOR 1P FIXTURE

BRACKET DETAIL OR B FOR

2P FIXTURE BRACKET

DETAIL
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L M

PROFESSIONAL CERTIFICATION: I CERTIFY THAT THESE DOCUMENTS WERE
PREPARED OR APPROVED BY ME, AND THAT I AM A DULY LICENSED ARCHITECT
UNDER THE LAWS OF THE STATE OF VIRGINIA
LICENSE NUMBER:
EXPIRATION DATE:

no. date revision

 © Hord Coplan Macht, Inc.

2

3

4

5

6

7

8

9

1

ARCHITECTURE

LANDSCAPE ARCHITECTURE

PLANNING

INTERIOR DESIGN

Drawing

Scale

Date

ARCHITECT

Hord Coplan Macht, Inc.
2000 Duke Street, Suite 120 Alexandria, VA 22314
p.  571. 388. 7761 f.  410. 837. 6530

STRUCTURAL ENGINEER

Ehlert Bryan Consulting Structural Engineers
1451 Dolley Madison Blvd, Suite 220 McLean, VA 22101
p.  703.827.9552 f.  703.356.2031

M/E/P ENGINEER

CIVIL ENGINEERS

Project Number

2RW Energy By Design
100 10th Street NE, Suite 202Charlottesville, VA 22902
p.  434.296.2116

Bowman Consulting
185 Admiral Cochrane Drive Suite 215 Annapolis, MD 21401
p.  410.224.7590 f.  410.224.7592

Project Name

Q:\HCM\16126 - Parker Gray Field\B_Design\11_Dwg Arch\170810 SD
Set\2017_08_10_ACPS Parker-Gray Stadium.rvt

9/25/2017 3:36:37 PM

As Indicated

ACPS T.C.

WILLIAMS H.S. -

PARKER-GRAY

STADIUM

RENOVATION

3330 KING STREET
ALEXANDRIA, VA 22302

CONSTRUCTION DOCUMENTS

2019.03.06

216127.00

ACPS T.C. WILLIAMS H.S. - PARKER-GRAY
STADIUM RENOVATION
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DETAILS

B

D

E

C

COVER

SCALE:

3/8-16 UNC STAINLESS
STEEL HEX HEAD BOLT
W/WASHER (2)

SKID RESISTANT
SURFACE

CORE DRILL
DUCT ENTRANCES

NOTES:
A. HOUSING SHALL BE A POLYMER CONCRETE REINFORCED WITH A

HEAVY WEAVE FIBERGLASS REINFORCING WITH COMPRESSIVE
STRENGTH OF NO LESS THAN 10,000 PSI.

B. PROVIDE STAINLESS STEEL BOLTS AND INSERTS.
C. COORD BOX LOCATION WITH OTHER UG UTILITIES.
D. DO NOT INSTALL IN-GRADE PULL BOXES IN CONCRETE SIDEWALKS,

DOORWAY EXIT PATHS, ASPHALT TRAILS OR PARKING AREAS.
E. BOXES SHALL COMPLY WITH REQUIREMENTS OF SECTION 260533.
F. THIS DETAIL DOES NOT APPLY TO UTILITY BOXES, REFER TO CIVIL

DRAWINGS FOR OTHER DETAILS AND REQUIREMENTS.

SCHEDULE
DIMENSIONHANDHOLE

TYPE
A

A B C D E
18" 13-3/8" 10-1/8" 20-1/4" 17"

CUSTOM COVER
DESIGNATION

LIGHTING

10"

6"

12"

6"

OPEN BOTTOM BOX
AND COVER

CONCRETE RING
AROUND BOX

COMPACTED
EARTH

#57 GRAVEL

TOPSOIL OR PAVEMENT
REPAIR AS NECESSARY (SEE
PAVEMENT REPAIR DETAIL)

B 18" 15-1/2" 11-3/4" 25" 21-1/4' LIGHTING

SCALE:

WALL

EMT CONDUIT

SLAB

POROUS FILL

EARTH

SLAB

POROUS FILL

EARTH

EMT CONDUIT

PVC CONDUITPVC CONDUIT

RGS CONDUIT ELBOW RGS CONDUIT ELBOW

SCALE:

NOTE:
A. REFER TO STRUCTURAL DRAWINGS FOR REINFORCING,

CONCRETE INFORMATION AND DIMENSIONS.

SCALE:

STRUCTURAL
CEILING

SUSPENDED CEILING

WALL

PANELBOARD

EXCLUSIVELY
DEDICATED SPACE

STRUCTURAL
CEILING

SUSPENDED CEILING

WALL

PANELBOARD

EXCLUSIVELY
DEDICATED SPACE

DEDICATED SPACE CONTINUES
THROUGH SUSPENDED CEILING TO 6'
ABOVE TOP OF THE EQUIPMENT OR
STRUCTURAL CEILING, WHICHEVER IS
LOWER.

LIGHT FIXTURELIGHT FIXTURE

EXCLUSIVELY
DEDICATED SPACE

6'-0"

NOTE:
THIS FIGURE ILLUSTRATES THE ADDITIONAL EXCLUSIVELY DEDICATED SPACE
REQUIRED OVER AND UNDER PANELBOARDS FOR CABLES, RACEWAYS, ETC.
TO AND FROM PANELBOARDS REQUIRED BY SECTION 110-26 (f) OF THE
NATIONAL ELECTRICAL CODE.

PANELBOARDS

NOTE:
THIS FIGURE ILLUSTRATES THE WORKING SPACE IN
FRONT OF ELECTRIC EQUIPMENT REQUIRED BY
SECTION 110-26 (a) OF THE NATIONAL ELECTRIC CODE.

ALL ELECTRICAL EQUIPMENT

30" OR WIDTH OF EQUIPMENT IF EQUIPMENT IS WIDER
THAN 30" DOES NOT HAVE TO BE CENTERED ON THE

EQUIPMENT BUT AT LEAST EVEN WITH ONE EDGE.
EQUIPMENT DOOR SHALL BE ABLE TO OPEN AT LEAST

90 DEG.

NOTE: THIS INCLUDES BUT IS NOT LIMITED TO
PANELBOARDS, SAFETY SWITCHES, MOTOR STARTERS,

JUNCTION BOXES AND OTHER ELECTRIC EQUIPMENT.

WHERE THE CONDITIONS ARE AS FOLLOWS:
1. EXPOSED LIVE PARTS ON ONE SIDE AND NO LIVE OR
GROUNDED PARTS ON THE OTHER SIDE OF THE WORKING
SPACE, OR EXPOSED LIVE PARTS ON BOTH SIDES EFFECTIVELY
GUARDED BY SUITABLE WOOD OR OTHER INSULATING
MATERIALS. INSULATED WIRE OR INSULATED BUSBARS
OPERATING AT NOT OVER 300 VOLTS SHALL NOT BE
CONSIDERED LIVE PARTS.

2. EXPOSED LIVE PARTS ON ONE SIDE AND GROUNDED PARTS ON
THE OTHER SIDE.

3. EXPOSED LIVE PARTS ON BOTH SIDES OF THE WORK SPACE
(NOT GUARDED AS PROVIDED IN CONDITION 1) WITH THE
OPERATOR BETWEEN.

TABLE "A" - WORKING CLEARANCES

VOLTAGE TO
GROUND, NOMINAL

MIN. CLEAR DISTANCE (FT)

CONDITION:     1              2              3

    3              3              3
 3             3.5            4

0-150
151-600

6.5" MIN

SEE TABLE 'A'

THIS DISTANCE

SCALE:

GALVANIZED ANCHOR BOLTS (FURN BY POLE MFR)
ATTACH TO REBAR

2"

LIGHT POLE

HANDHOLE W/COVER PLATE AND
STAINLESS STEEL SCREWS

POLE GROUND LUG

ANCHOR BOLT BASE COVER
(FURN BY POLE MFR)

ROUND PEDESTAL WITH 1" CHAMFERED CORNERS.
(MINIMUM SIZE SHALL BE 24" DIA)

TOP OF CONDUIT MINIMUM 24" BELOW FINISHED GRADE

EXOTHERMIC
 WELD

3/4" x 10'-0" COPPER CLAD
GROUND ROD

#6 INSULATED COPPER GROUND WIREFINISHED GRADE

HANDHOLE

REBAR

ANCHOR BOLT COVER
1

2" PVC CONDUIT
GROUND WIRE
POLE GROUND LUGMIN 1" PVC CONDUIT

HOT DIPPED
GALVANIZED

ANCHOR BOLT
(TYPICAL)

GALVANIZED NUTS
(TYPICAL)

3"

NOTE:
A. REFER TO STRUCTURAL LIGHT POLE FOUNDATION DETAILS FOR REINFORCEMENT DETAILS.
B. FOUNDATION SIZES SHOWN ON THE CONTRACT DOCUMENTS ARE MINIMUM SIZES BASED ON ASSUMED

LOADS AND SIZES OF LIGHT POLES.  LIGHT POLE MANUFACTURER SHALL CONFIRM FOOTING DESIGN WITH
CALCULATIONS BASED ON ACTUAL SELECTED LIGHT POLES AND ASSEMBLY MEETING CIVIL AND ELECTRICAL
PERFORMANCE CRITERIA.  CALCULATIONS SHALL BE STAMPED BY AN ENGINEER REGISTERED IN VIRGINIA
AND SUBMITTED FOR REVIEW.

C. REFER TO NEC 410.15 FOR BONDING AND GROUNDING AND OTHER CODES REGARDING LIGHTING POLE
INSTALLATION.

6'-0" MIN

24"

CONCRETE

NEAL A. CRAMER
Lic. No. 41825
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5.A TYPICAL FIELD LIGHTING POLE DETAIL - ALTERNATE #1

NONE

E0.02

4 DEDICATED WORKING SPACE FOR EQUIPMENT

NONE

E0.02

3 PVC TO EMT TRANSITION DETAIL

NONE

E0.02

2 TYPES ST1 & ST2  LIGHTING POLE BASE DETAIL 

NONE

E0.02

1 IN-GRADE PULL BOX DETAIL

NONE

E0.02

SCALE:

5 TYPICAL FIELD LIGHTING POLE DETAIL

NONE

E0.02

NOTE:
A. REFER TO STRUCTURAL DRAWINGS FOR REINFORCING,

CONCRETE INFORMATION AND DIMENSIONS.
B. REFER TO ATHLETIC LIGHTING POLE SCHEDULE ON E1.02 FOR

QUANTITY OF FIXTURES.
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1
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'

140'

1
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140'

1
3
5
'

110'

1
3
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'

110'

ST1

ST1

ST1

ST2

ST2

ST2

ST2

ST2

ST2 ST2

ST2

DPH-8

DPH-5 DPH-4

DPH-2

DPH-3

1

4

WP
5 T

XFMR-SB

100A

6
DSW-PB

3
TYP OF 4

2

22

BB

B
B

DO NOT RUN
ELECTRICAL CONDUITS

UNDER FOOTBALL FIELD.

INV-1
INV-1

INV-1

INV-1
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SITE PLAN

1. DO NOT INSTALL TYPE ST1 AND ST2 LIGHTING POLE BASES IN
SIDEWALK. POLE BASES TO BE LOCATED IN GRASS AREA.
COORDINATE WITH CIVIL.

GENERAL NOTES

SITE PLAN 1

-- E1.01

SCALE: 1" = 30'-0"

1. PRESSBOX WIRING & EQUIPMENT BY OTHERS. COORDINATE
POWER CONNECTION LOCATION TO PRESSBOX WITH PRESSBOX
INSTALLER. MOUNT SERVICE ENTRANCE RATED NEMA 3R
DISCONNECT SWITCH TO PRESSBOX/STANDS STRUCTURE.

2. FIELD LIGHTING HOMERUN. SEE FIELD LIGHTING POLE
SCHEDULE FOR CONDUIT AND WIRING SIZE, CIRCUIT TO PANE
DPH. CIRCUIT TO BE ROUTEDTHROUGH FIELD LIGHTING
CONTACTOR PANEL. FIELD COORDINATE CONDUIT ROUTING.

3. TYPE-B IN-GROUND PULL BOX. SEE DETAIL ON SHEET E0.02.

4. ST1 AND ST2 POLE MOUNTED FIXTURE CIRCUIT SHALL BE FED
THROUGH PHOTOCELL. MOUNT PHOTOCELL TO ROOF,
COORDINATE LOCATION WITH ARCHITECT.

5. PROVIDE 7.5 KVA 480V 1Ø / 208V 1Ø XFMR IN NEMA 3R
ENCLOSURE FOR SCOREBOARD. XFMR-SB TO FEED 30A FUSIBLE
DSW IN NEMA 3R ENCLOSURE FOR SCOREBOARD CONNECTION
AND 20A ENCLOSED CIRCUIT BREAKER IN NEMA 3R ENCLOSURE
FOR CONVENIENCE RECEPTACLE MOUNTED TO SCOREBOARD.

6. PROVIDE (1) 1-1/4" CONDUIT FROM PRESSBOX TO EACH
LOUDSPEAKER POLE LOCATION. REFER TO CIVIL AND A/V
DRAWINGS FOR LOCATIONS.

KEY NOTES

NEAL A. CRAMER
Lic. No. 41825
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ACPS T.C. WILLIAMS H.S. - PARKER-GRAY
STADIUM RENOVATION

E1.02

ATHLETIC
PHOTOMETRICS PLAN

1. SEE SHEET E0.01 FOR FIXTURE LOCATIONS, TYPES AND
CIRCUITING.

KEY NOTES

ATHLETIC PHOTOMETRICS PLAN1

-- E1.02

SCALE: 1" = 30'-0"

NEAL A. CRAMER
Lic. No. 41825
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 1/8" = 1'‐0"

ACPS T.C.

WILLIAMS H.S. -

PARKER-GRAY

STADIUM

3330 KING STREET 
ALEXANDRIA, VA 22302

CONSTRUCTION DOCUMENTS

2018.11.16

216127.00

E1.03

BUILDINGS 1,2

& 3 FLOOR PLANS

ACPS T.C. WILLIAMS H.S. ‐
PARKER‐GRAY STADIUM

GENERAL NOTES (NEW WORK)
1. REFER TO EQUIPMENT CONNECTION SCHEDULE ON SHEET 

E0.01 FOR CIRCUIT INFORMATION FOR MECHANICAL AND 
PLUMBING EQUIPMENT.

# KEY NOTES (NEW WORK)
1. ALL 20A, 120V RECEPTACLES IN CONCESSION TO BE GFCI TYPE.

2. REFER TO CIVIL DRAWINGS FOR PRIMARY ROUTING AND 
INFORMATION.

3. PROVIDE EMERGENCY LIGHTING INVERTER, MEYER'S 
ILLUMINATOR EM, OR APPROVED EQUAL, 2.2 KVA WITH (1) 
NORMALLY OFF 277V OUTPUT BREAKER.

4. PROVIDE OVERRIDE SWITCH FOR ST1 AND ST2 SITE LIGHTING 
FIXTURES.

2' 4' 16'8'0
1/8" = 1'-0"---- E1.03E1.01 SCALE:  1/8" = 1'-0"

BUILDINGS 1 & 2 - LIGHTING2

2' 4' 16'8'0
1/8" = 1'-0"---- E1.03E1.01 SCALE:  1/8" = 1'-0"

BUILDINGS 1 & 2 - POWER4

2' 4' 16'8'0
1/8" = 1'-0"---- E1.03E1.01 SCALE:  1/8" = 1'-0"

BUILDING 3 - LIGHTING1

2' 4' 16'8'0
1/8" = 1'-0"---- E1.03E1.01 SCALE:  1/8" = 1'-0"

BUILDING 3 - POWER3

ROOM
ID

LIGHTING LEVELS SUMMARY

ILLUMINANCE
(AVG AT 0' AFF)

30 FCWOMEN'S 101

15 FCVESTIBULE 100

30 FCTOILET 102

30 FCMEN'S 104

20 FCJANITOR 103

20 FCELEC/MECH. 105B

20 FCATHL. STOR. 105A

50 FCCONCESSIONS 200

15 FCCONCESSIONS EXIT

18 FCTICKET BOOTH 300

15 FCTICKET BOOTH EXIT

1         10.11.2019     BID SET



BFP

CONCESSIONS
200

4 4 3

1

11 1112

13

9
10

8

7

6

5

2

GENERAL HEALTH DEPARTMENT NOTATIONS
1. ALL PIPING, CONDUIT, BX CABLE AND SIMILAR CONSTRUCTION WILL BE EITHER LOCATED 

INSIDE A WALL OR INSTALLED WITH A MINIMUM 3/4" SPACE FROM THE WALL OR SEALED TO THE WALL.

2. ALL DOORS TO THE OUTSIDE WILL BE SELF-CLOSING AND RODENT-PROOF.

3. A MINIMUM OF FIFTY (50) FOOT-CANDLES OF SHIELDED LIGHT WILL BE PROVIDED AT ALL 
WORK SURFACES, STORAGE AREAS, FOOD PREPARATION AREAS, UTENSIL WASHING AREAS, 
TOILET ROOMS, LOCKER ROOMS AND IN THE GARBAGE AND RUBBISH STORAGE AREAS. 

4. ALL RESTROOM DOORS WILL BE SELF-CLOSING. 

5. ALL RESTROOMS WILL BE EQUIPPED WITH MECHANICAL EXHAUST VENTILATION SIZED AT A MINIMUM 
RATE OF TWO (2) CUBIC FEET PER MINUTE PER SQUARE FOOT OF FLOOR AREA AND EXHAUSTING 
DIRECTLY TO THE OUTSIDE. 

6. ALL FLOOR MOUNTED EQUIPMENT WILL BE PLACED ON NATIONAL SANITATION FOUNDATION (NSF) 
APPROVED SIX (6) INCH LEGS, OR THE EQUIVALENT, AND PROPERLY SPACED FROM ADJACENT 
EQUIPMENT OR WALLS; OR PLACED ON NSF APPROVED CASTERS, OR THE EQUIVALENT; OR 
PROPERLY SEALED TO ALL ADJACENT SURFACES. 

7. ALL COUNTER MOUNTED FOODSERVICE EQUIPMENT WEIGHING IN EXCESS OF EIGHTY (80) POUNDS 
WILL BE MOUNTED ON NSF APPROVED FOUR (4) INCH HIGH LEGS. 

8. ALL EXPOSED RAW WOOD WILL BE SEALED. 

9. ALL ANNULAR OPENINGS IN CONSTRUCTION WILL BE SEALED TO WITHIN 1/32TH OF AN INCH. 

10. ALL AISLES WILL BE A MINIMUM OF THIRTY-SIX (36) INCHES WIDE PER NATIONAL FIRE PROTECTION 
ASSOCIATION 101.

11. THE OUTSIDE STORAGE OF REFUSE WILL BE IN RODENT-PROOF CONTAINERS LOCATED ON A 
PAVED SURFACE. 

12. ALL SINK INSTALLATIONS WILL BE EQUIPPED WITH HOT AND COLD RUNNING WATER THROUGH 
A MIXING VALVE OR COMBINATION FAUCET. 

13. ALL PAINTING WILL BE WITH LEAD-FREE, NON-METALLIC ENAMEL PAINT OR A HIGH QUALITY VARNISH.

14. WASTE WATER FROM ALL APPLICABLE FOODSERVICE EQUIPMENT WILL BE INDIVIDUALLY PLUMBED 
TO AN OPEN SITE DRAIN WITH A MINIMUM ONE INCH AIR GAP.

KITCHEN EQUIPMENT PLAN
SCALE: 1/4"=1'-0"

THE USE OF SEALANTS IN FOOD SERVICE EQUIPMENT
1. ALL SEALANTS MUST BE LISTED AS APPROVED BY THE NATIONAL SANITATION FOUNDATION (NSF) UNDER 51.

2. SEALANTS SHALL BE USED ONLY ON STRUCTURALLY SOUND JOINTS AND SEAMS.

3. SEALANTS MAY BE USED TO FILL SPACES AND OPENINGS SUCH AS, BUT NOT LIMITED TO, BLIND RIVET HEADS AND
    SLOT AND PHILLIPS HEAD SCREWS.

4. OPENINGS AROUND SERVICE AND UTILITY LINES SHOULD BE CLOSED INSOFAR AS PRACTICAL BY: 
A. COLLARS AND GROMMETS.
B. FLEXIBLE FORM GASKETS.

SEALANTS MAY BE USED TO SEAL SERVICE AND UTILITY LINES TO WALL AND ADJACENT PIECES OF EQUIPMENT WHERE
    THE SPACING IS. CLOSED TO LESS THAN 1/8 OF INCH.

5. SEALANTS MAY NOT BE UTILIZED IN FOOD AND SPLASH CONTACT SURFACES, TO FILL OPEN SPACES, OR VOIDS WHICH 
    RESULT DUE TO IMPROPER DESIGN OR FABRICATION. ANY OPENING IN EXCESS OF 1/8 INCH SHALL BE CONSIDERED 
    EXCESSIVE AND MUST BE CLOSED USING PROPER FIELD JOINTS.
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K-101

KITCHEN EQUIPMENT
PLAN

ACPS T.C. WILLIAMS H.S. ‐
PARKER‐GRAY STADIUM

EQUIPMENT SCHEDULE
ITEM QTY. DESCRIPTION REMARKS

1 1 HAND SINK
2 1 SOAP & TOWEL DISPENSER
3 1 HEATED CABINET, MOBILE
4 2 REFRIGERATED DISPLAY MERCHANDISER
5 1 HOT DOG MERCHANDISER (N.I.C.) - FURNISHED BY OWNER
6 1 NACHO'S MERCHANDISER (N.I.C.) - FURNISHED BY OWNER
7 1 POPCORN MACHINE (N.I.C.) - FURNISHED BY OWNER
8 1 PRETZEL MERCHANDISER (N.I.C.) - FURNISHED BY OWNER
9 1 TRASH CONTAINER, MOBILE
10 1 SERVING COUNTER
11 2 CASH REGISTER (N.I.K.E.C.) FURNISHED BY OWNER
12 1 BOTTLED COOLER BIN, MOBILE
13 1 ELECTRONIC MENU BOARD (N.I.K.E.C.) FURNISHED BY OWNER

(N.I.K.E.C.) - NOT IN KITCHEN EQUIPMENT CONTRACT.

VIEW AT SERVING COUNTER

(N.I.C.) - NOT IN CONTRACT.

1         10.11.2019     BID SET



BFP ALL WORK INDICATED ON THIS PLAN AND IN THESE NOTES SHALL BE BY OTHER THAN.
THE KITCHEN EQUIPMENT CONTRACTOR, UNLESS NOTED BY "K.E.C.".

BUILDING CONDITIONS & VENTILATION NOTE:

WALLS, FLOORS AND CEILINGS IN KITCHEN, PREP, SERVICE, AND DISHWASHING AREAS, 
OR ANY OTHER LOCATION WHERE FOOD OR BEVERAGES ARE PREPARED, SHALL BE 
SMOOTH, EASILY- CLEANABLE, NON-ABSORBANT, AND DURABLE.  WALLS AND CEILINGS 
SHALL BE LIGHT COLORED.

1.

2.

PARTITION WALLS BETWEEN KITCHEN AREAS AND PUBLIC AREAS SHALL BE 
CONTRUCTED FOR MAXIMUM SOUND CONTROL.

3.

MINIMUM VENTILATION REQUIREMENTS:4.
A. KITCHEN, SERVICE, PREP AND DISHWASHING AREAS:  4 TO 6 AIR CHANGES PER HOUR.
B. STOREROOMS:  2 TO 3 AIR CHANGES PER HOUR.
C. OFFICES:  4 AIR CHANGES PER HOUR. (RECOMMEND AIR CONDITIONING).
D. REFRIGERATION CONDENSING UNITS:  750 C.F.M. PER H.P., SUPPLY AND EXHAUST.
E. OTHER AREAS:  AS REQUIRED BY CODES OR AS NOTED.
F. VERIFY VENTILATION REQUIREMENTS SHOWN ARE IN COMPLIANCE WITH LOCAL 
CODES.FINAL DUCT CONNECTIONS SHALL BE BY MECHANICAL CONTRACTOR, OR EQUIVALENT, 
UNLESS NOTED.

5.

FLOOR LOADING CAPACITY SHALL BE A MINIMUM OF 100 LBS. PER SQUARE FOOT OR AS 
REQUIRED BY LOCAL CODES.

6.

GENERAL CONTRACTOR (G.C.), OR EQUIVALENT SHALL:7.
A. PROVIDE IN-WALL REINFORCING OR BACKING, AS REQUIRED, FOR WALL-MOUNTED   
    EQUIPMENT; COORDINATE WITH K.E.C.
B. SLOPE FLOOR TO FLOOR SINKS, FLOOR DRAINS, OR FLOOR TROUGHS.
C. PROVIDE DOOR/WALL OPENINGS AND/OR PASSAGES TO ASSURE ACCESS FOR ALL 
KITCHEN EQUIPMENT.  COORDINATE OPENING REQUIREMENTS WITH K.E.C.
D. PROVIDE WALK-IN COOLER/FREEZER DEPRESSIONS, SMOOTH AND TRANSIT-LEVEL, 
WHERE DEPRESSIONS ARE REQUIRED.  DEPTH AS NOTED.
E. FILL EXCESS DEPRESSIONS AROUND WALK-IN COOLER/FREEZER WITH GROUT, 
FINISH FLOOR MATERIAL, AND COVED BASE, AFTER COOLER/FREEZER IS INSTALLED BY 
K.E.C.F. PROVIDE SOLID MASONRY CURBS WITH TROWEL-SMOOTH AND LEVEL FINISH.
G. PROVIDE FIRE-RATED MATERIALS AND/OR INSULATION AS REQUIRED FOR EXHAUST 
DUCTS, VENT STACKS, ROOF/WALL PENETRATIONS, ETC. PER LOCAL CODES.
H. PROVIDE FIRE-RATED PARTITIONS WHERE NOTED AROUND COOKING/HEAT 
PRODUCING EQUIPMENT PER LOCAL CODES.
I. PROVIDE COVED-BASE MOLDING OR COVED INTEGRAL FLOOR MATERIALS AS 
REQUIRED AT ALL VERTICAL SURFACES OF KITCHEN FLOORS.
J. PROVIDE 1/2" DIAMETER (MINIMUM) HANGER RODS FROM STRUCTURE ABOVE CEILING 
AS REQUIRED FOR VENTILATORS AND CEILING-MOUNTED EQUIPMENT, WHERE NOTED.

BUILDING CONDITIONS & VENTILATION NOTE:

FINISHED WALL OPENING

WALL BACKING

PROVIDE SUPPORT FROM 
STRUCTURE ABOVE FOR 100-

LB. TV MONITOR SEE NOTE 7J.

WALL BACKING REQ'D. FOR 
WALL-MOUNTED HAND SINK 
FROM 32" TO 60" A.F.F. SEE 

NOTE 7A.

KITCHEN EQUIPMENT PLAN
SCALE: 1/4"=1'-0"

SIZE AND LOCATION
DRAWINGS FOR
FRAME. SEE ARCHL.
ROLLING DOOR &

SEALANT BY K.E.C.

AS REQUIRED BY G.C.
TREATED WOOD BLOCKING

FINISHED
FLOOR

(EA. SIDE)
ENDSPLASH
METAL THICKNESS

FULL WIDTH OF OPNG.
S/S CLOSURE ANGLE

@ 2'-10" A.F.F.
TABLETOP HEIGHT

NOTE! SEE ARCHITECTURAL & STRUCTURAL
DRAWINGS FOR ADDITIONAL DETAILS.

CAP @ ENDS

CROSS - SECTION @ PASS - THRU WINDOW
SCALE: NTS.
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ALL OUTLETS AND CONNECTIONS SHOWN RELATE TO FOODSERVICE FIXTURES AND 
EQUIPMENT ONLY. SEE ARCHITECTURAL/ENGINEERING PLANS FOR ADDITIONAL 
PLUMBING REQUIREMENTS.

PLUMBING KITCHEN GENERAL NOTES:

THIS PLUMBING PLAN IS INTENDED TO SHOW ROUGH-IN LOCATIONS AND HEIGHTS, 
CONNECTION SIZES, POSITIONS, HEIGHTS AND LOAD REQUIREMENTS. DIMENSIONS 
SHOWN ARE FROM FINISHED FLOORS AND FINISHED WALLS. VERIFY WALL PARTITION 
LOCATIONS WITH ARCHITECTURAL DRAWINGS.

1.

2.

FINAL CONNECTIONS TO ALL EQUIPMENT SHALL BE BY PLUMBING CONTRACTOR 
INCLUDING REQUIRED MATERIALS SUCH AS, STOPS, MIXING VALVES, FILTERS, TRAPS, 
CHECK VALVES, PIPING, TUBING, ETC. TO ASSURE PROPER OPERATION ACCORDING TO 
MANUFACTURER'S RECOMMENDATIONS AND LOCAL CODES.

3.

PLUMBING CONTRACTOR (P.C.), OR EQUIVALENT, SHALL INTERCONNECT DISHMACHINE 
WITH BOOSTER HEATER, AND WATER-TYPE VENTILATORS WITH CONTROL PANELS AS 
PER MANUFACTURER'S INSTRUCTIONS, WHEN APPLICABLE AND NOTED.

5.

A.  ALL WATER, WASTE, AND GAS SERVICE TO POINT OF ROUGH-IN AS SHOWN ON 
PLAN.  ROUGH-IN OUTLETS TO STUB 4" OUT OF WALLS AT HEIGHT INDICATED FROM 
FINISHED FLOOR TO CENTERLINE OF OUTLET. FLOOR ROUGH-INS TO STUB UP 2" 
ABOVE FINISHED FLOOR OR CURBS. ALL FLOOR OPENINGS/PENETRATIONS ARE TO BE 
SEALED WATERTIGHT.

PLUMBING CONTRACTOR (P.C.), OR EQUIVALENT, SHALL FURNISH AND INSTALL THE FOLLOWING:4.

B.  PRESSURE REDUCING AND/OR REGULATING VALVES FOR DISHWASHERS, 
BOOSTER HEATERS, OR AS OTHERWISE NOTED IN ALL FOODSERVICE AREAS.
C.  ALL FLOOR SINKS, COMPLETE WITH TOP GRATES INDICATED, AND REMOVABLE 
SEDIMENT BUCKETS SET FLUSH WITH FINISH FLOOR, UNLESS NOTED.
D.  ALL WASTE LINES, DIRECT OR INDIRECT, EXCEPT AS NOTED. MINIMUM DIAMETER OF LINE 
SHALL BE AS INDICATED ON PLAN REGARDLESS OF CONNECTION SIZE, AND SHALL BE PITCHED 
DOWNWARD. MAINTAIN DRAIN LINES AS HIGH AS POSSIBLE ABOVE FLOOR FOR SANITATION AND 
AND CLEANING. ALL WASTE LINES SHALL HAVE ADEQUATE CLEAN-OUT PROVISIONS.
E.  INDIRECT WASTE LINES FOR WALK-IN COOLER/FREEZER BLOWER COILS SHALL BE PITCHED 
1" PER FOOT OF HORIZONTAL RUN, AND TERMINATE WITH A P-TRAP OVER FLOOR SINK OR 
APPROVED RECEPTER WITH VACUUM BREAK AS REQUIED BY LOCAL CODE.
F.  ALL REQUIRED GREASE TRAPS, OUTSIDE THE BUILDING WHERE POSSIBLE; OTHERWISE 
BELOW OR SET FLUSH WITH FINISHED FLOOR.
G.  INSTALL FIRE CONTROL GAS SHUT-OFF VALVES AS SUPPLIED BY FIRE PROTECTION 
SYSTEM SUBCONTRACTOR PER LOCAL CODES. (IF GAS COOKING EQUIPMENT IS SPECIFIED.)
H.  VACUUM BREAKERS, AS REQUIRED, EXCEPT FOR DISHWASHERS AND DISPOSERS, AS 
SUPPLIED BY KITCHEN EQUIPMENT CONTRACTOR.
I.  ALL WASTE  LINE FOR HOT & COLD FOOD COUNTER SHALL BE OF COPPER PIPE TO 
DISCHARGE INDIRECTLY TO THE NEAREST FLOOR SINK WITH 1" AIR GAP.

ALL VENT PIPES SHALL BE CONCEALED IN WALLS OR COLUMN CHASES. USE LOOP 
VENTS FOR ISLAND FIXTURES.

6.

ALL EXPOSED PIPING AND FITTINGS IN KITCHEN AREAS SHALL BE CHROME-PLATED OR 
STAINLESS STEEL.

7.

ALL LINES ROUTED THROUGH EQUIPMENT SHALL NOT INTERFERE WITH INTENDED 
USE OF, OR SERVICING OF EQUIPMENT.

8.

#

PLUMBING SYMBOLS

HOT/COLD WATER
ROUGH-IN AND CONNECTION

WASTE ROUGH-IN AND CONNECTION

INDIRECT WASTE

FLOOR (AREA) DRAIN

DESCRIPTIONSYMBOLABBREVIATION

H/CW

W

IW

F.D.

ROUGH-IN NUMBER (SEE 
PLUMBING SCHEDULE)R.I. #

1

2

0' - 8" 4' - 9"

AREA
F.D.

9' - 10"

6' 
- 5

"

KITCHEN EQUIPMENT PLAN
SCALE: 1/4"=1'-0"
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PLUMBING SCHEDULE

R.I. #

WATER WASTE GAS STEAM R.I.
HGT.
A.F.F.

GPH @
140 F.

CONN.

DESCRIPTION EQ. #HW CW DIR IND SIZE MBH SUP RET SIZE HEIGHT.

1 1/2" 1/2" 26" 1/2" 3' - 4" HAND SINK FAUCET 1
2 1-1/2" 24" 1 1/2" 2' - 4" HAND SINK DRAIN 1
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ELECTRICAL SYSTEM IS DESIGNED FOR 120/208 VOLT, 3-PH; 4-WIRE, 60 HERTZ.

KITCHEN ELECTRICAL GENERAL NOTES:

ALL OUTLETS AND CONNECTIONS SHOWN RELATE TO FOODSERVICE FIXTURES AND EQUIPMENT 
ONLY. SEE ARCHITECTURAL/ENGINEERING PLANS FOR ADDITIONAL ELECTRICAL REQUIREMENTS.

1.
2.

THIS ELECTRICAL PLAN IS INTENDED TO SHOW ROUGH-IN OUTLET TYPES, HEIGHTS AND 
LOCATIONS, AND CONNECTION POSITIONS AND LOAD REQUIREMENTS. ALL DIMENSIONS 
SHOWN ARE FROM FINISHED WALLS AND FINISHED FLOORS. VERIFY FINISH WALL 
PARTITION LOCATIONS WITH ARCHITECTURAL DRAWINGS.

3.

ALL ELECTRICAL WORK FOR FABRICATED FOODSERVICE EQUIPMENT SHALL BE COMPLETELY 
WIRED BY THE FABRICATION CONTRACTOR TO A COMMON JUNCTION BOX, PULL BOX, OR 
CONTROL PANEL ON THE EQUIPMENT IN AN ACCESSIBLE POSITION. FINAL CONNECTIONS TO 
EQUIPMENT JUNCTION BOX OR PULL BOX, AND ALL ELECTRICAL WORK FROM MAIN PANEL 
BOARDS SHALL BE BY THE ELECTRICAL CONTRACTOR.

4.

A. ALL JUNCTION BOXES, ELECTRICAL OUTLETS, COVER PLATES, SWITCHES, ETC. NOT BUILT INTO 
FIXTURES OR EQUIPMENT. ALL OUTLETS, JUNCTION BOXES, COVER PLATES, ETC. IN DISHROOMS 
OR AS INDICATED ON SCHEDULE SHALL BE MOISTURE-PROOF.

FINAL CONNECTIONS TO ALL FOODSERVICE EQUIPMENT SHALL BE PERFORMED BY THE ELECTRICAL 
CONTRACTOR, INCLUDING MATERIALS.

5.

PIPING, CONDUIT, AND SIMILAR CONSTRUCTION, LOCATED OUTSIDE A WALL, MUST BE 
INSTALLED SO THAT THERE IS A MINIMUM OF 3/4 INCH SPACE BETWEEN IT AND THE WALL.

6.

ELECTRICAL CONTRACTOR (E.C.), OR EQUIVALENT, SHALL FURNISH AND INSTALL THE FOLLOWING:7.

B. ALL PLUGS AND CORDS AS NOTED ON SCHEDULE. ALL CORDS SHALL BE N.E.M.A. RATED AND 
U.L. APPROVED FOR MANUFACTURED AND FABRICATED EQUIPMENT.
C. SHUNT-TRIP CIRCUIT BREAKERS OR DISCONNECTS FOR FIRE CONTROL SYSTEM SHUT-OFF 
OF FOODSERVICE EQUIPMENT BENEATH HOODS/VENTILATORS AS REQUIRED BY N.F.P.A.-96, 
LATEST EDITION, AND LOCAL CODES.
D. DISCONNECTS OR OTHER DEVICES AS REQUIRED BY CODES.
WHEN APPLICABLE, ELECTRICAL CONTRACTOR SHALL PROVIDE CONDUIT AND WIRING, INSTALL 
ELECTRICAL COMPONENTS (PROVIDED BY K.E.C.), AND INTERWIRE BETWEEN THE FOLLOWING:

8.

A. REMOTE REFRIGERATION SYSTEMS TO EVAPORATOR COILS.
B. WALK-IN COOLER/FREEZER LIGHTS (RUN CONDUIT ABOVE COMPARTMENT CEILING).
C. REMOTE WALK-IN COOLER/FREEZER ALARM SYSTEMS (WHEN USED).
D. CONTROL PANELS TO VENTILATORS AND EXHAUST/SUPPLY FANS PER MANUFACTURER'S 
INSTRUCTIONS.
E. KITCHEN EXHAUST HOODS/VENTILATORS TO FIRE CONTROL SYSTEM, BUILDING 
ANNOUNCIATOR AND SHUT-OFF.

ELECTRICAL SYMBOLS
DESCRIPTIONSYMBOL

DUPLEX CONVENIENCE OUTLET

ROUGH-IN NUMBER (SEE 
ELECTRICAL SCHEDULE)

#

3

4

5

6

122

8

7 7

1' 
- 8

"
1' 

- 1
0"

1' 
- 1

0"
1' 

- 9
"

8' - 1" 3' - 6" 3' - 0"

8' - 10"

6' 
- 4

"
4' - 6" 4' - 6"
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ELECTRICAL SCHEDULE

R.I.# DESCRIPTION EQ.NO.
CORD &

PLUG RECEP. DISC. J.B.HP KW AMP VOLT PH
R.I.HGT.

A.F.F.
1 16.7 120 1 88" REACH-IN HEATED CABINET, RECEP. 3 O
2 3.8 120 1 88" REFRIGERATED DISPLAY MERCHANDISER, RECEP. 4 O
3 20.0(Cir.) 120 1 50" HOT DOG MERCHANDISER, RECEP. 5 O
4 20.0(Cir.) 120 1 50" NACHO'S MERCHANDISER, RECEP. 6 O
5 20.0(Cir.) 120 1 50" POPCORN MACHINE, RECEP. 7 O
6 20.0(Cir.) 120 1 50" PRETZEL MERCHANDISER, RECEP. 8 O
7 15.0(Cir.) 120 1 18" CASH REGISTER RECEP. 11 O
8 15.0 (Cir.) 120 1 @CLG. ELECTRONIC MENU BOARD RECEP. 13 O
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AV0.01

AUDIO-VISUAL SYSTEMS

SYMBOLS & NOTES

ER

#

RF

S

#

S

#

WALL BOX. "#" INDICATES GANG SIZE OF WALL BOX. WHERE NO GANG
SIZE IS INDICATED SEE NOTE FOR BACK BOX DETAILS.

PLAN NOTE NUMBER.

20A 120V DUPLEX POWER RECEPTACLE 18" AFF U.N.O.

20A 120V QUADPLEX POWER RECEPTACLE 18" AFF U.N.O.

NETWORK DATA OUTLET 18" AFF U.N.O. "#" INDICATES QUANTITY OF
DEVICE PORTS.

AUDIO-VISUAL EQUIPMENT RACK, DRAWN TO SCALE.

RADIO FREQUENCY ANTENNA LEVEL SIGNALS WALL BOX.

LOUDSPEAKER LEVEL SIGNALS WALL BOX.

LOUDSPEAKER LEVEL SIGNALS CEILING BOX.

J JUNCTION / PULL BOX, SIZE AND SERVICE AS NOTED.

AV AUDIO & VIDEO LEVEL SIGNALS WALL BOX.

SC LOW VOLTAGE SCREEN CONTROL SIGNALS WALL BOX.

#

CEILING BOX. "#" INDICATES GANG SIZE OF CEILING BOX. WHERE NO
GANG SIZE IS INDICATED SEE NOTE FOR BACK BOX DETAILS.

IC INTERCOM WALL BOX.

HARD-WIRED ELECTRICAL POWER CONNECTION. SEE NOTE FOR
DETAILS.

VP VIDEO PROJECTOR SIGNALS WALL BOX.

AUDIO/VISUAL SYMBOLS

M MICROPHONE LEVEL SIGNALS CEILING BOX.

1. ONE (1) 1" DIAMETER PVC CONDUIT FROM LOUDSPEAKER
POLE ROUTED TO WATERTIGHT JUNCTION/PULL BOX "J-S"
FOR 70V LOUDSPEAKER LEVEL SIGNALS. CONDUIT SHALL BE
ROUTED TO STUB UP INSIDE POLE AND SHALL TERMINATE AT
BOTTOM OF HAND-HOLE. AUDIO-VISUAL CONTRACTOR TO
ROUTE LOUDSPEAKER CABLE FROM EQUIPMENT RACK "ER-1"
THROUGH JUNCTION/PULL BOX "J-S" TO INTERIOR OF
LOUDSPEAKER POLE AND UP TO EXTERNAL JUNCTION BOX
MOUNTED TO POLE JUST BELOW LOUDSPEAKER MOUNTING
HARDWARE. SEE LOUDSPEAKER CONDUIT AND MOUNTING
DETAIL 2 ON SHEET AV2.02. NOTE LOUDSPEAKER CABLES ARE
TO BE CONTINUOUS RUNS (NO SPLICES) FROM EQUIPMENT
RACK "ER-1" TO POLE-MOUNTED JUNCTION BOX AT
LOUDSPEAKER.

2. ONE (1) 1" DIAMETER PVC CONDUIT FROM LOUDSPEAKER
POLE ROUTED TO "ER-1" AT PRESS BOX FOR LOUDSPEAKER
LEVEL SIGNALS. CONDUIT SHALL BE ROUTED TO STUB UP
INSIDE POLE AND SHALL TERMINATE AT BOTTOM OF
HAND-HOLE. AUDIO-VISUAL CONTRACTOR TO ROUTE
LOUDSPEAKER CABLE FROM EQUIPMENT RACK "ER-1" TO
INTERIOR OF LOUDSPEAKER POLE AND UP TO EXTERNAL
JUNCTION BOX MOUNTED TO POLE JUST BELOW
LOUDSPEAKER MOUNTING HARDWARE. SEE LOUDSPEAKER
CONDUIT AND MOUNTING DETAIL 2 ON SHEET AV2.02.

3. ONE (1) 3/4" DIAMETER CONDUIT FROM WALL MOUNTED
EQUIPMENT RACK "ER-1" ROUTED TO SCHOOL LIFE SAFETY
SYSTEM INTERFACE FOR SOUND SYSTEM MUTE/SHUTDOWN
IN AN EMERGENCY. EQUIPMENT RACK SHALL BE EQUAL TO
MIDDLE ATLANTIC MODEL 'DWR-21-22'.

4. SPLIT-WIRED 20A 120V QUADPLEX POWER RECEPTACLE
LOCATED INSIDE "ER-1" FOR EQUIPMENT RACK POWER.
PROVIDE TWO (2) SEPARATE AND INDEPENDENT 120 VAC 20A
CIRCUITS TO THIS POWER RECEPTACLE. CONDUIT(S) FOR
POWER SERVICE SHALL ENTER EQUIPMENT RACK VIA
EQUIPMENT RACK BACKPAN CONDUIT KNOCKOUT(S)

5. ONE (1) 1-1/4" CONDUIT FROM FLUSH 2-GANG WALL BOX 18"
AFF ROUTED TO EQUIPMENT RACK "ER-01" FOR
MICROPHONE AND LINE LEVEL SIGNALS, AND LOW VOLTAGE
DC POWER. ROUTE ONE (1) 1-1/4" CONDUIT FROM THIS BOX
TO INTERCONNECT OTHER WALL BOXES AS INDICATED ON
THE DRAWINGS FOR MICROPHONE AND LINE LEVEL SIGNALS.
ALL WALL BOXES SHOWN INTERCONNECTED ARE FLUSH
MOUNTED 2-GANG BOXES AT 18" AFF UNLESS INDICATED
OTHERWISE ON THE DRAWINGS.

6. ONE (1) 1" CONDUIT FROM FLUSH SINGLE GANG CEILING BOX
"RF-1" ROUTED TO "ER-1" FOR WIRELESS MICROPHONE
ANTENNA SIGNALS. ROUTE ONE (1) 1" CONDUIT FROM SAME
CEILING BOX TO FLUSH SINGLE GANG CEILING BOX "RF-2" FOR
WIRELESS MICROPHONE SIGNALS.

7. PROVIDE ONE (1) 2-GANG WEATHERPROOF BOX EQUAL TO
COOPER INDUSTRIES MODEL 'TP7142' MOUNTED TO RAILING
VERTICAL SUPPORT AT 18" ABOVE ROOF DECK FINISHED
FLOOR. ROUTE ONE (1) 1" CONDUIT TO EQUIPMENT RACK
"ER-1" FOR LINE LEVEL SIGNALS. ROUTE ONE (1) 1" CONDUIT
FROM THIS BOX TO OTHER 2-GANG WEATHERPROOF BOX
EQUAL TO COOPER INDUSTRIES MODEL 'TP7142' MOUNTED
TO RAILING VERTICAL SUPPORT AT 18" ABOVE ROOF DECK
FINISHED FLOOR AS INDICATED ON THE DRAWINGS FOR LINE
LEVEL SIGNALS. PROVIDE 2-GANG SELF-CLOSING 2-GFCI
DEVICE COVERS WITH GASKETS EQUAL TO COOPER
INDUSTRIES MODEL 'TP7252' FOR WATERTIGHT FITTING OF
AUDIO-VISUAL DEVICE PLATES. PROVIDE CLOSURE PLUGS,
GASKETS, WEATHERPROOF MOUNTING HARDWARE, AND
ANY OTHER ACCESSORIES REQUIRED FOR WATERTIGHT
INSTALLATION.

8. PROVIDE ONE (1) SINGLE-GANG WEATHERPROOF BOX EQUAL
TO COOPER INDUSTRIES MODEL 'TP7082' MOUNTED TO
RAILING VERTICAL SUPPORT JUST ABOVE ROOF DECK
FINISHED FLOOR ELEVATION. ROUTE ONE (1) 1" CONDUIT TO
EQUIPMENT RACK "ER-1" FOR LOUDSPEAKER LEVEL SIGNALS.
ROUTE ONE (1) 1" CONDUIT FROM THIS BOX TO OTHER
SINGLE-GANG WEATHERPROOF BOX EQUAL TO COOPER
INDUSTRIES MODEL 'TP7082' MOUNTED TO RAILING
VERTICAL SUPPORT JUST ABOVE ROOF DECK FINISHED FLOOR
ELEVATION AS INDICATED ON THE DRAWINGS FOR
LOUDSPEAKER LEVEL SIGNALS. PROVIDE SINGLE-GANG BLANK
COVERS WITH GASKETS EQUAL TO COOPER INDUSTRIES
MODEL 'TP7292' FOR WATERTIGHT CABLE GLAND
INSTALLATION. PROVIDE CLOSURE PLUGS, GASKETS,
WEATHERPROOF MOUNTING HARDWARE, AND ANY OTHER
ACCESSORIES REQUIRED FOR WATERTIGHT INSTALLATION.
SEE DETAIL 2 ON SHEET AV2.01

9. PROVIDE ONE (1) SINGLE-GANG WEATHERPROOF BOX EQUAL
TO COOPER INDUSTRIES MODEL 'TP7082' MOUNTED
ADJACENT TO ASSISTIVE LISTENING ANTENNA MOUNTED TO
ROOF DECK RAILING VERTICAL SUPPORT. ROUTE ONE (1) 1"
CONDUIT TO EQUIPMENT RACK "ER-1" FOR ASSISTIVE
LISTENING ANTENNA SIGNALS. PROVIDE SINGLE-GANG BLANK
COVER WITH GASKET EQUAL TO COOPER INDUSTRIES MODEL
'TP7292' FOR WATERTIGHT CABLE GLAND INSTALLATION.
PROVIDE CLOSURE PLUGS, GASKETS, WEATHERPROOF
MOUNTING HARDWARE, AND ANY OTHER ACCESSORIES
REQUIRED FOR WATERTIGHT INSTALLATION. SEE DETAIL 2 ON
SHEET AV2.01.

10. ONE (1) 1-1/2" DIAMETER PVC CONDUIT FROM 11" BY 20" BY
12" DEEP WATERTIGHT (GASKETED) JUNCTION/PULL BOX
EQUAL TO QUAZITE ROUTED TO "ER-1" AT PRESS BOX FOR
70V LOUDSPEAKER LEVEL SIGNALS. COORDINATE
JUNCTION/PULL BOX REQUIREMENTS, LOCATION, AND LOAD
RATING (ANSI TIER) WITH PROJECT CIVIL AND ELECTRICAL
ENGINEERS.

11. PROVIDE TWO (2) CAT-6 DATA JACKS INSIDE EQUIPMENT
RACK "ER-1", CONDUIT(S) FOR WHICH SHALL ENTER
EQUIPMENT RACK VIA EQUIPMENT RACK BACKPAN CONDUIT
KNOCKOUT(S).

GENERAL NOTES

1. PRIOR TO BIDDING, REVIEW THE PROJECT DRAWINGS AND
SPECIFICATIONS TO BECOME FAMILIAR WITH THE PROJECT
SCOPE AND AUDIO-VISUAL SYSTEM REQUIREMENTS.

2. ADVISE THE ARCHITECT AND AUDIO-VISUAL CONSULTANT OF
ANY DISCREPANCIES THAT WILL AFFECT THE INSTALLATION
OF THE AUDIO-VISUAL SYSTEMS.

3. OBTAIN ALL NECESSARY PERMITS AND ARRANGE FOR
INSPECTION OF THE AUDIO-VISUAL SYSTEMS BY LOCAL
OFFICIALS IF REQUIRED BY LOCAL CODE.

4. COORDINATE THE INSTALLATION OF THE AUDIO-VISUAL
SYSTEMS WITH THE BASE BUILDING ELECTRICAL WORK,
INCLUDING CONDUIT, BACK BOXES, PULL BOXES, JUNCTION
BOXES, CABLES, AND ELECTRICAL POWER AS SHOWN ON THE
ELECTRICAL DRAWINGS AND AUDIO-VISUAL SYSTEM
INFRASTRUCTURE DRAWINGS.

5. COORDINATE WITH ARCHITECT ALL INFRASTRUCTURE
REQUIREMENTS SHOWN ON THESE DRAWINGS INCLUDING
BUT NOT LIMITED TO FLOOR BOX LOCATIONS, BACK BOX
LOCATIONS AND ELEVATIONS, AND CONDUIT ROUTING.
OBTAIN ARCHITECT'S APPROVAL BEFORE COMMENCING
WITH WORK.

6. VERIFY THE BASE BUILDING ELECTRICAL INFRASTRUCTURE IS
COMPLETE AND CORRECT FOR THE AUDIO-VISUAL SYSTEM
CABLES AND FUNCTIONS.

7. SUPPLY AND INSTALL MISCELLANEOUS CONDUIT, BACK
BOXES, PULL BOXES, JUNCTION BOXES, AND CABLES TO
RESULT IN A COMPLETE SYSTEM TO THE EXTENT THESE ITEMS
ARE NOT SUPPLIED OR INSTALLED BY THE ELECTRICAL
CONTRACTOR.

8. LOUDSPEAKERS SHOWN ON THESE DRAWINGS SHALL BE
PROVIDED AND INSTALLED BY THE AUDIO-VISUAL
CONTRACTOR.

9. SUPPLY AND TERMINATE AUDIO-VISUAL SYSTEM CABLES.

10. SUPPLY AND INSTALL ALL AUDIO-VISUAL SYSTEM
ELECTRONICS, COMPONENT ITEMS, CONTROL SOFTWARE
PROGRAMMING, AND PROVIDE TESTING TO ENSURE
COMPLETE AND WORKING SYSTEMS.

ELECTRICAL CONTRACTOR INSTALLATION RESPONSIBILITIES

11. ALL ELECTRICAL POWER REQUIREMENTS INDICATED ON
AUDIO-VISUAL DRAWINGS ARE SHOWN FOR COORDINATION
PURPOSES ONLY AND SHALL BE PROVIDED UNDER DIVISION
26. SEE ELECTRICAL DRAWINGS FOR INFORMATION ON
ELECTRICAL POWER INFRASTRUCTURE TO BE INSTALLED BY
THE ELECTRICAL CONTRACTOR.

12. THE INSTALLATION OF ALL CONDUITS, BACK BOXES, PULL
BOXES, JUNCTION BOXES, AND ELECTRICAL POWER SHOWN
ON THESE AUDIO-VISUAL DRAWINGS SHALL BE PROVIDED
UNDER DIVISION 26.

13. POWER REQUIREMENTS INDICATED ON THESE AUDIO-VISUAL
DRAWINGS SHALL BE SERVED BY A BREAKER PANEL
DEDICATED TO AUDIO-VISUAL SYSTEMS AND ELECTRICALLY
ISOLATED FROM OTHER POWER CIRCUITS SERVING LIGHTING
CONTROL SYSTEMS, MOTORS, OR OTHER NOISE-GENERATING
EQUIPMENT.

AUDIO-VISUAL SYSTEM INFRASTRUCTURE REQUIREMENTS

14. ALL CONDUITS SHALL BE EMT OF MINIMUM 1" DIAMETER
UNLESS NOTED OTHERWISE.

15. CONDUITS SHALL BE PROVIDED SIZED AS INDICATED OR SIZED
AS REQUIRED FOR 40 PERCENT FILL, WHICHEVER IS LARGER.

16. CONDUIT RUNS IN EXCESS OF 100 FT SHALL HAVE
INTERMEDIATE JUNCTION BOXES EVERY 100 FT OR AT 3 BEND
INTERVALS, WHICHEVER IS SHORTER.

17. CONDUIT FIELD BENDS AND OFFSETS SHALL BE AVOIDED
WHENEVER POSSIBLE. FIELD BENDS SHALL BE MADE TO
AVOID CHANGING THE INTERNAL DIAMETER AND NOT
DAMAGE THE CONDUIT'S INTERIOR AND EXTERIOR
PROTECTIVE COATINGS. FIELD BENDS SHALL BE FREE OF
KINKS, INDENTATIONS, AND FLATTENING. INDIVIDUAL BENDS
SHALL NOT EXCEED 90 DEGREES. NO MORE THAN 270
DEGREES OF TOTAL BENDS SHALL BE ALLOWED IN ANY ONE
CONDUIT RUN.

18. ALL CONDUITS SHALL BE PROVIDED WITH ONE (1) SPARE
NYLON PULL LINE.

19. ALL WALL AND CEILING BOXES SHALL BE A MINIMUM OF
3-1/2 INCHES DEEP UNLESS NOTED OTHERWISE.

20. ALL JUNCTION AND PULL BOXES SHALL BE A MINIMUM OF 4
INCHES DEEP UNLESS NOTED OTHERWISE

21. PULL BOXES AND JUNCTION BOXES SHALL BE INSTALLED IN
ACCESSIBLE LOCATIONS.

22. MAINTAIN PROXIMITY GROUPING OF ALL SIMILAR LEVEL
CABLES AND CONDUITS. PROVIDE THE FOLLOWING
SEPARATION DISTANCES BETWEEN DIFFERENT CABLES
ROUTED IN CONDUITS:

22.1. MIC / LINE LEVEL TO VIDEO OR CONTROL LEVEL:
6 INCHES;

22.2. MIC / LINE LEVEL TO ELECTRICAL POWER:
24 INCHES;

22.3. VIDEO OR CONTROL LEVEL TO ELECTRICAL POWER:
8 INCHES.

23. COORDINATE ANTENNA BACK BOX LOCATIONS TO MAINTAIN
MANUFACTURER RECOMMENDED DISTANCES OR A
MINIMUM OF 18 INCHES--WHICHEVER IS GREATER--FROM
ELECTRICAL FIXTURES AND METAL OBJECTS INCLUDING BUT
NOT LIMITED TO METAL TRUSSES, LIGHTING EQUIPMENT,
RIGGING, ETC.

24. ALL CONDUIT AND BACK BOXES ARE TO BE RECESSED. ALL
CONDUIT TO BE CONCEALED WHERE POSSIBLE. IF CONDUIT
AND BACK BOXES CANNOT BE RECESSED, NOTIFY ARCHITECT
IN WRITING AND AWAIT DIRECTION BEFORE PROCEEDING
WITH WORK.

25. ALL EXPOSED AUDIO-VISUAL CONDUIT, BACK BOXES, PULL
BOXES, AND JUNCTION BOXES THAT ARE VISIBLE SHALL BE
PAINTED TO MATCH THE SURFACES TO WHICH THE DEVICES
ARE MOUNTED.

26. COORDINATE DEVICE POWER AND SIGNAL BOX LOCATIONS
TO BE PLACED DIRECTLY BEHIND THE AUDIO-VISUAL DEVICES
THEY SERVE. INSTALL MULTIPLE BOXES SERVING THE SAME
DEVICE AND SHOWN ADJACENT TO EACH OTHER ON THE
DRAWINGS PHYSICALLY ADJACENT TO EACH OTHER IN THE
FIELD REGARDLESS OF DRAWING SCALE AND SYMBOL SIZE.

27. SEE ARCHITECTURAL DETAIL "UNIVERSAL INTERIOR
ELEVATIONS AT DEVICES" AND ARCHITECTURAL INTERIOR
ELEVATION DRAWINGS FOR MORE INFORMATION ON
LOCATING DEVICE BOXES.

28. COORDINATE THE LOCATION OF MICROPHONE,
LOUDSPEAKER, VOLUME CONTROL, AND AUDIO-VISUAL
DEVICE PLATES WITH CASEWORK, LIGHT FIXTURES, SPRINKLER
HEADS, AND HVAC DUCTWORK AND DIFFUSERS.

STRUCTURED CABLING CONTRACTOR (27 1000) INSTALLATION
RESPONSIBILITIES

29. NETWORK DATA REQUIREMENTS INDICATED ON THE
AUDIO-VISUAL INFRASTRUCTURE DRAWINGS SHALL BE
PROVIDED BY THE STRUCTURED CABLING CONTRACTOR.

30. PROVIDE AND INSTALL STRUCTURED CABLES TO ALL
LOCATIONS INDICATED.

31. TERMINATE DATA CABLES WITH APPROPRIATE JACKS OR
CONNECTORS AND SUPPLY AND INSTALL ALL FITTINGS TO
INCLUDE DECORA INSERTS AND WALL PLATES, EXCEPT WHERE
NETWORK DATA DROPS ARE TO BE PROVIDED INSIDE
AUDIO-VISUAL DEVICE BOXES OR EQUIPMENT RACK
LOCATIONS, WHEREUPON:

31.1. AUDIO-VISUAL DEVICE BOXES: THE AUDIO-VISUAL
CONTRACTOR SHALL PROVIDE AND INSTALL THE WALL
PLATE. CABLE TERMINATIONS AND DECORA INSERT SHALL
BE PROVIDED BY STRUCTURED CABLING CONTRACTOR.
COORDINATE WITH AUDIO-VISUAL CONTRACTOR.

31.2. AUDIO-VISUAL EQUIPMENT RACKS: COORDINATE
REQUIREMENTS WITH AUDIO-VISUAL CONTRACTOR TO
PROVIDE NETWORK DATA JACKS INSIDE EQUIPMENT RACK
ENCLOSURES. TERMINATE, MOUNT, AND LOCATE
CONNECTIONS AS DIRECTED BY THE AUDIO-VISUAL
CONTRACTOR.

LIFE SAFETY SYSTEM CONTRACTOR INSTALLATION RESPONSIBILITIES

32. PROVIDE ADDITIONAL LIFE SAFETY SYSTEM RELAY MODULES
AS REQUIRED TO PROVIDE DRY CONTACT CLOSURES TO THE
LOCATIONS INDICATED ON THE AUDIO-VISUAL
INFRASTRUCTURE DRAWINGS.

33. PULL THE LIFE SAFETY SYSTEM 2 CONDUCTOR DRY CONTACT
SIGNAL WIRE TO AUDIO-VISUAL EQUIPMENT RACKS WHERE
INDICATED FOR CONNECTION TO AUDIO-VISUAL SYSTEM
CONTROL PROCESSORS. COORDINATE REQUIREMENTS WITH
THE AUDIO-VISUAL CONTRACTOR. AUDIO-VISUAL SYSTEM
CONTROL PROCESSORS SHALL BE PROVIDED BY THE
AUDIO-VISUAL CONTRACTOR. THE CONNECTION SHALL BE
MADE BY THE AUDIO-VISUAL CONTRACTOR.

AUDIO-VISUAL CONTRACTOR INSTALLATION REQUIREMENTS

34. PROVIDE 3'-0" LOOP OF LOUDSPEAKER CABLE IN EACH
LOUDSPEAKER BACK BOX.

35. PROVIDE SUFFICIENT SLACK FOR AUDIO-VISUAL AND POWER
CABLES ENTERING FLOOR AND WALL MOUNTED EQUIPMENT
RACKS TO ENABLE EQUIPMENT RACKS TO BE MOVED OR
OPENED FULLY AND CLEAR ADJACENT WALLS OR FURNITURE
FOR SERVICING.

36. PROVIDE SEQUENTIAL NUMBERING OF ALL AUDIO-VISUAL
CABLES AT EACH CABLE ORIGINATION AND TERMINATION
POINT. RECORD NUMBERING AS PART OF THE AUDIO-VISUAL
SYSTEM DOCUMENTATION.

37. PROVIDE SEQUENTIAL NUMBERING OF ALL DEVICE PLATES
AND CONNECTORS. LABELING SHALL DESIGNATE FUNCTION,
TYPE, AND UNIQUE INTERCONNECTION NUMBER AND SHALL
BE RECORDED AS PART OF THE AUDIO-VISUAL SYSTEM
DOCUMENTATION.

38. NUMBERING INDICATED ON AUDIO-VISUAL
INFRASTRUCTURE, SIGNAL FLOW, AND PLATE DETAIL
DRAWINGS ARE PROVIDED FOR INFORMATIONAL PURPOSES
ONLY, AND DO NOT FREE THE CONTRACTOR OF THE
RESPONSIBILITIES LISTED IN NOTES 37 AND 38, ABOVE.

39. AUDIO-VISUAL CONTRACTOR SHALL VERIFY NAMING OF
AUDIO-VISUAL WALL, CEILING, AND FLOOR PLATES AND
SUBMIT TO OWNER FOR REVIEW BEFORE ORDERING.

40. PROVIDE ADJUSTMENTS TO THE SOUND SYSTEM WITH THE
ACOUSTICAL CONSULTANT PRESENT UNTIL SOUND LEVELS AT
PROPERTY LINE LOCATIONS ARE VERIFIED TO MEET THE
ALEXANDRIA CITY NOISE ORDINANCE.

41. SEE SPECIFICATION 274116 FOR FULL AUDIO-VISUAL
CONTRACTOR INSTALLATION REQUIREMENTS.

M MICROPHONE LEVEL SIGNALS WALL BOX.

DN DANTE AUDIO NETWORK SIGNALS WALL BOX.

PROVIDE SCHOOL PUBLIC ADDRESS SYSTEM LOUDSPEAKER LEVEL
SIGNAL WHERE SHOWN FOR INTERFACING WITH THE AV SYSTEM.PA

PROVIDE LIFE SAFETY SYSTEM RELAY / DRY CONTACT CLOSURE
WHERE SHOWN FOR INTERFACING WITH THE AV SYSTEM.LS

CP LOW VOLTAGE CONTROL PANEL SIGNALS WALL BOX.

INSTALLED MICROPHONE. ARROW INDICATES DIRECTION OF PICKUP
PATTERN. TEXT INDICATES MICROPHONE DESIGNATION.M-1

FLOOR MOUNTED BOUNDARY MICROPHONE (PORTABLE). ARROW
INDICATES DIRECTION OF PICKUP PATTERN.

GENERAL NOTES

PLAN NOTES

HORIZONTAL CABLE MANAGEMENT SYSTEM. SEE NOTE FOR DETAILS.

S

CEILING LOUDSPEAKER (DRAWN TO SCALE), DESIGNATION AS NOTED.

CM CAMERA VIDEO AND CONTROL SIGNALS WALL BOX.

CM CAMERA VIDEO AND CONTROL SIGNALS CEILING BOX.

F FLOOR BOX. SEE NOTE FOR DETAILS.

VC LOW VOLTAGE VOLUME CONTROL WALL BOX.
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WEATHERPROOF SINGLE-GANG BOX EQUAL TO

'TP7082' BY COOPER INDUSTRIES

(CROUSE-HINDS) MOUNTED TO ROOF DECK

RAILING JUST BELOW LOUDSPEAKER MOUNTING

HARDWARE.

30°

1" CONDUIT TO EQUIPMENT RACK "ER-1"

LOUDSPEAKER CABLE PROVIDED BY CONTRACTOR,

ROUTED FROM "ER-1" TO JUNCTION BOX

LOUDSPEAKER EQUAL TO

COMMUNITY PROFESSIONAL

WX-1500 SERIES (INCLUDES YOKE).

SEE LOUDSPEAKER SCHEDULE

FOR MODELS AND LOCATIONS

FACTORY-INSTALLED LOUDSPEAKER

CABLE. PROVIDE DRIP LOOP TO HANG

DOWN NO MORE THAN 4 INCHES

BELOW WATERTIGHT CABLE GLAND

WATERTIGHT FITTING INSTALLED INTO SINGLE-GANG
BLANK COVER WITH GASKET EQUAL TO COOPER INDUSTRIES
MODEL 'TP7292' FOR CABLE INGRESS TO JUNCTION BOX.

SIZE CABLE GLAND TO FIT FACTORY-SUPPLIED

LOUDSPEAKER CABLE DIAMETER

PROVIDE SQUARE-FORGED U-BOLT OR OTHER RATED

WEATHERPROOF HARDWARE AS REQUIRED TO SECURE

LOUDSPEAKER YOKE TO VERTICAL RAILING POST.

COORDINATE INSTALLATION WITH PRESS BOX

MANUFACTURER AND PROJECT STRUCTURAL ENGINEER.

1" CONDUIT TO EQUIPMENT RACK "ER-1"

50 OHM RG8 COAXIAL CABLE EQUAL TO BELDEN '9913'.

PROVIDE DRIP LOOP TO HANG DOWN NO MORE THAN 4 INCHES

BELOW WATERTIGHT CABLE GLAND. NOTE CABLE IS TO BE RUN

CONTINUOUS FROM "ER-1" TO ANTENNA INPUT CONNECTOR

WEATHERPROOF SINGLE-GANG BOX EQUAL TO

'TP7082' BY COOPER INDUSTRIES

(CROUSE-HINDS) MOUNTED TO ROOF DECK

RAILING ADJACENT TO ANTENNA MOUNTING

HARDWARE. COORDINATE MOUNTING LOCATION

OF BOX SO IT DOES NOT CONFLICT WITH

ANTENNA MOUNTED TO VERTICAL RAILING POST

WATERTIGHT FITTING INSTALLED INTO SINGLE-GANG
BLANK COVER WITH GASKET EQUAL TO COOPER INDUSTRIES
MODEL 'TP7292' FOR CABLE INGRESS TO JUNCTION BOX.

SIZE CABLE GLAND TO FIT COAXIAL CABLE DIAMETER

72 MHz DIPOLE ASSISTIVE LISTENING SYSTEM ANTENNA

EQUAL TO LISTEN TECHNOLOGIES 'LA-122'

PROVIDE RATED WEATHERPROOF HARDWARE AS

REQUIRED TO SECURE ANTENNA MOUNTING

BRACKET TO VERTICAL RAILING POST. COORDINATE

INSTALLATION WITH PRESS BOX MANUFACTURER.

50 OHM BNC CONNECTOR SPECIFICALLY

DESIGNED FOR BELDEN '9913'. CONTRACTOR TO

PROVIDE WATERTIGHT COVER FOR CONNECTOR.

ALTERNATELY, COVER EXPOSED CONNECTION

WITH PETROLEUM JELLY OR SILICONE GEL

AV2.01

2

AV2.02

1

 1-1/2" = 1'-0"
AV2.01

SECTION - PRESS BOX1

A B C D E F G H J K
L M
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PRESS BOX FINISHED CEILING

MOUNTING PLATE EQUAL TO SENNHEISER 'GZP 10'.

PROVIDE BLOCKING IN CEILING AS REQUIRED TO

SUPPORT WIRELESS MICROPHONE ANTENNA

1" CONDUIT TO EQUIPMENT RACK "ER-1"

FLUSH SINGLE-GANG CEILING BOX

FITTED WITH GROMMET PLATE

DOMED HELICAL WIRELESS MICROPHONE ANTENNA

EQUAL TO SHURE 'HA-8091'. AIM AS REQUIRED FOR

OPTIMUM RECEPTION ON ENTIRE ATHLETIC FIELD.

50 OHM RG8 COAXIAL CABLE EQUAL TO

BELDEN '9913'

50 OHM BNC CONNECTOR SPECIFICALLY

DESIGNED FOR BELDEN '9913'

3/8" (16 TPI) SWIVEL MOUNT

EQUAL TO SENNHEISER 'GZ 1029'

15°

30°

DIMENSION "B"

D
IM

E
N

S
IO

N
 "A

"
3'

-0
"

ROUND LOUDSPEAKER POLE

BETWEEN 6" AND 25" DIAMETER

(HEIGHT VARIES, PROVIDED BY

CIVIL/STRUCTURAL)SAFETY ANCHOR MOUNT EQUAL TO

ADAPTIVE TECHNOLOGIES

'PM-SAFETY-6DOWN'

SAFETY CABLE WITH SHACKLES EQUAL TO

ADAPTIVE TECHNOLOGIES. COORDINATE

WITH POLE HEIGHT AND PROVIDE LENGTH

AS REQUIRED

PROVIDE STAINLESS STEEL BAND

KIT OF APPROPRIATE LENGTH FOR

FASTENING SAFETY ANCHOR

MOUNT AND LOUDSPEAKER MOUNT

TO LOUDSPEAKER POLE (TYP.)

LOUDSPEAKER MOUNT EQUAL TO

ADAPTIVE TECHNOLOGIES 'PM-24-6UP-G'

FOR ROUND POLES WITH 6" DIAMETER

OR GREATER. COORDINATE WITH POLE

DIMENSIONS AND PROVIDE MODEL

'PM-24-6DOWN-G' IF POLE DIAMETER IS

BETWEEN 2" AND 6".

LOUDSPEAKER EQUAL TO

COMMUNITY PROFESSIONAL

WX-1500 SERIES (INCLUDES YOKE).

SEE LOUDSPEAKER SCHEDULE

FOR MODELS AND LOCATIONS

FACTORY-INSTALLED LOUDSPEAKER

CABLE. STANDARD LENGTH 12'-0".

CUSTOM LENGTHS AVAILABLE AS

REQUIRED. CONTRACTOR TO

COORDINATE WITH INSTALLATION

REQUIREMENTS AND ORDER

NECESSARY LENGTH.

HANDHOLE / ACCESS COVER

CONDUIT SHALL EXTEND INSIDE

LOUDSPEAKER POLE TO TERMINATE

AT BOTTOM OF HANDHOLE

MOUNTING VARIES

CONDUIT TO EQUIPMENT RACK 'ER-1'

LOUDSPEAKER CABLE PROVIDED BY

CONTRACTOR, ROUTED FROM 'ER-1' UP

TO JUNCTION BOX

PROVIDE DRIP LOOP TO HANG DOWN

NO MORE THAN 6 INCHES BELOW

BOTTOM OF JUNCTION BOX

WATERTIGHT FITTING INGRESS TO

JUNCTION BOX SIZED TO FIT

FACTORY-SUPPLIED LOUDSPEAKER

CABLE DIAMETER

600W 70V LOUDSPEAKER TRANSFORMER

EQUAL TO EDCOR 'WS600' (HOME SIDE

LOUDSPEAKERS S-1 THRU S-4 ONLY)

WEATHERPROOF TYPE 4 MILD STEEL JUNCTION BOX

EQUAL TO 'ECLIPSE JUNIOR SERIES' BY HAMMOND

MANUFACTURING MOUNTED JUST BELOW

LOUDSPEAKER MOUNTING HARDWARE AND FITTED

WITH KEYLOCK OPTION. PROVIDE 8" x 6" x 6" MODEL

'EJ866' FOR HOME SIDE LOUDSPEAKERS S-1 THRU S-4

AND COORDINATE SIZE AS REQUIRED TO HOUSE

TRANSFORMER. PROVIDE 4" x 4" x 3" MODEL 'EJ443'

FOR VISITOR SIDE LOUDSPEAKERS S-5 AND S-8 AND

COORDINATE SIZE AS REQUIRED FOR CABLE

CONNECTIONS.

WATERTIGHT GASKET BETWEEN MATING

SURFACES OF POLE AND EXTERNAL JUNCTION

BOX AS REQUIRED TO SEAL HOLE INTO

LOUDSPEAKER POLE.

ATHLETIC FIELD ELEVATION (HOME SIDE)
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AV2.02

DETAILS - WIRELESS MIC

ANTENNA & POLE-MOUNTED

LOUDSPEAKERS

 3" = 1'-0"
AV2.02

SECTION DETAIL - WIRELESS MICROPHONE ANTENNA1

 3" = 1'-0"
AV2.02

SECTION DETAIL - WIRELESS MICROPHONE ANTENNA2

LOUDSPEAKER SCHEDULE - POLE MOUNTED LOUDSPEAKERS
LOUDSPEAKER

LOCATION
BASIS OF DESIGN

LOUDSPEAKER MODEL
AIMING DIMENSION

"A"
DIMENSION

"B"
BASIS OF DESIGN

J-BOX  MODELHORIZONTAL
(TOE-IN)

VERTICAL

S-1 COMMUNITY WX-1596 25° -30° 27'-6" 1'-6" EJ866 (70V XFORMER)

S-2 COMMUNITY WX-1526 6° -30° 27'-6" 1'-6" EJ866 (70V XFORMER)

S-3 COMMUNITY WX-1526 6° -30° 27'-6" 1'-6" EJ866 (70V XFORMER)

S-4 COMMUNITY WX-1596 25° -30° 27'-6" 1'-6" EJ866 (70V XFORMER)

S-5 COMMUNITY WX-1564 0° (PERP) -30° 34'-8" 2'-0" EJ443 (8Ω)

S-8 COMMUNITY WX-1564 0° (PERP) -30° 34'-8" 2'-0" EJ443 (8Ω)

AV2.02

LOUDSPEAKER SCHEDULE - POLE MOUNTED LOUDSPEAKERS3
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RCI MI9102

  

 

M-01

 

SHURE SM58S

ANNOUNCER MIC W/ SWITCH

(DESKTOP)

 MIC FOR ANNOUNCER

M-02

EQUIPMENT RACK

ER1

SYMETRIX

PRISM 12x12

INPUTS OUTPUTS

1 [3P CS]

2 [3P CS]

3 [3P CS]

4 [3P CS]

5 [3P CS]

6 [3P CS]

7 [3P CS]

8 [3P CS]

9 [3P CS]

10 [3P CS]

11 [3P CS]

12 [3P CS]

1 [3P CS]

2 [3P CS]

3 [3P CS]

4 [3P CS]

5 [3P CS]

6 [3P CS]

7 [3P CS]

8 [3P CS]

CTRL 1 [3P CS]

CTRL 2 [3P CS]

CTRL 3 [3P CS]

CTRL 4 [3P CS]

9 [3P CS]

10 [3P CS]

11 [3P CS]

12 [3P CS]

RF-1

RF-2

BELDEN 9913 / 89913

BELDEN 9913 / 89913

SHURE HA8091

PWS DOMED HELICAL ANTENNA

BNC

SHURE UA844+SWB/LC

WIRELESS MICROPHONE ANTENNA

DISTRIBUTION SYSTEM

INPUTS OUTPUTS

POWER OUT #1

POWER IN

OUTPUT B #1 [BNC]RF IN ANT B [BNC]

OUTPUT A #1 [BNC]RF IN ANT A [BNC]

POWER OUT #2

OUTPUT B #2 [BNC]

OUTPUT A #2 [BNC]

POWER OUT #3

OUTPUT B #3 [BNC]

OUTPUT A #3 [BNC]

POWER OUT #4

OUTPUT B #4 [BNC]

OUTPUT A #4 [BNC]

SHURE PS60

POWER SUPPLY FOR ANTENNA

DISTRIBUTION SYSTEM

MAINS 14 - 18 VDC

CASCADE B [BNC]

CASCADE A [BNC]

GROMMET

SHURE QLXD2 / SM58

WIRELESS HANDHELD

MICROPHONE

(TYP. OF 2, TO BE USED

INSTEAD OF QLXD1)

SHURE QLXD1

W/ PGA31-TQG AND

WA360

(TYP. OF 2)

SHURE QLXD4

WIRELESS MICROPHONE RECEIVER

INPUTS

ANTENNA B [BNC]

OUTPUTS

MIC / LINE [MXLR]ANTENNA A [BNC]

POWER IN

LAN [RJ-45]

SHURE QLXD4

WIRELESS MICROPHONE RECEIVER

INPUTS

ANTENNA B [BNC]

OUTPUTS

MIC / LINE [MXLR]ANTENNA A [BNC]

POWER IN

LAN [RJ-45]

ALL MICROPHONE CABLE IN CONDUIT

EQUAL TO MOGAMI 2549

RDL

RU-ADA8D

IN A / MONO CHANNEL A 1

CHANNEL A 2

CHANNEL A 3

CHANNEL A 4

CHANNEL A 5

CHANNEL A 6

CHANNEL A 7

CHANNEL A 8

IN B

SWITCH TO 'MONO' MODE

CHANNEL B 1

CHANNEL B 2

CHANNEL B 3

CHANNEL B 4

CHANNEL B 5

CHANNEL B 6

CHANNEL B 7

CHANNEL B 8

DANTE [RJ-45]

ETHERNET [RJ-45]

LOGIC 1

LOGIC 2

LOGIC 3

LOGIC 4

LOGIC 5

LOGIC 6

LOGIC 7

LOGIC 8

ARC [RJ-45]

INPUT 1 [FXLR]

ANT

BELDEN 9913 / 89913

LISTEN TECHNOLOGIES

LT-800-072-01

COMMUNITY

WX-1526

EDCOR

WS600

WEST PENN C210 (TYP.)

LAB GRUPPEN C 28:4

POWER AMPLIFIER

A [3P PHOENIX]

B [3P PHOENIX]

[2P CS] A

[2P CS] B

C [3P PHOENIX] [2P CS] C

D [3P PHOENIX] [2P CS] D

LAB GRUPPEN C 28:4

POWER AMPLIFIER

A [3P PHOENIX]

B [3P PHOENIX]

[2P CS] A

[2P CS] B

C [3P PHOENIX] [2P CS] C

D [3P PHOENIX] [2P CS] D

COMMUNITY

WX-1526

COMMUNITY

WX-1596

COMMUNITY

WX-1596

RF-3

COMMUNITY

WX-1564

S-6: RAILING-MOUNTED 

COOPER ELEC. #TP7082

S-5: POLE-MOUNTED

HAMMOND EJ443

COMMUNITY

WX-1564

COMMUNITY

WX-1564

COMMUNITY

WX-1564

RCI MI9104

MXLR

L-01

MXLR

RCI MI9104

MXLR

L-02

MXLR

LISTEN

LR-4200-072

(TYP. OF 12)

LISTEN LA-401

(TYP. OF 12)

SHURE BRH441M-LC

BROADCAST HEADSET

(TYP. OF 2)

SYMETRIX

ARC-3

CONTROL [RJ-45]

CONTROL [RJ-45]

INSTALL ON RACK PANEL

(SEE RACK ELEVATION)

SHURE HA8091

PWS DOMED HELICAL ANTENNA

FXLR

FXLR

M-01

RDL D-SH1

INPUT L [3P CS]

INPUT R [3P CS]

SWITCH TO 'MONO' MODE

RCI MI9102

FXLR

FXLR

RCI MI9102

FXLR

FXLR

M-03

OWNER

LAN

PHONE OUT [

1

4

" TRS]

POWER REMOTELY WITH

RDL PS24AS IN RACK

A

M-02

RDL D-SH1

INPUT L [3P CS]

INPUT R [3P CS]

SWITCH TO 'MONO' MODE

PHONE OUT [

1

4

" TRS]

M-03

RDL D-SH1

INPUT L [3P CS]

INPUT R [3P CS]

SWITCH TO 'MONO' MODE

PHONE OUT [

1

4

" TRS]

A

GROMMET

POWER VIA SURGEX SX1120RT

POWER VIA SURGEX SEQ-1U

WEST PENN C210 (TYP.)

VISITOR BLEACHERS

 MIC AND HEADSET FOR

ANNOUNCER

CABLE

GLAND

CABLE

GLAND

CABLE

GLAND

CABLE

GLAND

POWER REMOTELY WITH

RDL PS24AS IN RACK

POWER REMOTELY WITH

RDL PS24AS IN RACK

S-2: POLE-MOUNTED 

HAMMOND EJ866

S-7: RAILING-MOUNTED 

COOPER ELEC. #TP7082

S-8: POLE-MOUNTED

HAMMOND EJ443

EDCOR

WS600

S-3: POLE-MOUNTED 

HAMMOND EJ866

EDCOR

WS600

S-1: POLE-MOUNTED 

HAMMOND EJ866

EDCOR

WS600

S-4: POLE-MOUNTED 

HAMMOND EJ866

HOME BLEACHERS

CABLE

GLAND

AV4.01

MULTIPURPOSE FIELD SOUND SYSTEM - AUDIO & CONTROL SIGNALS
1

NTS

NOTES:

1. ALL LOUDSPEAKER CABLE IS TO BE EQUAL TO WEST
PENN C210.

2. ALL LOUDSPEAKER CABLES ARE TO RUN CONTINUOUS
BETWEEN AMPLIFIER OUTPUTS AND JUNCTION BOXES
AT LOUDSPEAKERS.. NO CABLE SPLICES ARE
PERMITTED.

3. ALL MIC/LINE CABLE IN CONDUITS IS TO BE EQUAL TO
MOGAMI W2549.

4. ALL RF CABLE IS TO BE EQUAL TO BELDEN 9913.

5. CONFIGURE DSP TO OPTIMIZE SOUND QUALITY OF THE
LOUDSPEAKER SYSTEM AND NOT EXCEED CITY OF
ALEXANDRIA NOISE CODE AS PER THE SPECIFICATIONS
AND BEST INDUSTRY PRACTICES.

6. CONFIGURE DSP TO ROUTE MICROPHONE SOURCES TO
DISTRIBUTION AMP FOR PRESS BOX HEADPHONE
OUTPUTS AND PRESS BOX ROOF DECK BROADCAST
OUT FEEDS.

7. CONFIGURE DSP TO PROVIDE A MONAURAL MIX OF
THE AUDIO TO THE ASSISTIVE LISTENING SYSTEM.

8. CONFIGURE DSP REMOTE CONTROL FOR COMMON
EVENT FUNCTION CONTROL PER THE SPECIFICATIONS
AND AS DIRECTED BY OWNER. DSP MIXER TO USE
AUTOMATIC MIXING ALGORITHM FOR OPTIMIZED
GAIN BEFORE FEEDBACK.
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1'
-6

"

MIDDLE ATLANTIC CUSTOM

PANEL FOR SYMETRIX ARC-3

FINISHED WALL

FINISHED FLOOR

AV EQUIPMENT RACK "ER-1"

MIDDLE ATLANTIC
DWR-21-22

MIDDLE ATLANTIC EB-2

MIDDLE ATLANTIC

DWR-FK26 FAN KIT FOR

FORCED AIR COOLING

SET TO BLOW AIR

OUTWARDS

LISTENTECH LT-800

LAB:GRUPPEN C28:4

RDL RUAD8D

PROVIDE WIRELESS

MICROPHONE BATTERY

CHARGERS AND ALS

EQUIPMENT

1'
-6

"

FINISHED WALL

FINISHED FLOOR

AV EQUIPMENT RACK "ER-1"

MIDDLE ATLANTIC
DWR-21-22

MIDDLE ATLANTIC EB-2

MIDDLE ATLANTIC VSDR-16

(16 RU KEYLOCKED VENTED

SECURITY DOOR)

MIDDLE ATLANTIC EB-1

SHURE QLXD4 SHURE QLXD4

SURGEX SEQ-1U

SHURE UA844+SWB

LAB:GRUPPEN C28:4

SURGEX SX1120RT

MIDDLE ATLANTIC TD4LK

MIDDLE ATLANTIC EB-1

SYMETRIX PRISM 12X12

AV4.01

ELEVATION - EQUIPMENT RACK "ER-1"
1

NOTES:

1. COORDINATE RACK REQUIREMENTS WITH ARCHITECT
AND PRESS BOOTH MANUFACTURER.

2. GROUND EQUIPMENT RACK AS PER MANUFACTURER
INSTRUCTIONS AND INDUSTRY BEST PRACTICES.

3. CONFIGURE RACK FOR FAN COOLING AS PER RACK
MANUFACTURER'S THERMAL WHITE PAPER.

4. COORDINATE ACCESS REQUIREMENTS WITH OWNER.

5. PROVIDE BLANK PLATES, RACK DRAWER, LOCKING
SECURITY DOOR, AND ALL OTHER RACK HARDWARE AS
REQUIRED FOR A COMPLETE AND SECURE
INSTALLATION.

A B C D E F G H J K
L M

PROFESSIONAL CERTIFICATION: I CERTIFY THAT THESE DOCUMENTS WERE
PREPARED OR APPROVED BY ME, AND THAT I AM A DULY LICENSED ARCHITECT
UNDER THE LAWS OF THE STATE OF VIRGINIA
LICENSE NUMBER:
EXPIRATION DATE:

no. date revision

 © Hord Coplan Macht, Inc.

2

3

4

5

6

7

8

9

1

ARCHITECTURE

LANDSCAPE ARCHITECTURE

PLANNING

INTERIOR DESIGN

Drawing

Scale

Date

ARCHITECT
Hord Coplan Macht, Inc.
2000 Duke Street, Suite 120 Alexandria, VA 22314
p.  571. 388. 7761 f.  410. 837. 6530

STRUCTURAL ENGINEER
Ehlert Bryan Consulting Structural Engineers
1451 Dolley Madison Blvd, Suite 220 McLean, VA 22101
p.  703.827.9552 f.  703.356.2031

M/E/P ENGINEER

CIVIL ENGINEERS

Project Number

2RW Energy By Design
100 10th Street NE, Suite 202Charlottesville, VA 22902
p.  434.296.2116

Bowman Consulting
185 Admiral Cochrane Dr Suite 215Annapolis, MD 21401
p.  410.224.7590 f.  410.224.7592

Project Name

C:\Users\Dsuljak\Documents\216127.00 ACPS Parker-Gray Stadium - 2018 -
CENTRAL_dsuljak.rvt

11/11/2018 7:50:32 PM

As indicated

ACPS T.C.

WILLIAMS H.S. -

PARKER-GRAY

STADIUM

3330 KING STREET
ALEXANDRIA, VA 22302

CONSTRUCTION DOCUMENTS

216127.00

ACPS T.C. WILLIAMS H.S. -
PARKER-GRAY STADIUM

AV4.01

AUDIO-VISUAL DETAILS
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