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Bid # 23-17- SECOND FLOOR RENOVATION Project at RPS ADMINISTRATION BUILDING 

BID SUBMITTED BY: _____________________________________________________   

 Date   

The undersigned, having become familiar with the local conditions affecting cost of work and with the Bidding 
Documents, including the advertisement of the Invitation for Bid, the  Instructions and Supplementary 
Instructions to Bidders, this Bid Offer Form, the General and Supplementary Conditions, the Drawings and 
Specifications, and Addenda issued thereto, as prepared and issued by the Board of Education of Rockford School 
District No. 205, Winnebago and Boone Counties, Illinois hereby agrees to furnish all labor, material and 
equipment necessary to do the Work required for the project and IFB identified above, for the amount shown 
below:  

Note:  Contractor to write "No Bid" in the dollar amount section for any line items not bid. 
 
BASE BID:   

 
TOTAL:         DOLLARS ($          ) 

 
 
ALTERNATE BIDS:  Not Applicable 
 
 
UNIT PRICES:   
Should the net result of change for any of the following categories of work require more or less quantity of work 
than originally indicated in the Drawings and/or Specifications, the price for such added or deducted work will be 
as follows: 

 
No.      Description        $  PER   

 
No.   Description        $   PER   

 
No.  Description        $   PER   
 
ALLOWANCES:  NOT APPLICABLE 
Under Base Bid, the Contractor shall include a quantity allowance of [Quantity] [units] to [Description of 
Allowance]. The unit price(s) will be used at the end of the project, to adjust the contract price up or down. 

ADDENDA RECEIVED 

The undersigned acknowledges receipt of Addenda           to           inclusive. 

PRE-BID MEETING ATTENDANCE 

A Bidder representative attended the Pre-Bid Meeting? YES   OR No    .             

SITE VISIT 

Existing premises and conditions were checked by an on-site inspection on    . 

CONTRACTOR’S QUALIFICATION STATEMENT  
 
A fully completed AIA Document A305-1986 Contractor’s Qualification Statement is required AND MUST BE 
SUBMITTED WITH THE BID.  Include at least three references from projects completed in the past five (5) years 
with phone number, date of completion, description of work, and project architect (or engineer) contact name 
with phone number.  Projects must be similar to the scope of this bid, and the bidder must have acted in the 
capacity of prime or general contractor. 
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Contractor has adequate equipment to perform the work properly and expeditiously: __ Yes __ No. 
 
COMMENCEMENT AND COMPLETION OF CONTRACT 

The undersigned agrees, if awarded the Contract, to commence the contract work within five (5) days of receipt of 
Order to Proceed or if required, upon execution of a formal written contract and to complete said Work within the 
specified completion time.  The undersigned further agrees to execute the Contract, furnish satisfactory 
performance and payment bond as well as insurance coverage, as specified in strict accordance with the Contract 
Documents. 

Date of Commencement of Construction:      
 
Date of Substantial Completion:        

Date of Final Completion:        

BIDDER:________________________________________________________________ 
    (Corporation) (Partnership) (Individual) Circle One 

Address _______________________________________________________________  
  Street 

   _______________________________________________________________  
  City   State    Zip Code 

   ____________                  
          Phone No.     Email address 

 
BIDDER FEIN/SSN NO. _________________ 
 
By:                    
   Bidder or Authorized Agent Signature      Print name 
 
Title:         

Subscribed and sworn to before be this ___ day of ____________, ________. 
 
       
Notary Public 
My commission expires:                   

 

BID DEPOSIT CERTIFICATION 

A Bid Deposit is required in the amount of 5% of the total Bid including Alternate Bids.  This Bid Deposit is to be a 
Bid Bond, Bank Draft or Certified Check made payable to the “Rockford School District No. 205”, as a guarantee 
that if awarded all or part of the Bid, the firm will enter into a contract to perform with the Board of Education. 

Amount of Total Bid    $        

 
Amount of Bank draft or Certified Check $        

 

BIDDER:          

______________________________________ 
Signature of Bidder or Authorized Agent 
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SUBCONTRACTOR LISTING 

1. Pursuant to bidding requirements for the Work: 

The Bidder, for portions of the Work equaling or exceeding ½ of 1% of the total Contract Sum, proposes 
to use the following Subcontractors.  The Bidder proposes to perform all other portions of the Work with 
its own forces.  The District reserves the right to qualify all Subcontractors.  COPY AND ATTACH 
ADDITIONAL SHEETS AS NECESSARY. 

2.  Portion of the Work   Subcontractor Name and Address 

___________________________ ____________________________________ 

       ____________________________________ 

       ____________________________________ 

___________________________ ____________________________________ 

       ____________________________________ 

       ____________________________________ 

___________________________ ____________________________________ 

       ____________________________________ 

       ____________________________________ 

___________________________ ____________________________________ 

       ____________________________________ 

       ____________________________________ 

___________________________ ____________________________________ 

       ____________________________________ 

       ____________________________________ 

       Bidder: 
    
               

      By:         
        Bidder or Authorized Agent Signature 
 

 
                                            -END OF BID OFFER FORM- 
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DOCUMENT 007300 – SUPPLEMENTARY CONDITIONS 

1. CHANGE ORDER MARK-UPS:  Add the following to provisions regarding Change Order markups 

in the Conditions of the Contract: 

A. The combined overhead and profit included in the total cost to the Owner for a change in 

the Work shall be based on the following schedule: 

.1 For the Contractor, for Work performed by the Contractor’s own forces, twelve percent 

(12%) of the cost. 

.2 For the Contractor, for Work performed by the Contractor’s Subcontractors, five percent 

(5%) of the amount due the Subcontractors. 

.3 For each Subcontractor involved, for Work performed by that Subcontractor’s own 

forces, twelve percent (12%) of the cost. 

.4 For each Subcontractor involved, for Work performed by the Subcontractor’s Sub-

contractors, five percent (5%) of the amount due the Sub-subcontractor. 

.5 In order to facilitate checking of quotations for extras or credits, all proposals, except 

those so minor that their propriety can be seen by inspection, shall be 

accompanied by a complete itemization of costs including labor, materials and 

Subcontracts. Labor and materials shall be itemized in the manner prescribed 

above. Where major cost items are Subcontracts, they shall be itemized also. 

 
 
END OF DOCUMENT 007300 
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SECTION 01 10 00 - SUMMARY 

PART 1 - GENERAL 

1.1 SUMMARY OF WORK 

A. Project:  Second Floor Renovation at RPS Administration Building, 501 7th St., Rockford, Illinois. 

B. Owner: Rockford Public Schools District 205. 

C. The Work includes but is not limited to the following: 

1. Second floor renovation, including related mechanical, electrical, plumbing, and fire 

protection Work. 

D. Work Under Other Contracts: 

1. General: Cooperate fully with separate contractors so work on those contracts may be carried 

out smoothly, without interfering with or delaying work under this Contract or other 

contracts. Coordinate the Work of this Contract with work performed under separate 

contracts. 

1.2 WORK RESTRICTIONS 

A.  Contractor's Use of Premises:  During construction, Contractor will have limited use of site and 

building indicated. 

1.  Owner will occupy existing adjacent premises during construction.  Perform construction 

during normal working hours (7 AM to 4 PM Monday thru Friday, other than holidays), 

unless otherwise agreed to in advance by Owner.  Clean up work areas and return to a 

useable condition at the end of each work period. 

PART 2 - PRODUCTS (Not Applicable) 

PART 3 - EXECUTION (Not Applicable) 

END OF SECTION 01 10 00 
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SECTION 01 20 00 - PRICE AND PAYMENT PROCEDURES 

PART 1 - GENERAL 

1.1 ALLOWANCES 

A. Allowances shall include cost to Contractor of specific products and materials ordered by Owner 

under allowance and shall include taxes, freight, and delivery to Project site. Allowances are 

specified in the Bid Form. 

B. Obtain three proposals for each allowance and submit to Architect with recommendations. 

Purchase products and systems selected by Owner. 

C. Advise Architect of the date when selection and purchase of each product or system described 

by an allowance must be completed to avoid delaying the Work. 

D. Submit invoices to show cost of products furnished under each allowance.  Reconciliation of 

Allowance amounts with actual costs will be by Change Order. 

1.2 ALTERNATES 

A.  An alternate is an amount proposed by bidder for certain work that may be added to or deducted 

 from the Base Bid amount if Owner accepts the Alternate.  The cost or credit for each alternate is 

 the net addition to or deduction from the Contract Sum to incorporate the Alternate into the Work.  

 No other adjustments are made to the Contract Sum.  

B.  Alternates are specified in the Bid Form. 

1.3 UNIT PRICES 

A. A unit price is an amount proposed by bidders and stated on the Bid Form as a price per unit of 

measurement for work added to or deducted from the Contract Sum by appropriate modification, 

if estimated quantities of Work required by the Contract Documents are increased or decreased. 

Unit prices are specified in the Bid Form. 

B. Unit prices include all necessary material, plus cost for delivery, installation, insurance, overhead, 

and profit. 

PART 2 - PRODUCTS (Not Applicable) 

PART 3 - EXECUTION (Not Applicable) 

 

END OF SECTION 01 20 00 
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SECTION 01 30 00 - ADMINISTRATIVE REQUIREMENTS 

PART 1 - GENERAL 

1.1 PROJECT MANAGEMENT AND COORDINATION 

A. Coordinate construction to ensure efficient and orderly installation of each part of the Work. 

B. Schedule and conduct progress meetings at Project site at regular intervals.  Notify Owner and 

Architect of meeting dates and times.  Require attendance of each subcontractor or other entity 

concerned with current progress or involved with planning or coordination of future activities. 

 1. Record minutes and distribute to everyone concerned, including Owner and Architect. 

1.2 SUBMITTAL PROCEDURES 

A. Coordinate each submittal with fabrication, purchasing, testing, delivery, other submittals, and 

related activities that require sequential activity. 

1. No extension of the Contract Time will be authorized because of failure to transmit 

submittals enough in advance of the Work to permit processing, including resubmittals. 

2. Prepare submittals as PDF packages and transmit to Architect by email.   

1 Email Address:  DocumentAdmin@Larsondarby.com. 

2 Architect will annotate PDF submittal and return. 

3. Architect will return submittals, without review, received from sources other than 

Contractor. 

B. Place a permanent label or title block on each submittal for identification.  Provide a space 

approximately 6 by 8 inches on label or beside title block to record Contractor's review and 

approval markings and action taken by Architect.  Include the following information on the label: 

1. Project name. 

2. Date. 

3. Name and address of Contractor. 

4. Name and address of subcontractor or supplier. 

5. Number and title of appropriate Specification Section. 

C. Identify deviations from the Contract Documents on submittals. 

D. Contractor's Construction Schedule Submittal Procedure:  Submit two copies of schedule within 

10 working days after date established for Commencement of the Work. 

PART 2 - PRODUCTS 

2.1 ACTION SUBMITTALS 

A. Product Data:  Mark each copy to show applicable products and options.  Include the following: 

1. Manufacturer's written recommendations, product specifications, and installation 
 instructions. 

2.       Testing by recognized testing agency. 

 3. Compliance with specified standards and requirements. 
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B. Shop Drawings:  Prepare Project-specific information, drawn accurately to scale.  Do not base 

Shop Drawings on reproductions of the Contract Documents or standard printed data.  Submit on 

sheets at least 8-1/2 by 11 inches but no larger than 30 by 42 inches.  Include the following: 

1. Dimensions and identification of products. 

2. Fabrication and installation drawings and roughing-in and setting diagrams. 

C. Samples:  Submit Samples for review of kind, color, pattern, and texture and for a comparison of 

these characteristics between submittal and actual component as delivered and installed. Include 

name of manufacturer and product name on label. 

1. If variation is inherent in material or product, submit at least three sets of paired units that show 

variations. 

2.2 INFORMATION SUBMITTALS 

A. Qualification Data:  Include lists of completed projects with project names and addresses, names 

and addresses of architects and owners, and other information specified. 

B. Product Certificates:  Prepare written statements on manufacturer's letterhead certifying that 

product complies with requirements in the Contract Documents. 

2.3 DELEGATED DESIGN 

A. Performance and Design Criteria:  Where professional design services or certifications by a 

design professional are specifically required of Contractor by the Contract Documents, provide 

products and systems complying with specific performance and design criteria indicated. 

1. If criteria indicated are not sufficient to perform services or certification required, submit a 

written request for additional information to Architect. 

B. Delegated-Design Submittal:  In addition to Shop Drawings, Product Data, and other required 

submittals, submit three copies of a statement, signed and sealed by the responsible design 

professional, for each product and system specifically assigned to Contractor to be designed or 

certified by a design professional. 

1. Indicate that products and systems comply with performance and design criteria in the Contract 

Documents.  Include list of codes, loads, and other factors used in performing these 

services. 

2.4 CONTRACTOR'S CONSTRUCTION SCHEDULE 

A. Gantt-Chart Schedule:  Submit a comprehensive, fully developed, horizontal Gantt-chart-type 

schedule within 10 days of date established for the Notice of Award. 

B. Preparation:  Indicate each significant construction activity separately.  Identify first workday of 

each week with a continuous vertical line. 

PART 3 - EXECUTION 

3.1 SUBMITTAL REVIEW 

A. Review each submittal and check for coordination with other Work of the Contract and for 

compliance with the Contract Documents.  Note corrections and field dimensions.  Mark with 

approval stamp before submitting to Architect. 
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B. Architect will review each action submittal, make marks to indicate corrections or modifications 
required, stamp and mark as appropriate to indicate action taken, and return. 

 

3.2 CONTRACTOR'S CONSTRUCTION SCHEDULE 

A. Distribute copies of approved schedule to Owner, Architect, subcontractors, testing and 

inspecting agencies, and parties identified by Contractor with a need-to-know schedule 

responsibility.  When revisions are made, distribute updated schedules to the same parties. 

B. Updating:  At monthly intervals, update schedule to reflect actual construction progress and 

activities. 

 1. As the Work progresses, indicate Actual Completion percentage for each activity. 

END OF SECTION 01 30 00 
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SECTION 01 35 16 - ALTERATION PROJECT PROCEDURES 

PART 1 - GENERAL 

1.1 SUMMARY 

A. Section includes special procedures for alteration work. 

1.2 DEFINITIONS 

A. Alteration Work: This term includes remodeling, renovation, repair, and maintenance work 
performed within existing spaces or on existing surfaces as part of the Project. 

B. Consolidate: To strengthen loose or deteriorated materials in place. 

C. Design Reference Sample: A sample that represents the Architect's prebid selection of work to 
be matched; it may be existing work or work specially produced for the Project. 

D. Dismantle: To remove by disassembling or detaching an item from a surface, using gentle 
methods and equipment to prevent damage to the item and surfaces; disposing of items unless 
indicated to be salvaged or reinstalled. 

E. Match: To blend with adjacent construction and manifest no apparent difference in material 
type, species, cut, form, detail, color, grain, texture, or finish; as approved by Architect. 

F. Refinish: To remove existing finishes to base material and apply new finish to match original, or 
as otherwise indicated. 

G. Repair: To correct damage and defects, retaining existing materials, features, and finishes. This 
includes patching, piecing-in, splicing, consolidating, or otherwise reinforcing or upgrading 
materials. 

H. Replace: To remove, duplicate, and reinstall entire item with new material. The original item is 
the pattern for creating duplicates unless otherwise indicated. 

I. Replicate: To reproduce in exact detail, materials, and finish unless otherwise indicated. 

J. Reproduce: To fabricate a new item, accurate in detail to the original, and from either the same 
or a similar material as the original, unless otherwise indicated. 

K. Retain: To keep an element or detail secure and intact. 

L. Strip: To remove existing finish down to base material unless otherwise indicated. 

1.3 QUALITY ASSURANCE 

A. Title X Requirement: Each firm conducting activities that disturb painted surfaces shall be a 
"Lead-Safe Certified Firm" according to 40 CFR 745, Subpart E, and use only workers that are 
trained in lead-safe work practices. 

B. Alteration Work Program: Prepare a written plan for alteration work for whole Project, including 
each phase or process and protection of surrounding materials during operations. Show 
compliance with indicated methods and procedures specified in this and other Sections. 



ADMINISTRATION BUILDING SECOND FLOOR RENOVATION 
ROCKFORD PUBLIC SCHOOLS 205 
ROCKFORD, ILLINOIS 
 

 
RPS 2222 
L&D 31225 ALTERATION PROJECT PROCEDURES 01 35 16 - 2 

Coordinate this whole-Project alteration work program with specific requirements of programs 
required in other alteration work Sections. 
1. Dust and Noise Control: Include locations of proposed temporary dust- and noise-control 

partitions and means of egress from occupied areas coordinated with continuing on-site 
operations and other known work in progress. 

2. Debris Hauling: Include plans clearly marked to show debris hauling routes, turning radii, 
and locations and details of temporary protective barriers. 

C. Fire-Prevention Plan: Prepare a written plan for preventing fires during the Work, including 
placement of fire extinguishers, fire blankets, rag buckets, and other fire-control devices during 
each phase or process. Coordinate plan with Owner's fire-protection equipment and 
requirements. Include fire-watch personnel's training, duties, and authority to enforce fire safety. 

D. Safety and Health Standard: Comply with ANSI/ASSP A10.6. 

1.4 STORAGE AND HANDLING OF SALVAGED MATERIALS 

A. Salvaged Materials: 
1. Clean loose dirt and debris from salvaged items unless more extensive cleaning is 

indicated. 
2. Pack or crate items after cleaning; cushion against damage during handling. Label 

contents of containers. 
3. Store items in a secure area until delivery to Owner. 
4. Transport items to Owner's storage area designated by Owner. 
5. Protect items from damage during transport and storage. 

B. Salvaged Materials for Reinstallation: 
1. Repair and clean items for reuse as indicated. 
2. Pack or crate items after cleaning and repairing; cushion against damage during 

handling. Label contents of containers. 
3. Protect items from damage during transport and storage. 
4. Reinstall items in locations indicated. Comply with installation requirements for new 

materials and equipment unless otherwise indicated. Provide connections, supports, and 
miscellaneous materials to make items functional for use indicated. 

C. Existing Materials to Remain: Protect construction indicated to remain against damage and 
soiling from construction work.  

D. Storage: Catalog and store items within a weathertight enclosure where they are protected from 
moisture, weather, condensation, and freezing temperatures. 
1. Identify each item for reinstallation with a nonpermanent mark to document its original 

location. Indicate original locations on plans, elevations, sections, or photographs by 
annotating the identifying marks. 

2. Secure stored materials to protect from theft. 
3. Control humidity so that it does not exceed 85 percent. Maintain temperatures 5 deg F or 

more above the dew point. 

PART 2 - PRODUCTS - (Not Used) 

PART 3 - EXECUTION 

3.1 PROTECTION 

A. Protect persons, motor vehicles, surrounding surfaces of building, building site, plants, and 
surrounding buildings from harm resulting from alteration work. 



ADMINISTRATION BUILDING SECOND FLOOR RENOVATION 
ROCKFORD PUBLIC SCHOOLS 205 
ROCKFORD, ILLINOIS 
 

 
RPS 2222 
L&D 31225 ALTERATION PROJECT PROCEDURES 01 35 16 - 3 

1. Use only proven protection methods, appropriate to each area and surface being 
protected. 

2. Provide temporary barricades, barriers, and directional signage to exclude Owner's staff 
and the public from areas where alteration work is being performed. 

3. Erect temporary barriers to form and maintain fire-egress routes. 
4. Erect temporary protective covers over walkways and at points of pedestrian and 

vehicular entrance and exit that must remain in service during alteration work. 
5. Contain dust and debris generated by alteration work, and prevent it from reaching the 

public or adjacent surfaces. 
6. Provide shoring, bracing, and supports as necessary. Do not overload structural 

elements. 
7. Protect floors and other surfaces along hauling routes from damage, wear, and staining. 
8. Provide supplemental sound-control treatment to isolate demolition work from other areas 

of the building. 

B. Temporary Protection of Materials to Remain: 
1. Protect existing materials with temporary protections and construction. Do not remove 

existing materials unless otherwise indicated. 
2. Do not attach temporary protection to existing surfaces except as indicated as part of the 

alteration work program. 

C. Comply with each product manufacturer's written instructions for protections and precautions. 
Protect against adverse effects of products and procedures on people and adjacent materials, 
components, and vegetation. 

D. Utility and Communications Services: 
1. Notify Owner, Architect, authorities having jurisdiction, and entities owning or controlling 

wires, conduits, pipes, and other services affected by alteration work before commencing 
operations. 

2. Disconnect and cap pipes and services as required by authorities having jurisdiction, as 
required for alteration work. 

3. Maintain existing services unless otherwise indicated; keep in service, and protect 
against damage during operations. Provide temporary services during interruptions to 
existing utilities. 

E. Existing Drains: Prior to the start of work in an area, test drainage system to ensure that it is 
functioning properly. Notify Architect immediately of inadequate drainage or blockage. Do not 
begin work in an area until the drainage system is functioning properly. 
1. Prevent solids such as adhesive or mortar residue or other debris from entering the 

drainage system. Clean out drains and drain lines that become sluggish or blocked by 
sand or other materials resulting from alteration work. 

2. Protect drains from pollutants. Block drains or filter out sediments, allowing only clean 
water to pass. 

3.2 PROTECTION FROM FIRE 

A. General: Follow fire-prevention plan and the following: 
1. Comply with NFPA 241 requirements unless otherwise indicated. Perform duties titled 

"Owner's Responsibility for Fire Protection." 
2. Remove and keep area free of combustibles, including rubbish, paper, waste, and 

chemicals, unless necessary for the immediate work. 
a. If combustible material cannot be removed, provide fire blankets to cover such 

materials. 
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B. Heat-Generating Equipment and Combustible Materials: Comply with the following procedures 
while performing work with heat-generating equipment or combustible materials, including 
welding, torch-cutting, soldering, brazing, removing paint with heat, or other operations where 
implements using high heat or combustible solvents and chemicals are anticipated: 
1. Use of open-flame equipment is not permitted.  
2. As far as practicable, restrict heat-generating equipment to shop areas or outside the 

building. 
3. Do not perform work with heat-generating equipment in or near rooms or in areas where 

flammable liquids or explosive vapors are present or thought to be present. Use a 
combustible gas indicator test to ensure that the area is safe. 

4. Use fireproof baffles to prevent flames, sparks, hot gases, or other high-temperature 
material from reaching surrounding combustible material. 

5. Prevent the spread of sparks and particles of hot metal through open windows, doors, 
holes, and cracks in floors, walls, ceilings, roofs, and other openings. 

6. Fire Watch: Before working with heat-generating equipment or combustible materials, 
station personnel to serve as a fire watch at each location where such work is performed. 
Fire-watch personnel shall have the authority to enforce fire safety. Station fire watch 
according to NFPA 51B, NFPA 241, and as follows: 
a. Train each fire watch in the proper operation of fire-control equipment and alarms. 
b. Prohibit fire-watch personnel from other work that would be a distraction from fire-

watch duties. 
c. Cease work with heat-generating equipment whenever fire-watch personnel are 

not present. 
d. Have fire-watch personnel perform final fire-safety inspection each day beginning 

no sooner than 60 minutes after conclusion of work in each area to detect hidden 
or smoldering fires and to ensure that proper fire prevention is maintained. 

e. Maintain fire-watch personnel at each area of Project site until 60 minutes after 
conclusion of daily work. 

C. Fire-Control Devices: Provide and maintain fire extinguishers, fire blankets, and rag buckets for 
disposal of rags with combustible liquids. Maintain each as suitable for the type of fire risk in 
each work area. Ensure that nearby personnel and the fire-watch personnel are trained in fire-
extinguisher and blanket use. 

D. Sprinklers: Where sprinkler protection exists and is functional, maintain it without interruption 
while operations are being performed. If operations are performed close to sprinklers, shield 
them temporarily with guards. 
1. Remove temporary guards at the end of work shifts, whenever operations are paused, 

and when nearby work is complete. 

3.3 GENERAL ALTERATION WORK 

A. Record existing work before each procedure (preconstruction), and record progress during the 
work. Use digital preconstruction documentation photographs or video recordings.  

B. Perform surveys of Project site as the Work progresses to detect hazards resulting from 
alterations. 

C. Notify Architect of visible changes in the integrity of material or components whether from 
environmental causes including biological attack, UV degradation, freezing, or thawing or from 
structural defects including cracks, movement, or distortion. 
1. Do not proceed with the work in question until directed by Architect. 

END OF SECTION 01 35 16 
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SECTION 01 50 00 - TEMPORARY FACILITIES AND CONTROLS 

PART 1 - GENERAL 

1.1 SECTION REQUIREMENTS 

A. Use Charges:  Cost or use charges for temporary facilities shall be included in the Contract 
Sum. 

B. Use water and electric power from Owner's existing system without metering and without 
payment of use charges. 

C. Electrical Service:  Comply with NEMA, NECA, and UL standards and regulations for temporary 
electric service.  Install service to comply with NFPA 70. 

PART 2 - PRODUCTS (Not Applicable) 

PART 3 - EXECUTION 

3.1 TEMPORARY UTILITIES 

A. Sanitary Facilities: Provide temporary toilets, wash facilities, safety shower and eyewash 
facilities, and drinking water for use of construction personnel. Comply with requirements of 
authorities having jurisdiction for type, number, location, operation, and maintenance of fixtures 
and facilities. 

3.2 TEMPORARY SUPPORT FACILITIES 

A. Provide waste-collection containers in sizes adequate to handle waste from construction 
operations.  Collect waste daily and, when containers are full, legally dispose of waste off-site.  
Comply with requirements of authorities having jurisdiction. 

B. Install project identification and other signs in locations approved by Owner to inform the public 
and persons seeking entrance to Project. 

3.3 TEMPORARY SECURITY AND PROTECTION FACILITIES 

A. Provide temporary environmental protection, operate temporary facilities, and conduct 
construction in ways and by methods that comply with environmental regulations and that 
minimize possible air, waterway, and subsoil contamination or pollution or other undesirable 
effects. 

B. Comply with requirements of authorities having jurisdiction for erecting structurally adequate 
barricades, including warning signs and lighting. 

C. Temporary Partitions: Provide floor-to-ceiling dustproof partitions to limit dust and dirt migration 
and to separate areas occupied by Owner from fumes and noise. 
1. Construct dustproof partitions with gypsum wallboard with joints taped on occupied side, 

and fire-retardant-treated plywood on construction operations side. 
2. Where fire-resistance-rated temporary partitions are indicated or are required by 

authorities having jurisdiction, construct partitions according to the rated assemblies. 
3. Provide walk-off mats at each entrance through temporary partition. 
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D. Temporary Fire Protection: Install and maintain temporary fire-protection facilities of types 
needed to protect against reasonably predictable and controllable fire losses. Comply with 
NFPA 241; manage fire-prevention program. 
1. Prohibit smoking in construction areas. Comply with additional limits on smoking 

specified in other Sections. 
2. Develop and supervise an overall fire-prevention and -protection program for personnel 

at Project site. Review needs with local fire department and establish procedures to be 
followed. Instruct personnel in methods and procedures. Post warnings and information. 

END OF SECTION 01 50 00 
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SECTION 01 60 00 - PRODUCT REQUIREMENTS 

PART 1 - GENERAL 

1.1 SECTION REQUIREMENTS 

A. The term "product" includes the terms "material," "equipment," "system," and terms of similar 

intent. 

B. Product Substitutions:  Substitutions include changes in products, materials, equipment, and 

methods of construction from those required by the Contract Documents and proposed by 

Contractor after award of the Contract. 

1. Submit three copies of each request for product substitution. 

2. Submit requests within ten days after the Notice of Award. 

3. Do not submit unapproved substitutions on Shop Drawings or other submittals. 

4. Identify product to be replaced and show compliance with requirements for substitutions. 

Include a detailed comparison of significant qualities of proposed substitution with those of 

the Work specified, a list of changes needed to other parts of the Work required to 

accommodate proposed substitution, and any proposed changes in the Contract Sum or 

the Contract Time should the substitution be accepted. 

5. Architect will review the proposed substitution and notify Contractor of its acceptance or 

rejection. 

C. Comparable Product Requests: 

1. Submit three copies of each request for comparable product.  Do not submit unapproved 

products on Shop Drawings or other submittals. 

2. Identify product to be replaced and show compliance with requirements for comparable 

product requests.  Include a detailed comparison of significant qualities of proposed 

substitution with those of the Work specified. 

3. Architect will review the proposed product and notify Contractor of its acceptance or 

rejection. 

D. Deliver, store, and handle products using means and methods that will prevent damage, 

deterioration, and loss, including theft.  Comply with manufacturer's written instructions. 

1. Schedule delivery to minimize long-term storage at Project site and to prevent 

overcrowding of construction spaces. 

2. Deliver products to Project site in manufacturer's original sealed container or packaging, 

complete with labels and instructions for handling, storing, unpacking, protecting, and 

installing. 

3. Inspect products on delivery to ensure compliance with the Contract Documents and to 

ensure that products are undamaged and properly protected. 

4. Store materials in a manner that will not endanger Project structure. 

5. Store products that are subject to damage by the elements, under cover in a weathertight 

enclosure above ground, with ventilation adequate to prevent condensation. 

E. Warranties specified in other Sections shall be in addition to, and run concurrent with, other 

warranties required by the Contract Documents.  Manufacturer's disclaimers and limitations on 

product warranties do not relieve Contractor of obligations under requirements of the Contract 

Documents. 
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PART 2 - PRODUCTS 

2.1 PRODUCT OPTIONS 

A. Provide products that comply with the Contract Documents, are undamaged, and are new at the 

time of installation. 

1. Provide products complete with accessories, trim, finish, and other devices and 

components needed for a complete installation and the intended use and effect. 

2. Descriptive, performance, and reference standard requirements in the Specifications 

establish "salient characteristics" of products. 

B. Product Selection Procedures: 

1. Where Specifications name a single product or manufacturer, provide the item indicated 

that complies with requirements, or Owner-approved equal. 

2. Where Specifications include a list of names of products or manufacturers, provide one of 

the items indicated that complies with requirements, or Owner-approved equal. 

3. Where Specifications include a list of names of products or manufacturers, accompanied 

by the term "available products" or "available manufacturers," provide one of the named 

items that complies with requirements, or Owner-approved equal.  Comply with provisions 

for "comparable product requests" for consideration of an unnamed product. 

4. Where Specifications name a product as the "basis-of-design" and include a list of 

manufacturers, provide the named product, or Owner-approved equal.  Comply with 

provisions for "comparable product requests" for consideration of an unnamed product by 

the other named manufacturers. 

5. Where Specifications name a single product as the "basis-of-design" and no other 

manufacturers are named, provide the named product or Owner-approved equal. Comply 

with provisions for "comparable product requests" for consideration of an unnamed product 

by another manufacturer. 

C. Unless otherwise indicated, Architect will select color, pattern, and texture of each product from 

manufacturer's full range of options that includes both standard and premium items. 

PART 3 - EXECUTION (Not Applicable) 

END OF SECTION 01 60 00 
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SECTION 01 70 00 - EXECUTION AND CLOSEOUT REQUIREMENTS 

PART 1 - GENERAL 

1.1 CLOSEOUT SUBMITTALS 

A. Record Drawings:  Maintain a set of prints of the Contract Drawings as Record Drawings.  Mark 

to show actual installation where installation varies from that shown originally. 

1. Identify and date each Record Drawing; include the designation "PROJECT RECORD 

DRAWING" in a prominent location. 

B. Operation and Maintenance Data:  Submit one copy of manual.  Organize data into three-ring 

binders with identification on front and spine of each binder, and envelopes for folded drawings. 

Include the following: 

1. Manufacturer's operation and maintenance documentation. 

2. Video on CD or flashdrive of training seminar for Owner use. 

3. Maintenance and service schedules. 

4. Maintenance service contracts. 

5. Emergency instructions. 

6. Spare parts list. 

 7. Copies of warranties. 

PART 2 - PRODUCTS (Not Applicable) 

PART 3 - EXECUTION 

3.1 EXAMINATION AND PREPARATION 

A. Examine substrates and conditions for compliance with manufacturer's written requirements 

including, but not limited to, surfaces that are sound, level, plumb, smooth, clean, and free of 

deleterious substances; substrates within installation tolerances; and application conditions within 

environmental limits.  Proceed with installation only after unsatisfactory conditions have been 

corrected. 

B. Before proceeding to lay out the Work, verify layout information shown on Drawings. 

C. Take field measurements as required to fit the Work properly.  Where fabricated products are to 

be fitted to other construction, verify dimensions by field measurement before fabrication and, 

when possible, allow for fitting and trimming during installation. 

3.2 CUTTING AND PATCHING 

A. Cutting and Patching: Comply with requirements for and limitations on cutting and patching of 

construction elements. 

1. Structural Elements: When cutting and patching structural elements, notify Architect of 

locations and details of cutting and await directions from Architect before proceeding. 

Shore, brace, and support structural elements during cutting and patching. Do not cut and 

patch structural elements in a manner that could change their load-carrying capacity or 

increase deflection. 
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2. Operational Elements: Do not cut and patch operating elements and related components 

in a manner that results in reducing their capacity to perform as intended or that results in 

increased maintenance or decreased operational life or safety. 

3. Other Construction Elements: Do not cut and patch other construction elements or 

components in a manner that could change their load-carrying capacity, that results in 

reducing their capacity to perform as intended, or that results in increased maintenance or 

decreased operational life or safety. 

4. Visual Elements: Do not cut and patch construction in a manner that results in visual 

evidence of cutting and patching. Do not cut and patch exposed construction in a manner 

that would, in Architect's opinion, reduce the building's aesthetic qualities. Remove and 

replace construction that has been cut and patched in a visually unsatisfactory manner. 

 

 B. Cutting and Patching, General: Employ skilled workers to perform cutting and patching. Proceed 

with cutting and patching at the earliest feasible time, and complete without delay. 

  1. Cut in-place construction to provide for installation of other components or performance of 

other construction, and subsequently patch as required to restore surfaces to their original 

condition. 

 

 C. Protection: Protect in-place construction during cutting and patching to prevent damage. Provide 

protection from adverse weather conditions for portions of Project that might be exposed during 

cutting and patching operations. 

 

 D. Cutting: Cut in-place construction by sawing, drilling, breaking, chipping, grinding, and similar 

operations, using methods least likely to damage elements retained or adjoining construction. . 

  1. In general, use hand or small power tools designed for sawing and grinding, not hammering 

and chopping. Cut holes and slots neatly to minimum size required, and with minimum 

disturbance of adjacent surfaces. Temporarily cover openings when not in use. 

  2. Finished Surfaces: Cut or drill from the exposed or finished side into concealed surfaces. 

  3. Concrete and Masonry: Cut using a cutting machine, such as an abrasive saw or a diamond-

core drill. 

  4. Mechanical and Electrical Services: Cut off pipe or conduit in walls or partitions to be 

removed. Cap, valve, or plug and seal remaining portion of pipe or conduit to prevent 

entrance of moisture or other foreign matter after cutting. 

  5. Proceed with patching after construction operations requiring cutting are complete. 

 

 E. Patching: Patch construction by filling, repairing, refinishing, closing up, and similar operations 

following performance of other work. Patch with durable seams that are as invisible as practicable. 

Provide materials and comply with installation requirements specified in other Sections, where 

applicable. 

  1. Exposed Finishes: Restore exposed finishes of patched areas and extend finish restoration 

into retained adjoining construction in a manner that will minimize evidence of patching and 

refinishing. 

  2. Floors and Walls: Where walls or partitions that are removed extend one finished area into 

another, patch and repair floor and wall surfaces in the new space. Provide an even surface 

of uniform finish, color, texture, and appearance. Remove in-place floor and wall coverings 

and replace with new materials, if necessary, to achieve uniform color and appearance. 

  3. Ceilings: Patch, repair, or rehang in-place ceilings as necessary to provide an even-plane 

surface of uniform appearance. 

  4. Exterior Building Enclosure: Patch components in a manner that restores enclosure to a 

weathertight condition and ensures thermal and moisture integrity of building enclosure. 

. 
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3.3 INSTALLATION 

      A.      Instruct Owner's personnel in operation, adjustment, and maintenance of products, equipment,    

                and systems. 

      B. Comply with manufacturer's written instructions for installation.  Anchor each product securely in 

 place, accurately located and aligned with other portions of the Work.  Clean exposed surfaces 

 and protect from damage. 

      C.      Clean Project site and work areas daily, including common areas. 

 

3.4 FINAL CLEANING 

A.  Complete the following cleaning operations before requesting inspection for certification of 

Substantial Completion: 

1. Remove labels that are not permanent. 

2. Clean exposed finishes to a dust-free condition, free of stains, films, and foreign 

substances.  Sweep concrete floors broom clean. 

3. Vacuum clean floors in areas of Work. 

4. Wipe surfaces of mechanical and electrical equipment.  Remove excess lubrication. Clean 

plumbing fixtures.  Clean light fixtures, lamps, globes, and reflectors. 

5. Clean Project site, yard, and grounds, in areas disturbed by construction activities. Sweep 

paved areas; remove stains, spills, and foreign deposits.  Rake grounds to a smooth, even-

textured surface. 

3.5 CLOSEOUT PROCEDURES 

A. Substantial Completion:  Before requesting Substantial Completion inspection, complete the 

following: 

1. Prepare a list of items to be completed and corrected (punch list), the value of items on the 

list, and reasons why the Work is not complete. 

2. Advise Owner of pending insurance changeover requirements. 

3. Submit specific warranties, maintenance service agreements, and similar documents. 

4. Obtain and submit releases permitting Owner unrestricted use of the Work and access to 

services and utilities.  Include occupancy permits, operating certificates, and similar 

releases. 

     5.  Submit Record Drawings and Specifications, operation and maintenance manuals, and 

   similar final record information. 

     6.  Deliver tools, spare parts, extra materials, and similar items. 

     7. Complete final cleaning requirements. 

     8. Touch up and otherwise repair and restore marred exposed finishes to eliminate visual  

  defects. 

 

B. Submit a written request for inspection for Substantial Completion.  On receipt of request, 

Architect will proceed with inspection or advise Contractor of unfulfilled requirements.  Architect 

will prepare the Certificate of Substantial Completion after inspection or will advise Contractor of 

items that must be completed or corrected before certificate will be issued. C. Request inspection 

for Final Completion, once the following are complete: 

1. Submit a copy of Substantial Completion inspection list stating that each item has been 

completed or otherwise resolved for acceptance. 

 

    C. Request re-inspection when the Work identified in previous inspections as incomplete is completed 

or corrected. 
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D. Submit a written request for final inspection for acceptance.  On receipt of request, Architect will 

proceed with inspection or advise Contractor of unfulfilled requirements.  Architect will prepare 

final Certificate for Payment after inspection or will advise Contractor of items that must be 

completed or corrected before certificate will be issued. 

3.6 DEMONSTRATION AND TRAINING 

A.  Engage qualified instructors to instruct Owner's personnel to adjust, operate, and maintain 

systems, subsystems, and equipment not part of a system.  Include a detailed review of the 

following: 

1. Include instruction for basis of system design and operational requirements, review of 
documentation, emergency procedures, operations, adjustments, troubleshooting, 
maintenance, and repairs. 

END OF SECTION 01 70 00 
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SECTION 01 78 23 - OPERATION AND MAINTENANCE DATA 

PART 1 - GENERAL 

1.1 SUMMARY 

A.  Section includes administrative and procedural requirements for preparing operation and 

maintenance manuals, including the following: 

1. Operation and maintenance documentation directory. 

2. Emergency manuals. 

3. Operation manuals for systems, subsystems, and equipment. 

4. Product maintenance manuals. 

 

1.2 CLOSEOUT SUBMITTALS 

A. Manual Content: Operations and maintenance manual content is specified in individual 

Specification Sections to be reviewed at the time of Section submittals. Submit reviewed manual 

content formatted and organized as required by this Section. 

1. Where applicable, clarify and update reviewed manual content to correspond to revisions and 

field conditions. 

B. Format: Submit operations and maintenance manuals in the following format: 

1. PDF electronic file. Assemble each manual into a composite electronically indexed file. Submit 

on digital media acceptable to Owner. 

a. Name each indexed document file in composite electronic index with applicable item 

name. Include a complete electronically linked operation and maintenance directory. 

b. Enable inserted reviewer comments on draft submittals. 

2. Three paper copies. Include a complete operation and maintenance directory. Enclose title 

pages and directories in clear plastic sleeves. Owner will return two copies. 

C. Manual Submittal: Submit each manual in final form prior to requesting inspection for Substantial 

Completion and at least 15 days before commencing demonstration and training. Owner will 

return copy with comments. 

1.  Correct or revise each manual to comply with Owner's comments. Submit copies of each 

corrected manual within 15 days of receipt of Owner's comments and prior to commencing 

demonstration and training. 

PART 2 - PRODUCTS 

2.1 REQUIREMENTS FOR EMERGENCY, OPERATION, AND MAINTENANCE MANUALS 

A. Directory: Prepare a single, comprehensive directory of emergency, operation, and 
maintenance data and materials, listing items and their location to facilitate ready access to 
desired information. 

B. Organization: Unless otherwise indicated, organize each manual into a separate section for each 

system and subsystem, and a separate section for each piece of equipment not part of a system. 

Each manual shall contain the following materials, in the order listed: 

1. Title page. 

2. Table of contents. 

3. Manual contents. 

 

C. Title Page: Include the following information: 
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1. Subject matter included in manual. 

2. Name and address of Project. 

3. Name and address of Owner. 

4. Date of submittal. 

5. Name and contact information for Contractor. 

6. Name and contact information for Architect. 

7. Names and contact information for major consultants to the Owner that designed the 

systems contained in the manuals. 

8. Cross-reference to related systems in other operation and maintenance manuals. 

D. Table of Contents: List each product included in manual, identified by product name, indexed to 

the content of the volume, and cross-referenced to Specification Section number in Project 

Manual. 

E. Manual Contents: Organize into sets of manageable size. Arrange contents alphabetically by 

system, subsystem, and equipment. If possible, assemble instructions for subsystems, 

equipment, and components of one system into a single binder. 

F. Manuals, Electronic Files: Submit manuals in the form of a multiple file composite electronic PDF 

file for each manual type required. 

1. Electronic Files: Use electronic files prepared by manufacturer where available. Where 

scanning of paper documents is required, configure scanned file for minimum readable file 

size. 

2. File Names and Bookmarks: Enable bookmarking of individual documents based on file 

names. Name document files to correspond to system, subsystem, and equipment names 

used in manual directory and table of contents. Group documents for each system and 

subsystem into individual composite bookmarked files, then create composite manual, so 

that resulting bookmarks reflect the system, subsystem, and equipment names in a readily 

navigated file tree. Configure electronic manual to display bookmark panel on opening file. 

G. Manuals, Paper Copy: Submit manuals in the form of hard copy, bound and labeled volumes.  

1.  Binders: Heavy-duty, three-ring, vinyl-covered, loose-leaf binders, in thickness necessary 

to accommodate contents, sized to hold 8-1/2-by-11-inch paper; with clear plastic sleeve 

on spine to hold label describing contents and with pockets inside covers to hold folded 

oversize sheets. 

a. Identify each binder on front and spine, with printed title "OPERATION AND 

MAINTENANCE MANUAL," Project title or name, and subject matter of contents. 

Indicate volume number for multiple-volume sets. 

2. Dividers: Heavy-paper dividers with plastic-covered tabs for each section of the manual. 

Mark each tab to indicate contents. Include typed list of products and major components of 

equipment included in the section on each divider, cross-referenced to Specification 

Section number and title of Project Manual. 

3. Protective Plastic Sleeves: Transparent plastic sleeves designed to enclose diagnostic 

software storage media for computerized electronic equipment. 

4. Drawings: Attach reinforced, punched binder tabs on drawings and bind with text. 

a. If oversize drawings are necessary, fold drawings to same size as text pages and 

use as foldouts. 

b. If drawings are too large to be used as foldouts, fold and place drawings in labeled 

envelopes and bind envelopes in rear of manual. At appropriate locations in manual, 

insert typewritten pages indicating drawing titles, descriptions of contents, and 

drawing locations. 

 

2.2 EMERGENCY MANUALS 
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A. Content: Organize manual into a separate section for each of the following: 

1. Type of emergency. 

2. Emergency instructions. 

3. Emergency procedures. 

B. Type of Emergency: Where applicable for each type of emergency indicated below, include 

instructions and procedures for each system, subsystem, piece of equipment, and component: 

1. Fire. 

2. Flood. 

3. Gas leak. 

4. Water leak. 

5. Power failure. 

6. Water outage. 

7. System, subsystem, or equipment failure. 

8. Chemical release or spill. 

C. Emergency Instructions: Describe and explain warnings, trouble indications, error messages, and 

similar codes and signals. Include responsibilities of Owner's operating personnel for notification 

of Installer, supplier, and manufacturer to maintain warranties. 

D. Emergency Procedures: Include the following, as applicable: 

1. Instructions on stopping. 

2. Shutdown instructions for each type of emergency. 

3. Operating instructions for conditions outside normal operating limits. 

4. Required sequences for electric or electronic systems. 

5. Special operating instructions and procedures. 

2.3 OPERATION MANUALS 

A. Content: In addition to requirements in this Section, include operation data required in individual 

Specification Sections and the following information: 

1. System, subsystem, and equipment descriptions. Use designations for systems and 

equipment indicated on Contract Documents. 

2. Performance and design criteria if Contractor is delegated design responsibility. 

3. Operating standards. 

4. Operating procedures. 

5. Operating logs. 

6. Wiring diagrams. 

7. Control diagrams. 

8. Piped system diagrams. 

9. Precautions against improper use. 

10.      License requirements including inspection and renewal dates. 

 

B. Descriptions: Include the following: 

1. Product name and model number. Use designations for products indicated on Contract 

Documents. 

2. Manufacturer's name. 

3. Equipment identification with serial number of each component. 

4. Equipment function. 

5. Operating characteristics. 

6. Limiting conditions. 

7. Performance curves. 
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8. Engineering data and tests. 

9. Complete nomenclature and number of replacement parts. 

 

C. Operating Procedures: Include the following, as applicable: 

1. Startup procedures. 

2. Equipment or system break-in procedures. 

3. Routine and normal operating instructions. 

4. Regulation and control procedures. 

5. Instructions on stopping. 

6. Normal shutdown instructions. 

7. Seasonal and weekend operating instructions. 

8. Required sequences for electric or electronic systems. 

9. Special operating instructions and procedures. 

D. Systems and Equipment Controls: Describe the sequence of operation, and diagram controls as 

installed. 

E. Piped Systems: Diagram piping as installed, and identify color-coding where required for 

identification. 

2.4 PRODUCT MAINTENANCE MANUALS 

A. Content: Organize manual into a separate section for each product, material, and finish. Include 
source information, product information, maintenance procedures, repair materials and sources, 
and warranties and bonds, as described below. 

B. Source Information: List each product included in manual, identified by product name and 

arranged to match manual's table of contents. For each product, list name, address, and 

telephone number of Installer or supplier and maintenance service agent, and cross-reference 

Specification Section number and title in Project Manual. 

C. Product Information: Include the following, as applicable: 

1. Product name and model number. 

2. Manufacturer's name. 

3.  Color, pattern, and texture. 

4. Material and chemical composition. 

5. Reordering information for specially manufactured products. 

 

D. Maintenance Procedures: Include manufacturer's written recommendations and the following: 

1. Inspection procedures. 

2. Types of cleaning agents to be used and methods of cleaning. 

3. List of cleaning agents and methods of cleaning detrimental to product. 

4. Schedule for routine cleaning and maintenance. 

5. Repair instructions. 

E. Repair Materials and Sources: Include lists of materials and local sources of materials and related 

services. 

F. Warranties and Bonds: Include copies of warranties and bonds and lists of circumstances and 

conditions that would affect validity of warranties or bonds. 

2.5 SYSTEMS AND EQUIPMENT MAINTENANCE MANUALS 
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A. Content: For each system, subsystem, and piece of equipment not part of a system, include 

source information, manufacturers' maintenance documentation, maintenance procedures, 

maintenance and service schedules, spare parts list and source information, maintenance service 

contracts, and warranty and bond information, as described below. 

B. Source Information: List each system, subsystem, and piece of equipment included in manual, 

identified by product name and arranged to match manual's table of contents. For each product, 

list name, address, and telephone number of Installer or supplier and maintenance service agent, 

and cross-reference Specification Section number and title in Project Manual. 

C. Manufacturers' Maintenance Documentation: Manufacturers' maintenance documentation 

including the following information for each component part or piece of equipment: 

1. Standard maintenance instructions and bulletins. 

2. Drawings, diagrams, and instructions required for maintenance, including disassembly and 

component removal, replacement, and assembly. 

3. Identification and nomenclature of parts and components. 

4. List of items recommended to be stocked as spare parts. 

D. Maintenance Procedures: Include the following information and items that detail essential 

maintenance procedures: 

1. Test and inspection instructions. 

2. Troubleshooting guide. 

3. Precautions against improper maintenance. 

4. Disassembly; component removal, repair, and replacement; and reassembly instructions. 

5. Aligning, adjusting, and checking instructions. 

6. Demonstration and training video recording, if available. 

E. Maintenance and Service Schedules: Include service and lubrication requirements, list of required 

lubricants for equipment, and separate schedules for preventive and routine maintenance and 

service with standard time allotment. Spare Parts List and Source Information: Include lists of 

replacement and repair parts, with parts identified and cross-referenced to manufacturers' 

maintenance documentation and local sources of maintenance materials and related services. 

F. Maintenance Service Contracts: Include copies of maintenance agreements with name and 

telephone number of service agent. 

G. Warranties and Bonds: Include copies of warranties and bonds and lists of circumstances and 

conditions that would affect validity of warranties or bonds. 

PART 3 - EXECUTION 

3.1 MANUAL PREPARATION 

A. Emergency Manual: Assemble a complete set of emergency information indicating procedures 

for use by emergency personnel and by Owner's operating personnel for types of emergencies 

indicated. 

B. Product Maintenance Manual: Assemble a complete set of maintenance data indicating care and 

maintenance of each product, material, and finish incorporated into the Work. 

C. Operation and Maintenance Manuals: Assemble a complete set of operation and maintenance 

data indicating operation and maintenance of each system, subsystem, and piece of equipment 

not part of a system. 
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D. Manufacturers' Data: Where manuals contain manufacturers' standard printed data, include only 

sheets pertinent to product or component installed. Mark each sheet to identify each product or 

component incorporated into the Work. If data include more than one item in a tabular format, 

identify each item using appropriate references from the Contract Documents. Identify data 

applicable to the Work and delete references to information not applicable. 

E. Drawings: Prepare drawings supplementing manufacturers' printed data to illustrate the 

relationship of component parts of equipment and systems and to illustrate control sequence and 

flow diagrams. Coordinate these drawings with information contained in record Drawings to 

ensure correct illustration of completed installation. 

1. Do not use original project record documents as part of operation and maintenance 

manuals. 

END OF SECTION 017823 
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SECTION 01 78 39 - PROJECT RECORD DOCUMENTS 

PART 1 - GENERAL 

1.1 SUMMARY 

A. Section includes administrative and procedural requirements for project record documents, 
including the following: 
1. Record Drawings. 
2. Record Specifications. 
3. Record Product Data. 

B. Related Requirements: 
1. Section 01 78 23 "Operation and Maintenance Data" for operation and maintenance 

manual requirements. 

1.2 CLOSEOUT SUBMITTALS 

A. Record Drawings: Comply with the following: 
1. Number of Copies: Submit copies of record Drawings as follows: 

a. Initial Submittal: 
1) Submit PDF electronic files of scanned record prints and one set(s) of file 

prints. 
2) Owner will indicate whether general scope of changes, additional 

information recorded, and quality of drafting are acceptable. 
b. Final Submittal: 

1) Submit PDF electronic files of scanned record prints and one set(s) of prints. 
2) Print each drawing, whether or not changes and additional information were 

recorded. 

B. Record Specifications: Submit one paper copy and annotated PDF electronic files of Project's 
Specifications, including addenda and contract modifications. 

C. Record Product Data: Submit one paper copy and annotated PDF electronic files and 
directories of each submittal. 

PART 2 - PRODUCTS 

2.1 RECORD DRAWINGS 

A. Record Prints: Maintain one set of marked-up paper copies of the Contract Drawings and Shop 
Drawings, incorporating new and revised Drawings as modifications are issued. 
1. Preparation: Mark record prints to show the actual installation where installation varies 

from that shown originally. Require individual or entity who obtained record data, whether 
individual or entity is Installer, subcontractor, or similar entity, to provide information for 
preparation of corresponding marked-up record prints. 
a. Give particular attention to information on concealed elements that would be 

difficult to identify or measure and record later. 
b. Record data as soon as possible after obtaining it. 
c. Record and check the markup before enclosing concealed installations. 

2. Mark the Contract Drawings and Shop Drawings completely and accurately. Use 
personnel proficient at recording graphic information in production of marked-up record 
prints. 
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3. Mark record sets with erasable, red-colored pencil. Use other colors to distinguish 
between changes for different categories of the Work at same location. 

4. Note Construction Change Directive numbers, alternate numbers, Change Order 
numbers, and similar identification, where applicable. 

B. Record Digital Data Files: Immediately before inspection for Certificate of Substantial 
Completion, review marked-up record prints with Owner. When authorized, prepare a full set of 
corrected digital data files of the Contract Drawings, as follows: 
1. Format: Annotated PDF electronic file with comment function enabled. 
2. Incorporate changes and additional information previously marked on record prints. 

Delete, redraw, and add details and notations where applicable. 
3. Refer instances of uncertainty to Owner for resolution. 

C. Format: Identify and date each record Drawing; include the designation "PROJECT RECORD 
DRAWING" in a prominent location. 
1. Record Prints: Organize record prints and newly prepared record Drawings into 

manageable sets. Bind each set with durable paper cover sheets. Include identification 
on cover sheets. 

2. Format: Annotated PDF electronic file with comment function enabled. 
3. Record Digital Data Files: Organize digital data information into separate electronic files 

that correspond to each sheet of the Contract Drawings. Name each file with the sheet 
identification. Include identification in each digital data file. 

4. Identification: As follows: 
a. Project name. 
b. Date. 
c. Designation "PROJECT RECORD DRAWINGS." 
d. Name of Owner. 
e. Name of Contractor. 

2.2 RECORD SPECIFICATIONS 

A. Preparation: Mark Specifications to indicate the actual product installation where installation 
varies from that indicated in Specifications, addenda, and contract modifications. 
1. Give particular attention to information on concealed products and installations that 

cannot be readily identified and recorded later. 
2. Mark copy with the proprietary name and model number of products, materials, and 

equipment furnished, including substitutions and product options selected. 
3. Record the name of manufacturer, supplier, Installer, and other information necessary to 

provide a record of selections made. 
4. Note related Change Orders, record Product Data, and record Drawings where 

applicable. 

B. Format: Submit record Specifications as annotated PDF electronic file. 

2.3 RECORD PRODUCT DATA 

A. Preparation: Mark Product Data to indicate the actual product installation where installation 
varies substantially from that indicated in Product Data submittal. 
1. Give particular attention to information on concealed products and installations that 

cannot be readily identified and recorded later. 
2. Include significant changes in the product delivered to Project site and changes in 

manufacturer's written instructions for installation. 
3. Note related Change Orders, record Specifications, and record Drawings where 

applicable. 
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B. Format: Submit record Product Data as annotated PDF electronic file. 

2.4 MISCELLANEOUS RECORD SUBMITTALS 

A. Assemble miscellaneous records required by other Specification Sections for miscellaneous 
record keeping and submittal in connection with actual performance of the Work. Bind or file 
miscellaneous records and identify each, ready for continued use and reference. 

B. Format: Submit miscellaneous record submittals as PDF electronic file. 

PART 3 - EXECUTION 

3.1 RECORDING AND MAINTENANCE 

A. Recording: Maintain one copy of each submittal during the construction period for project record 
document purposes. Post changes and revisions to project record documents as they occur; do 
not wait until end of Project. 

B. Maintenance of Record Documents and Samples: Store record documents and Samples in the 
field office apart from the Contract Documents used for construction. Do not use project record 
documents for construction purposes. Maintain record documents in good order and in a clean, 
dry, legible condition, protected from deterioration and loss. Provide access to project record 
documents for Owner's reference during normal working hours. 

END OF SECTION 01 78 39 
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SECTION 02 41 19 - SELECTIVE DEMOLITION 

PART 1 - GENERAL 

1.1 SUMMARY 

A. Section Includes: 
1. Demolition and removal of selected portions of building or structure. 
2. Salvage of existing items to be reused or recycled. 

B. Related Requirements: 
1. Section 01 73 00 "Execution" for cutting and patching procedures. 
2. Section 01 35 16 "Alteration Project Procedures" for general protection and work 

procedures for alteration projects. 

1.2 DEFINITIONS 

A. Remove: Detach items from existing construction and dispose of them off-site unless indicated 
to be salvaged or reinstalled. 

B. Remove and Salvage: Detach items from existing construction, in a manner to prevent damage, 
and store where directed by Owner. 

C. Remove and Reinstall: Detach items from existing construction, in a manner to prevent 
damage, prepare for reuse, and reinstall where indicated. 

D. Existing to Remain: Leave existing items that are not to be removed and that are not otherwise 
indicated to be salvaged or reinstalled. 

E. Dismantle: To remove by disassembling or detaching an item from a surface, using gentle 
methods and equipment to prevent damage to the item and surfaces; disposing of items unless 
indicated to be salvaged or reinstalled. 

1.3 MATERIALS OWNERSHIP 

A. Unless otherwise indicated, demolition waste becomes property of Contractor. 

B. Historic items, relics, antiques, and similar objects including, but not limited to, cornerstones and 
their contents, commemorative plaques and tablets, and other items of interest or value to 
Owner that may be uncovered during demolition remain the property of Owner. 
1. Carefully salvage in a manner to prevent damage and promptly return to Owner. 

1.4 QUALITY ASSURANCE 

A. Protection Measures: Coordinate with Owner to protect individuals and property, for 
environmental protection , for dust control and , for noise control.  Provide construction barriers. 

B. Schedule of Selective Demolition Activities: Coordinate the following with Owner: 
1. Detailed sequence of selective demolition and removal work, with starting and ending 

dates for each activity. Ensure Owner's on-site operations are uninterrupted. 
2. Interruption of utility services. Indicate how long utility services will be interrupted. 
3. Coordination for shutoff, capping, and continuation of utility services. 
4. Use of elevator and stairs. 
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5. Coordination of Owner's continuing occupancy of portions of existing building and of 
Owner's partial occupancy of completed Work. 

C. Predemolition Photographs or Video: Show existing conditions of adjoining construction, 
including finish surfaces, that might be misconstrued as damage caused by salvage and 
demolition operations. Comply with Section 01 32 33 "Photographic Documentation." Submit 
before Work begins. 

D. Warranties: Documentation indicating that existing warranties are still in effect after completion 
of selective demolition. 

1.5 CLOSEOUT SUBMITTALS 

A. Inventory: Submit a list of items that have been removed and salvaged. 

1.6 FIELD CONDITIONS 

A. Owner will occupy portions of building immediately adjacent to selective demolition area. 
Conduct selective demolition so Owner's operations will not be disrupted. 

B. Conditions existing at time of inspection for bidding purpose will be maintained by Owner as far 
as practical. 

C. Notify Owner and Architect of discrepancies between existing conditions and Drawings before 
proceeding with selective demolition. 

D. Hazardous Materials: It is not expected that hazardous materials will be encountered in the 
Work. 
1. If suspected hazardous materials are encountered, do not disturb; immediately notify 

Architect and Owner. Hazardous materials will be removed by Owner under a separate 
contract. 

E. Storage or sale of removed items or materials on-site is not permitted. 

F. Utility Service: Maintain existing utilities indicated to remain in service and protect them against 
damage during selective demolition operations. 
1. Maintain fire-protection facilities in service during selective demolition operations. 

1.7 COORDINATION 

A. Arrange selective demolition schedule so as not to interfere with Owner's operations. 

PART 2 - PRODUCTS 

2.1 PERFORMANCE REQUIREMENTS 

A. Regulatory Requirements: Comply with governing EPA notification regulations before beginning 
selective demolition. Comply with hauling and disposal regulations of authorities having 
jurisdiction. 

B. Standards: Comply with ANSI/ASSP A10.6 and NFPA 241. 
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PART 3 - EXECUTION 

3.1 EXAMINATION 

A. Verify that utilities have been disconnected and capped before starting selective demolition 
operations. 

B. Review Project Record Documents of existing construction or other existing condition and 
hazardous material information provided by Owner. Owner does not guarantee that existing 
conditions are same as those indicated in Project Record Documents. 

C. Perform an engineering survey of condition of building to determine whether removing any 
element might result in structural deficiency or unplanned collapse of any portion of structure or 
adjacent structures during selective building demolition operations. 
1. Perform surveys as the Work progresses to detect hazards resulting from selective 

demolition activities. 

D. Survey of Existing Conditions: Record existing conditions by use of measured drawings, 
preconstruction photographs or video, and templates. 
1. Inventory and record the condition of items to be removed and salvaged. 
2. Before selective demolition or removal of existing building elements that will be 

reproduced or duplicated in final Work, make permanent record of measurements, 
materials, and construction details required to make exact reproduction. 

3.2 UTILITY SERVICES AND MECHANICAL/ELECTRICAL SYSTEMS 

A. Existing Services/Systems to Remain: Maintain services/systems indicated to remain and 
protect them against damage. 

B. Existing Services/Systems to Be Removed, Relocated, or Abandoned: Locate, identify, 
disconnect, and seal or cap off utility services and mechanical/electrical systems serving areas 
to be selectively demolished. 
1. Owner will arrange to shut off indicated services/systems when requested by Contractor. 
2. If services/systems are required to be removed, relocated, or abandoned, provide 

temporary services/systems that bypass area of selective demolition and that maintain 
continuity of services/systems to other parts of building. 

3. Disconnect, demolish, and remove fire-suppression systems, plumbing, and HVAC 
systems, equipment, and components indicated on Drawings to be removed. 
a. Piping to Be Removed: Remove portion of piping indicated to be removed and cap 

or plug remaining piping with same or compatible piping material. 
b. Piping to Be Abandoned in Place: Drain piping and cap or plug piping with same or 

compatible piping material and leave in place. 
c. Equipment to Be Removed: Disconnect and cap services and remove equipment. 
d. Equipment to Be Removed and Reinstalled: Disconnect and cap services and 

remove, clean, and store equipment; when appropriate, reinstall, reconnect, and 
make equipment operational. 

e. Equipment to Be Removed and Salvaged: Disconnect and cap services and 
remove equipment and deliver to Owner. 

f. Ducts to Be Removed: Remove portion of ducts indicated to be removed and plug 
remaining ducts with same or compatible ductwork material. 

g. Ducts to Be Abandoned in Place: Cap or plug ducts with same or compatible 
ductwork material and leave in place. 
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3.3 PROTECTION 

A. Temporary Protection: Provide temporary barricades and other protection required to prevent 
injury to people and damage to adjacent buildings and facilities to remain. 
1. Provide protection to ensure safe passage of people around selective demolition area 

and to and from occupied portions of building. 
2. Provide temporary weather protection, during interval between selective demolition of 

existing construction on exterior surfaces and new construction, to prevent water leakage 
and damage to structure and interior areas. 

3. Protect walls, ceilings, floors, and other existing finish work that are to remain or that are 
exposed during selective demolition operations. 

4. Cover and protect furniture, furnishings, and equipment that have not been removed. 
5. Comply with requirements for temporary enclosures, dust control, heating, and cooling 

specified in Section 01 50 00 "Temporary Facilities and Controls." 

B. Temporary Shoring: Design, provide, and maintain shoring, bracing, and structural supports as 
required to preserve stability and prevent movement, settlement, or collapse of construction and 
finishes to remain, and to prevent unexpected or uncontrolled movement or collapse of 
construction being demolished. 
1. Strengthen or add new supports when required during progress of selective demolition. 

C. Remove temporary barricades and protections where hazards no longer exist. 

3.4 SELECTIVE DEMOLITION, GENERAL 

A. General: Demolish and remove existing construction only to the extent required by new 
construction and as indicated. Use methods required to complete the Work within limitations of 
governing regulations and as follows: 
1. Proceed with selective demolition systematically, from higher to lower level. Complete 

selective demolition operations above each floor or tier before disturbing supporting 
members on the next lower level. 

2. Neatly cut openings and holes plumb, square, and true to dimensions required. Use 
cutting methods least likely to damage construction to remain or adjoining construction. 
Use hand tools or small power tools designed for sawing or grinding, not hammering and 
chopping. Temporarily cover openings to remain. 

3. Cut or drill from the exposed or finished side into concealed surfaces to avoid marring 
existing finished surfaces. 

4. Do not use cutting torches until work area is cleared of flammable materials. At 
concealed spaces, such as duct and pipe interiors, verify condition and contents of 
hidden space before starting flame-cutting operations. Maintain portable fire-suppression 
devices during flame-cutting operations. 

5. Maintain fire watch during and after flame-cutting operations. 
6. Maintain adequate ventilation when using cutting torches. 
7. Remove decayed, vermin-infested, or otherwise dangerous or unsuitable materials and 

promptly dispose of off-site. 
8. Remove structural framing members and lower to ground by method suitable to avoid 

free fall and to prevent ground impact or dust generation. 
9. Locate selective demolition equipment and remove debris and materials so as not to 

impose excessive loads on supporting walls, floors, or framing. 
10. Dispose of demolished items and materials promptly. 

B. Site Access and Temporary Controls: Conduct selective demolition and debris-removal 
operations to ensure minimum interference with roads, streets, walks, walkways, and other 
adjacent occupied and used facilities. 
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C. Removed and Salvaged Items: 
1. Clean salvaged items. 
2. Pack or crate items after cleaning. Identify contents of containers. 
3. Store items in a secure area until delivery to Owner. 
4. Transport items to Owner's storage area designated by Owner. 
5. Protect items from damage during transport and storage. 

D. Removed and Reinstalled Items: 
1. Clean and repair items to functional condition adequate for intended reuse. 
2. Pack or crate items after cleaning and repairing. Identify contents of containers. 
3. Protect items from damage during transport and storage. 
4. Reinstall items in locations indicated. Comply with installation requirements for new 

materials and equipment. Provide connections, supports, and miscellaneous materials 
necessary to make item functional for use indicated. 

E. Existing Items to Remain: Protect construction indicated to remain against damage and soiling 
during selective demolition.  

3.5 SELECTIVE DEMOLITION PROCEDURES FOR SPECIFIC MATERIALS 

A. Concrete: Demolish in sections. Cut concrete full depth at junctures with construction to remain 
and at regular intervals using power-driven saw, and then remove concrete between saw cuts. 

B. Masonry: Demolish in small sections. Cut masonry at junctures with construction to remain, 
using power-driven saw, and then remove masonry between saw cuts. 

C. Resilient Floor Coverings: Remove floor coverings and adhesive according to recommendations 
in RFCI's "Recommended Work Practices for the Removal of Resilient Floor Coverings." Do not 
use methods requiring solvent-based adhesive strippers. 

3.6 DISPOSAL OF DEMOLISHED MATERIALS 

A. Remove demolition waste materials from Project site and dispose of them in an EPA-approved 
construction and demolition waste landfill acceptable to authorities having jurisdiction. 
1. Do not allow demolished materials to accumulate on-site. 
2. Remove and transport debris in a manner that will prevent spillage on adjacent surfaces 

and areas. 
3. Remove debris from elevated portions of building by chute, hoist, or other device that will 

convey debris to grade level in a controlled descent. 

B. Burning: Do not burn demolished materials. 

3.7 CLEANING 

A. Clean adjacent structures and improvements of dust, dirt, and debris caused by selective 
demolition operations. Return adjacent areas to condition existing before selective demolition 
operations began. 

END OF SECTION 02 41 19 
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SECTION 02 41 26 - SELECTIVE ELECTRICAL DEMOLITION 

PART 1 - GENERAL 

1.1 SUMMARY 

A. Section Includes: 
1. Removal of existing electrical equipment, wiring, and conduit in areas to be remodeled; 

removal of designated construction; dismantling, cutting and alterations for completion of 
the Work.  

B. Disposal of materials. 
1. Storage of removed materials. 
2. Identification of utilities. 
3. Salvaged items. 
4. Protection of items to remain as indicated on Drawings. 
5. Relocate existing equipment to accommodate construction. 

1.2 PRE-INSTALLATION MEETINGS 

A. Convene minimum one week prior to commencing work of this section. 

1.3 SCHEDULING 

A. Schedule work to coincide with renovation schedule. 

B. Cease operations immediately when structure appears to be in danger and notify 
Architect/Engineer. Do not resume operations until directed. 

1.4 COORDINATION 

A. Conduct demolition to minimize interference with adjacent building areas. 

B. Coordinate demolition work with general contractor and other trades. 

C. Coordinate and sequence demolition so as not to cause shutdown of operation of surrounding 
areas. 

D. Shut-down Periods: 
1. Arrange timing of shut-down periods of in service panels with Owner.  Do not shut down 

any utility without prior written approval. 
2. Keep shut-down period to minimum or use intermittent period as directed by Owner. 
3. Maintain life-safety systems in full operation in occupied facilities or provide notice 

minimum one week in advance. 
4. Identify salvage items in cooperation with Owner. 

1.5 REGULATORY REQUIREMENTS 

A. Conform to Health/Life Safety Code for Public Schools. 

B. Conform to (IMC) International Mechanical Code.  (2015) 
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C. Conform to (IBC) International Building Code.  (2015) 

D. Conform to (IFC) International Fire Code, excluding Chapter 4.  (2015) 

E. Conform to State of Illinois Plumbing Code.  (2014) 

F. Conform to Illinois Accessibility Code.  (71 IL Adm. Code 400) 

G. Conform to (IECC) International Energy Conservation Code.  (2015) 

H. Conform to (IFGC) International Fuel Gas Code.  (2015) 

I. Conform to (IPMC) International Property Maintenance Code.  (2015) 

J. Conform to Illinois State Fire Marshal's Boiler and Pressure Vessel Safety.  (41 IL Adm. Code 
120) 

K. Conform to (ICC) International Code Council Reference Standards.  (2015) 

L. Conform to (NFPA) National Fire Protection Association 70 National Electrical Code.  (2014) 

M. Products:  Listed and classified by Underwriter's Laboratories, Inc. as suitable for the purpose 
specified and indicated. 

PART 2 - PRODUCTS (Not Used) 

PART 3 - EXECUTION 

3.1 EXAMINATION 

A. Verify existing conditions before starting work. 

B. Verify wiring and equipment indicated to be demolished serve only abandoned facilities. 

C. Verify termination points for demolished services. 

D. Verify field measurements and circuiting arrangements as shown on Drawings. 

E. Demolition Drawings are based on casual field observation and existing record documents.  
Report discrepancies to Architect/Engineer before disturbing existing installation. 

F. Contractor shall provide all investigative work required to trace out and identify source of 
existing loads including those which are to remain after demolition. 

G. Beginning of demolition means installer accepts existing conditions. 

3.2 PREPARATION 

A. Erect, and maintain temporary safeguards, including warning signs and lights, barricades, and 
similar measures, for protection of the public, Owner, Contractor’s employees, and existing 
improvements to remain. 

B. Temporary egress signage and emergency lighting. 
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C. Disconnect electrical systems in walls, floors, and ceilings scheduled for removal or as required. 

D. Coordinate utility service outages with school district shut-down schedule, Construction 
Manager and Utility Company. 

E. Provide temporary wiring and connections to maintain existing systems in service during 
construction.  Provide a permanent solution to maintain systems upon completion of 
construction. 

F. Contractor shall remove existing electrical devices, fixtures, equipment, etc. as required to 
accommodate the renovation.  It shall be this contractor’s responsibility to maintain power to 
existing downstream items which remain active after the demolition.  Provide all necessary 
conduit, wiring, cutting and patching, etc. 

G. Perform all demolition of ceiling, wall and floor surfaces per the requirements of Specification 
Division 02 - Selective Demolition. 

H. Existing Electrical Service:  Maintain existing system in service.  Disable system only to make 
switchovers and connections.  Obtain permission from Owner and construction manager at 
least one week before partially or completely disabling system.  System shutdown shall occur 
only during an Owner approved shutdown period.  Minimize outage duration.  Make temporary 
connections to maintain service in areas adjacent to work area. 

I. Existing Fire Alarm System:  Maintain existing system in service.  Notify Owner and local fire 
service at least 24 hours before partially or completely disabling system.  All Fire Alarm devices, 
cabling, conduit and boxes to be removed as required to accommodate the renovation and 
addition projects. 

J. Existing Information (Data/Voice) System:  All information systems, devices, cabling, conduit 
and boxes to be removed as required to accommodate the renovation and addition projects. 

K. Existing Sound/Paging System:  All sound/paging system devices, cabling, conduit and boxes 
to be removed as required to accommodate the renovation and addition projects. 

3.3 DEMOLITION 

A. Demolition Drawings are based on casual field observation and existing record documents. 
Report discrepancies to Architect/Engineer before disturbing existing installation. 

B. Remove exposed abandoned conduit including abandoned conduit above accessible ceiling 
finishes. Cut embedded conduit flush with walls, floors, and patch surfaces. 

C. Remove conduit, wire, boxes, and fastening devices to avoid any interference with new 
installation. 

D. Disconnect electrical systems in walls, floors, and ceilings scheduled for removal. 

E. Reconnect equipment being disturbed by renovation work and required for continue service to 
previous source if remaining or nearest available panel. 

F. Disconnect or shut off service to areas where electrical work is to be removed. Remove 
electrical fixtures, equipment, and related switches, outlets, conduit and wiring which are not 
part of final project. 
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G. Install temporary wiring and connections to maintain existing systems in service during 
construction. 

H. Perform work on energized equipment or circuits with experienced and trained personnel. 

I. Remove, relocate, and extend existing installations to accommodate new construction. 

J. Repair adjacent construction and finishes damaged during demolition and extension work. 

K. Remove exposed abandoned grounding and bonding components, fasteners and supports, and 
electrical identification components, including abandoned components above accessible ceiling 
finish. Cut embedded support elements flush with walls and floors. 

L. Clean and repair existing equipment to remain or to be reinstalled. 

M. Protect and retain power to existing active equipment remaining. 

3.4 EXISTING PANELBOARDS 

A. Ring out circuits in existing panel affected by the Work. Where additional circuits are needed, 
reuse circuits available for reuse. Install new breakers. 

B. Tag unused circuits as spare. 

C. Where existing circuits are indicated to be reused, use sensing measuring devices to verify 
circuits feeding Project area or are not in use. 

D. Remove existing wire no longer in use from panel to equipment. 

E. Provide new updated directories where more than three circuits have been modified or rewired. 

3.5 SALVAGE ITEMS 

A. Remove and protect items indicated on Drawings to be salvaged and turn over to Owner. 

B. Items of salvageable value may be removed as work progresses. Transport salvaged items 
from site as they are removed to location as directed by Owner. 

3.6 REUSABLE ELECTRICAL EQUIPMENT 

A. Carefully remove equipment, materials, or fixtures which are to be reused. 

B. Disconnect, remove, or relocate existing electrical material and equipment interfering with new 
installation. 

C. Relocate existing lighting fixtures as indicated on Drawings. Clean fixtures and re-lamp. Test 
fixture to see if it is in good working condition before installation at new location. 

3.7 CLEANING 

A. Remove demolished materials as work progresses. Legally dispose. 

B. Keep workplace neat. 
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C. Clean and repair existing materials and equipment which are to be reused. 

D. Panelboards:  Clean exposed surfaces and check tightness of electrical connections.  Replace 
damaged circuit breakers and provide closure plates for vacant positions.  Provide typed circuit 
directory showing revised circuiting arrangement. 

3.8 PROTECTION OF FINISHED WORK 

A. Do not permit traffic over unprotected floor surface. 

B. Coordinate floor protection with General Contractor or Construction Manager. 
 
 
END OF SECTION 02 41 26 
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SECTION 05 50 00 - METAL FABRICATIONS 

PART 1 - GENERAL 

1.1 SUMMARY 

A. Section Includes but is not limited to: 
1. Concealed overhead steel support assembly for operable partition. 

1.2 ACTION SUBMITTALS 

A. Shop Drawings: Show fabrication and installation details. Include plans, elevations, sections, 
and details of metal fabrications and their connections. Show anchorage and accessory items. 

PART 2 - PRODUCTS 

2.1 METALS 

A. Metal Surfaces, General: Provide materials with smooth, flat surfaces unless otherwise 
indicated. For metal fabrications exposed to view in the completed Work, provide materials 
without seam marks, roller marks, rolled trade names, or blemishes. 

B. Steel Plates, Shapes, and Bars: ASTM A36/A36M. 

2.2 MISCELLANEOUS MATERIALS 

A. Universal Shop Primer: Fast-curing, lead- and chromate-free, universal modified-alkyd primer 
complying with MPI#79 and compatible with topcoat. 

2.3 FABRICATION, GENERAL 

A. Shop Assembly: Preassemble items in the shop to greatest extent possible. Disassemble units 
only as necessary for shipping and handling limitations. Use connections that maintain 
structural value of joined pieces. Clearly mark units for reassembly and coordinated installation. 

2.4 MISCELLANEOUS FRAMING AND SUPPORTS 

A. Fabricate units from steel shapes, plates, and bars of welded construction unless otherwise 
indicated. Fabricate to sizes, shapes, and profiles indicated and as necessary to receive 
adjacent construction. 

2.5 GENERAL FINISH REQUIREMENTS 

A. Finish metal fabrications after assembly. 

2.6 STEEL AND IRON FINISHES 

A. Shop prime iron and steel items 
1. Shop prime with universal shop primer. 

B. Preparation for Shop Priming: Prepare surfaces to comply with SSPC-SP 3, "Power Tool 
Cleaning." 
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C. Shop Priming: Apply shop primer to comply with SSPC-PA 1, "Paint Application Specification 
No. 1: Shop, Field, and Maintenance Painting of Steel," for shop painting. 

PART 3 - EXECUTION 

3.1 INSTALLATION, GENERAL 

A. Cutting, Fitting, and Placement: Perform cutting, drilling, and fitting required for installing metal 
fabrications. Set metal fabrications accurately in location, alignment, and elevation; with edges 
and surfaces level, plumb, true, and free of rack; and measured from established lines and 
levels. 

B. Fastening to In-Place Construction: Provide anchorage devices and fasteners where metal 
fabrications are required to be fastened to in-place construction.  

3.2 INSTALLATION OF MISCELLANEOUS FRAMING AND SUPPORTS 

A. Install framing and supports to comply with requirements of items being supported, including 
manufacturers' written instructions and requirements indicated on Shop Drawings. 

B. Anchor supports for operable partitions securely to, and rigidly brace from, building structure. 

END OF SECTION 05 50 00 
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SECTION 06 10 53 - MISCELLANEOUS ROUGH CARPENTRY 

PART 1 - GENERAL 

1.1 SUMMARY 

A. Section Includes: 
1. Wood blocking and nailers. 
2. Plywood backing panels. 

1.2 ACTION SUBMITTALS 

A. Product Data: For each type of process and factory-fabricated product. 

1.3 INFORMATIONAL SUBMITTALS 

A. Evaluation Reports: For the following, from ICC-ES: 
1. Fire-retardant-treated wood. 

PART 2 - PRODUCTS 

2.1 FIRE-RETARDANT-TREATED MATERIALS 

A. Fire-Retardant-Treated Lumber and Plywood by Pressure Process: Products with a flame-
spread index of 25 or less when tested according to ASTM E 84, and with no evidence of 
significant progressive combustion when the test is extended an additional 20 minutes, and with 
the flame front not extending more than 10.5 feet beyond the centerline of the burners at any 
time during the test. 
1. Interior Type A: Treated materials shall have a moisture content of 28 percent or less 

when tested according to ASTM D 3201 at 92 percent relative humidity. Use where 
exterior type is not indicated. 

B. Kiln-dry lumber after treatment to a maximum moisture content of 19 percent. Kiln-dry plywood 
after treatment to a maximum moisture content of 15 percent. 

C. Identify fire-retardant-treated wood with appropriate classification marking of qualified testing 
agency. 

D. Application: Treat items indicated on Drawings, and the following: 
1. Concealed blocking. 
2. Plywood backing panels. 

2.2 PLYWOOD BACKING PANELS 

A. Equipment Backing Panels: Plywood, DOC PS 1, Exposure 1, C-D Plugged, fire-retardant 
treated, in thickness indicated or, if not indicated, not less than 1/2-inch nominal thickness. 
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PART 3 - EXECUTION 

3.1 INSTALLATION, GENERAL 

A. Set carpentry to required levels and lines, with members plumb, true to line, cut, and fitted. Fit 
carpentry accurately to other construction. Locate nailers, blocking, and similar supports to 
comply with requirements for attaching other construction. 

B. Fasten plywood backing panels by fastening to substrates; coordinate locations with utilities 
requiring backing panels. Install fire-retardant-treated plywood backing panels with classification 
marking of testing agency exposed to view. 

END OF SECTION 06 10 53 
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SECTION 06 41 16 - PLASTIC-LAMINATE-CLAD ARCHITECTURAL CABINETS 

PART 1 - GENERAL 

1.1 SUMMARY 

A. Section Includes: 
1. Plastic-laminate-clad architectural cabinets. 
2. Cabinet hardware and accessories. 
3. Wood furring, blocking, shims, and hanging strips for installing plastic-laminate-clad 

architectural cabinets that are not concealed within other construction. 

1.2 ACTION SUBMITTALS 

A. Product Data: For each type of product. 

B. Shop Drawings: 
1. Include plans, elevations, sections, and attachment details. 

C. Samples: For each exposed product and for each color and texture specified. 

1.3 FIELD CONDITIONS 

A. Environmental Limitations with Humidity Control: Do not deliver or install cabinets until wet-work 
is complete, and HVAC system is operating and maintaining temperature between 60 and 90 
deg F and relative humidity between 25 and 55 percent during the remainder of the construction 
period. 

PART 2 - PRODUCTS 

2.1 PLASTIC-LAMINATE-CLAD ARCHITECTURAL CABINETS 

A. Quality Standard: Unless otherwise indicated, comply with the Architectural Woodwork 
Standards for grades of cabinets indicated for construction, finishes, installation, and other 
requirements. 

B. Architectural Woodwork Standards Grade:  Custom. 

C. Type of Construction:  Frameless. 

D. Door and Drawer-Front Style:  Flush overlay. 

E. High-Pressure Decorative Laminate: NEMA LD 3, grades as indicated or if not indicated, as 
required by quality standard. 

F. Laminate Cladding for Exposed Surfaces: 
1. Horizontal Surfaces:  Grade HGS. 
2. Vertical Surfaces:  Grade VGS. 
3. Edges:  PVC edge banding, 3.0 mm thick, matching laminate in color, pattern, and finish. 

G. Concealed Backs of Panels with Exposed Plastic-Laminate Surfaces: High-pressure decorative 
laminate, NEMA LD 3, Grade BKL. 
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H. Drawer Construction: Fabricate with exposed fronts fastened to subfront with mounting screws 
from interior of body. 
1. Join subfronts, backs, and sides with glued rabbeted joints supplemented by mechanical 

fasteners or glued dovetail joints. 

I. Colors, Patterns, and Finishes: Specified on Drawings. 

2.2 WOOD MATERIALS 

A. Wood Products: Provide materials that comply with requirements of referenced quality standard 
for each type of architectural cabinet and quality grade specified unless otherwise indicated. 
1. Wood Moisture Content:  5 to 10 percent. 

B. Composite Wood Products: Provide materials that comply with requirements of referenced 
quality standard for each type of architectural cabinet and quality grade specified unless 
otherwise indicated. 
1. Medium-Density Fiberboard (MDF): ANSI A208.2, Grade 130. 
2. Particleboard (Medium Density): ANSI A208.1, Grade M-2. 
3. Softwood Plywood: DOC PS 1, medium-density overlay. 
4. Thermally Fused Laminate (TFL) Panels: Particleboard or MDF finished with thermally 

fused, melamine-impregnated decorative paper and complying with requirements of 
NEMA LD 3, Grade VGL, for Test Methods 3.3, 3.4, 3.6, 3.8, and 3.10. 

2.3 CABINET HARDWARE AND ACCESSORIES 

A. General: Provide cabinet hardware and accessory materials associated with architectural 
cabinets. 

B. Frameless Concealed Hinges (European Type): ANSI/BHMA A156.9, B01602, 170 degrees of 
opening, self-closing. 

C. Wire Pulls: Back mounted, solid metal, 4 inches long, 5/16 inch in diameter. 

D. Shelf Rests: ANSI/BHMA A156.9, B04013; metal. 

E. Drawer Slides: ANSI/BHMA A156.9. 
1. Heavy-Duty (Grade 1HD-100 and Grade 1HD-200):  Side mount. 

a. Type:  Full extension. 
b. Material:  Galvanized steel ball bearing slides. 
c. Motion Feature:  Push to open and Self-closing mechanism. 

F. Door Locks: ANSI/BHMA A156.11, E07121. 

G. Drawer Locks: ANSI/BHMA A156.11, E07041. 

H. Door and Drawer Silencers: ANSI/BHMA A156.16, L03011. 

I. Exposed Hardware Finishes: For exposed hardware, provide finish that complies with 
ANSI/BHMA A156.18 for ANSI/BHMA finish number indicated. 
1. Dark, Oxidized, Satin Bronze, Oil Rubbed: ANSI/BHMA 613 for bronze base; 

ANSI/BHMA 640 for steel base; match Architect's sample. 

J. For concealed hardware, provide manufacturer's standard finish that complies with product 
class requirements in ANSI/BHMA A156.9. 
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2.4 MISCELLANEOUS MATERIALS 

A. Furring, Blocking, Shims, and Hanging Strips:  Fire-retardant-treated softwood lumber, kiln-dried 
to less than 15 percent moisture content. 

B. Anchors: Select material, type, size, and finish required for each substrate for secure 
anchorage. Provide metal expansion sleeves or expansion bolts for post-installed anchors. Use 
nonferrous-metal or hot-dip galvanized anchors and inserts at inside face of exterior walls and 
at floors. 

2.5 FABRICATION 

A. Complete fabrication, including assembly and hardware application, to maximum extent 
possible before shipment to Project site. Disassemble components only as necessary for 
shipment and installation. Where necessary for fitting at site, provide ample allowance for 
scribing, trimming, and fitting. 

B. Shop-cut openings to maximum extent possible to receive hardware, appliances, electrical 
work, and similar items. Locate openings accurately and use templates or roughing-in diagrams 
to produce accurately sized and shaped openings. Sand edges of cutouts to remove splinters 
and burrs. 

PART 3 - EXECUTION 

3.1 INSTALLATION 

A. Before installation, condition cabinets to humidity conditions in installation areas for not less 
than 72 hours. 

B. Architectural Woodwork Standards Grade: Install cabinets to comply with quality standard grade 
of item to be installed. 

C. Anchor cabinets to anchors or blocking built in or directly attached to substrates. Secure with 
wafer-head cabinet installation screws. 

D. Install cabinets level, plumb, and true in line to a tolerance of 1/8 inch in 96 inches using 
concealed shims. 
1. Scribe and cut cabinets to fit adjoining work, refinish cut surfaces, and repair damaged 

finish at cuts. 
2. Install cabinets without distortion so doors and drawers fit openings and are accurately 

aligned. Adjust hardware to center doors and drawers in openings and to provide 
unencumbered operation. Complete installation of hardware and accessory items as 
indicated. 

3. Fasten wall cabinets through back, near top and bottom, and at ends not more than 16 
inches o.c. with No. 10 wafer-head screws sized for not less than 1-1/2-inch penetration 
into wood framing, blocking, or hanging strips. 

END OF SECTION 06 41 16 
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SECTION 07 84 13 - PENETRATION FIRESTOPPING 

PART 1 - GENERAL 

1.1 SUMMARY 

A. Section Includes: 
1. Penetration firestopping systems for the following applications: 

a. Penetrations in fire-resistance-rated walls. 
b. Penetrations in smoke barriers. 

1.2 ACTION SUBMITTALS 

A. Product Data: For each type of product. 

B. Product Schedule: For each penetration firestopping system. Include location, illustration of 
firestopping system, and design designation of qualified testing and inspecting agency. 
1. Engineering Judgments: Where Project conditions require modification to a qualified 

testing and inspecting agency's illustration for a particular penetration firestopping 
system, submit illustration, with modifications marked, approved by penetration 
firestopping system manufacturer's fire-protection engineer as an engineering judgment 
or equivalent fire-resistance-rated assembly. Obtain approval of authorities having 
jurisdiction prior to submittal. 

1.3 INFORMATIONAL SUBMITTALS 

A. Product test reports. 

1.4 CLOSEOUT SUBMITTALS 

A. Installer Certificates: From Installer indicating that penetration firestopping systems have been 
installed in compliance with requirements and manufacturer's written instructions. 

PART 2 - PRODUCTS 

2.1 PERFORMANCE REQUIREMENTS 

A. Fire-Test-Response Characteristics: 
1. Perform penetration firestopping system tests by a qualified testing agency acceptable to 

authorities having jurisdiction. 
2. Test per testing standards referenced in "Penetration Firestopping Systems" Article. 

Provide rated systems complying with the following requirements: 
a. Penetration firestopping systems shall bear classification marking of a qualified 

testing agency. 
1) UL in its "Fire Resistance Directory." 
2) Intertek Group in its "Directory of Listed Building Products." 
3) FM Approval in its "Approval Guide." 

2.2 PENETRATION FIRESTOPPING SYSTEMS 

A. Penetration Firestopping Systems: Systems that resist spread of fire, passage of smoke and 
other gases, and maintain original fire-resistance rating of construction penetrated. Penetration 
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firestopping systems shall be compatible with one another, with the substrates forming 
openings, and with penetrating items if any. 
1. Manufacturers: Subject to compliance with requirements, provide products by one of the 

following: 
a. 3M Fire Protection Products. 
b. Hilti, Inc. 
c. Specified Technologies, Inc. 

B. Penetrations in Fire-Resistance-Rated Walls: Penetration firestopping systems with ratings 
determined per ASTM E814 or UL 1479, based on testing at a positive pressure differential of 
0.01-inch wg. 
1. F-Rating: Not less than the fire-resistance rating of constructions penetrated. 

C. Penetrations in Smoke Barriers: Penetration firestopping systems with ratings determined per 
UL 1479, based on testing at a positive pressure differential of 0.30-inch wg. 
1. L-Rating: Not exceeding 5.0 cfm/sq. ft. of penetration opening at and no more than 50-

cfm cumulative total for any 100 sq. ft. at both ambient and elevated temperatures. 

D. Exposed Penetration Firestopping Systems: Flame-spread and smoke-developed indexes of 
less than 25 and 450, respectively, per ASTM E84. 

E. Accessories: Provide components for each penetration firestopping system that are needed to 
install fill materials and to maintain ratings required. Use only those components specified by 
penetration firestopping system manufacturer and approved by qualified testing and inspecting 
agency for conditions indicated. 

PART 3 - EXECUTION 

3.1 INSTALLATION 

A. Examine substrates and conditions, with Installer present, for compliance with requirements for 
opening configurations, penetrating items, substrates, and other conditions affecting 
performance of the Work. 

B. General: Install penetration firestopping systems to comply with manufacturer's written 
installation instructions and published drawings for products and applications. 

C. Install forming materials and other accessories of types required to support fill materials during 
their application and in the position needed to produce cross-sectional shapes and depths 
required to achieve fire ratings. 
1. After installing fill materials and allowing them to fully cure, remove combustible forming 

materials and other accessories not forming permanent components of firestopping. 

D. Install fill materials by proven techniques to produce the following results: 
1. Fill voids and cavities formed by openings, forming materials, accessories and 

penetrating items to achieve required fire-resistance ratings. 
2. Apply materials so they contact and adhere to substrates formed by openings and 

penetrating items. 
3. For fill materials that will remain exposed after completing the Work, finish to produce 

smooth, uniform surfaces that are flush with adjoining finishes. 

http://www.specagent.com/Lookup?ulid=11857
http://www.specagent.com/Lookup?uid=123457230220
http://www.specagent.com/Lookup?uid=123457230223
http://www.specagent.com/Lookup?uid=123457230228
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3.2 IDENTIFICATION 

A. Wall Identification: Permanently label walls containing penetration firestopping systems with the 
words "FIRE AND/OR SMOKE BARRIER - PROTECT ALL OPENINGS," using lettering not 
less than 3 inches high and with minimum 0.375-inch strokes. 
1. Locate in accessible concealed floor, floor-ceiling, or attic space at 15 feet from end of 

wall and at intervals not exceeding 30 feet. 

B. Penetration Identification: Identify each penetration firestopping system with legible metal or 
plastic labels. Attach labels permanently to surfaces adjacent to and within 6 inches of 
penetration firestopping system edge so labels are visible to anyone seeking to remove 
penetrating items or firestopping systems. Use mechanical fasteners or self-adhering-type 
labels with adhesives capable of permanently bonding labels to surfaces on which labels are 
placed. Include the following information on labels: 
1. The words "Warning - Penetration Firestopping - Do Not Disturb. Notify Building 

Management of Any Damage." 
2. Contractor's name, address, and phone number. 
3. Designation of applicable testing and inspecting agency. 
4. Date of installation. 
5. Manufacturer's name. 
6. Installer's name. 

3.3 FIELD QUALITY CONTROL 

A. Owner reserves the right to engage a qualified testing agency to perform tests and inspections 
according to ASTM E2174. 

B. Where deficiencies are found or penetration firestopping system is damaged or removed 
because of testing, repair or replace penetration firestopping system to comply with 
requirements. 

C. Proceed with enclosing penetration firestopping systems with other construction only after 
inspection reports are issued and installations comply with requirements. 

END OF SECTION 07 84 13 
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SECTION 07 84 43 - JOINT FIRESTOPPING 

PART 1 - GENERAL 

1.1 SUMMARY 

A. Section Includes: 
1. Joints in or between fire-resistance-rated constructions. 
2. Joints in smoke barriers. 

1.2 ACTION SUBMITTALS 

A. Product Data: For each type of product. 

B. Product Schedule: For each joint firestopping system. Include location, illustration of 
firestopping system, and design designation of qualified testing agency. 

1. Engineering Judgments: Where Project conditions require modification to a qualified 
testing agency's illustration for a particular joint firestopping system condition, submit 
illustration, with modifications marked, approved by joint firestopping system 
manufacturer's fire-protection engineer as an engineering judgment or equivalent fire-
resistance-rated assembly. 

1.3 INFORMATIONAL SUBMITTALS 

A. Product test reports. 

1.4 CLOSEOUT SUBMITTALS 

A. Installer Certificates: From Installer indicating that joint firestopping systems have been installed 
in compliance with requirements and manufacturer's written instructions. 

1.5 QUALITY ASSURANCE 

A. Installer Qualifications: A firm that has been approved by FM Global according to 
FM Global 4991, "Approval of Firestop Contractors," or been evaluated by UL and found to 
comply with UL's "Qualified Firestop Contractor Program Requirements." 

PART 2 - PRODUCTS 

2.1 PERFORMANCE REQUIREMENTS 

A. Fire-Test-Response Characteristics: 
1. Perform joint firestopping system tests by a qualified testing agency acceptable to 

authorities having jurisdiction. 
2. Test per testing standards referenced in "Joint Firestopping Systems" Article. Provide 

rated systems complying with the following requirements: 
a. Joint firestopping systems shall bear classification marking of a qualified testing 

agency. 
1) UL in its "Fire Resistance Directory." 
2) Intertek Group in its "Directory of Listed Building Products." 
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2.2 JOINT FIRESTOPPING SYSTEMS 

A. Joint Firestopping Systems: Systems that resist spread of fire, passage of smoke and other 
gases, and maintain original fire-resistance rating of assemblies in or between which joint 
firestopping systems are installed. Joint firestopping systems shall accommodate building 
movements without impairing their ability to resist the passage of fire and hot gases. 

B. Joints in or between Fire-Resistance-Rated Construction: Provide joint firestopping systems 
with ratings determined per ASTM E 1966 or UL 2079. 

1. Manufacturers: Subject to compliance with requirements, provide products by one of the 
following: 

a. 3M Fire Protection Products. 
b. Hilti, Inc. 
c. Nelson Firestop; a brand of Emerson Industrial Automation. 
d. NUCO Inc. 
e. Specified Technologies, Inc. 

2. Fire-Resistance Rating: Equal to or exceeding the fire-resistance rating of the wall, floor, 
or roof in or between which it is installed. 

C. Joints in Smoke Barriers: Provide fire-resistive joint systems with ratings determined per 
UL 2079 based on testing at a positive pressure differential of 0.30-inch wg. 

1. Manufacturers: Subject to compliance with requirements, provide products by one of the 
following: 

a. 3M Fire Protection Products. 
b. Hilti, Inc. 
c. Nelson Firestop; a brand of Emerson Industrial Automation. 
d. NUCO Inc. 
e. Specified Technologies, Inc. 

2. L-Rating: Not exceeding 5.0 cfm/ft. of joint at both ambient and elevated temperatures. 

D. Exposed Joint Firestopping Systems: Flame-spread and smoke-developed indexes of less than 
25 and 450, respectively, as determined per ASTM E 84. 

E. Accessories: Provide components of fire-resistive joint systems, including primers and forming 
materials, that are needed to install elastomeric fill materials and to maintain ratings required. 
Use only components specified by joint firestopping system manufacturer and approved by the 
qualified testing agency for conditions indicated. 

PART 3 - EXECUTION 

3.1 INSTALLATION 

A. Examine substrates and conditions, with Installer present, for compliance with requirements for 
joint configurations, substrates, and other conditions affecting performance of the Work. 

B. General: Install fire-resistive joint systems to comply with manufacturer's written installation 
instructions and published drawings for products and applications indicated. 

C. Install forming materials and other accessories of types required to support elastomeric fill 
materials during their application and in position needed to produce cross-sectional shapes and 
depths required to achieve fire ratings indicated. 

1. After installing elastomeric fill materials and allowing them to fully cure, remove 
combustible forming materials and other accessories not indicated as permanent 
components of fire-resistive joint system. 

http://www.specagent.com/Lookup?ulid=11855
http://www.specagent.com/Lookup?uid=123457090944
http://www.specagent.com/Lookup?uid=123457090947
http://www.specagent.com/Lookup?uid=123457090949
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D. Install elastomeric fill materials for fire-resistive joint systems by proven techniques to produce 
the following results: 

1. Elastomeric fill voids and cavities formed by joints and forming materials as required to 
achieve fire-resistance ratings indicated. 

2. Apply elastomeric fill materials so they contact and adhere to substrates formed by joints. 
3. For elastomeric fill materials that will remain exposed after completing the Work, finish to 

produce smooth, uniform surfaces that are flush with adjoining finishes. 

3.2 IDENTIFICATION 

A. Joint Identification: Identify joint firestopping systems with legible metal or plastic labels. Attach 
labels permanently to surfaces adjacent to and within 6 inches of joint edge so labels are visible 
to anyone seeking to remove or joint firestopping system. Use mechanical fasteners or self-
adhering-type labels with adhesives capable of permanently bonding labels to surfaces on 
which labels are placed. Include the following information on labels: 

1. The words "Warning - Joint Firestopping - Do Not Disturb. Notify Building Management of 
Any Damage." 

2. Contractor's name, address, and phone number. 
3. Designation of applicable testing agency. 
4. Date of installation. 
5. Manufacturer's name. 
6. Installer's name. 

3.3 FIELD QUALITY CONTROL 

A. Where deficiencies are found or joint firestopping systems are damaged or removed due to 
testing, repair or replace joint firestopping systems so they comply with requirements. 

B. Proceed with enclosing joint firestopping systems with other construction only after inspection 
reports are issued and installations comply with requirements. 

END OF SECTION 07 84 43 
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SECTION 07 92 00 - JOINT SEALANTS 

PART 1 - GENERAL 

1.1 SUMMARY 

A. Section Includes: 
1. Joint sealant systems. 

1.2 ACTION SUBMITTALS 

A. Product data. 

B. Samples: Manufacturer's standard color charts consisting of strips of cured sealants showing 
the full range of colors available for each product exposed to view. 

C. Joint-sealant schedule. 

PART 2 - PRODUCTS 

2.1 JOINT SEALANTS, GENERAL 

A. Compatibility: Provide joint sealants, backings, and other related materials that are compatible 
with one another and with joint substrates under conditions of service and application, as 
demonstrated by joint-sealant manufacturer, based on testing and field experience. 

B. Colors of Exposed Joint Sealants:  As selected by Architect from manufacturer's full range. 

2.2 URETHANE JOINT SEALANTS 

A. Urethane, S, NS, 25, NT: Single-component, nonsag, nontraffic-use, plus 25 percent and 
minus 25 percent movement capability, urethane joint sealant; ASTM C920, Type S, Grade NS, 
Class 25, Use NT. 
1. Manufacturers: Subject to compliance with requirements, provide products by one of the 

following: 
a. Adfast. 
b. Everkem Diversified Products, Inc. 
c. Master Builders Solutions. 
d. Pecora Corporation. 
e. Polymeric Systems, Inc. 
f. Sherwin-Williams Company (The). 
g. Sika Corporation - Building Components. 
h. Tremco Incorporated. 

B. Urethane, S, P, 25, T, NT: Single-component, pourable, plus 25 percent and minus 25 percent 
movement capability, traffic- and nontraffic-use, urethane joint sealant; ASTM C920, Type S, 
Grade P, Class 25, Uses T and NT. 
1. Manufacturers: Subject to compliance with requirements, provide products by one of the 

following: 
a. Master Builders Solutions. 
b. Pecora Corporation. 
c. Polymeric Systems, Inc. 
d. Sherwin-Williams Company (The). 
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2.3 MILDEW-RESISTANT JOINT SEALANTS 

A. Mildew-Resistant Joint Sealants: Formulated for prolonged exposure to humidity with fungicide 
to prevent mold and mildew growth. 

B. Silicone, Mildew Resistant, Acid Curing, S, NS, 25, NT: Mildew-resistant, single-component, 
nonsag, plus 25 percent and minus 25 percent movement capability, nontraffic-use, acid-curing 
silicone joint sealant; ASTM C920, Type S, Grade NS, Class 25, Use NT. 
1. Manufacturers: Subject to compliance with requirements, provide products by one of the 

following: 
a. Adfast. 
b. GE Construction Sealants; Momentive Performance Materials Inc. 
c. Pecora Corporation. 
d. Sika Corporation - Building Components. 
e. Soudal USA. 
f. The Dow Chemical Company. 
g. Tremco Incorporated. 

2.4 LATEX JOINT SEALANTS 

A. Acrylic Latex: Acrylic latex or siliconized acrylic latex, ASTM C834, Type OP, Grade NF. 
1. Manufacturers: Subject to compliance with requirements, provide products by one of the 

following: 
a. Adfast. 
b. Everkem Diversified Products, Inc. 
c. Franklin International. 
d. Pecora Corporation. 
e. Sherwin-Williams Company (The). 
f. Tremco Incorporated. 

2.5 JOINT-SEALANT BACKING 

A. Sealant Backing Material, General: Nonstaining; compatible with joint substrates, sealants, 
primers, and other joint fillers; and approved for applications indicated by sealant manufacturer 
based on field experience and laboratory testing. 
1. Manufacturers: Subject to compliance with requirements, provide products by one of the 

following: 
a. Adfast. 
b. Alcot Plastics Ltd. 
c. Construction Foam Products; a division of Nomaco, Inc. 
d. Master Builders Solutions. 

B. Cylindrical Sealant Backings: ASTM C1330, Type C (closed-cell material with a surface skin), 
and of size and density to control sealant depth and otherwise contribute to producing optimum 
sealant performance. 

C. Bond-Breaker Tape: Polyethylene tape or other plastic tape recommended by sealant 
manufacturer for preventing sealant from adhering to rigid, inflexible joint-filler materials or joint 
surfaces at back of joint. Provide self-adhesive tape where applicable. 

2.6 MISCELLANEOUS MATERIALS 

A. Primer: Material recommended by joint-sealant manufacturer where required for adhesion of 
sealant to joint substrates indicated, as determined from preconstruction joint-sealant-substrate 
tests and field tests. 
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B. Cleaners for Nonporous Surfaces: Chemical cleaners acceptable to manufacturers of sealants 
and sealant backing materials, free of oily residues or other substances capable of staining or 
harming joint substrates and adjacent nonporous surfaces in any way, and formulated to 
promote optimum adhesion of sealants to joint substrates. 

C. Masking Tape: Nonstaining, nonabsorbent material compatible with joint sealants and surfaces 
adjacent to joints. 

PART 3 - EXECUTION 

3.1 PREPARATION 

A. Surface Cleaning of Joints: Clean out joints immediately before installing joint sealants to 
comply with joint-sealant manufacturer's written instructions and the following requirements: 
1. Remove all foreign material from joint substrates that could interfere with adhesion of 

joint sealant, including dust, paints (except for permanent, protective coatings tested and 
approved for sealant adhesion and compatibility by sealant manufacturer), old joint 
sealants, oil, grease, waterproofing, water repellents, water, surface dirt, and frost. 

2. Clean porous joint substrate surfaces by brushing, grinding, mechanical abrading, or a 
combination of these methods to produce a clean, sound substrate capable of developing 
optimum bond with joint sealants. Remove loose particles remaining after cleaning 
operations above by vacuuming or blowing out joints with oil-free compressed air.  

3. Remove laitance and form-release agents from concrete. 
4. Clean nonporous joint substrate surfaces with chemical cleaners or other means that do 

not stain, harm substrates, or leave residues capable of interfering with adhesion of joint 
sealants.  

B. Joint Priming: Prime joint substrates where recommended by joint-sealant manufacturer or as 
indicated by preconstruction joint-sealant-substrate tests or prior experience. Apply primer to 
comply with joint-sealant manufacturer's written instructions. Confine primers to areas of joint-
sealant bond; do not allow spillage or migration onto adjoining surfaces. 

C. Masking Tape: Use masking tape where required to prevent contact of sealant or primer with 
adjoining surfaces that otherwise would be permanently stained or damaged by such contact or 
by cleaning methods required to remove sealant smears. Remove tape immediately after 
tooling without disturbing joint seal. 

3.2 INSTALLATION OF JOINT SEALANTS 

A. General: Comply with joint-sealant manufacturer's written installation instructions for products 
and applications indicated, unless more stringent requirements apply. 

B. Sealant Installation Standard: Comply with recommendations in ASTM C1193 for use of joint 
sealants as applicable to materials, applications, and conditions indicated. 

C. Install sealant backings of type indicated to support sealants during application and at position 
required to produce cross-sectional shapes and depths of installed sealants relative to joint 
widths that allow optimum sealant movement capability. 
1. Do not leave gaps between ends of sealant backings. 
2. Do not stretch, twist, puncture, or tear sealant backings. 
3. Remove absorbent sealant backings that have become wet before sealant application, 

and replace them with dry materials. 

D. Install bond-breaker tape behind sealants where sealant backings are not used between 
sealants and backs of joints. 
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E. Install sealants using proven techniques that comply with the following and at the same time 
backings are installed: 
1. Place sealants so they directly contact and fully wet joint substrates. 
2. Completely fill recesses in each joint configuration. 
3. Produce uniform, cross-sectional shapes and depths relative to joint widths that allow 

optimum sealant movement capability. 

F. Tooling of Nonsag Sealants: Immediately after sealant application and before skinning or curing 
begins, tool sealants according to requirements specified in subparagraphs below to form 
smooth, uniform beads of configuration indicated; to eliminate air pockets; and to ensure 
contact and adhesion of sealant with sides of joint. 
1. Remove excess sealant from surfaces adjacent to joints. 
2. Use tooling agents that are approved in writing by sealant manufacturer and that do not 

discolor sealants or adjacent surfaces. 
3. Provide concave joint profile in accordance with Figure 8A in ASTM C1193 unless 

otherwise indicated. 

G. Clean off excess sealant or sealant smears adjacent to joints as the Work progresses by 
methods and with cleaning materials approved in writing by manufacturers of joint sealants and 
of products in which joints occur. 

H. Protect joint sealants during and after curing period from contact with contaminating substances 
and from damage resulting from construction operations or other causes so sealants are without 
deterioration or damage at time of Substantial Completion. If, despite such protection, damage 
or deterioration occurs, cut out, remove, and repair damaged or deteriorated joint sealants 
immediately so installations with repaired areas are indistinguishable from original work. 

3.3 JOINT-SEALANT SCHEDULE 

A. Interior joints in horizontal traffic surfaces: 
1. Joint Sealant:  Urethane, S, P, 25, T, NT. 

B. Interior joints in vertical surfaces and horizontal nontraffic surfaces: 
1. Joint Sealant:  Urethane, S, NS, 25, NT. 

C. Interior joints in vertical surfaces and horizontal nontraffic surfaces not subject to significant 
movement: 
1. Joint Sealant:  Acrylic latex. 

D. Mildew-resistant interior joints in vertical surfaces and horizontal nontraffic surfaces: 
1. Joint Locations: 

a. Joints between plumbing fixtures and adjoining walls, floors, and counters. 
b. Tile control and expansion joints where indicated. 
c. Other joints as indicated on Drawings. 

2. Joint Sealant:  Silicone, mildew resistant, acid curing, S, NS, 25, NT. 

END OF SECTION 07 92 00 
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SECTION 08 11 13 - HOLLOW METAL DOOR FRAMES 

PART 1 - GENERAL 

1.1 SUMMARY 

A. Section includes: 
1. Interior standard steel door frames. 

1.2 ACTION SUBMITTALS 

A. Product Data: For each type of product. 

B. Shop Drawings: Include the following: 
1. Frame details for each frame type, including dimensioned profiles and metal thicknesses. 

C. Product Schedule: For hollow-metal doors and frames, prepared by or under the supervision of 
supplier, using same reference numbers for details and openings as those on Drawings. 
Coordinate with final door hardware schedule. 

PART 2 - PRODUCTS 

2.1 MANUFACTURERS 

A. Manufacturers: Subject to compliance with requirements, provide products by one of the 
following: 
1. Ceco Door; AADG, Inc.; ASSA ABLOY. 
2. Curries, AADG, Inc.; ASSA  ABLOY Group. 
3. Custom Metal Products. 
4. Republic Doors and Frames; a Allegion brand. 
5. Security Metal Products; a brand of ASSA ABLOY. 
6. Steelcraft; Allegion plc. 

2.2 INTERIOR STANDARD STEEL DOOR FRAMES 

A. Construct hollow-metal doors and frames to comply with standards indicated for materials, 
fabrication, hardware locations, hardware reinforcement, tolerances, and clearances, and as 
specified. 

B. Heavy-Duty Door Frames: ANSI/SDI A250.8, Level 2; ANSI/SDI A250.4, Level B.. 
1. Frames: 

a. Materials:  Uncoated steel sheet, minimum thickness of 0.053 inch. 
b. Sidelite Frames: Fabricated from same thickness material as adjacent door frame. 
c. Construction:  Face welded. 

2.3 FRAME ANCHORS 

A. Jamb Anchors: 
1. Type: Anchors of minimum size and type required by applicable door and frame 

standard, and suitable for performance level indicated. 
2. Quantity: Minimum of three anchors per jamb, with one additional anchor for frames with 

no floor anchor. Provide one additional anchor for each 24 inches of frame height above 
7 feet. 
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3. Postinstalled Expansion Anchor: Minimum 3/8-inch-diameter bolts with expansion shields 
or inserts, with manufacturer's standard pipe spacer. 

B. Floor Anchors: Provide floor anchors for each jamb and mullion that extends to floor. 

C. Material: ASTM A879/A879M, Commercial Steel (CS), 04Z coating designation; mill 
phosphatized. 
1. For anchors built into exterior walls, steel sheet complying with ASTM A1008/A1008M or 

ASTM A1011/A1011M; hot-dip galvanized in accordance with ASTM A153/A153M, 
Class B. 

2.4 MATERIALS 

A. Cold-Rolled Steel Sheet: ASTM A1008/A1008M, Commercial Steel (CS), Type B; suitable for 
exposed applications. 

B. Hot-Rolled Steel Sheet: ASTM A1011/A1011M, Commercial Steel (CS), Type B; free of scale, 
pitting, or surface defects; pickled and oiled. 

C. Metallic-Coated Steel Sheet: ASTM A653/A653M, Commercial Steel (CS), Type B. 

D. Inserts, Bolts, and Fasteners: Hot-dip galvanized in accordance with ASTM A153/A153M. 

E. Mineral-Fiber Insulation: ASTM C665, Type I (blankets without membrane facing); consisting of 
fibers manufactured from slag or rock wool; with maximum flame-spread and smoke-developed 
indexes of 25 and 50, respectively; passing ASTM E136 for combustion characteristics. 

F. Glazing: Comply with requirements in Section 08 80 00 "Glazing." 

2.5 FABRICATION 

A. Hollow-Metal Frames: Fabricate in one piece except where handling and shipping limitations 
require multiple sections. Where frames are fabricated in sections, provide alignment plates or 
angles at each joint, fabricated of metal of same or greater thickness as frames. 
1. Sidelite Frames: Provide closed tubular members with no visible face seams or joints, 

fabricated from same material as door frame. Fasten members at crossings and to jambs 
by welding, or by rigid mechanical anchors. 

2. Provide countersunk, flat- or oval-head exposed screws and bolts for exposed fasteners 
unless otherwise indicated. 

3. Door Silencers: Except on weather-stripped frames, drill stops to receive door silencers 
as follows. Keep holes clear during construction. 
a. Single-Door Frames: Drill stop in strike jamb to receive three door silencers. 
b. Double-Door Frames: Drill stop in head jamb to receive two door silencers. 

B. Hardware Preparation: Factory prepare hollow-metal doors and frames to receive templated 
mortised hardware, and electrical wiring; include cutouts, reinforcement, mortising, drilling, and 
tapping in accordance with ANSI/SDI A250.6, the Door Hardware Schedule, and templates. 
1. Reinforce doors and frames to receive nontemplated, mortised, and surface-mounted 

door hardware. 
2. Comply with BHMA A156.115 for preparing hollow-metal doors and frames for hardware. 

C. Glazed Lites: Provide stops and moldings around glazed lites where indicated. Form corners of 
stops and moldings with butted or mitered hairline joints. 
1. Provide fixed frame moldings on secure side of interior frames. Provide loose stops and 

moldings on inside of hollow-metal frames. 
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2. Coordinate rabbet width between fixed and removable stops with glazing and installation 
types indicated. 

3. Provide stops for installation with countersunk flat- or oval-head machine screws spaced 
uniformly not more than 9 inches o.c. and not more than 2 inches o.c. from each corner. 

2.6 STEEL FINISHES 

A. Prime Finish: Clean, pretreat, and apply manufacturer's standard primer. 
1. Shop Primer: Manufacturer's standard, fast-curing, lead- and chromate-free primer 

complying with ANSI/SDI A250.10; recommended by primer manufacturer for substrate; 
compatible with substrate and field-applied coatings despite prolonged exposure. 

PART 3 - EXECUTION 

3.1 PREPARATION 

A. Remove welded-in shipping spreaders installed at factory. Restore exposed finish by grinding, 
filling, and dressing, as required to make repaired area smooth, flush, and invisible on exposed 
faces. Touch up factory-applied finishes where spreaders are removed. 

B. Drill and tap doors and frames to receive nontemplated, mortised, and surface-mounted door 
hardware. 

3.2 INSTALLATION 

A. Hollow-Metal Frames: Comply with ANSI/SDI A250.11. 
1. Set frames accurately in position; plumbed, aligned, and braced securely until permanent 

anchors are set. After wall construction is complete, remove temporary braces without 
damage to completed Work. 
a. Where frames are fabricated in sections, field splice at approved locations by 

welding face joint continuously; grind, fill, dress, and make splice smooth, flush, 
and invisible on exposed faces. Touch-up finishes. 

b. Install frames with removable stops located on secure side of opening. 
2. Floor Anchors: Secure with postinstalled expansion anchors. 

a. Floor anchors may be set with power-actuated fasteners instead of postinstalled 
expansion anchors if so indicated and approved on Shop Drawings. 

3. Solidly pack mineral-fiber insulation inside frames. 
4. Installation Tolerances: Adjust hollow-metal frames to the following tolerances: 

a. Squareness: Plus or minus 1/16 inch, measured at door rabbet on a line 90 
degrees from jamb perpendicular to frame head. 

b. Alignment: Plus or minus 1/16 inch, measured at jambs on a horizontal line parallel 
to plane of wall. 

c. Twist: Plus or minus 1/16 inch, measured at opposite face corners of jambs on 
parallel lines, and perpendicular to plane of wall. 

d. Plumbness: Plus or minus 1/16 inch, measured at jambs at floor. 

B. Glazing: Comply with installation requirements in Section 08 80 00 "Glazing" and with hollow-
metal manufacturer's written instructions. 

3.3 REPAIR 

A. Prime-Coat Touchup: Immediately after erection, sand smooth rusted or damaged areas of 
prime coat and apply touchup of compatible air-drying, rust-inhibitive primer. 

END OF SECTION 08 11 13 
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SECTION 08 14 16 - FLUSH WOOD DOORS 

PART 1 - GENERAL 

1.1 SUMMARY 

A. Section Includes: 
1. Five-ply flush wood veneer-faced doors for transparent finish. 
2. Factory finishing flush wood doors. 
3. Factory fitting flush wood doors to frames and factory machining for hardware. 

1.2 ACTION SUBMITTALS 

A. Product Data: For each type of product, including the following: 
1. Door core materials and construction. 
2. Door edge construction 
3. Door face type and characteristics. 
4. Door louvers. 
5. Door trim for openings. 
6. Factory-machining criteria. 
7. Factory- finishing specifications. 

B. Shop Drawings: Indicate location, size, and hand of each door; elevation of each type of door; 
construction details not covered in Product Data; and the following: 
1. Door schedule indicating door location, type, size, fire protection rating, and swing. 
2. Door elevations, dimension and locations of hardware, lite and louver cutouts, and 

glazing thicknesses. 
3. Details of frame for each frame type, including dimensions and profile. 
4. Details of electrical raceway and preparation for electrified hardware, access control 

systems, and security systems. 
5. Dimensions and locations of blocking for hardware attachment. 
6. Clearances and undercuts. 
7. Requirements for veneer matching. 

C. Samples: For factory-finished doors. 

PART 2 - PRODUCTS 

2.1 SOLID-CORE, FIVE-PLY FLUSH WOOD VENEER-FACED DOORS FOR TRANSPARENT 
FINISH 

A. Interior Doors, Solid-Core Five-Ply Veneer-Faced: 
1. Manufacturers: Subject to compliance with requirements, provide products by one of the 

following: 
a. Masonite Architectural. 
b. Oshkosh Door Company. 
c. VT Industries, Inc. 

2. Performance Grade: ANSI/WDMA I.S. 1A Heavy Duty. 
3. ANSI/WDMA I.S. 1A Grade:  Custom. 
4. Faces: Single-ply wood veneer not less than 1/50 inch thick. 

a. Species: Match existing building standard. 
b. Cut: Match existing building standard. 
c. Match between Veneer Leaves: Match existing building standard match. 
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d. Assembly of Veneer Leaves on Door Faces:  Match existing building standard 
match. 

5. Exposed Vertical Edges:  Same species as faces or a compatible species. 
6. Core for Non-Fire-Rated Doors: 

a. ANSI A208.1, Grade LD-2 particleboard. 
1) Blocking: Provide wood blocking in particleboard-core doors as needed to 

eliminate through-bolting hardware. 
7. Construction: Five plies, hot-pressed bonded (vertical and horizontal edging is bonded to 

core), with entire unit abrasive planed before veneering. 

2.2 LIGHT FRAMES AND LOUVERS 

A. Wood Beads for Light Openings in Wood Doors: Provide manufacturer's standard wood beads 
unless otherwise indicated. 
1. Wood Species:  Same species as door faces. 
2. Profile: Match existing. 

2.3 FABRICATION 

A. Factory fit doors to suit frame-opening sizes indicated. 
1. Comply with clearance requirements of referenced quality standard for fitting unless 

otherwise indicated. 

B. Factory machine doors for hardware that is not surface applied. 
1. Locate hardware to comply with DHI-WDHS-3. 
2. Comply with final hardware schedules, door frame Shop Drawings, ANSI/BHMA-156.115-

W, and hardware templates. 
3. Coordinate with hardware mortises in metal frames, to verify dimensions and alignment 

before factory machining. 
4. For doors scheduled to receive electrified locksets, provide factory-installed raceway and 

wiring to accommodate specified hardware. 

C. Openings: Factory cut and trim openings through doors. 
1. Light Openings: Trim openings with moldings of material and profile indicated. 
2. Glazing: Factory install glazing in doors indicated to be factory finished. Comply with 

applicable requirements in Section 08 80 00 "Glazing." 
3. Louvers: Factory install louvers in prepared openings. 

2.4 FACTORY FINISHING 

A. Comply with referenced quality standard for factory finishing. 
1. Complete fabrication, including fitting doors for openings and machining for hardware that 

is not surface applied, before finishing. 
2. Finish faces, all four edges, edges of cutouts, and mortises. 
3. Stains and fillers may be omitted on top and bottom edges, edges of cutouts, and 

mortises. 

B. Factory finish doors. 

C. Transparent Finish: 
1. ANSI/WDMA I.S. 1A Grade:  Custom. 
2. ANSI/WDMA I.S. 1A TR-4 Conversion Varnish. 
3. Staining: Match existing building standard. 
4. Sheen:  Satin. 
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PART 3 - EXECUTION 

3.1 INSTALLATION 

A. Hardware: For installation, see Section 08 71 00 "Door Hardware." 

B. Install doors to comply with manufacturer's written instructions and referenced quality standard, 
and as indicated. 

C. Factory-Fitted Doors: Align in frames for uniform clearance at each edge. 

D. Factory-Finished Doors: Restore finish before installation if fitting or machining is required at 
Project site. 

3.2 ADJUSTING 

A. Operation: Rehang or replace doors that do not swing or operate freely. 

B. Finished Doors: Replace doors that are damaged or that do not comply with requirements. 
Doors may be repaired or refinished if Work complies with requirements and shows no evidence 
of repair or refinishing. 

END OF SECTION 08 14 16 
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SECTION 08 42 13 - ALUMINUM-FRAMED ENTRANCES 

PART 1 - GENERAL 

1.1 SUMMARY 

A. Section Includes: 
1. Aluminum-framed entrance door systems. 

1.2 ACTION SUBMITTALS 

A. Product Data: For each type of product. 

B. Shop Drawings: Include plans, elevations, sections, full-size details, and attachments to other 
work. 
1. Include point-to-point wiring diagrams. 

1.3 INFORMATIONAL SUBMITTALS 

A. Sample warranties. 

1.4 WARRANTY 

A. Special Warranty:  Installer agrees to repair or replace components of aluminum-framed 
entrances that do not comply with requirements or that fail in materials or workmanship within 
specified warranty period. 
1. Warranty Period:  Two years from date of Substantial Completion. 

PART 2 - PRODUCTS 

2.1 MANUFACTURERS 

A. Manufacturers: Subject to compliance with requirements, provide products by one of the 
following: 
1. EFCO Corporation. 
2. Kawneer Company, Inc.; Arconic Corporation. 
3. Manko Window Systems, Inc. 
4. OldCastle BuildingEnvelope (OBE). 
5. Pittco Architectural Metals, Inc. 
6. U.S. Aluminum; C.R. Laurence Co., Inc.; CRH Americas, Inc. 
7. YKK AP America Inc. 

2.2 ALUMINUM-FRAMED ENTRANCE DOOR SYSTEMS 

A. Entrance Doors: Manufacturer's standard glazed entrance doors for manual-swing or automatic 
operation. 
1. Door Construction:  1-3/4-inch overall thickness, with minimum 0.125-inch- thick, 

extruded-aluminum tubular rail and stile members. Mechanically fasten corners with 
reinforcing brackets that are deeply penetrated and fillet welded or that incorporate 
concealed tie rods. 

2. Door Design:  Medium stile; 3-1/2-inch nominal width. 
3. Glazing Stops and Gaskets:  Beveled, snap-on, extruded-aluminum stops and preformed 

gaskets. 

http://www.specagent.com/Lookup?ulid=12803
http://www.specagent.com/Lookup?uid=123457214536
http://www.specagent.com/Lookup?uid=123457214537
http://www.specagent.com/Lookup?uid=123457214539
http://www.specagent.com/Lookup?uid=123457214540
http://www.specagent.com/Lookup?uid=123457214541
http://www.specagent.com/Lookup?uid=123457214544
http://www.specagent.com/Lookup?uid=123457214547
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a. Provide nonremovable glazing stops on outside of door. 
4. Door Finish:  Color anodic finish. 

B. Framing Members: Manufacturer's standard extruded aluminum, minimum 0.125 inch thick and 
reinforced as required to support imposed loads. 
1. Nominal Size:  1-3/4 by 4-1/2 inches. 
2. Interior Framing Construction:  Nonthermal. 
3. Finish: Match door finish. 

C. Backer Plates: Manufacturer's standard, continuous backer plates for framing members, if not 
integral, where framing abuts adjacent construction. 

D. Brackets and Reinforcements: Manufacturer's standard high-strength aluminum with 
nonstaining, nonferrous shims for aligning system components. 

E. Materials: 
1. Aluminum: Alloy and temper recommended by manufacturer for type of use and finish 

indicated. 
a. Sheet and Plate: ASTM B209. 
b. Extruded Bars, Rods, Profiles, and Tubes: ASTM B221. 
c. Structural Profiles: ASTM B308/B308M. 

2.3 ENTRANCE DOOR HARDWARE 

A. Entrance Door Hardware: Hardware not specified in this Section is specified in Section 08 71 00 
"Door Hardware." 

B. Weather Stripping: Manufacturer's standard replaceable components. 
1. Compression Type: Made of ASTM D2000 molded neoprene or ASTM D2287 molded 

PVC. 
2. Sliding Type: AAMA 701/702, made of wool, polypropylene, or nylon woven pile with 

nylon-fabric or aluminum-strip backing. 

C. Weather Sweeps: Manufacturer's standard exterior-door bottom sweep with concealed 
fasteners on mounting strip. 

2.4 GLAZING 

A. Glazing: Comply with Section 08 80 00 "Glazing." 

B. Glazing Gaskets: Manufacturer's standard sealed-corner pressure-glazing system of black, 
resilient elastomeric glazing gaskets, setting blocks, and shims or spacers. 

2.5 FABRICATION 

A. Form or extrude aluminum shapes before finishing. 

B. Weld in concealed locations to greatest extent possible to minimize distortion or discoloration of 
finish. Remove weld spatter and welding oxides from exposed surfaces by descaling or 
grinding. 

C. Fabricate components that, when assembled, have the following characteristics: 
1. Profiles that are sharp, straight, and free of defects or deformations. 
2. Accurately fitted joints with ends coped or mitered. 
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3. Physical and thermal isolation of glazing from framing members. 
4. Accommodations for thermal and mechanical movements of glazing and framing to 

maintain required glazing edge clearances. 
5. Fasteners, anchors, and connection devices that are concealed from view to greatest 

extent possible. 

D. Entrance Door Frames: Reinforce as required to support loads imposed by door operation and 
for installing entrance door hardware. 

E. Entrance Doors: Reinforce doors as required for installing entrance door hardware. 

F. Entrance Door Hardware Installation: Factory install entrance door hardware to the greatest 
extent possible. Cut, drill, and tap for factory-installed entrance door hardware before applying 
finishes. 

G. After fabrication, clearly mark components to identify their locations in Project in accordance 
with Shop Drawings. 

2.6 ALUMINUM FINISHES 

A. Color Anodic Finish: AAMA 611, AA-M12C22A32/A34, Class II, 0.010 mm or thicker. 
1. Color:  Black. 

PART 3 - EXECUTION 

3.1 INSTALLATION, GENERAL 

A. Comply with manufacturer's written instructions. 

B. Do not install damaged components. 

C. Fit joints to produce hairline joints free of burrs and distortion. 

D. Rigidly secure nonmovement joints. 

E. Install anchors with separators and isolators to prevent metal corrosion and electrolytic 
deterioration and to prevent impeding movement of moving joints. 

F. Seal perimeter and other joints watertight unless otherwise indicated. 

G. Metal Protection: 
1. Where aluminum is in contact with dissimilar metals, protect against galvanic action by 

painting contact surfaces with materials recommended by manufacturer for this purpose 
or installing nonconductive spacers. 

2. Where aluminum is in contact with concrete or masonry, protect against corrosion by 
painting contact surfaces with bituminous paint. 

H. Install joint filler behind sealant as recommended by sealant manufacturer. 

I. Install components plumb and true in alignment with established lines and grades. 

3.2 INSTALLATION OF GLAZING 

A. Install glazing as specified in Section 08 80 00 "Glazing." 



ADMINISTRATION BUILDING SECOND FLOOR RENOVATION 
ROCKFORD PUBLIC SCHOOLS 205 
ROCKFORD, ILLINOIS 
 

 
RPS 2222 
L&D 31225 ALUMINUM-FRAMED ENTRANCES 08 42 13 - 4 

3.3 INSTALLATION OF ENTRANCE DOORS 

A. Install entrance doors to produce smooth operation and tight fit at contact points. 
1. Field-Installed Entrance Door Hardware: Install surface-mounted entrance door hardware 

according to entrance door hardware manufacturers' written instructions using concealed 
fasteners to greatest extent possible. 

END OF SECTION 08 42 13 
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SECTION 08 71 00 - DOOR HARDWARE 

PART 1 - GENERAL 

1.1 SUMMARY 

A. Section Includes: 
1. Mechanical door hardware for the following: 

a. Swinging doors. 
2. Electrified door hardware. 
3. Coordination with Owner's existing access control system. 

1.2 ACTION SUBMITTALS 

A. Product Data: For each type of product. 

B. Shop Drawings: For electrified door hardware. 
1. Include diagrams for power, signal, and control wiring. 
2. Include details of interface of electrified door hardware and building safety and security 

systems. 

C. Samples: For each exposed product in each finish specified. 

D. Door hardware schedule. 

1.3 INFORMATIONAL SUBMITTALS 

A. Sample warranties. 

1.4 CLOSEOUT SUBMITTALS 

A. Maintenance data. 

1.5 QUALITY ASSURANCE 

A. Installer Qualifications: Supplier of products and an employer of workers trained and approved 
by product manufacturers and of an Architectural Hardware Consultant who is available during 
the course of the Work to consult Contractor, Architect, and Owner about door hardware and 
keying. 
1. Scheduling Responsibility: Preparation of door hardware and keying schedule. 
2. Engineering Responsibility: Preparation of data for electrified door hardware, including 

Shop Drawings, based on testing and engineering analysis of manufacturer's standard 
units in assemblies similar to those indicated for this Project. 

B. Architectural Hardware Consultant Qualifications: A person who is experienced in providing 
consulting services for door hardware installations that are comparable in material, design, and 
extent to that indicated for this Project and who is currently certified by DHI as an Architectural 
Hardware Consultant (AHC). 

1.6 WARRANTY 

A. Special Warranty: Manufacturer agrees to repair or replace components of door hardware that 
fail in materials or workmanship within specified warranty period. 
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1. Warranty Period:  Three years from date of Substantial Completion unless otherwise 
indicated below: 
a. Exit Devices:  Two years from date of Substantial Completion. 
b. Manual Closers:  10 years from date of Substantial Completion. 

PART 2 - PRODUCTS 

2.1 PERFORMANCE REQUIREMENTS 

A. Fire-Rated Door Assemblies: Where fire-rated doors are indicated, provide door hardware 
complying with NFPA 80 that is listed and labeled by a qualified testing agency, for fire-
protection ratings indicated, based on testing at positive pressure in accordance with NFPA 252 
or UL 10C. 

B. Smoke- and Draft-Control Door Assemblies: Where smoke- and draft-control door assemblies 
are required, provide door hardware that complies with requirements of assemblies tested in 
accordance with UL 1784 and installed in compliance with NFPA 105. 
1. Air Leakage Rate: Maximum air leakage of 0.3 cfm/sq. ft. at the tested pressure 

differential of 0.3-inch wg of water. 

C. Electrified Door Hardware: Listed and labeled as defined in NFPA 70, by a qualified testing 
agency, and marked for intended location and application. 

D. Means of Egress Doors: Latches do not require more than 15 lbf to release the latch. Locks do 
not require use of a key, tool, or special knowledge for operation. 

E. Accessibility Requirements: For door hardware on doors in an accessible route, comply with the 
USDOJ's "2010 ADA Standards for Accessible Design," the ABA standards of the Federal 
agency having jurisdiction, ICC A117.1, and the Illinois Accessibility Code. 

2.2 DOOR HARDWARE, GENERAL 

A. Products:  To the greatest extent possible, match existing building standard hardware products, 
manufacturers, series, functions, trim designs, finishes, and keying. 

2.3 HINGES 

A. Hinges: BHMA A156.1. Provide template-produced hinges for hinges installed on hollow-metal 
doors and hollow-metal frames. 
1. Finish:  US10B. 

2.4 MECHANICAL LOCKS AND LATCHES 

A. Lock Types and Functions: As indicated in door hardware schedule. 

B. Lock Backset: 2-3/4 inches unless otherwise indicated. 

C. Lock Trim: 
1. Description: Match existing building standard levers and trim. 

D. Strikes: Provide manufacturer's standard strike for each lock bolt or latchbolt complying with 
requirements indicated for applicable lock or latch and with strike box and curved lip extended 
to protect frame; finished to match lock or latch. 
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2.5 ELECTRIC STRIKES 

A. Electric Strikes: BHMA A156.31; Grade 1; with faceplate to suit lock and frame. 
1. Product:  Matching and compatible with Owner's existing access control system. 

2.6 EXIT DEVICES AND AUXILIARY ITEMS 

A. Exit Devices and Auxiliary Items: BHMA A156.3. 
1. Actuating Bar:  Push pad. 
2. Finish US10B. 

2.7 LOCK CYLINDERS 

A. Lock Cylinders: Tumbler type, constructed from brass or bronze.   

B. Lock Cylinders: BHMA A156.5; Grade 1 permanent cores; face finished to match lockset. 
1. Core Type: Match existing. 

2.8 KEYING 

A. Keying System:  
1. Existing System: 

a. Master key or grand master key locks to Owner's existing system. 

B. Keys:  Brass. 
1. Stamping: Permanently inscribe each key with a visual key control number and include 

the following notation: 
a. Notation:  Information to be furnished by Owner. 

2.9 KEY CONTROL SYSTEM 

A. Integrate keys for new locking devices into Owner's existing key control system. 

2.10 OPERATING TRIM 

A. Operating Trim: BHMA A156.6; bronze unless otherwise indicated. 

2.11 SURFACE CLOSERS 

A. Surface Closers: BHMA A156.4; rack-and-pinion hydraulic type with adjustable sweep and latch 
speeds controlled by key-operated valves and forged-steel main arm. Comply with 
manufacturer's written instructions for size of door closers depending on size of door, exposure 
to weather, and anticipated frequency of use. Provide factory-sized closers, adjustable to meet 
field conditions and requirements for opening force. Include metal covers. 
1. Match existing building standard. 

2.12 MECHANICAL STOPS AND HOLDERS 

A. Wall- and Floor-Mounted Stops: BHMA A156.16. 

2.13 OVERHEAD STOPS AND HOLDERS 

A. Overhead Stops and Holders: BHMA A156.8. 
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2.14 DOOR GASKETING 

A. Door Gasketing: BHMA A156.22; with resilient or flexible seal strips that are easily replaceable 
and readily available from stocks maintained by manufacturer. 

B. Maximum Air Leakage: When tested in accordance with ASTM E283 with tested pressure 
differential of 0.3-inch wg, as follows: 
1. Smoke-Rated Gasketing: 0.3 cfm/sq. ft. of door opening. 
2. Gasketing on Single Doors: 0.3 cfm/sq. ft. of door opening. 
3. Gasketing on Double Doors: 0.50 cfm per ft. m/s per m) of door opening. 

2.15 THRESHOLDS 

A. Thresholds: BHMA A156.21; fabricated to full width of opening indicated. 

2.16 METAL PROTECTIVE TRIM UNITS 

A. Metal Protective Trim Units: BHMA A156.6; fabricated from 0.050-inch-thick bronze; with 
manufacturer's standard machine or self-tapping screw fasteners. 
1. Finish US10B. 

2.17 FINISHES 

A. Provide US 10B finish unless otherwise specified. 

PART 3 - EXECUTION 

3.1 INSTALLATION 

A. Mounting Heights: Mount door hardware units at heights to comply with the following unless 
otherwise indicated or required to comply with governing regulations. 
1. Standard Steel Doors and Frames: ANSI/SDI A250.8. 

B. Install each door hardware item to comply with manufacturer's written instructions. Where 
cutting and fitting are required to install door hardware onto or into surfaces that are later to be 
painted or finished in another way, coordinate removal, storage, and reinstallation of surface 
protective trim units with finishing work. Do not install surface-mounted items until finishes have 
been completed on substrates involved. 

C. Hinges: Install types and in quantities recommended by manufacturer for application indicated 
or one hinge for every 30 inches of door height, whichever is more stringent. 

D. Boxed Power Supplies: Locate power supplies as indicated or, if not indicated, above 
accessible ceilings. Verify location with Architect. 
1. Configuration: Provide one power supply for each door opening with electrified door 

hardware. 

E. Perimeter Gasketing: Apply to head and jamb, forming seal between door and frame. 
1. Do not notch perimeter gasketing to install other surface-applied hardware. 

F. Meeting Stile Gasketing: Fasten to meeting stiles, forming seal when doors are closed. 

G. Door Bottoms: Apply to bottom of door, forming seal with threshold when door is closed. 
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3.2 ADJUSTING 

A. Adjust and check each operating item of door hardware and each door to ensure proper 
operation or function of every unit. Replace units that cannot be adjusted to operate as 
intended. Adjust door control devices to compensate for final operation of heating and 
ventilating equipment and to comply with referenced accessibility requirements. 

3.3 DOOR HARDWARE SCHEDULE 

A. Door hardware is scheduled in the Opening Schedule on Drawings 

END OF SECTION 08 71 00 
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SECTION 08 80 00 - GLAZING 

PART 1 - GENERAL 

1.1 SUMMARY 

A. Section Includes: 
1. Glass and glazing. 

1.2 COORDINATION 

A. Coordinate glazing channel dimensions to provide necessary bite on glass, minimum edge and 
face clearances, and adequate sealant thicknesses, with reasonable tolerances to achieve 
proper safety margins for glazing retention under each design load case, load case 
combination, and service condition. 

1.3 ACTION SUBMITTALS 

A. Product Data: For each type of product. 

1.4 INFORMATIONAL SUBMITTALS 

A. Sample Warranties: For special warranties. 

1.5 DELIVERY, STORAGE, AND HANDLING 

A. Protect glazing materials in accordance with manufacturer's written instructions. Prevent 
damage to glass and glazing materials from condensation, temperature changes, direct 
exposure to sun, or other causes. 

PART 2 - PRODUCTS 

2.1 PERFORMANCE REQUIREMENTS 

A. Safety Glazing: Where safety glazing is indicated, provide glazing that complies with 
16 CFR 1201, Category II. 

2.2 GLASS PRODUCTS, GENERAL 

A. Glazing Publications: Comply with published recommendations of glass product manufacturers 
and organizations below unless more stringent requirements are indicated. See these 
publications for glazing terms not otherwise defined in this Section or in referenced standards. 
1. NGA Publications: "Glazing Manual." 

B. Safety Glazing Labeling: Where safety glazing is indicated, permanently mark glazing with 
certification label of the SGCC or another certification agency acceptable to authorities having 
jurisdiction. Label shall indicate manufacturer's name, type of glass, thickness, and safety 
glazing standard with which glass complies. 

2.3 GLASS PRODUCTS 

A. Fully Tempered Float Glass: ASTM C1048, Kind FT (fully tempered), Condition A (uncoated) 
unless otherwise indicated, Type I, Class 1 (clear), Quality-Q3. 
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2.4 GLAZING SEALANTS 

A. General: 
1. Compatibility: Compatible with one another and with other materials they contact, 

including glass products, and glazing channel substrates, under conditions of service and 
application, as demonstrated by sealant manufacturer based on testing and field 
experience. 

2. Suitability: Comply with sealant and glass manufacturers' written instructions for selecting 
glazing sealants suitable for applications indicated and for conditions existing at time of 
installation. 

2.5 MISCELLANEOUS GLAZING MATERIALS 

A. General: Provide products of material, size, and shape complying with referenced glazing 
standard, recommended in writing by manufacturers of glass and other glazing materials for 
application indicated, and with a proven record of compatibility with surfaces contacted in 
installation. 

B. Cleaners, Primers, and Sealers: Types recommended by sealant or gasket manufacturer. 

C. Setting Blocks: 
1. Shore A durometer hardness of 85, plus or minus 5. 
2. Type recommended in writing by sealant or glass manufacturer. 

D. Spacers: 
1. Blocks or continuous extrusions of hardness required by glass manufacturer to maintain 

glass lites in place for installation indicated. 
2. Type recommended in writing by sealant or glass manufacturer. 

E. Edge Blocks: 
1. Shore A durometer hardness per manufacturer's written instructions. 
2. Type recommended in writing by sealant or glass manufacturer. 

2.6 FABRICATION OF GLAZING UNITS 

A. Fabricate glazing units in sizes required to fit openings indicated for Project, with edge and face 
clearances, edge and surface conditions, and bite complying with written instructions of product 
manufacturer and referenced glazing publications, to comply with system performance 
requirements. 

PART 3 - EXECUTION 

3.1 EXAMINATION 

A. Examine framing, glazing channels, and stops, with Installer present, for compliance with the 
following: 
1. Manufacturing and installation tolerances, including those for size, squareness, and 

offsets at corners. 
2. Minimum required face and edge clearances. 
3. Effective sealing between joints of glass-framing members. 

B. Proceed with installation only after unsatisfactory conditions have been corrected. 
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3.2 PREPARATION 

A. Clean glazing channels and other framing members receiving glass immediately before glazing. 
Remove coatings not firmly bonded to substrates. 

3.3 GLAZING, GENERAL 

A. Comply with combined written instructions of manufacturers of glass, sealants, gaskets, and 
other glazing materials, unless more stringent requirements are indicated, including those in 
referenced glazing publications. 

B. Protect glass edges from damage during handling and installation. Remove damaged glass 
from Project site and legally dispose of off Project site. Damaged glass includes glass with edge 
damage or other imperfections that, when installed, could weaken glass, impair performance, or 
impair appearance. 

C. Apply primers to joint surfaces where required for adhesion of sealants, as determined by 
preconstruction testing. 

D. Install setting blocks in sill rabbets, sized and located to comply with referenced glazing 
publications, unless otherwise required by glass manufacturer. Set blocks in thin course of 
compatible sealant suitable for heel bead. 

E. Do not exceed edge pressures stipulated by glass manufacturers for installing glass lites. 

F. Provide spacers for glass lites where length plus width is larger than 50 inches. 
1. Locate spacers directly opposite each other on both inside and outside faces of glass. 

Install correct size and spacing to preserve required face clearances, unless gaskets and 
glazing tapes are used that have demonstrated ability to maintain required face 
clearances and to comply with system performance requirements. 

2. Provide 1/8-inch-minimum bite of spacers on glass and use thickness equal to sealant 
width. With glazing tape, use thickness slightly less than final compressed thickness of 
tape. 

G. Provide edge blocking where indicated or needed to prevent glass lites from moving sideways 
in glazing channel, as recommended in writing by glass manufacturer and in accordance with 
requirements in referenced glazing publications. 

3.4 SEALANT GLAZING (WET) 

A. Install continuous spacers, or spacers combined with cylindrical sealant backing, between glass 
lites and glazing stops to maintain glass face clearances and to prevent sealant from extruding 
into glass channel and blocking weep systems until sealants cure. Secure spacers or spacers 
and backings in place and in position to control depth of installed sealant relative to edge 
clearance for optimum sealant performance. 

B. Force sealants into glazing channels to eliminate voids and to ensure complete wetting or bond 
of sealant to glass and channel surfaces. 

C. Tool exposed surfaces of sealants to provide a substantial wash away from glass. 

3.5 CLEANING AND PROTECTION 

A. Immediately after installation, remove nonpermanent labels and clean surfaces. 
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B. Protect glass from contact with contaminating substances resulting from construction 
operations.  

C. Remove and replace glass that is damaged during construction period. 

D. Wash glass on both exposed surfaces not more than four days before date scheduled for 
inspections that establish date of Substantial Completion. Wash glass as recommended in 
writing by glass manufacturer. 

3.6 MONOLITHIC GLASS SCHEDULE 

A. Clear Glass:  Fully tempered float glass. 
1. Minimum Thickness:  6 mm. 
2. Safety glazing required. 

END OF SECTION 08 80 00 
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SECTION 09 22 16 - NON-STRUCTURAL METAL FRAMING 

PART 1 - GENERAL 

1.1 SUMMARY 

A. Section Includes: 
1. Non-load-bearing steel framing systems for interior partitions. 

1.2 ACTION SUBMITTALS 

A. Product Data: For each type of product. 

1.3 INFORMATIONAL SUBMITTALS 

A. Product Certificates: For each type of code-compliance certification for studs and tracks. 

1.4 QUALITY ASSURANCE 

A. Code-Compliance Certification of Studs and Tracks: Provide documentation, acceptable to 
Authorities Having Jurisdiction, that framing members are certified according to the product-
certification program of the Certified Steel Stud Association, the Steel Framing Industry 
Association, the Steel Stud Manufacturers Association, or the Supreme Steel Framing System 
Association. 

PART 2 - PRODUCTS 

2.1 PERFORMANCE REQUIREMENTS 

A. Fire-Test-Response Characteristics: For fire-resistance-rated assemblies that incorporate non-
load-bearing steel framing, provide materials and construction identical to those tested in 
assembly indicated, according to ASTM E119 by an independent testing agency. 

B. STC-Rated Assemblies: For STC-rated assemblies, provide materials and construction identical 
to those tested in assembly indicated on Drawings, according to ASTM E90 and classified 
according to ASTM E413 by an independent testing agency. 

C. Horizontal Deflection: For wall assemblies, limited to 1/360 of the wall height based on 
horizontal loading of 5 lbf/sq. ft 

2.2 FRAMING SYSTEMS 

A. Framing Members, General: Comply with AISI S220 and ASTM C645, Section 10 for conditions 
indicated. 
1. Steel Sheet Components: Comply with AISI S220 and ASTM C645, Section 10 

requirements for metal unless otherwise indicated 
2. Protective Coating: Comply with AISI S220; ASTM A653/A653M, G40; or coating with 

equivalent corrosion resistance. Galvannealed products are unacceptable. 
a. Coating demonstrates equivalent corrosion resistance with an evaluation report 

acceptable to authorities having jurisdiction. 

B. Studs and Track:  AISI S220 and ASTM C645, Section 10. 
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1. Manufacturers: Subject to compliance with requirements, provide products by one of the 
following: 
a. ClarkDietrich. 
b. MBA Building Supplies. 
c. Marino\WARE. 
d. SCAFCO Steel Stud Company. 
e. Steel Construction Systems. 
f. Steel Network, Inc. (The). 

2. Minimum Base-Steel Thickness:  
a. Metal Studs Supporting Partitions With Ceramic Tile Finish:  20 gage or    

 heavier, per TCNA requirements. 
b. Metal Studs Supporting Partitions Without Ceramic Tile Finish:  As required by   

 performance requirements for horizontal deflection. 
3. Depth:  As indicated on Drawings. 

C. Slip-Type Head Joints:  
1. Double-Track System: ASTM C645 top outer tracks, inside track with 2-inch-deep flanges 

in thickness not less than indicated for studs and fastened to studs, and outer track sized 
to friction-fit over inner track. 

2. Deflection Track: Steel sheet top track manufactured to prevent cracking of finishes 
applied to interior partition framing resulting from deflection of structure above; in 
thickness not less than indicated for studs and in width to accommodate depth of studs. 

D. Hat-Shaped, Rigid Furring Channels: ASTM C645. 
1. Minimum Base-Steel Thickness:  0.0179 inch. 
2. Depth:  As indicated on Drawings. 

2.3 AUXILIARY MATERIALS 

A. General: Provide auxiliary materials that comply with referenced installation standards. 
1. Fasteners for Steel Framing: Of type, material, size, corrosion resistance, holding power, 

and other properties required to fasten steel members to substrates. 

B. Isolation Strip at Exterior Walls: Provide one of the following: 
1. Asphalt-Saturated Organic Felt: ASTM D226/D226M, Type I (No. 15 asphalt felt), 

nonperforated. 
2. Foam Gasket: Adhesive-backed, closed-cell vinyl foam strips that allow fastener 

penetration without foam displacement, 1/8 inch thick, in width to suit steel stud size. 

PART 3 - EXECUTION 

3.1 INSTALLATION, GENERAL 

A. Installation Standard: ASTM C754. 
1. Gypsum Board Assemblies: Also comply with requirements in ASTM C840 that apply to 

framing installation. 

B. Install framing and accessories plumb, square, and true to line, with connections securely 
fastened. 

C. Install supplementary framing, and blocking to support fixtures, equipment services, heavy trim, 
grab bars, toilet accessories, furnishings, or similar construction. 

D. Install bracing at terminations in assemblies. 

http://www.specagent.com/Lookup?ulid=12028
http://www.specagent.com/Lookup?uid=123457222616
http://www.specagent.com/Lookup?uid=123457222607
http://www.specagent.com/Lookup?uid=123457222611
http://www.specagent.com/Lookup?uid=123457222609
http://www.specagent.com/Lookup?uid=123457222612
http://www.specagent.com/Lookup?uid=123457222608
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E. Do not bridge building control and expansion joints with non-load-bearing steel framing 
members. Frame both sides of joints independently. 

3.2 INSTALLING FRAMED ASSEMBLIES 

A. Install framing system components according to spacings indicated, but not greater than 
spacings required by referenced installation standards for assembly types. 

B. Where studs are installed directly against exterior masonry walls or dissimilar metals at exterior 
walls, install isolation strip between studs and exterior wall. 

C. Install studs so flanges within framing system point in same direction. 

D. Install tracks at floors and overhead supports. Extend framing full height to structural supports 
or substrates above suspended ceilings except where partitions are indicated to terminate at 
suspended ceilings. Continue framing around ducts that penetrate partitions above ceiling. 
1. Slip-Type Head Joints: Where framing extends to overhead structural supports, install to 

produce joints at tops of framing systems that prevent axial loading of finished 
assemblies. 

2. Door Openings: Screw vertical studs at jambs to jamb anchor clips on door frames; install 
track section (for cripple studs) at head and secure to jamb studs. 
a. Install two studs at each jamb unless otherwise indicated. 
b. Install cripple studs at head adjacent to each jamb stud, with a minimum 1/2-inch 

clearance from jamb stud to allow for installation of control joint in finished 
assembly. 

c. Extend jamb studs through suspended ceilings and attach to underside of 
overhead structure. 

3. Other Framed Openings: Frame openings other than door openings the same as 
required for door openings unless otherwise indicated. Install framing below sills of 
openings to match framing required above door heads. 

4. Fire-Resistance-Rated Partitions: Install framing to comply with fire-resistance-rated 
assembly indicated and support closures and to make partitions continuous from floor to 
underside of solid structure. 

5. Sound-Rated Partitions: Install framing to comply with sound-rated assembly indicated. 

E. Installation Tolerance: Install each framing member so fastening surfaces vary not more than 
1/8 inch from the plane formed by faces of adjacent framing. 

END OF SECTION 09 22 16 
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SECTION 09 29 00 - GYPSUM BOARD 

PART 1 - GENERAL 

1.1 SUMMARY 

A. Section Includes: 
1. Interior gypsum board. 
2. Tile backing panels. 

1.2 ACTION SUBMITTALS 

A. Product Data: 
1. Gypsum board, Type X. 
2. Mold-resistant gypsum board. 
3. Tile backing panels. 
4. Interior trim. 
5. Joint treatment materials. 
6. Sound-attenuation blankets. 
7. Acoustical sealant. 

PART 2 - PRODUCTS 

2.1 PERFORMANCE REQUIREMENTS 

A. Fire-Resistance-Rated Assemblies: For fire-resistance-rated assemblies, provide materials and 
construction identical to those tested in assembly indicated according to ASTM E119 by an 
independent testing agency. 

2.2 GYPSUM BOARD, GENERAL 

A. Size: Provide maximum lengths and widths available that will minimize joints in each area and 
that correspond with support system indicated. 

2.3 INTERIOR GYPSUM BOARD 

A. Gypsum Board, Type X: ASTM C1396/C1396M. 
1. Thickness: 5/8 inch. 
2. Long Edges:  Tapered. 

B. Mold-Resistant Gypsum Board: ASTM C1396/C1396M. With moisture- and mold-resistant core 
and paper surfaces. 
1. Core:  5/8 inch, Type X. 
2. Long Edges: Tapered. 
3. Mold Resistance: ASTM D3273, score of 10 as rated according to ASTM D3274. 

2.4 TILE BACKING PANELS 

A. Glass-Mat, Water-Resistant Backing Board: ASTM C1178/C1178M, with manufacturer's 
standard edges. 
1. Product:  1/4 inch DensShield Tile Backer, Georgia-Pacific Gypsum. 
2. Core:  1/4 inch, regular type. 
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3. Mold Resistance: ASTM D3273, score of 10 as rated according to ASTM D3274. 

2.5 TRIM ACCESSORIES 

A. Interior Trim: ASTM C1047. 
1. Material:  Galvanized or aluminum-coated steel sheet, rolled zinc, plastic, or paper-faced 

galvanized-steel sheet. 
2. Shapes: 

a. Cornerbead. 
b. LC-Bead: J-shaped; exposed long flange receives joint compound. 
c. Expansion (control) joint. 

2.6 JOINT TREATMENT MATERIALS 

A. General: Comply with ASTM C475/C475M. 

B. Joint Tape: 
1. Interior Gypsum Board: Paper. 
2. Tile Backing Panels: As recommended by panel manufacturer. 

C. Joint Compound for Interior Gypsum Board: For each coat, use formulation that is compatible 
with other compounds applied on previous or for successive coats. 
1. Prefilling: At open joints, rounded or beveled panel edges, and damaged surface areas, 

use setting-type taping compound. 
2. Embedding and First Coat: For embedding tape and first coat on joints, fasteners, and 

trim flanges, use setting-type taping compound. 
3. Fill Coat: For second coat, use drying-type, all-purpose compound. 
4. Finish Coat: For third coat, use drying-type, all-purpose compound. 

D. Joint Compound for Tile Backing Panels: 

1. Glass-Mat, Water-Resistant Backing Panel: As recommended by backing panel 
manufacturer. 

2. Cementitious Backer Units: As recommended by backer unit manufacturer. 

2.7 AUXILIARY MATERIALS 

A. Provide auxiliary materials that comply with referenced installation standards and 
manufacturer's written instructions. 

B. Steel Drill Screws: ASTM C1002 unless otherwise indicated. 
1. Use screws complying with ASTM C954 for fastening panels to steel members from 

0.033 to 0.112 inch thick. 

C. Sound-Attenuation Blankets: ASTM C665, Type I (blankets without membrane facing) produced 
by combining thermosetting resins with mineral fibers manufactured from glass, slag wool, or 
rock wool. 
1. Fire-Resistance-Rated Assemblies: Comply with mineral-fiber requirements of assembly. 

D. Acoustical Sealant for Exposed and Concealed Joints: Manufacturer's standard nonsag, 
paintable, nonstaining latex acoustical sealant complying with ASTM C834. 
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PART 3 - EXECUTION 

3.1 INSTALLATION AND FINISHING OF PANELS 

A. Examine panels before installation. Reject panels that are wet, moisture damaged, and mold 
damaged. 

B. Comply with ASTM C840. 

C. Isolate perimeter of gypsum board applied to non-load-bearing partitions at structural 
abutments. Provide 1/4- to 1/2-inch-wide spaces at these locations and trim edges with edge 
trim where edges of panels are exposed. Seal joints between edges and abutting structural 
surfaces with acoustical sealant. 

D. For trim with back flanges intended for fasteners, attach to framing with same fasteners used for 
panels. Otherwise, attach trim according to manufacturer's written instructions. 

E. Prefill open joints, rounded or beveled edges, and damaged surface areas. 

F. Apply joint tape over gypsum board joints, except for trim products specifically indicated as not 
intended to receive tape. 

G. Gypsum Board Finish Levels: Finish panels to levels indicated below and according to 
ASTM C840: 
1. Level 1: Ceiling plenum areas, concealed areas, and where indicated. 
2. Level 2:  Panels that are substrate for tile  
3. Level 4:  At panel surfaces that will be exposed to view unless otherwise indicated. 

3.2 INSTALLATION OF TILE BACKING PANELS 

A. After removal of existing ceramic tile wall finish, clean and smooth surface of existing gypsum 
wallboard.  Cover surface of existing gypsum wallboard with glass-mat water-resistant backing 
panels. 

B. Glass-Mat, Water-Resistant Backing Panels: Comply with manufacturer's written installation 
instructions. Install with 1/4-inch gap where panels abut other construction or penetrations. 

C. Where tile backing panels abut other types of panels in same plane, shim surfaces to produce a 
uniform plane across panel surfaces. 

3.3 PROTECTION 

A. Protect installed products from damage from weather, condensation, direct sunlight, 
construction, and other causes during remainder of the construction period. 

B. Remove and replace panels that are wet, moisture damaged, and mold damaged. 

END OF SECTION 09 29 00 
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SECTION 09 30 00 - TILING 

PART 1 - GENERAL 

1.1 SUMMARY 

A. Section Includes: 
1. Ceramic tile. 
2. Crack isolation membrane. 
3. Metal edge strips. 

1.2 ACTION SUBMITTALS 

A. Product Data: For each type of product indicated. 

B. Samples: 
1. Each type and composition of tile and for each color and finish required. 
2. Assembled samples, with grouted joints, for each type and composition of tile and for 

each color and finish required. 

1.3 MAINTENANCE MATERIAL SUBMITTALS 

A. Furnish extra materials that match and are from same production runs as products installed and 
that are packaged with protective covering and identified with labels describing contents. 
1. Tile and Trim Units: Furnish quantity of full-size units equal to 3 percent of amount 

installed for each type, composition, color, pattern, and size indicated. 

PART 2 - PRODUCTS 

2.1 TILE PRODUCTS 

A. ANSI Ceramic Tile Standard: Provide Standard grade tile that complies with ANSI A137.1 for 
types, compositions, and other characteristics indicated. 

B. Tile Products:  Specified on Drawings. 

2.2 CRACK ISOLATION MEMBRANE 

A. General: Manufacturer's standard product that complies with ANSI A118.12 for high 
performance and is recommended by the manufacturer for the application indicated. 

B. Fluid-Applied Membrane: Liquid-latex rubber or elastomeric polymer. 

2.3 SETTING MATERIALS 

A. Latex-Portland Cement Mortar (Thin Set): ANSI A118.4. 
1. Manufacturers: Subject to compliance with requirements, provide products by one of the 

following: 
a. C-Cure. 
b. Custom Building Products. 
c. Laticrete International, Inc. 
d. MAPEI Corporation. 
e. TEC; a subsidiary of H. B. Fuller Company. 

http://www.specagent.com/LookUp/?uid=123456796554&mf=04&src=wd
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2. For wall applications, provide nonsagging mortar. 

2.4 GROUT MATERIALS 

A. Polymer-Modified Tile Grout: ANSI A118.7. 
1. Manufacturers: Subject to compliance with requirements, provide products by one of the 

following: 
a. C-Cure. 
b. Custom Building Products. 
c. Laticrete International, Inc. 
d. MAPEI Corporation. 
e. TEC; a subsidiary of H. B. Fuller Company. 

2.5 MISCELLANEOUS MATERIALS 

A. Trowelable Underlayments and Patching Compounds: Latex-modified, portland cement-based 
formulation provided or approved by manufacturer of tile-setting materials for installations 
indicated. 

B. Metal Edge Strips: Specified on Drawings. 

C. Grout Sealer: Grout manufacturer's standard product for sealing grout joints and that does not 
change color or appearance of grout. 

PART 3 - EXECUTION 

3.1 EXAMINATION 

A. Examine substrates, areas, and conditions where tile will be installed, with Installer present, for 
compliance with requirements for installation tolerances and other conditions affecting 
performance of installed tile. 
1. Verify that substrates for setting tile are firm, dry, clean, free of coatings that are 

incompatible with tile-setting materials including curing compounds and other substances 
that contain soap, wax, oil, or silicone; and comply with flatness tolerances required by 
ANSI A108.01 for installations indicated. 

3.2 PREPARATION 

A. Fill cracks, holes, and depressions in concrete substrates for tile floors  with trowelable leveling 
and patching compound specifically recommended by tile-setting material manufacturer. 

B. Field-Applied Temporary Protective Coating: If needed to prevent grout from staining or 
adhering to exposed tile surfaces, precoat them with continuous film of temporary protective 
coating, taking care not to coat unexposed tile surfaces. 

3.3 INSTALLATION 

A. Comply with TCA's "Handbook for Ceramic Tile Installation" for TCA installation methods 
specified in tile installation schedules. Comply with parts of the ANSI A108 Series 
"Specifications for Installation of Ceramic Tile" that are referenced in TCA installation methods, 
specified in tile installation schedules, and apply to types of setting and grouting materials used. 
1. For the following installations, follow procedures in the ANSI A108 Series of tile 

installation standards for providing 95 percent mortar coverage: 
a. Tile floors composed of tiles 8 by 8 inches or larger. 

http://www.specagent.com/LookUp/?uid=123456796685&mf=04&src=wd
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B. Extend tile work into recesses and under or behind equipment and fixtures to form complete 
covering without interruptions unless otherwise indicated. Terminate work neatly at obstructions, 
edges, and corners without disrupting pattern or joint alignments. 

C. Accurately form intersections and returns. Perform cutting and drilling of tile without marring 
visible surfaces. Carefully grind cut edges of tile abutting trim, finish, or built-in items for straight 
aligned joints. Fit tile closely to electrical outlets, piping, fixtures, and other penetrations so 
plates, collars, or covers overlap tile. 

D. Expansion Joints: Provide expansion joints and other sealant-filled joints, including control, 
contraction, and isolation joints, where indicated. Form joints during installation of setting 
materials, mortar beds, and tile. Do not saw-cut joints after installing tiles. 
1. Where joints occur in concrete substrates, locate joints in tile surfaces directly above 

them. 
2. Prepare joints and apply sealants to comply with requirements in Section 07 92 00 "Joint 

Sealants." 

E. Metal Edge Strips: Install [at locations indicated] [where exposed edge of tile flooring meets 
carpet, wood, or other flooring that finishes flush with top of tile] [where exposed edge of tile 
flooring meets carpet, wood, or other flooring that finishes flush with or below top of tile and no 
threshold is indicated]. 

F. Grout Sealer: Apply grout sealer to grout joints in tile floors according to grout-sealer 
manufacturer's written instructions. As soon as grout sealer has penetrated grout joints, remove 
excess sealer and sealer from tile faces by wiping with soft cloth. 

G. Install crack isolation membrane to comply with ANSI A108.17 and manufacturer's written 
instructions to produce membrane of uniform thickness and bonded securely to substrate. 

3.4 INTERIOR TILE INSTALLATION SCHEDULE 

A. Interior Floor Installations, Concrete Subfloor: 
1. Tile Installation F125A: Thin-set mortar on crack isolation membrane; TCA F125A. 

a. Thin-Set Mortar: Latex-portland cement mortar. 
b. Grout:  Polymer-modified unsanded grout. 

B. Interior Wall Installations, Metal Studs or Furring: 
1. Tile Installation W243: Thin-set mortar on gypsum board; TCA W243. 

a. Thin-Set Mortar:  Latex- portland cement mortar. 
b. Grout:  Polymer-modified unsanded grout. 

2. Tile Installation W245:  Thin-set mortar on coated glass-mat, water-resistant gypsum 
backer board; TCA W245. 
a. Thin-Set Mortar:  Latex- portland cement mortar. 
b. Grout:  Polymer-modified unsanded grout. 

END OF SECTION 09 30 00 
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SECTION 09 51 13 - ACOUSTICAL PANEL CEILINGS 

PART 1 - GENERAL 

1.1 SUMMARY 

A. Section includes acoustical panels and exposed suspension systems for interior ceilings. 

1.2 ACTION SUBMITTALS 

A. Product Data: For each type of product. 

B. Samples: For each exposed product and for each color and texture specified. 

1.3 INFORMATIONAL SUBMITTALS 

A. Coordination Drawings: Reflected ceiling plans, drawn to scale, and coordinated with each 
other, using input from installers of the items involved. 

1.4 CLOSEOUT SUBMITTALS 

A. Maintenance data. 

PART 2 - PRODUCTS 

2.1 PERFORMANCE REQUIREMENTS 

A. Surface-Burning Characteristics: Comply with ASTM E84; testing by a qualified testing agency. 
Identify products with appropriate markings of applicable testing agency. 
1. Flame-Spread Index: Class A according to ASTM E1264. 
2. Smoke-Developed Index:  50 or less. 

2.2 ACOUSTICAL PANELS 

A. Products:  Specified on Drawings. 

2.3 METAL SUSPENSION SYSTEM 

A. Products:  Specified on Drawings. 

2.4 ACCESSORIES 

A. Attachment Devices: Size for five times the design load indicated in ASTM C635/C635M, 
Table 1, "Direct Hung," unless otherwise indicated. Comply with seismic design requirements. 

2.5 METAL EDGE MOLDINGS AND TRIM 

A. Roll-Formed, Sheet-Metal Edge Moldings and Trim: Type and profile indicated or, if not 
indicated, manufacturer's standard moldings for edges and penetrations; formed from sheet 
metal of same material, finish, and color as that used for exposed flanges of suspension-system 
runners. 
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PART 3 - EXECUTION 

3.1 PREPARATION 

A. Measure each ceiling area and establish layout of acoustical panels to balance border widths at 
opposite edges of each ceiling. Avoid using less-than-half-width panels at borders unless 
otherwise indicated. 

B. Layout openings for penetrations centered on the penetrating items. 

3.2 INSTALLATION 

A. Install acoustical panel ceilings according to ASTM C636/C636M and manufacturer's written 
instructions. 

B. Install edge moldings and trim of type indicated at perimeter of acoustical ceiling area and 
where necessary to conceal edges of acoustical panels. 
1. Apply acoustical sealant in a continuous ribbon concealed on back of vertical legs of 

moldings before they are installed. 
2. Do not use exposed fasteners, including pop rivets, on moldings and trim. 

END OF SECTION 09 51 13 
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SECTION 09 65 13 - RESILIENT BASE AND ACCESSORIES 

PART 1 - GENERAL 

1.1 SUMMARY 

A. Section Includes: 
1. Resilient base. 

1.2 ACTION SUBMITTALS 

A. Product Data: For each type of product. 

B. Samples: For each exposed product and for each color and texture specified. 

1.3 MAINTENANCE MATERIAL SUBMITTALS 

A. Furnish extra materials, from the same product run, that match products installed and that are 
packaged with protective covering for storage and identified with labels describing contents. 
1. Furnish not less than five percent of each type, color, pattern, and size of resilient product 

installed. 

PART 2 - PRODUCTS 

2.1 RESILIENT BASE 

A. Resilient base products are specified on Drawings. 

B. Outside Corners:  Job formed. 

C. Inside Corners:  Job formed. 

2.2 INSTALLATION MATERIALS 

A. Adhesives: Water-resistant type recommended by resilient-product manufacturer for resilient 
products and substrate conditions indicated. 

PART 3 - EXECUTION 

3.1 PREPARATION 

A. Prepare substrates according to manufacturer's written instructions to ensure adhesion of 
resilient products. 

B. Do not install resilient products until materials are the same temperature as space where they 
are to be installed. 

C. Immediately before installation, sweep and vacuum clean substrates to be covered by resilient 
products. 

3.2 RESILIENT BASE INSTALLATION 

A. Comply with manufacturer's written instructions for installing resilient base. 
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B. Apply resilient base to walls, columns, pilasters, casework and cabinets in toe spaces, and 
other permanent fixtures in rooms and areas where base is required. 

C. Install resilient base in lengths as long as practical without gaps at seams and with tops of 
adjacent pieces aligned. 

D. Tightly adhere resilient base to substrate throughout length of each piece, with base in 
continuous contact with horizontal and vertical substrates. 

E. Do not stretch resilient base during installation. 

F. On masonry surfaces or other similar irregular substrates, fill voids along top edge of resilient 
base with manufacturer's recommended adhesive filler material. 

G. Job-Formed Corners: 
1. Outside Corners: Use straight pieces of maximum lengths possible and form with returns 

not less than 3 inches in length. 
a. Form without producing discoloration (whitening) at bends. 

2. Inside Corners: Use straight pieces of maximum lengths possible and form with returns 
not less than 3 inches in length. 
a. Miter or cope corners to minimize open joints. 

3.3 CLEANING AND PROTECTION 

A. Comply with manufacturer's written instructions for cleaning and protecting resilient products. 

END OF SECTION 09 65 13 
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SECTION 09 65 19 - RESILIENT TILE FLOORING 

PART 1 - GENERAL 

1.1 SUMMARY 

A. Section Includes: 
1. Resilient floor tile. 

1.2 ACTION SUBMITTALS 

A. Product Data: For each type of product. 

B. Samples: For each exposed product and for each color and pattern specified. 

1.3 CLOSEOUT SUBMITTALS 

A. Maintenance data. 

1.4 QUALITY ASSURANCE 

A. Installer Qualifications: An entity that employs installers and supervisors who are competent in 
techniques required by manufacturer for floor tile installation. 

PART 2 - PRODUCTS 

2.1 PERFORMANCE REQUIREMENTS 

A. Fire-Test-Response Characteristics: For resilient floor tile, as determined by testing identical 
products according to ASTM E648 or NFPA 253 by a qualified testing agency. 
1. Critical Radiant Flux Classification: Class I, not less than 0.45 W/sq. cm. 

2.2 RESILIENT FLOOR TILE 

A. Products:  Specified on Drawings. 

2.3 INSTALLATION MATERIALS 

A. Trowelable Leveling and Patching Compounds: Latex-modified, portland-cement-based or 
blended hydraulic-cement-based formulation provided or approved by floor tile manufacturer for 
applications indicated. 

B. Adhesives: Water-resistant type recommended by floor tile and adhesive manufacturers to suit 
floor tile and substrate conditions indicated. 

C. Floor Polish: Provide protective, liquid floor-polish products recommended by floor tile 
manufacturer. 
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PART 3 - EXECUTION 

3.1 PREPARATION 

A. Prepare substrates according to floor tile manufacturer's written instructions to ensure adhesion 
of resilient products. 

B. Concrete Substrates: Prepare according to ASTM F710. 
1. Verify that substrates are dry and free of curing compounds, sealers, and hardeners. 
2. Remove substrate coatings and other substances that are incompatible with adhesives 

and that contain soap, wax, oil, or silicone, using mechanical methods recommended by 
floor tile manufacturer. Do not use solvents. 

C. Fill cracks, holes, and depressions in substrates with trowelable leveling and patching 
compound; remove bumps and ridges to produce a uniform and smooth substrate. 

D. Do not install floor tiles until materials are the same temperature as space where they are to be 
installed. 
1. At least 48 hours in advance of installation, move resilient floor tile and installation 

materials into spaces where they will be installed. 

E. Immediately before installation, sweep and vacuum clean substrates to be covered by resilient 
floor tile. 

3.2 FLOOR TILE INSTALLATION 

A. Comply with manufacturer's written instructions for installing floor tile. 

B. Lay out floor tiles from center marks established with principal walls, discounting minor offsets, 
so tiles at opposite edges of room are of equal width. Adjust as necessary to avoid using cut 
widths that equal less than one-half tile at perimeter. 

C. Match floor tiles for color and pattern by selecting tiles from cartons in the same sequence as 
manufactured and packaged, if so numbered. Discard broken, cracked, chipped, or deformed 
tiles. 

D. Scribe, cut, and fit floor tiles to butt neatly and tightly to vertical surfaces and permanent fixtures 
including built-in furniture, cabinets, pipes, outlets, and door frames. 

E. Extend floor tiles into toe spaces, door reveals, closets, and similar openings. Extend floor tiles 
to center of door openings. 

F. Maintain reference markers, holes, and openings that are in place or marked for future cutting 
by repeating on floor tiles as marked on substrates. Use chalk or other nonpermanent marking 
device. 

G. Install floor tiles on covers for telephone and electrical ducts, building expansion-joint covers, 
and similar items in installation areas. Maintain overall continuity of color and pattern between 
pieces of tile installed on covers and adjoining tiles. Tightly adhere tile edges to substrates that 
abut covers and to cover perimeters. 

H. Adhere floor tiles to substrates using a full spread of adhesive applied to substrate to produce a 
completed installation without open cracks, voids, raising and puckering at joints, telegraphing 
of adhesive spreader marks, and other surface imperfections. 
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I. Floor Polish: Remove soil, adhesive, and blemishes from floor tile surfaces before applying 
liquid floor polish. 
1. Apply two coat(s). 

END OF SECTION 09 65 19 
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SECTION 09 68 13 - TILE CARPETING 

PART 1 - GENERAL 

1.1 SUMMARY 

A. Section includes modular carpet tile. 

1.2 ACTION SUBMITTALS 

A. Product Data: For each type of product. 

B. Shop Drawings: For carpet tile installation, plans showing the following: 
1. Columns, doorways, enclosing walls or partitions, built-in cabinets, and locations where 

cutouts are required in carpet tiles. 
2. Carpet tile type, color, and dye lot. 
3. Type of subfloor. 
4. Type of installation. 
5. Pattern of installation. 
6. Pattern type, location, and direction. 
7. Pile direction. 
8. Type, color, and location of insets and borders. 
9. Type, color, and location of edge, transition, and other accessory strips. 
10. Transition details to other flooring materials. 

C. Samples: For each exposed product and for each color and texture required. 

1.3 INFORMATIONAL SUBMITTALS 

A. Product test reports. 

B. Sample warranty. 

1.4 CLOSEOUT SUBMITTALS 

A. Maintenance data. 

1.5 MAINTENANCE MATERIAL SUBMITTALS 

A. Furnish extra materials, from the same product run, that match products installed and that are 
packaged with protective covering for storage and identified with labels describing contents. 
1. Carpet Tile: Full-size units equal to 5 percent of amount installed for each type indicated, 

but not less than 10 sq. yd. 

1.6 QUALITY ASSURANCE 

A. Installer Qualifications: Certified by the International Certified Floorcovering Installers 
Association at the Commercial II certification level. 

1.7 WARRANTY 

A. Special Warranty for Carpet Tiles: Manufacturer agrees to repair or replace components of 
carpet tile installation that fail in materials or workmanship within specified warranty period. 
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1. Warranty Period:  10 years from date of Substantial Completion. 

PART 2 - PRODUCTS 

2.1 CARPET TILE 

A. Products:  Specified on Drawings. 

2.2 INSTALLATION ACCESSORIES 

A. Trowelable Leveling and Patching Compounds: Latex-modified, hydraulic-cement-based 
formulation provided or recommended by carpet tile manufacturer. 

B. Adhesives: Water-resistant, mildew-resistant, nonstaining, pressure-sensitive type to suit 
products and subfloor conditions indicated, that comply with flammability requirements for 
installed carpet tile, and are recommended by carpet tile manufacturer for releasable 
installation. 

PART 3 - EXECUTION 

3.1 PREPARATION 

A. General: Comply with CRI's "CRI Carpet Installation Standards" and with carpet tile 
manufacturer's written installation instructions for preparing substrates indicated to receive 
carpet tile. 

B. Use trowelable leveling and patching compounds, according to manufacturer's written 
instructions, to fill cracks, holes, depressions, and protrusions in substrates. Fill or level cracks, 
holes and depressions 1/8 inch wide or wider, and protrusions more than 1/32 inch unless more 
stringent requirements are required by manufacturer's written instructions. 

C. Concrete Substrates: Remove coatings, including curing compounds, and other substances that 
are incompatible with adhesives and that contain soap, wax, oil, or silicone, without using 
solvents. Use mechanical methods recommended in writing by adhesive and carpet tile 
manufacturers. 

D. Broom and vacuum clean substrates to be covered immediately before installing carpet tile. 

3.2 INSTALLATION 

A. General: Comply with CRI's "CRI Carpet Installation Standard," Section 18, "Modular Carpet" 
and with carpet tile manufacturer's written installation instructions. 

B. Installation Method:  As recommended in writing by carpet tile manufacturer. 

C. Maintain dye-lot integrity. Do not mix dye lots in same area. 

D. Cut and fit carpet tile to butt tightly to vertical surfaces, permanent fixtures, and built-in furniture 
including cabinets, pipes, outlets, edgings, thresholds, and nosings. Bind or seal cut edges as 
recommended by carpet tile manufacturer. 

E. Extend carpet tile into toe spaces, door reveals, closets, open-bottomed obstructions, 
removable flanges, alcoves, and similar openings. 
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F. Maintain reference markers, holes, and openings that are in place or marked for future cutting 
by repeating on carpet tile as marked on subfloor. Use nonpermanent, nonstaining marking 
device. 

G. Protect carpet tile against damage from construction operations and placement of equipment 
and fixtures during the remainder of construction period. Use protection methods indicated or 
recommended in writing by carpet tile manufacturer. 

END OF SECTION 09 68 13 



ADMINISTRATION BUILDING SECOND FLOOR RENOVATION 
ROCKFORD PUBLIC SCHOOLS 205 
ROCKFORD, ILLINOIS 
 

 
RPS 2222 
L&D 31225 INTERIOR PAINTING 09 91 23 - 1 

SECTION 09 91 23 - INTERIOR PAINTING 

PART 1 - GENERAL 

1.1 SUMMARY 

A. Section Includes: 
1. Interior painting systems. 

1.2 ACTION SUBMITTALS 

A. Product Data: For each type of product. 

B. Samples: For each type of topcoat product. 

C. Product Schedule: Use same designations indicated on Drawings and in the Interior Painting 
Schedule to cross-reference paint systems specified in this Section. Include color designations. 

PART 2 - PRODUCTS 

2.1 MANUFACTURERS 

A. Manufacturers: Subject to compliance with requirements, provide products by one of the 
following: 
1. Benjamin Moore & Co. 
2. Coronado Paint; Benjamin Moore & Co. 
3. H&C Decorative Concrete Products; a brand of Sherwin-Williams Co. 
4. PPG Paints; PPG Industries, Inc. 
5. Pratt & Lambert; a subsidiary of The Sherwin-Williams Company. 
6. Sherwin-Williams Company (The). 

2.2 PAINT PRODUCTS, GENERAL 

A. Material Compatibility: 
1. Materials for use within each paint system shall be compatible with one another and 

substrates indicated, under conditions of service and application as demonstrated by 
manufacturer, based on testing and field experience. 

2. For each coat in a paint system, products shall be recommended in writing by topcoat 
manufacturers for use in paint system and on substrate indicated. 

B. Colors: Specified on Drawings. 

2.3 PRIMERS 

A. Interior, Institutional Low-Odor/VOC Primer Sealer: Water-based primer sealer with low-odor 
characteristics and a VOC of less than 10 grams per liter for use on interior gypsum wallboard 
surfaces that are subsequently to be painted with latex finish coats. 

B. Water-Based Rust-Inhibitive Primer: Corrosion-resistant, water-based-emulsion primer 
formulated for resistance to flash rusting when applied to cleaned, interior ferrous metals 
subject to mildly corrosive environments. 

http://www.specagent.com/Lookup?ulid=14159
http://www.specagent.com/Lookup?uid=123457179590
http://www.specagent.com/Lookup?uid=123457179593
http://www.specagent.com/Lookup?uid=123457184005
http://www.specagent.com/Lookup?uid=123457179599
http://www.specagent.com/Lookup?uid=123457179600
http://www.specagent.com/Lookup?uid=123457179603
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2.4 WATER-BASED FINISH COATS 

A. Interior, Latex, Institutional Low Odor/VOC, Eggshell: Latex paint with low-odor characteristics 
and a VOC of less than 10 grams per liter, for use in occupied buildings, where the odor and 
VOC levels of conventional latex products would preclude their use. 
1. Gloss and Sheen Level:  Manufacturer's standard eggshell finish. 

B. Interior, Latex, Institutional Low Odor/VOC, Semigloss: Latex paint with low-odor characteristics 
and a VOC of less than 10 grams per liter, for use in occupied buildings, where the odor and 
VOC levels of conventional latex products would preclude their use. 
1. Gloss Level:  Manufacturer's standard semigloss finish. 

PART 3 - EXECUTION 

3.1 EXAMINATION 

A. Verify suitability of substrates, including surface conditions and compatibility, with existing 
finishes and primers. 

B. Proceed with coating application only after unsatisfactory conditions have been corrected. 
1. Application of coating indicates acceptance of surfaces and conditions. 

3.2 PREPARATION 

A. Comply with manufacturer's written instructions and recommendations applicable to substrates 
and paint systems indicated. 

B. Remove hardware, covers, plates, and similar items already in place that are removable and 
are not to be painted. If removal is impractical or impossible because of size or weight of item, 
provide surface-applied protection before surface preparation and painting. 

C. After completing painting operations, use workers skilled in the trades involved to reinstall items 
that were removed. Remove surface-applied protection if any. 

3.3 INSTALLATION 

A. Apply paints according to manufacturer's written instructions. 

B. Apply paints to produce surface films without cloudiness, spotting, holidays, laps, brush marks, 
roller tracking, runs, sags, ropiness, or other surface imperfections. Cut in sharp lines and color 
breaks. 

3.4 CLEANING AND PROTECTION 

A. After completing paint application, clean spattered surfaces. Remove spattered paints by 
washing, scraping, or other methods. Do not scratch or damage adjacent finished surfaces. 

B. Protect work of other trades against damage from paint application. Correct damage to work of 
other trades by cleaning, repairing, replacing, and refinishing, as approved by Architect, and 
leave in an undamaged condition. 

C. At completion of construction activities of other trades, touch up and restore damaged or 
defaced painted surfaces. 
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3.5 INTERIOR PAINTING SCHEDULE 

A. Steel Substrates: 
1. Institutional Low-Odor/VOC Latex System: 

a. Prime Coat: Water-based rust-inhibitive primer. 
b. Intermediate Coat: Matching topcoat. 
c. Topcoat: Interior, latex, institutional low odor/VOC, semigloss. 

B. Gypsum Board Substrates: 
1. Institutional Low-Odor/VOC Latex System: 

a. Prime Coat: Interior, institutional low-odor/VOC primer sealer. 
b. Intermediate Coat: Matching topcoat. 
c. Topcoat: Interior, latex, institutional low odor/VOC, eggshell. 

END OF SECTION 09 91 23 
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SECTION 10 21 13.13 - METAL TOILET COMPARTMENTS 

PART 1 - GENERAL 

1.1 SUMMARY 

A. Section Includes: 
1. Painted steel toilet compartments configured as toilet enclosures and urinal screens. 

B. Related Requirements: 
1. Section 10 28 00 "Toilet Accessories" for toilet tissue dispensers, grab bars, and similar 

accessories mounted on toilet compartments. 

1.2 ACTION SUBMITTALS 

A. Product Data: For each type of product. 
1. Include construction details, material descriptions, dimensions of individual components 

and profiles, and finishes for toilet compartments. 

B. Shop Drawings: For toilet compartments. 
1. Include plans, elevations, sections, and attachment details. 
2. Show locations of cutouts for compartment-mounted toilet accessories. 
3. Show locations of reinforcements for compartment-mounted grab bars and locations of 

blocking for surface-mounted toilet accessories. 
4. Show locations of centerlines of toilet fixtures. 
5. Show locations of floor drains. 

C. Samples: For each type of toilet compartment material indicated. 
1. Include Samples of hardware and accessories involving material and color selection. 

D. Product Schedule: For toilet compartments, prepared by or under the supervision of supplier, 
detailing location and selected colors for toilet compartment material. 

1.3 CLOSEOUT SUBMITTALS 

A. Maintenance Data: For toilet compartments to include in maintenance manuals. 

1.4 PROJECT CONDITIONS 

A. Field Measurements: Verify actual locations of toilet fixtures, walls, columns, ceilings, and other 
construction contiguous with toilet compartments by field measurements before fabrication. 

PART 2 - PRODUCTS 

2.1 PERFORMANCE REQUIREMENTS 

A. Regulatory Requirements: Comply with applicable provisions in the U.S. Architectural & 
Transportation Barriers Compliance Board's ADA-ABA Accessibility Guidelines for Buildings 
and Facilities, the Illinois Accessibility Code, and ICC A117.1 for toilet compartments 
designated as accessible. 



ADMINISTRATION BUILDING SECOND FLOOR RENOVATION 
ROCKFORD PUBLIC SCHOOLS 205 
ROCKFORD, ILLINOIS 
 

 
RPS 2222 
L&D 31225 METAL TOILET COMPARTMENTS 10 21 13.13 - 2 

2.2 PAINTED STEEL TOILET COMPARTMENTS 

A. Basis-of-Design Product: Subject to compliance with requirements, provide ASI Accurate 
Partitions, an ASI Group company. 
1. Style:   Floor anchored/overhead braced.  Ultimate Privacy 72. 
2. Panels/Doors:  72” high mounted 9” AFF. 
3. Pilasters:  84” tall. 
4. Brackets:  Continuous painted channels. 
5. Privacy:  Painted no sight strips. 
6. Color:  Light grey. 

B. Urinal-Screen Style:  Wall hung. 

C. Door, Panel, and Pilaster Construction: Seamless, metal facing sheets pressure laminated to 
core material; with continuous, interlocking molding strip or lapped-and-formed edge closures; 
corners secured by welding or clips and exposed welds ground smooth. Provide doors with 
integral no-sightline system including profile on strike and hinge side that overlaps adjacent 
pilaster. Exposed surfaces to be free of pitting, seam marks, roller marks, stains, discolorations, 
telegraphing of core material, or other imperfections. 
1. Core Material: Manufacturer's standard sound-deadening honeycomb of resin-

impregnated kraft paper in thickness required to provide finished thickness of 1 inch for 
doors and panels and 1-1/4 inches for pilasters. 

2. Grab-Bar Reinforcement: Provide concealed internal reinforcement for grab bars 
mounted on units of size and material adequate for panel to withstand applied downward 
load on grab bar of at least 250 lbf, when tested in accordance with ASTM F446, without 
deformation of panel. 

D. Urinal-Screen Construction: 
1. Flat-Panel Urinal Screen: Matching panel construction. 

E. Facing Sheets and Closures: Electrolytically coated steel sheet with nominal base-metal 
(uncoated) thicknesses as follows: 
1. Pilasters, Braced at Both Ends: Manufacturer's standard thickness, but not less than 

0.036 inch. 
2. Panels:  Manufacturer's standard thickness, but not less than 0.030 inch. 
3. Doors: Manufacturer's standard thickness, but not less than 0.030 inch. 
4. Flat-Panel Urinal Screens: Thickness matching the panels. 

F. Pilaster Shoes: Stainless steel sheet, not less than 0.031-inch nominal thickness and 3 inches 
high, No. 4 satin finish. Shoe bottom enclosed and integral to compartment structure. Secure to 
floor with manufacturer's recommended concrete anchors. 

G. Brackets (Fittings): 
1. Continuous Type: Manufacturer's standard design; stainless steel. 

H. Steel Sheet Finish: Immediately after cleaning, apply manufacturer's standard baked-on 
thermosetting, electrostatically applied powder coatings. Comply with coating manufacturer's 
written instructions for applying and baking. 
1. Color: Specified on Drawings. 

2.3 HARDWARE AND ACCESSORIES 

A. Hardware and Accessories: Manufacturer's standard operating hardware and accessories. 
1. Material:  Stainless steel. 
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2. Hinges: Manufacturer's standard paired, self-closing type that can be adjusted to hold 
doors open at any angle up to 90 degrees. 

3. Latch and Keeper: Manufacturer's standard surface-mounted latch unit designed for 
occupancy indication and emergency access. Provide units that comply with regulatory 
requirements for accessibility at compartments designated as accessible. 

4. Coat Hook: Manufacturer's standard combination hook and rubber-tipped bumper, sized 
to prevent in-swinging door from hitting compartment-mounted accessories. 

5. Door Pull: Manufacturer's standard unit at out-swinging doors that complies with 
regulatory requirements for accessibility. Provide units on both sides of doors at 
compartments designated as accessible. 

B. Overhead Bracing: Manufacturer's standard continuous, extruded-aluminum head rail with 
antigrip profile and in manufacturer's standard finish. 

C. Anchorages and Fasteners: Manufacturer's standard exposed fasteners of stainless steel, 
finished to match the items they are securing, with theft-resistant-type heads. Provide sex-type 
bolts for through-bolt applications. For concealed anchors, use rust-resistant, protective-coated 
steel compatible with related materials. 

2.4 MATERIALS 

A. Aluminum Castings: ASTM B26/B26M. 

B. Aluminum Extrusions: ASTM B221. 

C. Steel Sheet: Commercial steel sheet for exposed applications; mill phosphatized and selected 
for smoothness. 
1. Electrolytically Zinc Coated: ASTM A879/A879M, 01Z. 
2. Hot-Dip Galvanized: ASTM A653/A653M, either hot-dip galvanized or galvannealed. 

D. Stainless Steel Sheet: ASTM A240/A240M or ASTM A666, Type 304, stretcher-leveled 
standard of flatness. 

E. Stainless Steel Castings: ASTM A743/A743M. 

2.5 FABRICATION 

A. Fabrication, General: Fabricate toilet compartment components to sizes indicated. Coordinate 
requirements and provide cutouts for through-partition toilet accessories, and solid blocking 
within panel where required for attachment of toilet accessories. 

B. Overhead-Braced Units: Provide manufacturer's standard corrosion-resistant supports, leveling 
mechanism, and anchors at pilasters to suit floor conditions. Provide shoes at pilasters to 
conceal supports and leveling mechanism. 

C. Door Size and Swings: Unless otherwise indicated, provide 24-inch-wide, in-swinging doors for 
standard toilet compartments and 36-inch-wide, out-swinging doors with a minimum 32-inch-
wide, clear opening for compartments designated as accessible. 
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PART 3 - EXECUTION 

3.1 EXAMINATION 

A. Examine substrates, areas and conditions, with Installer present, for compliance with 
requirements for fastening, support, alignment, operating clearances, and other conditions 
affecting performance of the Work. 
1. Confirm location and adequacy of blocking and supports required for installation. 

B. Proceed with installation only after unsatisfactory conditions have been corrected. 

C. Coordinate layout and installation of supports, inserts, and anchors built into other units of work 
for toilet compartment anchorage. 

3.2 INSTALLATION 

A. General: Comply with manufacturer's written installation instructions. Install units rigid, straight, 
level, and plumb. Secure units in position indicated with manufacturer's recommended 
anchoring devices. 
1. Maximum Clearances: 

a. Pilasters and Panels: 1/2 inch. 
b. Panels and Walls: 1 inch. 

2. Full-Height (Continuous) Brackets: Secure panels to walls and to pilasters with full-height 
brackets. 
a. Locate bracket fasteners so holes for wall anchors occur in masonry or tile joints. 
b. Align brackets at pilasters with brackets at walls. 

B. Overhead-Braced Units: Secure pilasters to floor and level, plumb, and tighten. Set pilaster 
shoes with concrete anchors penetrating not less than 1-3/4 inches into structural floor unless 
otherwise indicated in manufacturer's written instructions. Secure continuous head rail to each 
pilaster with no fewer than two fasteners. Hang doors to align tops of doors with tops of panels, 
and adjust so tops of doors are parallel with overhead brace when doors are in closed position. 

C. Urinal Screens: Attach with anchoring devices to suit supporting structure. Set units level and 
plumb, rigid, and secured to resist lateral impact. 

3.3 ADJUSTING 

A. Hardware Adjustment: Adjust and lubricate hardware in accordance with hardware 
manufacturer's written instructions for proper operation. Set hinges on in-swinging doors to hold 
doors open approximately 30 degrees from closed position when unlatched. Set hinges on out-
swinging doors to return doors to fully closed position. 

END OF SECTION 10 21 13.13 
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SECTION 10 22 26 -  OPERABLE PARTITIONS  
 
PART 1 – GENERAL 
 
1.1 RELATED DOCUMENTS 

A. Drawings and general provisions of the Contract including General and Supplementary Conditions 
and Division 1 Specification Sections, apply to this Section. 

 
1.2 SUMMARY 

A. This Section includes the following: 
1. Manually operated, paired panel operable partitions. 

B. Related Sections include the following: 
1. Division 05 Sections for primary structural support, including pre-punching of support members by 

structural steel supplier per operable partition supplier's template. 
2. Division 06 Sections for wood blocking at head and jambs as required. 
3. Division 09 Sections for wall and ceiling framing at head and jambs. 

 
1.3 QUALITY ASSURANCE 

A. Installer Qualifications: An experienced installer who is certified in writing by the operable partition 
manufacturer, as qualified to install the manufacturer's partition systems for work similar in material, 
design, and extent to that indicated for this Project. 

B. Acoustical Performance: Test operable partitions in an independent acoustical laboratory in 
accordance with ASTM E90 test procedure and classified in accordance with ASTM E413 to attain no 
less than the STC rating specified. Provide a complete and unedited written test report by the testing 
laboratory upon request. 

C. Preparation of the opening shall conform to the criteria set forth per ASTM E557 Standard Practice 
for Architectural Application and Installation of Operable Partitions. 

D. The operable wall must be manufactured by a certified ISO-9001-2015 company or an equivalent 
quality control system. 

 
1.4 REFERENCE STANDARDS 

A. ASTM International 
1. ASTM E557 Standard Practice for Architectural Application and Installation of Operable 

Partitions. 
2. ASTM E90 - Standard Test Method for Laboratory Measurement of Airborne Sound Transmission 

Loss of Building Partitions and Elements. 
3. ASTM E84 - Surface Burning Characteristics of Building Materials. 
4. ASTM E413 - Classification for Rating Sound Insulation 

B. Other Standards 
1. ADA – Americans with Disabilities Act. 

 
1.5 SUBMITTALS 

A. Product Data: Material descriptions, construction details, finishes, installation details, and operating 
instructions for each type of operable partition, component, and accessory specified. 

B. Shop Drawings: Show location and extent of operable partitions. Include plans, elevations, sections, 
details, attachments to other construction, and accessories. Indicate dimensions, weights, conditions 
at openings, and at storage areas, and required installation, storage, and operating clearances. 
Indicate location and installation requirements for hardware and track, including floor tolerances 
required and direction of travel. Indicate blocking to be provided by others. 

C. Setting Drawings: Show imbedded items and cutouts required in other work, including support beam 
punching template. 

D. Samples: Color samples of exposed finish materials. 
E. Reports: Provide a complete and unedited written sound test report indicating test specimen matches 

product as submitted. 
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F. Buy American: Folding door to be manufactured in the United States in compliance with applicable 
U.S. Federal Trade Commission (FTC) and U.S. Customs Service and Border Protections regulations 
and be labeled "Made in America". 

 
1.6 DELIVERY, STORAGE, AND HANDLING 

A. Clearly mark packages and panels with numbering systems used on Shop Drawings. Do not use 
permanent markings on panels. 

B. Protect panels during delivery, storage, and handling to comply with manufacturer’s direction and as 
required to prevent damage. 

 
1.7 WARRANTY 

A. Provide written warranty by manufacturer of operable partitions agreeing to repair or replace any 
components with manufacturing defects. 

B. Warranty period: Two (2) years. 
C. Suspension System Warranty:   

1. OP-01: Five (5) years. 
 

PART 2 – PRODUCTS 
 
2.1 MANUFACTURERS, PRODUCTS, AND OPERATION 

A. Manufacturers: Subject to compliance with requirements, provide product by the following: 
1. Modernfold, Inc., 215 West New Road, Greenfield, IN 46140 
2. Toll Free: 800.869.9685 
3. email: info@modernfold.com 
4. www.modernfold.com 

B. Doors to be manufactured in the U.S.A. 
C. Products: Subject to compliance with the requirements, provide the following product: 

1. OP-01: Acousti-Seal Legacy - Paired Panel: Manually operated paired panel operable partition. 
 

2.2 OPERATION 
A. OP-01: Acousti-Seal Legacy - Paired Panel: Series of paired flat panels hinged together in pairs, 

manually operated, top supported with operable floor seals. 
B. Final Closure: 

1. OP-01: Horizontally expanding panel edge with removable crank 
 

2.3 PANEL CONSTRUCTION 
A. OP-01: Nominal 3-inch (76mm) thick panels in manufacturer's standard 48-inch (1220mm) widths. All 

panel horizontal and vertical framing members fabricated from minimum 16-gage formed steel with 
overlapped and welded corners for rigidity. Top channel is reinforced to support suspension system 
components. Frame is designed so that full vertical edges of panels are of formed steel and provide 
concealed protection of the edges of the panel skin. 

B. Panel skin shall be: 
1. OP-01: Roll-formed steel wrapping around panel edge.  Panel skins shall be lock formed and 

welded directly to the frame for unitized construction. Acoustical ratings of panels with this 
construction minimum: 
a. 52 STC 

C. Hinges for Panels, Closure Panels, Pass Doors, and Pocket Doors shall be: 
1. OP-01: Full leaf butt hinges, attached directly to the panel frame with welded hinge anchor plates 

within panel to further support hinge mounting to frame.  Lifetime warranty on hinges.  Hinges 
mounted into panel edge or vertical astragal are not acceptable. 

D. Panel Trim: No vertical trim required or allowed on edges of panels; minimal groove appearance at 
panel joints. 

E. Panel Weights: 
1. OP-01: 52 STC - 11 lbs./square foot 
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2.4 PANEL FINISH 

A. Panel finish shall be: 
1. OP-01: Reinforced vinyl with woven backing weighing not less than 20 ounces (567 grams) per 

lineal yard. 
B. Panel Trim: Exposed panel trim of one consistent color: 

1. OP-01: Finishes specified on Drawings. 
 

2.5 SOUND SEALS 
A. Vertical Interlocking Sound Seals between panels: Roll-formed steel astragals, with reversible tongue 

and groove configuration in each panel edge for universal panel operation. Rigid plastic or aluminum 
astragals or astragals in only one panel edge are not acceptable. 

B. Horizontal Top Seals: Continuous contact extruded vinyl bulb shape with pairs of non-contacting vinyl 
fingers to prevent distortion without the need for mechanically operated parts. 

C. Horizontal bottom floor seals shall be: 
1. OP-01: Modernfold IA2 Bottom seal. Automatic operable seals providing nominal 2-inch (51mm) 

operating clearance with an operating range of +0.50-inch (13mm) to -1.50-inch (38mm) which 
automatically drop as panels are positioned, without the need for tools or cranks. 

 
2.6 SUSPENSION SYSTEM 

A. OP-01:  #17 Suspension System 
1. Suspension Tracks: Minimum 11-gauge, 0.12-inch (3.04mm) roll-formed steel track, suitable for 

either direct mounting to a wood header or supported by adjustable steel hanger brackets, 
supporting the load-bearing surface of the track, connected to structural support by pairs of 0.38-
inch (10mm) diameter threaded rods. Aluminum track is not acceptable. 
a. Exposed track soffit: Steel, integral to track, and pre-painted off-white. 

2. Carriers: One all-steel trolley with steel tired ball bearing wheels per panel (except hinged 
panels). Non-steel tires are not acceptable. 

 
PART 3 – EXECUTION 
 
3.1 INSTALLATION 

A. General: Comply with ASTM E557, operable partition manufacturer's written installation instructions, 
Drawings, and approved Shop Drawings. 

B. Install operable partitions and accessories after other finishing operations, including painting have 
been completed. 

C. Match operable partitions by installing panels from marked packages in numbered sequence 
indicated on Shop Drawings. 

D. Broken, cracked, chipped, deformed or unmatched panels are not acceptable. 
 

3.2 CLEANING AND PROTECTION 
A. Clean partition surfaces upon completing installation of operable partitions to remove dust, dirt, 

adhesives, and other foreign materials according to manufacturer’s written instructions. 
B. Provide final protection and maintain conditions in a manner acceptable to the manufacturer and 

Installer that ensure operable partitions are without damage or deterioration at time of Substantial 
Completion. 

 
3.3 ADJUSTING 

A. Adjust operable partitions to operate smoothly, easily, and quietly, free from binding, warp, excessive 
deflection, distortion, nonalignment, misplacement, disruption, or malfunction, throughout entire 
operational range. Lubricate hardware and other moving parts. 
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3.4 EXAMINATION 
A. Examine flooring, structural support, and opening, with Installer present, for compliance with 

requirements for installation tolerances and other conditions affecting performance of operable 
partitions. Proceed with installation only after unsatisfactory conditions have been corrected. 

 
3.5 DEMONSTRATION 

A. Demonstrate proper operation and maintenance procedures to Owner's representative. 
B. Provide Operation and Maintenance Manual to Owner's representative. 

 
 
END OF SECTION 10 22 26 
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SECTION 10 26 00 - WALL PROTECTION 

PART 1 - GENERAL 

1.1 SUMMARY 

A. Section Includes: 
1. Corner guards. 

1.2 ACTION SUBMITTALS 

A. Product Data: For each type of product. 

B. Shop Drawings: For each type of wall and door protection showing locations and extent. 
1. Include plans, elevations, sections, and attachment details. 

C. Samples for Verification: For each type of exposed finish on the following products, prepared on 
Samples of size indicated below:  
1. Corner Guards: 12 inches long. Include example top caps. 

1.3 INFORMATIONAL SUBMITTALS 

A. Sample Warranty: For special warranty. 

1.4 CLOSEOUT SUBMITTALS 

A. Maintenance Data: For each type of wall and door protection product to include in maintenance 
manuals. 
1. Include recommended methods and frequency of maintenance for maintaining best 

condition of plastic covers under anticipated traffic and use conditions. Include 
precautions against using cleaning materials and methods that may be detrimental to 
finishes and performance. 

1.5 DELIVERY, STORAGE, AND HANDLING 

A. Store wall protection in original undamaged packages and containers inside well-ventilated area 
protected from weather, moisture, soiling, extreme temperatures, and humidity. 
1. Maintain room temperature within storage area at not less than 70 deg F during the 

period plastic materials are stored. 
2. Keep plastic materials out of direct sunlight. 
3. Store plastic wall- protection components for a minimum of 72 hours, or until plastic 

material attains a minimum room temperature of 70 deg F. 
a. Store corner-guard covers in a vertical position. 

1.6 WARRANTY 

A. Special Warranty: Manufacturer agrees to repair or replace components of wall- and door-
protection units that fail in materials or workmanship within specified warranty period. 
1. Failures include, but are not limited to, the following: 

a. Structural failures including detachment of components from each other or from 
the substrates, delamination, and permanent deformation beyond normal use. 

b. Deterioration of metals, metal finishes, plastics, and other materials beyond normal 
use. 
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2. Warranty Period:  Five years from date of Substantial Completion. 

PART 2 - PRODUCTS 

2.1 PERFORMANCE REQUIREMENTS 

A. Surface Burning Characteristics: Comply with ASTM E84 or UL 723; testing by a qualified 
testing agency. Identify products with appropriate markings of applicable testing agency. 
1. Flame-Spread Index: 25 or less. 
2. Smoke-Developed Index: 450 or less. 

2.2 CORNER GUARDS 

A. Products:  Specified on Drawings. 

2.3 FINISHES 

A. Protect finishes on exposed surfaces from damage by applying a strippable, temporary 
protective covering before shipping. 

PART 3 - EXECUTION 

3.1 EXAMINATION 

A. Examine substrates and wall areas, with Installer present, for compliance with requirements for 
installation tolerances and other conditions affecting performance of the Work. 

B. Examine walls to which wall and door protection will be attached for blocking, grounds, and 
other solid backing that have been installed in the locations required for secure attachment of 
support fasteners. 

C. Proceed with installation only after unsatisfactory conditions have been corrected. 

3.2 PREPARATION 

A. Complete finishing operations, including painting, before installing wall protection. 

B. Before installation, clean substrate to remove dust, debris, and loose particles. 

3.3 INSTALLATION 

A. Installation Quality: Install wall protection according to manufacturer's written instructions, level, 
plumb, and true to line without distortions. Do not use materials with chips, cracks, voids, stains, 
or other defects that might be visible in the finished Work. 

B. Immediately after completion of installation, clean plastic covers and accessories using a 
standard ammonia-based household cleaning agent. 

END OF SECTION 10 26 00 
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SECTION 10 28 00 - TOILET ACCESSORIES 

PART 1 - GENERAL 

1.1 SUMMARY 

A. Section Includes: 
1. Toilet accessories. 

1.2 ACTION SUBMITTALS 

A. Product Data: For each type of product. 

1.3 INFORMATIONAL SUBMITTALS 

A. Sample warranty. 

1.4 CLOSEOUT SUBMITTALS 

A. Maintenance data. 

1.5 WARRANTY 

A. Manufacturer's Special Warranty for Mirrors: Manufacturer agrees to repair or replace mirrors 
that fail in materials or workmanship within specified warranty period. 
1. Warranty Period:  15 years from date of Substantial Completion. 

PART 2 - PRODUCTS  

2.1 TOILET ACCESSORIES 

A. Products:  Specified on Drawings. 

2.2 FABRICATION 

A. Keys: Provide universal keys for internal access to accessories for servicing and resupplying. 
Provide minimum of two keys to Owner's representative. 

PART 3 - EXECUTION 

3.1 INSTALLATION 

A. Install accessories according to manufacturers' written instructions, using fasteners appropriate 
to substrate indicated and recommended by unit manufacturer. Install units level, plumb, and 
firmly anchored in locations and at heights indicated. 

B. Grab Bars: Install to withstand a downward load of at least 250 lbf, when tested according to 
ASTM F 446. 

END OF SECTION 10 28 00 
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	PART 1 - GENERAL
	1.1 SUMMARY
	A. Section Includes:
	1. Removal of existing electrical equipment, wiring, and conduit in areas to be remodeled; removal of designated construction; dismantling, cutting and alterations for completion of the Work.

	B. Disposal of materials.
	1. Storage of removed materials.
	2. Identification of utilities.
	3. Salvaged items.
	4. Protection of items to remain as indicated on Drawings.
	5. Relocate existing equipment to accommodate construction.


	1.2 PRE-INSTALLATION MEETINGS
	A. Convene minimum one week prior to commencing work of this section.

	1.3 SCHEDULING
	A. Schedule work to coincide with renovation schedule.
	B. Cease operations immediately when structure appears to be in danger and notify Architect/Engineer. Do not resume operations until directed.

	1.4 COORDINATION
	A. Conduct demolition to minimize interference with adjacent building areas.
	B. Coordinate demolition work with general contractor and other trades.
	C. Coordinate and sequence demolition so as not to cause shutdown of operation of surrounding areas.
	D. Shut-down Periods:
	1. Arrange timing of shut-down periods of in service panels with Owner.  Do not shut down any utility without prior written approval.
	2. Keep shut-down period to minimum or use intermittent period as directed by Owner.
	3. Maintain life-safety systems in full operation in occupied facilities or provide notice minimum one week in advance.
	4. Identify salvage items in cooperation with Owner.


	1.5 REGULATORY REQUIREMENTS
	A. Conform to Health/Life Safety Code for Public Schools.
	B. Conform to (IMC) International Mechanical Code.  (2015)
	C. Conform to (IBC) International Building Code.  (2015)
	D. Conform to (IFC) International Fire Code, excluding Chapter 4.  (2015)
	E. Conform to State of Illinois Plumbing Code.  (2014)
	F. Conform to Illinois Accessibility Code.  (71 IL Adm. Code 400)
	G. Conform to (IECC) International Energy Conservation Code.  (2015)
	H. Conform to (IFGC) International Fuel Gas Code.  (2015)
	I. Conform to (IPMC) International Property Maintenance Code.  (2015)
	J. Conform to Illinois State Fire Marshal's Boiler and Pressure Vessel Safety.  (41 IL Adm. Code 120)
	K. Conform to (ICC) International Code Council Reference Standards.  (2015)
	L. Conform to (NFPA) National Fire Protection Association 70 National Electrical Code.  (2014)
	M. Products:  Listed and classified by Underwriter's Laboratories, Inc. as suitable for the purpose specified and indicated.


	PART 2 - PRODUCTS (Not Used)
	PART 3 - EXECUTION
	3.1 EXAMINATION
	A. Verify existing conditions before starting work.
	B. Verify wiring and equipment indicated to be demolished serve only abandoned facilities.
	C. Verify termination points for demolished services.
	D. Verify field measurements and circuiting arrangements as shown on Drawings.
	E. Demolition Drawings are based on casual field observation and existing record documents.  Report discrepancies to Architect/Engineer before disturbing existing installation.
	F. Contractor shall provide all investigative work required to trace out and identify source of existing loads including those which are to remain after demolition.
	G. Beginning of demolition means installer accepts existing conditions.

	3.2 PREPARATION
	A. Erect, and maintain temporary safeguards, including warning signs and lights, barricades, and similar measures, for protection of the public, Owner, Contractor’s employees, and existing improvements to remain.
	B. Temporary egress signage and emergency lighting.
	C. Disconnect electrical systems in walls, floors, and ceilings scheduled for removal or as required.
	D. Coordinate utility service outages with school district shut-down schedule, Construction Manager and Utility Company.
	E. Provide temporary wiring and connections to maintain existing systems in service during construction.  Provide a permanent solution to maintain systems upon completion of construction.
	F. Contractor shall remove existing electrical devices, fixtures, equipment, etc. as required to accommodate the renovation.  It shall be this contractor’s responsibility to maintain power to existing downstream items which remain active after the dem...
	G. Perform all demolition of ceiling, wall and floor surfaces per the requirements of Specification Division 02 - Selective Demolition.
	H. Existing Electrical Service:  Maintain existing system in service.  Disable system only to make switchovers and connections.  Obtain permission from Owner and construction manager at least one week before partially or completely disabling system.  ...
	I. Existing Fire Alarm System:  Maintain existing system in service.  Notify Owner and local fire service at least 24 hours before partially or completely disabling system.  All Fire Alarm devices, cabling, conduit and boxes to be removed as required ...
	J. Existing Information (Data/Voice) System:  All information systems, devices, cabling, conduit and boxes to be removed as required to accommodate the renovation and addition projects.
	K. Existing Sound/Paging System:  All sound/paging system devices, cabling, conduit and boxes to be removed as required to accommodate the renovation and addition projects.

	3.3 DEMOLITION
	A. Demolition Drawings are based on casual field observation and existing record documents. Report discrepancies to Architect/Engineer before disturbing existing installation.
	B. Remove exposed abandoned conduit including abandoned conduit above accessible ceiling finishes. Cut embedded conduit flush with walls, floors, and patch surfaces.
	C. Remove conduit, wire, boxes, and fastening devices to avoid any interference with new installation.
	D. Disconnect electrical systems in walls, floors, and ceilings scheduled for removal.
	E. Reconnect equipment being disturbed by renovation work and required for continue service to previous source if remaining or nearest available panel.
	F. Disconnect or shut off service to areas where electrical work is to be removed. Remove electrical fixtures, equipment, and related switches, outlets, conduit and wiring which are not part of final project.
	G. Install temporary wiring and connections to maintain existing systems in service during construction.
	H. Perform work on energized equipment or circuits with experienced and trained personnel.
	I. Remove, relocate, and extend existing installations to accommodate new construction.
	J. Repair adjacent construction and finishes damaged during demolition and extension work.
	K. Remove exposed abandoned grounding and bonding components, fasteners and supports, and electrical identification components, including abandoned components above accessible ceiling finish. Cut embedded support elements flush with walls and floors.
	L. Clean and repair existing equipment to remain or to be reinstalled.
	M. Protect and retain power to existing active equipment remaining.

	3.4 EXISTING PANELBOARDS
	A. Ring out circuits in existing panel affected by the Work. Where additional circuits are needed, reuse circuits available for reuse. Install new breakers.
	B. Tag unused circuits as spare.
	C. Where existing circuits are indicated to be reused, use sensing measuring devices to verify circuits feeding Project area or are not in use.
	D. Remove existing wire no longer in use from panel to equipment.
	E. Provide new updated directories where more than three circuits have been modified or rewired.

	3.5 SALVAGE ITEMS
	A. Remove and protect items indicated on Drawings to be salvaged and turn over to Owner.
	B. Items of salvageable value may be removed as work progresses. Transport salvaged items from site as they are removed to location as directed by Owner.

	3.6 REUSABLE ELECTRICAL EQUIPMENT
	A. Carefully remove equipment, materials, or fixtures which are to be reused.
	B. Disconnect, remove, or relocate existing electrical material and equipment interfering with new installation.
	C. Relocate existing lighting fixtures as indicated on Drawings. Clean fixtures and re-lamp. Test fixture to see if it is in good working condition before installation at new location.

	3.7 CLEANING
	A. Remove demolished materials as work progresses. Legally dispose.
	B. Keep workplace neat.
	C. Clean and repair existing materials and equipment which are to be reused.
	D. Panelboards:  Clean exposed surfaces and check tightness of electrical connections.  Replace damaged circuit breakers and provide closure plates for vacant positions.  Provide typed circuit directory showing revised circuiting arrangement.

	3.8 PROTECTION OF FINISHED WORK
	A. Do not permit traffic over unprotected floor surface.
	B. Coordinate floor protection with General Contractor or Construction Manager.
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