
McKay
LOCATION_ID SAMPLE_ID LOCATION DATE E LEAD 

RESULT 
(ppb)

McKay/27121.009 22431600-01KF22A Kitchen, dishwashing sink 5/27/2022 1.68
McKay/27121.009 22431600-02CF22A Room 21 5/27/2022 2.25
McKay/27121.009 22431600-03DW22A Room 21 5/27/2022 2.91
McKay/27121.009 22431600-04CF22A Room 20 5/27/2022 1.26
McKay/27121.009 22431600-05DW22A Room 20 5/27/2022 3.42
McKay/27121.009 22431600-06CF22A Room 19 5/27/2022 0.470
McKay/27121.009 22431600-07DW22A Room 19 5/27/2022 0.756
McKay/27121.009 22431600-08KF22A Kitchen, hot pot sink 5/27/2022 6.01
McKay/27121.009 22431600-09CF22A Room 18 5/27/2022 0.493
McKay/27121.009 22431600-10DW22A Room 18 5/27/2022 0.450
McKay/27121.009 22431600-11CF22A Room 17 5/27/2022 1.33
McKay/27121.009 22431600-12DW22A Room 17 5/27/2022 1.75
McKay/27121.009 22431600-13CF22A Room 16 5/27/2022 2.04
McKay/27121.009 22431600-14DW22A Room 16 5/27/2022 13.1
McKay/27121.009 22431600-15DW22A South hall, left fountain 5/27/2022 ND
McKay/27121.009 22431600-16DW22A South hall, right fountain 5/27/2022 ND
McKay/27121.009 22431600-17CF22A Room 15 5/27/2022 2.03
McKay/27121.009 22431600-18DW22A Room 15 5/27/2022 0.624
McKay/27121.009 22431600-19CF22A Library 5/27/2022 2.57
McKay/27121.009 22431600-20DW22A Library 5/27/2022 3.18
McKay/27121.009 22431600-21DW22A North hall, left fountain 5/27/2022 1.13
McKay/27121.009 22431600-22DW22A North hall, right fountain 5/27/2022 0.544
McKay/27121.009 22431600-23DW22A North hall, left fountain 5/27/2022 2.45
McKay/27121.009 22431600-24DW22A North hall, right fountain 5/27/2022 0.418
McKay/27121.009 22431600-25CF22A Room 6 5/27/2022 0.577
McKay/27121.009 22431600-26DW22A Room 6 5/27/2022 2.47
McKay/27121.009 22431600-27CF22A Room 7 5/27/2022 0.846
McKay/27121.009 22431600-28DW22A Room 7 5/27/2022 2.91
McKay/27121.009 22431600-29CF22A Room 8 5/27/2022 0.866
McKay/27121.009 22431600-30DW22A Room 8 5/27/2022 3.73
McKay/27121.009 22431600-31CF22A Room 9 5/27/2022 0.586
McKay/27121.009 22431600-32DW22A Room 9 5/27/2022 1.69
McKay/27121.009 22431600-33CF22A Room 10 5/27/2022 0.949
McKay/27121.009 22431600-34DW22A Room 10 5/27/2022 5.14
McKay/27121.009 22431600-35CF22A Room 11 5/27/2022 2.95
McKay/27121.009 22431600-36DW22A Room 11 5/27/2022 2.90
McKay/27121.009 22431600-37CF22A Room 12 5/27/2022 1.42
McKay/27121.009 22431600-38DW22A Room 12 5/27/2022 3.58
McKay/27121.009 22431600-39CF22A Room 13 5/27/2022 0.809
McKay/27121.009 22431600-40DW22A Room 13          (restricted access) 5/27/2022 16.9
McKay/27121.009 22431600-40DW22B Room 13 (post-mitigation re-test) 8/10/2022 8.12
McKay/27121.009 22431600-41SF22A Staff 5/27/2022 1.35
McKay/27121.009 22431600-42OT22A Staff, dish sprayer 5/27/2022 0.841



McKay/27121.009 22431600-43CF22A Room 2 5/27/2022 1.48
McKay/27121.009 22431600-44DW22A Room 2 5/27/2022 3.18
McKay/27121.009 22431600-45CF22A Room 4 5/27/2022 1.29
McKay/27121.009 22431600-46DW22A Room 4 5/27/2022 3.28
McKay/27121.009 22431600-47CF22A Room 5 5/27/2022 1.09
McKay/27121.009 22431600-48DW22A Room 5 5/27/2022 2.24
McKay/27121.009 22431600-49CF22A Room 1 5/27/2022 1.20
McKay/27121.009 22431600-50DW22A Room 1 5/27/2022 4.79
McKay/27121.009 22431600-51DW22A Lower north hall 5/27/2022 0.520
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