LONGVIEW SCHOOL DISTRICT
BUS GARAGE BUILDING REPAIR

Longview, Washington

Sheet Index

CODE SUMMARY:

PER THE 2018 INTERNATIONAL BUILDING CODE (IBC) WITH WASHINGTON STATE AMENDMENTS

FOR AREA OF WORK

CONSTRUCTION TYPE: V-B (NO CHANGE)

OCCUPANCY CLASS: S-1 STORAGE (NO CHANGE)

USE: STORAGE, MINOR MOTOR VEHICLE REPAIR

OCCUPANCY SEPARATION: NONE PER TABLE 508.4

INCIDENTAL USES: NONE

FIRE PROTECTION:
FIRE ALARM: NONE

BUILDING AREA:

NON- SPRINKLERED

BASIC ALLOWABLE
BUILDING HEIGHT:

BUILDING HEIGHT:

BASIC ALLOWABLE PER TABLE 504.4
# NO. OF STORIES:

EXISTING # NO. OF STORIES:

BASIC ALLOWABLE PER TABLE 506.2
BUILDING AREA:

EXISTING BUILDING AREA:

PER TABLE 504.3
40'-0" (S-1, V-B)

EXISTING 20'-0" (NO CHANGE)

ONE STORY (S-1, V-B)

ONE STORY (NO CHANGE)

9,000 SF (S-1, V-B)

12,231 SF (NO CHANGE)

(L1xw1+L2xw2+L3xw3+LLxwh)/F
(259x115+45x140+259x96+5Lx30)/617
(29.785+6,300+24 86L+1,620)/617

101.41 Calculated Width of Public Way or Open Space

EQUATION 5-L W =
W =
W =
W = (62,569)/611
W =
EQUATION 5-5 If = [F/P-0.25]W/30
If = [617/617-0.25]30/30
If = [1-0.25]1
If = [0.75]1

EQUATION 5-2 Aa

75.0% (0.75) Area Factor Increase to Frontage

[At+(NSxIf)]xSa
[9,000+(9,000x0.75)]x2

Aa = [9.000+(6750)]x2
Aa - [15 7501x2
Aa = 31500 SF.of Allowable per floor

CODE INFORMATION PLAN

1 SCALE: 3/32" = 1'-0"

FIRE RESISTANCE RATING:

FIRE RESISTANCE RATING (PER TABLE 601)
FOR BUILDING ELEMENTS: 0 HR. EXTERIOR BEARING WALLS

FIRE RESISTANCE RATING
FOR FIRE SEPARATION PER TABLE 602 (S-1, V-B)

DISTANCE: X>30FT OHR

FIRE WALLS: EXISTING O HR.

MEANS OF EGRESS:

OCCUPANT LOAD:

PER TABLE 1004.1.2
9 OCCUPANTS (PARKING GARAGE 200 GROSS)
(ONLY BAYS 1-3)

NUMBER OF EXITS

REQUIRED: 1
NUMBER OF EXITS
PROVIDED 1
EXIT WIDTH REQUIRED: 1.8 INCHES
EXIT WIDTH PROVIDED: 36 INCHES
EXIT ACCESS:
S-1 OCCUPANCY COMMON PATH OF EGRESS TRAVEL DOES NOT EXCEED

EXCEED 75'-0" PER TABLE 1006.2.1

EXIT ACCESS TRAVEL DISTANCE DOES NOT EXCEED
200'-0" PER TABLE 1017.2.

Project Team

OWNER

LONGVIEW SCHOOL DISTRICT NO. 122
2715 Lilac Street

Longview, WA 98632

Contact: Jason Reetz

Ph. (360) 575-7020

e-mail: jreetz@longview.k12.wa.us

ARCHITECTURAL

COLLINS ARCHITECTURAL GROUP P.S.

950 12th Avenue, Suite 200
Longview, WA 98632

Project Representative
Contact: Don Luthardt, AlIA
Ph. (360) 687-8379 EXT. 1005

e-mail: don@johanssonwing.com

STRUCTURAL

PCS STRUCTURAL SOLUTIONS
One Main Place

101 SW Main Street, Suite 280
Portland, OR 97204

Contact: Luke Heath, PE
Ph. (503) 232-3746

e-mail: LHeath@pcs-structural.com

MECHANICAL/ ELECTRICAL
WINDSOR ENGINEERS
12009 NE 99th, Suite 1460
Vancouver, WA 98682

Contact: Sean Wantaja, PE
Ph. (360) 953-0622

e-mail: swantaja@WindsorEngineers.com
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NEW WALL MOUNTED FIRE EXTINGUISHER

EXITING LOAD
FLOW INDICATOR
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TOTAL OCCUPANT LOAD
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PARTIAL DEMOLITION PLAN

¢
AREA OF WORK
\ \

=)

DEMOLITION PLAN GENERAL NOTES:

1. DEMOLITION PLANS INDICATE REMOVAL OF PRIMARY ARCHITECTURAL,
STRUCTURAL, MECHANICAL, ELECTRICAL, AND PLUMBING COMPONENTS
AS REQUIRED FOR NEW WORK. DRAWINGS MAY NOT SHOW ALL E:
COMPONENTS. REFER TO OTHER ARCHITECTURAL, STRUCTURAL,
MECHANICAL, ELECTRICAL, AND PLUMBING DOCUMENTS FOR
ADDITIONAL DEMOLITION INFORMATION.

2. ALL MECHANICAL, ELECTRICAL AND PLUMBING DEMOLITION TO INCLUDE
SYSTEM CAP-OFFS BACK TO THE SOURCE OR NEAREST JUNCTION BOX
UNLESS OTHERWISE NOTED.

3. REMOVE ALL MISCELLANEOUS DEBRIS, EQUIPMENT, AND ITEMS IN AREA
OF WORK AS REQUIRED FOR NEW WORK.

BAY 2 BAY 3

7'-0" HIGH W/
2x8 FRAME

77 f
1

KEYNOTES- DEMOLITION ® N

REMOVE 2x6 WOOD STUD PARTITION WALLS

REMOVE OVERHEAD DOOR AND TRACK SYSTEM

REMOVE HOLLOW METAL DOOR AND FRAME

REMOVE OVERHEAD TRACK SYSTEM

EXISTING 8'-0" HIGH CHAIN LINK FENCE AND GATES TO REMAIN
REMOVE ALUMINUM WINDOWS

REMOVE EXISTING GLU-LAM BEAMS. EXISTING BEAM BRACKETS

AT HEAD AND

JAMBS
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EMBEDDED IN CONC. COLUMNS TO BE RE-USED.
REMOVE TEMPORARY ENCLOSURE @i
REMOVE DAMAGED STEEL GIRTS
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1/8"=1-0 ml | |
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AREA OF WORK

PARTIAL CEILING PLAN
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KEYNOTES- FLOOR PLAN ®

EXISTING CONCRETE WALL - CLEAN AND PAINT

2. EXISTING CONCRETE COLUMNS - CLEAN AND PAINT ALL IN AREA OF WORK

3. "EXISTING METAL SIDING ON METAL GIRTS AND 2X6 WOOD FRAMED WALL WITH
PLYWOOD ON INTERIOR"

4. NEW 2x6 WOOD STUD PARTITION WALLS ON EXISTING CONCRETE CURB WITH 1/2"
PLYWOOD EACH SIDE - PAINT

5. REMOVE SOOT FROM PLYWOOD ON WALLS TO REMAIN WITH CHEMICAL DRY SPONGE /
ERASER FOR PREPARATION FOR PAINT

6. EXISTING 8'-0" HIGH CHAIN LINK FENCE AND GATES TO REMAIN

7. NEW FIBER CEMENT PANEL SIDING OVER 2x6 WOOD STUD FRAMING AT 16" O.C.WITH %"
PLYWOOD BOTH SIDES - PAINT

8. 4" DIAPVC DOWNSPOUT (PAINT) WITH CONCRETE SPLASH PAD

9. MEW ;LOUVERS PER MECHANICAL

10. NEW EXHAUST FANS PER MECHANICAL

DOOR TYPE )

3%7° FLUSH HOLLOW METAL DOOR AND FRAME. PAINT
REFER TO SPEC FOR DOOR HARDWARE

12%%12° O.H. SECTIONAL DOOR
129%12° O.H. SECTIONAL DOOR

WINDOW TYPE O

@ 2°Wx3°H WINDOW - SEE DETAILS 5A, 5B / A202

|
PARTIAL FLOOR PLAN
2 1/8" = 1'-0" ml | |

o 2 4 8' 16'

@
AREA OF WORK
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KEYNOTES- CEILING PLAN PO _ - |

<: > 7 7
EXISTING 3X6 WOOD T&G ROOF
NEW 3X6 WOOD T&G CEILING/ ROOF

<A>,/]t

NEW CEILING MOUNTED LIGHT FIXTURES, SEE ELECTRICAL

12'-0"

ISR

EXISTING GLUE LAMINATED BEAMS TO REMAIN

NEW OVERHEAD SECTIONAL DOOR AND TRACK SYSTEM ¢ M N |02 | (%)
NEW GLUE LAMINATED BEAM, SEE STRUCTURAL S
A202

®

PARTIAL SOUTH ELEVATION

N cm G

151"+ $

CORRUGATED METAL

» ¥ 6" STEEL CHANNEL

FRAMING - PER STRUCT

2x6 WOOD STUDS @ 16"
O.C.

%" PLYWOOD

== AN

EXIST CONC COLUMN

WALL DETAIL

6

4 " qr_qn
1/8" =10 mil| | |

REFLECTED CEILING PLAN GENERAL NOTES:

1. REFLECTED CEILING PLANS INDICATE LOCATIONS OF PRIMARY _$ 15'-1"+

0 2" 4 8' 16'
STRUCTURAL, MECHANICAL, AND ELECTRICAL COMPONENTS AND DOES

i Ag EA OF WO%K ’
’ [ [
NOT SHOW ALL COMPONENTS. REFER TO STRUCTURAL, MECHANICAL,

AND ELECTRICAL DOCUMENTS FOR ADDITIONAL INFORMATION. N

>,
1 "

%LM_E ;ﬁll:lELS NEW METAL WALL PANELS L
PARTIAL SOUTH ELEVATION
5 1/8" =1'-0" ml | |

KEYNOTES- EXTERIOR ELEVATIONS -~ ~<(®

3 " qr_qn
1/8" =1-0 il | |

o 2 4 8' 16'

1. 4" DIA PVC DOWNSPOUT (PAINT) WITH SPLASH PAD
2. NEW SIDING, PAINT

3. LOUVER - SEE MECHANICAL DRAWINGS

4. TIE-IN AND OVERLAP NEW SIDING TO EXIST SIDING

HOLLOW METAL DOOR

FRAME, PAINT

Y" SEALANT OVER BACKER

ROD JOINT (TYP.)

I

11/2" = 1-0"

%" PLYWOOD

O.H. DOOR TRACK SYSTEM

PRE-FINISHED SHEET
METAL @ JAMB AND HEAD

2x6 WOOD STUDS @
16" O.C.

ooz | \ 1/2 " PLYWOOD
\— FIBER CEMENT SIDING
N\ OVER WEATHER BARRIER
EXIST CONC COLUMN

DOOR JAMBS DETAIL (siM@ Heab conpiTioN)

11/2"=1-0"

MARK DATE DESCRIPTION

950 12th AVE., SUITE 200
LONGVIEW, WA 98632
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ROOFING

(E) ROOFING

| TRANSITION DETAIL
IS APPROXIMATE

N .
2 \A202/
® . .
(N) ROOFING
. .
20,

PARTIAL ROOF PLAN

1 1/8" = 1'-0"

PROJECT
NORTH

LT |

0|

2" 4 8' 16'

ROOF DRAIN

SEALANT

FLASHING MEMBRANE

HOT AIR WELD

FASTENERS PER

; MANUFACTURE

ROOF DRAIN DETAIL

6 3" =1-0"

SLOPE

SLOPE

P2 P 7

P p p g 7

NEW GALVANIZED 3"x3"
SUPPORT ANGLE
BOLTED TO WOOD DECK

\

E
N\
N\

S

SEALANT OVER BACKER ROD

METAL WALL PANEL TO ALIGN WITH
EXISTING

RE-USE EXISTING GLU-LAM BEAM SUPPORT
BRACKET - BOLTS PER STRUCTURAL

2|_&n +

&

ROOF EDGE DETAIL

S (®)

KEYNOTES- ROOF PLAN
1.

EXISTING ROOF MEMBRANE SYSTEM TO BE REMOVED AND NEW ROOF
MEMBRANE SYSTEM TO BE INSTALLED OVER AREA OF NEW DECKING

2. REMOVE VERTICAL MEMBRANE, COPINGS AND BASE FLASHING FROM WALLS,

AND FASCIAS.

3. NEW ROOF DRAINS. IN EXISTING LOCATIONS

4. NEW TAPERED INSULATION CRICKETS/SADDLES TO MATCH EXISTING SIZE,

LOCATION, AND CONFIGURATION.

=

SEALANT

PRE-FINISHED SHEET
METAL COUNTER FLASHING

SEALANT

TERMINATION BAR

NEW MEMBRANE

FLASHING

MEMBRANE CLAD METAL

FLASHING

HOT AIR WELD

MEMBRANE FLASHING

\77777

[ LL L S
AN

/ ROOFING MEMBRANE
\///’// 7 K

N

/.

WALL FLASHING DETAIL

>< L HOT AIR WELD

HOT AIR WELD

SEALANT

NEW MEMBRANE ROOFING

NEW SHEATHING ON 3"
T&G DECKING /

FIBER CEMENT SIDING 6
OVER WEATHER N

BARRIER

PRE-FINISHED SHEET
METAL FLASHING
BACKER ROD AND

SEALANT

PROVIDE BURGLAR BARS
ON ALL LOUVERS
LARGER THAN 12"x12"

%"x¥%" GALV. WIRE MESH
INSIDE OF LOUVER

LOUVER HEAD DETAIL

FIBER CEMENT SIDING
OVER WEATHER N 6
BARRIER
PRE-FINISHED SHEET
METAL FLASHING
6
BACKER RODAND —_ \|
SEALANT - 120

WINDOW SYSTEM ——— |

4A

3" - 1l_0ll

LOUVER - REFER TO
MECHANICAL TN
PRE-FINISHED SHEET -

METAL FLASHING WITH
END DAMS

FIBER CEMENT SIDING
OVER WEATHER Y
BARRIER

LOUVER SILL DETAIL

WINDOW HEAD DETAIL

SA

3" - 1l_0ll

WINDOW SYSTEM -
ATTACH FRAME TO

JAMBS
SEALANT

\ o W W=
PRE-FINISHED SHEET r= ="
METAL FLASHING WITH NN

END DAMS N

FIBER CEMENT SIDING
OVER WEATHER Y
BARRIER

WINDOW SILL DETAIL

4B

3" - 1l_0ll

HOT AIR WELD

SEALANT

EXISTING MEMBRANE
ROOFING

EXISTING STRUCTURE

A A A AV A AN A

I T 777777

rd

LL L Ll L L Ll L Ll

14

DECKING SYSTEM AND
TIES PER STRUCTURAL

7 3" =1-0"

NEW MEMBRANE ROOFING OVER SLIP
SHEET MECHANICALLY ATTACHED
THROUGH EXIST TORCH DOWN ROOF INTO
EXIST WOOD DECK

NEW MEMBRANE FLASHING HEAT WELDED
TO CLAD METAL

REMOVE EXIST EDGE METAL PROVIDE NEW
CLAD METAL

3" T&G DECKING

11

ROOF TRANSITION DETAIL

8 3" =1-0"

EXISTING GLU-LAM
BEAM

NEW MEMBRANE ROOFING OVER

SLIP SHEET MECHANICALLY
ATTACHED TO WOOD DECK

5B

3" - 1I_Oll

METAL SIDING

GALVANIZED SHEET
METAL FLASHING

ROD - ALL AROUND

/ 3" T&G DECKING

,/ NEW CRICKET BEYOND INTERIOR

CUT WOOD DECK AS REQUIRED
FOR NEW ROOF DRAIN

SHEET METAL BEAM END
ENCLOSURE

EXHAUST FAN PER
MECHANICAL x

EXTERIOR

46"

NOTE:

NEW GLULAM BEAM TO MATCH
EXISTING ADJACENT BEAMS SIZE,
6"t PROFILE, END ANGLE OVER HANG

& o
LOWER EAVE DETAIL

TO MATCH EXISTING

DIMENSIONS AND SLOPES

/ \

/ \
// \\
\W \

x GALVANIZED SHEET

METAL FLASHING
 T——_ METAL SIDING

12

13

%

EXHAUST FAN DETAIL

3" = 1'_0"

SEALANT OVER BACKER

MARK DATE DESCRIPTION
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