Guzek Associates, n.

Mechanical, Electrical, Structural, Phone: (570) 586-9700 401 DAVIS STREET
Environmental, and Architectural Engineering Fax: (570) 586-6728 CLARKS SUMMIT, PA 18411-1837
Email: guzekassoc@aol.com

February 7, 2020

Scranton School District
425 North Washington Avenue
Scranton, PA 18503

Attention: Mr. Paul Dougherty

Reference: Limited Bulk Asbestos Inspection — Prescott Elementary School
= Basement, Outside Boy's Restroom and In Library (Tan Base cove Molding and Mastic)
= 1st Floor, Room 104 and Room 105 (Black Base cove Molding and Mastic)

Dear Mr. Dougherty:

On February 6, 2020, Guzek Associates was on-site at your request to inspect and sample Base cove Molding and
Mastic in the above-referenced areas for the presence of asbestos-containing material. No other areas of the
building were inspected during this inspection.

Samples were collected by Christopher Notari, a Pennsylvania Certified Asbestos Inspector (License #027028). All
samples were sent to EMSL Analytical, Inc. in Cinnaminson, NJ, an accredited asbestos laboratory, for next day
analysis. Per EPA, any sample that is equal to or greater than 1% asbestos is considered an asbestos-containing
material (ACM) and must be handled and removed by a Certified Licensed Contractor and workers.

All bulk Base cove Molding and Mastic samples from the following room were reported by the laboratory to be “None
Detected”:

1st Floor, Room 104 (Black Base cove Molding and Mastic)

1st Floor, Room 105 (Black Base cove Molding and Mastic)

Basement, Outside Boy's Restroom (Tan Base cove Molding and Mastic)
Basement, In Library (Tan Base cove Molding and Mastic)

O O O O

This supplemental report now provides the District with additional and new information on this specific room.

Should you have any questions on this report, please feel free to call me.

Attachment. EMSL Laboratory Report (3 Page)
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H EMSL Order: 042003301
EMSL Analytical, Inc. Customer I CLAGS0
200 Route 130 North Cinnaminson, NJ 08077
Customer PO: 020620
Tel/Fax: (800) 220-3675 / (856) 786-5974 .
h hitp:/fwww.EMSL.com / cinnasblab@EMSL.com Project ID:

Attention: Joseph Guzek Phone: (570)586-9700

Guzek Associates, Inc. Fax: (570)586-6728

401 Davis Street
Clarks Summit, PA 18411

Received Date:
Analysis Date:
Collected Date:

02/07/2020 8:00 AM
02/07/2020
02/06/2020

Project: SSD Prescott

Test Report: Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 Method using Polarized

Light Microscopy
Non-Ashestos Ashestos

Sample Description Appearance % Fibrous % Non-Fibrous % Type

o1 Room 104 - Base Black 100% Non-fibrous (Other) None Detected
Cove Molding (Black) Non-Fibrous

042003301-0001 Homogeneous

02 Room 104 - Base Yellow 100% Non-fibrous (Other) None Detected
Cove Moiding Non-Fibrous

042003301-0002 {Mastic) Homogeneous

03 Room 105 - Base Black 100% Non-fibrous (Other) None Detected
Cove Molding (Black)  Non-Fibrous

042003301-0003 Homogeneous

04 Room 105 - Base Brown 100% Non-fibrous (Other) None Detected
Cove Molding Non-Fibrous

042003301-0004 (Mastic) Homogeneous

05 Basement - Qutside Tan 100% Non-fibrous (Other) None Detected
Boy's Bathroom - Non-Fibrous

042003301-0005 Base Cove Molding Homogeneous
(Tan)

06 Basement - Outside Yellow 100% Non-fibrous (Cther) None Detected
Boy's Bathroom - Non-Fibrous

042003301-0006 Base Cove Molding Homogeneous
(Mastic)

07 Basement - Library - Tan 100% Non-fibrous (Other) None Detected
Base Cove Molding Non-Fibrous

042003301-0007 (Tan) Homogeneous

08 Basement - Library - Yellow 100% Non-fibrous (Other) None Detected
Base Cove Molding Non-Fibrous

042003301-0008 (Mastic) Homogeneous

Analyst(s) \% W

Quynh Vu (2) Samantha Rundstrom, Laboratory Manager
Tyler Hurwitt (6) or Other Approved Signatory

EMSL maintains liability limited to cost of analysis. The above analyses were performed in general compliance with Appendix £ to Subpart E of 40 CFR (previously EPA 600/M4-82-020 “Interim
Method"), but augmented with procedures outlined in the 1893 ("final") version of the method. This report relates only to the samples reported above, and may not be reproduced, except in full, without
written approval by EMSL. EMSL bears no responsibility for sample collection activities or analytical method limitations . Interpretation and use of test results are the responsibility of the client. All
samples received in acceptable condition unless atherwise noted. This report must not be used by the client to claim product certification, approval, or endorsement by NVLAP, NIST or any agency of
the federal government, EMSL recommends gravimetric reduction for all non-friable organically bound materials prior to analysis. Estimation of uncertainty is available on request.

Samples analyzed by EMSL Analytical, inc. Cinnaminson, NJ NVLAP Lab Code 101048-0, AIHA-LAP, LLC-IHLAP Lab 100194, NYS ELAP 10872, NJ DEP 03036, PA ID# 68-00367, LA #04127
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EMSL Analytical, Inc.
200 Route 130 North

OrdexrID: 042003301

Asbestos Chain of Custody
EMSL Order Number (Lab Use Only}:

Cinnaminson, NJ 08077
O Qoo 3301 Prong: 1-800-220-3675
Fax: (856) 786-5974

Company Name ;: GUzek Associates, Inc. EMSL Customer ID:

Straet: 401 Davis Strest City: Clarks Summit State/Province: PA

Zip/Postal Code: 18411 ‘ Country: US Telephone #: §70-499-3474 Fax # 570-586-6728

Report To (Name): Joseph Guzek Please Provide Results: [ ] Fax Email

Email Address: guzekassoc@aol.com Purchase Order:; 020620

Project Name/Number: S50 Fresat EMSL Project 1D {Internai Use Only):

U.5. State Samples Taken: PA CT Samples: [] CommercialiTaxable [ ] Residential/Tax Exempt

EMSL-Bill to: [] Same [] Different - 1 8ill to Is Differant note instructions in Comments™
Third Party Billing requires written- authorization from third parly

Turnaround Time (TAT) Options* — Please Check

[} 3 Hour [ =1 6 Hour [ T12dHour ] []48 Hour [J72Hour T[] 96Hour T 11Week [[] 2Week
*For TEM Air 3 hr through 6 hr, please call ahead to scheduls,*There Is a premium charge for 3 Hour TEM AHERA or EPA Level Il TAT. You will be asked fo sign an
authorization form for this service. Analysis compieted in accordance with EMSL’s Termns and Conditions located in the Analytical Price Guide.

ECM - Air E‘f:rzzﬂ;ﬁsamp‘es are | rEM - Air []44.5hr TAT (AHERAnly) | TEM- Dust
[] NtosH 7400 [_]1AHERA 40 CFR, Part [T Microvac - ASTM D 5755
] w/ OSHA 8hr. TWA []763 NIOSH 7402 ] Wipe - ASTM D6480 s o
PLM - Bulk {reporting limit) [C]1EPA Level Il [1 carpet Scnication (EPA 600/-9387) =
[FIPLM EPA 600/R-93/116 (<1%) [i1s0 10312 Soil/Rock/Vermiculite g; =
[CIPLM EPA NOB (<1%) TEM - Bulk []PLM EPA 600/R-93/116 with milling prep (?3%?%
Point Count [CITeM EPA NOB [CIPLM EPA 600/R-93/116 with milling-etep (5, 28%].
[[1400 (<0.25%) 1000 (<0.1%) [CINYS NOB 198.4 (non-friable-NY) [CITEM EPA B00/R-93/116 with mxl!mg.gep (%1 %
Point Count wiGravimetric Clehatfield soP [ITEM Qualitative via Filtration Prep T
1400 (<0.25%) 11000 (<0.1%) [ JTEM Mass Analysis-EPA 600 sec. 2.5 | [ ITEM Qualitative via Drop Mount Preped 7
[CINYS 198.1 (friable in NY) TEM — Water: EFA 100.2 %&ﬁ;’;"a“ Methiod EPA GO0IR-G40RARELMITEM 1.
DNYS 198.6 NOB (non-friable-NY) | Fibers >10pm [ _]Waste [JDrinking Other:
CINYs 198.8 SOF-V e .
I NIOSH 9002 (<1%) Al Fiber Sizes [ _|waste [_|Drinking
[Tleheck For Positive Stop — Clearly Identify Homogenous Group Filter Pore Size (Air Samples): []0.8um [10.45pm
Samplers Name: Samplers Signature:
Volume/Area (Alr) Date/Time
Sample # Sample Description HA # (Bulk} Sampled
O\ K@@m [0M - Pl(% Cond inglda, [ wk\ 2.} f 3205
HA Qﬂnm oM~ &L’éﬁ Cowed. i_};w[xﬁ (V?’*%RC) Z/@ 120 3 353&
hd \QDW s - - Puse Cou meid« {!%Mfc) Z/w}’w 520 pl
aM Dom 108 - Busse oo wrlde | naﬁehi Z/ 320 320
, £ se (&sé WL
oS Lj)ﬁ@ mend” ~0ksdle '&"aé Bt (3 7/1 6 2 3 2‘%
Client Sample # (s): /| SIS fﬁ Total # of Samples: &

Relinquished {Cliant): C Aﬁm\ Date: ::l!é )2@ Time: 3, !{g‘:}gyﬁ
Received (Lab): Q, ,:Qc: X pate A-A-Q0 Time: GV

Comments/Special Instructiohs:
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Asbestos Chain of Custody

EMSL Analytical, Inc.
200 Route 130 North

Cinnaminson, NJ 08077

EMSL Order Number (Lab Use Oniy):
ML ANALYTICAL, iNc. OO0 © 3301 PHONE:  {_800-220-3675
o FAX. " (856) 786-5974
Additional Pages of the Chain of Custody are only necessary if needed for additional sample information
VolumelArea (Alr) Date/Time
Sample # Sample Description HA # (Bulk) Sampled
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*Comments/Special Instructions:
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