
Lead in Water Testing Results  
 

South Washington County Schools 
 

Nuevas Fronteras Spanish Immersion School 
 

On December 30th, 2021 Nuevas Fronteras SI School’s drinking water was tested for concentration 
of lead. 
 
 
All water sources tested less than 20 parts-per-billion. 
 
No action was taken at this time. 
 
 
LOCATION    SOURCE    RESULTS (in ug/L)  
 
Nurse’s Office    SINK     .20 
 
Staff Lounge    SINK     .20 
 
Hallway (1)    BOTTLE FILLER   0 
 
Hallway (2)    BOTTLE FILLER   0 
 
Room 140    SINK     .65 
 
Hallway (3)    BOTTLE FILLER   0 
 
Room 141    SINK     .40 
 
Room 144    SINK     .35 
 
Hallway (4)    BOTTLE FILLER   0 
 
Room 145    SINK     .62 
 
Hallway (5, left)   FOUNTAIN    0 
 
Hallway (5, right)   FOUNTAIN    0 
 
Hallway (5)    BOTTLE FILLER   0 
 
Room 162    SINK     .18 
 
Room 163    SINK     .85 
 
Room 165    SINK     .28 
 
Room 164    SINK     .15 



 
Room 167    SINK     .21 
 
Room 166    SINK     .46 
 
Room 169    SINK     .20 
 
Room 168    SINK     .42 
 
Room 171    SINK     .19 
 
Room 170    SINK     .35 
 
Hallway (6)    SINK     .11 
 
Hallway (6)    BOTTLE FILLER   0 
 
Hallway (7)    FOUNTAIN    0 
 
Hallway (7)    BOTTLE FILLER   0 
 
Hallway (8)    FOUNTAIN    0 
 
Hallway (8)    BOTTLE FILLER   0 
 
Kitchen    SINK     0 
 
Kitchen     SINK     0 
 
 
 
 


