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Response: Yes, the contractor is responsible for removing and securing the antennae cables to a 
temporary location until the new unit is installed and secure back to new RTU after new unit is installed. 
 

5. Is a Payment Bond and Performance Bond required with submission? 

Response: Yes, both payment bond and performance bond are required with the submission.  
 
 

The following items modify the Drawings and shall become part of the Contract Documents. 
 

REVISED & REISSUED DRAWINGS 
The following list of drawings notes drawings revised and re-issued in this addendum. Previous versions of these 
drawings shall be removed and replaced with these revised drawings. For a list of drawings that are revised in this 
addendum, but not re-issued, refer to the REVISIONS TO DRAWINGS article and the narration provided for the 
revisions to drawings not re-issued in this addendum. 

 REVISED & REISSUED DRAWINGS  
1. DM1.01 – DEMOLITION FLOOR PLAN – AREA 1 – HVAC 
2. DM1.02 – DEMOLITION FLOOR PLAN – AREA 2 – HVAC 
3. DM1.03 – DEMOLITION FLOOR PLAN – AREA 3 – HVAC 
4. DM1.04 – DEMOLITION FLOOR PLAN – AREA 4 – HVAC 
5. MP3.01 – SCHEDULES AND LEGEND – MECHANICAL & PLUMBING 
6. E1.01 – OVERALL FLOOR PLAN - ELECTRICAL 

 

REVISIONS TO DRAWINGS NOT RE-ISSUED 
Please refer to the REVISED & REISSUED DRAWINGS article for a list of all drawings revised in this addendum. 
Previous versions of these drawings shall be removed and replaced with these revised drawings. The following list of 
drawings are revised in this addendum, but not re-issued. Refer to the narration provided for the revisions. 
 

 REVISED (NOT RE-ISSUED) DRAWINGS  
 

1. DMPE1.01 – DEMOLITION ROOF PLAN – MPE 
A. Refer to Keynote 1 under Notes by Symbol and revise to read as follows: 

“1. REMOVE EXISTING NATURAL GAS ASSEMBLY FEEDING EXISTING ROOFTOP UNIT 
AND CAP FOR FUTURE CONNECTION TO NEW ROOFTOP UNIT. EXISTING GAS 
COCK/PLUG VALVE TO BE REMOVED AND REPLACED WITH NEW.” 
 

2. MPE1.01 - ROOF PLAN – MPE 
A. Refer to Keynote 1 under Notes by Symbol and revise to read as follows: 

“1. CONTRACTOR TO REPLACE EXISTING NATURAL GAS ASSEMBLY TO NEW ROOF 
TOP UNIT. REFER TO DETAIL '1' ON DRAWING MP2.01 FOR GAS CONNECTION TO ROOF 
TOP UNIT DETAIL. EXTEND PIPING AND ADD ROOF TOP SUPPORTS AS REQUIRED FOR 
FINAL CONNECTION TO UNIT. PROVIDE NEW GAS COCK/PLUG VALVE AT EACH UNIT IN 
PLACE OF EXISTING.” 
 

3. DM1.05 – DEMOLITION FLOOR PLAN – AREA 5 – HVAC 
A. Refer to Keynote 3 under Notes by Symbol and revise to read as follows: 

“3. EXISTING EXHAUST FAN ON ROOF TO BE REMOVED AND REPLACED WITH NEW. 
DISCONNECT EXISTING DUCTWORK BELOW ROOF FROM EXISTING EXHAUST FAN AND 
CONNECT TO NEW FAN. EXISTING WALL SWITCH INTERLOCKED WITH EXISTING FAN 
TO REMAIN AND BE RE-USED.” 

B. Refer to Keynote 4 under Notes by Symbol and revise to read as follows: 
“4. EXISTING CEILING MOUNTED EXHAUST FAN TO BE REMOVED AND REPLACED WITH 
NEW. DISCONNECT EXISTING DUCTWORK FROM EXISTING EXHAUST FAN AND 
CONNECT TO NEW FAN. EXISTING WALL SWITCH INTERLOCKED WITH EXISTING FAN 
TO REMAIN AND BE RE-USED.” 
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