Table 1: Water Testing Results as of September 1, 2016

<table>
<thead>
<tr>
<th>Results</th>
<th>Elementary</th>
<th>Middle</th>
<th>High/Alternate Sites</th>
<th>Other Sites</th>
</tr>
</thead>
<tbody>
<tr>
<td>Sites with no actionable levels</td>
<td>Camelot</td>
<td>FWPA</td>
<td>Decatur</td>
<td>ESC</td>
</tr>
<tr>
<td></td>
<td>Enterprise</td>
<td>Kilo</td>
<td>Todd Beamer</td>
<td>Nutrition</td>
</tr>
<tr>
<td></td>
<td>Green Gables</td>
<td>Lakota</td>
<td>Truman</td>
<td>Support</td>
</tr>
<tr>
<td></td>
<td>Lake Dolloff</td>
<td>Saghalie</td>
<td>Norman Center</td>
<td>Service Center</td>
</tr>
<tr>
<td></td>
<td>Lakeland</td>
<td>Sequoyah</td>
<td></td>
<td></td>
</tr>
<tr>
<td></td>
<td>Mark Twain</td>
<td>TAFA</td>
<td></td>
<td></td>
</tr>
<tr>
<td></td>
<td>Meredith Hill</td>
<td>Totem</td>
<td></td>
<td></td>
</tr>
<tr>
<td></td>
<td>Mirror Lake</td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td></td>
<td>Panther Lake</td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td></td>
<td>Rainier View</td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td></td>
<td>Sherwood Forest</td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td></td>
<td>Sunnycrest</td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td></td>
<td>Valhalla</td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>Actionable levels found and remediated (with daily flushing)</td>
<td>Adelaide</td>
<td>Sacajawea</td>
<td></td>
<td>Memorial Field</td>
</tr>
<tr>
<td></td>
<td>Silver Lake</td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td></td>
<td>Star Lake</td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td></td>
<td>Twin Lakes</td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td></td>
<td>Woodmont K-8</td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>Actionable levels found and remediated with flushing and/or fixture replacement</td>
<td>Lake Grove</td>
<td>Illahee</td>
<td>Federal Way</td>
<td></td>
</tr>
<tr>
<td></td>
<td>Wildwood</td>
<td></td>
<td>Thomas Jefferson</td>
<td></td>
</tr>
<tr>
<td>Actionable levels unable to remediate with flushing; fixtures are in process of being replaced. Bottled water will be provided until desired results are achieved.</td>
<td>Brigadoon</td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td></td>
<td>Nautilus K-8</td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td></td>
<td>Olympic View</td>
<td></td>
<td></td>
<td></td>
</tr>
</tbody>
</table>