
















Table	of	Laboratory	Result	Locations:	Glencoe	Central	School
620	Greenwood	Avenue,	Glencoe,	IL

DWB-Bubbler,WC-Water	Cooler,	CF-Classroom	Faucet,	KC-kitchen	cold,	KH-kitchen	hot,	EC-home	ec	cold,	EH-Home	ec	hot,	BF-Bathroom	,	ns-nurse,		SC-	service	connector	
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WO Sample	ID Sampled	On Client	ID Description Test	Description Method Analyte Results RLimit Units Quals Matrix Analyst
17E0346 17E0346-01 04/29/2017	10:30 22104-04-2901A Source:	Basement	Mechanical	Slop	Sink	-	Flush	4/28/17	9:00PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.32 0.010 mg/L Aqueous RPL
17E0346 17E0346-01 04/29/2017	10:30 22104-04-2901A Source:	Basement	Mechanical	Slop	Sink	-	Flush	4/28/17	9:00PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.0044 0.0010 mg/L Aqueous RPL
17E0346 17E0346-02 04/29/2017	10:30 22104-04-2901B Source:	Basement	Mechanical	Slop	Sink	-	Flush	4/28/17	9:00PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.21 0.010 mg/L Aqueous RPL
17E0346 17E0346-02 04/29/2017	10:30 22104-04-2901B Source:	Basement	Mechanical	Slop	Sink	-	Flush	4/28/17	9:00PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.00049 0.0010 mg/L Aqueous RPL
17E0346 17E0346-03 04/29/2017	10:30 22104-04-2902A Source:	Basement	Mechanical	Slop	Sink	-	Flush	4/28/17	9:00PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.34 0.010 mg/L Aqueous RPL
17E0346 17E0346-03 04/29/2017	10:30 22104-04-2902A Source:	Basement	Mechanical	Slop	Sink	-	Flush	4/28/17	9:00PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.00089 0.0010 mg/L Aqueous RPL
17E0346 17E0346-04 04/29/2017	10:30 22104-04-2902B Source:	Basement	Mechanical	Slop	Sink	-	Flush	4/28/17	9:00PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.25 0.010 mg/L Aqueous RPL
17E0346 17E0346-04 04/29/2017	10:30 22104-04-2902B Source:	Basement	Mechanical	Slop	Sink	-	Flush	4/28/17	9:00PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.00038 0.0010 mg/L Aqueous RPL
17E0346 17E0346-05 04/29/2017	10:30 22104-04-2903A Bubbler	Adjacent	L37	-	Flush	4/28/17	9:10PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.24 0.010 mg/L Aqueous RPL
17E0346 17E0346-05 04/29/2017	10:30 22104-04-2903A Bubbler	Adjacent	L37	-	Flush	4/28/17	9:10PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.00014 0.0010 mg/L Aqueous RPL
17E0346 17E0346-06 04/29/2017	10:30 22104-04-2903B Bubbler	Adjacent	L37	-	Flush	4/28/17	9:10PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.24 0.010 mg/L Aqueous RPL
17E0346 17E0346-06 04/29/2017	10:30 22104-04-2903B Bubbler	Adjacent	L37	-	Flush	4/28/17	9:10PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.00014 0.0010 mg/L Aqueous RPL
17E0346 17E0346-07 04/29/2017	10:30 22104-04-2904A Basement	Oasis	Sink	-	Flush	4/28/17	9:10PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.38 0.010 mg/L Aqueous RPL
17E0346 17E0346-07 04/29/2017	10:30 22104-04-2904A Basement	Oasis	Sink	-	Flush	4/28/17	9:10PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.00036 0.0010 mg/L Aqueous RPL
17E0346 17E0346-08 04/29/2017	10:30 22104-04-2904B Basement	Oasis	Sink	-	Flush	4/28/17	9:10PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.36 0.010 mg/L Aqueous RPL
17E0346 17E0346-08 04/29/2017	10:30 22104-04-2904B Basement	Oasis	Sink	-	Flush	4/28/17	9:10PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.00015 0.0010 mg/L Aqueous RPL
17E0346 17E0346-09 04/29/2017	10:35 22104-04-2905A Cafeteria	Bubbler	-	Flush	4/28/17	9:00PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.076 0.010 mg/L Aqueous RPL
17E0346 17E0346-09 04/29/2017	10:35 22104-04-2905A Cafeteria	Bubbler	-	Flush	4/28/17	9:00PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.000089 0.0010 mg/L Aqueous RPL
17E0346 17E0346-10 04/29/2017	10:35 22104-04-2905B Cafeteria	Bubbler	-	Flush	4/28/17	9:00PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.11 0.010 mg/L Aqueous RPL
17E0346 17E0346-10 04/29/2017	10:35 22104-04-2905B Cafeteria	Bubbler	-	Flush	4/28/17	9:00PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.000096 0.0010 mg/L Aqueous RPL
17E0346 17E0346-11 04/29/2017	10:35 22104-04-2906A Cafeteria	Bottler	-	Flush	4/28/17	9:00PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.12 0.010 mg/L Aqueous RPL
17E0346 17E0346-11 04/29/2017	10:35 22104-04-2906A Cafeteria	Bottler	-	Flush	4/28/17	9:00PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.00010 0.0010 mg/L Aqueous RPL
17E0346 17E0346-12 04/29/2017	10:35 22104-04-2906B Cafeteria	Bottler	-	Flush	4/28/17	9:00PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.16 0.010 mg/L Aqueous RPL
17E0346 17E0346-12 04/29/2017	10:35 22104-04-2906B Cafeteria	Bottler	-	Flush	4/28/17	9:00PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.00016 0.0010 mg/L Aqueous RPL
17E0346 17E0346-13 04/29/2017	10:35 22104-04-2907A Kitchen	Sink	-	Flush	4/28/17	9:15PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.32 0.010 mg/L Aqueous RPL
17E0346 17E0346-13 04/29/2017	10:35 22104-04-2907A Kitchen	Sink	-	Flush	4/28/17	9:15PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.039 0.0010 mg/L Aqueous RPL
17E0346 17E0346-14 04/29/2017	10:35 22104-04-2907B Kitchen	Sink	-	Flush	4/28/17	9:15PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.24 0.010 mg/L Aqueous RPL
17E0346 17E0346-14 04/29/2017	10:35 22104-04-2907B Kitchen	Sink	-	Flush	4/28/17	9:15PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.0019 0.0010 mg/L Aqueous RPL
17E0346 17E0346-15 04/29/2017	10:40 22104-04-2908A Main	Bubbler	L24	-	Flush	4/28/17	9:15PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.30 0.010 mg/L Aqueous RPL
17E0346 17E0346-15 04/29/2017	10:40 22104-04-2908A Main	Bubbler	L24	-	Flush	4/28/17	9:15PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.0013 0.0010 mg/L Aqueous RPL
17E0346 17E0346-16 04/29/2017	10:40 22104-04-2908B Main	Bubbler	L24	-	Flush	4/28/17	9:15PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.27 0.010 mg/L Aqueous RPL
17E0346 17E0346-16 04/29/2017	10:40 22104-04-2908B Main	Bubbler	L24	-	Flush	4/28/17	9:15PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.00036 0.0010 mg/L Aqueous RPL
17E0346 17E0346-17 04/29/2017	10:40 22104-04-2909A Main	Sink	L24	-	Flush	4/28/17	9:15PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.30 0.010 mg/L Aqueous RPL
17E0346 17E0346-17 04/29/2017	10:40 22104-04-2909A Main	Sink	L24	-	Flush	4/28/17	9:15PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.0014 0.0010 mg/L Aqueous RPL
17E0346 17E0346-18 04/29/2017	10:40 22104-04-2909B Main	Sink	L24	-	Flush	4/28/17	9:15PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.23 0.010 mg/L Aqueous RPL
17E0346 17E0346-18 04/29/2017	10:40 22104-04-2909B Main	Sink	L24	-	Flush	4/28/17	9:15PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.00016 0.0010 mg/L Aqueous RPL
17E0346 17E0346-19 04/29/2017	10:46 22104-04-2910A Hallway	Bubbler	L64	Left	-	Flush	4/28/17	8:50PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.36 0.010 mg/L Aqueous RPL
17E0346 17E0346-19 04/29/2017	10:46 22104-04-2910A Hallway	Bubbler	L64	Left	-	Flush	4/28/17	8:50PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.0014 0.0010 mg/L Aqueous RPL
17E0346 17E0346-20 04/29/2017	10:46 22104-04-2910B Hallway	Bubbler	L64	Left	-	Flush	4/28/17	8:50PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.21 0.010 mg/L Aqueous RPL
17E0346 17E0346-20 04/29/2017	10:46 22104-04-2910B Hallway	Bubbler	L64	Left	-	Flush	4/28/17	8:50PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.00067 0.0010 mg/L Aqueous RPL
17E0346 17E0346-21 04/29/2017	10:46 22104-04-2911A Hallway	Bubbler	L64	Right	-	Flush	4/28/17	8:50PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.19 0.010 mg/L Aqueous RPL
17E0346 17E0346-21 04/29/2017	10:46 22104-04-2911A Hallway	Bubbler	L64	Right	-	Flush	4/28/17	8:50PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.00060 0.0010 mg/L Aqueous RPL
17E0346 17E0346-22 04/29/2017	10:46 22104-04-2911B Hallway	Bubbler	L64	Right	-	Flush	4/28/17	8:50PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.18 0.010 mg/L Aqueous RPL
17E0346 17E0346-22 04/29/2017	10:46 22104-04-2911B Hallway	Bubbler	L64	Right	-	Flush	4/28/17	8:50PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.00050 0.0010 mg/L Aqueous RPL
17E0346 17E0346-23 04/29/2017	10:50 22104-04-2912A Hallway	Bubbler	Adjacent	L67	Left	-	Flush	4/28/17	8:40PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.28 0.010 mg/L Aqueous RPL
17E0346 17E0346-23 04/29/2017	10:50 22104-04-2912A Hallway	Bubbler	Adjacent	L67	Left	-	Flush	4/28/17	8:40PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.00066 0.0010 mg/L Aqueous RPL
17E0346 17E0346-24 04/29/2017	10:50 22104-04-2912B Hallway	Bubbler	Adjacent	L67	Left	-	Flush	4/28/17	8:40PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.25 0.010 mg/L Aqueous RPL
17E0346 17E0346-24 04/29/2017	10:50 22104-04-2912B Hallway	Bubbler	Adjacent	L67	Left	-	Flush	4/28/17	8:40PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.00026 0.0010 mg/L Aqueous RPL
17E0346 17E0346-25 04/29/2017	10:50 22104-04-2913A Hallway	Bubbler	Adjacent	L67	Right	-	Flush	4/28/17	8:40PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.24 0.010 mg/L Aqueous RPL
17E0346 17E0346-25 04/29/2017	10:50 22104-04-2913A Hallway	Bubbler	Adjacent	L67	Right	-	Flush	4/28/17	8:40PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.0012 0.0010 mg/L Aqueous RPL
17E0346 17E0346-26 04/29/2017	10:50 22104-04-2913B Hallway	Bubbler	Adjacent	L67	Right	-	Flush	4/28/17	8:40PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.20 0.010 mg/L Aqueous RPL
17E0346 17E0346-26 04/29/2017	10:50 22104-04-2913B Hallway	Bubbler	Adjacent	L67	Right	-	Flush	4/28/17	8:40PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.00058 0.0010 mg/L Aqueous RPL
17E0346 17E0346-27 04/29/2017	11:05 22104-04-2914A Hallway	Bubbler	129	-	Flush	4/28/17	8:10PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.076 0.010 mg/L Aqueous RPL
17E0346 17E0346-27 04/29/2017	11:05 22104-04-2914A Hallway	Bubbler	129	-	Flush	4/28/17	8:10PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.00011 0.0010 mg/L Aqueous RPL
17E0346 17E0346-28 04/29/2017	11:05 22104-04-2914B Hallway	Bubbler	129	-	Flush	4/28/17	8:10PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.14 0.010 mg/L Aqueous RPL
17E0346 17E0346-28 04/29/2017	11:05 22104-04-2914B Hallway	Bubbler	129	-	Flush	4/28/17	8:10PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.00012 0.0010 mg/L Aqueous RPL
17E0346 17E0346-29 04/29/2017	11:10 22104-04-2915A Hallway	Bubbler	133	-	Flush	4/28/17	7:40PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.13 0.010 mg/L Aqueous RPL
17E0346 17E0346-29 04/29/2017	11:10 22104-04-2915A Hallway	Bubbler	133	-	Flush	4/28/17	7:40PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.00010 0.0010 mg/L Aqueous RPL
17E0346 17E0346-30 04/29/2017	11:10 22104-04-2915B Hallway	Bubbler	133	-	Flush	4/28/17	7:40PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.17 0.010 mg/L Aqueous RPL
17E0346 17E0346-30 04/29/2017	11:10 22104-04-2915B Hallway	Bubbler	133	-	Flush	4/28/17	7:40PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.00013 0.0010 mg/L Aqueous RPL
17E0346 17E0346-31 04/29/2017	11:15 22104-04-2916A Nurse's	Sink	137	-	Flush	4/28/17	7:30PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.30 0.010 mg/L Aqueous RPL
17E0346 17E0346-31 04/29/2017	11:15 22104-04-2916A Nurse's	Sink	137	-	Flush	4/28/17	7:30PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.00097 0.0010 mg/L Aqueous RPL
17E0346 17E0346-32 04/29/2017	11:15 22104-04-2916B Nurse's	Sink	137	-	Flush	4/28/17	7:30PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.22 0.010 mg/L Aqueous RPL
17E0346 17E0346-32 04/29/2017	11:15 22104-04-2916B Nurse's	Sink	137	-	Flush	4/28/17	7:30PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.00030 0.0010 mg/L Aqueous RPL
17E0346 17E0346-33 04/29/2017	11:10 22104-04-2917A Nurse's	Bathroom	Sink	-	Flush	4/28/17	7:30PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.29 0.010 mg/L Aqueous RPL
17E0346 17E0346-33 04/29/2017	11:10 22104-04-2917A Nurse's	Bathroom	Sink	-	Flush	4/28/17	7:30PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.00024 0.0010 mg/L Aqueous RPL
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17E0346 17E0346-34 04/29/2017	11:10 22104-04-2917B Nurse's	Bathroom	Sink	-	Flush	4/28/17	7:30PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.23 0.010 mg/L Aqueous RPL
17E0346 17E0346-34 04/29/2017	11:10 22104-04-2917B Nurse's	Bathroom	Sink	-	Flush	4/28/17	7:30PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.00018 0.0010 mg/L Aqueous RPL
17E0346 17E0346-35 04/29/2017	11:15 22104-04-2918A Hallway	Bubbler	Adjacent	141	-	Flush	4/28/17	7:30PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.17 0.010 mg/L Aqueous RPL
17E0346 17E0346-35 04/29/2017	11:15 22104-04-2918A Hallway	Bubbler	Adjacent	141	-	Flush	4/28/17	7:30PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.00012 0.0010 mg/L Aqueous RPL
17E0346 17E0346-36 04/29/2017	11:15 22104-04-2918B Hallway	Bubbler	Adjacent	141	-	Flush	4/28/17	7:30PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.21 0.010 mg/L Aqueous RPL
17E0346 17E0346-36 04/29/2017	11:15 22104-04-2918B Hallway	Bubbler	Adjacent	141	-	Flush	4/28/17	7:30PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.00015 0.0010 mg/L Aqueous RPL
17E0346 17E0346-37 04/29/2017	11:20 22104-04-2919A North	Gym	Bubbler	-	Flush	4/28/17	7:50PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.21 0.010 mg/L Aqueous RPL
17E0346 17E0346-37 04/29/2017	11:20 22104-04-2919A North	Gym	Bubbler	-	Flush	4/28/17	7:50PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.0016 0.0010 mg/L Aqueous RPL
17E0346 17E0346-38 04/29/2017	11:20 22104-04-2919B North	Gym	Bubbler	-	Flush	4/28/17	7:50PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.22 0.010 mg/L Aqueous RPL
17E0346 17E0346-38 04/29/2017	11:20 22104-04-2919B North	Gym	Bubbler	-	Flush	4/28/17	7:50PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.00016 0.0010 mg/L Aqueous RPL
17E0346 17E0346-39 04/29/2017	11:20 22104-04-2920A North	Gym	South	Bubbler	-	Flush	4/28/17	8:00PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.23 0.010 mg/L Aqueous RPL
17E0346 17E0346-39 04/29/2017	11:20 22104-04-2920A North	Gym	South	Bubbler	-	Flush	4/28/17	8:00PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.00033 0.0010 mg/L Aqueous RPL
17E0346 17E0346-40 04/29/2017	11:20 22104-04-2920B North	Gym	South	Bubbler	-	Flush	4/28/17	8:00PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.23 0.010 mg/L Aqueous RPL
17E0346 17E0346-40 04/29/2017	11:20 22104-04-2920B North	Gym	South	Bubbler	-	Flush	4/28/17	8:00PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.00019 0.0010 mg/L Aqueous RPL
17E0346 17E0346-41 04/29/2017	11:25 22104-04-2921A Coach's	Office	Sink	South	-	Flush	4/28/17	8:10PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.68 0.050 mg/L Aqueous RPL
17E0346 17E0346-41 04/29/2017	11:25 22104-04-2921A Coach's	Office	Sink	South	-	Flush	4/28/17	8:10PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.00098 0.0010 mg/L Aqueous RPL
17E0346 17E0346-42 04/29/2017	11:25 22104-04-2921B Coach's	Office	Sink	South	-	Flush	4/28/17	8:10PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.16 0.010 mg/L Aqueous RPL
17E0346 17E0346-42 04/29/2017	11:25 22104-04-2921B Coach's	Office	Sink	South	-	Flush	4/28/17	8:10PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.00019 0.0010 mg/L Aqueous RPL
17E0346 17E0346-43 04/29/2017	11:25 22104-04-2922A Coach's	Office	Sink	North	-	Flush	4/28/17	8:10PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.40 0.010 mg/L Aqueous RPL
17E0346 17E0346-43 04/29/2017	11:25 22104-04-2922A Coach's	Office	Sink	North	-	Flush	4/28/17	8:10PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.00063 0.0010 mg/L Aqueous RPL
17E0346 17E0346-44 04/29/2017	11:25 22104-04-2922B Coach's	Office	Sink	North	-	Flush	4/28/17	8:10PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.18 0.010 mg/L Aqueous RPL
17E0346 17E0346-44 04/29/2017	11:25 22104-04-2922B Coach's	Office	Sink	North	-	Flush	4/28/17	8:10PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.00016 0.0010 mg/L Aqueous RPL
17E0346 17E0346-45 04/29/2017	11:35 22104-04-2923A Misner	Bubbler	South	-	Flush	4/28/17	8:30PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.43 0.010 mg/L Aqueous RPL
17E0346 17E0346-45 04/29/2017	11:35 22104-04-2923A Misner	Bubbler	South	-	Flush	4/28/17	8:30PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.00061 0.0010 mg/L Aqueous RPL
17E0346 17E0346-46 04/29/2017	11:35 22104-04-2923B Misner	Bubbler	South	-	Flush	4/28/17	8:30PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.38 0.010 mg/L Aqueous RPL
17E0346 17E0346-46 04/29/2017	11:35 22104-04-2923B Misner	Bubbler	South	-	Flush	4/28/17	8:30PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.00025 0.0010 mg/L Aqueous RPL
17E0346 17E0346-47 04/29/2017	11:35 22104-04-2924A Misner	Bubbler	North	-	Flush	4/28/17	8:30PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.40 0.010 mg/L Aqueous RPL
17E0346 17E0346-47 04/29/2017	11:35 22104-04-2924A Misner	Bubbler	North	-	Flush	4/28/17	8:30PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.00035 0.0010 mg/L Aqueous RPL
17E0346 17E0346-48 04/29/2017	11:35 22104-04-2924B Misner	Bubbler	North	-	Flush	4/28/17	8:30PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.34 0.010 mg/L Aqueous RPL
17E0346 17E0346-48 04/29/2017	11:35 22104-04-2924B Misner	Bubbler	North	-	Flush	4/28/17	8:30PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.00022 0.0010 mg/L Aqueous RPL
17E0346 17E0346-49 04/29/2017	11:40 22104-04-2925A Misner	Basement	L85	Left	Sink	-	Flush	4/28/17	8:35PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.33 0.010 mg/L Aqueous RPL
17E0346 17E0346-49 04/29/2017	11:40 22104-04-2925A Misner	Basement	L85	Left	Sink	-	Flush	4/28/17	8:35PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.017 0.0010 mg/L Aqueous RPL
17E0346 17E0346-50 04/29/2017	11:40 22104-04-2925B Misner	Basement	L85	Left	Sink	-	Flush	4/28/17	8:35PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.65 0.050 mg/L Aqueous RPL
17E0346 17E0346-50 04/29/2017	11:40 22104-04-2925B Misner	Basement	L85	Left	Sink	-	Flush	4/28/17	8:35PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.0010 0.0010 mg/L Aqueous RPL
17E0346 17E0346-51 04/29/2017	11:40 22104-04-2926A Misner	Basement	L85	Right	Sink	-	Flush	4/28/17	8:35PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.43 0.010 mg/L Aqueous RPL
17E0346 17E0346-51 04/29/2017	11:40 22104-04-2926A Misner	Basement	L85	Right	Sink	-	Flush	4/28/17	8:35PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.015 0.0010 mg/L Aqueous RPL
17E0346 17E0346-52 04/29/2017	11:40 22104-04-2926B Misner	Basement	L85	Right	Sink	-	Flush	4/28/17	8:35PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.30 0.010 mg/L Aqueous RPL
17E0346 17E0346-52 04/29/2017	11:40 22104-04-2926B Misner	Basement	L85	Right	Sink	-	Flush	4/28/17	8:35PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.0012 0.0010 mg/L Aqueous RPL
17E0346 17E0346-53 04/29/2017	11:35 22104-04-2927A Misner	Basement	L87	Left	Sink	-	Flush	4/28/17	8:40PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.44 0.010 mg/L Aqueous RPL
17E0346 17E0346-53 04/29/2017	11:35 22104-04-2927A Misner	Basement	L87	Left	Sink	-	Flush	4/28/17	8:40PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.0097 0.0010 mg/L Aqueous RPL
17E0346 17E0346-54 04/29/2017	11:35 22104-04-2927B Misner	Basement	L87	Left	Sink	-	Flush	4/28/17	8:40PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.36 0.010 mg/L Aqueous RPL
17E0346 17E0346-54 04/29/2017	11:35 22104-04-2927B Misner	Basement	L87	Left	Sink	-	Flush	4/28/17	8:40PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.00069 0.0010 mg/L Aqueous RPL
17E0346 17E0346-55 04/29/2017	11:35 22104-04-2928A Misner	Basement	L87	Right	Sink	-	Flush	4/28/17	8:45PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.30 0.010 mg/L Aqueous RPL
17E0346 17E0346-55 04/29/2017	11:35 22104-04-2928A Misner	Basement	L87	Right	Sink	-	Flush	4/28/17	8:45PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.10 0.0010 mg/L Aqueous RPL
17E0346 17E0346-56 04/29/2017	11:35 22104-04-2928B Misner	Basement	L87	Right	Sink	-	Flush	4/28/17	8:45PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.32 0.010 mg/L Aqueous RPL
17E0346 17E0346-56 04/29/2017	11:35 22104-04-2928B Misner	Basement	L87	Right	Sink	-	Flush	4/28/17	8:45PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.0011 0.0010 mg/L Aqueous RPL
17E0346 17E0346-57 04/29/2017	11:39 22104-04-2929A Room	131	Sink	-	Flush	4/28/17	8:47PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.32 0.010 mg/L Aqueous RPL
17E0346 17E0346-57 04/29/2017	11:39 22104-04-2929A Room	131	Sink	-	Flush	4/28/17	8:47PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.00034 0.0010 mg/L Aqueous RPL
17E0346 17E0346-58 04/29/2017	11:39 22104-04-2929B Room	131	Sink	-	Flush	4/28/17	8:47PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.17 0.010 mg/L Aqueous RPL
17E0346 17E0346-58 04/29/2017	11:39 22104-04-2929B Room	131	Sink	-	Flush	4/28/17	8:47PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.00018 0.0010 mg/L Aqueous RPL
17E0346 17E0346-59 04/29/2017	11:52 22104-04-2930A Hallway	Bubbler	121	-	Flush	4/28/17	8:20PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.18 0.010 mg/L Aqueous RPL
17E0346 17E0346-59 04/29/2017	11:52 22104-04-2930A Hallway	Bubbler	121	-	Flush	4/28/17	8:20PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.000079 0.0010 mg/L Aqueous RPL
17E0346 17E0346-60 04/29/2017	11:52 22104-04-2930B Hallway	Bubbler	121	-	Flush	4/28/17	8:20PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.21 0.010 mg/L Aqueous RPL
17E0346 17E0346-60 04/29/2017	11:52 22104-04-2930B Hallway	Bubbler	121	-	Flush	4/28/17	8:20PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.00010 0.0010 mg/L Aqueous RPL
17E0346 17E0346-61 04/29/2017	11:55 22104-04-2931A Teacher's	Lounge	108	Sink	-	Lfush	4/28/17	8:15PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.24 0.010 mg/L Aqueous RPL
17E0346 17E0346-61 04/29/2017	11:55 22104-04-2931A Teacher's	Lounge	108	Sink	-	Lfush	4/28/17	8:15PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.00020 0.0010 mg/L Aqueous RPL
17E0346 17E0346-62 04/29/2017	11:55 22104-04-2931B Teacher's	Lounge	108	Sink	-	Lfush	4/28/17	8:15PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.25 0.010 mg/L Aqueous RPL
17E0346 17E0346-62 04/29/2017	11:55 22104-04-2931B Teacher's	Lounge	108	Sink	-	Lfush	4/28/17	8:15PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.00051 0.0010 mg/L Aqueous RPL
17E0346 17E0346-63 04/29/2017	12:00 22104-04-2932A Hallway	Bubbler	Adjacent	102	-	Flush	4/28/17	8:30PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.11 0.010 mg/L Aqueous RPL
17E0346 17E0346-63 04/29/2017	12:00 22104-04-2932A Hallway	Bubbler	Adjacent	102	-	Flush	4/28/17	8:30PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead ND 0.0010 mg/L Aqueous RPL
17E0346 17E0346-64 04/29/2017	12:00 22104-04-2932B Hallway	Bubbler	Adjacent	102	-	Flush	4/28/17	8:30PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.11 0.010 mg/L Aqueous RPL
17E0346 17E0346-64 04/29/2017	12:00 22104-04-2932B Hallway	Bubbler	Adjacent	102	-	Flush	4/28/17	8:30PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.000069 0.0010 mg/L Aqueous RPL
17E0346 17E0346-65 04/29/2017	12:00 22104-04-2933A Hallway	Bottler	Adjacent	102	-	Flush	4/28/17	8:30PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.078 0.010 mg/L Aqueous RPL
17E0346 17E0346-65 04/29/2017	12:00 22104-04-2933A Hallway	Bottler	Adjacent	102	-	Flush	4/28/17	8:30PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead ND 0.0010 mg/L Aqueous RPL
17E0346 17E0346-66 04/29/2017	12:00 22104-04-2933B Hallway	Bottler	Adjacent	102	-	Flush	4/28/17	8:30PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.065 0.010 mg/L Aqueous RPL
17E0346 17E0346-66 04/29/2017	12:00 22104-04-2933B Hallway	Bottler	Adjacent	102	-	Flush	4/28/17	8:30PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead ND 0.0010 mg/L Aqueous RPL
17E0346 17E0346-67 04/29/2017	12:05 22104-04-2934A Room	102	Sink	-	Flush	4/28/17	8:35PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.46 0.010 mg/L Aqueous RPL
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17E0346 17E0346-67 04/29/2017	12:05 22104-04-2934A Room	102	Sink	-	Flush	4/28/17	8:35PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.0011 0.0010 mg/L Aqueous RPL
17E0346 17E0346-68 04/29/2017	12:05 22104-04-2934B Room	102	Sink	-	Flush	4/28/17	8:35PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.31 0.010 mg/L Aqueous RPL
17E0346 17E0346-68 04/29/2017	12:05 22104-04-2934B Room	102	Sink	-	Flush	4/28/17	8:35PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.00099 0.0010 mg/L Aqueous RPL
17E0346 17E0346-69 04/29/2017	12:08 22104-04-2935A Hallway	Bubbler	204	-	Flush	4/28/17	8:40PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.28 0.010 mg/L Aqueous RPL
17E0346 17E0346-69 04/29/2017	12:08 22104-04-2935A Hallway	Bubbler	204	-	Flush	4/28/17	8:40PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.00050 0.0010 mg/L Aqueous RPL
17E0346 17E0346-70 04/29/2017	12:08 22104-04-2935B Hallway	Bubbler	204	-	Flush	4/28/17	8:40PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.31 0.010 mg/L Aqueous RPL
17E0346 17E0346-70 04/29/2017	12:08 22104-04-2935B Hallway	Bubbler	204	-	Flush	4/28/17	8:40PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.00025 0.0010 mg/L Aqueous RPL
17E0346 17E0346-71 04/29/2017	12:08 22104-04-2936A Hallway	Bottler	204	-	Flush	4/28/17	8:40PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.24 0.010 mg/L Aqueous SJE
17E0346 17E0346-71 04/29/2017	12:08 22104-04-2936A Hallway	Bottler	204	-	Flush	4/28/17	8:40PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.0012 0.0010 mg/L Aqueous SJE
17E0346 17E0346-72 04/29/2017	12:08 22104-04-2936B Hallway	Bottler	204	-	Flush	4/28/17	8:40PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.24 0.010 mg/L Aqueous RPL
17E0346 17E0346-72 04/29/2017	12:08 22104-04-2936B Hallway	Bottler	204	-	Flush	4/28/17	8:40PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.00034 0.0010 mg/L Aqueous RPL
17E0346 17E0346-73 04/29/2017	12:10 22104-04-2937A Hallway	Bubbler	221	-	Flush	4/28/17	8:45PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.19 0.010 mg/L Aqueous RPL
17E0346 17E0346-73 04/29/2017	12:10 22104-04-2937A Hallway	Bubbler	221	-	Flush	4/28/17	8:45PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.00011 0.0010 mg/L Aqueous RPL
17E0346 17E0346-74 04/29/2017	12:10 22104-04-2937B Hallway	Bubbler	221	-	Flush	4/28/17	8:45PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.23 0.010 mg/L Aqueous RPL
17E0346 17E0346-74 04/29/2017	12:10 22104-04-2937B Hallway	Bubbler	221	-	Flush	4/28/17	8:45PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.000077 0.0010 mg/L Aqueous RPL
17E0346 17E0346-75 04/29/2017	12:12 22104-04-2938A Hallway	Bubbler	229	-	Flush	4/28/17	8:45PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.081 0.010 mg/L Aqueous RPL
17E0346 17E0346-75 04/29/2017	12:12 22104-04-2938A Hallway	Bubbler	229	-	Flush	4/28/17	8:45PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.000089 0.0010 mg/L Aqueous RPL
17E0346 17E0346-76 04/29/2017	12:12 22104-04-2938B Hallway	Bubbler	229	-	Flush	4/28/17	8:45PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.14 0.010 mg/L Aqueous RPL
17E0346 17E0346-76 04/29/2017	12:12 22104-04-2938B Hallway	Bubbler	229	-	Flush	4/28/17	8:45PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.000093 0.0010 mg/L Aqueous RPL
17E0346 17E0346-77 04/29/2017	12:18 22104-04-2939A Room	230B	Sink	-	Flush	4/28/17	8:48PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.44 0.010 mg/L Aqueous RPL
17E0346 17E0346-77 04/29/2017	12:18 22104-04-2939A Room	230B	Sink	-	Flush	4/28/17	8:48PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.0028 0.0010 mg/L Aqueous RPL
17E0346 17E0346-78 04/29/2017	12:18 22104-04-2939B Room	230B	Sink	-	Flush	4/28/17	8:48PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.59 0.050 mg/L Aqueous RPL
17E0346 17E0346-78 04/29/2017	12:18 22104-04-2939B Room	230B	Sink	-	Flush	4/28/17	8:48PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.00070 0.0010 mg/L Aqueous RPL
17E0346 17E0346-79 04/29/2017	12:20 22104-04-2940A Hallway	Bubbler	Adjacent	231	-	Flush	4/28/17	6:20PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.23 0.010 mg/L Aqueous RPL
17E0346 17E0346-79 04/29/2017	12:20 22104-04-2940A Hallway	Bubbler	Adjacent	231	-	Flush	4/28/17	6:20PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.00010 0.0010 mg/L Aqueous RPL
17E0346 17E0346-80 04/29/2017	12:20 22104-04-2940B Hallway	Bubbler	Adjacent	231	-	Flush	4/28/17	6:20PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.26 0.010 mg/L Aqueous RPL
17E0346 17E0346-80 04/29/2017	12:20 22104-04-2940B Hallway	Bubbler	Adjacent	231	-	Flush	4/28/17	6:20PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.00011 0.0010 mg/L Aqueous RPL
17E0346 17E0346-81 04/29/2017	12:20 22104-04-2941A Hallway	Bubbler	Adjacent	239	-	Flush	4/28/17	6:30PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.21 0.010 mg/L Aqueous RPL
17E0346 17E0346-81 04/29/2017	12:20 22104-04-2941A Hallway	Bubbler	Adjacent	239	-	Flush	4/28/17	6:30PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.000094 0.0010 mg/L Aqueous RPL
17E0346 17E0346-82 04/29/2017	12:20 22104-04-2941B Hallway	Bubbler	Adjacent	239	-	Flush	4/28/17	6:30PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.25 0.010 mg/L Aqueous RPL
17E0346 17E0346-82 04/29/2017	12:20 22104-04-2941B Hallway	Bubbler	Adjacent	239	-	Flush	4/28/17	6:30PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.00011 0.0010 mg/L Aqueous RPL
17E0346 17E0346-83 04/29/2017	12:30 22104-04-2942A Department	Office	Room	112	Sink	-	Flush	4/28/17	7:40PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.30 0.010 mg/L Aqueous RPL
17E0346 17E0346-83 04/29/2017	12:30 22104-04-2942A Department	Office	Room	112	Sink	-	Flush	4/28/17	7:40PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.00026 0.0010 mg/L Aqueous RPL
17E0346 17E0346-84 04/29/2017	12:30 22104-04-2942B Department	Office	Room	112	Sink	-	Flush	4/28/17	7:40PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.13 0.010 mg/L Aqueous RPL
17E0346 17E0346-84 04/29/2017	12:30 22104-04-2942B Department	Office	Room	112	Sink	-	Flush	4/28/17	7:40PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.00016 0.0010 mg/L Aqueous RPL





Table	of	Laboratory	Result	Locations:	Glencoe	South	School
266	Linden,	Glencoe,	IL

DWB-Bubbler,WC-Water	Cooler,	CF-Classroom	Faucet,	KC-kitchen	cold,	KH-kitchen	hot,	EC-home	ec	cold,	EH-Home	ec	hot,	BF-Bathroom	,	ns-nurse,		SC-	service	connector	
1

WO Sample	ID Sampled	On Client	ID Description Test	Description Method Analyte Results RLimit Units Quals Matrix Analyst
17E0348 17E0348-01 04/29/2017	14:00 22103-04-2901A Source:	Maintainence	Slop	Sink	-	Flush	4/28/17	7:00PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.28 0.010 mg/L Aqueous RPL
17E0348 17E0348-01 04/29/2017	14:00 22103-04-2901A Source:	Maintainence	Slop	Sink	-	Flush	4/28/17	7:00PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.0011 0.0010 mg/L Aqueous RPL
17E0348 17E0348-02 04/29/2017	14:00 22103-04-2901B Source:	Maintainence	Slop	Sink	-	Flush	4/28/17	7:00PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.20 0.010 mg/L Aqueous RPL
17E0348 17E0348-02 04/29/2017	14:00 22103-04-2901B Source:	Maintainence	Slop	Sink	-	Flush	4/28/17	7:00PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.00018 0.0010 mg/L Aqueous RPL
17E0348 17E0348-03 04/29/2017	14:05 22103-04-2902A Source:	Maintainence	Slop	Sink	-	Flush	4/28/17	7:00PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.20 0.010 mg/L Aqueous RPL
17E0348 17E0348-03 04/29/2017	14:05 22103-04-2902A Source:	Maintainence	Slop	Sink	-	Flush	4/28/17	7:00PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.00025 0.0010 mg/L Aqueous RPL
17E0348 17E0348-04 04/29/2017	14:05 22103-04-2902B Source:	Maintainence	Slop	Sink	-	Flush	4/28/17	7:00PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.19 0.010 mg/L Aqueous RPL
17E0348 17E0348-04 04/29/2017	14:05 22103-04-2902B Source:	Maintainence	Slop	Sink	-	Flush	4/28/17	7:00PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.00018 0.0010 mg/L Aqueous RPL
17E0348 17E0348-05 04/29/2017	14:10 22103-04-2903A Source:	Boiler	Room	Sink	-	Flush	4/28/17	7:03PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.30 0.010 mg/L Aqueous RPL
17E0348 17E0348-05 04/29/2017	14:10 22103-04-2903A Source:	Boiler	Room	Sink	-	Flush	4/28/17	7:03PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.0021 0.0010 mg/L Aqueous RPL
17E0348 17E0348-06 04/29/2017	14:10 22103-04-2903B Source:	Boiler	Room	Sink	-	Flush	4/28/17	7:03PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.20 0.010 mg/L Aqueous RPL
17E0348 17E0348-06 04/29/2017	14:10 22103-04-2903B Source:	Boiler	Room	Sink	-	Flush	4/28/17	7:03PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.00027 0.0010 mg/L Aqueous RPL
17E0348 17E0348-07 04/29/2017	14:10 22103-04-2904A Teacher's	Lounge	Sink	-	Flush	4/28/17	7:10PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.31 0.010 mg/L Aqueous RPL
17E0348 17E0348-07 04/29/2017	14:10 22103-04-2904A Teacher's	Lounge	Sink	-	Flush	4/28/17	7:10PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.0015 0.0010 mg/L Aqueous RPL
17E0348 17E0348-08 04/29/2017	14:10 22103-04-2904B Teacher's	Lounge	Sink	-	Flush	4/28/17	7:10PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.21 0.010 mg/L Aqueous RPL
17E0348 17E0348-08 04/29/2017	14:10 22103-04-2904B Teacher's	Lounge	Sink	-	Flush	4/28/17	7:10PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.00036 0.0010 mg/L Aqueous RPL
17E0348 17E0348-09 04/29/2017	14:10 22103-04-2905A Nurse's	Sink	-	Flush	4/28/17	7:12PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.34 0.010 mg/L Aqueous RPL
17E0348 17E0348-09 04/29/2017	14:10 22103-04-2905A Nurse's	Sink	-	Flush	4/28/17	7:12PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.00062 0.0010 mg/L Aqueous RPL
17E0348 17E0348-10 04/29/2017	14:10 22103-04-2905B Nurse's	Sink	-	Flush	4/28/17	7:12PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.30 0.010 mg/L Aqueous RPL
17E0348 17E0348-10 04/29/2017	14:10 22103-04-2905B Nurse's	Sink	-	Flush	4/28/17	7:12PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.00036 0.0010 mg/L Aqueous RPL
17E0348 17E0348-11 04/29/2017	14:10 22103-04-2906A Nurse's	Bathroom	-	Flush	4/28/17	7:14PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.29 0.010 mg/L Aqueous RPL
17E0348 17E0348-11 04/29/2017	14:10 22103-04-2906A Nurse's	Bathroom	-	Flush	4/28/17	7:14PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.00028 0.0010 mg/L Aqueous RPL
17E0348 17E0348-12 04/29/2017	14:10 22103-04-2906B Nurse's	Bathroom	-	Flush	4/28/17	7:14PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.31 0.010 mg/L Aqueous RPL
17E0348 17E0348-12 04/29/2017	14:10 22103-04-2906B Nurse's	Bathroom	-	Flush	4/28/17	7:14PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.00026 0.0010 mg/L Aqueous RPL
17E0348 17E0348-13 04/29/2017	14:15 22103-04-2907A Kitchen	Main	Sink	-	Flush	4/28/17	7:16PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.20 0.010 mg/L Aqueous RPL
17E0348 17E0348-13 04/29/2017	14:15 22103-04-2907A Kitchen	Main	Sink	-	Flush	4/28/17	7:16PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.00024 0.0010 mg/L Aqueous RPL
17E0348 17E0348-14 04/29/2017	14:15 22103-04-2907B Kitchen	Main	Sink	-	Flush	4/28/17	7:16PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.19 0.010 mg/L Aqueous RPL
17E0348 17E0348-14 04/29/2017	14:15 22103-04-2907B Kitchen	Main	Sink	-	Flush	4/28/17	7:16PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.00010 0.0010 mg/L Aqueous RPL
17E0348 17E0348-15 04/29/2017	14:15 22103-04-2908A Hallway	Bubbler	174	Left	-	Flush	4/28/17	7:20PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.24 0.010 mg/L Aqueous RPL
17E0348 17E0348-15 04/29/2017	14:15 22103-04-2908A Hallway	Bubbler	174	Left	-	Flush	4/28/17	7:20PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.00057 0.0010 mg/L Aqueous RPL
17E0348 17E0348-16 04/29/2017	14:15 22103-04-2908B Hallway	Bubbler	174	Left	-	Flush	4/28/17	7:20PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.19 0.010 mg/L Aqueous RPL
17E0348 17E0348-16 04/29/2017	14:15 22103-04-2908B Hallway	Bubbler	174	Left	-	Flush	4/28/17	7:20PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.0010 0.0010 mg/L Aqueous RPL
17E0348 17E0348-17 04/29/2017	14:15 22103-04-2909A Hallway	Bubbler	174	Right	-	Flush	4/28/17	7:20PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.22 0.010 mg/L Aqueous RPL
17E0348 17E0348-17 04/29/2017	14:15 22103-04-2909A Hallway	Bubbler	174	Right	-	Flush	4/28/17	7:20PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.00019 0.0010 mg/L Aqueous RPL
17E0348 17E0348-18 04/29/2017	14:15 22103-04-2909B Hallway	Bubbler	174	Right	-	Flush	4/28/17	7:20PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.17 0.010 mg/L Aqueous RPL
17E0348 17E0348-18 04/29/2017	14:15 22103-04-2909B Hallway	Bubbler	174	Right	-	Flush	4/28/17	7:20PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.00015 0.0010 mg/L Aqueous RPL
17E0348 17E0348-19 04/29/2017	14:15 22103-04-2910A Hallway	Bubbler	166	Left	-	Flush	4/28/17	7:23PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.082 0.010 mg/L Aqueous RPL
17E0348 17E0348-19 04/29/2017	14:15 22103-04-2910A Hallway	Bubbler	166	Left	-	Flush	4/28/17	7:23PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.000044 0.0010 mg/L Aqueous RPL
17E0348 17E0348-20 04/29/2017	14:15 22103-04-2910B Hallway	Bubbler	166	Left	-	Flush	4/28/17	7:23PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.13 0.010 mg/L Aqueous RPL
17E0348 17E0348-20 04/29/2017	14:15 22103-04-2910B Hallway	Bubbler	166	Left	-	Flush	4/28/17	7:23PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.000063 0.0010 mg/L Aqueous RPL
17E0348 17E0348-21 04/29/2017	14:15 22103-04-2911A Hallway	Bottler	166	Left	-	Flush	4/28/17	7:23PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.14 0.010 mg/L Aqueous RPL
17E0348 17E0348-21 04/29/2017	14:15 22103-04-2911A Hallway	Bottler	166	Left	-	Flush	4/28/17	7:23PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.000084 0.0010 mg/L Aqueous RPL
17E0348 17E0348-22 04/29/2017	14:15 22103-04-2911B Hallway	Bottler	166	Left	-	Flush	4/28/17	7:23PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.16 0.010 mg/L Aqueous RPL
17E0348 17E0348-22 04/29/2017	14:15 22103-04-2911B Hallway	Bottler	166	Left	-	Flush	4/28/17	7:23PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.00016 0.0010 mg/L Aqueous RPL
17E0348 17E0348-23 04/29/2017	14:15 22103-04-2912A Hallway	Bubbler	166	Right	-	Flush	4/28/17	7:25PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.19 0.010 mg/L Aqueous RPL
17E0348 17E0348-23 04/29/2017	14:15 22103-04-2912A Hallway	Bubbler	166	Right	-	Flush	4/28/17	7:25PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.00014 0.0010 mg/L Aqueous RPL
17E0348 17E0348-24 04/29/2017	14:15 22103-04-2912B Hallway	Bubbler	166	Right	-	Flush	4/28/17	7:25PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.16 0.010 mg/L Aqueous RPL
17E0348 17E0348-24 04/29/2017	14:15 22103-04-2912B Hallway	Bubbler	166	Right	-	Flush	4/28/17	7:25PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.00021 0.0010 mg/L Aqueous RPL
17E0348 17E0348-25 04/29/2017	14:20 22103-04-2913A Hallway	Bubbler	107	-	Flush	4/28/17	7:30PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.24 0.010 mg/L Aqueous RPL
17E0348 17E0348-25 04/29/2017	14:20 22103-04-2913A Hallway	Bubbler	107	-	Flush	4/28/17	7:30PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead ND 0.0010 mg/L Aqueous RPL
17E0348 17E0348-26 04/29/2017	14:20 22103-04-2913B Hallway	Bubbler	107	-	Flush	4/28/17	7:30PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.22 0.010 mg/L Aqueous RPL
17E0348 17E0348-26 04/29/2017	14:20 22103-04-2913B Hallway	Bubbler	107	-	Flush	4/28/17	7:30PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead ND 0.0010 mg/L Aqueous RPL
17E0348 17E0348-27 04/29/2017	14:20 22103-04-2914A Hallway	Bottler	107	-	Flush	4/28/17	7:30PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.19 0.010 mg/L Aqueous RPL
17E0348 17E0348-27 04/29/2017	14:20 22103-04-2914A Hallway	Bottler	107	-	Flush	4/28/17	7:30PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead ND 0.0010 mg/L Aqueous RPL
17E0348 17E0348-28 04/29/2017	14:20 22103-04-2914B Hallway	Bottler	107	-	Flush	4/28/17	7:30PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.13 0.010 mg/L Aqueous RPL
17E0348 17E0348-28 04/29/2017	14:20 22103-04-2914B Hallway	Bottler	107	-	Flush	4/28/17	7:30PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead ND 0.0010 mg/L Aqueous RPL
17E0348 17E0348-29 04/29/2017	14:20 22103-04-2915A Hallway	Bubbler	212	Left	-	Flush	4/28/17	7:35PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.21 0.010 mg/L Aqueous RPL
17E0348 17E0348-29 04/29/2017	14:20 22103-04-2915A Hallway	Bubbler	212	Left	-	Flush	4/28/17	7:35PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.00020 0.0010 mg/L Aqueous RPL
17E0348 17E0348-30 04/29/2017	14:20 22103-04-2915B Hallway	Bubbler	212	Left	-	Flush	4/28/17	7:35PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.23 0.010 mg/L Aqueous RPL
17E0348 17E0348-30 04/29/2017	14:20 22103-04-2915B Hallway	Bubbler	212	Left	-	Flush	4/28/17	7:35PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.00024 0.0010 mg/L Aqueous RPL
17E0348 17E0348-31 04/29/2017	14:20 22103-04-2916A Hallway	Bubbler	212	Right	-	Flush	4/28/17	7:35PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.20 0.010 mg/L Aqueous RPL
17E0348 17E0348-31 04/29/2017	14:20 22103-04-2916A Hallway	Bubbler	212	Right	-	Flush	4/28/17	7:35PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.00064 0.0010 mg/L Aqueous RPL
17E0348 17E0348-32 04/29/2017	14:20 22103-04-2916B Hallway	Bubbler	212	Right	-	Flush	4/28/17	7:35PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.22 0.010 mg/L Aqueous RPL
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DWB-Bubbler,WC-Water	Cooler,	CF-Classroom	Faucet,	KC-kitchen	cold,	KH-kitchen	hot,	EC-home	ec	cold,	EH-Home	ec	hot,	BF-Bathroom	,	ns-nurse,		SC-	service	connector	
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17E0348 17E0348-32 04/29/2017	14:20 22103-04-2916B Hallway	Bubbler	212	Right	-	Flush	4/28/17	7:35PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.00030 0.0010 mg/L Aqueous RPL
17E0348 17E0348-33 04/29/2017	14:30 22103-04-2917A Classroom	Sink	112	-	Flush	4/28/17	7:40PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.76 0.050 mg/L Aqueous RPL
17E0348 17E0348-33 04/29/2017	14:30 22103-04-2917A Classroom	Sink	112	-	Flush	4/28/17	7:40PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.0036 0.0010 mg/L Aqueous RPL
17E0348 17E0348-34 04/29/2017	14:30 22103-04-2917B Classroom	Sink	112	-	Flush	4/28/17	7:40PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.090 0.010 mg/L Aqueous RPL
17E0348 17E0348-34 04/29/2017	14:30 22103-04-2917B Classroom	Sink	112	-	Flush	4/28/17	7:40PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.00018 0.0010 mg/L Aqueous RPL
17E0348 17E0348-35 04/29/2017	14:30 22103-04-2918A Classroom	Sink	116	-	Flush	4/28/17	7:40PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.072 0.010 mg/L Aqueous RPL
17E0348 17E0348-35 04/29/2017	14:30 22103-04-2918A Classroom	Sink	116	-	Flush	4/28/17	7:40PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.00022 0.0010 mg/L Aqueous RPL
17E0348 17E0348-36 04/29/2017	14:30 22103-04-2918B Classroom	Sink	116	-	Flush	4/28/17	7:40PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.031 0.010 mg/L Aqueous RPL
17E0348 17E0348-36 04/29/2017	14:30 22103-04-2918B Classroom	Sink	116	-	Flush	4/28/17	7:40PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.00011 0.0010 mg/L Aqueous RPL
17E0348 17E0348-37 04/29/2017	14:30 22103-04-2919A Classroom	Sink	113	-	Flush	4/28/17	7:45PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.40 0.010 mg/L Aqueous RPL
17E0348 17E0348-37 04/29/2017	14:30 22103-04-2919A Classroom	Sink	113	-	Flush	4/28/17	7:45PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.00027 0.0010 mg/L Aqueous RPL
17E0348 17E0348-38 04/29/2017	14:30 22103-04-2919B Classroom	Sink	113	-	Flush	4/28/17	7:45PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.039 0.010 mg/L Aqueous RPL
17E0348 17E0348-38 04/29/2017	14:30 22103-04-2919B Classroom	Sink	113	-	Flush	4/28/17	7:45PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.000049 0.0010 mg/L Aqueous RPL
17E0348 17E0348-39 04/29/2017	14:30 22103-04-2920A Classroom	Sink	118	-	Flush	4/28/17	7:45PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.26 0.010 mg/L Aqueous RPL
17E0348 17E0348-39 04/29/2017	14:30 22103-04-2920A Classroom	Sink	118	-	Flush	4/28/17	7:45PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.00073 0.0010 mg/L Aqueous RPL
17E0348 17E0348-40 04/29/2017	14:30 22103-04-2920B Classroom	Sink	118	-	Flush	4/28/17	7:45PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.083 0.010 mg/L Aqueous RPL
17E0348 17E0348-40 04/29/2017	14:30 22103-04-2920B Classroom	Sink	118	-	Flush	4/28/17	7:45PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.00015 0.0010 mg/L Aqueous RPL
17E0348 17E0348-41 04/29/2017	14:30 22103-04-2921A Classroom	Sink	128	-	Flush	4/28/17	7:50PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.27 0.010 mg/L Aqueous RPL
17E0348 17E0348-41 04/29/2017	14:30 22103-04-2921A Classroom	Sink	128	-	Flush	4/28/17	7:50PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.00038 0.0010 mg/L Aqueous RPL
17E0348 17E0348-42 04/29/2017	14:30 22103-04-2921B Classroom	Sink	128	-	Flush	4/28/17	7:50PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.19 0.010 mg/L Aqueous RPL
17E0348 17E0348-42 04/29/2017	14:30 22103-04-2921B Classroom	Sink	128	-	Flush	4/28/17	7:50PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.00028 0.0010 mg/L Aqueous RPL
17E0348 17E0348-43 04/29/2017	14:30 22103-04-2922A Classroom	Sink	126	-	Flush	4/28/17	7:50PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.58 0.050 mg/L Aqueous RPL
17E0348 17E0348-43 04/29/2017	14:30 22103-04-2922A Classroom	Sink	126	-	Flush	4/28/17	7:50PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.00086 0.0010 mg/L Aqueous RPL
17E0348 17E0348-44 04/29/2017	14:30 22103-04-2922B Classroom	Sink	126	-	Flush	4/28/17	7:50PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.58 0.050 mg/L Aqueous RPL
17E0348 17E0348-44 04/29/2017	14:30 22103-04-2922B Classroom	Sink	126	-	Flush	4/28/17	7:50PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.00015 0.0010 mg/L Aqueous RPL
17E0348 17E0348-45 04/29/2017	14:30 22103-04-2923A Classroom	Sink	124	-	Flush	4/28/17	7:55PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.46 0.010 mg/L Aqueous RPL
17E0348 17E0348-45 04/29/2017	14:30 22103-04-2923A Classroom	Sink	124	-	Flush	4/28/17	7:55PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.00088 0.0010 mg/L Aqueous RPL
17E0348 17E0348-46 04/29/2017	14:30 22103-04-2923B Classroom	Sink	124	-	Flush	4/28/17	7:55PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.38 0.010 mg/L Aqueous RPL
17E0348 17E0348-46 04/29/2017	14:30 22103-04-2923B Classroom	Sink	124	-	Flush	4/28/17	7:55PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.00013 0.0010 mg/L Aqueous RPL
17E0348 17E0348-47 04/29/2017	14:30 22103-04-2924A Classroom	Sink	122	-	Flush	4/28/17	7:55PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.30 0.010 mg/L Aqueous RPL
17E0348 17E0348-47 04/29/2017	14:30 22103-04-2924A Classroom	Sink	122	-	Flush	4/28/17	7:55PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.00085 0.0010 mg/L Aqueous RPL
17E0348 17E0348-48 04/29/2017	14:30 22103-04-2924B Classroom	Sink	122	-	Flush	4/28/17	7:55PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.18 0.010 mg/L Aqueous RPL
17E0348 17E0348-48 04/29/2017	14:30 22103-04-2924B Classroom	Sink	122	-	Flush	4/28/17	7:55PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.00028 0.0010 mg/L Aqueous RPL
17E0348 17E0348-49 04/29/2017	14:30 22103-04-2925A Classroom	Sink	120	-	Flush	4/28/17	7:58PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.16 0.010 mg/L Aqueous RPL
17E0348 17E0348-49 04/29/2017	14:30 22103-04-2925A Classroom	Sink	120	-	Flush	4/28/17	7:58PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.00043 0.0010 mg/L Aqueous RPL
17E0348 17E0348-50 04/29/2017	14:30 22103-04-2925B Classroom	Sink	120	-	Flush	4/28/17	7:58PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.071 0.010 mg/L Aqueous RPL
17E0348 17E0348-50 04/29/2017	14:30 22103-04-2925B Classroom	Sink	120	-	Flush	4/28/17	7:58PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.00014 0.0010 mg/L Aqueous RPL
17E0348 17E0348-51 04/29/2017	14:30 22103-04-2926A Classroom	Sink	140	-	Flush	4/28/17	7:58PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.24 0.010 mg/L Aqueous RPL
17E0348 17E0348-51 04/29/2017	14:30 22103-04-2926A Classroom	Sink	140	-	Flush	4/28/17	7:58PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.00041 0.0010 mg/L Aqueous RPL
17E0348 17E0348-52 04/29/2017	14:30 22103-04-2926B Classroom	Sink	140	-	Flush	4/28/17	7:58PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.18 0.010 mg/L Aqueous RPL
17E0348 17E0348-52 04/29/2017	14:30 22103-04-2926B Classroom	Sink	140	-	Flush	4/28/17	7:58PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.00026 0.0010 mg/L Aqueous RPL
17E0348 17E0348-53 04/29/2017	15:00 22103-04-2927A LLC	Sink	-	Flush	4/28/17	8:00PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.67 0.050 mg/L Aqueous RPL
17E0348 17E0348-53 04/29/2017	15:00 22103-04-2927A LLC	Sink	-	Flush	4/28/17	8:00PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.00047 0.0010 mg/L Aqueous RPL
17E0348 17E0348-54 04/29/2017	15:00 22103-04-2927B LLC	Sink	-	Flush	4/28/17	8:00PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.39 0.010 mg/L Aqueous RPL
17E0348 17E0348-54 04/29/2017	15:00 22103-04-2927B LLC	Sink	-	Flush	4/28/17	8:00PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.00022 0.0010 mg/L Aqueous RPL
17E0348 17E0348-55 04/29/2017	15:00 22103-04-2928A Music	Room	114C	Sink	-	Flush	4/28/17	8:05PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.45 0.010 mg/L Aqueous RPL
17E0348 17E0348-55 04/29/2017	15:00 22103-04-2928A Music	Room	114C	Sink	-	Flush	4/28/17	8:05PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.00016 0.0010 mg/L Aqueous RPL
17E0348 17E0348-56 04/29/2017	15:00 22103-04-2928B Music	Room	114C	Sink	-	Flush	4/28/17	8:05PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.14 0.010 mg/L Aqueous RPL
17E0348 17E0348-56 04/29/2017	15:00 22103-04-2928B Music	Room	114C	Sink	-	Flush	4/28/17	8:05PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.00015 0.0010 mg/L Aqueous RPL
17E0348 17E0348-57 04/29/2017	15:10 22103-04-2929A Art	Room	146	Sink	#1	-	Flush	4/28/17	8:10PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.12 0.010 mg/L Aqueous RPL
17E0348 17E0348-57 04/29/2017	15:10 22103-04-2929A Art	Room	146	Sink	#1	-	Flush	4/28/17	8:10PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.00083 0.0010 mg/L Aqueous RPL
17E0348 17E0348-58 04/29/2017	15:10 22103-04-2929B Art	Room	146	Sink	#1	-	Flush	4/28/17	8:10PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.018 0.010 mg/L Aqueous RPL
17E0348 17E0348-58 04/29/2017	15:10 22103-04-2929B Art	Room	146	Sink	#1	-	Flush	4/28/17	8:10PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.000089 0.0010 mg/L Aqueous RPL
17E0348 17E0348-59 04/29/2017	15:10 22103-04-2930A Art	Room	146	Sink	#2	-	Flush	4/28/17	8:10PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.13 0.010 mg/L Aqueous RPL
17E0348 17E0348-59 04/29/2017	15:10 22103-04-2930A Art	Room	146	Sink	#2	-	Flush	4/28/17	8:10PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.00076 0.0010 mg/L Aqueous RPL
17E0348 17E0348-60 04/29/2017	15:10 22103-04-2930B Art	Room	146	Sink	#2	-	Flush	4/28/17	8:10PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.019 0.010 mg/L Aqueous RPL
17E0348 17E0348-60 04/29/2017	15:10 22103-04-2930B Art	Room	146	Sink	#2	-	Flush	4/28/17	8:10PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.000098 0.0010 mg/L Aqueous RPL
17E0348 17E0348-61 04/29/2017	15:10 22103-04-2931A Art	Room	146	Sink	#3	-	Flush	4/28/17	8:10PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.12 0.010 mg/L Aqueous RPL
17E0348 17E0348-61 04/29/2017	15:10 22103-04-2931A Art	Room	146	Sink	#3	-	Flush	4/28/17	8:10PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.00062 0.0010 mg/L Aqueous RPL
17E0348 17E0348-62 04/29/2017	15:10 22103-04-2931B Art	Room	146	Sink	#3	-	Flush	4/28/17	8:10PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.041 0.010 mg/L Aqueous RPL
17E0348 17E0348-62 04/29/2017	15:10 22103-04-2931B Art	Room	146	Sink	#3	-	Flush	4/28/17	8:10PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.000096 0.0010 mg/L Aqueous RPL
17E0348 17E0348-63 04/29/2017	15:10 22103-04-2932A Art	Room	146	Sink	#4	-	Flush	4/28/17	8:10PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.036 0.010 mg/L Aqueous RPL
17E0348 17E0348-63 04/29/2017	15:10 22103-04-2932A Art	Room	146	Sink	#4	-	Flush	4/28/17	8:10PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.00012 0.0010 mg/L Aqueous RPL
17E0348 17E0348-64 04/29/2017	15:10 22103-04-2932B Art	Room	146	Sink	#4	-	Flush	4/28/17	8:10PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.040 0.010 mg/L Aqueous RPL
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17E0348 17E0348-64 04/29/2017	15:10 22103-04-2932B Art	Room	146	Sink	#4	-	Flush	4/28/17	8:10PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.000073 0.0010 mg/L Aqueous RPL
17E0348 17E0348-65 04/29/2017	15:20 22103-04-2933A Classroom	160	Sink	-	Flush	4/28/17	8:15PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.30 0.010 mg/L Aqueous RPL
17E0348 17E0348-65 04/29/2017	15:20 22103-04-2933A Classroom	160	Sink	-	Flush	4/28/17	8:15PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.00047 0.0010 mg/L Aqueous RPL
17E0348 17E0348-66 04/29/2017	15:20 22103-04-2933B Classroom	160	Sink	-	Flush	4/28/17	8:15PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.045 0.010 mg/L Aqueous RPL
17E0348 17E0348-66 04/29/2017	15:20 22103-04-2933B Classroom	160	Sink	-	Flush	4/28/17	8:15PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.000063 0.0010 mg/L Aqueous RPL
17E0348 17E0348-67 04/29/2017	15:20 22103-04-2934A Classroom	161	Sink	-	Flush	4/28/17	8:15PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.29 0.010 mg/L Aqueous RPL
17E0348 17E0348-67 04/29/2017	15:20 22103-04-2934A Classroom	161	Sink	-	Flush	4/28/17	8:15PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.00016 0.0010 mg/L Aqueous RPL
17E0348 17E0348-68 04/29/2017	15:20 22103-04-2934B Classroom	161	Sink	-	Flush	4/28/17	8:15PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.13 0.010 mg/L Aqueous RPL
17E0348 17E0348-68 04/29/2017	15:20 22103-04-2934B Classroom	161	Sink	-	Flush	4/28/17	8:15PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.00026 0.0010 mg/L Aqueous RPL
17E0348 17E0348-69 04/29/2017	15:20 22103-04-2935A Classroom	161	Bathroom	Sink	-	Flush	4/28/17	8:15PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.32 0.010 mg/L Aqueous RPL
17E0348 17E0348-69 04/29/2017	15:20 22103-04-2935A Classroom	161	Bathroom	Sink	-	Flush	4/28/17	8:15PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.0011 0.0010 mg/L Aqueous RPL
17E0348 17E0348-70 04/29/2017	15:20 22103-04-2935B Classroom	161	Bathroom	Sink	-	Flush	4/28/17	8:15PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.24 0.010 mg/L Aqueous RPL
17E0348 17E0348-70 04/29/2017	15:20 22103-04-2935B Classroom	161	Bathroom	Sink	-	Flush	4/28/17	8:15PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.00076 0.0010 mg/L Aqueous RPL
17E0348 17E0348-71 04/29/2017	15:20 22103-04-2936A Classroom	164	Sink	-	Flush	4/28/17	8:20PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.27 0.010 mg/L Aqueous RPL
17E0348 17E0348-71 04/29/2017	15:20 22103-04-2936A Classroom	164	Sink	-	Flush	4/28/17	8:20PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.0013 0.0010 mg/L Aqueous RPL
17E0348 17E0348-72 04/29/2017	15:20 22103-04-2936B Classroom	164	Sink	-	Flush	4/28/17	8:20PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.29 0.010 mg/L Aqueous RPL
17E0348 17E0348-72 04/29/2017	15:20 22103-04-2936B Classroom	164	Sink	-	Flush	4/28/17	8:20PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.0011 0.0010 mg/L Aqueous RPL
17E0348 17E0348-73 04/29/2017	15:20 22103-04-2937A Classroom	164	Bathroom	Sink	-	Flush	4/28/17	8:20PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.68 0.050 mg/L Aqueous RPL
17E0348 17E0348-73 04/29/2017	15:20 22103-04-2937A Classroom	164	Bathroom	Sink	-	Flush	4/28/17	8:20PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.0042 0.0010 mg/L Aqueous RPL
17E0348 17E0348-74 04/29/2017	15:20 22103-04-2937B Classroom	164	Bathroom	Sink	-	Flush	4/28/17	8:20PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.39 0.010 mg/L Aqueous RPL
17E0348 17E0348-74 04/29/2017	15:20 22103-04-2937B Classroom	164	Bathroom	Sink	-	Flush	4/28/17	8:20PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.0036 0.0010 mg/L Aqueous RPL
17E0348 17E0348-75 04/29/2017	15:30 22103-04-2938A Kitchen	Sink	Facuet	Left	-	Flush	4/28/17	8:30PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.17 0.010 mg/L Aqueous RPL
17E0348 17E0348-75 04/29/2017	15:30 22103-04-2938A Kitchen	Sink	Facuet	Left	-	Flush	4/28/17	8:30PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.00074 0.0010 mg/L Aqueous RPL
17E0348 17E0348-76 04/29/2017	15:30 22103-04-2938B Kitchen	Sink	Facuet	Left	-	Flush	4/28/17	8:30PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.10 0.010 mg/L Aqueous RPL
17E0348 17E0348-76 04/29/2017	15:30 22103-04-2938B Kitchen	Sink	Facuet	Left	-	Flush	4/28/17	8:30PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.00043 0.0010 mg/L Aqueous RPL
17E0348 17E0348-77 04/29/2017	15:30 22103-04-2939A Classroom	174	Sink	-	Flush	4/28/17	8:40PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.27 0.010 mg/L Aqueous RPL
17E0348 17E0348-77 04/29/2017	15:30 22103-04-2939A Classroom	174	Sink	-	Flush	4/28/17	8:40PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.00068 0.0010 mg/L Aqueous RPL
17E0348 17E0348-78 04/29/2017	15:30 22103-04-2939B Classroom	174	Sink	-	Flush	4/28/17	8:40PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.14 0.010 mg/L Aqueous RPL
17E0348 17E0348-78 04/29/2017	15:30 22103-04-2939B Classroom	174	Sink	-	Flush	4/28/17	8:40PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.00058 0.0010 mg/L Aqueous RPL
17E0348 17E0348-79 04/29/2017	15:30 22103-04-2940A Classroom	174	Bathroom	Sink	-	Flush	4/28/17	8:40PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.13 0.010 mg/L Aqueous RPL
17E0348 17E0348-79 04/29/2017	15:30 22103-04-2940A Classroom	174	Bathroom	Sink	-	Flush	4/28/17	8:40PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.00041 0.0010 mg/L Aqueous RPL
17E0348 17E0348-80 04/29/2017	15:30 22103-04-2940B Classroom	174	Bathroom	Sink	-	Flush	4/28/17	8:40PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.086 0.010 mg/L Aqueous RPL
17E0348 17E0348-80 04/29/2017	15:30 22103-04-2940B Classroom	174	Bathroom	Sink	-	Flush	4/28/17	8:40PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.00028 0.0010 mg/L Aqueous RPL
17E0348 17E0348-81 04/29/2017	15:30 22103-04-2941A Classroom	172	Sink	-	Flush	4/28/17	8:45PM	 Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.11 0.010 mg/L Aqueous RPL
17E0348 17E0348-81 04/29/2017	15:30 22103-04-2941A Classroom	172	Sink	-	Flush	4/28/17	8:45PM	 Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.00038 0.0010 mg/L Aqueous RPL
17E0348 17E0348-82 04/29/2017	15:30 22103-04-2941B Classroom	172	Sink	-	Flush	4/28/17	8:45PM	 Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.087 0.010 mg/L Aqueous RPL
17E0348 17E0348-82 04/29/2017	15:30 22103-04-2941B Classroom	172	Sink	-	Flush	4/28/17	8:45PM	 Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.00025 0.0010 mg/L Aqueous RPL
17E0348 17E0348-83 04/29/2017	15:30 22103-04-2942A Classroom	172	Bathroom	Sink	-	Flush	4/28/17	8:45PM	 Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.099 0.010 mg/L Aqueous RPL
17E0348 17E0348-83 04/29/2017	15:30 22103-04-2942A Classroom	172	Bathroom	Sink	-	Flush	4/28/17	8:45PM	 Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.00036 0.0010 mg/L Aqueous RPL
17E0348 17E0348-84 04/29/2017	15:30 22103-04-2942B Classroom	172	Bathroom	Sink	-	Flush	4/28/17	8:45PM	 Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.082 0.010 mg/L Aqueous RPL
17E0348 17E0348-84 04/29/2017	15:30 22103-04-2942B Classroom	172	Bathroom	Sink	-	Flush	4/28/17	8:45PM	 Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.00029 0.0010 mg/L Aqueous RPL
17E0348 17E0348-85 04/29/2017	15:40 22103-04-2943A Kitchen	Front	Left	Sink	Facuet	-	Flush	4/28/17	8:48PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.18 0.010 mg/L Aqueous RPL
17E0348 17E0348-85 04/29/2017	15:40 22103-04-2943A Kitchen	Front	Left	Sink	Facuet	-	Flush	4/28/17	8:48PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.00087 0.0010 mg/L Aqueous RPL
17E0348 17E0348-86 04/29/2017	15:40 22103-04-2943B Kitchen	Front	Left	Sink	Facuet	-	Flush	4/28/17	8:48PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.11 0.010 mg/L Aqueous RPL
17E0348 17E0348-86 04/29/2017	15:40 22103-04-2943B Kitchen	Front	Left	Sink	Facuet	-	Flush	4/28/17	8:48PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.00041 0.0010 mg/L Aqueous RPL
17E0348 17E0348-87 04/29/2017	15:40 22103-04-2944A Upstairs	Bathroom	Sink	-	Flush	4/28/17	8:50PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.46 0.010 mg/L Aqueous RPL
17E0348 17E0348-87 04/29/2017	15:40 22103-04-2944A Upstairs	Bathroom	Sink	-	Flush	4/28/17	8:50PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.0014 0.0010 mg/L Aqueous RPL
17E0348 17E0348-88 04/29/2017	15:40 22103-04-2944B Upstairs	Bathroom	Sink	-	Flush	4/28/17	8:50PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.17 0.010 mg/L Aqueous RPL
17E0348 17E0348-88 04/29/2017	15:40 22103-04-2944B Upstairs	Bathroom	Sink	-	Flush	4/28/17	8:50PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.00021 0.0010 mg/L Aqueous RPL
17E0348 17E0348-89 04/29/2017	15:40 22103-04-2945A Faculty	Bathroom	Sink	-	Flush	4/28/17	8:52PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.063 0.010 mg/L Aqueous RPL
17E0348 17E0348-89 04/29/2017	15:40 22103-04-2945A Faculty	Bathroom	Sink	-	Flush	4/28/17	8:52PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.00018 0.0010 mg/L Aqueous RPL
17E0348 17E0348-90 04/29/2017	15:40 22103-04-2945B Faculty	Bathroom	Sink	-	Flush	4/28/17	8:52PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.0096 0.010 mg/L Aqueous RPL
17E0348 17E0348-90 04/29/2017	15:40 22103-04-2945B Faculty	Bathroom	Sink	-	Flush	4/28/17	8:52PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.000059 0.0010 mg/L Aqueous RPL
17E0348 17E0348-91 04/29/2017	15:40 22103-04-2946A Faculty	Kitchen	Sink	-	Flush	4/28/17	8:55PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.23 0.010 mg/L Aqueous RPL
17E0348 17E0348-91 04/29/2017	15:40 22103-04-2946A Faculty	Kitchen	Sink	-	Flush	4/28/17	8:55PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.00067 0.0010 mg/L Aqueous RPL
17E0348 17E0348-92 04/29/2017	15:40 22103-04-2946B Faculty	Kitchen	Sink	-	Flush	4/28/17	8:55PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.060 0.010 mg/L Aqueous RPL
17E0348 17E0348-92 04/29/2017	15:40 22103-04-2946B Faculty	Kitchen	Sink	-	Flush	4/28/17	8:55PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.00011 0.0010 mg/L Aqueous RPL





Table	of	Laboratory	Result	Locations:	Glencoe	West	School
1010	Forest	Way,	Glencoe,	IL

DWB-Bubbler,WC-Water	Cooler,	CF-Classroom	Faucet,	KC-kitchen	cold,	KH-kitchen	hot,	EC-home	ec	cold,	EH-Home	ec	hot,	BF-Bathroom	,	ns-nurse,		SC-	service	connector	

WO Sample	ID Sampled	On Client	ID Description Test	Description Method Analyte Results RLimit Units Quals Matrix Analyst
17E0347 17E0347-01 04/29/2017	09:15 22102-04-2901A Source:	Basement	Mechincal	Sink	-	Flush	4/28/17	6:30PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.030 0.010 mg/L Aqueous RPL
17E0347 17E0347-01 04/29/2017	09:15 22102-04-2901A Source:	Basement	Mechincal	Sink	-	Flush	4/28/17	6:30PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.00037 0.0010 mg/L Aqueous RPL
17E0347 17E0347-02 04/29/2017	09:15 22102-04-2901B Source:	Basement	Mechincal	Sink	-	Flush	4/28/17	6:30PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.020 0.010 mg/L Aqueous RPL
17E0347 17E0347-02 04/29/2017	09:15 22102-04-2901B Source:	Basement	Mechincal	Sink	-	Flush	4/28/17	6:30PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.00021 0.0010 mg/L Aqueous RPL
17E0347 17E0347-03 04/29/2017	09:30 22102-04-2902A Source:	Maintenance	Closet	House	Faucet	-	Flush	4/28/17	6:00PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.087 0.010 mg/L Aqueous RPL
17E0347 17E0347-03 04/29/2017	09:30 22102-04-2902A Source:	Maintenance	Closet	House	Faucet	-	Flush	4/28/17	6:00PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.0019 0.0010 mg/L Aqueous RPL
17E0347 17E0347-04 04/29/2017	09:30 22102-04-2902B Source:	Maintenance	Closet	House	Faucet	-	Flush	4/28/17	6:00PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.035 0.010 mg/L Aqueous RPL
17E0347 17E0347-04 04/29/2017	09:30 22102-04-2902B Source:	Maintenance	Closet	House	Faucet	-	Flush	4/28/17	6:00PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.00034 0.0010 mg/L Aqueous RPL
17E0347 17E0347-05 04/29/2017	09:30 22102-04-2903A Source:	South	Lower	Level	Fountain	-	Flush	4/28/17	6:10PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.041 0.010 mg/L Aqueous RPL
17E0347 17E0347-05 04/29/2017	09:30 22102-04-2903A Source:	South	Lower	Level	Fountain	-	Flush	4/28/17	6:10PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.00016 0.0010 mg/L Aqueous RPL
17E0347 17E0347-06 04/29/2017	09:30 22102-04-2903B Source:	South	Lower	Level	Fountain	-	Flush	4/28/17	6:10PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.041 0.010 mg/L Aqueous RPL
17E0347 17E0347-06 04/29/2017	09:30 22102-04-2903B Source:	South	Lower	Level	Fountain	-	Flush	4/28/17	6:10PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.00054 0.0010 mg/L Aqueous RPL
17E0347 17E0347-07 04/29/2017	09:35 22102-04-2904A Faculty	Lounge	Sink	-	Flush	4/28/17	5:00PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.17 0.010 mg/L Aqueous RPL
17E0347 17E0347-07 04/29/2017	09:35 22102-04-2904A Faculty	Lounge	Sink	-	Flush	4/28/17	5:00PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.00020 0.0010 mg/L Aqueous RPL
17E0347 17E0347-08 04/29/2017	09:35 22102-04-2904B Faculty	Lounge	Sink	-	Flush	4/28/17	5:00PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.19 0.010 mg/L Aqueous RPL
17E0347 17E0347-08 04/29/2017	09:35 22102-04-2904B Faculty	Lounge	Sink	-	Flush	4/28/17	5:00PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.000062 0.0010 mg/L Aqueous RPL
17E0347 17E0347-09 04/29/2017	09:40 22102-04-2905A Lounge	Bathroom	Sink	-	Flush	4/28/17	5:10PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.15 0.010 mg/L Aqueous RPL
17E0347 17E0347-09 04/29/2017	09:40 22102-04-2905A Lounge	Bathroom	Sink	-	Flush	4/28/17	5:10PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.00016 0.0010 mg/L Aqueous RPL
17E0347 17E0347-10 04/29/2017	09:40 22102-04-2905B Lounge	Bathroom	Sink	-	Flush	4/28/17	5:10PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.17 0.010 mg/L Aqueous RPL
17E0347 17E0347-10 04/29/2017	09:40 22102-04-2905B Lounge	Bathroom	Sink	-	Flush	4/28/17	5:10PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.000070 0.0010 mg/L Aqueous RPL
17E0347 17E0347-11 04/29/2017	09:40 22102-04-2906A Hallway	Room	109	Fountain	-	Flush	4/28/17	5:20PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.076 0.010 mg/L Aqueous RPL
17E0347 17E0347-11 04/29/2017	09:40 22102-04-2906A Hallway	Room	109	Fountain	-	Flush	4/28/17	5:20PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.000068 0.0010 mg/L Aqueous RPL
17E0347 17E0347-12 04/29/2017	09:40 22102-04-2906B Hallway	Room	109	Fountain	-	Flush	4/28/17	5:20PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.17 0.010 mg/L Aqueous RPL
17E0347 17E0347-12 04/29/2017	09:40 22102-04-2906B Hallway	Room	109	Fountain	-	Flush	4/28/17	5:20PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.000075 0.0010 mg/L Aqueous RPL
17E0347 17E0347-13 04/29/2017	09:40 22102-04-2907A Hallway	Fountain	Bottle	Filler	-	Flush	4/28/17	5:30PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.18 0.010 mg/L Aqueous RPL
17E0347 17E0347-13 04/29/2017	09:40 22102-04-2907A Hallway	Fountain	Bottle	Filler	-	Flush	4/28/17	5:30PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.00029 0.0010 mg/L Aqueous RPL
17E0347 17E0347-14 04/29/2017	09:40 22102-04-2907B Hallway	Fountain	Bottle	Filler	-	Flush	4/28/17	5:30PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.14 0.010 mg/L Aqueous RPL
17E0347 17E0347-14 04/29/2017	09:40 22102-04-2907B Hallway	Fountain	Bottle	Filler	-	Flush	4/28/17	5:30PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.00026 0.0010 mg/L Aqueous RPL
17E0347 17E0347-15 04/29/2017	09:45 22102-04-2908A Hallway	Elevator	Left	-	Flush	4/28/17	7:00PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.11 0.010 mg/L Aqueous RPL
17E0347 17E0347-15 04/29/2017	09:45 22102-04-2908A Hallway	Elevator	Left	-	Flush	4/28/17	7:00PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.000067 0.0010 mg/L Aqueous RPL
17E0347 17E0347-16 04/29/2017	09:45 22102-04-2908B Hallway	Elevator	Left	-	Flush	4/28/17	7:00PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.15 0.010 mg/L Aqueous RPL
17E0347 17E0347-16 04/29/2017	09:45 22102-04-2908B Hallway	Elevator	Left	-	Flush	4/28/17	7:00PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.00010 0.0010 mg/L Aqueous RPL
17E0347 17E0347-17 04/29/2017	09:45 22102-04-2909A Hallway	Elevator	Right	-	Flush	4/28/17	7:10PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.18 0.010 mg/L Aqueous RPL
17E0347 17E0347-17 04/29/2017	09:45 22102-04-2909A Hallway	Elevator	Right	-	Flush	4/28/17	7:10PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.000053 0.0010 mg/L Aqueous RPL
17E0347 17E0347-18 04/29/2017	09:45 22102-04-2909B Hallway	Elevator	Right	-	Flush	4/28/17	7:10PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.20 0.010 mg/L Aqueous RPL
17E0347 17E0347-18 04/29/2017	09:45 22102-04-2909B Hallway	Elevator	Right	-	Flush	4/28/17	7:10PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.000059 0.0010 mg/L Aqueous RPL
17E0347 17E0347-19 04/29/2017	09:50 22102-04-2910A Kitchen	Sink	-	Flush	4/28/17	6:35PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.21 0.010 mg/L Aqueous RPL
17E0347 17E0347-19 04/29/2017	09:50 22102-04-2910A Kitchen	Sink	-	Flush	4/28/17	6:35PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.00036 0.0010 mg/L Aqueous RPL
17E0347 17E0347-20 04/29/2017	09:50 22102-04-2910B Kitchen	Sink	-	Flush	4/28/17	6:35PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.28 0.010 mg/L Aqueous RPL
17E0347 17E0347-20 04/29/2017	09:50 22102-04-2910B Kitchen	Sink	-	Flush	4/28/17	6:35PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.00010 0.0010 mg/L Aqueous RPL
17E0347 17E0347-21 04/29/2017	09:50 22102-04-2911A Library	131	Sink	-	Flush	4/28/17	7:15PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.25 0.010 mg/L Aqueous RPL
17E0347 17E0347-21 04/29/2017	09:50 22102-04-2911A Library	131	Sink	-	Flush	4/28/17	7:15PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.00032 0.0010 mg/L Aqueous RPL
17E0347 17E0347-22 04/29/2017	09:50 22102-04-2911B Library	131	Sink	-	Flush	4/28/17	7:15PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.28 0.010 mg/L Aqueous RPL
17E0347 17E0347-22 04/29/2017	09:50 22102-04-2911B Library	131	Sink	-	Flush	4/28/17	7:15PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.000068 0.0010 mg/L Aqueous RPL
17E0347 17E0347-23 04/29/2017	09:50 22102-04-2912A Nurse	Sink	136A	-	Flush	4/28/17	7:20PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.25 0.010 mg/L Aqueous RPL
17E0347 17E0347-23 04/29/2017	09:50 22102-04-2912A Nurse	Sink	136A	-	Flush	4/28/17	7:20PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.00020 0.0010 mg/L Aqueous RPL
17E0347 17E0347-24 04/29/2017	09:50 22102-04-2912B Nurse	Sink	136A	-	Flush	4/28/17	7:20PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.19 0.010 mg/L Aqueous RPL
17E0347 17E0347-24 04/29/2017	09:50 22102-04-2912B Nurse	Sink	136A	-	Flush	4/28/17	7:20PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.000044 0.0010 mg/L Aqueous RPL
17E0347 17E0347-25 04/29/2017	10:00 22102-04-2913A Hallway	Fountain	138	-	Flush	4/28/17	7:30PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.16 0.010 mg/L Aqueous RPL
17E0347 17E0347-25 04/29/2017	10:00 22102-04-2913A Hallway	Fountain	138	-	Flush	4/28/17	7:30PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.000099 0.0010 mg/L Aqueous RPL
17E0347 17E0347-26 04/29/2017	10:00 22102-04-2913B Hallway	Fountain	138	-	Flush	4/28/17	7:30PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.18 0.010 mg/L Aqueous RPL
17E0347 17E0347-26 04/29/2017	10:00 22102-04-2913B Hallway	Fountain	138	-	Flush	4/28/17	7:30PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.000074 0.0010 mg/L Aqueous RPL
17E0347 17E0347-27 04/29/2017	10:00 22102-04-2914A Hallway	Fountain	140	-	Flush	4/28/17	7:30PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.18 0.010 mg/L Aqueous RPL
17E0347 17E0347-27 04/29/2017	10:00 22102-04-2914A Hallway	Fountain	140	-	Flush	4/28/17	7:30PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.000075 0.0010 mg/L Aqueous RPL
17E0347 17E0347-28 04/29/2017	10:00 22102-04-2914B Hallway	Fountain	140	-	Flush	4/28/17	7:30PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Copper 0.17 0.010 mg/L Aqueous RPL
17E0347 17E0347-28 04/29/2017	10:00 22102-04-2914B Hallway	Fountain	140	-	Flush	4/28/17	7:30PM Total	Recoverable	Metals	by	ICP/MS EPA	200.8	Rev	5.4 Lead 0.000081 0.0010 mg/L Aqueous RPL




