
OAKLAND USD
TOTAL SAMPLE RESULTS

School Name Location Type Location Description Sampled 
Date Method ParameterResult (ug/L) Qualifier MDL PQL

Allendale 
Elementary

Fountain Main bldg Class 6 DF 11/9/2017 EPA-200.8 Lead 1.4 0.10 1.0

Allendale 
Elementary

Fountain
End of hall main bldg DF 

Lower faucet on left
11/9/2017 EPA-200.8 Lead ND 0.10 1.0

Allendale 
Elementary

Fountain Play area middle spigot 11/9/2017 EPA-200.8 Lead 1.0 J 0.10 1.0

Allendale 
Elementary

Fountain
New bldg class 19 DF in 

sink
11/9/2017 EPA-200.8 Lead ND 0.10 1.0

Allendale 
Elementary

Fountain
Outside new bldg lower 

faucet on left
11/9/2017 EPA-200.8 Lead ND 0.10 1.0

Bella Vista 
Elementary

Fountain
Water fountain between 

rooms 16 and 18 
11/9/2017 EPA-200.8 Lead 0.3 J 0.10 1.0

Bella Vista 
Elementary

Fountain
Drinking fountain 

between room 21 and 
room 22

11/9/2017 EPA-200.8 Lead 0.7 J 0.10 1.0

Bella Vista 
Elementary

Tap

Prep sink in cafeteria 
kitchen in middle of 

kitchen room, across from 
stove

11/9/2017 EPA-200.8 Lead 0.3 J 0.10 1.0

Bella Vista 
Elementary

Fountain
Inside of the cafeteria 

near entrance to cafeteria
11/9/2017 EPA-200.8 Lead 0.4 J 0.10 1.0

Bella Vista 
Elementary

Fountain

Fountain next to stairs, 
directly outside of 

cafeteria. Sampled left 
faucet.

11/9/2017 EPA-200.8 Lead 0.3 J 0.10 1.0

Bridges Academy Tap Staff dining room 11/9/2017 EPA-200.8 Lead 3.3 0.10 1.0
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Bridges Academy Fountain
Lower outside playground 

bathroom
11/9/2017 EPA-200.8 Lead ND 0.10 1.0

Bridges Academy Fountain
Fountain in Portable 

Classroom G
11/9/2017 EPA-200.8 Lead 0.2 J 0.10 1.0

Bridges Academy Fountain
Center fountain outside K 

on playground
11/9/2017 EPA-200.8 Lead 0.4 J 0.10 1.0

Bridges Academy Fountain Fountain in 102 11/9/2017 EPA-200.8 Lead 0.1 J 0.10 1.0

Chabot 
Elementary

Fountain Lower tap location 11/9/2017 EPA-200.8 Lead 0.2 J 0.10 1.0

Chabot 
Elementary

Fountain By room A3, lower floor 11/9/2017 EPA-200.8 Lead 0.5 J 0.10 1.0

Chabot 
Elementary

Tap Sink in the main office 11/9/2017 EPA-200.8 Lead 3.7 0.10 1.0

Chabot 
Elementary

Fountain
Lower water fountain by 

bathroom
11/9/2017 EPA-200.8 Lead 0.1 J 0.10 1.0

Chabot 
Elementary

Fountain
D building, water fountain 

by bathrooms
11/9/2017 EPA-200.8 Lead 0.2 J 0.10 1.0

McClymonds 
High

Fountain Main entrance to the left 11/9/2017 EPA-200.8 Lead 1.2 0.10 1.0

McClymonds 
High

Fountain 3rd floor 11/9/2017 EPA-200.8 Lead 0.7 J 0.10 1.0

McClymonds 
High

Fountain 2nd floor main building 11/9/2017 EPA-200.8 Lead 0.3 J 0.10 1.0

McClymonds 
High

Fountain Courtyard 11/9/2017 EPA-200.8 Lead 0.8 J 0.10 1.0

McClymonds 
High

Fountain Gym East Entrance 11/10/2017 EPA-200.8 Lead 7.4 0.10 1.0

Carl B. Munck 
Elementary

Fountain Adjacent to portable 16 11/14/2017 EPA-200.8 Lead 1.6 0.10 1.0
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Carl B. Munck 
Elementary

Fountain Adjacent to play structure 11/14/2017 EPA-200.8 Lead 0.2 J 0.10 1.0

Carl B. Munck 
Elementary

Fountain
Hallway next to main 

office
11/14/2017 EPA-200.8 Lead 0.3 J 0.10 1.0

Carl B. Munck 
Elementary

Fountain Kindergarten room 1 11/14/2017 EPA-200.8 Lead 0.3 J 0.10 1.0

Carl B. Munck 
Elementary

Tap Main Kitchen wash sink 11/14/2017 EPA-200.8 Lead 0.5 J 0.10 1.0

Cleveland 
Elementary

Fountain
Multipurpose room water 

fountain
11/14/2017 EPA-200.8 Lead ND 0.10 1.0

Cleveland 
Elementary

Tap Water tap in kitchen 11/14/2017 EPA-200.8 Lead 1.1 0.10 1.0

Cleveland 
Elementary

Fountain
Water fountains outside 
of bathroom in courtyard 

by rooms 6 and 7
11/14/2017 EPA-200.8 Lead ND 0.10 1.0

Cleveland 
Elementary

Fountain
Water fountain outdoor 

outside of P1
11/14/2017 EPA-200.8 Lead ND 0.10 1.0

Cleveland 
Elementary

Fountain Classroom 2, building B 11/14/2017 EPA-200.8 Lead 1.1 0.10 1.0

Joaquin Miller 
Elementary

Tap Staff Kitchen Sink 11/14/2017 EPA-200.8 Lead ND 0.10 1.0

Joaquin Miller 
Elementary

Tap Room 4 Sink 11/14/2017 EPA-200.8 Lead 0.8 J 0.10 1.0

Joaquin Miller 
Elementary

Fountain
Lower DF, front of Room 

4
11/14/2017 EPA-200.8 Lead ND 0.10 1.0

Joaquin Miller 
Elementary

Fountain
Lower DF, Right side of 

Boys Restroom 
11/14/2017 EPA-200.8 Lead ND 0.10 1.0

Joaquin Miller 
Elementary

Fountain
Lower DF, Left side of 

Girls Restroom 
11/14/2017 EPA-200.8 Lead ND 0.10 1.0
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Thornhill 
Elementary

Fountain
Higher of 2 fountains 

outside boys restroom 
end of hall

11/14/2017 EPA-200.8 Lead ND 0.10 1.0

Thornhill 
Elementary

Fountain
Water fountain at sink in 

room 10
11/14/2017 EPA-200.8 Lead ND 0.10 1.0

Thornhill 
Elementary

Fountain
Water fountain in hallway 
to the right of office door

11/14/2017 EPA-200.8 Lead ND 0.10 1.0

Thornhill 
Elementary

Fountain
Water fountain outside 
on exterior of room 3

11/14/2017 EPA-200.8 Lead ND 0.10 1.0

Thornhill 
Elementary

Fountain In class 19 11/14/2017 EPA-200.8 Lead 0.1 J 0.10 1.0

ACORN 
Woodland 
Elementary

Fountain
First floor hallway 

Building B, upper fountain 
11/15/2017 EPA-200.8 Lead ND 0.10 1.0

ACORN 
Woodland 
Elementary

Fountain
Building B, Second floor 

hallway
11/15/2017 EPA-200.8 Lead ND 0.10 1.0

ACORN 
Woodland 
Elementary

Fountain Building B, Classroom B14 11/15/2017 EPA-200.8 Lead ND 0.10 1.0

ACORN 
Woodland 
Elementary

Fountain
Water fountain outside of 

Building E near 
playground 

11/15/2017 EPA-200.8 Lead ND 0.10 1.0

ACORN 
Woodland 
Elementary

Fountain
Building M, left set of 

fountains
11/15/2017 EPA-200.8 Lead ND 0.10 1.0

Burckhalter 
Elementary

Fountain
First Floor Hallway / 

Fountain
11/16/2017 EPA-200.8 Lead 1.5 0.10 1.0

Burckhalter 
Elementary

Fountain Classroom 5 / Fountain 11/16/2017 EPA-200.8 Lead 0.8 J 0.10 1.0
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Burckhalter 
Elementary

Fountain
Second Floor Hallway / 

Fountain
11/16/2017 EPA-200.8 Lead 2.0 0.10 1.0

Burckhalter 
Elementary

Fountain
Exterior Playground / 

Middle Fountain
11/16/2017 EPA-200.8 Lead 0.1 J 0.10 1.0

Burckhalter 
Elementary

Fountain Portable A / Fountain 11/16/2017 EPA-200.8 Lead ND 0.10 1.0

Community 
United 

Elementary
Fountain

Hallway to the right of 
door to room 6 first floor

11/16/2017 EPA-200.8 Lead ND 0.10 1.0

Community 
United 

Elementary

Water 
Dispenser

Second floor hallway to 
the right of door into 

room 206
11/16/2017 EPA-200.8 Lead ND 0.10 1.0

Community 
United 

Elementary
Fountain

Second floor across from 
room 202

11/16/2017 EPA-200.8 Lead ND 0.10 1.0

Community 
United 

Elementary
Fountain

First floor across from 
office and welcome wall

11/16/2017 EPA-200.8 Lead ND 0.10 1.0

Community 
United 

Elementary
Fountain Outside fountain 11/16/2017 EPA-200.8 Lead 0.5 J 0.10 1.0

Skyline High Fountain
Main building next to 

custodian office
11/16/2017 EPA-200.8 Lead 0.3 J 0.10 1.0

Skyline High Fountain Bldg 20 hallway 11/16/2017 EPA-200.8 Lead 1.2 0.10 1.0
Skyline High Fountain bldg 60 hallway 11/16/2017 EPA-200.8 Lead 0.2 J 0.10 1.0
Skyline High Fountain Building 50 11/16/2017 EPA-200.8 Lead 0.5 J 0.10 1.0
Skyline High Fountain Cafeteria 11/16/2017 EPA-200.8 Lead 5.5 0.10 1.0
Brookfield 

Elementary
Fountain

DF, Front of Library and 
side of the Main Office 

11/17/2017 EPA-200.8 Lead 1.4 0.10 1.0

Brookfield 
Elementary

Fountain Room 7 DF 11/17/2017 EPA-200.8 Lead 0.7 J 0.10 1.0
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Brookfield 
Elementary

Fountain
DF Center side, Courtyard 

back of building D
11/17/2017 EPA-200.8 Lead 0.5 J 0.10 1.0

Brookfield 
Elementary

Fountain
On the left side of exit 

door, along the hallway of 
building D

11/17/2017 EPA-200.8 Lead 0.6 J 0.10 1.0

Brookfield 
Elementary

Tap Kitchen 11/17/2017 EPA-200.8 Lead 1.5 0.10 1.0

Fruitvale 
Elementary

Fountain
Playground / Left 

Fountain 
11/17/2017 EPA-200.8 Lead 0.8 J 0.10 1.0

Fruitvale 
Elementary

Tap Office Supply Room / Tap 11/17/2017 EPA-200.8 Lead 0.4 J 0.10 1.0

Fruitvale 
Elementary

Fountain
Second Floor Stairwell / 

Fountain
11/17/2017 EPA-200.8 Lead 0.2 J 0.10 1.0

Fruitvale 
Elementary

Fountain
Classroom 18 (Second 

Floor) / Fountain
11/17/2017 EPA-200.8 Lead 0.1 J 0.10 1.0

Fruitvale 
Elementary

Fountain
Classroom 12 (First Floor) 

/ Fountain
11/17/2017 EPA-200.8 Lead 0.3 J 0.10 1.0

Glenview 
Elementary

Tap Tap in room 18 11/17/2017 EPA-200.8 Lead 3.2 0.10 1.0

Glenview 
Elementary

Fountain
Right drinking fountain 

outside in between rooms 
19 and 20

11/17/2017 EPA-200.8 Lead 0.1 J 0.10 1.0

Glenview 
Elementary

Tap Tap from sink in room 20 11/17/2017 EPA-200.8 Lead 4.1 0.10 1.0

Glenview 
Elementary

Tap
Tap in sink in teachers 

dining room
11/17/2017 EPA-200.8 Lead 1.7 0.10 1.0

Glenview 
Elementary

Fountain

2nd floor drinking 
fountain between library 

text book room and 
library 

11/17/2017 EPA-200.8 Lead 0.6 J 0.10 1.0
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Piedmont 
Avenue 

Elementary
Fountain

Room 17 water fountain 
in sink basin

11/17/2017 EPA-200.8 Lead ND 0.10 1.0

Piedmont 
Avenue 

Elementary
Fountain

Playground/picnic area 
next to restrooms, left 

side fountain
11/17/2017 EPA-200.8 Lead 0.3 J 0.10 1.0

Piedmont 
Avenue 

Elementary
Fountain

Right side fountain in 
asphalt playground

11/17/2017 EPA-200.8 Lead ND 0.10 1.0

Piedmont 
Avenue 

Elementary
Fountain 

Main hallway next to after 
school office room 6

11/17/2017 EPA-200.8 Lead 0.2 J 0.10 1.0

Piedmont 
Avenue 

Elementary
Tap Kitchen opposite room 10 11/17/2017 EPA-200.8 Lead 0.1 J 0.10 1.0

Hillcrest 
Elementary

Fountain
Playground fountain 

attached to building right 
of play structure 

11/28/2017 EPA-200.8 Lead 0.2 J 0.10 1.0

Hillcrest 
Elementary

Fountain
Outside in playground 

near tetherball court, left 
of play structure

11/28/2017 EPA-200.8 Lead 0.5 J 0.10 1.0

Hillcrest 
Elementary

Tap Kitchen sink 11/28/2017 EPA-200.8 Lead 1.0 0.10 1.0

Hillcrest 
Elementary

Fountain

Hallway fountain left of 
audio visual room and 
across from entrance 

doors

11/28/2017 EPA-200.8 Lead 0.3 J 0.10 1.0

Hillcrest 
Elementary

Fountain
Drinking fountain in 
hallway across from 

classroom #4
11/28/2017 EPA-200.8 Lead 1.0 J 0.10 1.0
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La Escuelita 
Elementary

Fountain
Middle fountain front of 

1st floor entrance 
elevator 

11/28/2017 EPA-200.8 Lead ND 0.10 1.0

La Escuelita 
Elementary

Fountain
Classroom 6 (A-142) First 

Floor
11/28/2017 EPA-200.8 Lead ND 0.10 1.0

La Escuelita 
Elementary

Tap
Kitchen wash station 

(right cold tap) next to 
dishwasher 

11/28/2017 EPA-200.8 Lead ND 0.10 1.0

La Escuelita 
Elementary

Fountain
Middle fountain in 

multipurpose room next 
to kitchen entrance B-140

11/28/2017 EPA-200.8 Lead ND 0.10 1.0

La Escuelita 
Elementary

Fountain
Middle fountain 2nd floor 
front of Room 2 (A-229)

11/28/2017 EPA-200.8 Lead ND 0.10 1.0

Lincoln 
Elementary 

OUSD
Fountain

Inside fountain near main 
entrance and bathrroms

11/28/2017 EPA-200.8 Lead ND 0.10 1.0

Lincoln 
Elementary 

OUSD
Tap Faucet in LW 11/28/2017 EPA-200.8 Lead 0.2 J 0.10 1.0

Lincoln 
Elementary 

OUSD
Tap Main kitchen sink 11/28/2017 EPA-200.8 Lead 0.2 J 0.10 1.0

Lincoln 
Elementary 

OUSD
Fountain

Fountain outside off of 
boys bathroom at building 

B
11/28/2017 EPA-200.8 Lead ND 0.10 1.0

Lincoln 
Elementary 

OUSD
Fountain

Second floor fountain 
between bathrooms 

11/28/2017 EPA-200.8 Lead 0.4 J 0.10 1.0
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Hoover 
Elementary

Fountain
Fountain on west side of 

kindergarten bldg 
11/29/2017 EPA-200.8 Lead ND 0.10 1.0

Hoover 
Elementary

Fountain
Fountain on cafeteria 

exterior 
11/29/2017 EPA-200.8 Lead 1.7 0.10 1.0

Hoover 
Elementary

Fountain
To the right of room 5 

door
11/29/2017 EPA-200.8 Lead ND 0.10 1.0

Hoover 
Elementary

Fountain
To the left of door to 

room 4
11/29/2017 EPA-200.8 Lead 0.1 J 0.10 1.0

Hoover 
Elementary

Tap Sink in office kitchen 11/29/2017 EPA-200.8 Lead 0.1 J 0.10 1.0

Lafayette 
Elementary 

OUSD
Fountain

Fountain outside of 
Building B 

11/29/2017 EPA-200.8 Lead 0.7 J 0.10 1.0

Lafayette 
Elementary 

OUSD
Fountain

Fountain outside of 
Building A

11/29/2017 EPA-200.8 Lead ND 0.10 1.0

Lafayette 
Elementary 

OUSD
Fountain

Fountain in hall of 
Building A

11/29/2017 EPA-200.8 Lead ND 0.10 1.0

Lafayette 
Elementary 

OUSD
Fountain

Fountain just inside door 
in hall 1st floor Building F

11/29/2017 EPA-200.8 Lead ND 0.10 1.0

Lafayette 
Elementary 

OUSD
Fountain

Building F 2nd floor hall 
across from room 210

11/29/2017 EPA-200.8 Lead 0.5 J 0.10 1.0

Martin Luther 
King, Jr. 

Elementary 
OUSD

Fountain
Fountain in Multipurpose 

Room
11/29/2017 EPA-200.8 Lead 0.7 J 0.10 1.0

9 of 203 5/2/2019



OAKLAND USD
TOTAL SAMPLE RESULTS

Martin Luther 
King, Jr. 

Elementary 
OUSD

Fountain
Fountain in Room 1B (3rd 

grade Mr. Henderson)
11/29/2017 EPA-200.8 Lead 3.5 0.10 1.0

Martin Luther 
King, Jr. 

Elementary 
OUSD

Fountain
Left Fountain at Kinder 

Playground north end of C 
Building 

11/29/2017 EPA-200.8 Lead 0.2 J 0.10 1.0

Martin Luther 
King, Jr. 

Elementary 
OUSD

Fountain
Right fountain outside 
north end of A Building 

between bathrooms 
11/29/2017 EPA-200.8 Lead 0.1 J 0.10 1.0

Martin Luther 
King, Jr. 

Elementary 
OUSD

Fountain
Right fountain outside 

building B facing Big Yard 
& Market St

11/29/2017 EPA-200.8 Lead ND 0.10 1.0

Garfield 
Elementary 

OUSD
Fountain

Fountain across from 
women’s bathroom 

11/30/2017 EPA-200.8 Lead ND 0.10 1.0

Garfield 
Elementary 

OUSD
Fountain

Fountain in sink of room 
214

11/30/2017 EPA-200.8 Lead ND 0.10 1.0

Garfield 
Elementary 

OUSD
Tap

Sink in kitchen used for 
washing fruits and 

vegetables 
11/30/2017 EPA-200.8 Lead 0.1 J 0.10 1.0

Garfield 
Elementary 

OUSD
Fountain

Fountain between 
bathrooms by music room

11/30/2017 EPA-200.8 Lead 1.0 0.10 1.0

Garfield 
Elementary 

OUSD
Fountain

Fountain in sink of room 
124

11/30/2017 EPA-200.8 Lead ND 0.10 1.0

10 of 203 5/2/2019



OAKLAND USD
TOTAL SAMPLE RESULTS

Horace Mann 
Elementary

Fountain
Upper Left Fountain in 

Entry Hall Near 
Custodians Office

11/30/2017 EPA-200.8 Lead 0.3 J 0.10 1.0

Horace Mann 
Elementary

Fountain
Left Fountain Near Girls 

Bathroom
11/30/2017 EPA-200.8 Lead ND 0.10 1.0

Horace Mann 
Elementary

Fountain
Fountain Located in 

Classroom 9
11/30/2017 EPA-200.8 Lead 0.2 J 0.10 1.0

Horace Mann 
Elementary

Fountain
Lower Right Fountain in 

Hall Near Boys Restroom
11/30/2017 EPA-200.8 Lead 0.3 J 0.10 1.0

Horace Mann 
Elementary

Fountain
Fountain Located In 

Classroom 7 on Basement 
Floor (Floor 2?)

11/30/2017 EPA-200.8 Lead 0.1 J 0.10 1.0

Markham 
Elementary

Fountain
Fountain outside Main 

Office 
11/30/2017 EPA-200.8 Lead 0.2 J 0.10 1.0

Markham 
Elementary

Fountain
Outside Left fountain by 

Boys bathroom 
11/30/2017 EPA-200.8 Lead 0.1 J 0.10 1.0

Markham 
Elementary

Fountain
Outside Right fountain 
next to Storage room 

11/30/2017 EPA-200.8 Lead 0.2 J 0.10 1.0

Markham 
Elementary

Fountain Fountain inside Portable I 11/30/2017 EPA-200.8 Lead ND 0.10 1.0

Markham 
Elementary

Fountain
Fountain inside room 203 

(second floor)
11/30/2017 EPA-200.8 Lead ND 0.10 1.0

East Oakland 
Pride Elementary

Fountain
Upper fountain at 

entrance hallway below 
fire hose 

12/1/2017 EPA-200.8 Lead 0.6 J 0.10 1.0

East Oakland 
Pride Elementary

Tap
Sink in main office storage 

room - cold tap
12/1/2017 EPA-200.8 Lead 6.5 0.10 1.0
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East Oakland 
Pride Elementary

Fountain
Outside water fountain 

facing west/playground- 
right fixture 

12/1/2017 EPA-200.8 Lead 0.6 J 0.10 1.0

East Oakland 
Pride Elementary

Fountain
Fountain inside portable 

31
12/1/2017 EPA-200.8 Lead 0.3 J 0.10 1.0

East Oakland 
Pride Elementary

Tap
Cold tap on food washing 
station island in kitchen

12/1/2017 EPA-200.8 Lead 0.2 J 0.10 1.0

EnCompass 
Academy 

Elementary
Fountain

Lower on left pair in 
multipurpose

12/1/2017 EPA-200.8 Lead ND 0.10 1.0

EnCompass 
Academy 

Elementary
Fountain Kinder yard lower df 12/1/2017 EPA-200.8 Lead ND 0.10 1.0

EnCompass 
Academy 

Elementary
Fountain

Lower near office 1st 
floor hallway 

12/1/2017 EPA-200.8 Lead ND 0.10 1.0

EnCompass 
Academy 

Elementary
Fountain

Lower 2nd floor hallway 
next to staff br 

12/1/2017 EPA-200.8 Lead ND 0.10 1.0

EnCompass 
Academy 

Elementary
Fountain

Lower outside next to 
garden 

12/1/2017 EPA-200.8 Lead 0.3 J 0.10 1.0

Greenleaf 
Elementary

Fountain Outside fountain 12/1/2017 EPA-200.8 Lead ND 0.10 1.0

Greenleaf 
Elementary

Fountain
Hallway fountain outside 

Room A118
12/1/2017 EPA-200.8 Lead 0.3 J 0.10 1.0

Greenleaf 
Elementary

Fountain
Fountain in sink in 

classroom C102
12/1/2017 EPA-200.8 Lead ND 0.10 1.0

12 of 203 5/2/2019



OAKLAND USD
TOTAL SAMPLE RESULTS

Greenleaf 
Elementary

Fountain
Fountain inside room 

A118
12/1/2017 EPA-200.8 Lead 0.3 J 0.10 1.0

Greenleaf 
Elementary

Fountain
Fountain in sink in room 

A103
12/1/2017 EPA-200.8 Lead ND 0.10 1.0

Grass Valley 
Elementary

Fountain
Fountain in entrance 

hallway adjacent to all 
student restroom

12/5/2017 EPA-200.8 Lead ND 0.10 1.0

Grass Valley 
Elementary

Water 
Dispenser

Water dispenser in 
teachers lounge 

12/5/2017 EPA-200.8 Lead ND 0.10 1.0

Grass Valley 
Elementary

Tap
Right food wash tap in 

kitchen - cold tap 
12/5/2017 EPA-200.8 Lead ND 0.10 1.0

Grass Valley 
Elementary

Fountain
Left fountain outside 

multipurpose room facing 
north 

12/5/2017 EPA-200.8 Lead ND 0.10 1.0

Grass Valley 
Elementary

Fountain
Right fountain outside 
main building facing 

playground/east 
12/5/2017 EPA-200.8 Lead ND 0.10 1.0

Howard 
Elementary

Fountain
Next to Main Office 

Entrance, left DF.
12/5/2017 EPA-200.8 Lead 0.2 J 0.10 1.0

Howard 
Elementary

Fountain
Playground area, Right 

DF.
12/5/2017 EPA-200.8 Lead 0.3 J 0.10 1.0

Howard 
Elementary

Fountain CDC RM 1, DF. 12/5/2017 EPA-200.8 Lead 6.3 0.10 1.0

Howard 
Elementary

Fountain RM 4 DF 12/5/2017 EPA-200.8 Lead 0.6 J 0.10 1.0

Parker 
Elementary

Tap Tap in rm 1 12/5/2017 EPA-200.8 Lead 0.5 J 0.10 1.0

Parker 
Elementary

Fountain Df in rm 1 12/5/2017 EPA-200.8 Lead 0.7 J 0.10 1.0

Parker 
Elementary

Fountain Left most df 12/5/2017 EPA-200.8 Lead ND 0.10 1.0
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Parker 
Elementary

Fountain Lower by custodian rm 12/5/2017 EPA-200.8 Lead 0.3 J 0.10 1.0

Parker 
Elementary

Tap Tap in rm 9 12/5/2017 EPA-200.8 Lead ND 0.10 1.0

Crocker 
Highlands 

Elementary
Fountain

First floor across from 
multi-purpose room

12/6/2017 EPA-200.8 Lead 0.9 J 0.10 1.0

Crocker 
Highlands 

Elementary
Fountain Second floor fountain 12/6/2017 EPA-200.8 Lead 0.3 J 0.10 1.0

Crocker 
Highlands 

Elementary
Fountain

4th floor between boys 
and girls bathrooms

12/6/2017 EPA-200.8 Lead 0.8 J 0.10 1.0

Crocker 
Highlands 

Elementary
Fountain

4th floor fountain left of 
door to Room 1

12/6/2017 EPA-200.8 Lead ND 0.10 1.0

Crocker 
Highlands 

Elementary
Fountain Playground 12/6/2017 EPA-200.8 Lead ND 0.10 1.0

Esperanza 
Elementary

Fountain
Lower DF, across the 

Office 
12/6/2017 EPA-200.8 Lead ND 0.10 1.0

Esperanza 
Elementary

Fountain
Right DF, outside of 

library 
12/6/2017 EPA-200.8 Lead ND 0.10 1.0

Esperanza 
Elementary

Fountain
Upper DF, outside 

cafeteria 
12/6/2017 EPA-200.8 Lead ND 0.10 1.0

Esperanza 
Elementary

Fountain
Upper DF, outside near 

restroom 
12/6/2017 EPA-200.8 Lead ND 0.10 1.0

Esperanza 
Elementary

Fountain DF in portable 14 12/6/2017 EPA-200.8 Lead 0.1 J 0.10 1.0
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Redwood Heights 
Elementary

Fountain Df by office 12/6/2017 EPA-200.8 Lead ND 0.10 1.0

Redwood Heights 
Elementary

Fountain Df by rm 23 12/6/2017 EPA-200.8 Lead ND 0.10 1.0

Redwood Heights 
Elementary

Fountain Df in portable B sink 12/6/2017 EPA-200.8 Lead ND 0.10 1.0

Redwood Heights 
Elementary

Fountain Left most tap on left df 12/6/2017 EPA-200.8 Lead ND 0.10 1.0

Redwood Heights 
Elementary

Fountain
Df outside by 

multipurpose rm
12/6/2017 EPA-200.8 Lead ND 0.10 1.0

Sequoia 
Elementary

Tap Faculty room sink 12/6/2017 EPA-200.8 Lead ND 0.10 1.0

Sequoia 
Elementary

Fountain
Hallway fountain across 

from office
12/6/2017 EPA-200.8 Lead ND 0.10 1.0

Sequoia 
Elementary

Fountain
Kindergarten outside  

fountain
12/6/2017 EPA-200.8 Lead 0.1 J 0.10 1.0

Sequoia 
Elementary

Fountain Outside water fountain 12/6/2017 EPA-200.8 Lead ND 0.10 1.0

Sequoia 
Elementary

Tap Kitchen food only sink 12/6/2017 EPA-200.8 Lead 1.2 0.10 1.0

Peralta 
Elementary

Fountain
Fountain at sink in room 

108
12/7/2017 EPA-200.8 Lead 0.5 J 0.10 1.0

Peralta 
Elementary

Fountain
Fountain next to library 

window
12/7/2017 EPA-200.8 Lead ND 0.10 1.0

Peralta 
Elementary

Tap Sink in kitchen 12/7/2017 EPA-200.8 Lead 1.9 0.10 1.0
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Peralta 
Elementary

Fountain
Fountain outside multi-
purpose room (Rm 111)

12/7/2017 EPA-200.8 Lead ND 0.10 1.0

Peralta 
Elementary

Fountain
Fountain at sink in room 

102
12/7/2017 EPA-200.8 Lead 0.3 J 0.10 1.0

Franklin 
Elementary 

OUSD
Tap

Sink in kitchen inside 
room 1

12/8/2017 EPA-200.8 Lead 0.5 J 0.10 1.0

Franklin 
Elementary 

OUSD
Fountain

Df near south hallway 
entrance

12/8/2017 EPA-200.8 Lead ND 0.10 1.0

Franklin 
Elementary 

OUSD
Fountain

Df left of north entrance 
to hallway

12/8/2017 EPA-200.8 Lead ND 0.10 1.0

Franklin 
Elementary 

OUSD
Fountain

Df sample on outside 
north side of bldg D

12/8/2017 EPA-200.8 Lead ND 0.10 1.0

Franklin 
Elementary 

OUSD
Fountain

Df on southeast outside 
corner of bldg B

12/8/2017 EPA-200.8 Lead ND 0.10 1.0

Futures 
Elementary

Fountain DF, across from room 14 12/8/2017 EPA-200.8 Lead ND 0.10 1.0

Futures 
Elementary

Fountain
DF, right hand side of 

room 19
12/8/2017 EPA-200.8 Lead ND 0.10 1.0

Futures 
Elementary

Fountain
Right DF, playground area 
in front of portable C & D

12/8/2017 EPA-200.8 Lead ND 0.10 1.0

Futures 
Elementary

Fountain Sink DF, inside portable D 12/8/2017 EPA-200.8 Lead ND 0.10 1.0

Futures 
Elementary

Fountain DF, across from room 214 12/8/2017 EPA-200.8 Lead 0.4 J 0.10 1.0
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Kaiser 
Elementary

Fountain
Upper Right Fountain in 

Multi Use Room
12/8/2017 EPA-200.8 Lead 0.2 J 0.10 1.0

Kaiser 
Elementary

Fountain
Fountain in Hallway Near 

Teachers Lounge
12/8/2017 EPA-200.8 Lead ND 0.10 1.0

Kaiser 
Elementary

Tap
Tap Located in 

Kindergarten Classroom 9
12/8/2017 EPA-200.8 Lead 0.5 J 0.10 1.0

Kaiser 
Elementary

Fountain

Left Fountain in Courtyard 
Outside Kindergarten 
Across From Portable 

Classroom A

12/8/2017 EPA-200.8 Lead ND 0.10 1.0

Kaiser 
Elementary

Fountain
Middle Fountain on 

Playground Near 
Equipment Storage Room

12/8/2017 EPA-200.8 Lead 0.3 J 0.10 1.0

Manzanita 
Community

Fountain Cafeteria water fountain 12/8/2017 EPA-200.8 Lead ND 0.10 1.0

Manzanita 
Community

Tap Kitchen sink 12/8/2017 EPA-200.8 Lead 0.3 J 0.10 1.0

Manzanita 
Community

Fountain Room 1 fountain 12/8/2017 EPA-200.8 Lead ND 0.10 1.0

Manzanita 
Community

Fountain
Offside fountain near 

boys and girls bathroom
12/8/2017 EPA-200.8 Lead ND 0.10 1.0

Manzanita 
Community

Fountain Fountain in portable 12 12/8/2017 EPA-200.8 Lead ND 0.10 1.0

Fred T. 
Korematsu 
Discovery 
Academy

Fountain
DF in Sink in interior 

kitchen
12/12/2017 EPA-200.8 Lead 0.9 J 0.10 1.0
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Fred T. 
Korematsu 
Discovery 
Academy

Fountain Df in kitchen sink 12/12/2017 EPA-200.8 Lead ND 0.10 1.0

Fred T. 
Korematsu 
Discovery 
Academy

Fountain Df by korematsu office 12/12/2017 EPA-200.8 Lead ND 0.10 1.0

Fred T. 
Korematsu 
Discovery 
Academy

Fountain Df in sink 12/12/2017 EPA-200.8 Lead ND 0.10 1.0

Global Family Fountain
Hallway outside main 

office 
12/12/2017 EPA-200.8 Lead 0.2 J 0.10 1.0

Global Family Tap
Single tap labeled food 

prep in kitchen 
12/12/2017 EPA-200.8 Lead 0.9 J 0.10 1.0

Global Family Fountain DF rm 2 12/12/2017 EPA-200.8 Lead 2.6 0.10 1.0
Global Family Fountain DF rm 6 12/12/2017 EPA-200.8 Lead ND 0.10 1.0

Global Family Fountain
Right DF between BRs on 

lower courtyard 
12/12/2017 EPA-200.8 Lead ND 0.10 1.0

Laurel 
Elementary

Fountain
Upper DF, inside cage. 
Left hand side of boys 

Restroom 
12/12/2017 EPA-200.8 Lead 0.2 J 0.10 1.0

Laurel 
Elementary

Fountain
Upper DF, Right hand side 

of school entrance 
12/12/2017 EPA-200.8 Lead 0.3 J 0.10 1.0

Laurel 
Elementary

Tap
Sink tw, Teachers lunch 

room.
12/12/2017 EPA-200.8 Lead 1.0 0.10 1.0

Laurel 
Elementary

Fountain
hallway DF, left hand side 

of room 13
12/12/2017 EPA-200.8 Lead ND 0.10 1.0

Laurel 
Elementary

Fountain Sink DF, inside room 16 12/12/2017 EPA-200.8 Lead ND 0.10 1.0
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Manzanita SEED 
Elementary

Fountain Sink DF, inside of room 14 12/13/2017 EPA-200.8 Lead 1.0 0.10 1.0

Manzanita SEED 
Elementary

Fountain
Sink DF, inside portable 

P3
12/13/2017 EPA-200.8 Lead ND 0.10 1.0

Manzanita SEED 
Elementary

Fountain
Outside Upper DF, Right 

hand side of room 3
12/13/2017 EPA-200.8 Lead ND 0.10 1.0

Manzanita SEED 
Elementary

Fountain Sink DF, inside of room 7 12/13/2017 EPA-200.8 Lead 0.2 J 0.10 1.0

Manzanita SEED 
Elementary

Fountain
Outside upper DF, front of 

teachers workroom 
12/13/2017 EPA-200.8 Lead 0.2 J 0.10 1.0

New Highland 
Academy

Fountain
Df in hallway near 

entrance
12/13/2017 EPA-200.8 Lead ND 0.10 1.0

New Highland 
Academy

Fountain Df in kitchen sink 12/13/2017 EPA-200.8 Lead 0.2 J 0.10 1.0

New Highland 
Academy

Fountain Df hallway 4 12/13/2017 EPA-200.8 Lead ND 0.10 1.0

New Highland 
Academy

Fountain
Df outside lower fountain 

sampled
12/13/2017 EPA-200.8 Lead ND 0.10 1.0

New Highland 
Academy

Fountain Df kitchen sink 12/13/2017 EPA-200.8 Lead ND 0.10 1.0

Rise Community Tap Bathroom sink 12/13/2017 EPA-200.8 Lead 0.2 J 0.10 1.0
Rise Community Fountain Df in kitchen sink 12/13/2017 EPA-200.8 Lead ND 0.10 1.0

Rise Community Fountain
Upper df inside hallway 

near entrance
12/13/2017 EPA-200.8 Lead ND 0.10 1.0

Rise Community Fountain Upstairs df hallway 12/13/2017 EPA-200.8 Lead ND 0.10 1.0
Rise Community Fountain Outside bldg c 12/13/2017 EPA-200.8 Lead ND 0.10 1.0

Coliseum College 
Prep Academy

Fountain
Fountain outside 
bathrooms near 

classroom A4
12/14/2017 EPA-200.8 Lead 0.7 J 0.10 1.0
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Coliseum College 
Prep Academy

Fountain Cafeteria 12/14/2017 EPA-200.8 Lead ND 0.10 1.0

Coliseum College 
Prep Academy

Fountain Gym lobby 12/14/2017 EPA-200.8 Lead 0.1 J 0.10 1.0

Coliseum College 
Prep Academy

Fountain
Next to custodian storage 

across from M-1
12/14/2017 EPA-200.8 Lead 0.8 J 0.10 1.0

Coliseum College 
Prep Academy

Fountain College resource center 12/14/2017 EPA-200.8 Lead 0.1 J 0.10 1.0

Emerson 
Elementary 

OUSD
Tap Kitchen tap cold 12/14/2017 EPA-200.8 Lead 2.2 0.10 1.0

Emerson 
Elementary 

OUSD
Fountain

Lower DF by entrance 
outside custodian rm 

12/14/2017 EPA-200.8 Lead ND 0.10 1.0

Emerson 
Elementary 

OUSD
Fountain

Lower DF outside on big 
yard 

12/14/2017 EPA-200.8 Lead 0.1 J 0.10 1.0

Emerson 
Elementary 

OUSD
Fountain

Hallway outside door to 
rm D1 D2 D3 

12/14/2017 EPA-200.8 Lead 0.3 J 0.10 1.0

Emerson 
Elementary 

OUSD
Fountain DF in P8 12/14/2017 EPA-200.8 Lead ND 0.10 1.0

Madison Park 
Academy 6-12

Fountain Courtyard, upper DF. 12/14/2017 EPA-200.8 Lead 0.3 J 0.10 1.0
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Madison Park 
Academy 6-12

Fountain
Upper DF, between room 
15 & women’s restroom 

12/14/2017 EPA-200.8 Lead 0.2 J 0.10 1.0

Madison Park 
Academy 6-12

Fountain
Upper DF, between both 

all staff restroom 
12/14/2017 EPA-200.8 Lead ND 0.10 1.0

Madison Park 
Academy 6-12

Fountain
Upper DF, between girls 
P.E Office & Gymnasium 

12/14/2017 EPA-200.8 Lead 0.1 J 0.10 1.0

Madison Park 
Academy 6-12

Fountain
DF, between Gymnasium 

& boys P.E office
12/14/2017 EPA-200.8 Lead 0.1 J 0.10 1.0

ROOTS 
International 

Academy
Fountain

Fountain at main 
entrance near corner of 

66th ave and 
international 

12/14/2017 EPA-200.8 Lead ND 0.10 1.0

ROOTS 
International 

Academy
Fountain Hallway first floor 12/14/2017 EPA-200.8 Lead 0.1 J 0.10 1.0

ROOTS 
International 

Academy
Fountain Upstairs left of room 209 12/14/2017 EPA-200.8 Lead 0.1 J 0.10 1.0

ROOTS 
International 

Academy
Fountain Upstairs left of room 205 12/14/2017 EPA-200.8 Lead 0.8 J 0.10 1.0

ROOTS 
International 

Academy
Fountain Outside 12/14/2017 EPA-200.8 Lead 0.5 J 0.10 1.0

Sankofa 
Academy

Fountain
Inside Main floor adjacent 

to cafeteria
12/14/2017 EPA-200.8 Lead 0.2 J 0.10 1.0

Sankofa 
Academy

Fountain
East end of main hallway 

next to restroom
12/14/2017 EPA-200.8 Lead ND 0.10 1.0

Sankofa 
Academy

Fountain
Second floor hall west 

end near stairs
12/14/2017 EPA-200.8 Lead 0.2 J 0.10 1.0
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Sankofa 
Academy

Fountain
Lower level outside 

cafeteria
12/14/2017 EPA-200.8 Lead 0.7 J 0.10 1.0

Sankofa 
Academy

Fountain
Outside in West end of 

main bldg near concrete 
semicircle seating area

12/14/2017 EPA-200.8 Lead 0.1 J 0.10 1.0

Think College 
Now

Fountain
Fountain Outside Building 

A Near Storage Closet / 
Restrooms

12/14/2017 EPA-200.8 Lead ND 0.10 1.0

Think College 
Now

Fountain
Fountain Outside Near 

Garden Area
12/14/2017 EPA-200.8 Lead 0.2 J 0.10 1.0

Think College 
Now

Fountain
Fountain Located on 1st 

Floor of Building B in 
Classroom 108

12/14/2017 EPA-200.8 Lead 0.1 J 0.10 1.0

Think College 
Now

Tap
Tap Located in Kitchen on 

1st Floor of Building B
12/14/2017 EPA-200.8 Lead 0.2 J 0.10 1.0

Think College 
Now

Fountain
Fountain Located on 2nd 

Floor of Building B in 
Classroom 205

12/14/2017 EPA-200.8 Lead ND 0.10 1.0

International 
Community

Fountain
Upper Right Fountain 

Outside Building E
12/15/2017 EPA-200.8 Lead ND 0.10 1.0

International 
Community

Fountain
Fountain Located in 

Classroom 104 of Building 
E

12/15/2017 EPA-200.8 Lead ND 0.10 1.0

International 
Community

Fountain
Fountain Located in 

Classroom 107 of Building 
E

12/15/2017 EPA-200.8 Lead ND 0.10 1.0

International 
Community

Fountain
Fountain Located in 

Classroom 221 of Building 
C

12/15/2017 EPA-200.8 Lead ND 0.10 1.0
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International 
Community

Fountain
Fountain Located in 

Classroom 118 of Building 
C

12/15/2017 EPA-200.8 Lead ND 0.10 1.0

Madison Park 
Academy TK-5

Fountain Df, Multipurpose Room 12/15/2017 EPA-200.8 Lead 0.2 J 0.10 1.0

Madison Park 
Academy TK-5

Fountain
Df, in front of nurse room 

19
12/15/2017 EPA-200.8 Lead ND 0.10 1.0

Madison Park 
Academy TK-5

Fountain Sink DF, inside room 1 12/15/2017 EPA-200.8 Lead 0.2 J 0.10 1.0

Madison Park 
Academy TK-5

Fountain
Right Df, front of 
playground area

12/15/2017 EPA-200.8 Lead 0.1 J 0.10 1.0

Madison Park 
Academy TK-5

Fountain Sink Df, inside room 5 12/15/2017 EPA-200.8 Lead 0.2 J 0.10 1.0

Melrose 
Leadership 
Academy

Fountain
Northwest df hall main 

floor across from room 2
12/15/2017 EPA-200.8 Lead 0.6 J 0.10 1.0

Melrose 
Leadership 
Academy

Fountain
Northeast hallway main 

floor outside room 4
12/15/2017 EPA-200.8 Lead 0.3 J 0.10 1.0

Melrose 
Leadership 
Academy

Fountain
Northeast hallway 2nd 
floor outside room 16

12/15/2017 EPA-200.8 Lead 0.3 J 0.10 1.0

Melrose 
Leadership 
Academy

Fountain
Df northwest hallway 

level 2 outside room 10
12/15/2017 EPA-200.8 Lead 1.0 0.10 1.0

Melrose 
Leadership 
Academy

Fountain
West playground to left of 
entrance to main hallway

12/15/2017 EPA-200.8 Lead 0.3 J 0.10 1.0

Place @ Prescott Tap
Kitchen sink by food prep 

area
12/15/2017 EPA-200.8 Lead 0.3 J 0.10 1.0
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Place @ Prescott Fountain
Water fountain outside of 

kitchen
12/15/2017 EPA-200.8 Lead 0.2 J 0.10 1.0

Place @ Prescott Fountain Courtyard fountain 12/15/2017 EPA-200.8 Lead 0.1 J 0.10 1.0

Place @ Prescott Fountain
Outside fountain near 

front parking lot
12/15/2017 EPA-200.8 Lead 0.1 J 0.10 1.0

Place @ Prescott Fountain Fountain outside of office 12/15/2017 EPA-200.8 Lead 3.6 0.10 1.0

West Oakland 
Middle

Fountain
Outside fountain between 

buildings
12/15/2017 EPA-200.8 Lead 0.2 J 0.10 1.0

West Oakland 
Middle

Fountain
Building E first floor 

hallway fountain
12/15/2017 EPA-200.8 Lead ND 0.10 1.0

West Oakland 
Middle

Fountain
Building E second floor 

hallway fountain
12/15/2017 EPA-200.8 Lead 0.7 J 0.10 1.0

West Oakland 
Middle

Fountain Fountain outside of gym 12/15/2017 EPA-200.8 Lead ND 0.10 1.0

West Oakland 
Middle

Tap Kitchen sink 12/15/2017 EPA-200.8 Lead ND 0.10 1.0

Edna Brewer 
Middle

Fountain
Right DF, outside under 

patio
12/19/2017 EPA-200.8 Lead 0.2 J 0.10 1.0

Edna Brewer 
Middle

Tap
Sink TW, Kitchen food 

prep
12/19/2017 EPA-200.8 Lead 12.0 0.10 1.0

Edna Brewer 
Middle

Water 
Dispenser

Right WD, right hand side 
of cafeteria 

12/19/2017 EPA-200.8 Lead 0.4 J 0.10 1.0

Edna Brewer 
Middle

Fountain
Left DF, outside back of 

playhouse 
12/19/2017 EPA-200.8 Lead 0.8 J 0.10 1.0

Edna Brewer 
Middle

Water 
Dispenser

Left WD, on the left hand 
side of Office 

12/19/2017 EPA-200.8 Lead 3.2 0.10 1.0

Elmhurst 
Community Prep

Tap Tap in food prep 12/19/2017 EPA-200.8 Lead 0.9 J 0.10 1.0
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Elmhurst 
Community Prep

Water 
Dispenser

Left Water dispenser 
outside by cafeteria 

12/19/2017 EPA-200.8 Lead 0.4 J 0.10 1.0

Elmhurst 
Community Prep

Fountain Df by rm 9 12/19/2017 EPA-200.8 Lead 1.9 0.10 1.0

Elmhurst 
Community Prep

Fountain Upper df by rm 27 12/19/2017 EPA-200.8 Lead 2.1 0.10 1.0

Elmhurst 
Community Prep

Tap Tap in main office 12/19/2017 EPA-200.8 Lead 0.2 J 0.10 1.0

Roses in 
Concrete

Fountain
Hallway fountain around 
corner to left from main 

entrance 
12/19/2017 EPA-200.8 Lead 0.1 J 0.10 1.0

Roses in 
Concrete

Fountain
Just inside room 11 on 

left hand side
12/19/2017 EPA-200.8 Lead 0.2 J 0.10 1.0

Roses in 
Concrete

Fountain Outside fountain 12/19/2017 EPA-200.8 Lead 0.1 J 0.10 1.0

Roses in 
Concrete

Tap
Sink in teacher break 

room/office
12/19/2017 EPA-200.8 Lead 0.3 J 0.10 1.0

Roses in 
Concrete

Fountain Fountain at sink room 9 12/19/2017 EPA-200.8 Lead 0.2 J 0.10 1.0

Alliance Academy Fountain
Trough fountain, left most 

spigot of 4
12/20/2017 EPA-200.8 Lead 1.2 0.10 1.0

Alliance Academy Fountain
Drinking fountain outside 

main bldg/ auditorium
12/20/2017 EPA-200.8 Lead 0.3 J 0.10 1.0

Alliance Academy Tap
Closet sink in 

classroom/family center
12/20/2017 EPA-200.8 Lead 0.5 J 0.10 1.0
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Alliance Academy Fountain Main bldg hall fountain 12/20/2017 EPA-200.8 Lead 0.1 J 0.10 1.0

Alliance Academy Fountain Main bldg 2nd floor hall 12/20/2017 EPA-200.8 Lead 1.1 0.10 1.0

Frick Middle Fountain
Df 1st floor near trophy 

case
12/20/2017 EPA-200.8 Lead 0.6 J 0.10 1.0

Frick Middle Fountain
Df 1st floor between 

room 103 and 105
12/20/2017 EPA-200.8 Lead 1.9 0.10 1.0

Frick Middle Fountain
Df 2nd floor across from 

Room 202
12/20/2017 EPA-200.8 Lead 1.3 0.10 1.0

Frick Middle Fountain
Upper df, outdoors near S-

3 clinic
12/20/2017 EPA-200.8 Lead ND 0.10 1.0

Frick Middle
Water 

Dispenser
Left water dispenser 

inside Cafeteria 
12/20/2017 EPA-200.8 Lead 0.3 J 0.10 1.0

Montclair 
Elementary

Fountain
Fountain in hallway 

outside room 5
12/21/2017 EPA-200.8 Lead 1.1 0.10 1.0

Montclair 
Elementary

Fountain
Fountain in hallway 

outside room 11
12/21/2017 EPA-200.8 Lead 0.1 J 0.10 1.0

Montclair 
Elementary

Fountain
Outside water fountain at 

end of portables
12/21/2017 EPA-200.8 Lead 0.2 J 0.10 1.0

Montclair 
Elementary

Tap Leftmost sink in kitchen 12/21/2017 EPA-200.8 Lead ND 0.10 1.0

Montclair 
Elementary

Fountain
Outdoor hallway first 

floor new building
12/21/2017 EPA-200.8 Lead ND 0.10 1.0

Oakland SOL 
(School of 

Language) Dual 
Language Middle

Tap
Left tap sink in kitchen in 
multipurpose building E

12/21/2017 EPA-200.8 Lead 1.5 0.10 1.0
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Oakland SOL 
(School of 

Language) Dual 
Language Middle

Fountain

Lower right water 
fountain next to boys 
restroom adjacent to 

basketball court

12/21/2017 EPA-200.8 Lead 0.2 J 0.10 1.0

United for 
Success Academy

Fountain
Upper drinking fountain 

near main entrance 
12/21/2017 EPA-200.8 Lead 0.2 J 0.10 1.0

United for 
Success Academy

Fountain
Drinking fountain in music 

room 
12/21/2017 EPA-200.8 Lead 0.8 J 0.10 1.0

United for 
Success Academy

Fountain
Outside play area left 

fountain 
12/21/2017 EPA-200.8 Lead 0.2 J 0.10 1.0

United for 
Success Academy

Water 
Dispenser

Left water dispenser in 
cafeteria 

12/21/2017 EPA-200.8 Lead 2.2 0.10 1.0

United for 
Success Academy

Fountain
Left Drinking fountain 
near basketball court 

12/21/2017 EPA-200.8 Lead 0.1 J 0.10 1.0

Claremont 
Middle

Tap Tw, Office 12/22/2017 EPA-200.8 Lead 0.5 J 0.10 1.0

Claremont 
Middle

Fountain Df, by Office 12/22/2017 EPA-200.8 Lead 0.8 J 0.10 1.0

Claremont 
Middle

Fountain Df, front of room 8 12/22/2017 EPA-200.8 Lead ND 0.10 1.0

Claremont 
Middle

Fountain Df, in front of room 18 12/22/2017 EPA-200.8 Lead 0.7 J 0.10 1.0

Claremont 
Middle

Fountain
Left Df, outside of 

Gymnasium 
12/22/2017 EPA-200.8 Lead 0.6 J 0.10 1.0

Montera Middle Tap Kitchen sink 12/22/2017 EPA-200.8 Lead 1.6 0.10 1.0
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Montera Middle Fountain
Building 100 hallway 

fountain outside of music 
room

12/22/2017 EPA-200.8 Lead ND 0.10 1.0

Montera Middle Fountain
Building 200 fountain 
outside of room 216

12/22/2017 EPA-200.8 Lead ND 0.10 1.0

Montera Middle Fountain
Building 400 hallway 

fountain
12/22/2017 EPA-200.8 Lead ND 0.10 1.0

Montera Middle Fountain
Building 400 classroom 

tap
12/22/2017 EPA-200.8 Lead 0.3 J 0.10 1.0

Reach Academy Fountain
Lower DF in breezeway 

outside main office 
12/22/2017 EPA-200.8 Lead 0.2 J 0.10 1.0

Reach Academy Fountain
Lower DF 2nd floor 
outside rm E-202 

12/22/2017 EPA-200.8 Lead ND 0.10 1.0

Reach Academy Fountain Lower DF in cafeteria 12/22/2017 EPA-200.8 Lead 0.3 J 0.10 1.0

Reach Academy Fountain
Upper DF outside on 

kinder yard 
12/22/2017 EPA-200.8 Lead ND 0.10 1.0

Reach Academy Fountain Lower DF outside CDC 12/22/2017 EPA-200.8 Lead ND 0.10 1.0

Westlake Middle Fountain
Hallway near main 

entrance
12/22/2017 EPA-200.8 Lead 1.2 0.10 1.0

Westlake Middle Fountain
Hallway between room 

111 and room 112
12/22/2017 EPA-200.8 Lead 0.3 J 0.10 1.0

Westlake Middle Fountain
Hallway fountain between 

bathrooms near science 
room 23

12/22/2017 EPA-200.8 Lead 0.2 J 0.10 1.0

Westlake Middle Fountain
Hallway fountain near exit 

toward parking area. 
12/22/2017 EPA-200.8 Lead 0.3 J 0.10 1.0

Westlake Middle Fountain Fountain in cafeteria 12/22/2017 EPA-200.8 Lead 0.9 J 0.10 1.0
Community Day 

High
Fountain

Building 100 exterior, 
right hand fountain

1/9/2018 EPA-200.8 Lead 0.3 J 0.10 1.0
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Community Day 
High

Fountain
Building 300 exterior, 

leftmost fountain 
sampled

1/9/2018 EPA-200.8 Lead 1.1 0.10 1.0

Community Day 
High

Water 
Dispenser

Office building interior 
next to principal’s office

1/9/2018 EPA-200.8 Lead ND 0.10 1.0

Community Day 
High

Water 
Dispenser

Building 500 interior 
kitchenette at end of 
corridor between two 

restrooms

1/9/2018 EPA-200.8 Lead ND 0.10 1.0

Community Day 
High

Water 
Dispenser

Water dispenser in gym in 
bldg 500

1/9/2018 EPA-200.8 Lead ND 0.10 1.0

Rudsdale 
Continuation

Fountain Cafeteria 1/9/2018 EPA-200.8 Lead 23.0 0.10 1.0

Rudsdale 
Continuation

Fountain
Drinking fountain outside 

principal’s office
1/9/2018 EPA-200.8 Lead 1.0 J 0.10 1.0

Rudsdale 
Continuation

Fountain
Drinking fountain middle 

building across from 
locker #565

1/9/2018 EPA-200.8 Lead 0.4 J 0.10 1.0

Rudsdale 
Continuation

Fountain
Drinking fountain in bay 

tech bldg across from 
locker #789

1/9/2018 EPA-200.8 Lead ND 0.10 1.0

Rudsdale 
Continuation

Fountain Outside drinking fountain 1/9/2018 EPA-200.8 Lead 0.3 J 0.10 1.0

Castlemont High Fountain
First floor of 200 bldg, 

across from girls 
bathroom

1/10/2018 EPA-200.8 Lead 0.4 J 0.10 1.0

Castlemont High Fountain
Bldg 200 2nd floor near 

boys restroom
1/10/2018 EPA-200.8 Lead 0.5 J 0.10 1.0

Castlemont High Fountain
Cafeteria next to food 

retrieval area
1/10/2018 EPA-200.8 Lead 2.0 0.10 1.0

29 of 203 5/2/2019



OAKLAND USD
TOTAL SAMPLE RESULTS

Castlemont High Fountain
910 bldg first floor 

between boy and girl 
restroom 

1/10/2018 EPA-200.8 Lead 0.2 J 0.10 1.0

Conservatory of 
Vocal/Instrument

al Arts High
Fountain

Hallway next to main 
entrance

1/10/2018 EPA-200.8 Lead 0.9 J 0.10 1.0

Conservatory of 
Vocal/Instrument

al Arts High
Fountain Hallway outside of D200 1/10/2018 EPA-200.8 Lead 17.0 0.10 1.0

Conservatory of 
Vocal/Instrument

al Arts High
Fountain Hallway near D229 1/10/2018 EPA-200.8 Lead 66.0 0.10 1.0

Conservatory of 
Vocal/Instrument

al Arts High
Fountain Hallway outside D223 1/10/2018 EPA-200.8 Lead 5.1 0.10 1.0

Fremont High Fountain
1100 bldg inside hallway 
across from room 1102

1/11/2018 EPA-200.8 Lead 0.5 J 0.10 1.0

Fremont High Fountain
Cafeteria across from 

lockers  near boys 
restroom

1/11/2018 EPA-200.8 Lead 0.4 J 0.10 1.0

Fremont High
Water 

Dispenser
Cafeteria next to staff 

break room (room 3105)
1/11/2018 EPA-200.8 Lead 0.9 J 0.10 1.0

Fremont High Fountain
Outside gym across from 
portable class buildings, 

south side of building
1/11/2018 EPA-200.8 Lead 0.3 J 0.10 1.0

Fremont High Fountain

In courtyard in front of 
1100 building, in front of 
steps leading down into 

courtyard

1/11/2018 EPA-200.8 Lead 1.6 0.10 1.0

Urban Promise 
Academy

Fountain
Hallway across from staff 

bathroom
1/11/2018 EPA-200.8 Lead 2.5 0.10 1.0
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Urban Promise 
Academy

Tap Sink in teacher lounge 1/11/2018 EPA-200.8 Lead 0.3 J 0.10 1.0

Urban Promise 
Academy

Fountain
Hallway between 

bathrooms near cafeteria
1/11/2018 EPA-200.8 Lead 0.2 J 0.10 1.0

Urban Promise 
Academy

Fountain Outside fountain 1/11/2018 EPA-200.8 Lead 0.3 J 0.10 1.0

Urban Promise 
Academy

Fountain
Outside near boys 

bathroom and tether ball
1/11/2018 EPA-200.8 Lead 2.8 0.10 1.0

MetWest High Tap Staff room kitchen 1/12/2018 EPA-200.8 Lead ND 0.10 1.0

MetWest High Fountain
Df main assembly area 

south wall
1/12/2018 EPA-200.8 Lead ND 0.10 1.0

MetWest High Fountain
Upstairs from main 

assembly area, south side, 
next to boys’ restroom

1/12/2018 EPA-200.8 Lead ND 0.10 1.0

Roosevelt Middle Fountain
Left df by boys locker 

room
1/12/2018 EPA-200.8 Lead 1.0 0.10 1.0

Roosevelt Middle Fountain
Left df by girls locker 

room 
1/12/2018 EPA-200.8 Lead 0.4 J 0.10 1.0

Roosevelt Middle Fountain Df by rm 118 1/12/2018 EPA-200.8 Lead 0.2 J 0.10 1.0

Roosevelt Middle Fountain Left df in courtyard 1/12/2018 EPA-200.8 Lead 0.1 J 0.10 1.0

Roosevelt Middle
Water 

Dispenser
Left side of water 

dispenser in courtyard 
1/12/2018 EPA-200.8 Lead 1.5 0.10 1.0

Bret Harte 
Middle

Fountain Left df in lower courtyard 1/17/2018 EPA-200.8 Lead 0.2 J 0.10 1.0

Bret Harte 
Middle

Fountain Upper df by cafetorium 1/17/2018 EPA-200.8 Lead 0.2 0.10 1.0
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Bret Harte 
Middle

Water 
Dispenser

Right water dispenser in 
cafetorium

1/17/2018 EPA-200.8 Lead 1.1 J 0.10 1.0

Bret Harte 
Middle

Fountain Left df by portable 309 1/17/2018 EPA-200.8 Lead 0.8 J 0.10 1.0

Bret Harte 
Middle

Fountain
Df in second floor outside 

of gym. 
1/17/2018 EPA-200.8 Lead 1.3 0.10 1.0

LIFE Academy Fountain
Main floor across from 

locker 665
1/17/2018 EPA-200.8 Lead 0.1 J 0.10 1.0

LIFE Academy Fountain
Second floor across from 
staircase and room 245

1/17/2018 EPA-200.8 Lead 0.4 J 0.10 1.0

LIFE Academy Fountain Science bldg first floor 1/17/2018 EPA-200.8 Lead ND 0.10 1.0

LIFE Academy Fountain
First floor by main 

entrance
1/17/2018 EPA-200.8 Lead 0.3 J 0.10 1.0

American Indian 
Model Schools

Fountain Df by rm 9 1/18/2018 EPA-200.8 Lead 1.1 0.10 1.0

American Indian 
Model Schools

Tap
Second to the left tap in 
bathroom in men’s rr on 

first floor
1/18/2018 EPA-200.8 Lead ND 0.10 1.0

American Indian 
Model Schools

Fountain Df between rm 5 and 6 1/18/2018 EPA-200.8 Lead 1.7 0.10 1.0

American Indian 
Model Schools

Tap
Second from lef tap in 

women’s rr on 2nd floor
1/18/2018 EPA-200.8 Lead ND 0.10 1.0

American Indian 
Model Schools

Tap
Second from left tap in 
men’s rr on 2nd floor

1/18/2018 EPA-200.8 Lead ND 0.10 1.0

American Indian 
Public Charter

Fountain Df by rm 25 second floor 1/18/2018 EPA-200.8 Lead ND 0.10 1.0

American Indian 
Public Charter

Fountain Df by 22 1/18/2018 EPA-200.8 Lead 1.0 J 0.10 1.0

American Indian 
Public Charter

Tap
Middle tap in women’s rr 

on 3rd floor
1/18/2018 EPA-200.8 Lead 1.0 0.10 1.0
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American Indian 
Public Charter

Fountain Df by kitchen on 3rd floor 1/18/2018 EPA-200.8 Lead 0.1 J 0.10 1.0

Oakland 
International 

High
Fountain DF in rm 1 1/18/2018 EPA-200.8 Lead ND 0.10 1.0

Oakland 
International 

High
Fountain

Upper DF outside media 
center and rm 15 

1/18/2018 EPA-200.8 Lead ND 0.10 1.0

Oakland 
International 

High
Fountain Right DF outside gym 1/18/2018 EPA-200.8 Lead ND 0.10 1.0

Oakland 
International 

High
Fountain

Upper DF next to 
custodian office 

1/18/2018 EPA-200.8 Lead 0.2 J 0.10 1.0

Oakland 
International 

High
Tap

Right tap directly inside 
kitchen 

1/18/2018 EPA-200.8 Lead 0.2 J 0.10 1.0

Oakland 
Technical High

Fountain
Outside fountain near 
bleachers back side of 

track
1/18/2018 EPA-200.8 Lead 0.4 J 0.10 1.0

Oakland 
Technical High

Fountain
Fountain 2nd floor across 

from room 211
1/18/2018 EPA-200.8 Lead 0.2 J 0.10 1.0

Oakland 
Technical High

Fountain
Fountain on 1st floor by 

room 106A
1/18/2018 EPA-200.8 Lead ND 0.10 1.0

Oakland 
Technical High

Fountain
Fountain 2nd floor across 

from room 225
1/18/2018 EPA-200.8 Lead 0.6 J 0.10 1.0

Oakland 
Technical High

Fountain
Fountain 2nd floor next to 

room 230
1/18/2018 EPA-200.8 Lead 1.9 0.10 1.0

American Indian 
Public High

Fountain
Fountain across from 

room 3
1/19/2018 EPA-200.8 Lead 0.8 J 0.10 1.0
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American Indian 
Public High

Fountain Fountain next to room 12 1/19/2018 EPA-200.8 Lead 0.8 J 0.10 1.0

American Indian 
Public High

Fountain
Fountain across from 

room 14
1/19/2018 EPA-200.8 Lead 1.5 0.10 1.0

American Indian 
Public High

Fountain
Fountain in portable room 

1
1/19/2018 EPA-200.8 Lead 0.1 J 0.10 1.0

American Indian 
Public High

Fountain
Fountain in portable room 

3
1/19/2018 EPA-200.8 Lead 0.2 J 0.10 1.0

Bay Area 
Technology

Fountain
Upper inside girls locker 

rm 
1/19/2018 EPA-200.8 Lead 0.5 J 0.10 1.0

Bay Area 
Technology

Fountain
Hallway 2 DF closer to 

gym 
1/19/2018 EPA-200.8 Lead 0.2 J 0.10 1.0

Bay Area 
Technology

Fountain
Hallways 3 DF closer to 

field 
1/19/2018 EPA-200.8 Lead 0.1 J 0.10 1.0

Dewey Academy Fountain Upper by entrance rr 1/19/2018 EPA-200.8 Lead ND 0.10 1.0

Dewey Academy Tap
Tap in storage rm in main 

office 
1/19/2018 EPA-200.8 Lead 0.2 J 0.10 1.0

Dewey Academy Fountain Df in cafeteria sink 1/19/2018 EPA-200.8 Lead ND 0.10 1.0
Dewey Academy Fountain Df in gym sink 1/19/2018 EPA-200.8 Lead 0.2 J 0.10 1.0

Dewey Academy Fountain
Bathroom sink in portable 

13A
1/19/2018 EPA-200.8 Lead 4.1 0.10 1.0

Independent 
Study, Sojourner 

Truth
Fountain

Shorter DF in 
multipurpose rm 

1/19/2018 EPA-200.8 Lead 24.0 0.10 1.0

Independent 
Study, Sojourner 

Truth
Fountain Upper DF boys locker rm 1/19/2018 EPA-200.8 Lead 1.1 0.10 1.0

Independent 
Study, Sojourner 

Truth
Fountain

Right DF outside back of 
boys side of gym

1/19/2018 EPA-200.8 Lead 1.0 0.10 1.0
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Ralph J. Bunche 
High

Tap Tap in the principle office 1/19/2018 EPA-200.8 Lead 1.0 J 0.10 1.0

Ralph J. Bunche 
High

Tap
Tap located in first room 

of cafeteria 
1/19/2018 EPA-200.8 Lead 1.0 0.10 1.0

Ralph J. Bunche 
High

Tap
Tap located in cafeteria 
kitchen food prep area 

1/19/2018 EPA-200.8 Lead 1.0 0.10 1.0

Ralph J. Bunche 
High

Tap Tap in home living rm 1/19/2018 EPA-200.8 Lead 1.5 0.10 1.0

Ralph J. Bunche 
High

Fountain
Left Df located on the side 

of rm 7
1/19/2018 EPA-200.8 Lead 9.1 0.10 1.0

Street Academy 
(Alternative)

Fountain
Inside front door, main 

hallway
1/19/2018 EPA-200.8 Lead 1.1 0.10 1.0

Street Academy 
(Alternative)

Tap Inside room 3 behind desk 1/19/2018 EPA-200.8 Lead 1.4 0.10 1.0

Street Academy 
(Alternative)

Tap
Faculty room kitchen on 

first floor
1/19/2018 EPA-200.8 Lead 0.4 J 0.10 1.0

Street Academy 
(Alternative)

Tap
In arts and crafts room, 
downstairs, north wall

1/19/2018 EPA-200.8 Lead 0.2 J 0.10 1.0

Street Academy 
(Alternative)

Tap
Inside room 7, 2nd floor, 

behind inner doorway
1/19/2018 EPA-200.8 Lead 2.7 0.10 1.0

Community Day 
Middle

Tap Kitchen in office 1/23/2018 EPA-200.8 Lead 0.4 J 0.10 1.0

Community Day 
Middle

Tap
Bldg 500 tap in between 2 

staff bathrooms, 
1/23/2018 EPA-200.8 Lead 0.3 J 0.10 1.0

Francophone 
Charter School of 

Oakland
Fountain

Upper Right Fountain 
Near Cafeteria

1/23/2018 EPA-200.8 Lead ND 0.10 1.0

Francophone 
Charter School of 

Oakland
Fountain

Fountain Located Near 
Custodian Office

1/23/2018 EPA-200.8 Lead 0.1 J 0.10 1.0
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Francophone 
Charter School of 

Oakland
Fountain

Lower Left Fountain Near 
Boiler/Sprinkler Room 

1/23/2018 EPA-200.8 Lead 1.1 0.10 1.0

Francophone 
Charter School of 

Oakland
Tap

Tap Located in Portable 
Kitchen

1/23/2018 EPA-200.8 Lead 0.2 J 0.10 1.0

Oakland Military 
Institute, College 

Preparatory 
Academy

Fountain Upper df by rm C103 1/23/2018 EPA-200.8 Lead ND 0.10 1.0

Oakland Military 
Institute, College 

Preparatory 
Academy

Fountain Left Df outside by track. 1/23/2018 EPA-200.8 Lead 0.4 J 0.10 1.0

Oakland Military 
Institute, College 

Preparatory 
Academy

Fountain
Df outside by shade 

structure
1/23/2018 EPA-200.8 Lead ND 0.10 1.0

Oakland Military 
Institute, College 

Preparatory 
Academy

Water 
Dispenser

Water dispenser by rm A5 1/23/2018 EPA-200.8 Lead ND 0.10 1.0

Oakland Military 
Institute, College 

Preparatory 
Academy

Fountain Upper df by rm B102 1/23/2018 EPA-200.8 Lead 0.1 J 0.10 1.0
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ASCEND Tap Left tap in kitchen 1/24/2018 EPA-200.8 Lead 0.2 J 0.10 1.0

ASCEND Fountain
Upper DF between BRs 
1st floor near rm 111 

1/24/2018 EPA-200.8 Lead ND 0.10 1.0

ASCEND Fountain
Upper DF 2nd floor 

between BRs 229 and 
230 

1/24/2018 EPA-200.8 Lead ND 0.10 1.0

ASCEND Fountain
Upper DF 2nd floor 

between BRs 218 and 
219 

1/24/2018 EPA-200.8 Lead ND 0.10 1.0

ASCEND Fountain
Lower DF kindergarten 

yard 
1/24/2018 EPA-200.8 Lead ND 0.10 1.0

Conservatory of 
Vocal/Instrument

al Arts High
Hydrant HYD 5414 1/24/2018 EPA-200.8 Lead 0.3 J 0.04 5.0

Francophone 
Charter School of 

Oakland
Tap

Tap Located in Faculty 
Break Room

1/24/2018 EPA-200.8 Lead 0.4 J 0.10 1.0

KIPP Bridge 
Academy

Fountain
Hallway off main entrance 

across from Main Office 
next to Telephone

1/24/2018 EPA-200.8 Lead ND 0.10 1.0

KIPP Bridge 
Academy

Tap
Office behind elevator off 

first floor main hallway 
(Mr. Chomskey’s office)

1/24/2018 EPA-200.8 Lead 0.7 J 0.10 1.0

KIPP Bridge 
Academy

Fountain
End of 1st floor main 
hallway near room 22

1/24/2018 EPA-200.8 Lead ND 0.10 1.0

KIPP Bridge 
Academy

Tap
Room 15 sink in back left 

corner
1/24/2018 EPA-200.8 Lead ND 0.10 1.0

KIPP Bridge 
Academy

Fountain Courtyard west side 1/24/2018 EPA-200.8 Lead ND 0.10 1.0
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LPS Oakland R & 
D Campus

Fountain
North end of LPS building 

next to room 111
1/24/2018 EPA-200.8 Lead ND 0.10 1.0

LPS Oakland R & 
D Campus

Fountain
South end of LPS building 

next to boys restroom
1/24/2018 EPA-200.8 Lead ND 0.10 1.0

Rudsdale 
Continuation

Hydrant HYD 18080 1/24/2018 EPA-200.8 Lead 0.3 J 0.04 5.0

Temporary 
Alternative 

Program and 
Young Adult 

Program

Fountain
Upper df by women’s rr 

on first floor
1/24/2018 EPA-200.8 Lead 0.7 J 0.10 1.0

Temporary 
Alternative 

Program and 
Young Adult 

Program

Water 
Dispenser

Water dispenser in trophy 
room on second floor.

1/24/2018 EPA-200.8 Lead ND 0.10 1.0

Temporary 
Alternative 

Program and 
Young Adult 

Program

Water 
Dispenser

Water dispenser in NPS 
room 

1/24/2018 EPA-200.8 Lead 0.1 J 0.10 1.0

Temporary 
Alternative 

Program and 
Young Adult 

Program

Fountain
Upper df by psychological 

services rm outside 
1/24/2018 EPA-200.8 Lead 3.6 0.10 1.0
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Temporary 
Alternative 

Program and 
Young Adult 

Program

Tap
Tap in rr across hallway 

from psychological 
services 

1/24/2018 EPA-200.8 Lead 0.1 J 0.10 1.0

Achieve Academy Fountain Df by main office. 1/26/2018 EPA-200.8 Lead 0.2 J 0.10 1.0

Achieve Academy Tap Tap in kitchen 1/26/2018 EPA-200.8 Lead 0.5 J 0.10 1.0

Achieve Academy Fountain
Right df outlet on right df 

unit by TK building
1/26/2018 EPA-200.8 Lead 0.7 J 0.10 1.0

Achieve Academy Fountain
Right df outlet on right df 

across portable 1
1/26/2018 EPA-200.8 Lead ND 0.10 1.0

Achieve Academy Fountain Df by principal room 1/26/2018 EPA-200.8 Lead ND 0.10 1.0

Burbank 
Preschool Center

Tap Sink Tw, inside room 5 1/26/2018 EPA-200.8 Lead 0.2 J 0.10 1.0

Burbank 
Preschool Center

Fountain
Df, Down the hallway next 
to girls restroom front of 

room 4
1/26/2018 EPA-200.8 Lead ND 0.10 1.0

Burbank 
Preschool Center

Fountain Df, inside room C9 1/26/2018 EPA-200.8 Lead ND 0.10 1.0

Burbank 
Preschool Center

Fountain
Df, on the hallway by 

main Office
1/26/2018 EPA-200.8 Lead 0.4 J 0.10 1.0

Infant and 
Preschool 
Program

Fountain
Upper Df, outside next to 

girls restroom
1/26/2018 EPA-200.8 Lead 0.3 J 0.10 1.0
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Infant and 
Preschool 
Program

Fountain Sink Df, inside portable 2 1/26/2018 EPA-200.8 Lead 0.2 J 0.10 1.0

Infant and 
Preschool 
Program

Fountain Sink Df, inside portable 4 1/26/2018 EPA-200.8 Lead 0.3 J 0.10 1.0

Oakland High Fountain
Football field water 

fountain
1/31/2018 EPA-200.8 Lead 0.1 J 0.10 1.0

Oakland High Fountain Water fountain by kitchen 1/31/2018 EPA-200.8 Lead 0.4 J 0.10 1.0

Oakland High Fountain Water fountain by gym 1/31/2018 EPA-200.8 Lead ND 0.10 1.0

Oakland High Fountain
Fountain outside room 

383
1/31/2018 EPA-200.8 Lead 1.0 0.10 1.0

Oakland High Fountain
Building F building by 

restrooms 211
1/31/2018 EPA-200.8 Lead ND 0.10 1.0

Independent 
Study, Sojourner 

Truth
Hydrant HYD 18080 2/1/2018 EPA-200.8 Lead 0.3 J 0.04 5.0

East Bay 
Innovation 
Academy

Fountain
Df by girls rr by main 

entrance to left
2/6/2018 EPA-200.8 Lead 1.3 0.10 1.0

East Bay 
Innovation 
Academy

Fountain Right df by garden 2/6/2018 EPA-200.8 Lead 1.0 0.10 1.0

Conservatory of 
Vocal/Instrument

al Arts High

Water 
Dispenser

Df by A214 2/16/2018 EPA-200.8 Lead 0.6 J 0.10 1.0

Conservatory of 
Vocal/Instrument

al Arts High
Fountain Df by A218 2/16/2018 EPA-200.8 Lead 8.3 0.10 1.0
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Conservatory of 
Vocal/Instrument

al Arts High
Fountain Left df in gym first floor 2/16/2018 EPA-200.8 Lead 1.3 0.10 1.0

Conservatory of 
Vocal/Instrument

al Arts High
Fountain Right df in gym first floor 2/16/2018 EPA-200.8 Lead 22.0 0.10 1.0

Conservatory of 
Vocal/Instrument

al Arts High

Water 
Dispenser

Water dispenser by E122 
in hallway to gym. 

2/16/2018 EPA-200.8 Lead ND 0.10 1.0

Conservatory of 
Vocal/Instrument

al Arts High
Fountain

Df in men’s team room 
F107

2/16/2018 EPA-200.8 Lead 2.4 0.10 1.0

Conservatory of 
Vocal/Instrument

al Arts High
Fountain

Df in men’s locker rm 
F110

2/16/2018 EPA-200.8 Lead 90.0 0.10 1.0

Conservatory of 
Vocal/Instrument

al Arts High
Fountain

Df in women’s locker rm 
by F219 sign. F building 

2nd floor. 
2/16/2018 EPA-200.8 Lead 13.0 0.10 1.0

Conservatory of 
Vocal/Instrument

al Arts High

Water 
Dispenser

Water dispenser in 
library 

2/16/2018 EPA-200.8 Lead 0.5 J 0.10 1.0

Conservatory of 
Vocal/Instrument

al Arts High
Fountain

Water dispenser in library 
office area. 

2/16/2018 EPA-200.8 Lead 0.6 J 0.10 1.0

Conservatory of 
Vocal/Instrument

al Arts High

Water 
Dispenser

Water dispenser by R18 2/16/2018 EPA-200.8 Lead ND 0.10 1.0

Conservatory of 
Vocal/Instrument

al Arts High
Fountain

Upper df by rest rooms by 
storage R120 and 

cafeteria
2/16/2018 EPA-200.8 Lead 0.1 J 0.10 1.0
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Conservatory of 
Vocal/Instrument

al Arts High

Water 
Dispenser

Water dispenser by R115 2/16/2018 EPA-200.8 Lead ND 0.10 1.0

Conservatory of 
Vocal/Instrument

al Arts High
Fountain

Df in P building by 
entrance and around the 

corner from rm P213
2/16/2018 EPA-200.8 Lead 0.3 J 0.10 1.0

Conservatory of 
Vocal/Instrument

al Arts High
Fountain Upper df by rm P307 2/16/2018 EPA-200.8 Lead 0.1 J 0.10 1.0

Conservatory of 
Vocal/Instrument

al Arts High
Fountain

Df in weight room by 
entrance

2/23/2018 EPA-200.8 Lead 8.4 0.10 1.0

Conservatory of 
Vocal/Instrument

al Arts High
Fountain

Right df by child care back 
door. 

2/23/2018 EPA-200.8 Lead 0.4 J 0.10 1.0

Conservatory of 
Vocal/Instrument

al Arts High
Fountain

Df on right at end of table 
in child care by rest room 

windows. 
2/23/2018 EPA-200.8 Lead 1.5 0.10 1.0

Conservatory of 
Vocal/Instrument

al Arts High
Hydrant HYD 5414 2/23/2018 EPA-200.8 Lead 1.2 0.04 5.0

Lodestar: A 
Lighthouse 
Community 

Charter Public

Fountain
Df located in the 

Cafeteria 
3/8/2018 EPA-200.8 Lead 0.8 J 0.10 1.0

Lodestar: A 
Lighthouse 
Community 

Charter Public

Tap
Tap located in Adult 

Restroom next to Kitchen
3/8/2018 EPA-200.8 Lead 6.9 0.10 1.0
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Lodestar: A 
Lighthouse 
Community 

Charter Public

Tap
Tap located upstairs in 

the Mezz Area
3/8/2018 EPA-200.8 Lead 19.0 0.10 1.0

Lodestar: A 
Lighthouse 
Community 

Charter Public

Tap
Right tap located in Boys 
Restroom downstairs by 

the Kitchen 
3/8/2018 EPA-200.8 Lead 2.1 0.10 1.0

Lodestar: A 
Lighthouse 
Community 

Charter Public

Fountain
Df located across from 

Rm 2-A by the Boys 
Restroom

3/8/2018 EPA-200.8 Lead ND 0.10 1.0

Lodestar: A 
Lighthouse 
Community 

Charter Public

Tap
Tap located in Staff 

Lounge in Parish Office on 
Second floor 

3/8/2018 EPA-200.8 Lead 1.0 0.10 1.0

Lighthouse 
Community 

Charter
Fountain

Lower right Df located 
next to Restroom by Copy 

Rm
3/9/2018 EPA-200.8 Lead ND 0.10 1.0

Lighthouse 
Community 

Charter
Fountain

Right faucet on tap 
located in the Creativity 

Lab Rm S122
3/9/2018 EPA-200.8 Lead 0.5 J 0.10 1.0

Lighthouse 
Community 

Charter
Tap

Right faucet on tap 
located in Kindergarten 

Rm S107
3/9/2018 EPA-200.8 Lead 0.4 J 0.10 1.0

Lighthouse 
Community 

Charter
Tap

Right faucet on tap 
located in Kindergarten 

Rm S106
3/9/2018 EPA-200.8 Lead 0.4 J 0.10 1.0

Lighthouse 
Community 

Charter
Tap

Right tap located in Rm 
S141

3/9/2018 EPA-200.8 Lead 1.1 0.10 1.0
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Lighthouse 
Community 

Charter
Tap

Right tap located in Rm 
S111

3/9/2018 EPA-200.8 Lead 0.3 J 0.10 1.0

Lighthouse 
Community 

Charter
Tap

Right Tap located in Rm 
S110

3/9/2018 EPA-200.8 Lead 0.4 J 0.10 1.0

Lighthouse 
Community 

Charter
Tap

Tap located in Teachers 
Lounge/Copy Rm on the 

2nd floor
3/9/2018 EPA-200.8 Lead 0.1 J 0.10 1.0

Lighthouse 
Community 

Charter
Fountain

Left Df located next to Rm 
S222 in the upstairs 

Restroom
3/9/2018 EPA-200.8 Lead 0.4 J 0.10 1.0

Lighthouse 
Community 

Charter
Tap

Right tap located in 
second floor Art Rm S219

3/9/2018 EPA-200.8 Lead 1.1 0.10 1.0

Lighthouse 
Community 

Charter
Tap

Right tap inside Boys 
Restroom on first floor 

next to the Copy Rm
3/9/2018 EPA-200.8 Lead 0.1 J 0.10 1.0

Lighthouse 
Community 

Charter
Tap

Right tap located in the 
Boys upstairs Restroom 

across from the Teachers 
Lounge/Copy Rm

3/9/2018 EPA-200.8 Lead 0.2 J 0.10 1.0

Lighthouse 
Community 

Charter
Tap

Right tap located in the 
Boys Restroom on the 

first floor next to 
Counseling Rm

3/9/2018 EPA-200.8 Lead 0.1 J 0.10 1.0

Lighthouse 
Community 
Charter High

Fountain
Right Df located in 

Multipurpose Rm next to 
Restrooms

3/9/2018 EPA-200.8 Lead ND 0.10 1.0
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Lighthouse 
Community 
Charter High

Tap
Right tap located in 

Kitchen
3/9/2018 EPA-200.8 Lead 0.2 J 0.10 1.0

Lighthouse 
Community 
Charter High

Tap
Right tap located in 

Biology Rm N109
3/9/2018 EPA-200.8 Lead 0.3 J 0.10 1.0

Lighthouse 
Community 
Charter High

Tap
Right tap located in Art 

Studio Rm N140
3/9/2018 EPA-200.8 Lead 0.7 J 0.10 1.0

Lighthouse 
Community 
Charter High

Tap
Tap on the left closest to 
the door in the Chemistry 

Rm N142
3/9/2018 EPA-200.8 Lead 0.7 J 0.10 1.0

Lighthouse 
Community 
Charter High

Tap
Tap located in Teachers 

Lounge/Copy Rm
3/9/2018 EPA-200.8 Lead 0.5 J 0.10 1.0

McClymonds 
High

Tap Sink Tw, in room 111 3/15/2018 EPA-200.8 Lead 2.1 0.10 1.0

McClymonds 
High

Fountain
Df, front of restroom 

along the hallway 
3/15/2018 EPA-200.8 Lead ND 0.10 1.0

McClymonds 
High

Fountain
Df, hallway in front of 

room 101
3/15/2018 EPA-200.8 Lead ND 0.10 1.0

McClymonds 
High

Tap Sink Tw, inside room 128 3/15/2018 EPA-200.8 Lead 4.9 0.10 1.0

McClymonds 
High

Tap
Northern wall center Sink 

Tw, inside room 307
3/15/2018 EPA-200.8 Lead 7.8 0.10 1.0

McClymonds 
High

Tap
Eastern Sink Tw, inside 

room 301
3/15/2018 EPA-200.8 Lead 4.7 0.10 1.0

McClymonds 
High

Tap
Southern sink right hand 

side Tw, in room 303
3/15/2018 EPA-200.8 Lead 9.7 0.10 1.0

McClymonds 
High

Tap
Rm 112 tap on left wall 

from doorway 
3/15/2018 EPA-200.8 Lead 0.9 J 0.10 1.0
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McClymonds 
High

Fountain
Hallway outside cafeteria 

between all student 
bathrooms 

3/15/2018 EPA-200.8 Lead 4.3 0.10 1.0

McClymonds 
High

Tap Rm 306 middle tap 3/15/2018 EPA-200.8 Lead 1.2 0.10 1.0

McClymonds 
High

Tap
Kitchen island near 

cafeteria door 
3/15/2018 EPA-200.8 Lead 0.4 J 0.10 1.0

Head Start 
Central Kitchen

Tap
Left df by window to left 
when you walk in from 

dining rm
3/16/2018 EPA-200.8 Lead 0.6 J 0.10 1.0

Head Start 
Central Kitchen

Tap

Tap in small back rm of 
kitchen. Straight ahead 

when entering from 
dining rm. 

3/16/2018 EPA-200.8 Lead 0.2 J 0.10 1.0

Head Start 
Central Kitchen

Tap
Small tap at end of 
dishwashing line. 

3/16/2018 EPA-200.8 Lead 0.2 J 0.10 1.0

McClymonds 
High

Fountain Df, Gym East entrance 3/16/2018 EPA-200.8 Lead ND J 0.10 1.0

McClymonds 
High

Tap
Sink tw In main Kitchen, 

eastern wall
3/16/2018 EPA-200.8 Lead ND J 0.10 1.0

McClymonds 
High

Tap
Sink Tw in main kitchen, 

southern wall 
3/16/2018 EPA-200.8 Lead ND J 0.10 1.0

McClymonds 
High

Tap
Sink Tw right hand side in 
main kitchen, South/west 

corner 
3/16/2018 EPA-200.8 Lead ND J 0.10 1.0

McClymonds 
High

Tap Teaching tap rm 304 3/16/2018 EPA-200.8 Lead 2.8 0.10 1.0

McClymonds 
High

Fountain
Right DF to right of 

bleachers from football 
field 

3/16/2018 EPA-200.8 Lead 0.3 J 0.10 1.0
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McClymonds 
High

Tap
Tap inside cafe in 2nd 

floor library
3/16/2018 EPA-200.8 Lead 3.0 0.10 1.0

McClymonds 
High

Water 
Dispenser

Brita WD 1st floor 
hallway 

3/16/2018 EPA-200.8 Lead 0.1 J 0.10 1.0

Learning Without 
Limits

Fountain

Left faucet on Df located 
outside next to girls 

restroom near the LWL 
pods

3/20/2018 EPA-200.8 Lead 3.6 0.10 1.0

Learning Without 
Limits

Fountain

Left faucet on outside df 
located to the right of the 
gymnasium by the boys 

bathroom in the LWL 
pods

3/20/2018 EPA-200.8 Lead 0.4 J 0.10 1.0

Learning Without 
Limits

Fountain
Left upper outside df 

located to the right of the 
Kindergarten Rm  150

3/20/2018 EPA-200.8 Lead ND 0.10 1.0

Learning Without 
Limits

Fountain
Upper left Df located to 
the right of the office 

3/20/2018 EPA-200.8 Lead ND 0.10 1.0

Learning Without 
Limits

Fountain
Upper left Df located 

upstairs to the left of Rm 
210

3/20/2018 EPA-200.8 Lead ND 0.10 1.0

Lodestar: A 
Lighthouse 
Community 

Charter Public

Hydrant HYD 10041 3/23/2018 EPA-200.8 Lead 0.0 J 0.04 5.0

ARISE High Tap
Tap in rm 203in teachers 

lounge
4/12/2018 EPA-200.8 Lead 0.4 J 0.10 1.0

ARISE High Fountain Upper df by rm 211 4/12/2018 EPA-200.8 Lead ND 0.10 1.0

ARISE High Fountain
Upper df by rm 201 in 
entrance of school. 

4/12/2018 EPA-200.8 Lead 0.3 J 0.10 1.0
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ARISE High Fountain

Upper df in Suite 201 (the 
senior center) between 
the men’s and women’s 

restroom. 

4/12/2018 EPA-200.8 Lead ND 0.10 1.0

ARISE High Fountain
Upper df by men’s rr and 

gender neutral rr in 
science wing

4/12/2018 EPA-200.8 Lead ND 0.10 1.0

Aspire Monarch 
Academy

Fountain
Upper DF outside on 

parking lot 
4/17/2018 EPA-200.8 Lead 0.5 J 0.10 1.0

Aspire Monarch 
Academy

Fountain DF hallway outside H108 4/17/2018 EPA-200.8 Lead ND 0.10 1.0

Aspire Monarch 
Academy

Fountain
DF hallway across from 

103 
4/17/2018 EPA-200.8 Lead ND 0.10 1.0

Aspire Monarch 
Academy

Fountain
Upstairs hallway DF 

outside 205 
4/17/2018 EPA-200.8 Lead ND 0.10 1.0

Aspire Monarch 
Academy

Tap
Kitchen tap inside 

cafeteria 
4/17/2018 EPA-200.8 Lead ND 0.10 1.0

Lodestar: A 
Lighthouse 
Community 

Charter Public

Tap
Tap located in the Mezz 

by the Stage
4/17/2018 EPA-200.8 Lead 150.0 0.10 1.0

Lodestar: A 
Lighthouse 
Community 

Charter Public

Tap
Left sink in Girls 

Bathroom near Cafeteria
4/17/2018 EPA-200.8 Lead 1.3 0.10 1.0

Lodestar: A 
Lighthouse 
Community 

Charter Public

Tap
Sink located in Boys 

Bathroom on the 2nd 
floor 

4/17/2018 EPA-200.8 Lead 1.5 0.10 1.0
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Lodestar: A 
Lighthouse 
Community 

Charter Public

Tap
Left sink in Girls 

Bathroom on the 2nd 
floor

4/17/2018 EPA-200.8 Lead ND J 0.10 1.0

Lodestar: A 
Lighthouse 
Community 

Charter Public

Tap
Left sink on the 3rd floor 

next to Df 
4/17/2018 EPA-200.8 Lead ND J 0.10 1.0

Lodestar: A 
Lighthouse 
Community 

Charter Public

Tap
Tap on right sink located 
in the Girls Bathroom in 

Cafeteria 
4/18/2018 EPA-200.8 Lead 0.4 J 0.10 1.0

Lodestar: A 
Lighthouse 
Community 

Charter Public

Tap
Tap on left sink located in 

the Boys Bathroom in 
Cafeteria

4/18/2018 EPA-200.8 Lead 1.4 0.10 1.0

Lodestar: A 
Lighthouse 
Community 

Charter Public

Tap
Tap on right sink located 
in the Girls Bathroom on 

2nd floor 
4/18/2018 EPA-200.8 Lead 0.2 J 0.10 1.0

Lodestar: A 
Lighthouse 
Community 

Charter Public

Fountain
Drinking fountain located 
in the 3rd floor hallway to 

the right of the sink 
4/18/2018 EPA-200.8 Lead ND J 0.10 1.0

Lodestar: A 
Lighthouse 
Community 

Charter Public

Tap
Tap located in Adult 

Bathroom in Cafeteria 
4/18/2018 EPA-200.8 Lead 3.7 0.10 1.0

Aspire College 
Academy

Fountain
Outside in yard next to 

kitchen and adult 
restroom

4/19/2018 EPA-200.8 Lead ND 0.10 1.0
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Aspire College 
Academy

Tap Kitchen in hall/cafeteria 4/19/2018 EPA-200.8 Lead 0.5 J 0.10 1.0

Aspire Triumph 
Technology 

Academy
Fountain

Corner of academic 
building in parking 

lot/yard
4/19/2018 EPA-200.8 Lead ND 0.10 1.0

Aspire Triumph 
Technology 

Academy
Tap

Tap in kitchen under the 
soap dispenser

4/19/2018 EPA-200.8 Lead 0.4 J 0.10 1.0

Aspire Triumph 
Technology 

Academy
Fountain Adjacent to room 120 4/19/2018 EPA-200.8 Lead ND 0.10 1.0

Aspire Triumph 
Technology 

Academy
Fountain Adjacent to room 101 4/19/2018 EPA-200.8 Lead 0.1 J 0.10 1.0

Aspire Triumph 
Technology 

Academy
Fountain Adjacent to room 201 4/19/2018 EPA-200.8 Lead ND 0.10 1.0

Aspire Triumph 
Technology 

Academy
Fountain Across from room 211 4/19/2018 EPA-200.8 Lead ND 0.10 1.0

Aspire Golden 
State College 
Preparatory 

Academy

Fountain
Upper Outside drinking 
fountain located by Rm 

103
4/24/2018 EPA-200.8 Lead ND 0.10 1.0

Aspire Golden 
State College 
Preparatory 

Academy

Fountain
Upper Outside Df located 

next to Rm 203
4/24/2018 EPA-200.8 Lead ND 0.10 1.0
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Aspire Golden 
State College 
Preparatory 

Academy

Fountain
Left Outside df located 
outside of Gymnasium 

4/24/2018 EPA-200.8 Lead 0.3 J 0.10 1.0

Aspire Golden 
State College 
Preparatory 

Academy

Fountain
Left Df located inside the 

Gymnasium 
4/24/2018 EPA-200.8 Lead ND 0.10 1.0

Aspire Golden 
State College 
Preparatory 

Academy

Tap
Tap located in Kitchen 

Prep Area
4/24/2018 EPA-200.8 Lead ND 0.10 1.0

Aspire Lionel 
Wilson College 

Preparatory 
Academy

Fountain
Df located in Family 

Room/ Cafeteria Area
4/24/2018 EPA-200.8 Lead 0.1 J 0.10 1.0

Aspire Lionel 
Wilson College 

Preparatory 
Academy

Tap
Tap located in the Kitchen 

prep area
4/24/2018 EPA-200.8 Lead 0.3 J 0.10 1.0

Aspire Lionel 
Wilson College 

Preparatory 
Academy

Fountain
Uppper Right Df located 

next to Rm 125
4/24/2018 EPA-200.8 Lead ND 0.10 1.0

Aspire Lionel 
Wilson College 

Preparatory 
Academy

Fountain
Df located to the right of 

Rm 144
4/24/2018 EPA-200.8 Lead ND 0.10 1.0
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Aspire Lionel 
Wilson College 

Preparatory 
Academy

Fountain
Df located next to Rm 

163 
4/24/2018 EPA-200.8 Lead ND 0.10 1.0

Aspire Berkley 
Maynard 
Academy

Fountain
Left Df, outside parking 

lot area 
4/26/2018 EPA-200.8 Lead 0.4 J 0.10 1.0

Aspire Berkley 
Maynard 
Academy

Fountain
Df, hallway between 

room 119 & 120
4/26/2018 EPA-200.8 Lead 0.2 J 0.10 1.0

Aspire Berkley 
Maynard 
Academy

Fountain Df, hallway by room 123 4/26/2018 EPA-200.8 Lead ND 0.10 1.0

Aspire Berkley 
Maynard 
Academy

Fountain Df, next to room 129 4/26/2018 EPA-200.8 Lead ND 0.10 1.0

Aspire Berkley 
Maynard 
Academy

Fountain
Upper Df, playground 

area 
4/26/2018 EPA-200.8 Lead 1.9 0.10 1.0

Aspire ERES 
Academy

Fountain Df, by playground area 4/26/2018 EPA-200.8 Lead ND 0.10 1.0

Aspire ERES 
Academy

Tap Tw, main kitchen 4/26/2018 EPA-200.8 Lead 0.2 J 0.10 1.0

Aspire ERES 
Academy

Fountain
Df, between women & 

Men restroom 
4/26/2018 EPA-200.8 Lead ND 0.10 1.0

Lodestar: A 
Lighthouse 
Community 

Charter Public

Tap Sink in mez 5/4/2018 EPA-200.8 Lead 13.0 0.10 1.0
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Lodestar: A 
Lighthouse 
Community 

Charter Public

Tap Adult restroom sink 5/4/2018 EPA-200.8 Lead 6.9 0.10 1.0

North Oakland 
Community 

Charter
Tap

Tap in restroom on left in 
main room. 

5/25/2018 EPA-200.8 Lead 0.1 J 0.10 1.0

North Oakland 
Community 

Charter
Tap Tap in staff room 5/25/2018 EPA-200.8 Lead ND 0.10 1.0

North Oakland 
Community 

Charter
Tap Tap in room 1 5/25/2018 EPA-200.8 Lead ND 0.10 1.0

North Oakland 
Community 

Charter
Tap Tap in room 2 5/25/2018 EPA-200.8 Lead 0.4 J 0.10 1.0

North Oakland 
Community 

Charter
Tap Tap in room 4 5/25/2018 EPA-200.8 Lead 0.2 J 0.10 1.0

North Oakland 
Community 

Charter
Fountain

Upper drinking fountain 
between boys and girls 

restroom. 
5/25/2018 EPA-200.8 Lead ND 0.10 1.0

North Oakland 
Community 

Charter
Tap

Left most tap in girls 
restroom across hallway 

from room 6 on map. 
5/25/2018 EPA-200.8 Lead ND 0.10 1.0

North Oakland 
Community 

Charter
Tap

Right most tap in boys 
bathroom on little kid 

play yard side. 
5/25/2018 EPA-200.8 Lead 2.0 0.10 1.0

North Oakland 
Community 

Charter
Tap

Tap in restroom for 
grades 2 and 3 across 

from room 6
5/25/2018 EPA-200.8 Lead ND 0.10 1.0
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North Oakland 
Community 

Charter
Tap

Tap in grades k and 1 
room bathroom. Across 

from room 2
5/25/2018 EPA-200.8 Lead ND 0.10 1.0

North Oakland 
Community 

Charter
Tap Tap in room 7 5/25/2018 EPA-200.8 Lead 0.3 J 0.10 1.0

North Oakland 
Community 

Charter
Tap

Tap in adult restroom 
across from room 8

5/25/2018 EPA-200.8 Lead ND 0.10 1.0

North Oakland 
Community 

Charter
Fountain

Drinking fountain on EDP 
side outside. 

5/25/2018 EPA-200.8 Lead ND 0.10 1.0

North Oakland 
Community 

Charter
Tap Tap in middle of play yard 5/25/2018 EPA-200.8 Lead 1.4 0.10 1.0

Centro Infantil 
CDC

Fountain Room 29 6/6/2018 EPA-200.8 Lead 3.9 0.10 1.0

Centro Infantil 
CDC

Tap
Kitchen sink single next to 

stove
6/6/2018 EPA-200.8 Lead 4.7 0.10 1.0

Centro Infantil 
CDC

Fountain
Drinking fountain in room 

16
6/6/2018 EPA-200.8 Lead 5.2 0.10 1.0

Centro Infantil 
CDC

Fountain
Drinking fountain next to 
staff restroom in room 20

6/6/2018 EPA-200.8 Lead 3.5 0.10 1.0

Centro Infantil 
CDC

Fountain
Outside drinking fountain 

right spigot
6/6/2018 EPA-200.8 Lead 3.5 0.10 1.0

Centro Infantil 
CDC

Tap Hand wash sink left faucet 6/6/2018 EPA-200.8 Lead 2.2 0.10 1.0

Jefferson CDC Tap
Center sink Tw Located in 

main kitchen 
6/8/2018 EPA-200.8 Lead 1.3 0.10 1.0
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Jefferson CDC Fountain
Sink Df Located inside 

building on the Western 
side

6/8/2018 EPA-200.8 Lead 0.7 J 0.10 1.0

Jefferson CDC Fountain
Sink Df Located inside the 

building on the 
North/East side 

6/8/2018 EPA-200.8 Lead 0.9 J 0.10 1.0

Jefferson CDC Fountain
Outside Df Located by the 

playground area 
6/8/2018 EPA-200.8 Lead 1.5 0.10 1.0

Manzanita CDC Tap Sink Tw Located in room 2 6/8/2018 EPA-200.8 Lead 0.5 J 0.10 1.0

Manzanita CDC Fountain
Outside Df Located on the 

left side of room 2 
6/8/2018 EPA-200.8 Lead 0.5 J 0.10 1.0

Manzanita CDC Tap Sink Tw Located in room 4 6/8/2018 EPA-200.8 Lead 0.6 J 0.10 1.0

Manzanita CDC Tap Sink Tw Located in room 3 6/8/2018 EPA-200.8 Lead 1.9 0.10 1.0

Manzanita CDC Fountain
Outside Df Located on the 

right side of room 3
6/8/2018 EPA-200.8 Lead 0.5 J 0.10 1.0

Manzanita CDC Tap
Tw Located in the 

restroom of portable 5
6/8/2018 EPA-200.8 Lead 0.3 J 0.10 1.0

Manzanita CDC Fountain
Df on sink Located in 

portable 5
6/8/2018 EPA-200.8 Lead 0.2 J 0.10 1.0

Manzanita CDC Fountain
Outside DF Located to the 

right of portable 5
6/8/2018 EPA-200.8 Lead ND 0.10 1.0

Manzanita CDC Fountain
Outside DF Located left of 

Room 1
6/8/2018 EPA-200.8 Lead 0.7 J 0.10 1.0

Bella Vista CDC Fountain
Lower Df, Located inside 

building 4 next to boys RR
6/13/2018 EPA-200.8 Lead 0.1 J 0.10 1.0

Bella Vista CDC Tap
Sink Tw Located inside 

room 2 in building 4
6/13/2018 EPA-200.8 Lead 0.4 J 0.10 1.0
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Bella Vista CDC Fountain
Lower Df around the 

corner from building 3
6/13/2018 EPA-200.8 Lead 0.6 J 0.10 1.0

Bella Vista CDC Tap
Sink Tw Located inside 
building 3 N/E corner 

6/13/2018 EPA-200.8 Lead 9.3 0.10 1.0

Bella Vista CDC Fountain
Sink Df Located inside 

building 3 Northern side 
6/13/2018 EPA-200.8 Lead 0.1 J 0.10 1.0

Bella Vista CDC Fountain
Sink Df Located inside 
building 2 S/W corner 

6/13/2018 EPA-200.8 Lead 1.0 J 0.10 1.0

Bella Vista CDC Fountain
S/E Sink Df Located inside 

building 2
6/13/2018 EPA-200.8 Lead 0.7 J 0.10 1.0

Bella Vista CDC Tap
Sink Tw Located inside 

building 1 
6/13/2018 EPA-200.8 Lead 0.1 J 0.10 1.0

Bella Vista CDC Fountain
S/E sink Df Located inside 

building 6
6/13/2018 EPA-200.8 Lead 0.2 J 0.10 1.0

Harriet Tubman 
CDC

Tap
Sink Tw Located inside 

Faculty room S/E corner 
6/13/2018 EPA-200.8 Lead 0.8 J 0.10 1.0

Harriet Tubman 
CDC

Fountain
Sink bubbler right side 
Located next door of 

room 1 southern side 
6/13/2018 EPA-200.8 Lead 1.0 J 0.10 1.0

Harriet Tubman 
CDC

Fountain
Sink bubbler left side 

Located inside room 1 
N/E 

6/13/2018 EPA-200.8 Lead 1.0 0.10 1.0

Harriet Tubman 
CDC

Fountain
Right side Df front of 

playground 
6/13/2018 EPA-200.8 Lead 0.9 J 0.10 1.0

Harriet Tubman 
CDC

Tap
Sink Tw Located inside 

the main kitchen center 
side

6/13/2018 EPA-200.8 Lead 2.5 0.10 1.0

Harriet Tubman 
CDC

Tap
Sink Tw Located inside 

room 3 N/W corner 
6/13/2018 EPA-200.8 Lead 2.8 0.10 1.0

Harriet Tubman 
CDC

Tap
Sink Tw Located inside 

room 4 S/E corner 
6/13/2018 EPA-200.8 Lead 1.9 0.10 1.0
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Harriet Tubman 
CDC

Fountain
Sink bubbler Located 

inside room 4 Northern 
side 

6/13/2018 EPA-200.8 Lead 1.0 J 0.10 1.0

Oakland Unity 
High

Fountain Df between rm 1 and 2 9/5/2018 EPA-200.8 Lead ND 0.11 5.0

Oakland Unity 
High

Fountain Df between rm 3 and 5 9/5/2018 EPA-200.8 Lead 0.4 J 0.11 5.0

Oakland Unity 
High

Water 
Dispenser

Water dispenser in 
cafeteria 

9/5/2018 EPA-200.8 Lead 0.2 J 0.11 5.0

Oakland Unity 
High

Tap
Tap in kitchen with two 

basin sink beneath single 
window facing fence.

9/5/2018 EPA-200.8 Lead 0.3 J 0.11 5.0

Oakland Unity 
High

Tap
Tap in kitchen with white 

enamel sink 
9/5/2018 EPA-200.8 Lead 6.0 0.11 5.0

Oakland Unity 
High

Tap Tap in house kitchen 9/5/2018 EPA-200.8 Lead 0.2 J 0.11 5.0

Oakland Unity 
Middle

Water 
Dispenser

Water dispenser in 
entryway by office 

9/5/2018 EPA-200.8 Lead ND 0.11 5.0

Oakland Unity 
Middle

Fountain
Lower df by rm 10 and 

restrooms. 
9/5/2018 EPA-200.8 Lead ND 0.11 5.0

Oakland Unity 
Middle

Tap
Tap in rm 11. Science 

room
9/5/2018 EPA-200.8 Lead 0.9 J 0.11 5.0

Oakland Unity 
Middle

Tap Tap in teachers lounge 9/5/2018 EPA-200.8 Lead ND 0.11 5.0

Oakland Unity 
Middle

Water 
Dispenser

Water dispenser in 
teachers lounge. 

9/5/2018 EPA-200.8 Lead ND 0.11 5.0

Lazear Charter 
Academy

Fountain
Left df between rm 2 and 

3 
10/10/2018 EPA-200.8 Lead 0.23 J 0.10 1.0

Lazear Charter 
Academy

Fountain Df in sink in rm 2 10/10/2018 EPA-200.8 Lead 0.8 J 0.10 1.0
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Lazear Charter 
Academy

Fountain Df in sink in rm 5 10/10/2018 EPA-200.8 Lead 0.31 J 0.10 1.0

Lazear Charter 
Academy

Fountain Df in sink in rm 6 10/10/2018 EPA-200.8 Lead 0.39 J 0.10 1.0

Lazear Charter 
Academy

Fountain Df in sink in rm 7 10/10/2018 EPA-200.8 Lead 0.2 J 0.10 1.0

Lazear Charter 
Academy

Fountain Df in sink in rm 8 10/10/2018 EPA-200.8 Lead 0.49 J 0.10 1.0

Lazear Charter 
Academy

Fountain Df in sink in rm 9 10/10/2018 EPA-200.8 Lead 0.35 J 0.10 1.0

Lazear Charter 
Academy

Fountain Df in sink in rm 10 10/10/2018 EPA-200.8 Lead 0.23 J 0.10 1.0

Lazear Charter 
Academy

Fountain Df in sink in rm 11 10/10/2018 EPA-200.8 Lead 0.21 J 0.10 1.0

Lazear Charter 
Academy

Fountain Df in sink in rm 12 10/10/2018 EPA-200.8 Lead 0.21 J 0.10 1.0

Lazear Charter 
Academy

Fountain Df in sink in rm 15 10/10/2018 EPA-200.8 Lead 0.43 J 0.10 1.0

Lazear Charter 
Academy

Fountain Df in sink in rm 16 10/10/2018 EPA-200.8 Lead 0.19 J 0.10 1.0

Lazear Charter 
Academy

Fountain Df in sink in rm 17 10/10/2018 EPA-200.8 Lead 0.42 J 0.10 1.0

Lazear Charter 
Academy

Tap Tap in rm 18 10/10/2018 EPA-200.8 Lead 0.16 J 0.10 1.0

Lazear Charter 
Academy

Fountain Df in sink in rm 19 10/10/2018 EPA-200.8 Lead 0.21 J 0.10 1.0

Lazear Charter 
Academy

Tap
Tap in rm 20. Sampled 
using cold tap handle 

closest to wall.
10/10/2018 EPA-200.8 Lead 0.59 J 0.10 1.0

Lazear Charter 
Academy

Fountain Df in sink in rm 21 10/10/2018 EPA-200.8 Lead 0.18 J 0.10 1.0
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Lazear Charter 
Academy

Fountain
Left df to the left of rm 30 

outside. 
10/10/2018 EPA-200.8 Lead 0.41 J 0.10 1.0

Lazear Charter 
Academy

Tap Tap in staff lunch rm 10/10/2018 EPA-200.8 Lead 2.1 0.10 1.0

Lazear Charter 
Academy

Fountain
Df behind rm 21 next to 
girls rr. In front of play 

set.
10/10/2018 EPA-200.8 Lead ND 0.10 1.0

Lazear Charter 
Academy

Fountain
Df behind rm 4 by girls rr 
outside by picnic table. 

10/10/2018 EPA-200.8 Lead ND 0.10 1.0

Cox Academy Fountain
Fountain in classroom 

A112
10/16/2018 EPA-200.8 Lead 1 0.10 1.0

Cox Academy Fountain
Fountain in classroom 

A114
10/16/2018 EPA-200.8 Lead 0.3 J 0.10 1.0

Cox Academy Fountain
Fountain in classroom 

A116
10/16/2018 EPA-200.8 Lead 0.82 J 0.10 1.0

Cox Academy Fountain
Fountain in classroom 

A118
10/16/2018 EPA-200.8 Lead 1.7 0.10 1.0

Cox Academy Fountain
Fountain in classroom 

A120
10/16/2018 EPA-200.8 Lead 2.2 0.10 1.0

Cox Academy Fountain
Fountain in classroom 

A125
10/16/2018 EPA-200.8 Lead ND 0.10 1.0

Cox Academy Fountain
Fountain in classroom 

A123
10/16/2018 EPA-200.8 Lead 0.21 J 0.10 1.0

Cox Academy Fountain
Fountain in classroom 

A121
10/16/2018 EPA-200.8 Lead 0.68 J 0.10 1.0

Cox Academy Fountain
Fountain in classroom 

A191
10/16/2018 EPA-200.8 Lead 2.7 0.10 1.0

Cox Academy Fountain
Higher DF outside building 

B across from Reach 
Academy entrance

10/16/2018 EPA-200.8 Lead ND 0.10 1.0
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Cox Academy Fountain
Higher DF outside building 

A to the North 
10/16/2018 EPA-200.8 Lead ND 0.10 1.0

Cox Academy Tap

Building C kitchen single 
faucet on island closest to 
3 basin sink and West of 
small hand washing sink 

10/16/2018 EPA-200.8 Lead 0.99 J 0.10 1.0

Cox Academy Tap C-103 staff lounge tap 10/16/2018 EPA-200.8 Lead 1.2 0.10 1.0

Cox Academy Fountain
DF at NW corner of 

cafeteria on opposite side 
of rm from stage 

10/16/2018 EPA-200.8 Lead 0.63 J 0.10 1.0

Cox Academy Tap
Building D classroom 2 
tap in back right corner 

10/16/2018 EPA-200.8 Lead 0.15 J 0.10 1.0

Cox Academy Tap
Building D classroom 3 

tap 
10/16/2018 EPA-200.8 Lead 0.34 J 0.10 1.0

Cox Academy Fountain
Building D hallway DF 1st 

floor 
10/16/2018 EPA-200.8 Lead ND 0.10 1.0

Cox Academy Tap
Building D classroom 4 

tap 
10/16/2018 EPA-200.8 Lead 1.3 0.10 1.0

Cox Academy Tap
Building D 2nd floor room 

8 tap 
10/16/2018 EPA-200.8 Lead 0.87 J 0.10 1.0

Cox Academy Tap
Building D 2nd floor room 

9 tap 
10/16/2018 EPA-200.8 Lead 0.52 J 0.10 1.0

Cox Academy Fountain
Building D 2nd floor 

hallway DF
10/16/2018 EPA-200.8 Lead 0.41 J 0.10 1.0

Cox Academy Tap
Building D 2nd floor room 

7 tap 
10/16/2018 EPA-200.8 Lead 2.3 0.10 1.0

Cox Academy Tap
Building D 2nd floor room 

6 tap 
10/16/2018 EPA-200.8 Lead 1.6 0.10 1.0

Cox CDC Fountain
DF on sink in West CDC 

classroom 
10/16/2018 EPA-200.8 Lead 0.1 J 0.10 1.0

60 of 203 5/2/2019



OAKLAND USD
TOTAL SAMPLE RESULTS

Reach Academy Fountain
Fountain in classroom 

B107
10/16/2018 EPA-200.8 Lead 0.21 J 0.10 1.0

Reach Academy Tap Tap in classroom B109 10/16/2018 EPA-200.8 Lead 0.14 J 0.10 1.0

Reach Academy Fountain
Fountain in classroom 

B111
10/16/2018 EPA-200.8 Lead 0.18 J 0.10 1.0

Reach Academy Fountain Building B Rm B106 DF 10/16/2018 EPA-200.8 Lead 2.1 0.10 1.0
Reach Academy Fountain Building B Rm B108 DF 10/16/2018 EPA-200.8 Lead 1.3 0.10 1.0
Reach Academy Tap Building B Rm B110 tap 10/16/2018 EPA-200.8 Lead 1.2 0.10 1.0

Reach Academy Fountain
Building E 1st floor Rm 

E122 DF 
10/16/2018 EPA-200.8 Lead ND 0.10 1.0

Reach Academy Tap
Building E 1st floor Rm 

E126 tap 
10/16/2018 EPA-200.8 Lead 0.12 J 0.10 1.0

Reach Academy Fountain
Fountain in classroom 

E124
10/16/2018 EPA-200.8 Lead ND 0.10 1.0

Reach Academy Tap Tap in staff room E114 10/16/2018 EPA-200.8 Lead ND 0.10 1.0
Reach Academy Tap Tap in classroom E204 10/16/2018 EPA-200.8 Lead ND 0.10 1.0

Reach Academy Fountain
Building E 2nd floor room 

E206
10/16/2018 EPA-200.8 Lead ND 0.10 1.0

Reach Academy Fountain
Fountain in classroom 

E212
10/16/2018 EPA-200.8 Lead ND 0.10 1.0

Reach Academy Fountain
Fountain in classroom 

B103
10/16/2018 EPA-200.8 Lead 0.99 J 0.10 1.0

Reach Academy Fountain
Fountain in classroom 

B105
10/16/2018 EPA-200.8 Lead 1.1 0.10 1.0

Brookfield 
Elementary

Tap Tap located in Staff Room 10/17/2018 EPA-200.8 Lead 0.14 J 0.10 1.0

Brookfield 
Elementary

Tap Tap located in Rm 15 10/17/2018 EPA-200.8 Lead ND 0.10 1.0

Brookfield 
Elementary

Fountain BB located in Rm 16 10/17/2018 EPA-200.8 Lead 0.93 J 0.10 1.0
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Brookfield 
Elementary

Tap Tap located in rm 17 10/17/2018 EPA-200.8 Lead 0.23 J 0.10 1.0

Brookfield 
Elementary

Fountain BB Located in Rm 23 10/17/2018 EPA-200.8 Lead 0.16 J 0.10 1.0

Brookfield 
Elementary

Fountain BB located in Rm 18 10/17/2018 EPA-200.8 Lead 0.4 J 0.10 1.0

Brookfield 
Elementary

Tap Tap located in Rm 24 10/17/2018 EPA-200.8 Lead 1.6 0.10 1.0

Brookfield 
Elementary

Fountain BB located in Rm 25 10/17/2018 EPA-200.8 Lead ND 0.10 1.0

Brookfield 
Elementary

Fountain BB located in Rm 20 10/17/2018 EPA-200.8 Lead 1.7 0.10 1.0

Brookfield 
Elementary

Tap Tap located in Rm 26 10/17/2018 EPA-200.8 Lead ND 0.10 1.0

Brookfield 
Elementary

Fountain BB located in Rm 21 10/17/2018 EPA-200.8 Lead 0.5 J 0.10 1.0

Brookfield 
Elementary

Tap Tap located in Rm 22 10/17/2018 EPA-200.8 Lead 0.19 J 0.10 1.0

Brookfield 
Elementary

Fountain BB located in Rm 6 10/17/2018 EPA-200.8 Lead 13 0.10 1.0

Brookfield 
Elementary

Tap Tap located in Rm 7 10/17/2018 EPA-200.8 Lead 3.7 0.10 1.0

Brookfield 
Elementary

Fountain BB located in Rm 8 10/17/2018 EPA-200.8 Lead 4.3 0.10 1.0

Brookfield 
Elementary

Fountain BB located in Rm 3 10/17/2018 EPA-200.8 Lead 10 0.10 1.0

Brookfield 
Elementary

Fountain Df in sink in rm 6 10/17/2018 EPA-200.8 Lead 0.98 J 0.10 1.0

Brookfield 
Elementary

Fountain Df in sink in rm 13 10/17/2018 EPA-200.8 Lead 1 0.10 1.0
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Brookfield 
Elementary

Fountain Df in sink in rm 12 10/17/2018 EPA-200.8 Lead 2.3 0.10 1.0

Brookfield 
Elementary

Fountain Df in sink in rm 11 10/17/2018 EPA-200.8 Lead 1.3 0.10 1.0

Brookfield 
Elementary

Fountain Df in sink in rm 10 10/17/2018 EPA-200.8 Lead 4 0.10 1.0

Brookfield 
Elementary

Fountain
Df in hallway at end of F 
building behind media 
center and near rm 3

10/17/2018 EPA-200.8 Lead 0.48 J 0.10 1.0

Brookfield 
Elementary

Tap
Tap in media center rm 

adjacent to library 
10/17/2018 EPA-200.8 Lead 11 0.10 1.0

Brookfield 
Elementary

Tap Tap in counseling rm 10/17/2018 EPA-200.8 Lead 6 0.10 1.0

Brookfield 
Elementary

Fountain Df in C building next to rr 10/17/2018 EPA-200.8 Lead 0.47 J 0.10 1.0

Brookfield 
Elementary

Fountain Df in sink in P27 10/17/2018 EPA-200.8 Lead 0.16 J 0.10 1.0

Brookfield 
Elementary

Fountain Df in sink in rm P28 10/17/2018 EPA-200.8 Lead 0.31 J 0.10 1.0

Brookfield 
Elementary

Fountain
Right df on end of F 

building outside 
10/17/2018 EPA-200.8 Lead 0.59 J 0.10 1.0

Brookfield 
Elementary

Fountain
Right df outside at end of 

building D
10/17/2018 EPA-200.8 Lead ND 0.10 1.0

Brookfield 
Elementary

Fountain
DF right side courtyard 

back of building D
10/17/2018 EPA-200.8 Lead 0.43 J 0.10 1.0

Brookfield 
Elementary

Fountain
Left df outside on end of 

B building by boys rr
10/17/2018 EPA-200.8 Lead 0.49 J 0.10 1.0

Brookfield 
Elementary

Fountain Df in sink in rm 3 10/17/2018 EPA-200.8 Lead 3.7 0.10 1.0

Brookfield 
Elementary

Tap Tap in rm 4 10/17/2018 EPA-200.8 Lead 0.94 J 0.10 1.0
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Hintil CDC Fountain
Left DF outside next to 

playground
11/30/2018 EPA-200.8 Lead 2.4 0.10 1.0

Hintil CDC Tap
Tap in pre-school room to 

left of closet-preschool 
door. Tap has pur filter

11/30/2018 EPA-200.8 Lead ND 0.10 1.0

Hintil CDC Fountain
Df in sink in art rm behind 

wall of boys RR. 
11/30/2018 EPA-200.8 Lead 4.9 0.10 1.0

Hintil CDC Fountain
Df in sink in school age 3 

rm
11/30/2018 EPA-200.8 Lead ND 0.10 1.0

Hintil CDC Fountain

Right df outside next to 
courtyard play area 

underneath the partial 
roof cover

11/30/2018 EPA-200.8 Lead 6.7 0.10 1.0

Hintil CDC Tap Tap in kitchen 11/30/2018 EPA-200.8 Lead 1.5 0.10 1.0
Hintil CDC Tap Tap in STE Consultant rm 11/30/2018 EPA-200.8 Lead 0.36 J 0.10 1.0

Hintil CDC Tap
Tap in kindergarten pre-

school rm
11/30/2018 EPA-200.8 Lead ND 0.10 1.0

Lockwood CDC Tap
Tap in kitchen in single 

basin sink
11/30/2018 EPA-200.8 Lead 2.8 0.10 1.0

Lockwood CDC Fountain Df in sink in rm 1A 11/30/2018 EPA-200.8 Lead 0.14 J 0.10 1.0
Lockwood CDC Fountain Df in sink in rm 1B 11/30/2018 EPA-200.8 Lead 0.13 J 0.10 1.0

Lockwood CDC Fountain
Df in school age 
kindergarten rm

11/30/2018 EPA-200.8 Lead 0.3 J 0.10 1.0

Lockwood CDC Fountain
Df in sink on backside of 

kindergarten age rm 
11/30/2018 EPA-200.8 Lead 0.2 J 0.10 1.0

AMPS - Oakland 
Charter High

Hydrant
Hydrant 2509 at Coolidge 

and Logan St, Oakland 
(PZ= G1Aa)

12/4/2018 EPA-200.8 Lead 0.3

Emerson CDC Fountain
DF located outside of 

Kindergarten RM
12/5/2018 EPA-200.8 Lead 1.4 0.10 1.0
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Emerson CDC Fountain
BB located in 

Kindergarten RM
12/5/2018 EPA-200.8 Lead 0.2 J 0.10 1.0

Emerson CDC Fountain BB located in Classroom B 12/5/2018 EPA-200.8 Lead 0.34 J 0.10 1.0

Emerson CDC Fountain BB located in Classroom C 12/5/2018 EPA-200.8 Lead 1.4 0.10 1.0

Emerson CDC Tap Tap located in Kitchen 12/5/2018 EPA-200.8 Lead 2.7 0.10 1.0
Emerson CDC Tap Tap located in Staff Rm 12/5/2018 EPA-200.8 Lead 0.4 J 0.10 1.0

Laurel CDC Fountain BB located in Rm 3 12/5/2018 EPA-200.8 Lead 4 0.10 1.0
Laurel CDC Fountain BB located in RM 2 12/5/2018 EPA-200.8 Lead 2 0.10 1.0
Laurel CDC Fountain BB located in Rm 1 12/5/2018 EPA-200.8 Lead 32 0.10 1.0
Laurel CDC Fountain BB located in Rm 4 12/5/2018 EPA-200.8 Lead 0.39 J 0.10 1.0
Laurel CDC Fountain BB located in Staff Room 12/5/2018 EPA-200.8 Lead 5.2 0.10 1.0

Laurel CDC Tap
Tap located in Double 
Sink located in Kitchen 

12/5/2018 EPA-200.8 Lead 2 0.10 1.0

Laurel CDC Fountain BB located in Rm 5 12/5/2018 EPA-200.8 Lead 0.66 J 0.10 1.0
Highland CDC Tap Kitchen sink right tap. 12/6/2018 EPA-200.8 Lead 1.3 0.10 1.0

Highland CDC Fountain
Room 3 east corner 

fountain connected to 
sink.

12/6/2018 EPA-200.8 Lead 0.34 J 0.10 1.0

Highland CDC Fountain
Room 2 east corner 

fountain attached to sink.
12/6/2018 EPA-200.8 Lead 0.4 J 0.10 1.0

Highland CDC Fountain
Drinking fountain in 

vestibule outside room 2.
12/6/2018 EPA-200.8 Lead 2.1 0.10 1.0

Highland CDC Fountain
Room 1 fountain in north 

corner.
12/6/2018 EPA-200.8 Lead 0.32 J 0.10 1.0

Highland CDC Fountain
Room 4 west side 

fountain attached to sink. 
12/6/2018 EPA-200.8 Lead 1.4 0.10 1.0
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Highland CDC Fountain
Room 5 west side 

fountain attached to sink.
12/6/2018 EPA-200.8 Lead 0.66 J 0.10 1.0

Highland CDC Fountain
Drinking fountain in 

vestibule outside room 5.
12/6/2018 EPA-200.8 Lead 1.5 0.10 1.0

Stonehurst CDC Tap
Workroom lounge room 

11 tap
12/6/2018 EPA-200.8 Lead 0.16 J 0.10 1.0

Stonehurst CDC Tap
Kitchen sink tap 
northwest wall.

12/6/2018 EPA-200.8 Lead 2.8 0.10 1.0

Stonehurst CDC Tap
Classroom 1 southeast 
side tap connected to 

sink.
12/6/2018 EPA-200.8 Lead 0.11 J 0.10 1.0

Stonehurst CDC Tap
Classroom 1 sink tap 

northwest side.
12/6/2018 EPA-200.8 Lead 0.15 J 0.10 1.0

Stonehurst CDC Tap
Classroom 2 sink tap on 

northwest side.
12/6/2018 EPA-200.8 Lead 1.3 0.10 1.0

Stonehurst CDC Fountain
Classroom 2 fountain 

connected to tap 
southeast side.

12/6/2018 EPA-200.8 Lead ND 0.10 1.0

Stonehurst CDC Tap
Classroom 3 sink tap 

northwest side.
12/6/2018 EPA-200.8 Lead ND 0.10 1.0

Stonehurst CDC Fountain
Classroom 3 water 

fountain connected to 
sink southeast side.

12/6/2018 EPA-200.8 Lead ND 0.10 1.0

Stonehurst CDC Fountain
Outdoor drinking fountain 

east of classroom 3, left 
fountain.

12/6/2018 EPA-200.8 Lead ND 0.10 1.0
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AMPS - Oakland 
Charter High

Tap
Second floor resource 

building women’s 
bathroom sink left side

12/12/2018 EPA-200.8 Lead 5.6 0.10 1.0

Arroyo Viejo CDC Tap
Tap in sink in teachers 

lounge.
12/12/2018 EPA-200.8 Lead 0.2 J 0.10 1.0

Arroyo Viejo CDC Fountain
Fountain in sink in 

classroom 1.
12/12/2018 EPA-200.8 Lead 0.22 J 0.10 1.0

Arroyo Viejo CDC Fountain
Fountain in sink in 

classroom 2.
12/12/2018 EPA-200.8 Lead ND 0.10 1.0

Arroyo Viejo CDC Fountain
Fountain in sink in 

classroom 3.
12/12/2018 EPA-200.8 Lead 0.1 J 0.10 1.0

Arroyo Viejo CDC Tap Single sink in kitchen area. 12/12/2018 EPA-200.8 Lead 0.55 J 0.10 1.0

Arroyo Viejo CDC Fountain
Fountain outside of 

classroom 3 (lower of the 
2)

12/12/2018 EPA-200.8 Lead 0.14 J 0.10 1.0

Arroyo Viejo CDC Fountain
Fountain outside of 
classroom 2 (lower 

fixture)
12/12/2018 EPA-200.8 Lead 1 0.10 1.0

United Nation 
CDC

Fountain
Fountain in sink in 
classroom 1 D-120

12/12/2018 EPA-200.8 Lead ND 0.10 1.0

United Nation 
CDC

Fountain
Fountain in sink in 
Classroom 2 D-124

12/12/2018 EPA-200.8 Lead ND 0.10 1.0

United Nation 
CDC

Fountain
Fountain in sink in 
classroom 6, D-144

12/12/2018 EPA-200.8 Lead ND 0.10 1.0

United Nation 
CDC

Fountain
Fountain in sink in 

Classroom 5, D-140
12/12/2018 EPA-200.8 Lead ND 0.10 1.0

United Nation 
CDC

Fountain
Fountain in sink in 
classroom 7, D-150

12/12/2018 EPA-200.8 Lead ND 0.10 1.0
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United Nation 
CDC

Fountain

Drinking fountains across 
from outdoor play area. 

Sampled lowest fixture on 
right

12/12/2018 EPA-200.8 Lead ND 0.10 1.0

United Nation 
CDC

Tap
Sink in teachers lounge, 

Room D-109
12/12/2018 EPA-200.8 Lead ND 0.10 1.0

United Nation 
CDC

Fountain
Fountain in sink in 
classroom 3, D-130

12/12/2018 EPA-200.8 Lead ND 0.10 1.0

United Nation 
CDC

Fountain
Fountain in sink in 
classroom 4, D-134

12/12/2018 EPA-200.8 Lead ND 0.10 1.0

Civicorps 
Corpsmember 

Academy
Tap 1st floor kitchen sink 12/13/2018 EPA-200.8 Lead ND 0.10 1.0

Civicorps 
Corpsmember 

Academy

Water 
Dispenser

1st floor kitchen WD 12/13/2018 EPA-200.8 Lead ND 0.10 1.0

Civicorps 
Corpsmember 

Academy
Tap 2nd floor kitchen sink 12/13/2018 EPA-200.8 Lead 0.49 J 0.10 1.0

Civicorps 
Corpsmember 

Academy
Tap

1st floor men’s RR near 
entrance left sink 

12/13/2018 EPA-200.8 Lead 0.35 J 0.10 1.0

Laurel CDC Hydrant

Hydrant 634 at California 
and Brown, Oakland (PZ= 
B2A). Follow up to DDW 

sample ID# 0110005-EBA-
C. 

12/16/2018 EPA-200.8 Lead 0.6 0.04

Epic Charter 
Middle

Tap
Sink in conference room 

off front office 
12/18/2018 EPA-200.8 Lead ND 0.10 1.0
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Epic Charter 
Middle

Fountain
Lower DF in Meta rm to 
left when entering from 

office 
12/18/2018 EPA-200.8 Lead ND 0.10 1.0

Epic Charter 
Middle

Fountain
Upper DF in Paragon rm 

outside classroom 8 
12/18/2018 EPA-200.8 Lead ND 0.10 1.0

Epic Charter 
Middle

Water 
Dispenser

WD on upper fountain in 
hallway outside rm 12 

12/18/2018 EPA-200.8 Lead ND 0.10 1.0

Epic Charter 
Middle

Fountain
Upper exterior DF outside 

office on SW side of 
building

12/18/2018 EPA-200.8 Lead ND 0.10 1.0

Latitude High Tap
Kitchen sink to right of 

refrigerators in main rm 
12/18/2018 EPA-200.8 Lead ND 0.10 1.0

Latitude High
Water 

Dispenser
WD on left refrigerator in 

main rm 
12/18/2018 EPA-200.8 Lead ND 0.10 1.0

Latitude High
Water 

Dispenser

Exterior WD in courtyard 
between Epic and 

Lattitude 
12/18/2018 EPA-200.8 Lead ND 0.10 1.0

East Bay 
Innovation 

Academy - Upper 
School

Tap
Sink with garbage disposal 
in lounge cold water tap

12/19/2018 EPA-200.8 Lead 0.72 J 0.10 1.0

East Bay 
Innovation 

Academy - Upper 
School

Fountain
Student water fountain 

near main entrance 
12/19/2018 EPA-200.8 Lead 0.79 J 0.10 1.0

East Bay 
Innovation 

Academy - Upper 
School

Fountain Fountain in cafeteria 12/19/2018 EPA-200.8 Lead 2.5 0.10 1.0
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Oakland School 
for the Arts

Tap
Kitchen tap, middle tap 

cold water used for 
sampling

12/19/2018 EPA-200.8 Lead 1.6 0.10 1.0

Oakland School 
for the Arts

Fountain

Drinking fountain next to 
18th st entrance by 
elevator, left hand 
fountain used for 

sampling

12/19/2018 EPA-200.8 Lead 0.14 J 0.10 1.0

Oakland School 
for the Arts

Tap

Tap in faculty lounge, 2nd 
floor, right hand (cold 

water) tap used for 
sampling

12/19/2018 EPA-200.8 Lead 0.3 J 0.10 1.0

Oakland School 
for the Arts

Fountain

Drinking fountain on 2nd 
floor across from room 

216, left (upper) fountain 
used for sampling

12/19/2018 EPA-200.8 Lead 0.25 J 0.10 1.0

Oakland School 
for the Arts

Fountain
Df 3rd floor across from 
room 315, right Df used 

for sampling
12/19/2018 EPA-200.8 Lead 0.22 J 0.10 1.0

Oakland School 
for the Arts

Fountain
Df in Newberry building 
upper (left) Df used for 

sampling
12/19/2018 EPA-200.8 Lead 0.11 J 0.10 1.0

Oakland School 
for the Arts

Tap
Sweets ballroom bar sink, 

cold water (right) tap 
sampled

12/19/2018 EPA-200.8 Lead ND 0.10 1.0

Vincent Academy Fountain
DF outdoors near main 

entrance, sampled lower 
right DF

12/20/2018 EPA-200.8 Lead ND 0.10 1.0
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Vincent Academy Fountain
DF outside between 

restrooms; sampled lower 
right DF

12/20/2018 EPA-200.8 Lead ND 0.10 1.0

Vincent Academy Tap
Sink in boys restroom, 
sampled closest one to 

door (far right in picture) 
12/20/2018 EPA-200.8 Lead ND 0.10 1.0

Vincent Academy Tap
Sink in girls bathroom, 
sampled one closest to 

entrance
12/20/2018 EPA-200.8 Lead ND 0.10 1.0

Vincent Academy Tap Sink in kitchen 12/20/2018 EPA-200.8 Lead ND 0.10 1.0

Laurel CDC Fountain BB located in Rm 1 1/11/2019 EPA-200.8 Lead 0.74 J 0.10 1.0
Yuk Yau CDC Tap Tap in sink in staff room. 1/11/2019 EPA-200.8 Lead 0.16 J 0.10 1.0

Yuk Yau CDC Fountain
DF in main area of room 

1.
1/11/2019 EPA-200.8 Lead 0.21 J 0.10 1.0

Yuk Yau CDC Fountain DF in room 2 near door. 1/11/2019 EPA-200.8 Lead 0.13 J 0.10 1.0
Yuk Yau CDC Fountain Right DF outside room 1. 1/11/2019 EPA-200.8 Lead 3 0.10 1.0

Yuk Yau CDC Tap
Tap in sink of small 

kitchen area in room 3.
1/11/2019 EPA-200.8 Lead 0.68 J 0.10 1.0

Yuk Yau CDC Tap
Tap in single sink in 

kitchen area.
1/11/2019 EPA-200.8 Lead 5.2 0.10 1.0

Howard CDC Tap CDC Rm 1 tap 1/16/2019 EPA-200.8 Lead 0.76 J 0.10 1.0

Howard 
Elementary

Tap
Kitchen single basin food 

prep sink on middle island 
1/16/2019 EPA-200.8 Lead 6.3 0.10 1.0

Howard 
Elementary

Tap
Tap in staff dining rm off 

of kitchen 
1/16/2019 EPA-200.8 Lead 3.5 0.10 1.0

Howard 
Elementary

Fountain
DF in sink in computer rm 
across from main office 

1/16/2019 EPA-200.8 Lead 7.8 0.10 1.0
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Howard 
Elementary

Fountain DF in sink rm 6 1/16/2019 EPA-200.8 Lead 2 0.10 1.0

Howard 
Elementary

Fountain DF in sink rm 5 1/16/2019 EPA-200.8 Lead 10 0.10 1.0

Howard 
Elementary

Fountain
DF in sink rm 4 in main 

office building
1/16/2019 EPA-200.8 Lead 1.9 0.10 1.0

Howard 
Elementary

Fountain DF in sink rm 3 1/16/2019 EPA-200.8 Lead 4.3 0.10 1.0

Howard 
Elementary

Fountain
DF in sink in kindergarten 

rm 
1/16/2019 EPA-200.8 Lead 8.3 0.10 1.0

Howard 
Elementary

Fountain DF in sink rm 2 1/16/2019 EPA-200.8 Lead 2.8 0.10 1.0

Howard 
Elementary

Fountain DF in sink Rm 17 1/16/2019 EPA-200.8 Lead 5.2 0.10 1.0

Howard 
Elementary

Fountain DF in sink Rm 16 1/16/2019 EPA-200.8 Lead 4.7 0.10 1.0

Howard 
Elementary

Fountain DF in sink Rm 15 1/16/2019 EPA-200.8 Lead 2.1 0.10 1.0

Howard 
Elementary

Fountain DF in sink Rm 14 1/16/2019 EPA-200.8 Lead 12 0.10 1.0

Howard 
Elementary

Fountain DF in sink Rm 13 1/16/2019 EPA-200.8 Lead 11 0.10 1.0

Howard 
Elementary

Fountain DF in sink Rm 12 1/16/2019 EPA-200.8 Lead 8.4 0.10 1.0

Howard 
Elementary

Fountain DF in sink Rm 11 1/16/2019 EPA-200.8 Lead 2.9 0.10 1.0

Howard 
Elementary

Fountain DF in sink Rm 10 1/16/2019 EPA-200.8 Lead 2.8 0.10 1.0

Howard 
Elementary

Fountain DF in Rm 9 1/16/2019 EPA-200.8 Lead 36 0.10 1.0
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Howard 
Elementary

Fountain DF in sink Portable 5 1/16/2019 EPA-200.8 Lead 0.59 J 0.10 1.0

Howard 
Elementary

Fountain DF in sink Portable 3 1/16/2019 EPA-200.8 Lead 0.78 J 0.10 1.0

Howard 
Elementary

Fountain DF in sink Portable 2 1/16/2019 EPA-200.8 Lead 0.84 J 0.10 1.0

Allendale State 
Pre K

Fountain Df in rm 1 1/17/2019 EPA-200.8 Lead ND 0.10 1.0

Allendale State 
Pre K

Tap Tap in rm 1 1/17/2019 EPA-200.8 Lead 0.12 J 0.10 1.0

Allendale State 
Pre K

Fountain Df in sink in portable J 1/17/2019 EPA-200.8 Lead 1.3 0.10 1.0

Allendale 
Elementary

Fountain Df in sink in rm 2 1/17/2019 EPA-200.8 Lead 6.7 0.10 1.0

Allendale 
Elementary

Fountain Df in rm 3 sink 1/17/2019 EPA-200.8 Lead 0.26 J 0.10 1.0

Allendale 
Elementary

Fountain Df in rm 4 sink 1/17/2019 EPA-200.8 Lead 0.13 J 0.10 1.0

Allendale 
Elementary

Fountain Df in rm 5 sink 1/17/2019 EPA-200.8 Lead 2.5 0.10 1.0

Allendale 
Elementary

Tap Tap in rm 6 1/17/2019 EPA-200.8 Lead 2.7 0.10 1.0

Allendale 
Elementary

Fountain Df in rm 7 sink 1/17/2019 EPA-200.8 Lead 0.16 J 0.10 1.0

Allendale 
Elementary

Tap
Tap in kitchen on center 

island
1/17/2019 EPA-200.8 Lead 0.15 J 0.10 1.0

Allendale 
Elementary

Fountain
Df in MPR by kitchen 

entrance
1/17/2019 EPA-200.8 Lead ND 0.10 1.0

Allendale 
Elementary

Fountain
Df by entrance to office in 

entryway 
1/17/2019 EPA-200.8 Lead ND 0.10 1.0

73 of 203 5/2/2019



OAKLAND USD
TOTAL SAMPLE RESULTS

Allendale 
Elementary

Fountain
Df in rm 20 sink in new 

bldg 1st floor
1/17/2019 EPA-200.8 Lead ND 0.10 1.0

Allendale 
Elementary

Fountain
Df in rm 24 sink in new 

bldg 2nd floor 
1/17/2019 EPA-200.8 Lead ND 0.10 1.0

Allendale 
Elementary

Fountain Df in rm 15 sink 1/17/2019 EPA-200.8 Lead 0.25 J 0.10 1.0

Allendale 
Elementary

Fountain Df in sink in rm 10 1/17/2019 EPA-200.8 Lead ND 0.10 1.0

Allendale 
Elementary

Fountain Df in sink in rm 11 1/17/2019 EPA-200.8 Lead 0.16 J 0.10 1.0

Allendale 
Elementary

Fountain Df in sink in rm 8 1/17/2019 EPA-200.8 Lead 0.24 J 0.10 1.0

Fruitvale 
Elementary

Fountain Df in sink in portable D 1/18/2019 EPA-200.8 Lead 0.23 J 0.10 1.0

Fruitvale 
Elementary

Fountain Df in sink in portable A 1/18/2019 EPA-200.8 Lead 1.2 0.10 1.0

Fruitvale 
Elementary

Fountain Df in sink in portable C 1/18/2019 EPA-200.8 Lead 0.18 J 0.10 1.0

Fruitvale 
Elementary

Tap
Tap in center of room in 
kitchen basement floor

1/18/2019 EPA-200.8 Lead 50 0.10 1.0

Fruitvale 
Elementary

Fountain
Df in cafeteria basement 

floor 
1/18/2019 EPA-200.8 Lead 0.11 J 0.10 1.0

Fruitvale 
Elementary

Tap
Tap in teachers lounge 1st 

floor
1/18/2019 EPA-200.8 Lead 0.44 J 0.10 1.0

Fruitvale 
Elementary

Fountain
Df in sink in rm 19 2nd 

floor
1/18/2019 EPA-200.8 Lead 2.1 0.10 1.0

Fruitvale 
Elementary

Fountain
Df in sink in rm 17 2nd 

floor
1/18/2019 EPA-200.8 Lead 0.19 J 0.10 1.0

Fruitvale 
Elementary

Tap
Tap in sink in rm 16 2nd 

floor
1/18/2019 EPA-200.8 Lead 1.6 0.10 1.0
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Fruitvale 
Elementary

Fountain
Df in sink in rm 15 2nd 

floor
1/18/2019 EPA-200.8 Lead 0.36 J 0.10 1.0

Fruitvale 
Elementary

Fountain
Df in sink in rm 22 2nd 

floor
1/18/2019 EPA-200.8 Lead 0.53 J 0.10 1.0

Fruitvale 
Elementary

Fountain
Df in sink in rm 10 1st 

floor
1/18/2019 EPA-200.8 Lead 0.21 J 0.10 1.0

Fruitvale 
Elementary

Fountain
Df in sink in rm 13 1st 

floor
1/18/2019 EPA-200.8 Lead 0.71 J 0.10 1.0

Fruitvale 
Elementary

Tap
Tap in storage rm off of 

main office 1st floor
1/18/2019 EPA-200.8 Lead 0.32 J 0.10 1.0

Fruitvale CDC Fountain
Df in sink in CDC portable 

on same level as 
basement floor

1/18/2019 EPA-200.8 Lead ND 0.10 1.0

Fruitvale CDC Fountain
Df in sink in portable M 
downstairs across from 

CDC portable
1/18/2019 EPA-200.8 Lead 5 0.10 1.0

CUES Tap
Tap in rm 8 of kinder 

building 
1/23/2019 EPA-200.8 Lead ND 0.10 1.0

ROOTS 
International 

Academy
Fountain

DF in M building 1st floor 
hallway outside library 

1/23/2019 EPA-200.8 Lead 0.52 J 0.10 1.0

ROOTS 
International 

Academy
Tap

2 basin food prep sink in 
main kitchen off of 

cafeteria 
1/23/2019 EPA-200.8 Lead ND 0.10 1.0

ROOTS 
International 

Academy

Water 
Dispenser

Brita WD on wall in 
cafeteria near closet D 

1/23/2019 EPA-200.8 Lead ND 0.10 1.0

ROOTS 
International 

Academy
Fountain

Lower DF by cafeteria 
restrooms

1/23/2019 EPA-200.8 Lead ND 0.10 1.0
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ROOTS 
International 

Academy
Fountain

Lower DF 2nd floor of D 
building between BRs 

across from D20 
1/23/2019 EPA-200.8 Lead ND 0.10 1.0

Coliseum College 
Prep Academy

Fountain
Lower DF 1st floor 
building A outside 

bathrooms 
1/23/2019 EPA-200.8 Lead 1.7 0.10 1.0

Coliseum College 
Prep Academy

Tap
Tap building B college 

research center rm 
1/23/2019 EPA-200.8 Lead 0.29 J 0.10 1.0

Coliseum College 
Prep Academy

Fountain
Upper DF outside health 

center 
1/23/2019 EPA-200.8 Lead ND 0.10 1.0

Coliseum College 
Prep Academy

Water 
Dispenser

WD in health center 
hallway cold 

1/23/2019 EPA-200.8 Lead ND 0.10 1.0

Coliseum College 
Prep Academy

Fountain
Lower DF lobby outside 

girls locker room 
1/23/2019 EPA-200.8 Lead 0.24 J 0.10 1.0

Coliseum College 
Prep Academy

Fountain DF in girls locker rm 1/23/2019 EPA-200.8 Lead 1.1 0.10 1.0

Coliseum College 
Prep Academy

Fountain
Building M hallway DF 

across from stairs 
adjacent to auditorium 

1/23/2019 EPA-200.8 Lead 1.1 0.10 1.0

Coliseum College 
Prep Academy

Water 
Dispenser

Left WD outside gym 
across from cafeteria 

1/23/2019 EPA-200.8 Lead ND 0.10 1.0

Garfield 
Elementary 

OUSD
Tap

Right tap on 3 basin 
kitchen sink 

1/24/2019 EPA-200.8 Lead 0.51 J 0.10 1.0
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Garfield 
Elementary 

OUSD
Tap

Small hand washing sink 
in kitchen left of storage 

rm 275 
1/24/2019 EPA-200.8 Lead 0.32 J 0.10 1.0

Garfield 
Elementary 

OUSD
Fountain

Upper DF in hallway 
outside MPR between BRs 

outside music rm 
1/24/2019 EPA-200.8 Lead 1.6 0.10 1.0

Garfield 
Elementary 

OUSD
Fountain DF in sink on stage 1/24/2019 EPA-200.8 Lead 4.8 0.10 1.0

Garfield 
Elementary 

OUSD
Fountain

Lower DF outside 
auditorium building 

behind stage
1/24/2019 EPA-200.8 Lead 1 0.10 1.0

Garfield 
Elementary 

OUSD
Fountain Portable 32 DF in sink 1/24/2019 EPA-200.8 Lead 0.91 J 0.10 1.0

Garfield 
Elementary 

OUSD
Fountain DF in sink rm 133 1/24/2019 EPA-200.8 Lead 0.71 J 0.10 1.0

Garfield 
Elementary 

OUSD
Fountain DF in sink rm 113 1/24/2019 EPA-200.8 Lead 0.4 J 0.10 1.0

Garfield 
Elementary 

OUSD
Tap

Tap in rm 113 between 
BRs 

1/24/2019 EPA-200.8 Lead 4 0.10 1.0

Garfield 
Elementary 

OUSD
Fountain DF in sink rm 137 1/24/2019 EPA-200.8 Lead 0.15 J 0.10 1.0

Garfield 
Elementary 

OUSD
Tap Tap in rm 137 1/24/2019 EPA-200.8 Lead 6.5 0.10 1.0
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Garfield 
Elementary 

OUSD
Fountain DF in sink rm 123 1/24/2019 EPA-200.8 Lead 0.62 J 0.10 1.0

Garfield 
Elementary 

OUSD
Fountain DF in sink rm 122 1/24/2019 EPA-200.8 Lead 1.3 0.10 1.0

Garfield 
Elementary 

OUSD
Fountain DF in sink rm 121 1/24/2019 EPA-200.8 Lead 0.14 J 0.10 1.0

Garfield 
Elementary 

OUSD
Fountain DF in sink rm 120 1/24/2019 EPA-200.8 Lead 0.11 J 0.10 1.0

Garfield 
Elementary 

OUSD
Fountain DF in sink Rm 119 1/24/2019 EPA-200.8 Lead 4.6 0.10 1.0

Garfield 
Elementary 

OUSD
Fountain DF in sink rm 118 1/24/2019 EPA-200.8 Lead 2.8 0.10 1.0

Garfield 
Elementary 

OUSD
Fountain

Lower DF outside above 
kinder playground 

1/24/2019 EPA-200.8 Lead 0.11 J 0.10 1.0

Garfield 
Elementary 

OUSD
Tap Kitchen tap in front office 1/24/2019 EPA-200.8 Lead 1.5 0.10 1.0

Garfield 
Elementary 

OUSD
Tap Tap in nurse’s rm 1/24/2019 EPA-200.8 Lead 2.6 0.10 1.0

Garfield 
Elementary 

OUSD
Fountain Rm 254 DF in sink 1/24/2019 EPA-200.8 Lead 0.87 J 0.10 1.0
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Garfield 
Elementary 

OUSD
Fountain DF in sink rm 255 1/24/2019 EPA-200.8 Lead 0.13 J 0.10 1.0

Garfield 
Elementary 

OUSD
Fountain DF in sink rm 256 1/24/2019 EPA-200.8 Lead 0.6 J 0.10 1.0

Garfield 
Elementary 

OUSD
Fountain DF in sink rm 257 1/24/2019 EPA-200.8 Lead 0.21 J 0.10 1.0

Garfield 
Elementary 

OUSD
Fountain DF in sink rm 268 1/24/2019 EPA-200.8 Lead 0.3 J 0.10 1.0

Garfield 
Elementary 

OUSD
Fountain DF in sink rm 267 1/24/2019 EPA-200.8 Lead 0.11 J 0.10 1.0

Garfield 
Elementary 

OUSD
Fountain DF in sink rm 266 1/24/2019 EPA-200.8 Lead ND 0.10 1.0

Garfield 
Elementary 

OUSD
Fountain DF in sink Rm 269 1/24/2019 EPA-200.8 Lead 0.35 J 0.10 1.0

Garfield 
Elementary 

OUSD
Fountain DF in sink rm 270 1/24/2019 EPA-200.8 Lead 0.38 J 0.10 1.0

Garfield 
Elementary 

OUSD
Fountain DF in sink rm 233 1/24/2019 EPA-200.8 Lead 4.7 0.10 1.0

Garfield CDC Fountain DF in sink Portable 31 1/24/2019 EPA-200.8 Lead 0.33 J 0.10 1.0

Acorn Woodland 
State Pre K 

Fountain
Lower df in multipurpose 

studio rm E11
1/24/2019 EPA-200.8 Lead ND 0.10 1.0
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Acorn Woodland 
State Pre K 

Fountain Df in low sink in rm E12 1/24/2019 EPA-200.8 Lead ND 0.10 1.0

Acorn Woodland 
State Pre K 

Fountain Df in lower sink in rm E13 1/24/2019 EPA-200.8 Lead ND 0.10 1.0

Acorn Woodland 
State Pre K 

Fountain
DF in lower sink in pre k 

rm in Building D
1/24/2019 EPA-200.8 Lead ND 0.10 1.0

ACORN 
Woodland 
Elementary

Fountain
Df in rm B11 teachers 

lounge
1/24/2019 EPA-200.8 Lead ND 0.10 1.0

ACORN 
Woodland 
Elementary

Fountain Df in rm B13 1/24/2019 EPA-200.8 Lead 0.12 J 0.10 1.0

ACORN 
Woodland 
Elementary

Fountain Df in sink in rm B15 1/24/2019 EPA-200.8 Lead 0.13 J 0.10 1.0

ACORN 
Woodland 
Elementary

Fountain Df in sink in rm 18 1/24/2019 EPA-200.8 Lead ND 0.10 1.0

ACORN 
Woodland 
Elementary

Fountain Df in sink in rm B26 1/24/2019 EPA-200.8 Lead ND 0.10 1.0

ACORN 
Woodland 
Elementary

Fountain Df in sink in rm B22 1/24/2019 EPA-200.8 Lead ND 0.10 1.0

ACORN 
Woodland 
Elementary

Fountain Df in sink in rm 23B 1/24/2019 EPA-200.8 Lead ND 0.10 1.0
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ACORN 
Woodland 
Elementary

Tap Tap in rm A120 1/24/2019 EPA-200.8 Lead 0.28 J 0.10 1.0

ACORN 
Woodland 
Elementary

Fountain
Lower DF on right pair of 

DFs in MPR. 
1/24/2019 EPA-200.8 Lead ND 0.10 1.0

EnCompass 
Academy 

Elementary
Fountain Df in lower sink in rm C18 1/24/2019 EPA-200.8 Lead ND 0.10 1.0

EnCompass 
Academy 

Elementary
Fountain Df in sink in rm C16 1/24/2019 EPA-200.8 Lead ND 0.10 1.0

EnCompass 
Academy 

Elementary
Fountain Df in sink in rm C27 1/24/2019 EPA-200.8 Lead ND 0.10 1.0

EnCompass 
Academy 

Elementary
Fountain Df in sink in rm C25 1/24/2019 EPA-200.8 Lead ND 0.10 1.0

International CDC Fountain
DF in hallway behind front 

desk, between storage 
and staff bathroom

1/25/2019 EPA-200.8 Lead 0.74 J 0.10 1.0

International CDC Tap
Tap in sink in teachers 

lounge
1/25/2019 EPA-200.8 Lead 0.19 J 0.10 1.0

International CDC Tap
Tap in sink in large room 

outside of kitchen
1/25/2019 EPA-200.8 Lead 0.72 J 0.10 1.0

International CDC Tap
Tap in middle sink in 

kitchen.
1/25/2019 EPA-200.8 Lead 0.17 J 0.10 1.0

International CDC Fountain DF in sink in room A111 1/25/2019 EPA-200.8 Lead ND 0.10 1.0
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International CDC Fountain DF in sink in room A115 1/25/2019 EPA-200.8 Lead ND 0.10 1.0

International CDC Fountain DF in sink in room A116. 1/25/2019 EPA-200.8 Lead ND 0.10 1.0

International 
Community

Fountain DF in sink in room C224 1/25/2019 EPA-200.8 Lead ND 0.10 1.0

International 
Community

Fountain DF in sink in room C223 1/25/2019 EPA-200.8 Lead 0.2 J 0.10 1.0

International 
Community

Fountain
DF in hallway between 

C223 and C221
1/25/2019 EPA-200.8 Lead 0.13 J 0.10 1.0

International 
Community

Fountain DF in sink in room C219 1/25/2019 EPA-200.8 Lead 0.19 J 0.10 1.0

International 
Community

Fountain
DF in hallway in between 

C219 and C217
1/25/2019 EPA-200.8 Lead 0.28 J 0.10 1.0

International 
Community

Fountain DF in sink in room C217 1/25/2019 EPA-200.8 Lead ND 0.10 1.0

International 
Community

Fountain DF in sink in room C218 1/25/2019 EPA-200.8 Lead ND 0.10 1.0

International 
Community

Tap
Step over tap sample 

from sink in room C221
1/25/2019 EPA-200.8 Lead 0.18 J 0.10 1.0

International 
Community

Fountain DF in library 1/25/2019 EPA-200.8 Lead ND 0.10 1.0

International 
Community

Tap Tap sink in principal office 1/25/2019 EPA-200.8 Lead 0.12 J 0.10 1.0

International 
Community

Fountain DF in classroom 119 1/25/2019 EPA-200.8 Lead ND 0.10 1.0

International 
Community

Fountain DF in classroom 120 1/25/2019 EPA-200.8 Lead 0.11 J 0.10 1.0

International 
Community

Fountain DF in classroom 122 1/25/2019 EPA-200.8 Lead ND 0.10 1.0
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International 
Community

Fountain DF in classroom 124 1/25/2019 EPA-200.8 Lead 0.27 J 0.10 1.0

International 
Community

Fountain
DF in hallway between 
Classroom 117 & 119

1/25/2019 EPA-200.8 Lead ND 0.10 1.0

International 
Community

Fountain
DF between classroom 

122 & 124
1/25/2019 EPA-200.8 Lead ND 0.10 1.0

International 
Community

Fountain Lower DF in Hallway Gym 1/25/2019 EPA-200.8 Lead ND 0.10 1.0

International 
Community

Fountain DF in classroom E106 1/25/2019 EPA-200.8 Lead ND 0.10 1.0

International 
Community

Tap
Tap Sink in classroom 

E107
1/25/2019 EPA-200.8 Lead ND 0.10 1.0

International 
Community

Fountain
Outside Left DF in Building 

E 
1/25/2019 EPA-200.8 Lead ND 0.10 1.0

International CDC Fountain
Outside DF in 

International CDC
1/25/2019 EPA-200.8 Lead 0.3 J 0.10 1.0

Garfield 
Elementary 

OUSD
Tap Faucet in classroom 210 1/25/2019 EPA-200.8 Lead 1.7 0.10 1.0

Garfield 
Elementary 

OUSD
Fountain

Drinking fountain in 
classroom 211

1/25/2019 EPA-200.8 Lead 0.28 J 0.10 1.0

Garfield 
Elementary 

OUSD
Fountain

Drinking fountain in 
classroom 212

1/25/2019 EPA-200.8 Lead ND 0.10 1.0

Garfield 
Elementary 

OUSD
Fountain

Drinking fountain in 
classroom 213

1/25/2019 EPA-200.8 Lead 0.26 J 0.10 1.0

Garfield 
Elementary 

OUSD
Fountain

Drinking fountain in 
classroom 218

1/25/2019 EPA-200.8 Lead 5.6 0.10 1.0
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Garfield 
Elementary 

OUSD
Fountain

Drinking fountain in 
classroom 219

1/25/2019 EPA-200.8 Lead 1.2 0.10 1.0

Garfield 
Elementary 

OUSD
Fountain

Drinking fountain in 
classroom 220

1/25/2019 EPA-200.8 Lead 1.4 0.10 1.0

Garfield 
Elementary 

OUSD
Fountain

Drinking fountain in 
classroom 221

1/25/2019 EPA-200.8 Lead 4.6 0.10 1.0

Garfield 
Elementary 

OUSD
Fountain

Drinking fountain in 
classroom 222

1/25/2019 EPA-200.8 Lead 1.4 0.10 1.0

Garfield 
Elementary 

OUSD
Fountain

Drinking fountain in 
classroom 223

1/25/2019 EPA-200.8 Lead 1 0.10 1.0

Garfield 
Elementary 

OUSD
Fountain

Drinking fountain in 
classroom 224

1/25/2019 EPA-200.8 Lead 1.8 0.10 1.0

Garfield 
Elementary 

OUSD
Fountain

Drinking fountain in 
classroom 225

1/25/2019 EPA-200.8 Lead 3.8 0.10 1.0

Garfield 
Elementary 

OUSD
Fountain

Drinking fountain in 
classroom 234

1/25/2019 EPA-200.8 Lead ND 0.10 1.0

Garfield 
Elementary 

OUSD
Fountain

Drinking fountain in 
classroom 235

1/25/2019 EPA-200.8 Lead 0.33 J 0.10 1.0

Garfield 
Elementary 

OUSD
Fountain

Drinking fountain in 
classroom 236

1/25/2019 EPA-200.8 Lead 0.12 J 0.10 1.0
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Garfield 
Elementary 

OUSD
Tap Tap in classroom 114 1/25/2019 EPA-200.8 Lead 1.4 0.10 1.0

International 
Community

Fountain Df in rm 119 sink 1/25/2019 EPA-200.8 Lead 0.12 J 0.10 1.0

International 
Community

Fountain Df in rm 121 1/25/2019 EPA-200.8 Lead 0.95 J 0.10 1.0

International 
Community

Fountain Df in rm 123 1/25/2019 EPA-200.8 Lead 4 0.10 1.0

International 
Community

Tap
Tap in community kitchen 

in auditorium building 
1/25/2019 EPA-200.8 Lead ND 0.10 1.0

International 
Community

Fountain Tap on right in rm E106 1/25/2019 EPA-200.8 Lead 0.26 J 0.10 1.0

International 
Community

Tap Tap in rm 118 1/25/2019 EPA-200.8 Lead 0.34 J 0.10 1.0

Howard 
Elementary

Hydrant

Hydrant 18078 @ 8755 
Fontaine St, Oakland, 
pressure zone B3A. 

Sampled due to hit at 
location 0110005-BFJ-W.

1/29/2019 EPA-200.8 Lead

Martin Luther 
King, Jr. 

Elementary 
OUSD

Fountain
BB located in building A 

Rm A4
1/29/2019 EPA-200.8 Lead 0.26 J 0.10 1.0

Martin Luther 
King, Jr. 

Elementary 
OUSD

Tap
Tap located in building A 

Rm A3
1/29/2019 EPA-200.8 Lead 1.3 0.10 1.0
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Martin Luther 
King, Jr. 

Elementary 
OUSD

Tap
Tap located on sink in 

building A common room 
1/29/2019 EPA-200.8 Lead 0.62 J 0.10 1.0

Martin Luther 
King, Jr. 

Elementary 
OUSD

Fountain
BB located in building A 

Rm A5
1/29/2019 EPA-200.8 Lead 5.9 0.10 1.0

Martin Luther 
King, Jr. 

Elementary 
OUSD

Fountain
BB located in Building A 

Rm A6
1/29/2019 EPA-200.8 Lead 1.6 0.10 1.0

Martin Luther 
King, Jr. 

Elementary 
OUSD

Fountain
BB located in building A 

Rm A7
1/29/2019 EPA-200.8 Lead 2.6 0.10 1.0

Martin Luther 
King, Jr. 

Elementary 
OUSD

Fountain
BB located in building A 

Rm A8
1/29/2019 EPA-200.8 Lead 0.21 J 0.10 1.0

Martin Luther 
King, Jr. 

Elementary 
OUSD

Tap
Tap in common area of 
building b located by rm 

B5
1/29/2019 EPA-200.8 Lead 2.3 0.10 1.0

Martin Luther 
King, Jr. 

Elementary 
OUSD

Fountain
BB located in building B 

Rm B5
1/29/2019 EPA-200.8 Lead 0.42 J 0.10 1.0
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Martin Luther 
King, Jr. 

Elementary 
OUSD

Fountain
 BB located in building B 

of Rm B6
1/29/2019 EPA-200.8 Lead 0.73 J 0.10 1.0

Martin Luther 
King, Jr. 

Elementary 
OUSD

Fountain
BB located in Building B 

Rm B7
1/29/2019 EPA-200.8 Lead 0.43 J 0.10 1.0

Martin Luther 
King, Jr. 

Elementary 
OUSD

Tap
Tap located in building B 

Rm B8
1/29/2019 EPA-200.8 Lead 3.3 0.10 1.0

Martin Luther 
King, Jr. 

Elementary 
OUSD

Tap
Tap located in building B 

prep room located next to 
Rm B8

1/29/2019 EPA-200.8 Lead 1.7 0.10 1.0

Martin Luther 
King, Jr. 

Elementary 
OUSD

Tap
Tap located in building C 

Rm C1
1/29/2019 EPA-200.8 Lead 0.42 J 0.10 1.0

Martin Luther 
King, Jr. 

Elementary 
OUSD

Tap
Tap located inside 

Restroom of building C 
Rm C1

1/29/2019 EPA-200.8 Lead ND 0.10 1.0

Martin Luther 
King, Jr. 

Elementary 
OUSD

Tap
Tap located in common 

space of building C 
between Rm C2 and C3

1/29/2019 EPA-200.8 Lead 0.67 J 0.10 1.0
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Martin Luther 
King, Jr. 

Elementary 
OUSD

Fountain
Tap located in Restroom 

of building C Rm C4
1/29/2019 EPA-200.8 Lead 1.2 0.10 1.0

Martin Luther 
King, Jr. 

Elementary 
OUSD

Tap
Tap located in Building C 

Rm C4
1/29/2019 EPA-200.8 Lead 0.78 J 0.10 1.0

Martin Luther 
King, Jr. 

Elementary 
OUSD

Tap
Right Tap located on 
dishwashing sink in 

Kitchen of Building D 
1/29/2019 EPA-200.8 Lead ND 0.10 1.0

Martin Luther 
King, Jr. 

Elementary 
OUSD

Tap
Right Tap located in 

Restroom of Building D 
(Cafeteria)

1/29/2019 EPA-200.8 Lead ND 0.10 1.0

Martin Luther 
King, Jr. 

Elementary 
OUSD

Tap
Tap located in Teachers 

Lounge in Building E
1/29/2019 EPA-200.8 Lead 0.35 J 0.10 1.0

Martin Luther 
King, Jr. 

Elementary 
OUSD

Tap
Middle tap in girls 

bathroom at building A
1/29/2019 EPA-200.8 Lead 0.2 J 0.10 1.0

Martin Luther 
King, Jr. 

Elementary 
OUSD

Tap
Tap in building A common 
area next girls bathroom 

1/29/2019 EPA-200.8 Lead 2.1 0.10 1.0
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Martin Luther 
King, Jr. 

Elementary 
OUSD

Fountain Fountain in A2 1/29/2019 EPA-200.8 Lead 0.89 J 0.10 1.0

Martin Luther 
King, Jr. 

Elementary 
OUSD

Fountain Fountain in A1 1/29/2019 EPA-200.8 Lead 3.2 0.10 1.0

Martin Luther 
King, Jr. 

Elementary 
OUSD

Tap
Cold tap in storage room 

at building A next A1
1/29/2019 EPA-200.8 Lead 3.6 0.10 1.0

Martin Luther 
King, Jr. 

Elementary 
OUSD

Fountain
Cold tap in storage room 
at building A next to A8

1/29/2019 EPA-200.8 Lead 3.2 0.10 1.0

Martin Luther 
King, Jr. 

Elementary 
OUSD

Tap
Middle tap in girls 

bathroom at building B
1/29/2019 EPA-200.8 Lead 0.22 J 0.10 1.0

Martin Luther 
King, Jr. 

Elementary 
OUSD

Tap
Tap in Building B common 

area next to girls 
bathroom

1/29/2019 EPA-200.8 Lead 1.2 0.10 1.0

Martin Luther 
King, Jr. 

Elementary 
OUSD

Fountain Fountain in B4 1/29/2019 EPA-200.8 Lead 0.74 J 0.10 1.0
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Martin Luther 
King, Jr. 

Elementary 
OUSD

Fountain Fountain in B2 1/29/2019 EPA-200.8 Lead 2.1 0.10 1.0

Martin Luther 
King, Jr. 

Elementary 
OUSD

Fountain Fountain in B1 1/29/2019 EPA-200.8 Lead 1.9 0.10 1.0

Martin Luther 
King, Jr. 

Elementary 
OUSD

Tap
Cold tap in storage room 
at building B next to B1

1/29/2019 EPA-200.8 Lead 3.1 0.10 1.0

Martin Luther 
King, Jr. 

Elementary 
OUSD

Tap
Cold tap in food prep sink 

at Kitchen 
1/29/2019 EPA-200.8 Lead 1.4 0.10 1.0

Martin Luther 
King, Jr. 

Elementary 
OUSD

Tap Tap in dishwasher sink 1/29/2019 EPA-200.8 Lead 14 0.10 1.0

Martin Luther 
King, Jr. 

Elementary 
OUSD

Tap
Right tap in women’s 

bathroom at MPR 
1/29/2019 EPA-200.8 Lead 0.16 J 0.10 1.0

Martin Luther 
King, Jr. 

Elementary 
OUSD

Fountain
Fountain in main office 

hallway
1/29/2019 EPA-200.8 Lead 0.76 J 0.10 1.0
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Martin Luther 
King, Jr. 

Elementary 
OUSD

Tap Tap in nurses office 1/29/2019 EPA-200.8 Lead 0.15 J 0.10 1.0

MLK CDC Fountain
BB located in Rm 3 near 

back of Rm
1/29/2019 EPA-200.8 Lead ND 0.10 1.0

MLK CDC Fountain
BB located in Rm 3 near 

front of Rm
1/29/2019 EPA-200.8 Lead 6.9 0.10 1.0

MLK CDC Tap Tap located in Restroom 1/29/2019 EPA-200.8 Lead 0.12 J 0.10 1.0

MLK CDC Fountain
BB located near back of 

Rm 1
1/29/2019 EPA-200.8 Lead ND 0.10 1.0

MLK CDC Fountain
BB located in rm 1 near 

front of Rm
1/29/2019 EPA-200.8 Lead 1.1 0.10 1.0

MLK CDC Fountain
Outside right faucet of Df 

located on CDC Rm 2
1/29/2019 EPA-200.8 Lead 0.2 J 0.10 1.0

Sankofa 
Academy

Fountain
Upper Df in hallway next 
to rm 110 office 1st floor

1/29/2019 EPA-200.8 Lead ND 0.10 1.0

Sankofa 
Academy

Fountain
Df in sink in rm 105 1st 

floor 
1/29/2019 EPA-200.8 Lead ND 0.10 1.0

Sankofa 
Academy

Fountain
Df in sink in rm 102 1st 

floor
1/29/2019 EPA-200.8 Lead 0.73 J 0.10 1.0

Sankofa 
Academy

Fountain
Left DF in main entryway 
across hallway from MPR 

1st floor
1/29/2019 EPA-200.8 Lead 0.14 J 0.10 1.0

Sankofa 
Academy

Fountain
Upper DF in hallway next 
to stairs across from rm 

209 2nd floor
1/29/2019 EPA-200.8 Lead ND 0.10 1.0

Sankofa 
Academy

Fountain
Df in sink in rm 205 2nd 

floor 
1/29/2019 EPA-200.8 Lead ND 0.10 1.0

Sankofa 
Academy

Fountain
Df in sink in rm 201 2nd 

floor
1/29/2019 EPA-200.8 Lead ND 0.10 1.0
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Sankofa 
Academy

Tap
Tap in back corner room 
210A of library rm 210 

2nd floor 
1/29/2019 EPA-200.8 Lead 1.3 0.10 1.0

Sankofa 
Academy

Fountain

Df on right in set of 3 
outside behind girls rr at 
end east end of building 

next to black top

1/29/2019 EPA-200.8 Lead 0.81 J 0.10 1.0

Sankofa 
Academy

Fountain
Drinking fountain in first 

floor classroom 103
1/29/2019 EPA-200.8 Lead ND 0.10 1.0

Sankofa 
Academy

Fountain
Drinking fountain in first 

floor classroom 107
1/29/2019 EPA-200.8 Lead ND 0.10 1.0

Sankofa 
Academy

Fountain
Drinking fountain in first 

floor classroom 106
1/29/2019 EPA-200.8 Lead 0.17 J 0.10 1.0

Sankofa 
Academy

Water 
Dispenser

Water dispenser in 
cafeteria 

1/29/2019 EPA-200.8 Lead ND 0.10 1.0

Sankofa 
Academy

Tap
Middle sink in kitchen 

area 
1/29/2019 EPA-200.8 Lead ND 0.10 1.0

Sankofa 
Academy

Fountain
Drinking fountain in 

second floor classroom 
209

1/29/2019 EPA-200.8 Lead 0.14 J 0.10 1.0

Sankofa 
Academy

Fountain
Drinking fountain in 

second floor classroom 
208

1/29/2019 EPA-200.8 Lead ND 0.10 1.0

Sankofa 
Academy

Fountain
Drinking fountain in 

second floor classroom 
206

1/29/2019 EPA-200.8 Lead 0.34 J 0.10 1.0

Sankofa 
Academy

Fountain
Drinking fountain in 

second floor classroom 
204

1/29/2019 EPA-200.8 Lead ND 0.10 1.0
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Sankofa 
Academy

Fountain

Lower drinking fountain in 
West end of main bldg 

near concrete semicircle 
seating area

1/29/2019 EPA-200.8 Lead ND 0.10 1.0

Sankofa 
Academy

Tap
Sink in second floor staff 

lounge 
1/29/2019 EPA-200.8 Lead 0.72 J 0.10 1.0

Sankofa CDC Fountain
Drinking fountain in back 

of classroom
1/29/2019 EPA-200.8 Lead 0.14 J 0.10 1.0

Sankofa CDC Fountain
Drinking fountain in 
middle of classroom

1/29/2019 EPA-200.8 Lead 0.24 J 0.10 1.0

Bridges CDC Fountain
DF in back room of 
preschool portable 
outside bathroom

1/30/2019 EPA-200.8 Lead 0.15 J 0.10 1.0

Bridges CDC Fountain
Left DF outside preschool 

portable 
1/30/2019 EPA-200.8 Lead 0.14 J 0.10 1.0

Bridges CDC Tap
Hand wash sink on left 
side outside preschool 

portable 
1/30/2019 EPA-200.8 Lead 0.26 J 0.10 1.0

Bridges Academy Fountain DF in sink in Portable B 1/30/2019 EPA-200.8 Lead 0.76 J 0.10 1.0

Bridges Academy Fountain DF in sink in Portable C 1/30/2019 EPA-200.8 Lead 0.37 J 0.10 1.0

Bridges Academy Fountain DF in sink in Portable E 1/30/2019 EPA-200.8 Lead 0.66 J 0.10 1.0

Bridges Academy Fountain DF in sink in Portable F 1/30/2019 EPA-200.8 Lead 0.28 J 0.10 1.0

Bridges Academy Fountain
Right DF outside main 

building on blacktop near 
B building 

1/30/2019 EPA-200.8 Lead 1.1 0.10 1.0
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Bridges Academy
Water 

Dispenser

Portable H Pescosoft Bob 
water filter attached to 

tap 
1/30/2019 EPA-200.8 Lead 0.24 J 0.10 1.0

Bridges Academy Tap Portable G tap 1/30/2019 EPA-200.8 Lead 0.18 J 0.10 1.0

Bridges Academy Fountain
Upper DF near play 

structure bathrooms 
1/30/2019 EPA-200.8 Lead ND 0.10 1.0

Bridges Academy
Water 

Dispenser

Flowater dispenser in 
hallway outside cafeteria 

in main building 
1/30/2019 EPA-200.8 Lead ND 0.10 1.0

Bridges Academy Tap
Food prep tap on island in 

kitchen 
1/30/2019 EPA-200.8 Lead 21 0.10 1.0

Bridges Academy Tap Tap in therapy rm 1/30/2019 EPA-200.8 Lead 22 0.10 1.0

Bridges Academy Fountain Rm 1 DF in sink 1/30/2019 EPA-200.8 Lead 2.6 0.10 1.0

Bridges Academy Fountain Rm 2 DF in sink 1/30/2019 EPA-200.8 Lead 1.5 0.10 1.0

Bridges Academy Fountain Rm 7 DF in sink 1/30/2019 EPA-200.8 Lead 0.67 J 0.10 1.0

Bridges Academy Fountain Rm 3 DF in sink 1/30/2019 EPA-200.8 Lead 5.5 0.10 1.0

Bridges Academy Fountain Rm 6 DF in sink 1/30/2019 EPA-200.8 Lead 0.74 J 0.10 1.0

Bridges Academy Fountain Rm 4 DF in sink 1/30/2019 EPA-200.8 Lead 0.97 J 0.10 1.0

Bridges Academy Fountain
Lower hallway DF outside 
kindergarten rm in main 

building 
1/30/2019 EPA-200.8 Lead ND 0.10 1.0

Bridges Academy Fountain Rm 5 DF in sink 1/30/2019 EPA-200.8 Lead 1.9 0.10 1.0
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Bridges Academy Fountain
DF in kindergarten rm 

main building 
1/30/2019 EPA-200.8 Lead 1.6 0.10 1.0

Bridges Academy Fountain
Building B Rm 100 DF in 

sink 
1/30/2019 EPA-200.8 Lead 0.19 J 0.10 1.0

Bridges Academy Fountain
Building B Rm 101 DF in 

sink 
1/30/2019 EPA-200.8 Lead 0.32 J 0.10 1.0

Bridges Academy Tap Building B Rm 102 tap 1/30/2019 EPA-200.8 Lead 0.28 J 0.10 1.0

Bridges Academy Fountain
Building B Rm 204 DF in 

sink
1/30/2019 EPA-200.8 Lead 0.21 J 0.10 1.0

Bridges Academy Fountain
Building B Rm 203 DF in 

sink 
1/30/2019 EPA-200.8 Lead 0.28 J 0.10 1.0

Bridges Academy Fountain
Building B Rm 202 DF in 

sink 
1/30/2019 EPA-200.8 Lead 0.21 J 0.10 1.0

Bridges Academy Fountain
Building B Rm 201 DF in 

sink 
1/30/2019 EPA-200.8 Lead 0.21 J 0.10 1.0

Bridges Academy Fountain DF in sink Portable A 1/30/2019 EPA-200.8 Lead 0.21 J 0.10 1.0

Bridges Academy Fountain DF in sink Portable D 1/30/2019 EPA-200.8 Lead 0.27 J 0.10 1.0

Chabot 
Elementary 

OUSD
Fountain

Lower Df located in 
Building A across from 

principal office.
1/30/2019 EPA-200.8 Lead 0.71 J 0.10 1.0

Chabot 
Elementary 

OUSD
Tap Tap located in Rm A3 1/30/2019 EPA-200.8 Lead 0.46 J 0.10 1.0

Chabot 
Elementary 

OUSD
Fountain

Upper Df located in 
Building D next to 

Elevator on First Floor
1/30/2019 EPA-200.8 Lead ND 0.10 1.0
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Chabot 
Elementary 

OUSD
Fountain BB located in Rm D14 1/30/2019 EPA-200.8 Lead ND 0.10 1.0

Chabot 
Elementary 

OUSD
Tap

Tap located in Staff Prep 
Rm on First floor of 

Building D
1/30/2019 EPA-200.8 Lead 0.2 J 0.10 1.0

Chabot 
Elementary 

OUSD
Fountain

BB located in Rm D4 in 
Building D

1/30/2019 EPA-200.8 Lead 0.13 J 0.10 1.0

Chabot 
Elementary 

OUSD
Fountain

BB located in Rm D5 in 
Building D

1/30/2019 EPA-200.8 Lead 0.14 J 0.10 1.0

Chabot 
Elementary 

OUSD
Tap

Tap located in Kitchen 
(Double Sink) located in 

Building C 
1/30/2019 EPA-200.8 Lead 0.2 J 0.10 1.0

Chabot 
Elementary 

OUSD
Tap

Tap located in Kitchen 
(hand washing sink) 
Located in Building C 

1/30/2019 EPA-200.8 Lead 0.55 J 0.10 1.0

Chabot 
Elementary 

OUSD
Fountain BB located in P1 1/30/2019 EPA-200.8 Lead 1.2 0.10 1.0

Chabot 
Elementary 

OUSD
Fountain BB located in P2 1/30/2019 EPA-200.8 Lead 1.2 0.10 1.0

Chabot 
Elementary 

OUSD
Fountain BB located in P3 1/30/2019 EPA-200.8 Lead 1.1 0.10 1.0

Chabot 
Elementary 

OUSD
Fountain BB located in Rm P4 1/30/2019 EPA-200.8 Lead 1.1 0.10 1.0
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Chabot 
Elementary 

OUSD
Fountain BB located in P5 1/30/2019 EPA-200.8 Lead 0.56 J 0.10 1.0

Chabot 
Elementary 

OUSD
Fountain BB located in Rm P5 1/30/2019 EPA-200.8 Lead 0.65 J 0.10 1.0

Chabot 
Elementary 

OUSD
Tap

Tap on right in art room. 
bldg A 1st floor. 

1/30/2019 EPA-200.8 Lead 0.31 J 0.10 1.0

Chabot 
Elementary 

OUSD
Fountain

Df in sink in rm D15. Bldg 
D first floor. 

1/30/2019 EPA-200.8 Lead 0.2 J 0.10 1.0

Chabot 
Elementary 

OUSD
Fountain

Df in sink in rm D12. Bldg 
D first floor. 

1/30/2019 EPA-200.8 Lead ND 0.10 1.0

Chabot 
Elementary 

OUSD
Fountain

Df in sink in rm D2. Bldg D 
basement floor. 

1/30/2019 EPA-200.8 Lead 0.17 J 0.10 1.0

Chabot 
Elementary 

OUSD
Fountain

Upper Df by rm D5 and 
between staff RR and 

boys RR. Bldg D basement 
floor.

1/30/2019 EPA-200.8 Lead ND 0.10 1.0

Chabot 
Elementary 

OUSD
Fountain

Df in sink in portable 20 
through left entrance 

1/30/2019 EPA-200.8 Lead 1.6 0.10 1.0

Chabot 
Elementary 

OUSD
Fountain

Lower df beneath left set 
of stairs by west entrance 

on A building
1/30/2019 EPA-200.8 Lead 0.14 J 0.10 1.0

Chabot 
Elementary 

OUSD
Tap

Tap in staff lounge. Bldg A 
1st floor. 

1/30/2019 EPA-200.8 Lead ND 0.10 1.0
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Cleveland 
Elementary

Fountain
Upper Df located in 

Building A to the left of 
the Staff Lounge 

1/31/2019 EPA-200.8 Lead ND 0.10 1.0

Cleveland 
Elementary

Tap
Tap located in Staff 

Lounge of a Building A
1/31/2019 EPA-200.8 Lead 1.4 0.10 1.0

Cleveland 
Elementary

Fountain  BB located in Rm 7 1/31/2019 EPA-200.8 Lead 0.45 J 0.10 1.0

Cleveland 
Elementary

Fountain BB located in Rm 8 1/31/2019 EPA-200.8 Lead ND 0.10 1.0

Cleveland 
Elementary

Fountain BB located in Rm 9 1/31/2019 EPA-200.8 Lead 0.24 J 0.10 1.0

Cleveland 
Elementary

Fountain BB located in Rm 10 1/31/2019 EPA-200.8 Lead 0.64 J 0.10 1.0

Cleveland 
Elementary

Fountain BB located in Rm 11 1/31/2019 EPA-200.8 Lead 1.6 0.10 1.0

Cleveland 
Elementary

Fountain
Upper Outside Df located 
to the left of the Multiuse 

Rm
1/31/2019 EPA-200.8 Lead 0.11 J 0.10 1.0

Cleveland 
Elementary

Fountain BB located in Rm 4 1/31/2019 EPA-200.8 Lead 0.11 J 0.10 1.0

Cleveland 
Elementary

Fountain BB located in Rm 3 1/31/2019 EPA-200.8 Lead 2.5 0.10 1.0

Cleveland 
Elementary

Fountain

Upper outside Df located 
by the bathroom in the 
courtyard to the right of 

P1

1/31/2019 EPA-200.8 Lead ND 0.10 1.0

Cleveland 
Elementary

Fountain
Upper outside Df located 

outside of P2
1/31/2019 EPA-200.8 Lead 0.14 J 0.10 1.0

Cleveland 
Elementary

Tap Sink in nurses office 1/31/2019 EPA-200.8 Lead 1.7 0.10 1.0
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Cleveland 
Elementary

Fountain DF in sink in room 5 1/31/2019 EPA-200.8 Lead ND 0.10 1.0

Cleveland 
Elementary

Fountain DF in sink in room 6 1/31/2019 EPA-200.8 Lead 0.16 J 0.10 1.0

Cleveland 
Elementary

Fountain
DF in sink in room 14 on 

2nd floor
1/31/2019 EPA-200.8 Lead 0.68 J 0.10 1.0

Cleveland 
Elementary

Fountain
DF in sink in room 12 on 

second floor
1/31/2019 EPA-200.8 Lead 0.22 J 0.10 1.0

Cleveland 
Elementary

Tap
Stepover sample of tap in 

room 2, building b
1/31/2019 EPA-200.8 Lead 2.5 0.10 1.0

Cleveland 
Elementary

Fountain DF in sink in room 1 1/31/2019 EPA-200.8 Lead 0.1 J 0.10 1.0

Cleveland 
Elementary

Fountain
DF in right side of 

Kindergarden room 
1/31/2019 EPA-200.8 Lead ND 0.10 1.0

Cleveland 
Elementary

Fountain DF in sink in portable 1 1/31/2019 EPA-200.8 Lead ND 0.10 1.0

Cleveland 
Elementary

Fountain DF in sink in portable 2 1/31/2019 EPA-200.8 Lead 0.23 J 0.10 1.0

Cleveland 
Elementary

Fountain DF in sink in portable 3 1/31/2019 EPA-200.8 Lead 0.14 J 0.10 1.0

Community 
United 

Elementary

Water 
Dispenser

Water dispenser in 
Building A first floor 

hallway on northwest side 
of building

1/31/2019 EPA-200.8 Lead ND 0.10 1.0

Community 
United 

Elementary
Tap

Sink in Building A first 
floor staff room next to 

office
1/31/2019 EPA-200.8 Lead 5.5 0.10 1.0

Community 
United 

Elementary
Tap

Sink in Building A first 
floor classroom 4

1/31/2019 EPA-200.8 Lead ND 0.10 1.0
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Community 
United 

Elementary
Tap

Sink in Building A first 
floor classroom 6

1/31/2019 EPA-200.8 Lead ND 0.10 1.0

Community 
United 

Elementary
Tap

Sink in Building A second 
floor classroom 207

1/31/2019 EPA-200.8 Lead ND 0.10 1.0

Community 
United 

Elementary
Tap

Sink in Building A second 
floor classroom 205

1/31/2019 EPA-200.8 Lead ND 0.10 1.0

Community 
United 

Elementary
Tap

Sink in Building A second 
floor classroom 203

1/31/2019 EPA-200.8 Lead ND 0.10 1.0

Community 
United 

Elementary
Tap

Sink in Building A second 
floor computer room 201

1/31/2019 EPA-200.8 Lead ND 0.10 1.0

Community 
United 

Elementary
Tap

Sink in Building B 
classroom 9

1/31/2019 EPA-200.8 Lead 0.44 J 0.10 1.0

Community 
United 

Elementary
Tap

Sink in Building B back of 
PA room

1/31/2019 EPA-200.8 Lead 3.3 0.10 1.0

Community 
United 

Elementary
Fountain

Drinking fountain in 
Building B classroom 11 

1/31/2019 EPA-200.8 Lead 0.92 J 0.10 1.0

Community 
United 

Elementary
Tap

Sink in Building B 
classroom 11

1/31/2019 EPA-200.8 Lead 0.96 J 0.10 1.0

Community 
United 

Elementary
Fountain

Drinking fountain in 
Building B classroom 12

1/31/2019 EPA-200.8 Lead 0.45 J 0.10 1.0
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Community 
United 

Elementary
Tap

Sink in building C main 
room

1/31/2019 EPA-200.8 Lead 0.53 J 0.10 1.0

Community 
United 

Elementary
Tap Sink in building C kitchen 1/31/2019 EPA-200.8 Lead 0.8 J 0.10 1.0

Community 
United 

Elementary
Fountain

Fountain second from 
right fountain on 

northwest side of building 
A

1/31/2019 EPA-200.8 Lead 0.13 J 0.10 1.0

Community 
United 

Elementary
Tap

Tap in staff lounge 1st 
floor A bldg

1/31/2019 EPA-200.8 Lead ND 0.10 1.0

Community 
United 

Elementary
Tap

Tap in rm 3 1st floor A 
bldg

1/31/2019 EPA-200.8 Lead ND 0.10 1.0

Community 
United 

Elementary
Tap

Tap in rm 5 1st floor A 
bldg

1/31/2019 EPA-200.8 Lead ND 0.10 1.0

Community 
United 

Elementary
Tap

Tap in rm 206 2nd floor A 
bldg

1/31/2019 EPA-200.8 Lead 0.23 J 0.10 1.0

Community 
United 

Elementary
Tap Tap in rm 204 A bldg 1/31/2019 EPA-200.8 Lead ND 0.10 1.0

Community 
United 

Elementary
Tap

Tap in rr next to library 
room 202 in office study 

area 2nd floor A bldg
1/31/2019 EPA-200.8 Lead ND 0.10 1.0

Community 
United 

Elementary
Fountain Df in rm 10 in B bldg 1/31/2019 EPA-200.8 Lead 0.36 J 0.10 1.0
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Community 
United 

Elementary
Tap Tap in rm 10 in B bldg 1/31/2019 EPA-200.8 Lead 1.5 0.10 1.0

Community 
United 

Elementary
Tap Tap in rm 12 in B bldg 1/31/2019 EPA-200.8 Lead 6 0.10 1.0

Community 
United 

Elementary
Fountain

Df in cafeteria on north 
eastern wall. C bldg

1/31/2019 EPA-200.8 Lead 1 0.10 1.0

Community 
United 

Elementary
Fountain

Left df outside between 
cafeteria and B building

1/31/2019 EPA-200.8 Lead ND 0.10 1.0

Crocker 
Highlands 

Elementary
Fountain

Lower Df located on the 
4th floor to the left of Rm 

17
2/1/2019 EPA-200.8 Lead 1.8 0.10 1.0

Crocker 
Highlands 

Elementary
Fountain

BB located in Rm 14 on 
4th floor

2/1/2019 EPA-200.8 Lead 0.99 J 0.10 1.0

Crocker 
Highlands 

Elementary
Fountain

BB located in Rm 15 on 
4th floor

2/1/2019 EPA-200.8 Lead 1.2 0.10 1.0

Crocker 
Highlands 

Elementary
Tap

Tap located in Work Rm 
on 4th Floor

2/1/2019 EPA-200.8 Lead 1.2 0.10 1.0

Crocker 
Highlands 

Elementary
Fountain

BB located in Rm 13 on 
4th floor.

2/1/2019 EPA-200.8 Lead 1.5 0.10 1.0

Crocker 
Highlands 

Elementary
Fountain

BB located in Rm 11 on 
the 4th floor on the left 
hand side of classroom

2/1/2019 EPA-200.8 Lead 0.82 J 0.10 1.0
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Crocker 
Highlands 

Elementary
Tap

Tap located in Rm 2 on 
the 4th floor

2/1/2019 EPA-200.8 Lead 0.3 J 0.10 1.0

Crocker 
Highlands 

Elementary
Fountain

BB located in Rm 1 on the 
4th floor

2/1/2019 EPA-200.8 Lead 0.56 J 0.10 1.0

Crocker 
Highlands 

Elementary
Fountain

BB located in Rm 5 on the 
4th floor

2/1/2019 EPA-200.8 Lead 0.31 J 0.10 1.0

Crocker 
Highlands 

Elementary
Fountain

BB located in Library by 
Librarian’s Desk on 3rd 

floor. 
2/1/2019 EPA-200.8 Lead 4.4 0.10 1.0

Crocker 
Highlands 

Elementary
Fountain

Lower Df located on 2nd 
floor to the left of Rm 20

2/1/2019 EPA-200.8 Lead 0.44 J 0.10 1.0

Crocker 
Highlands 

Elementary
Fountain

BB located in Rm 21 
located on the 2nd floor.

2/1/2019 EPA-200.8 Lead 0.85 J 0.10 1.0

Crocker 
Highlands 

Elementary
Fountain

BB located in Rm 22 
located on the 2nd floor.

2/1/2019 EPA-200.8 Lead 0.54 J 0.10 1.0

Crocker 
Highlands 

Elementary
Fountain

BB located in Rm 8 on the 
2nd floor

2/1/2019 EPA-200.8 Lead ND 0.10 1.0

Crocker 
Highlands 

Elementary
Fountain

BB located in Rm 7 on the 
2nd floor

2/1/2019 EPA-200.8 Lead 0.14 J 0.10 1.0

Crocker 
Highlands 

Elementary
Fountain

Tap located in Kitchen by 
Support Classsroom

2/1/2019 EPA-200.8 Lead 1 0.10 1.0
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Crocker 
Highlands 

Elementary
Fountain

Df in sink  rm 17 on 4th 
floor

2/1/2019 EPA-200.8 Lead 0.55 J 0.10 1.0

Crocker 
Highlands 

Elementary
Fountain

Df in sink in rm 16 4th 
floor 

2/1/2019 EPA-200.8 Lead 0.56 J 0.10 1.0

Crocker 
Highlands 

Elementary
Tap

Tap in office area in first 
door on left 4th floor 

2/1/2019 EPA-200.8 Lead ND 0.10 1.0

Crocker 
Highlands 

Elementary
Fountain

Df in sink on right in rm 
11 4th floor 

2/1/2019 EPA-200.8 Lead 1.7 0.10 1.0

Crocker 
Highlands 

Elementary
Fountain Df in rm 10 sink 4th floor 2/1/2019 EPA-200.8 Lead 1 0.10 1.0

Crocker 
Highlands 

Elementary
Fountain

Upper Df in hallway to left 
of door 1 across from rm 

2
2/1/2019 EPA-200.8 Lead 0.18 J 0.10 1.0

Crocker 
Highlands 

Elementary
Tap Tap in rm 3 4th floor 2/1/2019 EPA-200.8 Lead 1.7 0.10 1.0

Crocker 
Highlands 

Elementary
Tap

Tap in rm 5 in porcelain 
sink

2/1/2019 EPA-200.8 Lead 0.21 J 0.10 1.0

Crocker 
Highlands 

Elementary
Tap Tap in portable 2/1/2019 EPA-200.8 Lead 1.7 0.10 1.0

Crocker 
Highlands 

Elementary
Fountain

Upper Df outside 
between portable and 

main building 
2/1/2019 EPA-200.8 Lead ND 0.10 1.0
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Crocker 
Highlands 

Elementary
Tap Tap in rm 9 2nd floor 2/1/2019 EPA-200.8 Lead 0.89 J 0.10 1.0

Crocker 
Highlands 

Elementary
Tap

Tap in resource rm off 
courtyard 2nd floor

2/1/2019 EPA-200.8 Lead 1.3 0.10 1.0

Crocker 
Highlands 

Elementary
Fountain

Df at end of hallway next 
to rm 6 2nd floor 

2/1/2019 EPA-200.8 Lead 0.64 J 0.10 1.0

Crocker 
Highlands 

Elementary
Fountain Df in rm 6 sink 2nd floor 2/1/2019 EPA-200.8 Lead 0.49 J 0.10 1.0

Crocker 
Highlands 

Elementary
Tap

Tap in main kitchen in 
multipurpose rm to right 
of entrance in right sink 

2/1/2019 EPA-200.8 Lead 4.4 0.10 1.0

East Oakland 
Pride Elementary

Fountain
DF on left side in lunch 

table area
2/1/2019 EPA-200.8 Lead 0.14 J 0.10 1.0

East Oakland 
Pride Elementary

Fountain DF in sink in classroom 2 2/1/2019 EPA-200.8 Lead 1.5 0.10 1.0

East Oakland 
Pride Elementary

Water 
Dispenser

Dispenser in hallway 
across from office and 

classroom 6
2/1/2019 EPA-200.8 Lead ND 0.10 1.0

East Oakland 
Pride Elementary

Tap Tap in sink in room 16 2/1/2019 EPA-200.8 Lead 0.76 J 0.10 1.0

East Oakland 
Pride Elementary

Fountain DF in sink in room 20 2/1/2019 EPA-200.8 Lead 2.9 0.10 1.0
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East Oakland 
Pride Elementary

Tap
Tap in sink in room 23. DF 

in same sink was not 
functioning.

2/1/2019 EPA-200.8 Lead 6.3 0.10 1.0

East Oakland 
Pride Elementary

Tap
Left Tap in sink in nurses 

office, room 8
2/1/2019 EPA-200.8 Lead 2.1 0.10 1.0

East Oakland 
Pride Elementary

Tap tap in sink in room 14 2/1/2019 EPA-200.8 Lead 5.1 0.10 1.0

East Oakland 
Pride Elementary

Fountain
Stepover sample of left 

fixture in outdoor DF
2/1/2019 EPA-200.8 Lead 0.26 J 0.10 1.0

East Oakland 
Pride Elementary

Fountain DF in sink in portable 30 2/1/2019 EPA-200.8 Lead 0.99 J 0.10 1.0

East Oakland 
Pride Elementary

Tap
Stepover sample of tap 

inside portable 31
2/1/2019 EPA-200.8 Lead 0.73 J 0.10 1.0

East Oakland 
Pride Elementary

Fountain DF in sink in portable 34 2/1/2019 EPA-200.8 Lead 1 0.10 1.0

East Oakland 
Pride Elementary

Fountain DF in sink in portable 36 2/1/2019 EPA-200.8 Lead 0.64 J 0.10 1.0

East Oakland 
Pride Elementary

Tap
Two basin kitchen sink to 
right when entering from 

MPR 
2/1/2019 EPA-200.8 Lead 0.53 J 0.10 1.0

East Oakland 
Pride Elementary

Water 
Dispenser

Brita WD in hallway 
outside rm 3 library

2/1/2019 EPA-200.8 Lead 1.4 0.10 1.0
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East Oakland 
Pride Elementary

Fountain DF in sink rm 1 2/1/2019 EPA-200.8 Lead 1.3 0.10 1.0

East Oakland 
Pride Elementary

Fountain
Lower DF in entrance 

hallway below fire hose 
2/1/2019 EPA-200.8 Lead 0.86 J 0.10 1.0

East Oakland 
Pride Elementary

Fountain
DF 2nd floor hallway 

outside rm 15 
2/1/2019 EPA-200.8 Lead ND 0.10 1.0

East Oakland 
Pride Elementary

Fountain
DF 2nd floor hallway 

outside rm 23 
2/1/2019 EPA-200.8 Lead 2.4 0.10 1.0

East Oakland 
Pride Elementary

Tap Tap rm 22 2nd floor 2/1/2019 EPA-200.8 Lead 12 0.10 1.0

East Oakland 
Pride Elementary

Tap
Tap in staff lounge 1st 

floor 
2/1/2019 EPA-200.8 Lead 1.1 0.10 1.0

East Oakland 
Pride Elementary

Fountain
Left DF on right set of 
fixtures outside main 

building on playground 
2/1/2019 EPA-200.8 Lead 0.33 J 0.10 1.0

East Oakland 
Pride Elementary

Fountain
DF in sink in portable 

closest to main building. 
Parents Center 

2/1/2019 EPA-200.8 Lead 0.82 J 0.10 1.0

East Oakland 
Pride Elementary

Fountain DF in sink in Portable 32 2/1/2019 EPA-200.8 Lead 0.98 J 0.10 1.0

East Oakland 
Pride Elementary

Fountain DF in sink in Portable 33 2/1/2019 EPA-200.8 Lead 0.95 J 0.10 1.0
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East Oakland 
Pride Elementary

Fountain DF in sink in Portable 35 2/1/2019 EPA-200.8 Lead 0.97 J 0.10 1.0

East Oakland 
Pride Elementary

Fountain DF in sink in Portable 37 2/1/2019 EPA-200.8 Lead 1.2 0.10 1.0

Fruitvale 
Elementary

Hydrant
Hydrant # 1173 St, 

Oakland, pressure zone 
G1AA

2/4/2019 EPA-200.8 Lead

EnCompass 
Academy 

Elementary
Fountain

Room C17 first floor 
fountain attached to sink.

2/5/2019 EPA-200.8 Lead ND 0.10 1.0

EnCompass 
Academy 

Elementary
Fountain

Room C13 first floor 
fountain attached to sink.

2/5/2019 EPA-200.8 Lead 0.14 J 0.10 1.0

EnCompass 
Academy 

Elementary
Fountain

Room C22 second floor 
fountain attached to sink 

tap.
2/5/2019 EPA-200.8 Lead ND 0.10 1.0

EnCompass 
Academy 

Elementary
Fountain

Room C24 second floor 
fountain attached to sink.

2/5/2019 EPA-200.8 Lead ND 0.10 1.0

EnCompass 
Academy 

Elementary
Fountain

Room C11 first floor 
learning center fountain 

attached to sink.
2/5/2019 EPA-200.8 Lead 0.25 J 0.10 1.0

EnCompass 
Academy 

Elementary
Fountain

Outdoor water fountain 
by garden, upper fountain 

location.
2/5/2019 EPA-200.8 Lead 0.12 J 0.10 1.0

EnCompass 
Academy 

Elementary
Fountain

Drinking fountain in 
classroom C15

2/5/2019 EPA-200.8 Lead ND 0.10 1.0
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EnCompass 
Academy 

Elementary
Fountain

Drinking fountain in 
classroom C14

2/5/2019 EPA-200.8 Lead ND 0.10 1.0

EnCompass 
Academy 

Elementary
Fountain

Upper drinking fountain in 
first floor near office

2/5/2019 EPA-200.8 Lead ND 0.10 1.0

EnCompass 
Academy 

Elementary
Fountain

Upper drinking fountain 
second floor near staff 

bathroom 
2/5/2019 EPA-200.8 Lead ND 0.10 1.0

EnCompass 
Academy 

Elementary
Fountain

Drinking fountain in 
classroom C23

2/5/2019 EPA-200.8 Lead ND 0.10 1.0

EnCompass 
Academy 

Elementary
Fountain

Drinking fountain in 
classroom C26

2/5/2019 EPA-200.8 Lead ND 0.10 1.0

EnCompass 
Academy 

Elementary
Fountain

Drinking fountain in 
studio C12

2/5/2019 EPA-200.8 Lead ND 0.10 1.0

EnCompass 
Academy 

Elementary
Fountain

Lower DF Outside 
between building A and 

building C
2/5/2019 EPA-200.8 Lead ND 0.10 1.0

EnCompass 
Academy 

Elementary
Fountain

Upper drinking fountain 
next to garden

2/5/2019 EPA-200.8 Lead 0.97 J 0.10 1.0

Emerson 
Elementary 

OUSD
Fountain DF in classroom D2 2/5/2019 EPA-200.8 Lead 0.37 J 0.10 1.0

Emerson 
Elementary 

OUSD
Fountain

DF in hallway sink near 
classroom D3

2/5/2019 EPA-200.8 Lead 2.5 0.10 1.0
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Emerson 
Elementary 

OUSD
Fountain DF in classroom C1 2/5/2019 EPA-200.8 Lead 0.48 J 0.10 1.0

Emerson 
Elementary 

OUSD
Fountain DF in classroom B2 2/5/2019 EPA-200.8 Lead 0.45 J 0.10 1.0

Emerson 
Elementary 

OUSD
Fountain

DF in hallway next to 
kindergarten A classroom 

2/5/2019 EPA-200.8 Lead 0.8 J 0.10 1.0

Emerson 
Elementary 

OUSD
Fountain

DF in Hallway next to 
classroom B3

2/5/2019 EPA-200.8 Lead 1.1 0.10 1.0

Emerson 
Elementary 

OUSD
Fountain

DF in Hallway between 
Classrooms A and B

2/5/2019 EPA-200.8 Lead 0.12 J 0.10 1.0

Emerson 
Elementary 

OUSD
Fountain

Upper DF outside 
between building A and 

office
2/5/2019 EPA-200.8 Lead 0.32 J 0.10 1.0

Emerson 
Elementary 

OUSD
Fountain DF in Teachers lounge 2/5/2019 EPA-200.8 Lead 2.5 0.10 1.0

Emerson 
Elementary 

OUSD
Fountain

Lower DF Outside Building 
A

2/5/2019 EPA-200.8 Lead 0.39 J 0.10 1.0

Emerson 
Elementary 

OUSD
Fountain DF in Portable #6 2/5/2019 EPA-200.8 Lead ND 0.10 1.0

Emerson 
Elementary 

OUSD
Fountain

DF Right side of Girls BR 
of CDC Kindergarten

2/5/2019 EPA-200.8 Lead 1 0.10 1.0
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Emerson 
Elementary 

OUSD
Fountain DF left side of CDC Pre k 2/5/2019 EPA-200.8 Lead 0.98 J 0.10 1.0

Emerson 
Elementary 

OUSD
Fountain DF Right Side of CDC Pre k 2/5/2019 EPA-200.8 Lead 2.2 0.10 1.0

Emerson 
Elementary 

OUSD
Fountain DF in Portable 3 2/5/2019 EPA-200.8 Lead ND 0.10 1.0

Emerson 
Elementary 

OUSD
Fountain DF in sink rm D1 2/5/2019 EPA-200.8 Lead 0.31 J 0.10 1.0

Emerson 
Elementary 

OUSD
Fountain DF in sink rm C2 2/5/2019 EPA-200.8 Lead 0.83 J 0.10 1.0

Emerson 
Elementary 

OUSD
Fountain

DF in sink in work rm 
between C1 and C2 

2/5/2019 EPA-200.8 Lead 1.5 0.10 1.0

Emerson 
Elementary 

OUSD
Fountain

DF on left sink in 
kindergarten rm A

2/5/2019 EPA-200.8 Lead 0.29 J 0.10 1.0

Emerson 
Elementary 

OUSD
Fountain DF in sink rm B2 2/5/2019 EPA-200.8 Lead 0.66 J 0.10 1.0

Emerson 
Elementary 

OUSD
Fountain DF in sink rm A2 2/5/2019 EPA-200.8 Lead 1.1 0.10 1.0

Emerson 
Elementary 

OUSD
Fountain DF in sink rm A1 2/5/2019 EPA-200.8 Lead 0.26 J 0.10 1.0
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Emerson 
Elementary 

OUSD
Fountain

DF in work area near rm 
A3

2/5/2019 EPA-200.8 Lead 1.1 0.10 1.0

Emerson 
Elementary 

OUSD
Tap

Tap in main office kitchen 
sink 

2/5/2019 EPA-200.8 Lead 1 0.10 1.0

Emerson 
Elementary 

OUSD
Tap Tap in Portable 8 2/5/2019 EPA-200.8 Lead ND 0.10 1.0

Emerson 
Elementary 

OUSD
Fountain DF in sink Portable 7 2/5/2019 EPA-200.8 Lead ND 0.10 1.0

Emerson 
Elementary 

OUSD
Fountain DF in sink Portable 5 2/5/2019 EPA-200.8 Lead ND 0.10 1.0

Emerson 
Elementary 

OUSD
Fountain DF in Portable 2 2/5/2019 EPA-200.8 Lead 1.4 0.10 1.0

Emerson 
Elementary 

OUSD
Fountain DF in sink in Portable 4 2/5/2019 EPA-200.8 Lead ND 0.10 1.0

Esperanza 
Elementary

Fountain
First floor, DF by multi 

purpose room E21, upper 
location.

2/6/2019 EPA-200.8 Lead ND 0.10 1.0

Esperanza 
Elementary

Fountain
First floor, Classroom B6 

DF connected to sink.
2/6/2019 EPA-200.8 Lead ND 0.10 1.0

Esperanza 
Elementary

Fountain
First floor, Room B04, DF 

attached to sink.
2/6/2019 EPA-200.8 Lead ND 0.10 1.0

Esperanza 
Elementary

Fountain
First floor, Room B02, DF 

attached to sink.
2/6/2019 EPA-200.8 Lead ND 0.10 1.0
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Esperanza 
Elementary

Fountain
Second floor, room C05, 

DF connected to sink.
2/6/2019 EPA-200.8 Lead ND 0.10 1.0

Esperanza 
Elementary

Fountain
Second floor, DF outside 

classroom C04, lower 
location

2/6/2019 EPA-200.8 Lead 0.12 J 0.10 1.0

Esperanza 
Elementary

Fountain
Second floor, room C03, 

DF connected to sink.
2/6/2019 EPA-200.8 Lead ND 0.10 1.0

Esperanza 
Elementary

Fountain
Second floor, room C01, 

DF attached to sink.
2/6/2019 EPA-200.8 Lead ND 0.10 1.0

Esperanza 
Elementary

Fountain
First floor, room D03, DF 

connected to sink.
2/6/2019 EPA-200.8 Lead 0.37 J 0.10 1.0

Esperanza 
Elementary

Fountain
Portable 13, DF attached 

to sink.
2/6/2019 EPA-200.8 Lead ND 0.10 1.0

Esperanza 
Elementary

Fountain
DF on courtyard outside 
kitchen, lower location.

2/6/2019 EPA-200.8 Lead ND 0.10 1.0

Esperanza 
Elementary

Fountain
Cafeteria DF attached to 

sink.
2/6/2019 EPA-200.8 Lead ND 0.10 1.0

Esperanza 
Elementary

Tap
Nurse rm tap in main 

office 
2/6/2019 EPA-200.8 Lead 0.22 J 0.10 1.0

Esperanza 
Elementary

Fountain
Lower DF in hallway 
outside cafeteria F01

2/6/2019 EPA-200.8 Lead ND 0.10 1.0

Esperanza 
Elementary

Fountain DF in sink rm B05 2/6/2019 EPA-200.8 Lead ND 0.10 1.0

Esperanza 
Elementary

Tap
Sink in hallway outside rm 

B04
2/6/2019 EPA-200.8 Lead 0.36 J 0.10 1.0

Esperanza 
Elementary

Fountain DF in sink rm B03 2/6/2019 EPA-200.8 Lead ND 0.10 1.0

Esperanza 
Elementary

Fountain DF in sink rm B01 2/6/2019 EPA-200.8 Lead ND 0.10 1.0

Esperanza 
Elementary

Tap
Sink in hallway outside rm 

B02
2/6/2019 EPA-200.8 Lead 1.7 0.10 1.0
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Esperanza 
Elementary

Fountain DF in sink rm C06 2/6/2019 EPA-200.8 Lead ND 0.10 1.0

Esperanza 
Elementary

Fountain DF in sink rm C04 2/6/2019 EPA-200.8 Lead ND 0.10 1.0

Esperanza 
Elementary

Tap
Tap in hallway outside rm 
C04. Left most of 3 taps in 

2nd floor hallway
2/6/2019 EPA-200.8 Lead 0.79 J 0.10 1.0

Esperanza 
Elementary

Tap
Right most tap in hallway 

closest to printer 2nd 
floor 

2/6/2019 EPA-200.8 Lead 1.7 0.10 1.0

Esperanza 
Elementary

Fountain DF in sink in C02 2/6/2019 EPA-200.8 Lead ND 0.10 1.0

Esperanza 
Elementary

Fountain DF in sink rm D02 2/6/2019 EPA-200.8 Lead 0.68 J 0.10 1.0

Esperanza 
Elementary

Tap
Sink in counselors office 

D05
2/6/2019 EPA-200.8 Lead 0.38 J 0.10 1.0

Esperanza 
Elementary

Tap Tap in portable 14 2/6/2019 EPA-200.8 Lead ND 0.10 1.0

Esperanza 
Elementary

Tap
Food prep sink in kitchen 

on island 
2/6/2019 EPA-200.8 Lead 0.43 J 0.10 1.0

Esperanza 
Elementary

Tap
Right tap on 3 basin dish 
washing sink in kitchen 

2/6/2019 EPA-200.8 Lead ND 0.10 1.0

Fred T. 
Korematsu 
Discovery 
Academy

Fountain
Step over lower DF in 

hallway next to classroom 
A04

2/7/2019 EPA-200.8 Lead 0.1 J 0.10 1.0

Fred T. 
Korematsu 
Discovery 
Academy

Fountain
DF in sink in classroom 

A1.
2/7/2019 EPA-200.8 Lead ND 0.10 1.0

114 of 203 5/2/2019



OAKLAND USD
TOTAL SAMPLE RESULTS

Fred T. 
Korematsu 
Discovery 
Academy

Fountain DF in sink in room A3. 2/7/2019 EPA-200.8 Lead ND 0.10 1.0

Fred T. 
Korematsu 
Discovery 
Academy

Fountain
DF in sink in classroom 

A04
2/7/2019 EPA-200.8 Lead ND 0.10 1.0

Fred T. 
Korematsu 
Discovery 
Academy

Tap
Tap in sink in hallway, 

closer to room A05
2/7/2019 EPA-200.8 Lead 1.9 0.10 1.0

Fred T. 
Korematsu 
Discovery 
Academy

Fountain
Step over sample - left 
fixture on left most DF

2/7/2019 EPA-200.8 Lead ND 0.10 1.0

Fred T. 
Korematsu 
Discovery 
Academy

Tap
Step over sample, Tap in 

sink in portable P-2
2/7/2019 EPA-200.8 Lead ND 0.10 1.0

Fred T. 
Korematsu 
Discovery 
Academy

Fountain DF in sink in portable P-4 2/7/2019 EPA-200.8 Lead 0.16 J 0.10 1.0

Fred T. 
Korematsu 
Discovery 
Academy

Fountain DF in sink in portable P-7 2/7/2019 EPA-200.8 Lead 0.19 J 0.10 1.0
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Fred T. 
Korematsu 
Discovery 
Academy

Fountain DF in sink in portable P-9. 2/7/2019 EPA-200.8 Lead ND 0.10 1.0

Fred T. 
Korematsu 
Discovery 
Academy

Fountain DF in sink in portable P-11 2/7/2019 EPA-200.8 Lead ND 0.10 1.0

Fred T. 
Korematsu 
Discovery 
Academy

Tap

Two basin food prep sink 
on right wall in main 

kitchen when entering 
from cafeteria 

2/7/2019 EPA-200.8 Lead 1.4 0.10 1.0

Fred T. 
Korematsu 
Discovery 
Academy

Tap
Tap in admin office next 

to rm A1
2/7/2019 EPA-200.8 Lead ND 0.10 1.0

Fred T. 
Korematsu 
Discovery 
Academy

Fountain DF in sink rm A2 2/7/2019 EPA-200.8 Lead ND 0.10 1.0

Fred T. 
Korematsu 
Discovery 
Academy

Tap Tap in rm A6 2/7/2019 EPA-200.8 Lead ND 0.10 1.0

Fred T. 
Korematsu 
Discovery 
Academy

Tap
Tap in hallway in A wing 

closer to A6
2/7/2019 EPA-200.8 Lead 0.73 J 0.10 1.0
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Fred T. 
Korematsu 
Discovery 
Academy

Fountain DF in sink rm A5 2/7/2019 EPA-200.8 Lead ND 0.10 1.0

Fred T. 
Korematsu 
Discovery 
Academy

Fountain
Lower DF outside 

restrooms in line with 
portables 

2/7/2019 EPA-200.8 Lead ND 0.10 1.0

Fred T. 
Korematsu 
Discovery 
Academy

Fountain DF in sink P1 2/7/2019 EPA-200.8 Lead ND 0.10 1.0

Fred T. 
Korematsu 
Discovery 
Academy

Fountain DF in sink P3 2/7/2019 EPA-200.8 Lead ND 0.10 1.0

Fred T. 
Korematsu 
Discovery 
Academy

Fountain DF in sink P5 2/7/2019 EPA-200.8 Lead ND 0.10 1.0

Fred T. 
Korematsu 
Discovery 
Academy

Tap
Tap in SDC transitional 

kindergarten kitchen sink 
2/7/2019 EPA-200.8 Lead ND 0.10 1.0

Fred T. 
Korematsu 
Discovery 
Academy

Fountain DF in sink P8 2/7/2019 EPA-200.8 Lead ND 0.10 1.0
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Fred T. 
Korematsu 
Discovery 
Academy

Fountain DF in sink P10 2/7/2019 EPA-200.8 Lead ND 0.10 1.0

Fred T. 
Korematsu 
Discovery 
Academy

Fountain DF in sink P12 2/7/2019 EPA-200.8 Lead ND 0.10 1.0

Fred T. 
Korematsu 
Discovery 
Academy

Tap
Tap in community / 

computer rm 
2/7/2019 EPA-200.8 Lead 0.22 J 0.10 1.0

Futures 
Elementary

Tap Sink in classroom 14 2/7/2019 EPA-200.8 Lead 0.37 J 0.10 1.0

Futures 
Elementary

Tap Sink in Office in Futures 2/7/2019 EPA-200.8 Lead 0.31 J 0.10 1.0

Futures 
Elementary

Tap Sink in classroom 19 2/7/2019 EPA-200.8 Lead 0.79 J 0.10 1.0

Futures 
Elementary

Tap Sink in classroom 218 2/7/2019 EPA-200.8 Lead 0.66 J 0.10 1.0

Futures 
Elementary

Tap Sink in classroom 216 2/7/2019 EPA-200.8 Lead 0.22 J 0.10 1.0

Futures 
Elementary

Tap Sink in classroom 214 2/7/2019 EPA-200.8 Lead 4 0.10 1.0

Futures 
Elementary

Fountain
DF Across from classroom 

214 in hallway
2/7/2019 EPA-200.8 Lead 0.5 J 0.10 1.0

Futures 
Elementary

Fountain DF in Portable E 2/7/2019 EPA-200.8 Lead ND 0.10 1.0

Futures 
Elementary

Fountain DF in Portable C 2/7/2019 EPA-200.8 Lead ND 0.10 1.0
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Futures 
Elementary

Fountain DF in Portable A 2/7/2019 EPA-200.8 Lead ND 0.10 1.0

Futures 
Elementary

Fountain
DF left faucet outside to 

right of Building B
2/7/2019 EPA-200.8 Lead ND 0.10 1.0

Futures 
Elementary

Fountain
Left DF in front of Building 

B between Bldg A and B
2/7/2019 EPA-200.8 Lead ND 0.10 1.0

Futures 
Elementary

Tap Tap in rm 16 1st floor 2/7/2019 EPA-200.8 Lead 0.6 J 0.10 1.0

Futures 
Elementary

Tap Tap in rm 17 1st floor 2/7/2019 EPA-200.8 Lead 0.38 J 0.10 1.0

Futures 
Elementary

Tap Tap in rm 18 1st floor 2/7/2019 EPA-200.8 Lead 2.5 0.10 1.0

Futures 
Elementary

Tap Tap in rm 219 2nd floor 2/7/2019 EPA-200.8 Lead 0.45 J 0.10 1.0

Futures 
Elementary

Tap Tap in rm 217 2nd floor 2/7/2019 EPA-200.8 Lead 0.26 J 0.10 1.0

Futures 
Elementary

Tap Tap in rm 115 2nd floor 2/7/2019 EPA-200.8 Lead 1.1 0.10 1.0

Futures 
Elementary

Fountain Df in sink in portable F 2/7/2019 EPA-200.8 Lead 0.19 J 0.10 1.0

Futures 
Elementary

Tap Tap in portable D 2/7/2019 EPA-200.8 Lead ND 0.10 1.0

Futures 
Elementary

Fountain Df in sink in portable B 2/7/2019 EPA-200.8 Lead ND 0.10 1.0

Futures 
Elementary

Fountain
Center Df between 

portable E and Futures 
building 

2/7/2019 EPA-200.8 Lead 0.37 J 0.10 1.0

Global Family Fountain DF in sink in rm 1 2/8/2019 EPA-200.8 Lead 0.29 J 0.10 1.0
Global Family Tap Tap in rm 2 2/8/2019 EPA-200.8 Lead 0.1 J 0.10 1.0
Global Family Tap Tap in rm 5 2/8/2019 EPA-200.8 Lead 0.29 J 0.10 1.0
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Global Family Tap Tap in rm 6 2/8/2019 EPA-200.8 Lead 0.2 J 0.10 1.0
Global Family Fountain Df in sink in rm 8 2/8/2019 EPA-200.8 Lead 0.1 J 0.10 1.0
Global Family Fountain Df in sink in rm 10 2/8/2019 EPA-200.8 Lead 0.1 J 0.10 1.0
Global Family Fountain Df in sink in rm 12 2/8/2019 EPA-200.8 Lead 0.14 J 0.10 1.0
Global Family Fountain Df in sink in rm 32 2/8/2019 EPA-200.8 Lead 0.33 J 0.10 1.0
Global Family Fountain Df in sink in rm 23 2/8/2019 EPA-200.8 Lead 0.59 J 0.10 1.0

Global Family Fountain

Left df outside between 
boys and girls rr adjacent 

to rm 21 in lower 
courtyard

2/8/2019 EPA-200.8 Lead 0.22 J 0.10 1.0

Global Family Tap
Tap in staff lunchroom 
adjacent to entrance of 

school 
2/8/2019 EPA-200.8 Lead 0.98 J 0.10 1.0

Global Family Fountain DF in cafeteria 2/8/2019 EPA-200.8 Lead 0.49 J 0.10 1.0
Global Family Fountain DF in classroom 3 2/8/2019 EPA-200.8 Lead 0.17 J 0.10 1.0
Global Family Fountain DF in in classroom 4 2/8/2019 EPA-200.8 Lead ND 0.10 1.0
Global Family Fountain DF in classroom 7 2/8/2019 EPA-200.8 Lead 0.29 J 0.10 1.0
Global Family Fountain DF in classroom 9 2/8/2019 EPA-200.8 Lead ND 0.10 1.0
Global Family Fountain DF in classroom 11 2/8/2019 EPA-200.8 Lead ND 0.10 1.0
Global Family Fountain DF in classroom 13 2/8/2019 EPA-200.8 Lead 0.15 J 0.10 1.0

Global Family Fountain
Right DF outside between 

classroom 31 and 32 
2/8/2019 EPA-200.8 Lead ND 0.10 1.0

Global Family Fountain DF in classroom 25 2/8/2019 EPA-200.8 Lead 0.91 J 0.10 1.0
Global Family Fountain DF in classroom 2/8/2019 EPA-200.8 Lead 0.22 J 0.10 1.0

Global Family
Water 

Dispenser
Water Dispenser 2/8/2019 EPA-200.8 Lead ND 0.10 1.0

Hillcrest 
Elementary

Tap Tap in rm 1 2/13/2019 EPA-200.8 Lead 0.26 J 0.10 1.0

Hillcrest 
Elementary

Tap
Tap in printing rm off 

office 
2/13/2019 EPA-200.8 Lead 43 0.10 1.0
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Hillcrest 
Elementary

Tap Tap in rm 3 2/13/2019 EPA-200.8 Lead 1.2 0.10 1.0

Hillcrest 
Elementary

Fountain
Upper DF outside on 

playground 
2/13/2019 EPA-200.8 Lead 0.2 J 0.10 1.0

Hillcrest 
Elementary

Tap Tap rm 6 2/13/2019 EPA-200.8 Lead 3.3 0.10 1.0

Hillcrest 
Elementary

Fountain
Upper DF outside by 

tether ball courts 
2/13/2019 EPA-200.8 Lead 0.4 J 0.10 1.0

Hillcrest 
Elementary

Fountain DF in sink rm 9 2/13/2019 EPA-200.8 Lead 0.41 J 0.10 1.0

Hillcrest 
Elementary

Fountain DF in sink rm 13 2/13/2019 EPA-200.8 Lead 0.38 J 0.10 1.0

Hillcrest 
Elementary

Tap Tap in classroom 2 2/13/2019 EPA-200.8 Lead 0.98 J 0.10 1.0

Hillcrest 
Elementary

Fountain DF in classroom 4 2/13/2019 EPA-200.8 Lead 0.29 J 0.10 1.0

Hillcrest 
Elementary

Fountain
DF across from classroom 

4
2/13/2019 EPA-200.8 Lead 0.77 J 0.10 1.0

Hillcrest 
Elementary

Tap Tap in classroom 7 2/13/2019 EPA-200.8 Lead 0.59 J 0.10 1.0

Hillcrest 
Elementary

Tap Tap in classroom 5 2/13/2019 EPA-200.8 Lead 2.9 0.10 1.0

Hillcrest 
Elementary

Fountain
DF outside patio across 

from classroom 8
2/13/2019 EPA-200.8 Lead 2.2 0.10 1.0

Hillcrest 
Elementary

Fountain DF in classroom 8 2/13/2019 EPA-200.8 Lead 0.28 J 0.10 1.0

Hillcrest 
Elementary

Fountain DF in classroom 11 2/13/2019 EPA-200.8 Lead 0.32 J 0.10 1.0

Hillcrest 
Elementary

Fountain DF in classroom 12 2/13/2019 EPA-200.8 Lead 0.36 J 0.10 1.0
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Hoover 
Elementary

Fountain DF in sink in room K3 2/13/2019 EPA-200.8 Lead 0.39 J 0.10 1.0

Hoover 
Elementary

Tap Tap in sink in room K1 2/13/2019 EPA-200.8 Lead ND 0.10 1.0

Hoover 
Elementary

Fountain Left DF outside of K2 2/13/2019 EPA-200.8 Lead 0.16 J 0.10 1.0

Hoover 
Elementary

Tap Right fixture in kitchen 2/13/2019 EPA-200.8 Lead 0.98 J 0.10 1.0

Hoover 
Elementary

Tap
Sink in teachers lounge in 

main office
2/13/2019 EPA-200.8 Lead 0.11 J 0.10 1.0

Hoover 
Elementary

Tap Tap in sink in room 18 2/13/2019 EPA-200.8 Lead 0.5 J 0.10 1.0

Hoover 
Elementary

Fountain
DF in sink outside of room 

1 and 2
2/13/2019 EPA-200.8 Lead 0.13 J 0.10 1.0

Hoover 
Elementary

Fountain
DF in sink in common area 
outside rooms 14 and 15

2/13/2019 EPA-200.8 Lead 0.2 J 0.10 1.0

Hoover 
Elementary

Fountain DF in sink in portable 19 2/13/2019 EPA-200.8 Lead 1.1 0.10 1.0

Hoover 
Elementary

Fountain DF in sink in portable 20 2/13/2019 EPA-200.8 Lead 0.62 J 0.10 1.0

Hoover 
Elementary

Fountain DF in sink in portable 21 2/13/2019 EPA-200.8 Lead 0.4 J 0.10 1.0

Hoover 
Elementary

Fountain Fountain off sink in K2 2/13/2019 EPA-200.8 Lead 0.1 J 0.10 1.0

Hoover 
Elementary

Fountain
Outside fountain west 

side of building, Left DF
2/13/2019 EPA-200.8 Lead ND 0.10 1.0

Hoover 
Elementary

Fountain
DF inside cafeteria, lower 

left
2/13/2019 EPA-200.8 Lead ND 0.10 1.0

Hoover 
Elementary

Fountain
DF cafeteria exterior, right 

(step over)
2/13/2019 EPA-200.8 Lead 1.4 0.10 1.0
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Hoover 
Elementary

Tap Sink in nurses office 2/13/2019 EPA-200.8 Lead 1.6 0.10 1.0

Hoover 
Elementary

Fountain
Fountain in hall near 

room 18, left 
2/13/2019 EPA-200.8 Lead 0.27 J 0.10 1.0

Hoover 
Elementary

Fountain
Fountain off sink in 

common area outside 
rooms 5-8

2/13/2019 EPA-200.8 Lead 0.24 J 0.10 1.0

Hoover 
Elementary

Fountain
Fountain off of sink in 

common area near rooms 
9-12

2/13/2019 EPA-200.8 Lead 0.18 J 0.10 1.0

Hoover 
Elementary

Fountain
DF outside right of room 

5, left (step out)
2/13/2019 EPA-200.8 Lead 0.12 J 0.10 1.0

Hoover 
Elementary

Fountain
DF outside left of room 4, 

right (step out)
2/13/2019 EPA-200.8 Lead 0.16 J 0.10 1.0

Joaquin Miller 
Elementary

Water 
Dispenser

Water dispenser across 
from office

2/14/2019 EPA-200.8 Lead ND 0.10 1.0

Joaquin Miller 
Elementary

Tap Tap in classroom 9 2/14/2019 EPA-200.8 Lead 3.7 0.10 1.0

Joaquin Miller 
Elementary

Fountain DF in classroom 8 2/14/2019 EPA-200.8 Lead ND 0.10 1.0

Joaquin Miller 
Elementary

Fountain DF in classroom 7 2/14/2019 EPA-200.8 Lead ND 0.10 1.0

Joaquin Miller 
Elementary

Tap Tap in classroom 14 2/14/2019 EPA-200.8 Lead 2.2 0.10 1.0

Joaquin Miller 
Elementary

Tap Tap in classroom 13 2/14/2019 EPA-200.8 Lead 0.28 J 0.10 1.0

Joaquin Miller 
Elementary

Tap Tap in classroom 12 2/14/2019 EPA-200.8 Lead 1.2 0.10 1.0

Joaquin Miller 
Elementary

Fountain
DF in Multi purpose room 

next to bathroom 
2/14/2019 EPA-200.8 Lead ND 0.10 1.0
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Joaquin Miller 
Elementary

Tap Tap in music room 2/14/2019 EPA-200.8 Lead 2.6 0.10 1.0

Joaquin Miller 
Elementary

Fountain
DF across from Portable 

18, right side
2/14/2019 EPA-200.8 Lead 0.12 J 0.10 1.0

Joaquin Miller 
Elementary

Tap Tap in Portable 18 2/14/2019 EPA-200.8 Lead 2.2 0.10 1.0

Joaquin Miller 
Elementary

Tap Tap in speech rm 2/14/2019 EPA-200.8 Lead 7.7 0.10 1.0

Joaquin Miller 
Elementary

Fountain
Single DF in hallway 

outside rm 3 
2/14/2019 EPA-200.8 Lead ND 0.10 1.0

Joaquin Miller 
Elementary

Tap Tap in rm 3 2/14/2019 EPA-200.8 Lead 2.9 0.10 1.0

Joaquin Miller 
Elementary

Fountain DF in sink rm 4 2/14/2019 EPA-200.8 Lead 0.44 J 0.10 1.0

Joaquin Miller 
Elementary

Fountain DF in sink rm 5 2/14/2019 EPA-200.8 Lead 4.4 0.10 1.0

Joaquin Miller 
Elementary

Fountain DF in sink rm 6 2/14/2019 EPA-200.8 Lead 1 0.10 1.0

Joaquin Miller 
Elementary

Tap Tap rm 10 2/14/2019 EPA-200.8 Lead 3.8 0.10 1.0

Joaquin Miller 
Elementary

Tap Tap rm 11 2/14/2019 EPA-200.8 Lead 0.78 J 0.10 1.0

Joaquin Miller 
Elementary

Fountain
Single DF in hallway 

outside rm 12 
2/14/2019 EPA-200.8 Lead ND 0.10 1.0

Joaquin Miller 
Elementary

Fountain
Single DF in rm 1 outside 

restroom 
2/14/2019 EPA-200.8 Lead 0.28 J 0.10 1.0

Joaquin Miller 
Elementary

Tap
Food prep sink on island 

in main kitchen off of 
MPR 

2/14/2019 EPA-200.8 Lead 44 0.10 1.0
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Joaquin Miller 
Elementary

Fountain
Right DF on outside of 

main building across from 
entrance to MPR 

2/14/2019 EPA-200.8 Lead ND 0.10 1.0

Joaquin Miller 
Elementary

Fountain Right DF on kinder yard 2/14/2019 EPA-200.8 Lead 0.38 J 0.10 1.0

Horace Mann 
Elementary

Fountain
Lower drinking fountain 

outside main office 
2/14/2019 EPA-200.8 Lead 0.11 J 0.10 1.0

Horace Mann 
Elementary

Tap
Sink in Building A teachers 

lunchroom
2/14/2019 EPA-200.8 Lead 0.17 J 0.10 1.0

Horace Mann 
Elementary

Fountain
Right drinking fountain 

near girls restroom 
outside building B

2/14/2019 EPA-200.8 Lead ND 0.10 1.0

Horace Mann 
Elementary

Fountain
Drinking fountain in 

second floor classroom 8 
building B

2/14/2019 EPA-200.8 Lead 0.57 J 0.10 1.0

Horace Mann 
Elementary

Tap
Tap in second floor 

classroom 9 building B
2/14/2019 EPA-200.8 Lead 0.74 J 0.10 1.0

Horace Mann 
Elementary

Fountain
Drinking fountain in 

second floor classroom 10 
building B

2/14/2019 EPA-200.8 Lead 0.13 J 0.10 1.0

Horace Mann 
Elementary

Fountain
Drinking fountain in first 

floor classroom 2 building 
B

2/14/2019 EPA-200.8 Lead 0.22 J 0.10 1.0

Horace Mann 
Elementary

Fountain
Drinking fountain in first 

floor classroom 1 building 
B

2/14/2019 EPA-200.8 Lead 0.5 J 0.10 1.0

Horace Mann 
Elementary

Fountain
Drinking fountain in first 

floor classroom 3 building 
B

2/14/2019 EPA-200.8 Lead 0.17 J 0.10 1.0
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Horace Mann 
Elementary

Fountain
Drinking fountain in first 

floor classroom 4 building 
B

2/14/2019 EPA-200.8 Lead ND 0.10 1.0

Horace Mann 
Elementary

Fountain
Porcelain drinking 

fountain in classroom K 
2/14/2019 EPA-200.8 Lead 0.1 J 0.10 1.0

Horace Mann 
Elementary

Tap
Right side sink on back 

wall of kitchen under the 
windows

2/14/2019 EPA-200.8 Lead 5.7 0.10 1.0

Horace Mann 
Elementary

Fountain

Upper fountain between 
boys and girls bathrooms 

sampled. Step over for 
initial location D. 

2/14/2019 EPA-200.8 Lead 0.19 J 0.10 1.0

Horace Mann 
Elementary

Fountain
Fountain in sink basin on 
left wall of classroom 13. 

2/14/2019 EPA-200.8 Lead 0.16 J 0.10 1.0

Horace Mann 
Elementary

Fountain
Drinking fountain in sink 

basin on left wall of 
classroom 12. 

2/14/2019 EPA-200.8 Lead 0.3 J 0.10 1.0

Horace Mann 
Elementary

Fountain
Drinking fountain in sink 

basin on left wall of 
classroom 11

2/14/2019 EPA-200.8 Lead 0.1 J 0.10 1.0

Horace Mann 
Elementary

Tap
Tap in sink basin on left 

wall of classroom 7
2/14/2019 EPA-200.8 Lead 0.44 J 0.10 1.0

Horace Mann 
Elementary

Fountain
Water fountain in sink 

basin on left wall of 
classroom 6

2/14/2019 EPA-200.8 Lead 0.21 J 0.10 1.0

Horace Mann 
Elementary

Fountain
Water fountain in sink 

basin on left wall of 
classroom 5

2/14/2019 EPA-200.8 Lead ND 0.10 1.0
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Horace Mann 
Elementary

Fountain

Drinking fountain on right 
side in sink basin on left 
wall of TK/K classroom 

across from admin office

2/14/2019 EPA-200.8 Lead 0.25 J 0.10 1.0

Kaiser 
Elementary

Tap Tap in office 2/15/2019 EPA-200.8 Lead 0.35 J 0.10 1.0

Kaiser 
Elementary

Tap Tap in teachers lounge 2/15/2019 EPA-200.8 Lead 0.1 J 0.10 1.0

Kaiser 
Elementary

Fountain DF in classroom 1 2/15/2019 EPA-200.8 Lead 0.19 J 0.10 1.0

Kaiser 
Elementary

Fountain DF in classroom 6 2/15/2019 EPA-200.8 Lead ND 0.10 1.0

Kaiser 
Elementary

Fountain DF in classroom 4 2/15/2019 EPA-200.8 Lead 1.3 0.10 1.0

Kaiser 
Elementary

Fountain DF in classroom 8 2/15/2019 EPA-200.8 Lead 1.1 0.10 1.0

Kaiser 
Elementary

Tap
Tap in classroom 5 / DF is 

out of order 
2/15/2019 EPA-200.8 Lead 1.1 0.10 1.0

Kaiser 
Elementary

Tap Tap in classroom 7 2/15/2019 EPA-200.8 Lead 0.71 J 0.10 1.0

Kaiser 
Elementary

Fountain DF in Portable  A 2/15/2019 EPA-200.8 Lead 0.58 J 0.10 1.0

Kaiser 
Elementary

Fountain DF in Portable D 2/15/2019 EPA-200.8 Lead ND 0.10 1.0

Kaiser 
Elementary

Fountain DF in Portable B 2/15/2019 EPA-200.8 Lead 0.99 J 0.10 1.0

Kaiser 
Elementary

Fountain DF in Portable C 2/15/2019 EPA-200.8 Lead 0.19 J 0.10 1.0
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La Escuelita 
Elementary

Fountain
Fountain in sink basin on 
right wall of classroom A-

110
2/15/2019 EPA-200.8 Lead ND 0.10 1.0

La Escuelita 
Elementary

Fountain
Water fountain in sink 

basin in classroom A-126
2/15/2019 EPA-200.8 Lead ND 0.10 1.0

La Escuelita 
Elementary

Tap
Tap in sink basin in 
classroom A-120

2/15/2019 EPA-200.8 Lead ND 0.10 1.0

La Escuelita 
Elementary

Fountain
Fountain in sink basin in 

classroom A-115
2/15/2019 EPA-200.8 Lead ND 0.10 1.0

La Escuelita 
Elementary

Fountain

Left fountain in building A 
corridor across from 
elevator and electric 

room

2/15/2019 EPA-200.8 Lead ND 0.10 1.0

La Escuelita 
Elementary

Tap
Tap in sink basin in 
classroom A-142

2/15/2019 EPA-200.8 Lead ND 0.10 1.0

La Escuelita 
Elementary

Fountain
Fountain in sink basin in 

classroom A-141
2/15/2019 EPA-200.8 Lead ND 0.10 1.0

La Escuelita 
Elementary

Tap
Tap in sink basin in 
classroom A-133

2/15/2019 EPA-200.8 Lead ND 0.10 1.0

La Escuelita 
Elementary

Tap
Tap in sink basin in 
classroom A-135

2/15/2019 EPA-200.8 Lead ND 0.10 1.0

La Escuelita 
Elementary

Fountain
Fountain in sink basin in 

classroom A-140
2/15/2019 EPA-200.8 Lead ND 0.10 1.0

La Escuelita 
Elementary

Fountain
Left fountain in multi-
purpose room next to 

kitchen entrance B-140
2/15/2019 EPA-200.8 Lead ND 0.10 1.0

La Escuelita 
Elementary

Tap
 Kitchen wash station (left 

cold tap) next to 
dishwasher

2/15/2019 EPA-200.8 Lead ND 0.10 1.0

La Escuelita 
Elementary

Fountain
Fountain in sink basin in 

classroom A-240
2/15/2019 EPA-200.8 Lead ND 0.10 1.0
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La Escuelita 
Elementary

Fountain
Left fountain 2nd floor 

front of Room 2 (A-229)
2/15/2019 EPA-200.8 Lead ND 0.10 1.0

La Escuelita 
Elementary

Fountain
Fountain in sink basin in 

classroom A-233
2/15/2019 EPA-200.8 Lead ND 0.10 1.0

La Escuelita 
Elementary

Tap
Cold tap in single-fixture 

basin next to refrigerators 
in United Nations CDC.

2/15/2019 EPA-200.8 Lead 0.14 J 0.10 1.0

Laurel 
Elementary

Tap
Tap in sink in classroom 

inside library
2/20/2019 EPA-200.8 Lead 3.4 0.10 1.0

Laurel 
Elementary

Fountain
Fountain in sink basin in 

classroom 18
2/20/2019 EPA-200.8 Lead 3.6 0.10 1.0

Laurel 
Elementary

Fountain
Fountain in sink basin in 

classroom 17
2/20/2019 EPA-200.8 Lead 1.2 0.10 1.0

Laurel 
Elementary

Fountain
Fountain in sink basin in 

classroom 2
2/20/2019 EPA-200.8 Lead 1.9 0.10 1.0

Laurel 
Elementary

Fountain
Fountain in sink basin in 

classroom 3
2/20/2019 EPA-200.8 Lead 1.8 0.10 1.0

Laurel 
Elementary

Fountain
Fountain in sink basin in 

classroom 12
2/20/2019 EPA-200.8 Lead 1.3 0.10 1.0

Laurel 
Elementary

Fountain
Fountain in sink basin in 

classroom 10
2/20/2019 EPA-200.8 Lead 2.1 0.10 1.0

Laurel 
Elementary

Fountain
Fountain in sink basin in 

classroom 9
2/20/2019 EPA-200.8 Lead 0.96 J 0.10 1.0

Laurel 
Elementary

Fountain
Fountain in sink basin in 

classroom 6
2/20/2019 EPA-200.8 Lead 1.6 0.10 1.0

Laurel 
Elementary

Fountain
Fountain in sink basin in 

classroom 8
2/20/2019 EPA-200.8 Lead 2.1 0.10 1.0

Laurel 
Elementary

Fountain
Lower fountain between 
boys and girls bathroom 

in cage.
2/20/2019 EPA-200.8 Lead 0.3 J 0.10 1.0
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Laurel 
Elementary

Fountain
Fountain in sink basin in 
portables classroom 22

2/20/2019 EPA-200.8 Lead 0.14 J 0.10 1.0

Laurel 
Elementary

Fountain
Lower right DF, in hall 

near main entrance
2/20/2019 EPA-200.8 Lead 0.62 J 0.10 1.0

Laurel 
Elementary

Fountain
DF off of sink in room 13, 

cafeteria
2/20/2019 EPA-200.8 Lead 1.1 0.10 1.0

Laurel 
Elementary

Fountain DF in room 15 2/20/2019 EPA-200.8 Lead 6.3 0.10 1.0

Laurel 
Elementary

Fountain DF off of sink in Room 1 2/20/2019 EPA-200.8 Lead 0.47 J 0.10 1.0

Laurel 
Elementary

Fountain DF off of sink in room 4 2/20/2019 EPA-200.8 Lead 0.6 J 0.10 1.0

Laurel 
Elementary

Fountain
Lower right DF in hall by 

stairs on second floor
2/20/2019 EPA-200.8 Lead 1.3 0.10 1.0

Laurel 
Elementary

Fountain
DF off of sink in room 11, 

second floor
2/20/2019 EPA-200.8 Lead 1.3 0.10 1.0

Laurel 
Elementary

Fountain
DF off sink in room 5, 2nd 

floor
2/20/2019 EPA-200.8 Lead 1.3 0.10 1.0

Laurel 
Elementary

Fountain
DF off of sink in room 7, 

2nd floor
2/20/2019 EPA-200.8 Lead 1.7 0.10 1.0

Laurel 
Elementary

Fountain
DF off of sink in portables 

room 24
2/20/2019 EPA-200.8 Lead ND 0.10 1.0

Laurel 
Elementary

Fountain
DF off of sink in room 23 

portables
2/20/2019 EPA-200.8 Lead ND 0.10 1.0

Lincoln 
Elementary 

OUSD
Fountain DF in classroom 102 2/20/2019 EPA-200.8 Lead 1.1 0.10 1.0

Lincoln 
Elementary 

OUSD
Fountain DF in classroom 104 2/20/2019 EPA-200.8 Lead 0.43 J 0.10 1.0

130 of 203 5/2/2019



OAKLAND USD
TOTAL SAMPLE RESULTS

Lincoln 
Elementary 

OUSD
Fountain DF in classroom 105 2/20/2019 EPA-200.8 Lead 3.3 0.10 1.0

Lincoln 
Elementary 

OUSD
Fountain DF in classroom 106 2/20/2019 EPA-200.8 Lead 0.54 J 0.10 1.0

Lincoln 
Elementary 

OUSD
Fountain DF in classroom 206 2/20/2019 EPA-200.8 Lead 0.73 J 0.10 1.0

Lincoln 
Elementary 

OUSD
Fountain DF in classroom 205 2/20/2019 EPA-200.8 Lead 0.12 J 0.10 1.0

Lincoln 
Elementary 

OUSD
Fountain DF in classroom 204 2/20/2019 EPA-200.8 Lead 0.17 J 0.10 1.0

Lincoln 
Elementary 

OUSD
Fountain DF in classroom 203 2/20/2019 EPA-200.8 Lead 0.33 J 0.10 1.0

Lincoln 
Elementary 

OUSD
Fountain

DF in Teachers Work 
Room

2/20/2019 EPA-200.8 Lead 0.93 J 0.10 1.0

Lincoln 
Elementary 

OUSD
Fountain DF in classroom 161 2/20/2019 EPA-200.8 Lead 0.12 J 0.10 1.0

Lincoln 
Elementary 

OUSD
Fountain DF in classroom 165 2/20/2019 EPA-200.8 Lead 0.36 J 0.10 1.0

Lincoln 
Elementary 

OUSD
Fountain DF in classroom 263 2/20/2019 EPA-200.8 Lead 0.27 J 0.10 1.0
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Lincoln 
Elementary 

OUSD
Fountain

DF outside of Main 
Entrance of PlayGround 

Left Faucet 
2/20/2019 EPA-200.8 Lead 0.19 J 0.10 1.0

Lincoln 
Elementary 

OUSD
Fountain Df in sink in parent rm 2/20/2019 EPA-200.8 Lead 13 0.10 1.0

Lincoln 
Elementary 

OUSD
Fountain Df in sink in rm 103 2/20/2019 EPA-200.8 Lead 0.3 J 0.10 1.0

Lincoln 
Elementary 

OUSD
Fountain Df in sink in rm 112 2/20/2019 EPA-200.8 Lead 1.9 0.10 1.0

Lincoln 
Elementary 

OUSD
Fountain Df in sink in rm 111 2/20/2019 EPA-200.8 Lead 0.74 J 0.10 1.0

Lincoln 
Elementary 

OUSD
Fountain

Df in sink in 
prekindergarten rm 

2/20/2019 EPA-200.8 Lead 23 0.10 1.0

Lincoln 
Elementary 

OUSD
Fountain

Df in sink in rm 211 2nd 
floor 

2/20/2019 EPA-200.8 Lead 0.6 J 0.10 1.0

Lincoln 
Elementary 

OUSD
Fountain

Df in sink in rm 212 2nd 
floor

2/20/2019 EPA-200.8 Lead 0.82 J 0.10 1.0

Lincoln 
Elementary 

OUSD
Fountain

Df in sink in rm 213 2nd 
floor 

2/20/2019 EPA-200.8 Lead 0.64 J 0.10 1.0

Lincoln 
Elementary 

OUSD
Fountain

Df in sink in rm 214 2nd 
floor

2/20/2019 EPA-200.8 Lead 0.34 J 0.10 1.0
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Lincoln 
Elementary 

OUSD
Fountain

Df in sink in rm 215 
computer lab 2nd floor

2/20/2019 EPA-200.8 Lead 2.1 0.10 1.0

Lincoln 
Elementary 

OUSD
Fountain Df in sink in portable B 2/20/2019 EPA-200.8 Lead 1.5 0.10 1.0

Lincoln 
Elementary 

OUSD
Fountain Df in sink in rm 163 2/20/2019 EPA-200.8 Lead 0.1 J 0.10 1.0

Lincoln 
Elementary 

OUSD
Fountain Df in sink in rm 266 2/20/2019 EPA-200.8 Lead 0.13 J 0.10 1.0

Lincoln 
Elementary 

OUSD
Fountain Df in sink in rm 261 2/20/2019 EPA-200.8 Lead 0.1 J 0.10 1.0

Madison Park 
Academy 6-12

Tap
Room 13 building A sink 

tap
2/21/2019 EPA-200.8 Lead 5.3 0.10 1.0

Madison Park 
Academy 6-12

Tap
Building A, room 36 

Library sink tap.
2/21/2019 EPA-200.8 Lead 4.1 0.10 1.0

Madison Park 
Academy 6-12

Fountain
Building A, DF across from 

room A33, lower DF 
location 

2/21/2019 EPA-200.8 Lead 0.33 J 0.10 1.0

Madison Park 
Academy 6-12

Tap
Building A, classroom 6, 

tap along north wall.
2/21/2019 EPA-200.8 Lead 5.7 0.10 1.0

Madison Park 
Academy 6-12

Tap
Building A, classroom 6, 
sink tap along west wall.

2/21/2019 EPA-200.8 Lead 1.2 0.10 1.0

Madison Park 
Academy 6-12

Water 
Dispenser

Cafeteria water dispenser, 
right location.

2/21/2019 EPA-200.8 Lead 0.22 J 0.10 1.0

Madison Park 
Academy 6-12

Tap
Kitchen SW corner, far 

right tap.
2/21/2019 EPA-200.8 Lead ND 0.10 1.0
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Madison Park 
Academy 6-12

Tap
Room 21, sink tap in NW 

corner.
2/21/2019 EPA-200.8 Lead 1.7 0.10 1.0

Madison Park 
Academy 6-12

Tap
Room 21, sink tap, SE 

corner.
2/21/2019 EPA-200.8 Lead 1.5 0.10 1.0

Madison Park 
Academy 6-12

Tap
Tap Building A, room 22, 

sink in SE corner
2/21/2019 EPA-200.8 Lead 0.93 J 0.10 1.0

Madison Park 
Academy 6-12

Tap
Building A, room 22, SW 

corner.
2/21/2019 EPA-200.8 Lead 1.2 0.10 1.0

Madison Park 
Academy 6-12

Water 
Dispenser

Cafeteria Brita Hydration 
Station.

2/21/2019 EPA-200.8 Lead ND 0.10 1.0

Madison Park 
Academy 6-12

Fountain
DF in Hallway between 
Staff Restrooms Right 

Faucet 
2/21/2019 EPA-200.8 Lead 0.17 J 0.10 1.0

Madison Park 
Academy 6-12

Tap Tap in classroom 14 2/21/2019 EPA-200.8 Lead 1.8 0.10 1.0

Madison Park 
Academy 6-12

Tap Tap in classroom 2 2/21/2019 EPA-200.8 Lead 2 0.10 1.0

Madison Park 
Academy 6-12

Tap
Tap in classroom 1 Front 

Sink 
2/21/2019 EPA-200.8 Lead 4.8 0.10 1.0

Madison Park 
Academy 6-12

Tap
Tap in Teachers Lounge 

B22 
2/21/2019 EPA-200.8 Lead 0.28 J 0.10 1.0

Manzanita SEED 
Elementary

Fountain
Portable P6 BB attached 

to sink.
2/22/2019 EPA-200.8 Lead ND 0.10 1.0

Manzanita SEED 
Elementary

Fountain
Portable P4 BB attached 

to sink.
2/22/2019 EPA-200.8 Lead 0.26 J 0.10 1.0

Manzanita SEED 
Elementary

Fountain
Classroom 16 BB attached 

to sink.
2/22/2019 EPA-200.8 Lead 0.62 J 0.10 1.0

Manzanita SEED 
Elementary

Fountain
DF between building D 
and C, lower location.

2/22/2019 EPA-200.8 Lead ND 0.10 1.0

Manzanita SEED 
Elementary

Fountain
Classroom 3 salon 3 BB 

attached to sink.
2/22/2019 EPA-200.8 Lead 0.11 J 0.10 1.0
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Manzanita SEED 
Elementary

Fountain
Classroom 5 salon 5 BB 

attached to sink.
2/22/2019 EPA-200.8 Lead 0.38 J 0.10 1.0

Manzanita SEED 
Elementary

Fountain
Classroom 9 salon 9, BB 

attached to sink.
2/22/2019 EPA-200.8 Lead 0.3 J 0.10 1.0

Manzanita 
Community

Tap Main office sink tap. 2/22/2019 EPA-200.8 Lead 2.9 0.10 1.0

Manzanita 
Community

Tap Teachers lounge sink tap. 2/22/2019 EPA-200.8 Lead ND 0.10 1.0

Manzanita 
Community

Fountain
Classroom 7 BB attached 

to sink.
2/22/2019 EPA-200.8 Lead 5.5 0.10 1.0

Manzanita 
Community

Fountain
Classroom 9 BB attached 

to sink.
2/22/2019 EPA-200.8 Lead 2 0.10 1.0

Manzanita 
Community

Fountain
Outdoor drinking fountain 

south side of building, 
right fountain.

2/22/2019 EPA-200.8 Lead ND 0.10 1.0

Manzanita 
Community

Fountain
Portable P14 BB attached 

to sink.
2/22/2019 EPA-200.8 Lead 0.11 J 0.10 1.0

Manzanita 
Community

Fountain
Portable P13 BB attached 

to sink.
2/22/2019 EPA-200.8 Lead ND 0.10 1.0

Manzanita 
Community

Fountain
Portable P10 BB attached 

to sink.
2/22/2019 EPA-200.8 Lead 0.14 J 0.10 1.0

Manzanita 
Community

Fountain
Portable P9 BB attached 

to sink
2/22/2019 EPA-200.8 Lead ND 0.10 1.0

Manzanita 
Community

Fountain
Portable P8 BB attached 

to sink.
2/22/2019 EPA-200.8 Lead 0.23 J 0.10 1.0

Manzanita 
Community

Tap Tap in nurse's office 2/22/2019 EPA-200.8 Lead 2.5 0.10 1.0

Manzanita 
Community

Fountain
Lower DF Next Nurse 

office 
2/22/2019 EPA-200.8 Lead 2.3 0.10 1.0

Manzanita 
Community

Fountain DF in classroom 2 2/22/2019 EPA-200.8 Lead 0.5 J 0.10 1.0
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Manzanita 
Community

Fountain DF in classroom 4 2/22/2019 EPA-200.8 Lead 0.31 J 0.10 1.0

Manzanita 
Community

Fountain DF in classroom 6 2/22/2019 EPA-200.8 Lead 0.67 J 0.10 1.0

Manzanita 
Community

Fountain
Lower DF in cafeteria 
Across From Kitchen 

2/22/2019 EPA-200.8 Lead 0.13 J 0.10 1.0

Manzanita 
Community

Fountain DF in classroom 11 2/22/2019 EPA-200.8 Lead 1.6 0.10 1.0

Manzanita 
Community

Fountain DF in Portable 15 2/22/2019 EPA-200.8 Lead ND 0.10 1.0

Manzanita 
Community

Fountain
Lower DF outside next to 

Garden 
2/22/2019 EPA-200.8 Lead ND 0.10 1.0

Manzanita 
Community

Fountain DF in Portable 11 2/22/2019 EPA-200.8 Lead ND 0.10 1.0

Manzanita SEED 
Elementary

Fountain DF in Portable 7 2/22/2019 EPA-200.8 Lead 0.1 J 0.10 1.0

Manzanita SEED 
Elementary

Fountain DF in Portable 5 2/22/2019 EPA-200.8 Lead 0.24 J 0.10 1.0

Manzanita SEED 
Elementary

Tap Sink Tap in Office 2/22/2019 EPA-200.8 Lead 0.18 J 0.10 1.0

Manzanita SEED 
Elementary

Fountain DF in Room 1 2/22/2019 EPA-200.8 Lead 0.14 J 0.10 1.0

Manzanita SEED 
Elementary

Fountain DF in classroom 2 2/22/2019 EPA-200.8 Lead ND 0.10 1.0

Manzanita SEED 
Elementary

Fountain DF in classroom 4 2/22/2019 EPA-200.8 Lead 0.19 J 0.10 1.0

Manzanita SEED 
Elementary

Fountain DF in classroom 6 2/22/2019 EPA-200.8 Lead 0.3 J 0.10 1.0

Manzanita SEED 
Elementary

Fountain DF in classroom 8 2/22/2019 EPA-200.8 Lead 0.19 J 0.10 1.0
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Manzanita SEED 
Elementary

Fountain DF in classroom 10 2/22/2019 EPA-200.8 Lead 0.32 J 0.10 1.0

Montclair 
Elementary

Fountain
Right DF outside of 

Auditorium 
2/26/2019 EPA-200.8 Lead 0.1 J 0.10 1.0

Montclair 
Elementary

Tap Tap sink in classroom 1 2/26/2019 EPA-200.8 Lead 5.9 0.10 1.0

Montclair 
Elementary

Tap Tap sink in classroom 3 2/26/2019 EPA-200.8 Lead 2.9 0.10 1.0

Montclair 
Elementary

Tap Tap sink in classroom 5 2/26/2019 EPA-200.8 Lead 4.1 0.10 1.0

Montclair 
Elementary

Tap
Tap sink in kindergarten 

classroom 
2/26/2019 EPA-200.8 Lead 1.1 0.10 1.0

Montclair 
Elementary

Tap Tap sink in classroom 8 2/26/2019 EPA-200.8 Lead 11 0.10 1.0

Montclair 
Elementary

Tap Tap sink in classroom 10 2/26/2019 EPA-200.8 Lead 1.5 0.10 1.0

Montclair 
Elementary

Tap Tap sink in classroom 12 2/26/2019 EPA-200.8 Lead 0.75 J 0.10 1.0

Montclair 
Elementary

Water 
Dispenser

WD Outside Lower 
Playground 

2/26/2019 EPA-200.8 Lead 1.5 0.10 1.0

Montclair 
Elementary

Fountain DF in Portable I 2/26/2019 EPA-200.8 Lead 0.73 J 0.10 1.0

Montclair 
Elementary

Fountain DF in Portable G 2/26/2019 EPA-200.8 Lead 0.45 J 0.10 1.0

Montclair 
Elementary

Fountain DF in classroom 101 2/26/2019 EPA-200.8 Lead ND 0.10 1.0

Montclair 
Elementary

Fountain DF in classroom 103 2/26/2019 EPA-200.8 Lead ND 0.10 1.0

Montclair 
Elementary

Fountain DF in classroom 105 2/26/2019 EPA-200.8 Lead ND 0.10 1.0
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Montclair 
Elementary

Fountain DF in classroom 204 2/26/2019 EPA-200.8 Lead ND 0.10 1.0

Montclair 
Elementary

Fountain DF in classroom 202 2/26/2019 EPA-200.8 Lead ND 0.10 1.0

Montclair 
Elementary

Fountain DF in classroom 201 2/26/2019 EPA-200.8 Lead ND 0.10 1.0

Montclair 
Elementary

Fountain
Upper DF First New 

Building 
2/26/2019 EPA-200.8 Lead ND 0.10 1.0

Montclair 
Elementary

Tap
Prep sink in kitchen cold 

tap at Ottertorium 
2/26/2019 EPA-200.8 Lead 0.39 J 0.10 1.0

Montclair 
Elementary

Tap Sink in room 2 2/26/2019 EPA-200.8 Lead 27 0.10 1.0

Montclair 
Elementary

Tap Sink in room 4 2/26/2019 EPA-200.8 Lead 16 0.10 1.0

Montclair 
Elementary

Tap Sink in faculty room 2/26/2019 EPA-200.8 Lead 17 0.10 1.0

Montclair 
Elementary

Tap
Sink in nurses office cold 

tap
2/26/2019 EPA-200.8 Lead 11 0.10 1.0

Montclair 
Elementary

Tap Sink in room 11 2/26/2019 EPA-200.8 Lead 4.1 0.10 1.0

Montclair 
Elementary

Tap
Left sink in room 14 cold 

tap
2/26/2019 EPA-200.8 Lead 3.5 0.10 1.0

Montclair 
Elementary

Water 
Dispenser

Dispenser outside main 
building facing garden

2/26/2019 EPA-200.8 Lead 0.58 J 0.10 1.0

Montclair 
Elementary

Fountain Fountain in room J 2/26/2019 EPA-200.8 Lead 0.48 J 0.10 1.0

Montclair 
Elementary

Fountain Fountain in room H 2/26/2019 EPA-200.8 Lead 0.87 J 0.10 1.0

Montclair 
Elementary

Water 
Dispenser

Dispenser outside 
portables 

2/26/2019 EPA-200.8 Lead 0.44 J 0.10 1.0
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Montclair 
Elementary

Fountain Fountain in room 102 2/26/2019 EPA-200.8 Lead 0.12 J 0.10 1.0

Montclair 
Elementary

Fountain Fountain in room 104 2/26/2019 EPA-200.8 Lead ND 0.10 1.0

Montclair 
Elementary

Fountain Fountain in room 205 2/26/2019 EPA-200.8 Lead ND 0.10 1.0

Montclair 
Elementary

Fountain Fountain in room 203 2/26/2019 EPA-200.8 Lead ND 0.10 1.0

Montclair 
Elementary

Fountain
Upper fountain in second 

floor of new building 
2/26/2019 EPA-200.8 Lead ND 0.10 1.0

Montclair 
Elementary

Tap
Cold tap in food prep sink 

in kitchen at MPR
2/26/2019 EPA-200.8 Lead ND 0.10 1.0

Melrose 
Leadership 
Academy

Tap
Tap in sink in 

nurses/counseling room 
adjacent to main office.

2/26/2019 EPA-200.8 Lead 1.7 0.10 1.0

Melrose 
Leadership 
Academy

Tap Tap in sink in kitchen. 2/26/2019 EPA-200.8 Lead 0.64 J 0.10 1.0

Melrose 
Leadership 
Academy

Tap Tap in sink in classroom 8 2/26/2019 EPA-200.8 Lead 0.7 J 0.10 1.0

Melrose 
Leadership 
Academy

Fountain DF in sink in room 7 2/26/2019 EPA-200.8 Lead 0.99 J 0.10 1.0

Melrose 
Leadership 
Academy

Tap Tap in sink in room 14 2/26/2019 EPA-200.8 Lead 3.2 0.10 1.0

Melrose 
Leadership 
Academy

Tap
Tap in sink in teachers 

lounge
2/26/2019 EPA-200.8 Lead 1.6 0.10 1.0
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Melrose 
Leadership 
Academy

Fountain DF in sink In portable 25 2/26/2019 EPA-200.8 Lead 0.25 J 0.10 1.0

Melrose 
Leadership 
Academy

Fountain DF in sink in portable 23 2/26/2019 EPA-200.8 Lead 0.27 J 0.10 1.0

Melrose 
Leadership 
Academy

Fountain DF in sink in portable 20 2/26/2019 EPA-200.8 Lead 0.2 J 0.10 1.0

Melrose 
Leadership 
Academy

Tap Tap inside classroom #1 2/26/2019 EPA-200.8 Lead 2 0.10 1.0

Melrose 
Leadership 
Academy

Water 
Dispenser

Inside auditorium across 
from stage

2/26/2019 EPA-200.8 Lead 0.64 J 0.10 1.0

Melrose 
Leadership 
Academy

Fountain
Hallway Df outside 

classroom #6
2/26/2019 EPA-200.8 Lead 3.4 0.10 1.0

Melrose 
Leadership 
Academy

Tap Tap inside classroom #6 2/26/2019 EPA-200.8 Lead 12 0.10 1.0

Melrose 
Leadership 
Academy

Tap Tap inside classroom #5 2/26/2019 EPA-200.8 Lead 1.4 0.10 1.0

Melrose 
Leadership 
Academy

Tap Tap inside room #4 2/26/2019 EPA-200.8 Lead 2.5 0.10 1.0

Melrose 
Leadership 
Academy

Tap Tap inside classroom #3 2/26/2019 EPA-200.8 Lead 0.92 J 0.10 1.0
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Melrose 
Leadership 
Academy

Tap Tap inside classroom #13 2/26/2019 EPA-200.8 Lead 0.55 J 0.10 1.0

Melrose 
Leadership 
Academy

Tap Tap inside classroom #16 2/26/2019 EPA-200.8 Lead 5 0.10 1.0

Melrose 
Leadership 
Academy

Fountain
Outside Df right-hand 

fountain sampled 
2/26/2019 EPA-200.8 Lead 0.99 J 0.10 1.0

Melrose 
Leadership 
Academy

Fountain Fountain in portable #24 2/26/2019 EPA-200.8 Lead 0.21 J 0.10 1.0

Melrose 
Leadership 
Academy

Fountain Df inside portable #22 2/26/2019 EPA-200.8 Lead 0.18 J 0.10 1.0

Melrose 
Leadership 
Academy

Fountain Df portable #19 2/26/2019 EPA-200.8 Lead 0.41 J 0.10 1.0

Melrose 
Leadership 
Academy

Fountain Df portable #21 2/26/2019 EPA-200.8 Lead 0.19 J 0.10 1.0

Parker 
Elementary

Tap Tap located in Rm 8 2/27/2019 EPA-200.8 Lead 1.5 0.10 1.0

Parker 
Elementary

Tap Tap located in Rm 7 2/27/2019 EPA-200.8 Lead 0.19 J 0.10 1.0

Parker 
Elementary

Fountain BB located in Rm 11 2/27/2019 EPA-200.8 Lead 1.6 0.10 1.0

Parker 
Elementary

Tap Tap located in Rm 22 2/27/2019 EPA-200.8 Lead 1.9 0.10 1.0

Parker 
Elementary

Tap Tap located in Rm 18 2/27/2019 EPA-200.8 Lead 1.5 0.10 1.0
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Parker 
Elementary

Tap Tap located in Rm 17 2/27/2019 EPA-200.8 Lead 36 0.10 1.0

Parker 
Elementary

Tap Tap located in Rm 15 2/27/2019 EPA-200.8 Lead 2.6 0.10 1.0

Parker 
Elementary

Tap Tap in Community Rm 2/27/2019 EPA-200.8 Lead 2.3 0.10 1.0

Parker 
Elementary

Fountain BB located in Rm 2 2/27/2019 EPA-200.8 Lead 2.2 0.10 1.0

Parker 
Elementary

Fountain Df located in Cafeteria 2/27/2019 EPA-200.8 Lead 2 0.10 1.0

Parker 
Elementary

Fountain
Lower Right Outside Df 

located to the left of the 
Portable B

2/27/2019 EPA-200.8 Lead 0.1 J 0.10 1.0

Parker 
Elementary

Fountain BB located in Portable C 2/27/2019 EPA-200.8 Lead 0.44 J 0.10 1.0

Parker 
Elementary

Fountain BB located in Portable F 2/27/2019 EPA-200.8 Lead 0.39 J 0.10 1.0

Parker 
Elementary

Tap Sink in room 10 2/27/2019 EPA-200.8 Lead 1.3 0.10 1.0

Parker 
Elementary

Tap Tap in room 12 2/27/2019 EPA-200.8 Lead 4.4 0.10 1.0

Parker 
Elementary

Fountain DF off sink in room 14 2/27/2019 EPA-200.8 Lead 0.1 J 0.10 1.0

Parker 
Elementary

Tap
Tap in room 20 on 2nd 

floor
2/27/2019 EPA-200.8 Lead 13 0.10 1.0

Parker 
Elementary

Tap
Tap, sink room 19 on 2nd 

floor
2/27/2019 EPA-200.8 Lead 14 0.10 1.0

Parker 
Elementary

Fountain
DF near Girls room, lower 

right
2/27/2019 EPA-200.8 Lead ND 0.10 1.0

Parker 
Elementary

Fountain
DF in basement hall, 

lower right
2/27/2019 EPA-200.8 Lead ND 0.10 1.0
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Parker 
Elementary

Tap Tap in sink room 1 2/27/2019 EPA-200.8 Lead 13 0.10 1.0

Parker 
Elementary

Tap Tap in kitchen 2/27/2019 EPA-200.8 Lead 0.55 J 0.10 1.0

Parker 
Elementary

Fountain Outside DF, furthest right 2/27/2019 EPA-200.8 Lead 0.28 J 0.10 1.0

Parker 
Elementary

Tap Tap in portables room B 2/27/2019 EPA-200.8 Lead 5.8 0.10 1.0

Parker 
Elementary

Fountain
DF off sink in portables 

room D
2/27/2019 EPA-200.8 Lead 0.96 J 0.10 1.0

Parker 
Elementary

Fountain DF off sink in portable E 2/27/2019 EPA-200.8 Lead 0.42 J 0.10 1.0

New Highland 
Academy

Tap
Tap in sink in storage 
room in main office.

2/27/2019 EPA-200.8 Lead 1 0.10 1.0

New Highland 
Academy

Water 
Dispenser

New water dispenser in 
main hallway near 

entrance, where old 
sample A used to be

2/27/2019 EPA-200.8 Lead ND 0.10 1.0

New Highland 
Academy

Fountain
DF in sink in resource 

Classroom 
2/27/2019 EPA-200.8 Lead 6.1 0.10 1.0

New Highland 
Academy

Fountain DF in sink in Room 9 2/27/2019 EPA-200.8 Lead 2.8 0.10 1.0

New Highland 
Academy

Fountain DF in sink in Room 8 2/27/2019 EPA-200.8 Lead 2.7 0.10 1.0

New Highland 
Academy

Fountain DF in sink in room 7 2/27/2019 EPA-200.8 Lead 0.16 J 0.10 1.0

New Highland 
Academy

Fountain DF in sink in room 31 2/27/2019 EPA-200.8 Lead ND 0.10 1.0

New Highland 
Academy

Tap
Stepover tap in sink in 

room 32
2/27/2019 EPA-200.8 Lead ND 0.10 1.0
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New Highland 
Academy

Tap Tap in sink in room 33 2/27/2019 EPA-200.8 Lead 0.58 J 0.10 1.0

New Highland 
Academy

Fountain DF in sink in room 35 2/27/2019 EPA-200.8 Lead ND 0.10 1.0

New Highland 
Academy

Fountain DF in sink in room 34 2/27/2019 EPA-200.8 Lead 0.11 J 0.10 1.0

New Highland 
Academy

Tap
Tap in nurses office near 

main office.
2/27/2019 EPA-200.8 Lead 13 0.10 1.0

New Highland 
Academy

Tap Right Tap sink in kitchen 2/27/2019 EPA-200.8 Lead 0.26 J 0.10 1.0

New Highland 
Academy

Fountain DF in Staff Dining 2/27/2019 EPA-200.8 Lead 0.29 J 0.10 1.0

New Highland 
Academy

Fountain DF in classroom 1 2/27/2019 EPA-200.8 Lead 2.1 0.10 1.0

New Highland 
Academy

Fountain DF in classroom 2 2/27/2019 EPA-200.8 Lead 2.1 0.10 1.0

New Highland 
Academy

Tap Tap sink in classroom 3 2/27/2019 EPA-200.8 Lead 0.16 J 0.10 1.0

New Highland 
Academy

Fountain DF in Classroom 6 2/27/2019 EPA-200.8 Lead 0.5 J 0.10 1.0

New Highland 
Academy

Fountain DF in classroom 42 2/27/2019 EPA-200.8 Lead ND 0.10 1.0

New Highland 
Academy

Fountain DF in classroom 43 2/27/2019 EPA-200.8 Lead 1.1 0.10 1.0

New Highland 
Academy

Fountain DF in classroom 46 2/27/2019 EPA-200.8 Lead ND 0.10 1.0

New Highland 
Academy

Fountain DF in classroom 45 2/27/2019 EPA-200.8 Lead 0.12 J 0.10 1.0

New Highland 
Academy

Fountain DF in classroom 44 2/27/2019 EPA-200.8 Lead ND 0.10 1.0
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New Highland 
Academy

Fountain DF in classroom 47 2/27/2019 EPA-200.8 Lead ND 0.10 1.0

Peralta 
Elementary

Fountain DF in Portable D 2/28/2019 EPA-200.8 Lead 0.19 J 0.10 1.0

Peralta 
Elementary

Fountain DF in Portable A 2/28/2019 EPA-200.8 Lead 0.34 J 0.10 1.0

Peralta 
Elementary

Fountain DF in Portable B 2/28/2019 EPA-200.8 Lead 1.4 0.10 1.0

Peralta 
Elementary

Fountain
Upper DF outside 

multipurpose Room 
2/28/2019 EPA-200.8 Lead 0.17 J 0.10 1.0

Peralta 
Elementary

Fountain DF in classroom 157 2/28/2019 EPA-200.8 Lead 4 0.10 1.0

Peralta 
Elementary

Fountain DF in classroom 107 2/28/2019 EPA-200.8 Lead 0.51 J 0.10 1.0

Peralta 
Elementary

Tap Tap sink in classroom 108 2/28/2019 EPA-200.8 Lead 1.9 0.10 1.0

Peralta 
Elementary

Fountain DF in classroom 109 2/28/2019 EPA-200.8 Lead 0.54 J 0.10 1.0

Peralta 
Elementary

Fountain DF in classroom 106 2/28/2019 EPA-200.8 Lead 0.3 J 0.10 1.0

Peralta 
Elementary

Fountain DF in classroom 105 2/28/2019 EPA-200.8 Lead 1 0.10 1.0

Peralta 
Elementary

Fountain DF in classroom 104 2/28/2019 EPA-200.8 Lead 1.8 0.10 1.0

Peralta 
Elementary

Water 
Dispenser

WD outside library 
window 

2/28/2019 EPA-200.8 Lead ND 0.10 1.0

Peralta 
Elementary

Tap Tap sink in classroom 102 2/28/2019 EPA-200.8 Lead 1.8 0.10 1.0

Peralta 
Elementary

Fountain DF in classroom 101 2/28/2019 EPA-200.8 Lead 0.54 J 0.10 1.0
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Peralta 
Elementary

Fountain DF in classroom 103 2/28/2019 EPA-200.8 Lead 1.1 0.10 1.0

Peralta 
Elementary

Tap Tap Sink Teachers Lounge 2/28/2019 EPA-200.8 Lead 0.35 J 0.10 1.0

Piedmont 
Avenue 

Elementary
Fountain Fountain in Room 8 2/28/2019 EPA-200.8 Lead 0.85 J 0.10 1.0

Piedmont 
Avenue 

Elementary
Fountain DF sink in room 18 2/28/2019 EPA-200.8 Lead ND 0.10 1.0

Piedmont 
Avenue 

Elementary
Fountain DF sink in Room 20 2/28/2019 EPA-200.8 Lead 11 0.10 1.0

Piedmont 
Avenue 

Elementary
Fountain DF in sink in room 21 2/28/2019 EPA-200.8 Lead ND 0.10 1.0

Piedmont 
Avenue 

Elementary
Fountain

DF off sink in Staff Work 
Room 

2/28/2019 EPA-200.8 Lead ND 0.10 1.0

Piedmont 
Avenue 

Elementary
Fountain DF off sink in room 19 2/28/2019 EPA-200.8 Lead 0.15 J 0.10 1.0

Piedmont 
Avenue 

Elementary
Fountain

DF in sink in Room 16, 
ground floor

2/28/2019 EPA-200.8 Lead ND 0.10 1.0

Piedmont 
Avenue 

Elementary
Fountain

DF off sink, room 13, 
ground floor

2/28/2019 EPA-200.8 Lead 0.3 J 0.10 1.0

Piedmont 
Avenue 

Elementary
Fountain

DF off sink room 12, 
ground floor

2/28/2019 EPA-200.8 Lead ND 0.10 1.0
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Piedmont 
Avenue 

Elementary
Fountain

DF off sink room 15, 
ground floor

2/28/2019 EPA-200.8 Lead ND 0.10 1.0

Piedmont 
Avenue 

Elementary
Fountain

DF off sink in room 14, 
ground floor

2/28/2019 EPA-200.8 Lead ND 0.10 1.0

Piedmont 
Avenue 

Elementary
Fountain

DF in sink room 11, 
ground floor

2/28/2019 EPA-200.8 Lead ND 0.10 1.0

Piedmont 
Avenue 

Elementary
Tap Tap in room 6 2/28/2019 EPA-200.8 Lead 0.63 J 0.10 1.0

Piedmont 
Avenue 

Elementary
Tap Tap in room 5 2/28/2019 EPA-200.8 Lead 9.4 0.10 1.0

Piedmont 
Avenue 

Elementary
Tap Tap in Psychologist Office 2/28/2019 EPA-200.8 Lead 5.6 0.10 1.0

Piedmont 
Avenue 

Elementary
Tap Tap in room 4 2/28/2019 EPA-200.8 Lead 6.7 0.10 1.0

Piedmont 
Avenue 

Elementary
Tap Tap in sink room 3 2/28/2019 EPA-200.8 Lead 1.6 0.10 1.0

Piedmont 
Avenue 

Elementary
Tap Tap in sink in portable P2 2/28/2019 EPA-200.8 Lead ND 0.10 1.0

Bella Vista 
Elementary 

OUSD
Tap Tap Sink in classroom 30 3/1/2019 EPA-200.8 Lead 2.7 0.10 1.0
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Bella Vista 
Elementary 

OUSD
Tap Tap sink in classroom 21 3/1/2019 EPA-200.8 Lead 1.4 0.10 1.0

Bella Vista 
Elementary 

OUSD
Tap Tap sink in classroom 29 3/1/2019 EPA-200.8 Lead 2.1 0.10 1.0

Bella Vista 
Elementary 

OUSD
Tap Tap sink in classroom 28 3/1/2019 EPA-200.8 Lead 3.6 0.10 1.0

Bella Vista 
Elementary 

OUSD
Tap Tap sink in classroom 25 3/1/2019 EPA-200.8 Lead 0.28 J 0.10 1.0

Bella Vista 
Elementary 

OUSD
Tap Tap sink in classroom 13 3/1/2019 EPA-200.8 Lead 0.4 J 0.10 1.0

Bella Vista 
Elementary 

OUSD
Tap Tap sink in classroom 14 3/1/2019 EPA-200.8 Lead 0.38 J 0.10 1.0

Bella Vista 
Elementary 

OUSD
Tap Tap sink in classroom 16 3/1/2019 EPA-200.8 Lead 0.75 J 0.10 1.0

Bella Vista 
Elementary 

OUSD
Tap Tap in classroom 1 3/1/2019 EPA-200.8 Lead 0.67 J 0.10 1.0

Bella Vista 
Elementary 

OUSD
Tap

Rinse sink in kitchen 
Cafeteria left cold faucet 

3/1/2019 EPA-200.8 Lead ND 0.10 1.0

Bella Vista 
Elementary 

OUSD
Fountain

Right DF outside Facing 
Portables 

3/1/2019 EPA-200.8 Lead ND 0.10 1.0
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Bella Vista 
Elementary 

OUSD
Fountain DF in Portable O 3/1/2019 EPA-200.8 Lead ND 0.10 1.0

Bella Vista 
Elementary 

OUSD
Fountain DF in Portable k 3/1/2019 EPA-200.8 Lead ND 0.10 1.0

Reach Academy Tap
Tap on three 

compartment sink in 
Kitchen

3/1/2019 EPA-200.8 Lead 0.57 J 0.10 1.0

Reach Academy Tap
Hand washing sink in 

Kitchen 
3/1/2019 EPA-200.8 Lead 0.1 J 0.10 1.0

Reach Academy Fountain BB located in Portable 47 3/1/2019 EPA-200.8 Lead ND 0.10 1.0
Reach Academy Fountain BB located in Portable 46 3/1/2019 EPA-200.8 Lead 0.1 J 0.10 1.0
Reach Academy Fountain BB located in Portable 45 3/1/2019 EPA-200.8 Lead ND 0.10 1.0

Reach Academy Tap Tap located in Portable 50 3/1/2019 EPA-200.8 Lead ND 0.10 1.0

Reach Academy Tap Tap located in Portable 48 3/1/2019 EPA-200.8 Lead 0.73 J 0.10 1.0

Reach Academy Fountain  BB located In Portable 49 3/1/2019 EPA-200.8 Lead 0.16 J 0.10 1.0

Reach Academy Fountain BB located in Rm 210 3/1/2019 EPA-200.8 Lead ND 0.10 1.0
Reach Academy Fountain BB located in Rm 208 3/1/2019 EPA-200.8 Lead ND 0.10 1.0
Reach Academy Tap Tap located in Rm 202 3/1/2019 EPA-200.8 Lead ND 0.10 1.0

Bella Vista 
Elementary 

OUSD
Tap Tap in room 20 3/1/2019 EPA-200.8 Lead 1.2 0.10 1.0

Bella Vista 
Elementary 

OUSD
Tap Tap in room 23 3/1/2019 EPA-200.8 Lead 1.1 0.10 1.0
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Bella Vista 
Elementary 

OUSD
Tap Tap in room 24 3/1/2019 EPA-200.8 Lead 0.95 J 0.10 1.0

Bella Vista 
Elementary 

OUSD
Tap Tap in room 27 3/1/2019 EPA-200.8 Lead 1.3 0.10 1.0

Bella Vista 
Elementary 

OUSD
Fountain

Fountain on 2nd floor 
next to parent 

headquarters room
3/1/2019 EPA-200.8 Lead ND 0.10 1.0

Bella Vista 
Elementary 

OUSD
Tap Cold Tap in room 18 3/1/2019 EPA-200.8 Lead 5.5 0.10 1.0

Bella Vista 
Elementary 

OUSD
Tap Cold tap in room 2 3/1/2019 EPA-200.8 Lead ND 0.10 1.0

Bella Vista 
Elementary 

OUSD
Tap

Cold tap in cafeteria 
serving station 

3/1/2019 EPA-200.8 Lead 0.77 J 0.10 1.0

Bella Vista 
Elementary 

OUSD
Fountain

Left fountain facing 
playground structure

3/1/2019 EPA-200.8 Lead 0.18 J 0.10 1.0

Bella Vista 
Elementary 

OUSD
Fountain Fountain in portable M 3/1/2019 EPA-200.8 Lead ND 0.10 1.0

Rise Community Fountain DF off sink room 117 3/5/2019 EPA-200.8 Lead 1.7 0.10 1.0
Rise Community Fountain DF sink in room 114 3/5/2019 EPA-200.8 Lead 1.4 0.10 1.0
Rise Community Fountain DF off sink in room 115 3/5/2019 EPA-200.8 Lead 1.3 0.10 1.0

Rise Community Fountain
Fountain in hall by 

entrance
3/5/2019 EPA-200.8 Lead ND 0.10 1.0

Rise Community Fountain DF off sink in room 109 3/5/2019 EPA-200.8 Lead ND 0.10 1.0
Rise Community Fountain DF in classroom 108 3/5/2019 EPA-200.8 Lead ND 0.10 1.0
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Rise Community Fountain DF in classroom 107 3/5/2019 EPA-200.8 Lead ND 0.10 1.0
Rise Community Fountain DF off sink in room 106 3/5/2019 EPA-200.8 Lead ND 0.10 1.0
Rise Community Fountain DF in room 105 3/5/2019 EPA-200.8 Lead ND 0.10 1.0
Rise Community Fountain DF in room 207 3/5/2019 EPA-200.8 Lead ND 0.10 1.0
Rise Community Fountain DF in sink in room 206 3/5/2019 EPA-200.8 Lead ND 0.10 1.0
Rise Community Fountain DF in room 204 3/5/2019 EPA-200.8 Lead ND 0.10 1.0
Rise Community Fountain DF in room 203 3/5/2019 EPA-200.8 Lead ND 0.10 1.0
Rise Community Fountain DF in room 205 3/5/2019 EPA-200.8 Lead ND 0.10 1.0

Rise Community Tap
Tap in staff lunchroom on 

2nd floor
3/5/2019 EPA-200.8 Lead ND 0.10 1.0

Sequoia 
Elementary

Tap Staff kitchen sink 3/6/2019 EPA-200.8 Lead 0.14 J 0.10 1.0

Sequoia 
Elementary

Fountain
Fountain in hall near 

room 4
3/6/2019 EPA-200.8 Lead ND 0.10 1.0

Sequoia 
Elementary

Fountain
DF hall of 2nd floor across 

room 15
3/6/2019 EPA-200.8 Lead ND 0.10 1.0

Sequoia 
Elementary

Fountain
Fountain outside right 
most fountain of set of 

right 
3/6/2019 EPA-200.8 Lead ND 0.10 1.0

Sequoia 
Elementary

Fountain DF off sink in room 10 3/6/2019 EPA-200.8 Lead 0.41 J 0.10 1.0

Sequoia 
Elementary

Fountain DF sink in room 9 3/6/2019 EPA-200.8 Lead 0.15 J 0.10 1.0

Sequoia 
Elementary

Fountain DF in room 6 3/6/2019 EPA-200.8 Lead ND 0.10 1.0

Sequoia 
Elementary

Fountain DF in room 8 3/6/2019 EPA-200.8 Lead ND 0.10 1.0

Sequoia 
Elementary

Fountain DF in room 7 3/6/2019 EPA-200.8 Lead ND 0.10 1.0

Sequoia 
Elementary

Fountain DF in portable room 23 3/6/2019 EPA-200.8 Lead ND 0.10 1.0
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Sequoia 
Elementary

Fountain
DF off sink in Library 

portable
3/6/2019 EPA-200.8 Lead ND 0.10 1.0

Sequoia 
Elementary

Fountain Fountain in cafeteria 3/6/2019 EPA-200.8 Lead 0.61 J 0.10 1.0

Sequoia 
Elementary

Tap Resource room sink tap 3/6/2019 EPA-200.8 Lead 3.7 0.10 1.0

Alliance Academy Fountain DF off sink portables H 3/7/2019 EPA-200.8 Lead 15 0.10 1.0

Alliance Academy Tap
Tap in exam room #10 of 

health center portable
3/7/2019 EPA-200.8 Lead ND 0.10 1.0

Alliance Academy
Water 

Dispenser

Water dispenser outside 
on wall of building A, left 

dispenser
3/7/2019 EPA-200.8 Lead 0.82 J 0.10 1.0

Alliance Academy Fountain
DF in building C on west 

side of gym
3/7/2019 EPA-200.8 Lead 0.3 J 0.10 1.0

Alliance Academy Fountain Df in sink in portable E 3/7/2019 EPA-200.8 Lead 110 0.10 1.0

Alliance Academy Tap
Tap to left of main 

whiteboard in art rm 1000 
3/7/2019 EPA-200.8 Lead 2.9 0.10 1.0

Alliance Academy Fountain
Df in building C by boys 
locker room entrance 

next to gym 
3/7/2019 EPA-200.8 Lead 0.46 J 0.10 1.0

Alliance Academy
Water 

Dispenser

Water dispenser by 
Alliance main office 

across from rm 6 and 7 
1st floor

3/7/2019 EPA-200.8 Lead ND 0.10 1.0

Elmhurst 
Community Prep

Fountain
DF in hall 2nd floor 

outside room 22
3/7/2019 EPA-200.8 Lead 3.5 0.10 1.0
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Elmhurst 
Community Prep

Fountain
DF in hall outside of main 

office, lower right
3/7/2019 EPA-200.8 Lead ND 0.10 1.0

Elmhurst 
Community Prep

Tap
Sink in kitchen, sampled 

far right tap for rinse of 3 
taps

3/7/2019 EPA-200.8 Lead 0.43 J 0.10 1.0

Elmhurst 
Community Prep

Fountain
Df between rm 222 and 

220 in building B
3/7/2019 EPA-200.8 Lead 0.6 J 0.10 1.0

Thornhill 
Elementary

Tap
Tap sink in Teachers 

Lounge 
3/7/2019 EPA-200.8 Lead 1.2 0.10 1.0

Thornhill 
Elementary

Tap Tap Sink in Nurses Office 3/7/2019 EPA-200.8 Lead 0.25 J 0.10 1.0

Thornhill 
Elementary

Fountain DF in classroom 12 3/7/2019 EPA-200.8 Lead 0.22 J 0.10 1.0

Thornhill 
Elementary

Tap
Tap sink in Psychology 

Office
3/7/2019 EPA-200.8 Lead 0.54 J 0.10 1.0

Thornhill 
Elementary

Fountain DF in classroom 8 3/7/2019 EPA-200.8 Lead 0.14 J 0.10 1.0

Thornhill 
Elementary

Fountain DF in classroom 7 3/7/2019 EPA-200.8 Lead ND 0.10 1.0

Thornhill 
Elementary

Fountain DF in classroom 4 3/7/2019 EPA-200.8 Lead ND 0.10 1.0

Thornhill 
Elementary

Fountain DF in classroom 2 3/7/2019 EPA-200.8 Lead ND 0.10 1.0

Thornhill 
Elementary

Fountain
Lower DF End of Hallway 
outside Boys Bathroom 

3/7/2019 EPA-200.8 Lead ND 0.10 1.0

Thornhill 
Elementary

Fountain DF in Portable 21 3/7/2019 EPA-200.8 Lead ND 0.10 1.0

Thornhill 
Elementary

Fountain DF in Portable 20 3/7/2019 EPA-200.8 Lead ND 0.10 1.0
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Thornhill 
Elementary

Fountain DF in Portable 18 3/7/2019 EPA-200.8 Lead 0.12 J 0.10 1.0

Thornhill 
Elementary

Fountain DF in Portable 16 3/7/2019 EPA-200.8 Lead 0.15 J 0.10 1.0

Thornhill 
Elementary

Fountain DF in MP room 3/7/2019 EPA-200.8 Lead ND 0.10 1.0

Thornhill 
Elementary

Tap Right tap in sink in kitchen 3/7/2019 EPA-200.8 Lead 0.98 J 0.10 1.0

Thornhill 
Elementary

Tap
Tap in sink in staff area 
across the hallway from 

room 10
3/7/2019 EPA-200.8 Lead 1.6 0.10 1.0

Thornhill 
Elementary

Fountain DF in sink in Room 14 3/7/2019 EPA-200.8 Lead ND 0.10 1.0

Thornhill 
Elementary

Tap
Stepover sample, tap in 

sink in room 10
3/7/2019 EPA-200.8 Lead ND 0.10 1.0

Thornhill 
Elementary

Fountain DF in sink in Room 6 3/7/2019 EPA-200.8 Lead ND 0.10 1.0

Thornhill 
Elementary

Fountain DF in sink in room 5 3/7/2019 EPA-200.8 Lead 0.29 J 0.10 1.0

Thornhill 
Elementary

Fountain DF in sink in room 3 3/7/2019 EPA-200.8 Lead ND 0.10 1.0

Thornhill 
Elementary

Fountain DF in sink in room 1 3/7/2019 EPA-200.8 Lead ND 0.10 1.0

Thornhill 
Elementary

Fountain
Stepover sample - upper 

DF outside of main 
building

3/7/2019 EPA-200.8 Lead ND 0.10 1.0

Thornhill 
Elementary

Tap
Stepover, tap in sink in 

portable 19
3/7/2019 EPA-200.8 Lead ND 0.10 1.0

Thornhill 
Elementary

Tap Tap in sink in portable 17 3/7/2019 EPA-200.8 Lead ND 0.10 1.0
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Thornhill 
Elementary

Fountain
DF in sink in kindergarten 

room 15
3/7/2019 EPA-200.8 Lead ND 0.10 1.0

Franklin 
Elementary 

OUSD
Fountain

Df located in 
Multipurpose Rm

3/8/2019 EPA-200.8 Lead 0.38 J 0.10 1.0

Franklin 
Elementary 

OUSD
Tap

Tap located in Kitchen on 
Center Island 

3/8/2019 EPA-200.8 Lead 0.21 J 0.10 1.0

Franklin 
Elementary 

OUSD
Fountain BB located in Portable 35 3/8/2019 EPA-200.8 Lead 0.57 J 0.10 1.0

Franklin 
Elementary 

OUSD
Fountain BB located in Rm 34 3/8/2019 EPA-200.8 Lead 1.9 0.10 1.0

Franklin 
Elementary 

OUSD
Fountain BB located in Rm 37 3/8/2019 EPA-200.8 Lead ND 0.10 1.0

Franklin 
Elementary 

OUSD
Fountain BB located in Rm 39 3/8/2019 EPA-200.8 Lead ND 0.10 1.0

Franklin 
Elementary 

OUSD
Fountain BB located in Rm 38 3/8/2019 EPA-200.8 Lead 0.49 J 0.10 1.0

Franklin 
Elementary 

OUSD
Fountain

Right faucet on Df located 
next to Building D

3/8/2019 EPA-200.8 Lead ND 0.10 1.0

Franklin 
Elementary 

OUSD
Fountain

Lower left Df located in 
Building C by the Boys 

Bathroom
3/8/2019 EPA-200.8 Lead ND 0.10 1.0
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Franklin 
Elementary 

OUSD
Fountain

BB located in Rm 25 on 
2nd floor

3/8/2019 EPA-200.8 Lead ND 0.10 1.0

Franklin 
Elementary 

OUSD
Fountain

BB located in Rm 26 on 
2nd floor 

3/8/2019 EPA-200.8 Lead 0.15 J 0.10 1.0

Franklin 
Elementary 

OUSD
Fountain

BB located in Reading 
Partners Rm on second 

floor 
3/8/2019 EPA-200.8 Lead ND 0.10 1.0

Franklin 
Elementary 

OUSD
Fountain

BB located in Rm 24 on 
2nd floor

3/8/2019 EPA-200.8 Lead ND 0.10 1.0

Franklin 
Elementary 

OUSD
Fountain

BB located in Rm 23 on 
2nd floor

3/8/2019 EPA-200.8 Lead ND 0.10 1.0

Franklin 
Elementary 

OUSD
Fountain

BB located in Rm 21 on 
2nd floor

3/8/2019 EPA-200.8 Lead 0.2 J 0.10 1.0

Franklin 
Elementary 

OUSD
Tap

Tap located in Rm 24-A on 
2nd floor

3/8/2019 EPA-200.8 Lead 3.4 0.10 1.0

Franklin 
Elementary 

OUSD
Fountain BB located in in Rm 40 3/8/2019 EPA-200.8 Lead 0.12 J 0.10 1.0

Franklin 
Elementary 

OUSD
Fountain BB located in Rm 41 3/8/2019 EPA-200.8 Lead 0.18 J 0.10 1.0

Franklin 
Elementary 

OUSD
Fountain

Left faucet on outside Df 
located next to Building B

3/8/2019 EPA-200.8 Lead ND 0.10 1.0
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Franklin 
Elementary 

OUSD
Fountain

Left faucet on outside Df 
located on Building A

3/8/2019 EPA-200.8 Lead 0.4 J 0.10 1.0

Franklin 
Elementary 

OUSD
Tap Tap Sink in Nurses Office 3/8/2019 EPA-200.8 Lead 0.97 J 0.10 1.0

Franklin 
Elementary 

OUSD
Tap Tap Sink in Classroom 10 3/8/2019 EPA-200.8 Lead 0.41 J 0.10 1.0

Franklin 
Elementary 

OUSD
Tap Tap Sink in Classroom 11 3/8/2019 EPA-200.8 Lead 8.7 0.10 1.0

Franklin 
Elementary 

OUSD
Tap Tap Sink in Classroom 8 3/8/2019 EPA-200.8 Lead 1.1 0.10 1.0

Franklin 
Elementary 

OUSD
Tap Tap Sink in Classroom 9 3/8/2019 EPA-200.8 Lead 2.5 0.10 1.0

Franklin 
Elementary 

OUSD
Tap Tap Sink in Classroom 6 3/8/2019 EPA-200.8 Lead 1.3 0.10 1.0

Franklin 
Elementary 

OUSD
Tap Tap Sink in Classroom 7 3/8/2019 EPA-200.8 Lead 0.72 J 0.10 1.0

Franklin 
Elementary 

OUSD
Tap Tap Sink in Classroom 4 3/8/2019 EPA-200.8 Lead 1.1 0.10 1.0

Franklin 
Elementary 

OUSD
Tap Tap Sink in Classroom 5 3/8/2019 EPA-200.8 Lead 3.8 0.10 1.0
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Franklin 
Elementary 

OUSD
Tap Tap Sink in Classroom 3 3/8/2019 EPA-200.8 Lead 1 0.10 1.0

Franklin 
Elementary 

OUSD
Tap Tap Sink in Classroom 2 3/8/2019 EPA-200.8 Lead 0.31 J 0.10 1.0

Franklin 
Elementary 

OUSD
Tap

Tap Sink in Teachers 
Lounge 

3/8/2019 EPA-200.8 Lead 0.13 J 0.10 1.0

Franklin 
Elementary 

OUSD
Tap Tap Sink in Classroom 13 3/8/2019 EPA-200.8 Lead 2.6 0.10 1.0

Franklin 
Elementary 

OUSD
Fountain DF Next to Classroom 13 3/8/2019 EPA-200.8 Lead 0.49 J 0.10 1.0

Franklin 
Elementary 

OUSD
Tap Tap Sink in Classroom 14 3/8/2019 EPA-200.8 Lead 0.57 J 0.10 1.0

Franklin 
Elementary 

OUSD
Tap Tap Sink in Classroom 15 3/8/2019 EPA-200.8 Lead 1.2 0.10 1.0

Franklin 
Elementary 

OUSD
Tap Tap Sink in Classroom 16 3/8/2019 EPA-200.8 Lead 1.2 0.10 1.0

Franklin 
Elementary 

OUSD
Tap Tap Sink in Classroom 17 3/8/2019 EPA-200.8 Lead 0.35 J 0.10 1.0

Franklin 
Elementary 

OUSD
Tap Tap Sink in Classroom 18 3/8/2019 EPA-200.8 Lead 1.9 0.10 1.0
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Franklin 
Elementary 

OUSD
Tap Tap Sink in Classroom 19 3/8/2019 EPA-200.8 Lead 3.2 0.10 1.0

Franklin 
Elementary 

OUSD
Tap Tap Sink in Classroom 20 3/8/2019 EPA-200.8 Lead 0.35 J 0.10 1.0

Place @ Prescott Fountain DF in classroom A6 3/9/2019 EPA-200.8 Lead ND 0.10 1.0

Place @ Prescott Fountain
Upper DF in Hallway of 

Building A 
3/9/2019 EPA-200.8 Lead 0.18 J 0.10 1.0

Place @ Prescott Fountain DF in classroom A5 3/9/2019 EPA-200.8 Lead ND 0.10 1.0
Place @ Prescott Fountain DF in classroom K1 3/9/2019 EPA-200.8 Lead ND 0.10 1.0
Place @ Prescott Fountain DF in classroom K2 3/9/2019 EPA-200.8 Lead 0.32 J 0.10 1.0
Place @ Prescott Fountain DF in classroom K3 3/9/2019 EPA-200.8 Lead ND 0.10 1.0

Place @ Prescott Fountain
Left DF outside of 

Cafeteria 
3/9/2019 EPA-200.8 Lead 0.18 J 0.10 1.0

Place @ Prescott Tap Tap Sink in Portable I 3/9/2019 EPA-200.8 Lead 27 0.10 1.0
Place @ Prescott Tap Tap Sink in Portable J 3/9/2019 EPA-200.8 Lead 10 0.10 1.0
Place @ Prescott Tap Tap Sink in Portable K 3/9/2019 EPA-200.8 Lead 9.5 0.10 1.0

Place @ Prescott Fountain
Left DF outside by Front 

Parking Lot
3/9/2019 EPA-200.8 Lead 0.13 J 0.10 1.0

Place @ Prescott Fountain
Left DF outside in 

Courtyard 
3/9/2019 EPA-200.8 Lead 0.2 J 0.10 1.0

Place @ Prescott Fountain DF in classroom M2 3/9/2019 EPA-200.8 Lead ND 0.10 1.0
Place @ Prescott Fountain DF in classroom M1 3/9/2019 EPA-200.8 Lead 2.4 0.10 1.0
Place @ Prescott Fountain DF in classroom M4 3/9/2019 EPA-200.8 Lead 0.27 J 0.10 1.0
Place @ Prescott Fountain DF in classroom M3 3/9/2019 EPA-200.8 Lead 0.22 J 0.10 1.0
Place @ Prescott Fountain DF in classroom M6 3/9/2019 EPA-200.8 Lead 0.18 J 0.10 1.0
Place @ Prescott Fountain DF in classroom M5 3/9/2019 EPA-200.8 Lead 7.5 0.10 1.0
Place @ Prescott Fountain DF in classroom M7 3/9/2019 EPA-200.8 Lead 0.11 J 0.10 1.0

Place @ Prescott Fountain
Left DF Across from 

classroom M7
3/9/2019 EPA-200.8 Lead ND 0.10 1.0
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Place @ Prescott Fountain DF in classroom M8 3/9/2019 EPA-200.8 Lead 0.28 J 0.10 1.0
Place @ Prescott Fountain DF in classroom M9 3/9/2019 EPA-200.8 Lead 0.23 J 0.10 1.0
Place @ Prescott Fountain DF in classroom M10 3/9/2019 EPA-200.8 Lead 0.24 J 0.10 1.0

Place @ Prescott Tap
Tap Sink in M11/ Teachers 

Lounge
3/9/2019 EPA-200.8 Lead 0.94 J 0.10 1.0

Place @ Prescott Tap
Left Tap Sink in Kitchen 

Washing Station 
3/9/2019 EPA-200.8 Lead ND 0.10 1.0

Place @ Prescott Fountain DF in classroom A4 3/9/2019 EPA-200.8 Lead ND 0.10 1.0

Place @ Prescott Fountain
Left DF in Hallway of 

Auditorium 
3/9/2019 EPA-200.8 Lead 0.16 J 0.10 1.0

Greenleaf 
Elementary

Tap
Tap Sink in Classroom 

A103 
3/9/2019 EPA-200.8 Lead ND 0.10 1.0

Greenleaf 
Elementary

Fountain DF in A102 3/9/2019 EPA-200.8 Lead ND 0.10 1.0

Greenleaf 
Elementary

Fountain DF in classroom A1 3/9/2019 EPA-200.8 Lead ND 0.10 1.0

Greenleaf 
Elementary

Fountain DF in classroom A111 3/9/2019 EPA-200.8 Lead 0.11 J 0.10 1.0

Greenleaf 
Elementary

Fountain DF in classroom A112 3/9/2019 EPA-200.8 Lead 0.37 J 0.10 1.0

Greenleaf 
Elementary

Fountain DF in classroom A114 3/9/2019 EPA-200.8 Lead 0.13 J 0.10 1.0

Greenleaf 
Elementary

Fountain DF in classroom A116 3/9/2019 EPA-200.8 Lead 0.43 J 0.10 1.0

Greenleaf 
Elementary

Fountain DF in classroom A113 3/9/2019 EPA-200.8 Lead ND 0.10 1.0

Greenleaf 
Elementary

Fountain DF in classroom A115 3/9/2019 EPA-200.8 Lead ND 0.10 1.0

Greenleaf 
Elementary

Fountain DF in classroom A117 3/9/2019 EPA-200.8 Lead ND 0.10 1.0
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Greenleaf 
Elementary

Tap
Tap Sink in classroom 

A118
3/9/2019 EPA-200.8 Lead 0.12 J 0.10 1.0

Greenleaf 
Elementary

Water 
Dispenser

WD Across from 
Classroom A118

3/9/2019 EPA-200.8 Lead ND 0.10 1.0

Greenleaf 
Elementary

Fountain DF in classroom A 3/9/2019 EPA-200.8 Lead 0.16 J 0.10 1.0

Greenleaf 
Elementary

Fountain DF in classroom A208 3/9/2019 EPA-200.8 Lead ND 0.10 1.0

Greenleaf 
Elementary

Fountain DF in classroom A210 3/9/2019 EPA-200.8 Lead ND 0.10 1.0

Greenleaf 
Elementary

Fountain DF in classroom A212 3/9/2019 EPA-200.8 Lead ND 0.10 1.0

Greenleaf 
Elementary

Fountain DF in classroom A214 3/9/2019 EPA-200.8 Lead ND 0.10 1.0

Greenleaf 
Elementary

Fountain DF in classroom A215 3/9/2019 EPA-200.8 Lead ND 0.10 1.0

Greenleaf 
Elementary

Fountain DF in classroom A216 3/9/2019 EPA-200.8 Lead 0.1 J 0.10 1.0

Greenleaf 
Elementary

Fountain DF in classroom A213 3/9/2019 EPA-200.8 Lead 0.3 J 0.10 1.0

Greenleaf 
Elementary

Fountain DF in classroom A211 3/9/2019 EPA-200.8 Lead 0.17 J 0.10 1.0

Greenleaf 
Elementary

Fountain DF in classroom A209 3/9/2019 EPA-200.8 Lead 0.33 J 0.10 1.0

Greenleaf 
Elementary

Fountain DF in classroom C101 3/9/2019 EPA-200.8 Lead ND 0.10 1.0

Greenleaf 
Elementary

Fountain DF in classroom D102 3/9/2019 EPA-200.8 Lead ND 0.10 1.0

Greenleaf 
Elementary

Fountain DF in classroom D101 3/9/2019 EPA-200.8 Lead ND 0.10 1.0
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Greenleaf 
Elementary

Tap
Tap Sink in Kitchen 

WashStation
3/9/2019 EPA-200.8 Lead 0.15 J 0.10 1.0

Greenleaf 
Elementary

Water 
Dispenser

WD in Gym 3/9/2019 EPA-200.8 Lead ND 0.10 1.0

Bret Harte 
Middle

Tap Tap Sink in Office 3/12/2019 EPA-200.8 Lead 2 0.10 1.0

Bret Harte 
Middle

Tap Tap Sink in Room 15 3/12/2019 EPA-200.8 Lead 3.3 0.10 1.0

Bret Harte 
Middle

Tap Tap Sink in Classroom 107 3/12/2019 EPA-200.8 Lead 3.3 0.10 1.0

Bret Harte 
Middle

Tap
Tap Sink in Teachers 

WorkRoom 213 
3/12/2019 EPA-200.8 Lead 1.5 0.10 1.0

Bret Harte 
Middle

Tap
Tap Sink in Teachers Work 

Room 209
3/12/2019 EPA-200.8 Lead 17 0.10 1.0

Bret Harte 
Middle

Tap
Tap Sink in Teachers Work 

Room 200
3/12/2019 EPA-200.8 Lead 1.6 0.10 1.0

Bret Harte 
Middle

Tap Tap Sink in Classroom 113 3/12/2019 EPA-200.8 Lead 29 0.10 1.0

Bret Harte 
Middle

Tap
Right Tap Sink in 
Classroom 111

3/12/2019 EPA-200.8 Lead 5.6 0.10 1.0

Bret Harte 
Middle

Tap
Left Tap Sink in Classroom 

215
3/12/2019 EPA-200.8 Lead 1.5 0.10 1.0

Bret Harte 
Middle

Tap
Right Tap Sink in 
Classroom 215

3/12/2019 EPA-200.8 Lead 11 0.10 1.0

Bret Harte 
Middle

Tap
Left Tap Sink in Classroom 

221
3/12/2019 EPA-200.8 Lead 2.1 0.10 1.0

Bret Harte 
Middle

Water 
Dispenser

Right WD Inside Cafeteria 3/12/2019 EPA-200.8 Lead 5.2 0.10 1.0

Bret Harte 
Middle

Tap
Tap Sink in building A 

music room 
3/12/2019 EPA-200.8 Lead 0.8 J 0.10 1.0
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Bret Harte 
Middle

Fountain DF in Portable 309 3/12/2019 EPA-200.8 Lead 0.34 J 0.10 1.0

Bret Harte 
Middle

Tap
Left Tap Sink in Classroom 

302
3/12/2019 EPA-200.8 Lead 19 0.10 1.0

Bret Harte 
Middle

Tap
Right Tap Sink in 
Classroom 302

3/12/2019 EPA-200.8 Lead 27 0.10 1.0

Bret Harte 
Middle

Fountain DF in Girls Locker Room 3/12/2019 EPA-200.8 Lead 0.25 J 0.10 1.0

Bret Harte 
Middle

Fountain
DF Upstairs of Boys 

Locker Room 
3/12/2019 EPA-200.8 Lead 0.97 J 0.10 1.0

Bret Harte 
Middle

Tap
Tap in Building B room 
100B resource center

3/12/2019 EPA-200.8 Lead 1.7 0.10 1.0

Bret Harte 
Middle

Fountain
Tall drinking fountain in 

building B outside of 
classroom 101

3/12/2019 EPA-200.8 Lead 2.4 0.10 1.0

Bret Harte 
Middle

Tap
Sink in building B 

classroom 102B, vice 
principals office

3/12/2019 EPA-200.8 Lead 0.57 J 0.10 1.0

Bret Harte 
Middle

Fountain
Right drinking fountain in 
lower courtyard outside 

building B
3/12/2019 EPA-200.8 Lead 0.12 J 0.10 1.0

Bret Harte 
Middle

Fountain
Drinking fountain in 

building B classroom 108
3/12/2019 EPA-200.8 Lead 2.6 0.10 1.0

Bret Harte 
Middle

Fountain

Drinking fountain outside 
of womens restroom and 

elevator in building B 
second floor 

3/12/2019 EPA-200.8 Lead 1.4 0.10 1.0

Bret Harte 
Middle

Tap
Sink in Building B 
classroom 205A

3/12/2019 EPA-200.8 Lead 0.78 J 0.10 1.0

Bret Harte 
Middle

Tap
Sink in Building A first 

floor storage room
3/12/2019 EPA-200.8 Lead 3.6 0.10 1.0
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Bret Harte 
Middle

Tap
Sink in Building A library 

room 112
3/12/2019 EPA-200.8 Lead 0.14 J 0.10 1.0

Bret Harte 
Middle

Tap
Sink in Building A second 
floor room 217 on right 

wall from entrance
3/12/2019 EPA-200.8 Lead 3.2 0.10 1.0

Bret Harte 
Middle

Tap
Right sink in building A 
second floor classroom 

222 
3/12/2019 EPA-200.8 Lead 18 0.10 1.0

Bret Harte 
Middle

Tap
Sink in Building A second 

floor teachers lounge 
room 226

3/12/2019 EPA-200.8 Lead 11 0.10 1.0

Bret Harte 
Middle

Tap

Sink in Building A second 
floor kitchen, individual 
sink in center of room 

labeled food prep

3/12/2019 EPA-200.8 Lead ND 0.10 1.0

Bret Harte 
Middle

Tap
Hand wash sink in 

Building A second floor 
kitchen near exit

3/12/2019 EPA-200.8 Lead 13 0.10 1.0

Bret Harte 
Middle

Fountain
Right drinking fountain by 

portable 309
3/12/2019 EPA-200.8 Lead 0.25 J 0.10 1.0

Bret Harte 
Middle

Fountain
Drinking fountain in 

portable 308
3/12/2019 EPA-200.8 Lead 0.8 J 0.10 1.0

Bret Harte 
Middle

Fountain
Left drinking fountain 

outside of gym
3/12/2019 EPA-200.8 Lead 0.54 J 0.10 1.0

Bret Harte 
Middle

Fountain
Drinking fountain in boys 

locker room in gym
3/12/2019 EPA-200.8 Lead 0.21 J 0.10 1.0

Bret Harte 
Middle

Fountain
Tall Drinking fountain 

near playground outside 
of building A

3/12/2019 EPA-200.8 Lead 0.6 J 0.10 1.0

Claremont 
Middle

Tap Tap in rm 19 3/12/2019 EPA-200.8 Lead 1.5 0.10 1.0
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Claremont 
Middle

Fountain Df in sink in rm 40a 3/12/2019 EPA-200.8 Lead 0.15 J 0.10 1.0

Claremont 
Middle

Tap Df in sink in rr in rm 40a 3/12/2019 EPA-200.8 Lead 6.4 0.10 1.0

Claremont 
Middle

Fountain
Df in gym entrance by 

girls rr
3/12/2019 EPA-200.8 Lead 0.31 J 0.10 1.0

Claremont 
Middle

Fountain Df in gym by boys rr 3/12/2019 EPA-200.8 Lead ND 0.10 1.0

Claremont 
Middle

Fountain
Df in boys locker rm in 

gym
3/12/2019 EPA-200.8 Lead ND 0.10 1.0

Claremont 
Middle

Tap Tap in portable 3 in office 3/12/2019 EPA-200.8 Lead ND 0.10 1.0

Claremont 
Middle

Tap
Tap on far left in kitchen 

in portable P1
3/12/2019 EPA-200.8 Lead ND 0.10 1.0

Claremont 
Middle

Fountain
Df by media lab and all 

student restroom
3/12/2019 EPA-200.8 Lead 0.24 J 0.10 1.0

Frick Middle
Water 

Dispenser

Dispenser in building A 
entry next to Attendance 

office 
3/13/2019 EPA-200.8 Lead 0.29 J 0.10 1.0

Frick Middle Fountain
Upper fountain in building 

A second floor above 
entry 

3/13/2019 EPA-200.8 Lead 1.5 0.10 1.0

Frick Middle Fountain
Upper fountain outside 

MPR facing tables 
3/13/2019 EPA-200.8 Lead ND 0.10 1.0

Frick Middle Tap
Right cold dishwashing 

tap in kitchen 
3/13/2019 EPA-200.8 Lead 0.37 J 0.10 1.0

Frick Middle Fountain
Lower fountain in gym 

G100 lobby
3/13/2019 EPA-200.8 Lead 1.5 0.10 1.0

Frick Middle Fountain
Up left Df located to the 

Left of Rm 103
3/13/2019 EPA-200.8 Lead 0.6 J 0.10 1.0
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Frick Middle Fountain
Left upper Df located to 

the left of Rm 211 on the 
second floor.

3/13/2019 EPA-200.8 Lead 1.6 0.10 1.0

Frick Middle
Water 

Dispenser

Bottle filler on right lower 
Df located in the 

Cafeteria.
3/13/2019 EPA-200.8 Lead 0.12 J 0.10 1.0

Frick Middle Fountain
Upper right Df located 
behind the stage to the 

right of Rm M-1
3/13/2019 EPA-200.8 Lead 0.9 J 0.10 1.0

Frick Middle
Water 

Dispenser

Bottle filler on lower right 
Df located in the Boys 

Gym.
3/13/2019 EPA-200.8 Lead 0.88 J 0.10 1.0

Frick Middle Fountain
Outside lower Df located 
on the back of building F 

3/13/2019 EPA-200.8 Lead ND 0.10 1.0

Montera Middle
Water 

Dispenser

Multipurpose room water 
dispenser, left dispenser 

sampled
3/13/2019 EPA-200.8 Lead 0.64 J 0.10 1.0

Montera Middle Tap Tap in nurses office 3/13/2019 EPA-200.8 Lead 10 0.10 1.0
Montera Middle Tap Tap in faculty lunchroom 3/13/2019 EPA-200.8 Lead 1.2 0.10 1.0

Montera Middle Fountain
Fountain outside room 
216, right Df sampled

3/13/2019 EPA-200.8 Lead ND 0.10 1.0

Montera Middle Fountain
Df outside room 206, left 

Df sampled
3/13/2019 EPA-200.8 Lead ND 0.10 1.0

Montera Middle Fountain
Df next to women’s 

faculty loung in 300 bldg, 
right Df sampled

3/13/2019 EPA-200.8 Lead ND 0.10 1.0

Montera Middle Fountain Df room 301 3/13/2019 EPA-200.8 Lead ND 0.10 1.0
Montera Middle Fountain Df in P-1 3/13/2019 EPA-200.8 Lead ND 0.10 1.0
Montera Middle Fountain Df P-3 3/13/2019 EPA-200.8 Lead ND 0.10 1.0
Montera Middle Fountain Df P-7 3/13/2019 EPA-200.8 Lead ND 0.10 1.0
Montera Middle Fountain Df p-8 3/13/2019 EPA-200.8 Lead ND 0.10 1.0
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Montera Middle Fountain Df p-4 3/13/2019 EPA-200.8 Lead ND 0.10 1.0
Montera Middle Fountain Df p-11 3/13/2019 EPA-200.8 Lead 0.11 J 0.10 1.0
Montera Middle Fountain Df p-12 3/13/2019 EPA-200.8 Lead ND 0.10 1.0

Montera Middle Fountain
Df in wood shop room 

401 left Df sampled
3/13/2019 EPA-200.8 Lead 0.29 J 0.10 1.0

Montera Middle Fountain
Df in gym next to room 

509, left Df sampled
3/13/2019 EPA-200.8 Lead ND 0.10 1.0

Montera Middle Tap Rinse Tap Sink in kitchen 3/13/2019 EPA-200.8 Lead 0.42 J 0.10 1.0

Montera Middle Fountain
Upper DF in Hallway of 

counseling’s office
3/13/2019 EPA-200.8 Lead 0.16 J 0.10 1.0

Montera Middle Fountain
Right DF outside Music 

Room
3/13/2019 EPA-200.8 Lead 0.18 J 0.10 1.0

Montera Middle Fountain DF in classroom 215 3/13/2019 EPA-200.8 Lead 0.11 J 0.10 1.0

Montera Middle Fountain
Left DF in Hallway Across 

from classroom 209
3/13/2019 EPA-200.8 Lead ND 0.10 1.0

Montera Middle Fountain
Right DF outside of 

Building 300
3/13/2019 EPA-200.8 Lead 0.54 J 0.10 1.0

Montera Middle Fountain DF in classroom 304 3/13/2019 EPA-200.8 Lead ND 0.10 1.0
Montera Middle Fountain DF in Portable 2 3/13/2019 EPA-200.8 Lead 0.25 J 0.10 1.0
Montera Middle Fountain DF in Portable 5 3/13/2019 EPA-200.8 Lead 0.13 J 0.10 1.0
Montera Middle Fountain DF in Portable 6 3/13/2019 EPA-200.8 Lead ND 0.10 1.0
Montera Middle Fountain DF in Portable 9 3/13/2019 EPA-200.8 Lead 0.23 J 0.10 1.0
Montera Middle Fountain DF in Portable 10 3/13/2019 EPA-200.8 Lead ND 0.10 1.0
Montera Middle Fountain DF in classroom 400 3/13/2019 EPA-200.8 Lead ND 0.10 1.0
Montera Middle Fountain DF in classroom 402 3/13/2019 EPA-200.8 Lead ND 0.10 1.0

Montera Middle Fountain
Left DF outside Gym in 

Playground 
3/13/2019 EPA-200.8 Lead ND 0.10 1.0

Edna Brewer 
Middle

Fountain
Fountain in 2nd floor 

hallway across from room 
24

3/14/2019 EPA-200.8 Lead 0.43 J 0.10 1.0
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Edna Brewer 
Middle

Fountain
Right side of right set set 
of DFs facing building B

3/14/2019 EPA-200.8 Lead 0.24 J 0.10 1.0

Edna Brewer 
Middle

Tap
Right sink cold tap on 

dishwashing sink in 
kitchen 

3/14/2019 EPA-200.8 Lead 0.2 J 0.10 1.0

Edna Brewer 
Middle

Fountain
Left side of left set of DFs 
outside building A patio

3/14/2019 EPA-200.8 Lead 0.25 J 0.10 1.0

Edna Brewer 
Middle

Fountain
Fountain outside girls side 

gym
3/14/2019 EPA-200.8 Lead 0.89 J 0.10 1.0

Edna Brewer 
Middle

Fountain
Fountain outside boys 

side gym 
3/14/2019 EPA-200.8 Lead 1.6 0.10 1.0

Edna Brewer 
Middle

Water 
Dispenser

Right side dispenser next 
to office at building B 

3/14/2019 EPA-200.8 Lead 0.97 J 0.10 1.0

Edna Brewer 
Middle

Fountain
Fountain in building B 

hallway next to room 30
3/14/2019 EPA-200.8 Lead 0.35 J 0.10 1.0

Edna Brewer 
Middle

Fountain
DF in hallway Across From 

Counselors Office
3/14/2019 EPA-200.8 Lead 0.11 J 0.10 1.0

Edna Brewer 
Middle

Fountain
DF 1st floor between 
classroom 22 and 23 

3/14/2019 EPA-200.8 Lead 0.22 J 0.10 1.0

Edna Brewer 
Middle

Water 
Dispenser

Left WD Outside of 
Cafeteria 

3/14/2019 EPA-200.8 Lead 0.58 J 0.10 1.0

Edna Brewer 
Middle

Fountain
DF in hallway behind 

Cafeteria 
3/14/2019 EPA-200.8 Lead 0.11 J 0.10 1.0

Edna Brewer 
Middle

Tap
Far Left Tap Sink in 

Classroom 43
3/14/2019 EPA-200.8 Lead 0.93 J 0.10 1.0

Edna Brewer 
Middle

Fountain DF outside classroom 41 3/14/2019 EPA-200.8 Lead 0.46 J 0.10 1.0

Edna Brewer 
Middle

Fountain
Right DF Lower 

Playground 
3/14/2019 EPA-200.8 Lead 0.55 J 0.10 1.0
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Edna Brewer 
Middle

Fountain DF in Girls Locker Room 3/14/2019 EPA-200.8 Lead 1.3 0.10 1.0

Edna Brewer 
Middle

Fountain DF in Boys Locker Room 3/14/2019 EPA-200.8 Lead 1.4 0.10 1.0

Roosevelt Middle Fountain
Drinking fountain in 

Building C outside of gym 
and girls locker room

3/14/2019 EPA-200.8 Lead 0.51 J 0.10 1.0

Roosevelt Middle Fountain
Drinking fountain in 
Building A first floor 

classroom 113
3/14/2019 EPA-200.8 Lead 7.9 0.10 1.0

Roosevelt Middle Tap
Sink closest to door in 
Building A first floor 

classroom 120
3/14/2019 EPA-200.8 Lead 1 0.10 1.0

Roosevelt Middle Fountain

Drinking fountain in 
Building A ground floor 

hallway outside of room 
16

3/14/2019 EPA-200.8 Lead 0.11 J 0.10 1.0

Roosevelt Middle Fountain

Drinking fountain in 
Building A ground floor 

hallway outside of health 
center and girls restroom

3/14/2019 EPA-200.8 Lead 0.5 J 0.10 1.0

Roosevelt Middle Tap
Right sink faucet in 

Building A ground floor 
classroom 13 

3/14/2019 EPA-200.8 Lead 7.8 0.10 1.0

Roosevelt Middle Tap
Sink in Building A ground 
floor health center multi 

purpose room C2
3/14/2019 EPA-200.8 Lead 0.26 J 0.10 1.0
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Roosevelt Middle Tap
Sink in Building A ground 
floor health center triage 

area
3/14/2019 EPA-200.8 Lead 0.14 J 0.10 1.0

Roosevelt Middle Tap
Sink in Building A ground 
floor health center exam 

room 1
3/14/2019 EPA-200.8 Lead 0.29 J 0.10 1.0

Roosevelt Middle Tap
Right sink in Building A 

ground floor health 
center lab room

3/14/2019 EPA-200.8 Lead 0.33 J 0.10 1.0

Roosevelt Middle Tap
Sink in Building A ground 
floor health center exam 

room 3
3/14/2019 EPA-200.8 Lead 0.18 J 0.10 1.0

Roosevelt Middle Fountain

Left drinking fountain 
fixture in courtyard of 

Building A first floor near 
water station

3/14/2019 EPA-200.8 Lead 0.7 J 0.10 1.0

Roosevelt Middle Fountain
DF inside by boys locker 

room 
3/14/2019 EPA-200.8 Lead 1.1 0.10 1.0

Roosevelt Middle
Water 

Dispenser
Water dispenser hall near 

room 109b
3/14/2019 EPA-200.8 Lead ND 0.10 1.0

Roosevelt Middle Tap Tap in room 103a 3/14/2019 EPA-200.8 Lead 11 0.10 1.0

Roosevelt Middle Tap Tap in room 122 3/14/2019 EPA-200.8 Lead 0.44 J 0.10 1.0

Roosevelt Middle Tap
Tap in room 16, left tap 
along exterior wall with 

windows
3/14/2019 EPA-200.8 Lead 19 0.10 1.0

Roosevelt Middle Tap
Tap in room 16, along 

back wall on right 
3/14/2019 EPA-200.8 Lead 0.52 J 0.10 1.0

Roosevelt Middle Tap Tap in sink room 12, AIMS 3/14/2019 EPA-200.8 Lead 10 0.10 1.0
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Roosevelt Middle Tap Tap in kitchen prep room 3/14/2019 EPA-200.8 Lead 2.1 0.10 1.0

Roosevelt Middle Tap
Tap in main kitchen in 

Rinse basin on right
3/14/2019 EPA-200.8 Lead 0.69 J 0.10 1.0

Roosevelt Middle Tap
Tap in preschool off of 

cafeteria
3/14/2019 EPA-200.8 Lead 0.85 J 0.10 1.0

Roosevelt Middle Tap Tap in custodian room 3/14/2019 EPA-200.8 Lead 0.18 J 0.10 1.0

Urban Promise 
Academy

Fountain
Upper Df in hallway 
across from staff rr 

3/15/2019 EPA-200.8 Lead 0.35 J 0.10 1.0

Urban Promise 
Academy

Tap Tap in rm 9 3/15/2019 EPA-200.8 Lead 0.88 J 0.10 1.0

Urban Promise 
Academy

Fountain Df outside by garden 3/15/2019 EPA-200.8 Lead 0.65 J 0.10 1.0

Urban Promise 
Academy

Tap Tap on left in rm 12 3/15/2019 EPA-200.8 Lead 0.94 J 0.10 1.0

Urban Promise 
Academy

Tap Tap in rm 14 3/15/2019 EPA-200.8 Lead 0.28 J 0.10 1.0

Urban Promise 
Academy

Tap Tap in rm 16 3/15/2019 EPA-200.8 Lead 0.13 J 0.10 1.0

Urban Promise 
Academy

Tap Tap in rm 18 3/15/2019 EPA-200.8 Lead 0.97 J 0.10 1.0

Urban Promise 
Academy

Water 
Dispenser

Water dispenser between 
boys and girls rr by 

cafeteria
3/15/2019 EPA-200.8 Lead ND 0.10 1.0

Urban Promise 
Academy

Tap
Tap in three basin sink in 

kitchen 
3/15/2019 EPA-200.8 Lead 0.19 J 0.10 1.0

Urban Promise 
Academy

Fountain
Left fixture on right 

drinking fountain set 
sampled. 

3/15/2019 EPA-200.8 Lead 0.41 J 0.10 1.0
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Urban Promise 
Academy

Fountain
Lower Df in entryway of 

gym 
3/15/2019 EPA-200.8 Lead ND 0.10 1.0

Urban Promise 
Academy

Fountain Df in sink in MPR 101 3/15/2019 EPA-200.8 Lead ND 0.10 1.0

Urban Promise 
Academy

Fountain Df in sink on left in rm 102 3/15/2019 EPA-200.8 Lead ND 0.10 1.0

Urban Promise 
Academy

Fountain
Upper Df outside of gym 

by bike rack and main 
gate

3/15/2019 EPA-200.8 Lead 0.22 J 0.10 1.0

LIFE Academy
Water 

Dispenser
Dispenser in hallway 
Across from room 26

3/15/2019 EPA-200.8 Lead

LIFE Academy Tap
Tap in center island of 

kitchen
3/15/2019 EPA-200.8 Lead

LIFE Academy Fountain Df in gym next to lockers 3/15/2019 EPA-200.8 Lead

LIFE Academy Fountain
Interior Df second story of 

gym outside basketball 
courts

3/15/2019 EPA-200.8 Lead

United for 
Success Academy

Water 
Dispenser

Dispenser inside entrance 
to school building

3/15/2019 EPA-200.8 Lead ND 0.10 1.0

United for 
Success Academy

Tap Tap classroom #11 3/15/2019 EPA-200.8 Lead 0.24 J 0.10 1.0

United for 
Success Academy

Fountain Df classroom 9 3/15/2019 EPA-200.8 Lead 11 0.10 1.0

United for 
Success Academy

Fountain Df classroom 5 3/15/2019 EPA-200.8 Lead 1.5 0.10 1.0
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United for 
Success Academy

Tap
Tap staff room next to 

exit
3/15/2019 EPA-200.8 Lead 1.6 0.10 1.0

United for 
Success Academy

Fountain
Df in playground next to 

portables, right Df 
sampled

3/15/2019 EPA-200.8 Lead 0.14 J 0.10 1.0

United for 
Success Academy

Tap
Middle tap of sink in 

classroom 237
3/15/2019 EPA-200.8 Lead 6.8 0.10 1.0

United for 
Success Academy

Tap
Tap in classroom 239, left 

tap sampled
3/15/2019 EPA-200.8 Lead 13 0.10 1.0

United for 
Success Academy

Fountain DF off Sink in Admin office 3/15/2019 EPA-200.8 Lead 0.5 J 0.10 1.0

United for 
Success Academy

Tap Sink in classroom 17 3/15/2019 EPA-200.8 Lead 1.7 0.10 1.0

United for 
Success Academy

Fountain DF in hall by room 236 3/15/2019 EPA-200.8 Lead 0.33 J 0.10 1.0

United for 
Success Academy

Fountain
Upper DF in hall second 
floor across room 245

3/15/2019 EPA-200.8 Lead 0.29 J 0.10 1.0

United for 
Success Academy

Tap Tap in room 248 3/15/2019 EPA-200.8 Lead 6.1 0.10 1.0

LIFE Academy Fountain
DF off sink in classroom 

22
3/15/2019 EPA-200.8 Lead

LIFE Academy Fountain
Lower right DF in hall 
across from lockers

3/15/2019 EPA-200.8 Lead
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LIFE Academy Fountain
DF near entrance of 

Health Center, upper left
3/15/2019 EPA-200.8 Lead

LIFE Academy Tap Tap in exam room 309 3/15/2019 EPA-200.8 Lead

LIFE Academy Tap
Tap in lab testing room 

311
3/15/2019 EPA-200.8 Lead

LIFE Academy Tap
Small push button tap in 

dentist room 316
3/15/2019 EPA-200.8 Lead

LIFE Academy Tap Tap in health classroom 3/15/2019 EPA-200.8 Lead

LIFE Academy Tap
Tap in upstairs science 

room, left tap with 
hot/cold, cold sampled

3/15/2019 EPA-200.8 Lead

Lafayette 
Elementary 

OUSD
Fountain

Lower fountain in building 
F second floor

3/19/2019 EPA-200.8 Lead 2.7 0.10 1.0

Lafayette 
Elementary 

OUSD
Tap

Cold tap in building A 
room 126

3/19/2019 EPA-200.8 Lead 0.91 J 0.10 1.0

Lafayette 
Elementary 

OUSD
Fountain

Upper fountain in building 
A hallway 

3/19/2019 EPA-200.8 Lead ND 0.10 1.0

West Oakland 
Middle

Fountain Fountain in MPR 3/19/2019 EPA-200.8 Lead 0.1 J 0.10 1.0

West Oakland 
Middle

Fountain
Lower fountain outside 
MPR next to custodial 

closet #124
3/19/2019 EPA-200.8 Lead ND 0.10 1.0

West Oakland 
Middle

Fountain
Lower fountain across 

from storage room #131
3/19/2019 EPA-200.8 Lead ND 0.10 1.0

West Oakland 
Middle

Fountain
Lower fountain in building 

E first floor 
3/19/2019 EPA-200.8 Lead 0.16 J 0.10 1.0
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West Oakland 
Middle

Fountain
Lower fountain outside 

building E facing 
playground 

3/19/2019 EPA-200.8 Lead ND 0.10 1.0

West Oakland 
Middle

Tap
Cold tap in building H 

exam room 110
3/19/2019 EPA-200.8 Lead 0.17 J 0.10 1.0

West Oakland 
Middle

Tap
Foot pedal tap in building 

H exam room 111
3/19/2019 EPA-200.8 Lead 1.4 0.10 1.0

West Oakland 
Middle

Tap
Hot tap in building H open 

room
3/19/2019 EPA-200.8 Lead 0.55 J 0.10 1.0

West Oakland 
Middle

Tap Kitchen sink, wash 3/19/2019 EPA-200.8 Lead ND 0.10 1.0

West Oakland 
Middle

Fountain
Lower right Fountain in 

hall near room 112
3/19/2019 EPA-200.8 Lead 3.2 0.10 1.0

West Oakland 
Middle

Fountain
Fountain back side of 

building C, right fountain
3/19/2019 EPA-200.8 Lead 1 0.10 1.0

West Oakland 
Middle

Fountain
DF building E on 2nd 

floor, lower right, step 
over sample

3/19/2019 EPA-200.8 Lead 0.46 J 0.10 1.0

West Oakland 
Middle

Tap
Tap in conference room 

of building H clinic
3/19/2019 EPA-200.8 Lead 0.18 J 0.10 1.0

West Oakland 
Middle

Tap Tap in exam room 112 3/19/2019 EPA-200.8 Lead 0.56 J 0.10 1.0

Lafayette 
Elementary 

OUSD

Water 
Dispenser

Dispenser 1st floor 
building F, step over 

sample
3/19/2019 EPA-200.8 Lead ND 0.10 1.0

Lafayette 
Elementary 

OUSD
Fountain DF off sink in room 125 3/19/2019 EPA-200.8 Lead 0.21 J 0.10 1.0

Westlake Middle
Water 

Dispenser
Cafeteria dispenser left 

spigot.
3/19/2019 EPA-200.8 Lead 1.5 0.10 1.0
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Westlake Middle Tap
Tap in main office outside 

room 11C
3/19/2019 EPA-200.8 Lead 0.45 J 0.10 1.0

Westlake Middle
Water 

Dispenser

Building A, Water 
dispenser by main 

entrance.
3/19/2019 EPA-200.8 Lead ND 0.10 1.0

Westlake Middle Fountain
Building C, BB in room 

106.
3/19/2019 EPA-200.8 Lead 0.72 J 0.10 1.0

Westlake Middle Fountain
Building C, BB in room 

104.
3/19/2019 EPA-200.8 Lead 0.72 J 0.10 1.0

Westlake Middle Fountain
Building C, BB in room 

204.
3/19/2019 EPA-200.8 Lead 0.55 J 0.10 1.0

Westlake Middle Tap
Building C, BB in room 

206.
3/19/2019 EPA-200.8 Lead 0.89 J 0.10 1.0

Westlake Middle Fountain DF outside room 212. 3/19/2019 EPA-200.8 Lead 0.28 J 0.10 1.0

Westlake Middle Fountain
Building D, boys locker 

room left DF.
3/19/2019 EPA-200.8 Lead 0.72 J 0.10 1.0

Westlake Middle Fountain
Drinking fountain outside 
gym in asphalt play area, 

right fountain.
3/19/2019 EPA-200.8 Lead 5 0.10 1.0

Westlake Middle Fountain
Outdoor water fountain 

west corner of building B, 
right fountain.

3/19/2019 EPA-200.8 Lead 1.7 0.10 1.0

Westlake Middle Fountain
Outdoor DF west corner 

of building A, right 
fountain.

3/19/2019 EPA-200.8 Lead 0.69 J 0.10 1.0

Westlake Middle Fountain DF in classroom 34 3/19/2019 EPA-200.8 Lead 2.7 0.10 1.0
Westlake Middle Tap Tap Sink in Office 3/19/2019 EPA-200.8 Lead 1 0.10 1.0
Westlake Middle Fountain DF in Teachers Lounge 3/19/2019 EPA-200.8 Lead 1.6 0.10 1.0
Westlake Middle Tap Tap Prep Sink in Kitchen 3/19/2019 EPA-200.8 Lead 1.8 0.10 1.0
Westlake Middle Tap Tap Sink in Classroom 20 3/19/2019 EPA-200.8 Lead 1.1 0.10 1.0
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Westlake Middle Tap Tap Sink in Classroom 21A 3/19/2019 EPA-200.8 Lead 0.94 J 0.10 1.0

Westlake Middle Fountain
Lower DF in Hallway 

between classroom 23 
and 24. 

3/19/2019 EPA-200.8 Lead 0.32 J 0.10 1.0

Westlake Middle Tap Tap Sink in Classroom 23 3/19/2019 EPA-200.8 Lead 1.2 0.10 1.0
Westlake Middle Tap Tap Sink in Classroom 24 3/19/2019 EPA-200.8 Lead 3.6 0.10 1.0

Westlake Middle Fountain
Upper DF in Hallway by 

library
3/19/2019 EPA-200.8 Lead 1.4 0.10 1.0

Westlake Middle Fountain DF in Portable 310 3/19/2019 EPA-200.8 Lead 0.41 J 0.10 1.0
Westlake Middle Fountain DF in Portable 309 3/19/2019 EPA-200.8 Lead 0.68 J 0.10 1.0
Westlake Middle Fountain DF in Portable 307 3/19/2019 EPA-200.8 Lead 2.1 0.10 1.0
Westlake Middle Fountain DF in Portable 303 3/19/2019 EPA-200.8 Lead 0.68 J 0.10 1.0
Westlake Middle Fountain DF in Portable 301 3/19/2019 EPA-200.8 Lead 0.24 J 0.10 1.0

Castlemont High
Water 

Dispenser

Bottle filler located in 
Building C to the left of 

Rm 208
3/20/2019 EPA-200.8 Lead 0.34 J 0.10 1.0

Castlemont High Tap Tap located in Main Office 3/20/2019 EPA-200.8 Lead 0.58 J 0.10 1.0

Castlemont High Tap
Tap located in Kitchen on 

island.
3/20/2019 EPA-200.8 Lead 0.9 J 0.10 1.0

Castlemont High Fountain
BB located on the left sink 

in the special needs Rm 
304 in Building B

3/20/2019 EPA-200.8 Lead 0.16 J 0.10 1.0

Castlemont High Tap
Tap located in Rm 305 in 

Building B
3/20/2019 EPA-200.8 Lead 1.8 0.10 1.0

Castlemont High Tap
Left Tap located closest to 

hallway on second floor 
of Building B in Rm 324

3/20/2019 EPA-200.8 Lead 1.8 0.10 1.0
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Castlemont High Fountain
Df located in Gym across 

from men’s bathroom
3/20/2019 EPA-200.8 Lead ND 0.10 1.0

Castlemont High Tap Tap located in pool rm 3/20/2019 EPA-200.8 Lead 0.34 J 0.10 1.0

Castlemont High Fountain
Df located in Girls 

lockeroom 
3/20/2019 EPA-200.8 Lead 30 0.10 1.0

Castlemont High Tap
Tap located in snack Rm 

in Building E
3/20/2019 EPA-200.8 Lead 2.2 0.10 1.0

Castlemont High Fountain
Right upper fountain 

located in auditorium to 
the left of Boys bathroom

3/20/2019 EPA-200.8 Lead 1.1 0.10 1.0

Castlemont High Tap
Building C (200) 1st floor 

nurse rm sink 
3/20/2019 EPA-200.8 Lead 17 0.10 1.0

Castlemont High Fountain
DF building C (200) 1st 
floor to left of boys BR

3/20/2019 EPA-200.8 Lead 0.22 J 0.10 1.0

Castlemont High Fountain
DF building B (300) 1st 
floor outside rm 312 

3/20/2019 EPA-200.8 Lead 0.98 J 0.10 1.0

Castlemont High Fountain
Building B (300) DF 1st 
floor outside staff BRs 

near rm 307
3/20/2019 EPA-200.8 Lead 1.3 0.10 1.0

Castlemont High Fountain
Building B (300) 2nd floor 
DF in hallway outside 322 

3/20/2019 EPA-200.8 Lead 0.76 J 0.10 1.0

Castlemont High Fountain
Building B (300) 2nd floor 

DF outside rm 327 
3/20/2019 EPA-200.8 Lead 17 0.10 1.0

Castlemont High Fountain
Upper DF next to pool 

outside pool house office 
3/20/2019 EPA-200.8 Lead 0.24 J 0.10 1.0

Castlemont High Fountain
DF in hallway outside gym 

and entrance to girls 
locker rm 

3/20/2019 EPA-200.8 Lead ND 0.10 1.0
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Castlemont High Fountain
Upper DF building E 

outside music technology 
rm 

3/20/2019 EPA-200.8 Lead 2.1 0.10 1.0

Castlemont High Fountain
Right DF outside snack rm 

adjacent to auditorium 
3/20/2019 EPA-200.8 Lead 1.5 0.10 1.0

Castlemont High
Water 

Dispenser

Bottle filler by BRs outside 
dance studio S3 in 

building K 
3/20/2019 EPA-200.8 Lead ND 0.10 1.0

Dewey Academy Fountain
Lower left fountain, step 

out
3/21/2019 EPA-200.8 Lead ND 0.10 1.0

Dewey Academy Fountain
Drinking fountain in room 

203
3/21/2019 EPA-200.8 Lead ND 0.10 1.0

Dewey Academy Fountain DF in sink in room 13A 3/21/2019 EPA-200.8 Lead 3.5 0.10 1.0

Fremont High
Water 

Dispenser

Right faucet of Water 
Dispenser located next to 

the staff break room in 
Cafeteria 

3/21/2019 EPA-200.8 Lead 2.5 0.10 1.0

Fremont High Tap
Tap located in Rm 1111 

on the first floor of 
Building  B

3/21/2019 EPA-200.8 Lead 0.14 J 0.10 1.0

Fremont High Tap
Tap located in Rm 1123 
(Science Rm) on the first 

floor of Building B
3/21/2019 EPA-200.8 Lead 0.27 J 0.10 1.0

Fremont High Tap
Tap located in Rm 1207 
located on 2nd floor of 

Building B 
3/21/2019 EPA-200.8 Lead 5.7 0.10 1.0

Fremont High Fountain
Df located to the right of 
Rm 1215 on the second 

floor of Building B
3/21/2019 EPA-200.8 Lead 0.35 J 0.10 1.0
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Fremont High Tap
Tap located in Rm 3206 

on second floor of 
Building A

3/21/2019 EPA-200.8 Lead 1.2 0.10 1.0

Fremont High Fountain

Outside Upper right Df 
located near the 

Portables to the right of 
Rm 4301

3/21/2019 EPA-200.8 Lead 0.41 J 0.10 1.0

Fremont High Tap
Tap located inside Clinic 

attached to the Gym
3/21/2019 EPA-200.8 Lead 4.6 0.10 1.0

Fremont High
Water 

Dispenser
WD in Cafeteria next to 

bathrooms 
3/21/2019 EPA-200.8 Lead ND 0.10 1.0

Fremont High Tap
Tap Sink in Classroom 

1102
3/21/2019 EPA-200.8 Lead 0.24 J 0.10 1.0

Fremont High Tap
Tap Sink in Classroom 

1210
3/21/2019 EPA-200.8 Lead 5.6 0.10 1.0

Fremont High Fountain
DF at end of Hallway 

behind classroom 1210
3/21/2019 EPA-200.8 Lead 2.5 0.10 1.0

Fremont High Tap
Tap Sink in Classroom 

3212 B
3/21/2019 EPA-200.8 Lead 1.1 0.10 1.0

Fremont High Tap
Tap Sink in Classroom 

4302
3/21/2019 EPA-200.8 Lead 1.1 0.10 1.0

Fremont High Tap
Tap Sink in Classroom 

4300
3/21/2019 EPA-200.8 Lead 0.7 J 0.10 1.0

Fremont High Fountain
Upper DF outside Building 

B in Courtyard 
3/21/2019 EPA-200.8 Lead 1.5 0.10 1.0

Glenview 
Elementary

Fountain
Df in main hallway to right 

of entrance doors
3/22/2019 EPA-200.8 Lead 0.8 J 0.10 1.0

Glenview 
Elementary

Tap Tap in room 1 3/22/2019 EPA-200.8 Lead 0.32 J 0.10 1.0

Glenview 
Elementary

Fountain Df in room 2 3/22/2019 EPA-200.8 Lead 0.1 J 0.10 1.0
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Glenview 
Elementary

Fountain Df in room #3 3/22/2019 EPA-200.8 Lead 0.3 J 0.10 1.0

Glenview 
Elementary

Fountain Df in room 4 3/22/2019 EPA-200.8 Lead 0.1 J 0.10 1.0

Glenview 
Elementary

Fountain Df in room 5 3/22/2019 EPA-200.8 Lead 0.12 J 0.10 1.0

Glenview 
Elementary

Fountain
Df in hallway across from 

room 5
3/22/2019 EPA-200.8 Lead ND 0.10 1.0

Glenview 
Elementary

Fountain Df in room 12 3/22/2019 EPA-200.8 Lead 0.52 J 0.10 1.0

Glenview 
Elementary

Fountain
Df in 2nd floor hall west 

end
3/22/2019 EPA-200.8 Lead 0.47 J 0.10 1.0

Glenview 
Elementary

Fountain Df in room 14 3/22/2019 EPA-200.8 Lead 0.7 J 0.10 1.0

Glenview 
Elementary

Fountain Df room 11 3/22/2019 EPA-200.8 Lead 0.15 J 0.10 1.0

Glenview 
Elementary

Fountain Df room 10 3/22/2019 EPA-200.8 Lead 0.11 J 0.10 1.0

Glenview 
Elementary

Fountain Df in room 9 3/22/2019 EPA-200.8 Lead 0.17 J 0.10 1.0

Glenview 
Elementary

Fountain
Df west side bldg, outside, 

near basketball courts
3/22/2019 EPA-200.8 Lead 0.49 J 0.10 1.0

Glenview 
Elementary

Fountain Df in portable 875 3/22/2019 EPA-200.8 Lead ND 0.10 1.0

Glenview 
Elementary

Fountain DF in Cafeteria 3/22/2019 EPA-200.8 Lead 0.12 J 0.10 1.0

Glenview 
Elementary

Fountain DF in classroom 8 3/22/2019 EPA-200.8 Lead 0.34 J 0.10 1.0

Glenview 
Elementary

Tap Tap Sink in Nurse Office 3/22/2019 EPA-200.8 Lead 4.5 0.10 1.0
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Glenview 
Elementary

Fountain DF in classroom 7 3/22/2019 EPA-200.8 Lead 0.12 J 0.10 1.0

Glenview 
Elementary

Fountain DF in classroom 6 3/22/2019 EPA-200.8 Lead 0.23 J 0.10 1.0

Glenview 
Elementary

Tap Prep Tap Sink in Kitchen 3/22/2019 EPA-200.8 Lead 1.8 0.10 1.0

Glenview 
Elementary

Fountain DF in classroom 17 3/22/2019 EPA-200.8 Lead 0.14 J 0.10 1.0

Glenview 
Elementary

Fountain DF in classroom 16 3/22/2019 EPA-200.8 Lead 0.14 J 0.10 1.0

Glenview 
Elementary

Fountain DF in classroom 15 3/22/2019 EPA-200.8 Lead 0.86 J 0.10 1.0

Glenview 
Elementary

Fountain
Left DF outside between 

classroom 19 and 20 
3/22/2019 EPA-200.8 Lead 0.48 J 0.10 1.0

Glenview 
Elementary

Tap Tap Sink in CDC Kitchen 3/22/2019 EPA-200.8 Lead 1.2 0.10 1.0

Glenview 
Elementary

Fountain DF in CDC Room 704 3/22/2019 EPA-200.8 Lead 0.1 J 0.10 1.0

Grass Valley 
Elementary

Fountain Fountain in room 2 3/22/2019 EPA-200.8 Lead 0.6 J 0.10 1.0

Grass Valley 
Elementary

Fountain Fountain in room 3 3/22/2019 EPA-200.8 Lead ND 0.10 1.0

Grass Valley 
Elementary

Fountain Fountain in room 4 3/22/2019 EPA-200.8 Lead ND 0.10 1.0

Grass Valley 
Elementary

Fountain Fountain in room 5 3/22/2019 EPA-200.8 Lead 0.14 J 0.10 1.0

Grass Valley 
Elementary

Fountain Fountain in room 6 3/22/2019 EPA-200.8 Lead 0.36 J 0.10 1.0

Grass Valley 
Elementary

Fountain Fountain in room 7 3/22/2019 EPA-200.8 Lead 0.15 J 0.10 1.0
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Grass Valley 
Elementary

Fountain Fountain in room 8 3/22/2019 EPA-200.8 Lead ND 0.10 1.0

Grass Valley 
Elementary

Fountain
Left fountain outside CDC 
Building facing playground 

3/22/2019 EPA-200.8 Lead 0.4 J 0.10 1.0

Grass Valley 
Elementary

Fountain Fountain in portable A 3/22/2019 EPA-200.8 Lead 0.19 J 0.10 1.0

Grass Valley 
Elementary

Fountain Fountain in portable B 3/22/2019 EPA-200.8 Lead ND 0.10 1.0

Grass Valley 
Elementary

Fountain Fountain in portable C 3/22/2019 EPA-200.8 Lead 0.11 J 0.10 1.0

Grass Valley 
Elementary

Fountain Fountain in portable D 3/22/2019 EPA-200.8 Lead ND 0.10 1.0

Grass Valley 
Elementary

Fountain Fountain in portable E 3/22/2019 EPA-200.8 Lead ND 0.10 1.0

Grass Valley 
Elementary

Fountain Df in kindergarten rm 1 3/22/2019 EPA-200.8 Lead 0.32 J 0.10 1.0

Grass Valley 
Elementary

Tap Tap in nurses rm 3/22/2019 EPA-200.8 Lead 0.95 J 0.10 1.0

Grass Valley 
Elementary

Fountain Df in multipurpose rm 3/22/2019 EPA-200.8 Lead ND 0.10 1.0

Grass Valley 
Elementary

Fountain Df in sink in rm 9 3/22/2019 EPA-200.8 Lead 0.51 J 0.10 1.0

Grass Valley 
Elementary

Fountain
Right df outside of 

multipurpose rm facing 
north

3/22/2019 EPA-200.8 Lead ND 0.10 1.0

Grass Valley 
Elementary

Fountain
Left df outside main 

building facing playground 
east

3/22/2019 EPA-200.8 Lead ND 0.10 1.0

Grass Valley 
Elementary

Fountain Df in sink in portable J 3/22/2019 EPA-200.8 Lead ND 0.10 1.0
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Grass Valley 
Elementary

Fountain Df in sink in portable I 3/22/2019 EPA-200.8 Lead ND 0.10 1.0

Grass Valley 
Elementary

Fountain Df in sink in portable H 3/22/2019 EPA-200.8 Lead ND 0.10 1.0

Grass Valley 
Elementary

Fountain Df in sink in portable G 3/22/2019 EPA-200.8 Lead ND 0.10 1.0

Grass Valley 
Elementary

Fountain Df in sink in portable F 3/22/2019 EPA-200.8 Lead 0.16 J 0.10 1.0

Markham 
Elementary

Fountain DF in classroom 7 4/3/2019 EPA-200.8 Lead 0.68 J 0.10 1.0

Markham 
Elementary

Tap Tap Sink classroom 8 4/3/2019 EPA-200.8 Lead 0.45 J 0.10 1.0

Markham 
Elementary

Water 
Dispenser

WD Across From Staff 
Kitchen 

4/3/2019 EPA-200.8 Lead ND 0.10 1.0

Markham 
Elementary

Tap Tap in classroom 1 4/3/2019 EPA-200.8 Lead 4.6 0.10 1.0

Markham 
Elementary

Tap Tap Sink in Classroom 3 4/3/2019 EPA-200.8 Lead 0.73 J 0.10 1.0

Markham 
Elementary

Tap Tap Sink in Classroom 2 4/3/2019 EPA-200.8 Lead 0.13 J 0.10 1.0

Markham 
Elementary

Fountain
DF in Hallway Next to 

classroom 3
4/3/2019 EPA-200.8 Lead ND 0.10 1.0

Markham 
Elementary

Fountain
DF Across From 
Classroom 14 

4/3/2019 EPA-200.8 Lead 1.3 0.10 1.0

Markham 
Elementary

Tap Tap Sink in Classroom 14 4/3/2019 EPA-200.8 Lead 0.74 J 0.10 1.0

Markham 
Elementary

Tap Tap Sink in Classroom 15 4/3/2019 EPA-200.8 Lead 1.9 0.10 1.0

Markham 
Elementary

Tap Tap Sink in Classroom 12 4/3/2019 EPA-200.8 Lead 2.1 0.10 1.0
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Markham 
Elementary

Tap Tap Sink in Classroom 16 4/3/2019 EPA-200.8 Lead 0.8 J 0.10 1.0

Markham 
Elementary

Fountain DF Next to classroom 10 4/3/2019 EPA-200.8 Lead 1.3 0.10 1.0

Markham 
Elementary

Tap Tap Sink in Classroom 10 4/3/2019 EPA-200.8 Lead 23 0.10 1.0

Markham 
Elementary

Fountain
Left DF outside next to 

storage room 
4/3/2019 EPA-200.8 Lead 0.22 J 0.10 1.0

Markham 
Elementary

Fountain
Right DF outside Boys 

Bathroom 
4/3/2019 EPA-200.8 Lead ND 0.10 1.0

Markham 
Elementary

Fountain DF in classroom 103 4/3/2019 EPA-200.8 Lead 0.15 J 0.10 1.0

Markham 
Elementary

Fountain DF in classroom 102 4/3/2019 EPA-200.8 Lead 1.2 0.10 1.0

Markham 
Elementary

Tap Tap Sink in classroom 104 4/3/2019 EPA-200.8 Lead 0.21 J 0.10 1.0

Markham 
Elementary

Fountain DF in classroom 105 4/3/2019 EPA-200.8 Lead 0.12 J 0.10 1.0

Markham 
Elementary

Fountain
Right DF Across From 

Classroom 201
4/3/2019 EPA-200.8 Lead ND 0.10 1.0

Markham 
Elementary

Fountain DF in classroom 201 4/3/2019 EPA-200.8 Lead 0.1 J 0.10 1.0

Markham 
Elementary

Fountain DF in classroom 202 4/3/2019 EPA-200.8 Lead 0.94 J 0.10 1.0

Markham 
Elementary

Fountain DF in classroom 204 4/3/2019 EPA-200.8 Lead 0.14 J 0.10 1.0

Markham 
Elementary

Fountain DF in classroom 205 4/3/2019 EPA-200.8 Lead ND 0.10 1.0

Markham 
Elementary

Tap Tap Sink in Classroom 206 4/3/2019 EPA-200.8 Lead ND 0.10 1.0
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Markham 
Elementary

Fountain DF in Portable N 4/3/2019 EPA-200.8 Lead 0.24 J 0.10 1.0

Markham 
Elementary

Fountain DF in Portable M 4/3/2019 EPA-200.8 Lead 0.18 J 0.10 1.0

Markham 
Elementary

Fountain DF in Portable K 4/3/2019 EPA-200.8 Lead 0.26 J 0.10 1.0

Markham 
Elementary

Fountain DF in Portable J 4/3/2019 EPA-200.8 Lead 0.63 J 0.10 1.0

Markham 
Elementary

Fountain DF in Portable I 4/3/2019 EPA-200.8 Lead 0.25 J 0.10 1.0

Markham 
Elementary

Fountain DF in Portable H 4/3/2019 EPA-200.8 Lead 0.2 J 0.10 1.0

Markham 
Elementary

Fountain
LeftDF outside of Building 

B 
4/3/2019 EPA-200.8 Lead ND 0.10 1.0

Markham 
Elementary

Fountain
Right DF outside Boys 

Bathroom 
4/3/2019 EPA-200.8 Lead 0.52 J 0.10 1.0

Markham 
Elementary

Fountain
Right DF outside of Girls 

Bathroom 
4/3/2019 EPA-200.8 Lead 0.14 J 0.10 1.0

Redwood Heights 
Elementary

Water 
Dispenser

Dispenser outside main 
office 

4/4/2019 EPA-200.8 Lead ND 0.10 1.0

Redwood Heights 
Elementary

Fountain
Fountain in room 1 

closest to entry
4/4/2019 EPA-200.8 Lead 0.23 J 0.10 1.0

Redwood Heights 
Elementary

Fountain Fountain in room 2 4/4/2019 EPA-200.8 Lead 0.18 J 0.10 1.0

Redwood Heights 
Elementary

Tap Tap in room 3 4/4/2019 EPA-200.8 Lead ND 0.10 1.0

186 of 203 5/2/2019



OAKLAND USD
TOTAL SAMPLE RESULTS

Redwood Heights 
Elementary

Tap Tap in room 27 4/4/2019 EPA-200.8 Lead ND 0.10 1.0

Redwood Heights 
Elementary

Tap Tap in room 26 4/4/2019 EPA-200.8 Lead 0.74 J 0.10 1.0

Redwood Heights 
Elementary

Tap Tap in room B 4/4/2019 EPA-200.8 Lead 0.28 J 0.10 1.0

Redwood Heights 
Elementary

Fountain
Fountain outside facing 

playground between 
bathrooms 

4/4/2019 EPA-200.8 Lead ND 0.10 1.0

Redwood Heights 
Elementary

Tap Tap Sink in Classroom 7 4/4/2019 EPA-200.8 Lead 0.14 J 0.10 1.0

Redwood Heights 
Elementary

Tap Tap Sink in Classroom 6 4/4/2019 EPA-200.8 Lead ND 0.10 1.0

Redwood Heights 
Elementary

Tap Tap Sink in Classroom 5 4/4/2019 EPA-200.8 Lead 0.78 J 0.10 1.0

Redwood Heights 
Elementary

Tap Tap Sink in Classroom 4 4/4/2019 EPA-200.8 Lead 0.14 J 0.10 1.0

Redwood Heights 
Elementary

Tap Tap Sink in Classroom 22 4/4/2019 EPA-200.8 Lead 0.28 J 0.10 1.0

Redwood Heights 
Elementary

Tap Tap Sink in Classroom 24 4/4/2019 EPA-200.8 Lead 0.17 J 0.10 1.0
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Redwood Heights 
Elementary

Tap Tap Sink in Classroom 25 4/4/2019 EPA-200.8 Lead 0.1 J 0.10 1.0

Redwood Heights 
Elementary

Fountain DF in Portable A 4/4/2019 EPA-200.8 Lead ND 0.10 1.0

Redwood Heights 
Elementary

Fountain DF in Portable C 4/4/2019 EPA-200.8 Lead ND 0.10 1.0

Redwood Heights 
Elementary

Fountain
Middle DF Outside Next 

to Playground
4/4/2019 EPA-200.8 Lead ND 0.10 1.0

Redwood Heights 
Elementary

Tap Tap Sink in Kitchen 4/4/2019 EPA-200.8 Lead 150 0.10 1.0

Madison Park 
Academy TK-5

Water 
Dispenser

Water Dispenser located 
in Cafeteria. 

4/4/2019 EPA-200.8 Lead ND 0.10 1.0

Madison Park 
Academy TK-5

Fountain BB located in Rm 2 4/4/2019 EPA-200.8 Lead 0.41 J 0.10 1.0

Madison Park 
Academy TK-5

Fountain BB located in Rm 3 4/4/2019 EPA-200.8 Lead 0.26 J 0.10 1.0

Madison Park 
Academy TK-5

Tap Tap located in Rm 4 4/4/2019 EPA-200.8 Lead 0.34 J 0.10 1.0

Madison Park 
Academy TK-5

Fountain Df located in in Rm 4 4/4/2019 EPA-200.8 Lead 0.85 J 0.10 1.0

Madison Park 
Academy TK-5

Fountain BB located in Rm 6 4/4/2019 EPA-200.8 Lead 0.92 J 0.10 1.0

Madison Park 
Academy TK-5

Fountain BB located in Rm 7 4/4/2019 EPA-200.8 Lead 0.58 J 0.10 1.0

Madison Park 
Academy TK-5

Fountain BB located in Rm 8 4/4/2019 EPA-200.8 Lead 0.84 J 0.10 1.0
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Madison Park 
Academy TK-5

Fountain BB located in Rm 9 4/4/2019 EPA-200.8 Lead 3.7 0.10 1.0

Madison Park 
Academy TK-5

Fountain BB located in 10 4/4/2019 EPA-200.8 Lead 0.56 J 0.10 1.0

Madison Park 
Academy TK-5

Fountain BB located in Rm 13 4/4/2019 EPA-200.8 Lead 0.85 J 0.10 1.0

Madison Park 
Academy TK-5

Fountain BB located in 14 4/4/2019 EPA-200.8 Lead 10 0.10 1.0

Madison Park 
Academy TK-5

Fountain
BB located in Portable P-F 

(Nurses Rm) 
4/4/2019 EPA-200.8 Lead 15 0.10 1.0

Madison Park 
Academy TK-5

Fountain
Left faucet on outside Df 

next to Playground 
4/4/2019 EPA-200.8 Lead 0.24 J 0.10 1.0

American Indian 
Public High

Tap
Tap Sink in Classroom 15 

A
4/5/2019 EPA-200.8 Lead 3.2 0.10 1.0

American Indian 
Public High

Tap Tap Sink in Classroom 10 4/5/2019 EPA-200.8 Lead 0.11 J 0.10 1.0

American Indian 
Public High

Tap Tap Sink in Classroom 2 4/5/2019 EPA-200.8 Lead 0.25 J 0.10 1.0

American Indian 
Public High

Tap Tap Sink in Classroom 1 4/5/2019 EPA-200.8 Lead 3.4 0.10 1.0

American Indian 
Public High

Tap Tap Sink in Portable 1 4/5/2019 EPA-200.8 Lead 0.36 J 0.10 1.0

American Indian 
Public High

Fountain DF in Portable 4 4/5/2019 EPA-200.8 Lead 0.36 J 0.10 1.0

American Indian 
Public High

Fountain DF in Portable 5 4/5/2019 EPA-200.8 Lead 0.19 J 0.10 1.0

American Indian 
Public High

Fountain DF in Portable 6 4/5/2019 EPA-200.8 Lead 1.5 0.10 1.0

American Indian 
Public High

Fountain
Right fountain outside 

facing playground 
4/5/2019 EPA-200.8 Lead 2.7 0.10 1.0
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American Indian 
Public High

Fountain Fountain in portable 2 4/5/2019 EPA-200.8 Lead 0.15 J 0.10 1.0

Infant and 
Preschool 
Program

Fountain BB located in Portable P-1 4/5/2019 EPA-200.8 Lead 0.19 J 0.10 1.0

Infant and 
Preschool 
Program

Fountain BB located in Portable P-3 4/5/2019 EPA-200.8 Lead 0.24 J 0.10 1.0

Infant and 
Preschool 
Program

Fountain BB located in Portable P-5 4/5/2019 EPA-200.8 Lead ND 0.10 1.0

Infant and 
Preschool 
Program

Fountain BB located in Portable P-6 4/5/2019 EPA-200.8 Lead 1.3 0.10 1.0

Infant and 
Preschool 
Program

Fountain
BB located in Portable P-

13
4/5/2019 EPA-200.8 Lead 2.6 0.10 1.0

Infant and 
Preschool 
Program

Fountain
Outside right lower DF 
located to the right of 

Girls bathroom 
4/5/2019 EPA-200.8 Lead 0.57 J 0.10 1.0

Burbank 
Preschool Center

Tap Tap located in Rm 8 4/5/2019 EPA-200.8 Lead 0.21 J 0.10 1.0

Burbank 
Preschool Center

Tap Tap located in Rm C-9 4/5/2019 EPA-200.8 Lead ND 0.10 1.0

Burbank 
Preschool Center

Fountain
Df located in hallway near 
P.E.C. Diagnostic Center

4/5/2019 EPA-200.8 Lead 0.74 J 0.10 1.0
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Burbank 
Preschool Center

Fountain
Df located to the right of 

Rm 2
4/5/2019 EPA-200.8 Lead 1.2 0.10 1.0

Burbank 
Preschool Center

Tap Tap located in Rm 2 4/5/2019 EPA-200.8 Lead 0.19 J 0.10 1.0

Burbank 
Preschool Center

Tap Tap located in Rm 7 4/5/2019 EPA-200.8 Lead 0.1 J 0.10 1.0

Burbank 
Preschool Center

Tap Tap located in Rm 3 4/5/2019 EPA-200.8 Lead 0.31 J 0.10 1.0

Burbank 
Preschool Center

Tap Tap located in Rm 4 4/5/2019 EPA-200.8 Lead ND 0.10 1.0

Burbank 
Preschool Center

Tap Tap located in Rm 6 4/5/2019 EPA-200.8 Lead ND 0.10 1.0

Oakland High Tap
Building F Rm 202 tap in 

kitchen area 
4/9/2019 EPA-200.8 Lead

Oakland High Fountain Upper DF on football field 4/9/2019 EPA-200.8 Lead

Oakland High Fountain
Upper DF 1st floor 

building G near rm 107A
4/9/2019 EPA-200.8 Lead

Oakland High Tap
Single basin sink in 
kitchen on island 

4/9/2019 EPA-200.8 Lead

Oakland High Tap
Single basin sink between 
doors to serving area 259 

4/9/2019 EPA-200.8 Lead
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Oakland High
Water 

Dispenser
Flowater bottle filler 

between kitchen and gym 
4/9/2019 EPA-200.8 Lead

Oakland High Fountain
Upper DF outside gym 

near BR 276 
4/9/2019 EPA-200.8 Lead

Oakland High Tap
Tap in workroom kitchen 

in Futures Center 
4/9/2019 EPA-200.8 Lead

Oakland High
Water 

Dispenser
WD in Cafeteria Next to 

Quick Serve Station 
4/9/2019 EPA-200.8 Lead

Oakland High Fountain
Upper DF in hallway 

between rm 208 and 209 
4/9/2019 EPA-200.8 Lead

Oakland High Fountain
Upper DF in Hallway 

Across From Boys 
Bathroom off of cafeteria

4/9/2019 EPA-200.8 Lead

Oakland High Fountain
Upper DF hallway outside 

rm 238 
4/9/2019 EPA-200.8 Lead

Oakland High Fountain
Upper DF in Hallway Next 

to Classroom 305
4/9/2019 EPA-200.8 Lead

Oakland High Tap

Tap in back corner of rm 
333 straight inside from 
doorway to hallway with 

stairs

4/9/2019 EPA-200.8 Lead

Oakland High Fountain
Upper DF Outside Back of 

Gym 
4/9/2019 EPA-200.8 Lead

Oakland High Fountain
Upper DF building B 

second floor outside rm 
348 

4/9/2019 EPA-200.8 Lead
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Oakland High Fountain
Upper DF Across From 

Woman Bathroom near 
theater

4/9/2019 EPA-200.8 Lead

Oakland High Fountain
Upper DF in boys locker 

rm outside rm 123 
4/9/2019 EPA-200.8 Lead

Oakland High Fountain
Upper DF in Hallway Next 

to Resource Office
4/9/2019 EPA-200.8 Lead

Oakland High Fountain
Upper DF in girls locker 

rm 
4/9/2019 EPA-200.8 Lead

Oakland High Tap
Tap Sink in Wellness 

Center 
4/9/2019 EPA-200.8 Lead

Oakland High Fountain
Upper DF in wellness 

center building E outside 
rm 110 

4/9/2019 EPA-200.8 Lead

Oakland High Fountain
Upper DF Between Boys 

and Girls Bathroom 
Building G second floor

4/9/2019 EPA-200.8 Lead

Oakland Tech 
(Upper Campus)

Tap
Bathroom sink in main 

office 
4/10/2019 EPA-200.8 Lead

Oakland Tech 
(Upper Campus)

Fountain DF in sink rm 4 SDC 4/10/2019 EPA-200.8 Lead

Oakland Tech 
(Upper Campus)

Fountain DF in sink rm 5 4/10/2019 EPA-200.8 Lead

Oakland Tech 
(Upper Campus)

Fountain DF in sink rm 7 4/10/2019 EPA-200.8 Lead

Oakland Tech 
(Upper Campus)

Fountain
Left DF outside BRs near 

RM 15 
4/10/2019 EPA-200.8 Lead

Oakland Tech 
(Upper Campus)

Tap Right tap rm 14 4/10/2019 EPA-200.8 Lead

Oakland Tech 
(Upper Campus)

Fountain DF in sink rm 15 4/10/2019 EPA-200.8 Lead
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Oakland Tech 
(Upper Campus)

Tap
Tap on teachers island rm 

16
4/10/2019 EPA-200.8 Lead

Oakland Tech 
(Upper Campus)

Fountain DF in sink rm 8 4/10/2019 EPA-200.8 Lead

Oakland Tech 
(Upper Campus)

Fountain DF in sink rm 9 4/10/2019 EPA-200.8 Lead

Oakland Tech 
(Upper Campus)

Fountain DF in sink rm 11 4/10/2019 EPA-200.8 Lead

Oakland Tech 
(Upper Campus)

Fountain
Left DF at bottom of stairs 

into auditorium 
4/10/2019 EPA-200.8 Lead

Oakland Tech 
(Upper Campus)

Tap
Tap in auditorium kitchen 

near lobby bathrooms 
4/10/2019 EPA-200.8 Lead

Oakland 
Technical High

Tap
Building C Sink in shop 

room
4/10/2019 EPA-200.8 Lead

Oakland 
Technical High

Tap
Tap in kitchen in special 

needs room
4/10/2019 EPA-200.8 Lead

Oakland 
Technical High

Fountain
Building C upper drinking 

fountain in hallway
4/10/2019 EPA-200.8 Lead

Oakland 
Technical High

Tap Building C room S12A sink 4/10/2019 EPA-200.8 Lead

Oakland 
Technical High

Tap
Tap in room S12 science 

room
4/10/2019 EPA-200.8 Lead

Oakland 
Technical High

Fountain
Building A second floor 
upper drinking fountain 
next to classroom 205

4/10/2019 EPA-200.8 Lead

Oakland 
Technical High

Tap
Tap in nurses office, room 

110A
4/10/2019 EPA-200.8 Lead
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Oakland 
Technical High

Fountain

Building A first floor 
drinking fountain outside 
of classroom 108 athletic 

directors office

4/10/2019 EPA-200.8 Lead

Oakland 
Technical High

Tap
Tap in teachers office, 

room to left of entrance
4/10/2019 EPA-200.8 Lead

Oakland 
Technical High

Tap
Building A first floor 

cooking room sink to the 
left of both stoves 

4/10/2019 EPA-200.8 Lead

Oakland 
Technical High

Tap
Sink in middle of kitchen 

room 
4/10/2019 EPA-200.8 Lead

Oakland 
Technical High

Tap

Building A first floor 
kitchen room large metal 
sink used for dishwashing 

left faucet

4/10/2019 EPA-200.8 Lead

Oakland 
Technical High

Fountain
DF in hall by room 136, 

lower right
4/10/2019 EPA-200.8 Lead

Oakland 
Technical High

Fountain
Building A first floor upper 
drinking fountain outside 

of classroom 142
4/10/2019 EPA-200.8 Lead

Oakland 
Technical High

Fountain Sink in teachers lounge 4/10/2019 EPA-200.8 Lead

Oakland 
Technical High

Fountain
Building A basement floor 

drinking fountain in 
custodian room

4/10/2019 EPA-200.8 Lead

Oakland 
Technical High

Tap
Tap in cafeteria kitchen 

sink, right tap
4/10/2019 EPA-200.8 Lead

Oakland 
Technical High

Water 
Dispenser

Building A basement floor 
left Water dispenser in 

cafeteria 
4/10/2019 EPA-200.8 Lead
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Oakland 
Technical High

Fountain
DF in basement by 

women’s restroom, upper 
left

4/10/2019 EPA-200.8 Lead

Oakland 
Technical High

Fountain
Building A basement floor 

upper drinking fountain 
near lockers 

4/10/2019 EPA-200.8 Lead

Oakland 
Technical High

Fountain
DF near entrance to Girls 

restroom in girls gym
4/10/2019 EPA-200.8 Lead

Oakland 
Technical High

Fountain
Gym girls locker room 

drinking fountain
4/10/2019 EPA-200.8 Lead

Oakland 
Technical High

Fountain
DF outside of back of boys 

gym, right fountain set, 
right DF

4/10/2019 EPA-200.8 Lead

Oakland 
Technical High

Tap
Building B auditorium 

copy room sink
4/10/2019 EPA-200.8 Lead

Oakland 
Technical High

Fountain
DF right of girls room near 

entrance of auditorium
4/10/2019 EPA-200.8 Lead

Oakland 
International 

High

Water 
Dispenser

Water Dispenser located 
in Cafeteria.

4/11/2019

Oakland 
International 

High
Tap

Cold tap in back kitchen 
sink with drinking filter 

4/11/2019

Oakland 
International 

High
Fountain

Lower right DF located on 
the back of the cafeteria. 
Next to custodian room. 

4/11/2019

Oakland 
International 

High
Fountain Fountain in room 19 4/11/2019
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Oakland 
International 

High
Tap

Tap located Rm 18 (right 
hand side of room)

4/11/2019

Oakland 
International 

High
Fountain Fountain in room 15 4/11/2019

Oakland 
International 

High
Fountain

Df located on right side of 
Gym closest to Boys 

Locker room
4/11/2019

Oakland 
International 

High
Tap Cold tap in room 17B 4/11/2019

Oakland 
International 

High
Fountain

Left faucet on Df located 
by the Gym

4/11/2019

Oakland 
International 

High
Fountain

Fountain in gym next to 
corridor E23 door

4/11/2019

Oakland 
International 

High
Fountain

Outside lower right DF 
located next to office. 

4/11/2019

Oakland 
International 

High
Fountain

Fountain outside room 12 
facing portable 4

4/11/2019

Oakland 
International 

High
Tap

Tap located in work room 
in Office

4/11/2019

Oakland 
International 

High
Fountain Fountain in room 11 4/11/2019
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Oakland 
International 

High
Tap

Tap located in SPED 
Office.

4/11/2019

Oakland 
International 

High
Fountain Fountain in room 2 4/11/2019

Oakland 
International 

High
Fountain

Df located in Parent Ed 
classroom

4/11/2019

Oakland 
International 

High
Fountain

Fountain in counselor’s 
office hallway 

4/11/2019

Oakland 
International 

High
Tap Tap located in Rm 5 4/11/2019

Ralph J. Bunche 
High

Tap Tap in staff lounge 4/12/2019

Ralph J. Bunche 
High

Tap Sink in electricians office 4/12/2019

Ralph J. Bunche 
High

Tap Sink in counselors office 4/12/2019

Ralph J. Bunche 
High

Tap Sink in classroom 11 4/12/2019

Ralph J. Bunche 
High

Tap Sink in classroom 15 4/12/2019

Ralph J. Bunche 
High

Tap Sink in classroom 12 4/12/2019

Ralph J. Bunche 
High

Tap Sink in classroom 16 4/12/2019

Ralph J. Bunche 
High

Tap Sink in classroom 13 4/12/2019
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Ralph J. Bunche 
High

Tap Sink in classroom 17 4/12/2019

Ralph J. Bunche 
High

Tap Sink in classroom 5 4/12/2019

Ralph J. Bunche 
High

Tap Sink in classroom 4 4/12/2019

Ralph J. Bunche 
High

Tap
Sink in California child 

services room classroom 
3

4/12/2019

Ralph J. Bunche 
High

Tap
Sink in California child 
services classroom 2

4/12/2019

Ralph J. Bunche 
High

Tap Sink in bike shop 4/12/2019

Ralph J. Bunche 
High

Tap
Sink in classroom 8 used 

for California child 
services 

4/12/2019

Ralph J. Bunche 
High

Tap Sink in custodians office 4/12/2019

Ralph J. Bunche 
High

Tap Sink in classroom 7 4/12/2019

Ralph J. Bunche 
High

Tap Sink in classroom 19 4/12/2019

Ralph J. Bunche 
High

Tap Sink in classroom 20 4/12/2019

Ralph J. Bunche 
High

Fountain Drinking fountain in gym 4/12/2019

Burckhalter 
Elementary

Fountain Fountain in supply room 4/16/2019 EPA-200.8 Lead

Burckhalter 
Elementary

Fountain Fountain in room 1 4/16/2019 EPA-200.8 Lead
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Burckhalter 
Elementary

Water 
Dispenser

Dispenser outside room 1 4/16/2019 EPA-200.8 Lead

Burckhalter 
Elementary

Tap Cold tap in room 2 4/16/2019 EPA-200.8 Lead

Burckhalter 
Elementary

Tap Tap in room 3 4/16/2019 EPA-200.8 Lead

Burckhalter 
Elementary

Water 
Dispenser

Dispenser in first floor 
hallway next between 

rooms 3 & 4
4/16/2019 EPA-200.8 Lead

Burckhalter 
Elementary

Tap Tap in room 4 4/16/2019 EPA-200.8 Lead

Burckhalter 
Elementary

Tap Tap in room 5 4/16/2019 EPA-200.8 Lead

Burckhalter 
Elementary

Tap Tap in room 6 4/16/2019 EPA-200.8 Lead

Burckhalter 
Elementary

Tap Tap in room 11 4/16/2019 EPA-200.8 Lead

Burckhalter 
Elementary

Tap Tap in room 12 4/16/2019 EPA-200.8 Lead

Burckhalter 
Elementary

Tap Tap in room 13 4/16/2019 EPA-200.8 Lead

Burckhalter 
Elementary

Tap Tap in room 14 4/16/2019 EPA-200.8 Lead

Burckhalter 
Elementary

Tap Tap in room 15 4/16/2019 EPA-200.8 Lead

Burckhalter 
Elementary

Tap Tap in room 16 4/16/2019 EPA-200.8 Lead

Burckhalter 
Elementary

Tap Tap in room 17 4/16/2019 EPA-200.8 Lead
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Burckhalter 
Elementary

Fountain
Middle Fountain outside 

main building facing 
landscaping 

4/16/2019 EPA-200.8 Lead

Burckhalter 
Elementary

Fountain
Far left fountain outside 
main building facing play 

structure 
4/16/2019 EPA-200.8 Lead

Burckhalter 
Elementary

Tap Cold tap in cafeteria 4/16/2019 EPA-200.8 Lead

Burckhalter 
Elementary

Fountain Fountain in portable B 4/16/2019 EPA-200.8 Lead

Burckhalter 
Elementary

Fountain Fountain in portable C 4/16/2019 EPA-200.8 Lead

Burckhalter 
Elementary

Tap
Cold tap in portable D 

front room
4/16/2019 EPA-200.8 Lead

Burckhalter 
Elementary

Tap Tap in kitchen 4/16/2019 EPA-200.8 Lead

Carl B. Munck 
Elementary

Fountain DF in classroom 5 4/16/2019

Carl B. Munck 
Elementary

Fountain DF in classroom 4 4/16/2019

Carl B. Munck 
Elementary

Fountain DF in classroom 6 4/16/2019

Carl B. Munck 
Elementary

Fountain DF in classroom 7 4/16/2019

Carl B. Munck 
Elementary

Fountain DF in classroom 9 4/16/2019

Carl B. Munck 
Elementary

Tap Tap Sink in Classroom 8 4/16/2019

Carl B. Munck 
Elementary

Fountain DF in classroom 10 4/16/2019
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Carl B. Munck 
Elementary

Fountain DF in classroom 13 4/16/2019

Carl B. Munck 
Elementary

Fountain DF in classroom 12 4/16/2019

Carl B. Munck 
Elementary

Tap Right Tap Sink in Kitchen 4/16/2019

Carl B. Munck 
Elementary

Tap Tap Sink in Nurses Office 4/16/2019

Carl B. Munck 
Elementary

Tap
Tap Sink in Speech 

Therapy Office/ Nurse 
Office

4/16/2019

Carl B. Munck 
Elementary

Fountain
Left DF in Hallway next to 

Main Office 
4/16/2019

Carl B. Munck 
Elementary

Fountain DF in Portable 16 4/16/2019

Carl B. Munck 
Elementary

Fountain
Right DF outside of 

Portable 16
4/16/2019

Carl B. Munck 
Elementary

Fountain DF in Portable 17 4/16/2019

Carl B. Munck 
Elementary

Fountain DF in Portable 18 4/16/2019

Carl B. Munck 
Elementary

Fountain DF in Portable 19 4/16/2019

Carl B. Munck 
Elementary

Fountain DF in Portable 20 4/16/2019

Rudsdale 
Newcomer

Water 
Dispenser

Outside Water Dispenser 
located between 

bathrooms to the right of 
Office

4/17/2019

Rudsdale 
Newcomer

Tap Left Tap located in Rm 8 4/17/2019
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Community Day 
High

Tap Left sink in classroom 101 4/17/2019

203 of 203 5/2/2019


