
FINAL REPORT 

SOLID BLEND TECHNOLOGIES 

DOUG DOLDER Customer No: 11849_01 

10 GRANITE DR. Q Labs Order: 0713029 

DAYTON, OH 45415 USA Report Date: July 20, 2023 

Phone No: Purchase Order: Oakwood Lane Stadiuim 34702 

Test Methodology 

Legionella Centers for Disease Control (01/2005) 

Client Sample ID: Concession Hand Sink CDC HOT,137 , 7.64, 0.00, 12:03pm 

Q Labs Sample ID: 0713029-1001 Date Received: 7/12/2023 

Parameter Sample Result Specification Comment 

CDC Legionella Result None Detected /250 mL 

Client Sample ID: Concession Sink #2 CDC HOT, 142, 7.71, 0.04, 12:06pm 

Q Labs Sample ID: 0713029-1002 Date Received: 7/12/2023 

Parameter Sample Result Specification Comment 

CDC Legionella Result None Detected /250 mL 

Client Sample ID: Athletic trainer Rm Sink CDC HOT, 147, 7.78, 0.00, 12:10pm 

Q Labs Sample ID: 0713029-1003 Date Received: 7/12/2023 

Parameter Sample Result Specification Comment 

CDC Legionella Result None Detected /250 mL 

Results Electronically Approved By: The results on this report relate only to the sample(s) submitted for testing 

at Q Laboratories. These results were obtained from sample(s) submitted 
Amanda Clarkston 

in good condition unless otherwise noted above. This report should not 
QA Microbiologist be reproduced except in full, without the approval of the laboratory. 
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