Lead Tests - Hoover Elementar,

y School - Main Building - # 20480200

# Fixture ID # |sample ID # Location/Type Date Tested Lead Test Results Remarks
1 20480200-001NS 20480200-001NS24A Health Room - Sink 4/25/2023 3.1 The drinking fountain was removed from this sink on 1 July 2016.
2 20480200-002SF 20480200-002SF24A Staff Work Room - Sink 4/25/2023 315 None.
3 20480200-003DW  [20480200-003DW24A Room 1 - Drinking Fountain 4/25/2023 0.7 None.
4 20480200-004CF 20480200-004CF24A Room 1 - Sink 4/25/2023 3.2 None.
5 20480200-005WB  |20480200-005WB24A Outside Health Room - In Hallway - Bottle Filler (Upper) 4/25/2023 ND Elkay Filter
6 20480200-006DW  [20480200-006DW24A Outside Health Room - In Hallway - Drinking Fountain (Lower) 4/25/2023 ND Elkay Filter
Lead Tests - Hoover Elementary School - Rooms 61-62 Building - # 20480201
# Fixture ID # |Sample ID # Location/Type Date Tested Lead Test Results Remarks
1 20480201-001DW  [20480201-001DW24A Room 61 - Drinking Fountain 4/25/2023 0.5 This drinking fountain has a lead filter on it for copper.
2 20480201-002CF 20480201-002CF24A Room 61 - Sink 4/25/2023 ND None.
3 20480201-003BF 20480201-003BF24A Room 61 - Sink (Bathroom) 4/25/2023 0.5 None.
4 20480201-004DW 20480201-004DW24A Room 62 - Drinking Fountain 4/25/2023 22 This drinking fountain has a lead filter on it for copper.
5 20480201-005CF 20480201-005CF24A Room 62 - Sink 4/25/2023 ND None.
6 20480201-006BF 20480201-006BF24A Room 62 - Sink (Bathroom) 4/25/2023 ND None.
Lead Tests - Hoover Elementary School - Gym/Cafeteria - # 20480202
# Fixture ID # Sample ID # Location/Type Date Tested Lead Test Results Remarks
1 20480202-001DW  ]20480202-001DW24A Gym - Drinking Fountain (Northeast Corner - Upper) 4/25/2023 ND These replaced the previous DF and spit sink during the seismic work in 2019.
2 20480202-002DW 20480202-002DW24A Gym - Drinking Fountain (Northeast Corner - Lower) 4/25/2023 ND None.
3 20480202-003KF 20480202-003KF24A Kitchen - Sink 4/25/2023 0.6 None.
4 20480202-004KF 20480202-004KF24A Kitchen Vegetable Prep Sink - Double Sink 4/25/2023 5.4 None.
5 20480202-005KF 20480202-005KF24A Kitchen - Sink (Dishwasher) 4/25/2023 6.1 None.
6 20480202-006BF 20480202-006BF24A Kitchen - Sink (Restroom) 4/25/2023 23 None.
7 20480202-007DW  |20480202-007DW24A Outside Cafeteria - Drinking Fountain (Near Boiler Room) 4/25/2023 ND None.
8 20480202-008CF 20480202-008CF24A Room 5 - Sink 4/25/2023 3.5 None.
9 20480202-009CF 20480202-009CF24A Cafeteria - Utility Sink 4/25/2023 2.6 None.
20480202-010KF 20480202-010KF24A Kitchen Hood Faucet Discovered 5/31/2022, Removed 2022.
Lead Tests - Hoover Elementary School - Media Center - # 20480203
#  [rixture D # |sample 1D # | Location/Type Date Tested | Lead Test Results Remarks
1 ]20480203-001SF _ [20480203-001SF24A _ [Media Center - Sink (In Server Room) 4/25/2023 | 1.8 None.
Lead Tests - Hoover Elementary School - Ramp 5 Upper Restrooms - # 20480204
# Fixture ID # Sample ID # Location/Type Date Tested Lead Test Results Remarks
1 20480204-001BF 20480204-001BF24A Boys Restroom Outside Rooms 53/54 - Sink (Left) 4/25/2023 1.2 None.
2 20480204-002BF 20480204-002BF24A Boys Restroom Outside Rooms 53/54 - Sink (Right) 4/25/2023 3.9 None.
3 20480204-003BF 20480204-003BF24A Unisex Restroom Outside Rooms 53/54 - Sink 4/25/2023 0.8 None.
4 20480204-004BF 20480204-004BF24A Girls Restroom Outside Rooms 53/54 - Sink (Left) 4/25/2023 1.9 None.
5 20480204-005BF 20480204-005BF24A Girls Restroom Outside Rooms 53/54 - Sink (Right) 4/25/2023 1.3 None.
Lead Tests - Hoover Elementary School - Ramp 1 - # 20480205
# Fixture ID # |sample ID # Location/Type Date Tested Lead Test Results Remarks
1 20480205-001BF 20480205-001BF24A Boys Restroom Across From The Office - Sink (Left) 4/25/2023 0.9 None.
2 20480205-002BF 20480205-002BF24A Boys Restroom Across From The Office - Sink (Right) 4/25/2023 0.7 None.
3 20480205-003BF 20480205-003BF24A Girls Restroom Across From The Office - Sink (Left) 4/25/2023 1.4 None.
4 20480205-004BF 20480205-004BF24A Girls Restroom Across From The Office - Sink (Right) 4/25/2023 1.4 None.
5 20480205-005DW  [20480205-005DW24A Room 11 - Drinking Fountain 4/25/2023 2.0 None.
6 20480205-006CF 20480205-006CF24A Room 11 - Sink 4/25/2023 2.9 None.
7 20480205-007DW  [20480205-007DW24A Room 12 - Drinking Fountain 4/25/2023 5.4 None.
8 20480205-008CF 20480205-008CF24A Room 12 - Sink 4/25/2023 2.6 None.
9 20480205-009DW  [20480205-009DW24A Room 13 - Drinking Fountain 4/25/2023 3.6 None.
10 20480205-010CF 20480205-010CF24A Room 13 - Sink 4/25/2023 1.5 None.
11 20480205-011DW  [20480205-011DW24A Room 14 - Drinking Fountain 4/25/2023 5.4 None.
12 [20480205-012CF 20480205-012CF24A Room 14 - Sink 4/25/2023 2.7 None.
Lead Tests - Hoover Elementary School - Ramp 2 - # 20480206
# Fixture ID # |sample ID # Location/Type Date Tested Lead Test Results Remarks
1 20480206-001IM 20480206-001IM24A Staff Break Room Refrigerator - lce Maker/Water 4/25/2023 ND This supply line has a lead filter on it.
2 20480206-002SF 20480206-002SF24A Staff Break Room - Sink (Main Fixture) 4/25/2023 ND None.
3 20480206-003SF 20480206-003SF24A Staff Break Room - Sink (Insta-Hot) 4/25/2023 ND None.
4 20480206-004SF 20480206-004SF24A Small Room Adjacent To Staff Break Room - Sink 4/25/2023 10.0 None.
5 20480206-005BF 20480206-005BF24A West Side Ramp 2 Men's Restroom (Staff Only) - Sink 4/25/2023 3.8 None.
6 20480206-006BF 20480206-006BF24A West Side Ramp 2 Women's Restroom (Staff Only) - Sink (Left) 4/25/2023 1.9 None.
7 20480206-007BF 20480206-007BF24A West Side Ramp 2 Women's Restroom (Staff Only) - Sink (Right) 4/25/2023 3.9 None.
8 20480206-008DW 20480206-008DW24A Room 21 - Drinking Fountain 4/25/2023 1.0 None.
9 20480206-009CF 20480206-009CF24A Room 21 - Sink 4/25/2023 5.1 None.
10 20480206-010DW 20480206-010DW24A Room 22 - Drinking Fountain 4/25/2023 ND None.
11 [20480206-011CF 20480206-011CF24A Room 22 - Sink 4/25/2023 24 None.
12 20480206-012DW 20480206-012DW24A Room 23 - Drinking Fountain 4/25/2023 0.9 None.




13 20480206-013CF 20480206-013CF24A Room 23 - Sink 4/25/2023 4.6 None.

14 20480206-014DW 20480206-014DW24A Room 24 - Drinking Fountain 4/25/2023 1.0 None.

15 20480206-015CF 20480206-015CF24A Room 24 - Sink 4/25/2023 1.3 None.
Lead Tests - Hoover Elementary School - Ramp 3 - # 20480207

# Fixture ID # Sample ID # Location/Type Date Tested Lead Test Results Remarks

1 20480207-001BF 20480207-001BF24A West Side Ramp 3 Boys Restroom - Sink (Left) 4/25/2023 2.1 None.

2 20480207-002BF 20480207-002BF24A West Side Ramp 3 Boys Restroom - Sink (Right) 4/25/2023 1.3 None.

3 20480207-003BF 20480207-003BF24A West Side Ramp 3 Girls Restroom - Sink (Left) 4/25/2023 ND None.

4 20480207-004BF 20480207-004BF24A West Side Ramp 3 Girls Restroom - Sink (Right) 4/25/2023 0.8 None.

5 20480207-005DW 20480207-005DW24A Room 31 - Drinking Fountain 4/25/2023 1.4 None.

6 20480207-006CF 20480207-006CF24A Room 31 - Sink 4/25/2023 2.3 None.

7 20480207-007DW 20480207-007DW24A Room 32 - Drinking Fountain 4/25/2023 1.7 None.

8 20480207-008CF 20480207-008CF24A Room 32 - Sink 4/25/2023 1.0 None.

9 20480207-009DW 20480207-009DW24A Room 33 - Drinking Fountain 4/25/2023 5.2 None.

10 20480207-010CF 20480207-010CF24A Room 33 - Sink 4/25/2023 1.4 None.

11 20480207-011DW 20480207-011DW24A Room 34 - Drinking Fountain 4/25/2023 1.1 None.

12 20480207-012CF 20480207-012CF24A Room 34 - Sink 4/25/2023 4.1 None.
Lead Tests - Hoover Elementary School - Ramp 4 - # 20480208

# Fixture ID # Sample ID # Location/Type Date Tested Lead Test Results Remarks

1 20480208-001DW 20480208-001DW24A Room 41 - Drinking Fountain 4/25/2023 0.9 None.

2 20480208-002CF 20480208-002CF24A Room 41 - Sink 4/25/2023 1.4 None.

3 20480208-003DW 20480208-003DW24A Room 42 - Drinking Fountain 4/25/2023 ND None.

4 20480208-004CF 20480208-004CF24A Room 42 - Sink 4/25/2023 1.5 None.

5 20480208-005DW 20480208-005DW24A Room 43 - Drinking Fountain 4/25/2023 0.7 None.

6 20480208-006CF 20480208-006CF24A Room 43 - Sink 4/25/2023 1.8 None.

7 20480208-007DW 20480208-007DW24A Room 44 - Drinking Fountain 4/25/2023 ND None.

8 20480208-008CF 20480208-008CF24A Room 44 - Sink 4/25/2023 1.0 None.

Lead Tests - Hoover Elementary School - Rooms 45-48 Building - # 20480209

# Fixture ID # Sample ID # Location/Type Date Tested Lead Test Results Remarks

1 20480209-001DW 20480209-001DW24A Room 45 - Drinking Fountain 4/25/2023 2.3 None.

2 20480209-002CF 20480209-002CF24A Room 45 - Sink 4/25/2023 3.3 None.

3 20480209-003DW 20480209-003DW24A Room 46 - Drinking Fountain 4/25/2023 3.1 None.

4 20480209-004CF 20480209-004CF24A Room 46 - Sink 4/25/2023 4.1 None.

5 20480209-005DW 20480209-005DW24A Room 47 - Drinking Fountain 4/25/2023 1.5 None.

6 20480209-006CF 20480209-006CF24A Room 47 - Sink 4/25/2023 2.2 None.

7 20480209-007DW 20480209-007DW24A Room 48 - Drinking Fountain 4/25/2023 9.2 None.

8 20480209-008CF 20480209-008CF24A Room 48 - Sink 4/25/2023 6.1 None.

9 20480209-009BF 20480209-009BF24A Room 48 - Sink (Restroom) 4/25/2023 1.3 None.
Lead Tests - Hoover Elementary School - Ramp 5 - # 20480210

# Fixture ID # |sample ID # Location/Type Date Tested Lead Test Results Remarks

1 20480210-001DW 20480210-001DW24A West Side of Ramp 5 - Drinking Fountain (Outdoors) 4/25/2023 ND This drinking fountain has a lead filter on it.

2 20480210-002BF 20480210-002BF24A West Side of Ramp 5 Boys Restroom - Sink (Left) 4/25/2023 2.8 None.

3 20480210-003BF 20480210-003BF24A West Side of Ramp 5 Boys Restroom - Sink (Right) 4/25/2023 1.9 None.

4 20480210-004BF 20480210-004BF24A West Side of Ramp 5 Girls Restroom - Sink (Left) 4/25/2023 3:2 None.

5 20480210-005BF 20480210-005BF24A West Side of Ramp 5 Girls Restroom - Sink (Right) 4/25/2023 2.6 None.

6 20480210-006DW 20480210-006DW24A Room 51 - Drinking Fountain 4/25/2023 2.1 None.

7 20480210-007CF 20480210-007CF24A Room 51 - Sink 4/25/2023 8.5 None.

8 20480210-008DW 20480210-008DW24A Room 52 - Drinking Fountain 4/25/2023 1.5 None.

9 20480210-009CF 20480210-009CF24A Room 52 - Sink 4/25/2023 2.3 None.

10 20480210-010DW 20480210-010DW24A Room 53 - Drinking Fountain 4/25/2023 1.0 None.

11 20480210-011CF 20480210-011CF24A Room 53 - Sink 4/25/2023 1.8 None.

12 20480210-012DW _ [20480210-012DW24A Room 54 - Drinking Fountain 4/25/2023 1.5 This drinking fountain has a lead filter on it.

13 20480210-013CF 20480210-013CF24A Room 54 - Sink 4/25/2023 2.7 None.

Lead Tests - Hoover Elementary School - Rooms 55-56 Building - # 20480211

# Fixture ID # Sample ID # Location/Type Date Tested Lead Test Results Remarks

1 20480211-001DW 20480211-001DW24A Room 55 - Drinking Fountain 4/25/2023 ND None.

2 20480211-002CF 20480211-002CF24A Room 55 - Sink 4/25/2023 BED) None.

3 20480211-003DW  [20480211-003DW24A Room 56 - Drinking Fountain 4/25/2023 0.6 None.

4 20480211-004CF 20480211-004CF24A Room 56 - Sink 4/25/2023 0.8 None.

*None Detected (ND) = 0.515 Or Less PPB

*ODE's required action level is 15 parts per billion (PPB)

Fixture Where Water Has The Potential of Being Consumed (All of These Will Be Tested When Testing The Whole School)

*The E.P.A.'s recommended action level for lead in schools is 20 PPB. Oregon's action level for schools changed to 15 PPB in 2019 in accordance with OAR 333-061-0400. In 2021, ODE changed the unit of measurement for reporting to parts per billion (PPB).

*The E.P.A. action level for copper is 1.30
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