
Client: 22-04984

Academy 5/26/22

Address: 246 11th Ave SE 5/26/22

Forest Lake, MN 55025 12:30

6/10/22

Laboratory Analyte Sample Parameter Test

Sample ID Location Date Time Date Time Results Units

22-04984 Lead KC Old 132 Drinking Water 5/26/2022 09:02 06/01/22 13:24 <2.0 µg/L

22-04985 Lead KC New 113 Drinking Water 5/26/2022 09:15 06/01/22 13:29 <2.0 µg/L

22-04986 Lead KC Staff Lounge Drinking Water 5/26/2022 09:35 06/01/22 13:35 <2.0 µg/L

22-04987 Lead Fountain Outside 031 Drinking Water 5/26/2022 10:21 06/01/22 13:41 <2.0 µg/L

22-04988 Lead KC Fountain Near Elevator Drinking Water 5/26/2022 09:35 06/02/22 12:13 <2.0 µg/L

22-04989 Lead Old 121 KC Drinking Water 5/26/2022 09:00 06/02/22 12:18 <2.0 µg/L

22-04990 Lead East 164 Drinking Water 5/26/2022 10:18 06/02/22 12:24 <2.0 µg/L Sample Temp.:  16⁰ C

22-04991 Lead KC New 114 Drinking Water 5/26/2022 09:13 06/02/22 12:30 <2.0 µg/L

22-04992 Lead E 163 Drinking Water 5/26/2022 10:15 06/02/22 12:35 <2.0 µg/L

22-04993 Lead KC New Fountain L Drinking Water 5/26/2022 09:30 06/02/22 12:41 <2.0 µg/L

22-04994 Lead KC Old 119 Drinking Water 5/26/2022 09:07 06/03/22 11:28 <2.0 µg/L

22-04995 Lead KC New 112 Drinking Water 5/26/2022 09:17 06/03/22 11:34 <2.0 µg/L

22-04996 Lead KC Lower Level Cafeteria Drinking Water 5/26/2022 09:37 06/03/22 11:40 <2.0 µg/L Discussion:

22-04997 Lead East 168 Drinking Water 5/26/2022 10:19 06/03/22 11:45 <2.0 µg/L

22-04998 Lead East 167 Drinking Water 5/26/2022 10:16 06/03/22 11:51 <2.0 µg/L

22-04999 Lead KC Lower Level Fountain Drinking Water 5/26/2022 10:05 06/03/22 11:56 <2.0 µg/L

22-05000 Lead KC New 110 Drinking Water 5/26/2022 09:20 06/03/22 12:02 <2.0 µg/L Approved By:

22-05001 Lead KC Old 141 Drinking Water 5/26/2022 09:05 06/03/22 12:07 <2.0 µg/L Bill Van Arsdale

22-05002 Lead KC New 108 Drinking Water 5/26/2022 09:23 06/03/22 12:13 <2.0 µg/L Laboratory Manager

22-05003 Lead Art 155 Drinking Water 5/26/2022 10:15 06/06/22 11:06 <2.0 µg/L

Notes:

Sample Collected by: _X Client __ TCWC

X No samples were subcontracted; or the above test

result(s) with'**' designation were produced by a

subcontracted laboratory. [Laboratory name;

address; MDH Lab ID#]. The subcontracted laboratory

maintains MDH Certification for the field(s) of testing

performed.

Approved methods used in analyzing the

samples listed above have the following

reporting levels:

SM3113 - Lead, 2.0 µg / L

Maximum contaminant level: Lead, 15.0 µg/L

The results listed in this report apply only to the above listed samples. All routine quality assurance procedures were followed, unless otherwise noted. This analytical report must be reported in its entirety. All

methods are certified by the Minnesota Department of Health, unless otherwise noted.

Minnesota State Laboratory ID# 027-053-119

Wisconsin State Laboratory ID# 105-10117

Wisconsin DNR Lab ID #399073400
Twin City Water Clinic Laboratory Test Report

Report Number:

Sample Receipt Date:

Sample Prep. Date:

Twin City Water Clinic Inc.

617 13th Avenue South

Hopkins, MN 55343

Lakes International Language

Phone: (952)935-3556

Fax: (952)935-5077

Sample Collection Sample Analysis

Sample Prep. Time:

Report Issue Date:
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Client: 22-05004

Academy 5/26/22

Address: 246 11th Ave SE 5/26/22

Forest Lake, MN 55025 12:30

6/10/22

Laboratory Analyte Sample Parameter Test

Sample ID Location Date Time Date Time Results Units

22-05004 Lead HW Main Valve Drinking Water 5/26/2022 11:40 06/06/22 11:23 <2.0 µg/L

22-05005 Lead KC New 115 Drinking Water 5/26/2022 09:30 06/06/22 11:28 <2.0 µg/L

22-05006 Lead KC New 109 Drinking Water 5/26/2022 09:20 06/06/22 11:33 <2.0 µg/L

22-05007 Lead Upper Level 195 Drinking Water 5/26/2022 09:10 06/06/22 11:39 <2.0 µg/L

22-05008 Lead Lower Level Water Fountain Drinking Water 5/26/2022 09:38 06/06/22 11:45 <2.0 µg/L

22-05009 Lead West Wing Fountain Drinking Water 5/26/2022 09:25 06/06/22 11:50 <2.0 µg/L

22-05010 Lead Upper Level 196 Drinking Water 5/26/2022 09:11 06/06/22 11:56 <2.0 µg/L Sample Temp.:  16⁰ C

22-05011 Lead Gym Water Fountain Drinking Water 5/26/2022 09:53 06/06/22 12:01 <2.0 µg/L

22-05012 Lead Old Conference Room Drinking Water 5/26/2022 09:30 06/06/22 12:07 <2.0 µg/L

22-05013 Lead Hallway Class 182 Drinking Water 5/26/2022 09:20 06/07/22 11:17 <2.0 µg/L

22-05014 Lead Upper Level 194 Drinking Water 5/26/2022 09:07 06/07/22 11:23 <2.0 µg/L

22-05015 Lead E Wing Office 176 Drinking Water 5/26/2022 09:58 06/07/22 11:29 <2.0 µg/L

22-05016 Lead Lower Level 006 Drinking Water 5/26/2022 09:40 06/07/22 11:35 <2.0 µg/L Discussion:

22-05017 Lead Kitchen Sink Drinking Water 5/26/2022 10:07 06/07/22 11:41 <2.0 µg/L

22-05018 Lead Gym Water Fountain Drinking Water 5/26/2022 09:50 06/07/22 11:46 <2.0 µg/L

22-05019 Lead Halldas 172 Drinking Water 5/26/2022 09:56 06/07/22 11:52 3.22 µg/L

22-05020 Lead Class Office 161 Drinking Water 5/26/2022 10:00 06/07/22 11:58 2.72 µg/L Approved By:

22-05021 Lead Jills Office Drinking Water 5/26/2022 09:28 06/08/22 11:17 <2.0 µg/L Bill Van Arsdale

22-05022 Lead Lower Level 003 Drinking Water 5/26/2022 09:47 06/08/22 11:23 <2.0 µg/L Laboratory Manager

22-05023 Lead Upper Level Fountain Drinking Water 5/26/2022 09:15 06/08/22 11:29 <2.0 µg/L

Notes:

Sample Collected by: _X Client __ TCWC

X No samples were subcontracted; or the above test

result(s) with'**' designation were produced by a

subcontracted laboratory. [Laboratory name;

address; MDH Lab ID#]. The subcontracted laboratory

maintains MDH Certification for the field(s) of testing

performed.

Approved methods used in analyzing the

samples listed above have the following

reporting levels:

SM3113 - Lead, 2.0 µg / L

Maximum contaminant level: Lead, 15.0 µg/L

The results listed in this report apply only to the above listed samples. All routine quality assurance procedures were followed, unless otherwise noted. This analytical report must be reported in its entirety. All

methods are certified by the Minnesota Department of Health, unless otherwise noted.

Minnesota State Laboratory ID# 027-053-119

Wisconsin State Laboratory ID# 105-10117

Wisconsin DNR Lab ID #399073400
Twin City Water Clinic Laboratory Test Report

Report Number:

Sample Receipt Date:

Sample Prep. Date:

Twin City Water Clinic Inc.

617 13th Avenue South

Hopkins, MN 55343

Lakes International Language

Phone: (952)935-3556

Fax: (952)935-5077

Sample Collection Sample Analysis

Sample Prep. Time:

Report Issue Date:
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Client: 22-05024

Academy 5/26/22

Address: 246 11th Ave SE 5/26/22

Forest Lake, MN 55025 12:30

6/10/22

Laboratory Analyte Sample Parameter Test

Sample ID Location Date Time Date Time Results Units

22-05024 Lead Sp Ed 154 Drinking Water 5/26/2022 10:05 06/08/22 11:46 <2.0 µg/L

22-05025 Lead West Wing 125 Drinking Water 5/26/2022 09:25 06/08/22 12:03 <2.0 µg/L

22-05026 Lead Upper Level 193 Drinking Water 5/26/2022 09:00 06/08/22 12:09 <2.0 µg/L

22-05027 Lead Upper Level 197 Drinking Water 5/26/2022 09:13 06/08/22 12:14 <2.0 µg/L

22-05028 Lead LL 008 Drinking Water 5/26/2022 09:34 06/08/22 12:20 <2.0 µg/L

22-05029 Lead Upper Level 191 Drinking Water 5/26/2022 08:56 06/08/22 12:26 <2.0 µg/L

22-05030 Lead Hallway Class 183 Drinking Water 5/26/2022 09:18 06/08/22 12:31 <2.0 µg/L Sample Temp.:  16⁰ C

22-05031 Lead Upper Level Fountain Drinking Water 5/26/2022 09:16 06/08/22 12:37 <2.0 µg/L

22-05032 Lead Hallway Class 181 Drinking Water 5/26/2022 09:22 06/09/22 10:47 <2.0 µg/L

22-05033 Lead West Wing 124 Drinking Water 5/26/2022 09:25 06/09/22 11:04 <2.0 µg/L

22-05034 Lead KC New bottle fountain Drinking Water 5/26/2022 09:30 06/09/22 11:10 <2.0 µg/L

22-05035 Lead LL 007 Drinking Water 5/26/2022 09:40 06/09/22 11:15 <2.0 µg/L

22-05036 Lead E Wing Water Fountain Drinking Water 5/26/2022 10:02 06/09/22 11:21 <2.0 µg/L Discussion:

22-05037 Lead Lower Level Water Fountain Drinking Water 5/26/2022 09:36 06/09/22 11:27 <2.0 µg/L

22-05038 Lead West Wing 126 Drinking Water 5/26/2022 09:24 06/09/22 12:06 <2.0 µg/L

22-05044 Lead Lower Level 002 Drinking Water 5/26/2022 09:48 06/09/22 12:23 <2.0 µg/L

22-05045 Lead MC Staff Lounge Drinking Water 5/26/2022 09:27 06/09/22 12:29 <2.0 µg/L Approved By:

22-05046 Lead KC Old 128 Drinking Water 5/26/2022 08:57 06/10/22 10:16 <2.0 µg/L Bill Van Arsdale

22-05047 Lead Upper Level 192 Drinking Water 5/26/2022 08:59 06/10/22 10:33 <2.0 µg/L Laboratory Manager

22-05048 Lead Cafeteria Bottle Fountain Drinking Water 5/26/2022 09:32 06/10/22 10:39 <2.0 µg/L
22-05049 Lead L Cafeteria Fountain Drinking Water 5/26/2022 09:31 06/10/22 10:45 <2.0 µg/L

Notes:

Sample Collected by: _X Client __ TCWC

X No samples were subcontracted; or the above test

result(s) with'**' designation were produced by a

subcontracted laboratory. [Laboratory name;

address; MDH Lab ID#]. The subcontracted laboratory

maintains MDH Certification for the field(s) of testing

performed.

Approved methods used in analyzing the

samples listed above have the following

reporting levels:

SM3113 - Lead, 2.0 µg / L

Maximum contaminant level: Lead, 15.0 µg/L

The results listed in this report apply only to the above listed samples. All routine quality assurance procedures were followed, unless otherwise noted. This analytical report must be reported in its entirety. All

methods are certified by the Minnesota Department of Health, unless otherwise noted.

Minnesota State Laboratory ID# 027-053-119

Wisconsin State Laboratory ID# 105-10117

Wisconsin DNR Lab ID #399073400
Twin City Water Clinic Laboratory Test Report

Report Number:

Sample Receipt Date:

Sample Prep. Date:

Twin City Water Clinic Inc.

617 13th Avenue South

Hopkins, MN 55343

Lakes International Language

Phone: (952)935-3556

Fax: (952)935-5077

Sample Collection Sample Analysis

Sample Prep. Time:

Report Issue Date:
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