### SAI NT PAUL PUBLIC SCHOOLS

**Six-Month Periodic Surveillance Report for Brown & Bigelow Leased Space**

**Located at:** 345 Plato Blvd. E  
Saint Paul, MN 55107

**Conducted On:** 2/10/2016  
**Conducted By:** James Paulzine

---

<table>
<thead>
<tr>
<th>% of Asbestos</th>
<th>EPA Assessment Category</th>
<th>Response Action</th>
</tr>
</thead>
<tbody>
<tr>
<td>CH</td>
<td>1 = Damaged or significantly damaged TSI ACM.</td>
<td>A = Clean up ACM debris.</td>
</tr>
<tr>
<td>AM</td>
<td>2 = Damaged friable ACM.</td>
<td>B = Encapsulate slight damage on TSI.</td>
</tr>
<tr>
<td>CR</td>
<td>3 = Significantly damaged friable ACM.</td>
<td>C = Patch TSI and/or repair ACM cover.</td>
</tr>
<tr>
<td>ACT</td>
<td>4 = Damaged or significantly damaged friable miscellaneous ACM.</td>
<td>D = Enclose or protect accessible sections with protective barrier.</td>
</tr>
<tr>
<td>TR</td>
<td>5 = ACBM with potential for damage.</td>
<td>E = Remove section of damaged ACM.</td>
</tr>
<tr>
<td>ANT</td>
<td>6 = ACBM with potential for significant damage.</td>
<td>F = Remove ACM and replace with non-ACBM.</td>
</tr>
<tr>
<td>Assumed</td>
<td>7 = Remaining friable ACBM or friable suspect ACBM.</td>
<td>G = Isolate area until repaired/removed.</td>
</tr>
<tr>
<td>None Detected</td>
<td></td>
<td>H = Encapsulate slight damage.</td>
</tr>
<tr>
<td>NSM</td>
<td>Non-suspect material</td>
<td>I = Remove and replace damaged or loose tile section(s).</td>
</tr>
</tbody>
</table>

---

#### Key

**IEA Event No.**

**IEA Material Type**

**Location**

**Estimated Amount Total**

**Estimated Damage Total**

**Friability**

**% of Asbestos**

**EPA Assess. Category**

**Response Action**

---

1. **I3A**  
   - 2' x 4' Ceiling Tile  
   - Sparse Widthwise Fissures & Pin Holes  
   - THROUGHOUT SPACE  
   - 9000 Sq. Ft.  
   - NONE DETECTED  
   - Sample #: I1021MV-01

2. **I3D**  
   - 2' x 4' Ceiling Tile  
   - Large Grubs, Pockmarks & Pin Holes  
   - THROUGHOUT SPACE  
   - 3000 Sq. Ft.  
   - NONE DETECTED  
   - Sample #: I1021MV-02

3. **I3E**  
   - 2' x 4' Ceiling Tile  
   - Small Widthwise Fissures & Pin Holes  
   - THROUGHOUT SPACE  
   - 1500 Sq. Ft.  
   - NONE DETECTED  
   - Sample #: I1021MV-03

4. **Q0D**  
   - Carpet Adhesive  
   - Gray/Purple Berber Carpet  
   - THROUGHOUT SPACE  
   - 11000 Sq. Ft.  
   - NONE DETECTED  
   - Sample #: I1021MV-04

5. **R0A**  
   - Baseboard/Mopboard Adhesive  
   - 4" Black Baseboard  
   - THROUGHOUT SPACE  
   - 500 Sq. Ft.  
   - NONE DETECTED  
   - Sample #: I1021MV-05

6. **N0A**  
   - Drywall/Joint Compound  
   - THROUGHOUT SPACE  
   - 10000 Sq. Ft.  
   - NONE DETECTED  
   - Sample #: I1021MV-06

---

Brown & Bigelow Leased Space  
201610060  
Page 1
<table>
<thead>
<tr>
<th>IEA Event No.</th>
<th>IEA Material No.</th>
<th>Location</th>
<th>Estimated Amount Total</th>
<th>Estimated Damage Total</th>
<th>Friability</th>
<th>% of Asbestos</th>
<th>EPA Assessment Category</th>
<th>Response Action</th>
</tr>
</thead>
<tbody>
<tr>
<td>7</td>
<td>X0A</td>
<td>THROUGHOUT BUILDING</td>
<td>500 Sq. Ft.</td>
<td></td>
<td>NONE DETECTED</td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>8</td>
<td>Q0A</td>
<td>RECEPTION &amp; DIRECTOR'S OFFICE</td>
<td>500 Sq. Ft.</td>
<td></td>
<td>NONE DETECTED</td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>9</td>
<td>Q0B</td>
<td>SUN ROOM</td>
<td>200 Sq. Ft.</td>
<td></td>
<td>NONE DETECTED</td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>10</td>
<td>13B</td>
<td>CAFETERIA</td>
<td>1300 Sq. Ft.</td>
<td></td>
<td>NONE DETECTED</td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>11</td>
<td>K2B</td>
<td>CAFETERIA</td>
<td>1300 Sq. Ft.</td>
<td>0 Sq. Ft.</td>
<td>N</td>
<td>5 CH (MASTIC ONLY)</td>
<td></td>
<td></td>
</tr>
<tr>
<td>12</td>
<td>Q0C</td>
<td>CAFETERIA</td>
<td>1300 Sq. Ft.</td>
<td></td>
<td>NONE DETECTED</td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>13</td>
<td>13C</td>
<td>STORAGE ROOM #1 BY CAFETERIA</td>
<td>1000 Sq. Ft.</td>
<td></td>
<td>NSM</td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>14</td>
<td>K2A</td>
<td>HALLWAY NORTH OF CAFETERIA</td>
<td>300 Sq. Ft.</td>
<td></td>
<td>NONE DETECTED</td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>15</td>
<td>I2A</td>
<td>HALLWAY NORTH OF CAFETERIA</td>
<td>200 Sq. Ft.</td>
<td></td>
<td>NONE DETECTED</td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>16</td>
<td>R0B</td>
<td>HALLWAY NORTH OF CAFETERIA</td>
<td>10 Sq. Ft.</td>
<td></td>
<td>NONE DETECTED</td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>17</td>
<td>13F</td>
<td>MENS &amp; WOMEN'S RESTROOMS WEST</td>
<td>500 Sq. Ft.</td>
<td></td>
<td>NONE DETECTED</td>
<td></td>
<td></td>
<td></td>
</tr>
</tbody>
</table>