
Radon Testing
The following summary provides results of radon testing performed at this location. 

Room Start Stop Result Variance Comment

3 2017­04­
11

2017­04­
14 < 0.3 0.2

5 2017­04­
11

2017­04­
14 < 0.3 0.2

122 2017­04­
11

2017­04­
14 < 0.3 0.2

121 2017­04­
11

2017­04­
14 < 0.3 0.2

114 2017­04­
11

2017­04­
14 < 0.3 0.2

124 2017­04­
11

2017­04­
14 < 0.3 0.2

MAIN OFFICE 2017­04­
11

2017­04­
14 < 0.3 0.2

KITCHEN 2017­04­
11

2017­04­
14 < 0.3 0.2

6 2017­04­
11

2017­04­
14 < 0.3 0.2

LIBRARY DUP 2017­04­
11

2017­04­
14 < 0.3 0.2

2 2017­04­
11

2017­04­
14 < 0.3 0.2

COMPUTER ROOM 2017­04­
11

2017­04­
14 < 0.3 0.2

WORK ROOM 2017­04­
11

2017­04­
14 < 0.3 0.2

WORK ROOM DUP 2017­04­
11

2017­04­
14 < 0.3 0.2

4 2017­04­
11

2017­04­
14 < 0.3 0.2

1 2017­04­
11

2017­04­
14 < 0.3 0.2

123 2017­04­
11

2017­04­
14 < 0.3 0.2

113 2017­04­
11

2017­04­
14 < 0.3 0.2
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Room Start Stop Result Variance Comment

115 2017­04­
11

2017­04­
14 < 0.3 0.2

112 2017­04­
11

2017­04­
14 < 0.3 0.2

MUSIC 2017­04­
11

2017­04­
14 < 0.3 0.2

111 2017­04­
11

2017­04­
14 < 0.3 0.2

HEALTH 2017­04­
11

2017­04­
14 < 0.3 0.2

CONF. 2017­04­
11

2017­04­
14 < 0.3 0.2

LIBRARY 2017­04­
11

2017­04­
14 < 0.3 0.2

9 2017­04­
11

2017­04­
14 < 0.3 0.2

STAFF ROOM 2017­04­
11

2017­04­
14 < 0.3 0.2

STAFF ROOM DUP 2017­04­
11

2017­04­
14 < 0.3 0.2

GYM 2 2017­04­
11

2017­04­
14 < 0.3 0.2

GYM 1 2017­04­
11

2017­04­
14 < 0.3 0.2
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