MANHASSET UFSD Status Date: 01/18/2021 00:31 PM - Not Submitted
2020 BUILDING CONDITION SURVEY - 2020 - Manhasset Secondary School

Building Information

Building Information
1. Name of school district
Manhasset UFSD
2. SED District 8-Digit BEDS Code
28-04-06-03
3. Building Name:
Manhasse! Secondary Building
4, SED 4-Digit Facility Code:
0-004
5. Survey Inspection Date:
08/03/2020
6. Building 911 Address:
;200 Memorial Place
7. City:
Manhasset
8. Zip Code:
11030

9. Certificate of Occupancy Status:

8 A-Annial
O T.- Temporary,
O N-None

10. Certificate of Occupancy Expiration Date:
05/01£2021

10a. Is this a manufactured building? (Relocatable, modular, portable)
0: Yes
& 'No
11. Have there been renovations or construction in the building during the past 12 months?
A Ves
‘O Ne
12. Was major construction/renovation work since 2015 conducted when school was in session?
B Yes
0. Ne
13. Estimated capital construction expenses anticipated for this building through the 2024 calendar year excluding
maintenance (to be answered after the building inspection is complete)
8,237,849.00 :
14, Overall building rating (to be answered after the building inspection is complete)
O Excellent

‘B Satisfactory

11 Unsatisfactory
IO Fang
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MANHASSET UFSD

Status Date: 01/19/2021 00:31 PM - Not Submitted

2020 BUILDING CONDITION SURVEY - 2020 - Manhasset Secondary School

Building Information

15. Was overall building rating established after consultation with health and safety committee in accordance with

Commissioner's Regulations 155.4(c)(1)?

B Yes
O No

16. A/E Firm Name:
John A. Grillo, Architect PC
17. AIE Firm Address:

1213 Main Street
Port Jefferson, NY 11777

18. A/E Firm Phone Number:
6314762161

19. E-mail:
imgrillo@jagarchitect com

20, A/E Name:

John Grille

21, A/E License #:

027360

Building Age, Gross Square Footage and Maintenance Staff

22, Building Age

! o Year e e |
Original Construction 1935

| Addition #1 11941
Ec{nlion #2 ] {1953 |
Addition #3 1960

Addition #4 1986 & -

Addition #5 1999

lAdd-itiori #G 2009 -

Additon #7 ] 2018 :

Addition #8 0

Ad_dilion #9 ) a

23. Square feet of construction

Sq Feet |
Original construction 81,350.00
Addition #1 12,600.00
Addition #2 6333000 2
Addition #3 23,940.00

01/22/2021 00:25 PM
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MANHASSET UFSD

Status Date: 01/19/2021 00:31 PM - Not Submitted

2020 BUILDING CONDITION SURVEY - 2020 - Manhasset Secondary School

Building Information

i SgEeet o oocon ,

gl e _ sbintobi L C T

Addition #5 T Bt
preT—" - o

[ Addition #7 - "l,'2'06.00: :

Addition #8 0,60 | ] q
Addition #9 - 'old'o : 7 7

24. Gross square ft. of Building as currently configured:

261,000
25. Number of Floors:

5

26. How many full-time and part-time custodians are employed at the school (or work in the building)?

|

| Full-time custodians:

|Parl-t.me custodians

Count Employees

17

0

| Totals:

Building Ownership and Occupancy Status
27,

B
(m}
m;

Building Ownership [check one):

Ovmed and used by district
Owned by District and leased to non-district entity

a

Owned by non-district entity and leased to district

B N
(-]

Used for student instructional purposes
Used for district administration

Used for other district purposes

Used by other organization(s)

.00

Building Users

17

Owned by District, part used by district, part leased to non-district entity

. For which of the following purposes is the building currently used? (check all that apply)

29. How many students were registered to receive instruction in this building as of October 1, 20197 (If none, enter
0"} and skip to "Program Spaces” section. (Do not include evening class students)

0

30. Of these registered students, how many receive most of their instruction in:

! TEFRE

Quan_tit_'.r_

Permanent instructional spaces {i.e.. regular classrooms)

1499

'rTemporary instructional spaces (i.e., portable or
| demountable classrooms) atlached to the building

Non-instructional spaces used as instructional spaces

01/22/2021 00:25 PM
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MANHASSET UFSD Status Date: 01/19/2021 00:31 PM - Not Submitted
2020 BUILDING CONDITION SURVEY - 2020 - Manhasset Secondary School

Building Information

31. If the answer is greater than zero, which types of non-instructional spaces were being used for instructional
purposes on October 1, 20197 {check all that apply}

Cafeteria

Gymnasium
Administrative Spaces
Library

Lobby

Stairwell

Storage space

Other (please describe)
None

& O0000oooo

32. Grades Housed

O Pre-K B 7ih

O Kindergarten 8th

0 1st 9th

a 2nd B 10th

8 3rd B 1lth

0 4th B 12th

0 Sth O N/A (none)
O 6th

33. For how many instructional days during the 2018-19 school year (July 1 through June 30) was the building
closed due to facilities failures, system malfunctions, structural problems, fire, etc? (if none, enter "0")

i

34, Is the building used for instructional purposes in the summer?

Yes
O Neo
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MANHASSET UFSD Status Date: 01/19/2021 00:31 PM - Not Submitted
2020 BUILDING CONDITION SURVEY - 2020 - Manhasset Secondary School

Program Spaces

Program Spaces

35. Number of instructional classrooms:

86

36. Gross square footage of all instructional classrooms {combined):
79,500.00 -

37. Other spaces provided:

O a, N/A (none) - Health Office B s. Resource Rooms

A b. Administration k. Home & Careers t. Science Labs

Bic. Art 1.+ Kitchen A u Speciat Education

d. Audio Visual ., Large Group Instruction O v. Swimming Pool

. Auditorium A n, Library ' w, Teacher Resource

@ f Cafeteria 0 0. 'Multipurpose Rooms & x Technology/Shop

& p. Computer Room B p. Music {1 y.. Other (please describe)
B h. Guidance 0 q. Pre-K

B 1. Gymnasium r- Remedial Rooms

37a. Describe other spaces
{No Response)
Space Adequacy

38. Rating of space adequacy:

0O Good
£ Fair
a  Poor

38a. Enter comments:

{No Response)
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MANHASSET UFSD

Status Date: 01/19/2021 00:31 PM - Not Submitted

2020 BUILDING CONDITION SURVEY - 2020 - Manhasset Secondary School

Site Utilities

SITE UTILITIES
39. Water {(H)

‘B Yes
O No

39a. Type of Service:

Municipal or Utility provided
0O Well
- Other

38b. Types of water service piping

Iron
Galvanized
Copper
Lead

PVC

Other

N/A (None)

ooonooo

39¢. Overall condition of water service piping

Excellent

0.0

Satisfactory

K]

Unsatisfactory
Non-Functioning

0o

Critical Failure

39d. Year of Last Major Reconstruction/Replacement:

2007

3%e. Expected Remaining Useful Life (Years):

I

39f. Cost to Reconstruct/Replace $:
(No Response)

39g. Comments:

Incoming water service to b replaced 2021
40. Site Sanitary (H)

B Yes
O WNo

40a. Type of Service:

O - Municipal or utility sewer
Site septic
O Other

40b. Condition:

0O Excellent
Satisfactory
Unsatisfactory
Non-Functioning
Critical Failure

R i

01/22/2021 00:25 PM
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MANHASSET UFSD Status Date: 01/19/2021 00:31 PM - Not Submitted
2020 BUILDING CONDITION SURVEY - 2020 - Manhasset Secondary School

O Site Utilities

40c. Year of Last Major Reconstruction/Replacement:
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MANHASSET UFSD Status Date: 01/19/2021 00:31 PM - Not Submitted
2020 BUILDING CONDITION SURVEY - 2020 - Manhasset Secondary School
Site Utilities

43b. Type of Service:

Above Ground
O Below Ground
O N/A

43c. Condition:

Excellent
Satisfactory
Unsatisfactory
Non-Functioning

Oooooq

Critical Failure

43d. Year of Last Major Reconstruction/Replacement:
2018

43e. Expected Remaining Useful Life (Years):

20

43f. Cost to Reconstruct/Replace $:

(No Response)

43g. Comments:

(No Response)

SITE FEATURES
44. Closed Drainage Pipe Stormwater Management System

44a. Does this facility have a closed pipe system?

Yes
O No

44b. Condition:

Excellent
Satisfactory
Unsatisfactory
Non-Funetioning
Critical Failure

DOooOo®d o

44c. Year of Last Major Reconstruction/Replacement:
2011

44d. Expected Remaining Useful Life (Years):

15

44e. Costto Reconstruct/Replace $:

{No Response)

44f, Comments:

(No Response)
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MANHASSET UFSD Status Date: 01/19/2021 00:31 PM - Not Submitted
2020 BUILDING CONDITION SURVEY - 2020 - Manhasset Secondary School
Site Utilities

45. Open Drainage Pipe Stormwater Management System

45a. Does this facility have an open stormwater system {ditch)?
o Yes
8. No

46. Catch Basins/Drop Inlets/Manholes

46a. Does this facility have catch basins/drop inlets/manholes?

A Yes
O  No

46b. Condition:

Excellent
Satisfactory
Unsatisfactory
Non-Functioning
Critical Failure

o0 080

46¢. Year of Last Major Reconstruction/Replacement:
2011
46d. Expected Remaining Useful Life (Years):
15
46e. Cost to Reconstruct/Replace $:
15,000.00
46f. Comments:
Install additianal drywall in'courtyard outside room 069
47. Culverts

47a. Does this facility have culverts?

O Yes
BE  No

48. Outfalls

48a. Does this facility have outfalls?

O Yes
Na

g

49, Infiltration Basins/Chambers

49a. Does this facility have infiltration basins/chambers?

O Yes
B No
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MANHASSET UFSD Status Date: 01/19/2021 00:31 PM - Not Submitted
2020 BUILDING CONDITION SURVEY - 2020 - Manhasset Secondary School
Site Utilities

§0. Retention Basins

50a. Does this facility have retention basins?

O Yes
B No

51. Wetponds

§1a. Does this facility have wetponds?

O Yes
A No

52. Manufactured Stormwater Proprietary Units

52a, Does this facility have proprietary units?

O Yes
No

53. Point of Outfall Discharge: (check all that apply)

O Municipal storm sewer system
O - Combined sewer system

O Surface Water

2 On-site recharge

0O  Other (describe)

0O  Not Applicable

54, OQutfall Reconnaissance Inventory
Were ail stormwater outfalls inspected during dry weather for signs of non-stormwater discharge?
B Yes

O No
O Not Applicable
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MANHASSET UFSD Status Date: 01/19/2021 00:31 PM - Not Submitted
2020 BUILDING CONDITION SURVEY - 2020 - Manhasset Secondary School

O Other Site Features

SITE FEATURES

wide asphalt is scheduled for
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MANHASSET UFSD Status Date: 01/19/2021 00:31 PM - Not Submitted
2020 BUILDING CONDITION SURVEY - 2020 - Manhasset Secondary School

_Other Site Features

56e. Cost to Reconstruct/Replace $:

{No Response)

56f. Comments:

Replacement of concrete sidewalks and cutbs is scheduled for Summer 2021

57. Playgrounds and Playground Equipment

O Yes
B No

58. Athletic Fields and Play Fields

H  Yes
O No

58a. Condition:

Excellent
Satisfactory
Unsatisfactory
Non-Functioning
Critical Failure

gono®eo

58b. Year of Last Major Reconstruction/Replacement:
2015

58c. Expected Remaining Usefut Life (Years):

2

58d. Cost to Reconstruct/Replace $:

1,786,510.00

68e. Comments:

Recommended replacement of 4 original building tennis courts, replace carpet and infill at turf baseball, softball and multi purpose field

58f. Does the facility have synthetic turf field(s)

B Yes
O No

58f.1 If Yes, how many synthetic turf fields?

4

58f.2 Expected Remaining Useful Life of Synthetic Turf Field(s):
2

58f.3 Type of synthetic turf field infill:

sand and crumb rubber

59. Exterior Bleachers / Stadiums

Yes
O No
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MANHASSET UFSD Status Date: 01/19/2021 00:31 PM - Not Submitted
2020 BUILDING CONDITION SURVEY - 2020 - Manhasset Secondary School

Other Site Features

59a. Condition:

Excellent
Satisfactory
Unsatisfactory
Non-Functiofitng
Critical Failure

o'oomo

§9b. Year of Last Major Reconstruction/Replacement:
2014

59¢c. Expected Remaining Useful Life {Years):

8

59d. Cost to Reconstruct/Replace $:

389,500.00

5%¢. Comments:

Owner request to replace existing press box. Lower portion of existing press box to remain as this houses the incoming_ electrical service for sports
lighting, new press box will be custombuilt to align with existing bleachers,.
59f. Seating Capacity

(No Response)

60. Related Structures {such as Press Boxes, Dugouts, Climbing Walls, etc.)

B Yes
O 'No

60a. Condition:

Excellent
Satisfactory
Unsatisfactory
Non-Functioning
Cntical Failure

oocom0o

60b. Year of Last Major Reconstruction/Replacement:
2012

60c. Expected Remaining Useful Life (Years):

10

60d. Cost to Reconstruct/Replace §$:

{(No Respanse)

60e. Comments:

{No_Response)
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MANHASSET UFSD

Status Date: 01/19/2021 00:31 PM - Not Submitted

2020 BUILDING CONDITION SURVEY - 2020 - Manhasset Secondary School

Building Structure

Building Structure

61. Foundation (8)

61a. Type (check all that apply):

Reinforced Concrete
O Masonry on Concrete Footing

‘0 Other (specify)

EOOoDOoooOOo

61a1. If "Other" please specify

(No Response)

61b. Evidence of structural concerns (check all that apply):

Structural Cracks
Heaving/Jacking
Decay/Comrosion
Water Penetration
Unsupported Ends
Other

None

61c. Condition:

Excellent
Satisfactory
Unsatisfactory
Non-Functioning
Critical Failure

om0 o o Y+ R

61d. Year of Last Major Reconstruction/Replacement:
2009

61e. Expected Remaining Useful Life (Years):

20

61f. Cost to Reconstruct/Replace $:

{No Respense)

619. Comments:

(No Response)

62. Piers (S8}
A Yes

O Na

62a. Type {check all that appiy)

Concrete
Masonry

Steel

Stone

Wood

Other (specify)
N/A (none)

B O0O0O0000

62a1. if "Other” please specify

‘(Mo Response}

01/22/2021 00:25 PM
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MANHASSET UFSD

Status Date: 01/19/2021 00:31 PM - Not Submitted

2020 BUILDING CONDITION SURVEY - 2020 - Manhasset Secondary School

O Building Structure

Unsatisfactory
o '_Non-Funct_io'*n_mg
g Tt e ek
0 Critical Failure

62d. Year o
§1 % e gn

021031960

ecte
i

01/22/2021 00:25 PM
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MANHASSET UFSD

Status Date: 01/19/2021 00:31 PM - Not Submitted

2020 BUILDING CONDITION SURVEY - 2020 - Manhasset Secondary School

Buitding Structure

63b. Condition:

m]

Excellent
Satisfactory
Unsatisfactory

®

Non-Functioning
Critical Failure

DoOoD

63c. Year of Last Major Reconstruction/Replacement

1281986

63d. Expected Remaining Useful Life (Years):

20

63e. Cost to Reconstruct/Replace §:
0,00

63f. Comments:

(No Response)
64. Footings (S)

Type (check all that apply):

Concrete
L1 Other (specify)

64a. Evidence of structural concerns {check all that apply)

Structural Cracks
Heaving/Jacking
Decay/Corrosion
Water Penetration
Unsupported Ends
Other {specify)
None

@ OO0O0O000o

84.a1. If "Other" please specify

(No Respanse)

64h. Condition:

Excellent
Satsfactory
Unsatisfactory
Non-Functioning
Cntical Failure

oooro

64c. Year of Last Major Reconstruction/Replacement

3012018

64d. Expected Rermaining Useful Life (Years):

20

64e. Cost to Reconstruct/Replace $:

{No Response)

01/22/2021 00:25 PM
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MANHASSET UFSD Status Date: 01/19/2021 00:31 PM - Not Submitted
2020 BUILDING CONDITION SURVEY - 2020 - Manhasset Secondary Schoo!

Building Structure

©

64f Comments;

o0d Deck on Wood Tru

ol g

;W i Dek on Wom:l Joisis

@
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MANHASSET UFSD Status Date: 01/19/2021 00:31 PM - Not Submitted
2020 BUILDING CONDITION SURVEY - 2020 - Manhasset Secondary School
Building Envelope

BUILDING ENVELOPE
66. Exterior Walls/Columns (8)

66a. Material (check ail that apply):

Alumintm/Glass Curtain Wall
Brick

Concrete

Composite Insulated Panels
Masonry

Steel

Wood

Other (specify)

Oooo®eo0O00Ooa

66b. Evidence of Structural Concerns with Support System {columns, base plates, connections, etc.) (check all
that apply):

0O Structural Cracks

O  Rot/Decay/Corrosion
0 Other Problems

None

66b.1 Describe Other Problems:

(No Response)
66¢. Evidence of Concerns with Exterior Cladding (check all that apply):

Cracks/Gaps
Inadequate Flashing,
Efflorescence
Moisture Penetration
Rot/Decay/Corrosion
Other Problems
None

66¢.1 Describe Other Problems:

i)

Ooooooao

{No Response)

66d. Overall Condition of Exterior Walls/Columns:

w}

Exceltent
Satisfactory
Unsatisfactory
Men-Functioning
Critical Failure

1]

0oon

66e. Year of Last Major Reconstruction/Replacement;
2011

66f. Expected Remaining Useful Life {Years}):

20

66g. Cost to Reconstruct/Replace §$:

540,000.00

66h. Comments:

Additional masonry reconstruction, lintel replacement and exterior waterproofing

01/22/2021 00:25 PM Page 18 of 52



MANHASSET UFSD Status Date: 01/19/2021 00:31 PM - Not Submitted
2020 BUILDING CONDITION SURVEY - 2020 - Manhasset Secondary School
Building Envelope
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MANHASSET UFSD Status Date: 01/19/2021 00:31 PM - Not Submitted
2020 BUILDING CONDITION SURVEY - 2020 - Manhasset Secondary School
Building Envelope

68c. Year of Last Major Reconstruction/Replacement:
2008

68d. Expected Remaining Useful Life (Years):

12

68e. Costto Reconstruct/Replace $:

(No Response)

68f. Comments:

{No Response)

69. Exterior Doors

6%a. Overall Condition of Exterior Door Units:

Excellent
Satisfactory
Unsatisfactory
Non-Functioning

000 a&o

Critical Failure

68b. Do any exterior doors have magnetic locking devices?

B Yes
O No

69c. Safety/Security features are adequate?

B Yes
O No

69d. Year of Last Major Reconstruction/Replacement:

2009

€9e. Expected Remaining Useful Life {Years):

15

69f. Costto Reconstruct/Replace $:

(No Response}

69g. Comments:

Remaining exterior doors scheduted for replacement as part of approved capital project
70. Exterior Steps, Stairs, Ramps (S)

Yes
O No

70a. Construction Type (Check all that apply)

Concrete
Paver

Steel

Wood

Other [specify)

70b. If "other”, specify here

[ 1w o [ m

'(No Response)
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2020 BUILDING CONDITION SURVEY - 2020 - Manhasset Secondary Schoo)

|: 1} Building Envelope

Oc. Overall Condition of Exterior Ste

s, Stairs and Ramps

aTT r’..x T -r-q- o - °T T g L A o e DA e L _.-. TR '\'.
oS gt P : S s .f it ety -
e o P YA R (o SRR B AT R

(No Response
70g. Comments

it

&N&&esmrﬁe) i
71. Fire Escapes (S)

71a Does Thls Fac' 'ty Have One or More Fire Escapes?
l : ;

[}
o

I’}}. él“é h"'i‘_‘ l'-'°\-

o ¢

E72 Wmdows
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2020 BUILDING CONDITION SURVEY - 2020 - Manhasset Secondary School

Building Envelope

72e. Expected Remaining Useful Life (Years):

5
72f. Costto Reconsiruct/Replace §:

200,000.00
72g. Comments:

Recommend replacement of existing green house. Repair and replace multiple counterbalances and older single double hung windows. Replace
glazing on ¥z round windows in 3rd story wing

73. Roof and Skylights (S)

M Yes
O No

73a. Type of roof construction {check all that apply):

Concrete on metal deck on metal trusses/joists
Concrete (poured or plank) on concrete beams
Gypsum {poured or plank) on metal trussesfjoists
Metal deck on metal trusses/joists

Wood deck on wood trussesfjoists

Wood deck on metal trusses/joists

Tectum on metal trusses/joists

Other (describe below)

aooa

oo}

OO

73a.1 Other roof construction type:
{No Response)
73b. Type of roofing material (check all that apply):

Single-ply membrane

Built-up

Asphalt shingle

Pre-formed metal

IRMA

Slate

Fluid applied seamless surfacing

Other (describe below)

goooooo®on

73b.1 Other roofing material:
{No Response)

73c. Evidence of structural concerns with roof support system {beams/joists/trusses, etc.) (check all that apply):

Structurat cracks

Unsupported ends
Rot/Decay/Corrosion

Deflection

Seriously damaged/missing components
‘Other concems {describe)

None

mOO0Odoono

73c.1 Describe other concerns:

(No Response}
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C“} Buiiding Envelope

73d. Evidence of structural concerns with roof deck (check all that ap

fToh =

O 73m. Comments:
o

EET TR e+ . P = T = T
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Building Interiors

BUILDING INTERIOR
74. Interior Bearing Walls and Fire Walls {5)

Yes
0O No

74a. Overall condition of interior bearing walls and fire walls:

g

Excellent
Satisfactory
Unsatisfactory
Non-functioning
Critical Failure

OooOor

74b. Year of Last Major Reconstruction/Replacement:
2018

74c. Expected Remaining Useful Life (Years):

20

74d. Cost to Reconstruct/Replace $:

53,000.00

74e. Comments:

1. There are 6 locations throughout the 3-story wing where non-rated 3"x30" window units were installed within the corridor walls. The fixed glazing
units should be removed and replaced with fire rated glass. This is a non-conforming pre-existing condition and is not required to be address by cod
at this time. total cost: $27,000

2. The crawl space / storage area behind room $-105 has (2) openings within the poured concrete corridor wall which open to the plenum space above
the adjacent comidor. - These {2) npenings are to be enclosed with masonry or "B" label fire doors.. Additionally, the exposed pipes, which run down
first floor-corrider "B” and turn to extend down first floor corridor "A" (above ceiling) pass through a dropped soffit. This conduit penetrations
through the soffit are fire stopped with "great stuft”. This is not an acceptable means of fire stopping. Entire soffit should be properly fire stopped.
Tetal cost: $52,000

3. Quary tile in corridor wall cutside room 109 should be addressed. Further investigation is required to ensure the cracks are not structural in nature.
Also there is a large crack in quarry tile at the 4th floor stair landing which is in need of repair. Total cost assuming non structural $14,000

75. Other Interior Walls

B Yes
O No

75a. Overall condition of other Interior walls:

Excellent
Satisfactory
Unsatisfactory
‘Non-Functioning
Critical Failure

Ooo .m0

75b. Year of Last Major Reconstruction/Replacement:
2018

75c. Expected Remaining Useful Life (Years):

20

75d. Cost to Reconstruct/Replace $:

94,000.00
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( ‘5 Building interiors

75e. Comments:

il ¥

a . égggmbly Spaces (Auditorium, Gym

O Oberaras
76b. Condition:
ir i,

Eh

eful Life (Years):
e

.-' LR EJ‘“P"JJF o
SR

=t ax
L e R T
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Building Interiors

Status Date: 01/19/2021 00:31 PM - Not Submitted

77d. Expected Remaining Useful Life (Years):
15

77e. Cost to Reconstruct/Replace $:

249,884.00

77f. Comments:

Remove and replace remaining VAT

78. Hard Flooring (concrete; ceramic tile; stone; etc)

Yes

0

78a. Where located (check all that apply):

O

Classrooms

Corridors

Offices

Assembly Spaces (Auditorium, Gym, Play Room, etc.)
Kitchen

Lecker Rooms/Toilet Rooms

QOther Areas

i 4 IR R v

78b. Overall condition of hard flooring:

0

Excellent
Satisfactory
Unsatisfactory
Non-Funetioning
Cntical Failure

1]

o oa

78c. Year of Last Major Reconstruction/Replacement:

2009

78d. Expected Remaining Useful Life (Years):
20

78e. Cost to Reconstruct/Replace $:

{No Response)

78f. Comments:

Monitor eracks in quary tile - lower level

79. Wood Flooring
Yes

0. No

01/22/2021 00:25 PM

79a. Where located {check all that apply):

Classrooms

Corridors

Offices

Assembly Spaces (Auditorium, Gym, Play Room; etc.)
Other Areas

Oo®@aaga
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Building Interiors

79b. Overall condition of wood flooring:

79¢. Costto Reconstructheplace $:

e
(o Response) i

79f Comments-
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Building Interiors

Status Date: 01/19/2021 00:31 PM - Not Submitted

81b. Year of Last Major Reconstruction/Replacement:
2011

81c. Expected Remaining Useful Life (Years):

15

81d. Cost to Reconstruct/Replace $:

(No Response)

81e. Comments:

{No Response)

82. Interior Doors

B Yes
O No

82a. Overall condition of interior door units:

(u]

Excellent
Satisfactory
Unsatisfactory
Non-Functioning

&

ooo

Crtical Failure

82b. Overall condition of interior door hardware:

0

Excellent
Satisfactory
Unsatisfactory
Non-Functioning
Critical Failure

®

g oo

82c. Year of Last Major Reconstruction/Replacement:
2018

82d. Expected Remaining Useful Life (Years):

i

82e. Cost to Reconstruct/Replace §:

{No Response)

82f, Comments:

Recommend long term plan be implemented to address reptacement of remaining interior doors

interior Stairs (H)

B Yes
‘a Ne

83a. Overall condition of interior stairs:

O Excellent
Satisfactory
Unsatisfactory
Non-Functioning
Critical Failure

0008

01/22/2021 00:25 PM
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Building Interiors

83b. Stair materia!l

‘B Concrete
0 Sieel
0 Wopd,
O Other

83c. Year of Last Major Reconstruction/Replacement:
1960
83d. Expected Remaining Useful Life (Years):
20
83e. Cost to Reconstruct/Replace $:
(No Response)
83f. Comments:
(No Response)
84. Elevator, Lift, and Escalators (H)

B Yes
0O No

84a. Overall condition of elevators, lifts, escalators:

8

Excellent
Satisfactory
Unsatisfactory
Non-Functioning
Critical Failure

0O 000

84b. Year of Last Major Reconstruction/Replacement:
2020
84c. Expected Remaining Useful Life {Years):
25
84d. Cost to Reconstruct/Replace §
{No Response)
84e. Comments:
(No Response)
86. Swimming Pool and Swimming Pool Systems (H)

O Yes
& . No

86. Interior Bleachers

H Yes
0O Ne
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Building Interiors

86a. Overall condition of interior bleachers:

Excellent
Satisfactory
Unsatisfactory
Non-Functioning

o0 00Rd

Critical Failure

86b. Year of Last Major Reconstruction/Replacement:
12012014

86¢. Expected Remaining Useful Life (Years):

20

86d. Cost to Reconstruct/Replace $

(No Responze)

86e. Comments:

(No Response)
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C‘) HVAC Systems

HVAC Systems
87. Heat Generating Systems (H)

ki W& A8 F
r*"'Heat Pum

D~ o Unsahsfactory -

O o N‘”" GGl
S N
Critic
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2020 BUILDING CONDITION SURVEY - 2020 - Manhasset Secondary School

HVAC Systems

88c. Overall condition of ventilation systems

[ Excellent
Satisfactory

D Unsatisfactory
D ' Non-finctioning
0O  Cntical Failure

88d. Year of last major reconstruction/replacement

1272009

88e. Expected remaining useful life (years):

12

88f. Cost to reconstruct/replace §$:
(No Response)

88g. Comments

Mix of original and 10+ years old UV. Long term replacement plan should be considered. If the district so desires, we are proposing the cost to
completely replace the existing building steam heating system with a new hot water system. A hot water system is more energy efficient and easier 1o
maintain canirol over all spaces. Since new hot water piping will be run throughout building, we would recommend installing DX coils in all new
UV's and install a new chiller to provide cooling thraughout the spaces. This work would include the installation of a new incoming electrical
service. Additionally, all existing steam piping would be abandoned in place. Further discussion required regarding cooling of 2 gyms as they are
below the slate roofs. Ground mounted HVAC unit will be required to address these spaces- estimated cost: $14,295,000

89, Mechanical Cocling / Air-Conditioning Systems

Yes
O No

89a. Types of mechanical cooling

Chiller/chilled water
Geothermal

Air cooled

Water cooled
DX/Split system
Heat pump

ao

[ N N

89b. Overall condition of cooling/air-conditioning systems:

[ Excellent

B Satisfactory

O Unsatizfactory

O Non-Functioning
D Cntical Failure

89c. Year of Last Major Reconstruction/Replacement:

2012

89d. Expected Remaining Useful Life (Years):

2
89e. Cost to Reconstruct/Replace $:

550,000.00
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89f. Comments:

Library and auditorium roofiop units warrent replacement, Cost listed above.  If the district 56 desires, we are proposing the cost-to completely replace
(the existing building steam'heating system with & new hot water system, which is more energy efficient and easier fo mainitain control over all spaces.
Since new hot water piping will be run throughout buitding, we would recommend installing DX ¢oils in all new;UV’s and install a new chilier to
iprovide cooling throughout the spaces. . Additionally, all existing steam piping would be abandoned in place.

90. Piped Heating and Cooling Distribution Systems: Piping, Pumps, Radiators, Convectors, Traps, Insulation,
etc. (H)

M Yes
O No

80a. Overall condition of piped heating and cooling distribution systems:

Excellent
Satisfactory
Unsatisfactory
Non-Functioning
Critical Failure

oo om0

90b. Year of Last Major Reconstruction/Replacement:

1955

90c. Expected Remaining Useful Life (Years):

3

90d. Costto Reconstruct/Replace $:

165,000.00

90e. Comments:

If steam System is to remain, recommend replacemnent of existing steam traps

91. Ducted Heating and Cooling Distribution Systems: Ductwork, Control Dampers, Fire/Smoke Dampers, VAVs,
Insulation, etc. {H)

FE  Yes
0O No

81a, Overall condition of ducted heating and cooling distribution systems:

]

Excellent
Satisfactory
Unsatisfactory
Non-Functioning
Critical Faifure

o]

0 oo

91b. Year of Last Major Reconstruction/Replacement:
2009

91c. Expected Remaining Useful Life {Years):

5

91d. Cost to Reconstruct/Replace $:

(Mo Response)

91e. Comments:

Mo R.espons?]
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HVAC Systems

Status Date: 01/19/2021 00:31 PM - Not Submitted

82. HVAC Contro! Systems (H})

Yes
O No

92a. Type of control system

0
u]
m}

Pneumatic

Electric

Digital Direct Control (DDC)
Web based DDC

92b. Overall condition of control systems:

m 0

ooao

92¢. "Year of Last Major Reconstruction/Replacement:

Excellent
Satisfactory
Unsatisfactory
Non-Functioning
Critical Failure

2019

92d. Expected Remaining Useful Life (Years):

10

92e. Cost to Reconstruct/Replace §:

150,000.00

92f. Comments:

Currently upgrading BMS front end. Central panel needs replacement. Controller equipment need conversion to DDC

01/22/2021 00:25 PM
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(_ ) Plumbing Systems

PLUMBING

~ Other (speclff) i

93b If"Other" lease specify here
ki p ‘_']; %B'myu S

o] %
a ,J%Unsansfactory i

-F Al
5 Nn‘nﬁrunﬁ‘mnlns.g.“éx
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Plumbing Systems

94b. Types of special sanitary systems (Check all that apply}

Acid waste and vent

Grease interceptor

Oil separator

Pumping station

Sediment trap

Septic tank

Waste water treatment plant

0oo0oo0oo0ooog

84c. Overall condition of sanitary system:

n]

Excellent
Satisfactory
Unsatisfactory

"

Non-Functioning
Critical Failure

0:0:0

94d. Year of Last Major Reconstruction/Replacement:

1955

94e. Expected Remaining Useful Life (Years):

5

94f. Costto Reconstruct/Replace $:

{No Response)
94g. Comments:

Original 1935, many additions, all wings have original piping

95, Storm Water Drainage System (H)

Yes
O No

95a. Types of pipes (check all that apply)

Iron
Galvanized
Copper
Lead
Plastic
Other

00000/

95a1. If "Other” please specify

(No Response)

95b. Overall condition of storm water drainage system

Excellent
Satisfactary
Unsatisfactory
Non-Functiening
Critical Failure

oo 0oaao

85c. Year of Last Major Reconstruction/Replacement

1012021

95d. Expected Remaining Useful Life {Years)

q
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