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MANHASSET UFSD Status Date: 01/19/2021 00:30 PM - Not Submitted
2020 BUILDING CONDITION SURVEY - 2020 - MUNSEY PARK ES

(:m . Building Information

Buiiding Information

1 Nameof school dlstnct :

?9 Certlflcate of Occu ncyStatus

rﬂ'_:‘e_,lr"“- et i

13. Estimated capital construction expenses anticipated for this building through the 2024 calendar year excluding
maintenance (to be answered after the building inspection is complete

lete
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MANHASSET UFSD Status Date: 01/19/2021 00:30 PM - Not Submitted
2020 BUILDING CONDITION SURVEY - 2020 - MUNSEY PARK ES

Building Information

15. Was overall building rating established after consultation with health and safety committee in accordance with
Commissioner's Regulations 155.4(c){1)?

Yes
O No

16. A/E Firm Name:
John A. Grillo, Architect PC
17. A/E Firm Address:

1213 Main Street
Port Jefferson, NY ' 11777

18. A/E Firm Phone Number:
6314762161

19. E-mail:
jmgrillo@jagarchitect.com

20. AJE Name;

John M. Grillo

21. A/E License #:

027360

Building Age, Gross Square Footage and Maintenance Staff
22, Building Age

- _______1Year___ e -

Original Construction | 1939 —
Addition #1 | 1941

Addition #2 l 1862
'Add.ilion #3 IE"‘ 080 2
|Addili0n #4 11998

iAddilion #5 I 206’0 i

| Addition #6 . _! 0 5
Addition #7 0

Addition #8 1]
iAddiniop #9 10

23. Square feet of construction

Sq Foet s |
Qriginal construction 46,800.00 3 I
Addition #1 A 7
5:_3,500._09 SRR T : d
fddmon #? ) 10,275.00 : o 1
Addition #3 10,612:00 A —'{5: e :
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MANHASSET UFSD Status Date: 01/19/2021 00:30 PM - Not Submitted
2020 BUILDING CONDITION SURVEY - 2020 - MUNSEY PARK ES

Building Information =

=0 "~ Tsqren
Addition #4 S 7

Addition #5 24 m;o - ._:::!.

Addition #5 = o 0;0;) L -

Addition #7 . ;;Qb 1 —
Aditon#8 000 A “.. i 5
|Addiion#0 - Dm i :

24. Gross square ft. of Bullding as currently configured:
131,367

25. Number of Floors;

3

26. How many full-time and part-time custodians are employed at the school (or work in the building)?

. " Count Employees
]
Full-time custodians: iB
Part-time custodians: o
Totals: : 8 )

Buiiding Ownership and Occupancy Status

27. Building Ownership (check one):

2" Owned and used by district

O Owned by District and leased to non-district entity

O Owned by District, part used by district, part léased to non-district entity
Owmed by non-district entity and leased to district

[m]

28. For which of the following purposes is the building currently used? (check all that apply)

Used for student instructional purposes
Used for district administration

Used for other district purposes

Used by other organization(s)

oogom

Building Users

29. How many students were registered to receive instruction in this building as of October 1, 20197 {If none, enter
"0") and skip to "Program Spaces" section. (Do not include evening class students)

890

30. Of these registered students, how many receive most of their instruction in:

Quantity
890

Permanent instructional spaces (i.e., regular classrooms)

Temporary instructional spaces {i.e.. portable or : : PR
\demountable classrooms] attached to the building S A A Sk e B e

Non-instructional spaces used as instructional spaces 0
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MANHASSET UFSD Status Date: 01/19/2021 00:30 PM - Not Submitted
2020 BUILDING CONDITION SURVEY - 2020 - MUNSEY PARK ES

Building Information

31. If the answer is greater than zero, which types of non-instructional spaces were bsing used for instructional
purposes on October 1, 20197 (check all that apply)

([ o T ] S S e

Cafeteria

Gymnasium
Adminisirative Spaces
Library

Lobby

Stairwell

Storage space

Other (pilease describe)
None

32. Grades Housed

O Pre-K 0 7th
Kindergarten 0 8th

B Ist O %th

& 2nd 0 10th

2 3rd 0O 11th

B 4th O 12th

5th 0O NFA (none)
6th

33. For how many instructional days during the 2018-19 schoo! year (July 1 through June 30) was the building
closed due to facilities failures, system malfunctions, structural problems, fire, etc? (if none, enter "0")

]

34. Is the building used for instructional purposes in the summer?

Yes
0 No
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MANHASSET UFSD Status Date: 01/19/2021 00:30 PM - Not Submitted
2020 BUILDING CONDITION SURVEY - 2020 - MUNSEY PARK ES

C . Program Spaces

Program Spaces

35. Number of instructional classrooms:

O
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MANHASSET UFSD

Status Date: 01/19/2021 00:30 PM - Not Submitted

2020 BUILDING CONDITION SURVEY - 2020 - MUNSEY PARK ES

SITE UTILITIES
39. Water (H)

‘B Yes
O No

39a. Type of Service:

Municipal or Utility provided
O Well
0 Other

39b. Types of water service piping

Iron
Galvanized
Copper
Lead

PVC

Other

N/A (None)

[ O o o O 0 30

39c. Overall condition of water service piping

[m]

Excellent

&

Satisfactory
Unsatisfactory
Non-Functioning
Critical Failure

o:0:0

39d. Year of Last Major Reconstruction/Replacement:

1995

39%. Expected Remaining Useful Life (Years):

8

39f. Cost to Reconstruct/Replace $:

{No Response)

3%g. Comments:

(No Response)

40, Site Sanitary (H)

A Yes
O No

40a. Type of Service:

O - Municipal or utility sewer
M Site septic
0 Other

40b. Condition:

O  Excellent
Satisfactory
Unsatisfactory
Nan-Functioning
Critical Failure

ooo®

01/22/2021 00:26 PM
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MANHASSET UFSD Status Date: 01/19/2021 00:30 PM - Not Submitted
2020 BUILDING CONDITION SURVEY - 2020 - MUNSEY PARK ES

Cj Site Utilities

40c. Year of Last Major Reconstruction/Replacement:

: pools to addres§ "
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MANHASSET UFSD Status Date: 01/19/2021 00:30 PM - Not Submitted
2020 BUILDING CONDITION SURVEY - 2020 - MUNSEY PARK ES
Site Utilities

42c. Condition:

Excellent
Satisfactory
Unsatisfactory
Non-Functioning
Critical Failure
N/A

oooo®0

42d. Year of Last Major Reconstruction/Replacement:
1998

42e, Expected Remaining Useful Life (Years):

3

42f. Cost to Reconstruct/Replace $:

374,000.00

42g. Comments:

Replace existing underground fuel oil tanks with new smaller sized tanks

43. Site Electrical, Including Exterior Distribution

B Yes
0 No

43a. Service Provider:

B Municipal or utility provided
0O  Self-Genersted

O Other

O WA

43h. Type of Service:

0O Above Ground
Below Ground
O NA

43c. Condition:

Excellent
Satisfactory
Unsatisfactory
Non-Functioning
Critical Failure

DoODoD&aO

43d. Year of Last Major Reconstruction/Replacement:
1999
43¢. Expected Remaining Useful Life (Years):
10
43f. Cost to Reconstruct/Replace $:
(o Response)
43g. Comments:
{No Response}
SITE FEATURES
01/22/2021 00:26 PM Page 8 of 53




MANHASSET UFSD Status Date: 01/19/2021 00:30 PM - Not Submitted
2020 BUILDING CONDITION SURVEY - 2020 - MUNSEY PARK ES

C-  Site Utilities
___.f

44. Closed Drainage Pipe Stormwater Management System

44d. Expected Remaining Useful Life (Years):
i R

A

i Hre il W’“

O 45. Open Drainage Pipe Stormwater Management System

L
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MANHASSET UFSD Status Date: 01/19/2021 00:30 PM - Not Submitted
2020 BUILDING CONDITION SURVEY - 2020 - MUNSEY PARK ES
Site Utilities

46f. Comments:

(No Response}
47. Culverts

47a. Does this facility have culverts?

Q. Yes
M No

48, Outfalls

48a. Does this facility have outfalls?

0O Yes
No

9]

49. Infiltration Basins/Chambers

49a. Does this facility have infiltration basins/chambers?

0O Yes
B8 No

50. Retention Basins

50a. Does this facility have retention basins?

O Yes
# No

51. Wetponds

§1a. Does this facility have wetponds?

O Yes
‘B No

5§2. Manufactured Stormwater Proprietary Units

52a. Does this facility have proprietary units?

Yes
No

&-0

(%) ]
©r

Point of Outfall Discharge: {check all that apply)

Municipal storm sewer system
Combined sewer system
Surface Water

On-site recharge

Other (describe)

Not Applicable

Dox000[
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MANHASSET UFSD Status Date: 01/19/2021 00:30 PM - Not Submitted
2020 BUILDING CONDITION SURVEY - 2020 - MUNSEY PARK ES

Site Utilities

54. OQutfall Reconnaissance Inventory
Were all stormwater outfalls inspected during dry weather for signs of non-stormwater discharge?

B Yes
‘a Mo
‘0 Not Applicable
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MANHASSET UFSD Status Date: 01/19/2021 00:30 PM - Not Submitted
2020 BUILDING CONDITION SURVEY - 2020 - MUNSEY PARK ES
Other Site Features

SITE FEATURES
§5. Pavement (Roadways and Parking Lots)

‘B Yes
O No

55a. Type: {check all that apply)

O Concrete
Asphalt
0 Gravel
O  Other

558b. Condition:

Excellent
Satisfactory
Unsatisfactory
Non-Functioning
Critical Failure

OoooEO

65¢c. Year of Last Major Reconstruction/Replacement:
2015

56d. Expected Remaining Useful Life (Years):

12

55e. Costto Reconstruct/Replace §:

350,460.00

55f. Comments:

Repave remaining portions of North lot including faculty overflow lot. Install additional storm water drainage structures. Further discussion requires
extending bus loop along Northern Blvd.

56. Sidewalks

A Yes
O No

56a. Type: (check all that apply}

Asphalt
Concrete
Gravel
Paver
Other

56b. Condition:

Excellenl
Satisfactory
Unsatisfactory
Non-Functioning
Critical Failure

DOO@[@0o

@0

ooo

56c. Year of Last Major Reconstruction/Replacement:
2015

56d. Expected Remaining Useful Life (Years):

15
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MANHASSET UFSD Status Date: 01/19/2021 00:30 PM - Not Submitted
2020 BUILDING CONDITION SURVEY - 2020 - MUNSEY PARK ES
Other Site Features

§6e. Cost to Reconstruct/Replace $:

78,000.00

56f. Comments:

‘Replace remaining cobbe stone curbs with new poured concrete curbs. Revisit watkway from Village Hall to drop off circle. /Cost TBD based on
final approved scope

§7. Playgrounds and Playground Equipment

B  Yes
0. No

57a. Condition:

Excellent
Satisfactory
Unsatisfactory
Non-Functioning
Critical Failure

oo08ag

57b. Year of Last Major Reconstruction/Replacement:
2020

§7c. Expected Remaining Useful Life (Years):

3

57d. Cost to Reconstruct/Replace §:

285,000.00

67e. Comments:

Replace large playground unit and install poured in place safety surface. Main playgrounds are in good candition
58. Athletic Fields and Play Fields

8 Yes
D3 No

58a. Condition:

Excellent
Satisfactory
Unsatisfactory
Non-Fuactioning
Critical Failure

[0

O 0.0

58b. Year of Last Major Reconstruction/Replacement:
2011

58c. Expected Remaining Useful Life (Years):

5

58d. Costto Reconstruct/Replace $:

289,050.00

58e. Comments:

Retommended rémoval of clay infields, convert current fields to multi-purpose grass fields and improve drainage
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MANHASSET UFSD Status Date: 01/19/2021 00:30 PM - Not Submitted
2020 BUILDING CONDITION SURVEY - 2020 - MUNSEY PARK ES

Other Site Features

68f. Does the facility have synthetic turf field(s)

O Yes
No

58f.1 If Yes, how many synthetic turf fields?

:(No Response}

68f.2 Expected Remaining Useful Life of Synthetic Turf Field(s):
(No Response)

58f.3 Type of synthetic turf field infill:

(No Responsc)

59, Exterior Bleachers / Stadiums

O Yes
H No

60. Related Structures {such as Press Boxes, Dugouts, Climbing Walls, etc.)

0O  Yes
No

01/22/2021 00:26 PM Page 14 of 53




MANHASSET UFSD Status Date: 01/19/2021 00:30 PM - Not Submitted
2020 BUILDING CONDITION SURVEY - 2020 - MUNSEY PARK ES

O Building Structure

Building Structure
61. Foundation (S)

'D y."Co
Valst Pe ctratlon. :
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MANHASSET UFSD

Status Date: 01/19/2021 00:30 PM - Not Submitted

2020 BUILDING CONDITION SURVEY - 2020 - MUNSEY PARK ES

Building Structure

62bh. Evidence of structural concerns (check all that apply)

Structural Cracks
Heaving/Jacking
Decay/Corrosion
Water Penetration
Unsupported Ends
Other

None

ooooaao

i)

62c. Condition:

Excellent
Satisfactory
Unsatisfactory
Non-Functioning
Critical Failure

[ [ B Y+ B

62d. Year of Last Major Reconstruction/Replacement

02/02/1999

62e. Expected Remaining Useful Life {Years):

20
62f. Cost to Reconstruct/Replace $:

{No Response)

62g. Comments:

{No Response)
63. Columns (S)

Type (check all that apply):

Concrete
Masonry

Steel

Stone

Wood

Other (specify)
N/A (None)

63.1. if "Other” please specify

dgoowoo

(Mo Response)

63a. Evidence of structural concerns (check all that apply)

Structural Cracks
Heaving/Jacking
Decay/Corrosion
Water Penetration
Unsupported Ends
Other

None

M Ooddoao

01/22/2021 00:26 PM
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MANHASSET UFSD Status Date: 01/19/2021 00:30 PM - Not Submitted
2020 BUILDING CONDITION SURVEY - 2020 - MUNSEY PARK ES

CJ Building Structure

3b. Condition:

63e. Cost to Reconstruct/Repla

L G R e T gy T ; e
(e Eeipten WL ol S s A SR

63f. Comments:

(No Response
64. Footings (S)

 Heavi
O Decayl




MANHASSET UFSD Status Date: 01/19/2021 00:30 PM - Not Submitted
2020 BUILDING CONDITION SURVEY - 2020 - MUNSEY PARK ES

Building Structure

64f. Comments:

(No Response)
65. Structural Floors (S)

65a. Type (check all that apply):

Concrete Deck on Wood Structure
Concrete/Metal Deck/Metal Joists

Cast in Place Concrete Structural System
Precast Concrete Structural System
Reinforced Concrete Slab on Grade
Wood Deck on Wood Trusses

Wood Deck on Wood Joists

Other (specify)

o R T Y Y Y

65bh. Evidence of Structural Concerns with Floor Support System (Beams/Joists/Trusses, etc.) (check all that
apply):

Structural Cracks

Unsupported Ends

RotDecay/Corrosion

Deflection

Seriously Damaged/Missing Components

Other Problems

None

oooonoa

®

65b.1 Describe Other Problems:

(No Response)
65¢. Evidence of Structural Concerns with Structural Floor Deck (check all that apply):

A Cracks

O Deflection

0 Rot/Decay/Corrosion
O None

65d. Overall Condition of Structural Floors:

O  Excellent
Satisfactory

O Unsatisfactory

{1 Non-Functioning
[ - Critical Failure

65e. Year of Last Major Reconstruction/Replacement:
1999

65f. Expected Remaining Useful Life (Years):

20

66g. Cost to Reconstruct/Replace §:

245,000.00

65h. Comments:

A separate report was submitted to Owner/ dated 3/13/2018. 2 options for comrective measures were given. It was determined that the shrinkage
cracks were is not causing any structural distress and is more of an aesthetic issue.
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( ,,-‘ Building Envelope

BUILDING ENVELOPE
66. Exterior Walls/Columns (S)

;ﬂ _
O’ Other (specify)




MANHASSET UFSD

Status Date: 01/19/2021 00:30 PM - Not Submitted

2020 BUILDING CONDITION SURVEY - 2020 - MUNSEY PARK ES

Building Envelope

67. Chimneys (5}
Yes
O No

67a. Material (check all that apply):

Masonry
Concrete
Metal
Wood
Other

67a.1 Specify other:

0on0oDa

{No Response)
67b. Overall Condition of Chimneys:

a

Excellent
Satisfactory
Unsatisfactory
Non-Functioning
Critical failure

®

0 o.a

67¢. Year of Last Major Reconstruction/Replacement:

2007

67.d Expected Remaining Useful Life (Years):

20

67¢. Cost to Reconstruct/Replace $:
(N Response)

67f. Comments:

(No Response)

68. Parapets (S)

Yes
O No

68a. Construction Type (check all that apply):

Masonry
Concrete
Metal
Wood

Other {(specify)
68a.1 Specify Other:

[ Y e 6 i

(No Response)
68b. Overall condition of parapets:

O Excellent

B Satisfactory

D Unsatisfactory
0 Non-Functioning
0 Catical Failure

01/22/2021 00:26 PM
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2020 BUILDING CONDITION SURVEY - 2020 - MUNSEY PARK ES
Building Envelope

O

Year of Last Major Reconstruction/Replacement:

68, Exterior Doors

69a. Overall Condltlon of Exterior Door Umts
T T St AP L T E




MANHASSET UFSD Status Date: 01/19/2021 00:30 PM - Not Submitted
2020 BUILDING CONDITION SURVEY - 2020 - MUNSEY PARK ES
Building Envelope

70c. Overall Condition of Exterior Steps, Stairs and Ramps

[0 Excellent
Satisfactory

O - Unsatisfactory

0O Non-Functioming
0O Cnitical Fatlure

70d. Year of Last Major Reconstruction/Replacement:
20038

70e. Expected Remaining Useful Life (Years):

17

70f. Costto Reconstruct/Replace $:

(No Rezponse)

70g. Comments:

.(No Reszponse)
71. Fire Escapes (8)

71a. Does This Facility Have One or More Fire Escapes?

0O Yes
B No

72. Windows

HE  Yes
O No

72a. Window Material: {check all that apply)

Aluminum

Steel

Vinyl

Solid Wood

Wood w/ External Cladding System
Other

72a1. If "Other" please specify

ooooam

(No Response)
72b. Overall Condition of Windows:

Excellent
Satisfactory
Unsatisfactory
Noa-Functioning
Critical Failure

0oofQo

72¢. All Rescue Windows are Operable:

Yes
O No
O N/A

72d. Year of Last Major Reconstruction/Replacement:

1986

01/22/2021 00:26 PM Page 22 of 53



&

MANHASSET UFSD Status Date: 01/19/2021 00:30 PM - Not Submitted
2020 BUILDING CONDITION SURVEY - 2020 - MUNSEY PARK ES
Building Envelope

3a. Type of roof construction (check all that apply):
S l‘}_:_q_‘g'_g-", =i} x'.nl _ﬁpqrw R --_‘--‘;;r'\---‘\-"‘\-’l---;:-vgl:\.}‘._.E =i e F.
ete on metal deck on meta! trusse:&om&j

' (poured or plank) on concn:ie' beams
m (potired or plank) on metal trus
T AT i L

Al

73b.1 Other roofing material:
E ey
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MANHASSET UFSD Status Date: 01/18/2021 00:30 PM - Not Submitted
2020 BUILDING CONDITION SURVEY - 2020 - MUNSEY PARK ES
Building Envelope

73d. Evidence of structural concerns with roof deck (check all that apply):

O Cracks

0O  Deflection

O Rot/Decay/Corrosion
None

73e. Does this facility have skylights?

O  Yes
No

73f. Skylight material (check all that apply):

0O  Plastic
O  Glass
O  Other
B NA

73g. Overall condition of skylights:

Excellent
Satisfactory
Unsatisfactory
Non-Functioning
Critical Failure

oDOoonoao

73h. Evidence of concerns with roofing, skylights, flashings, and drains (check all that apply);

Failures/Splits/Cracks

Rot/Decay/Corrosion

Inadequate flashing/curbs/pitch pockets
Inadequate or poorly functioning roof drains
Evidence of water penetration/active leaks
Other (specify)

None

M O00000

73h.1 Specify other concerns:

(No Response)
73i. Overall Condition of Roof and Skylights:

Excellent
Satisfactory
Unsatisfactory
Non-Functioning
Critical Failure

[ Y B+ B

73j. Year of Last Major Reconstruction/Replacement:
2017

73k. Expected Remaining Useful Life (Years):

i5

731. Costto Reconstruct/Replace $:

(No Response)

73m. Comments:

(No Response)
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Building Interiors
( Buising

BUILDING INTERIOR
74. Interior Bearlng Walls and Fire Walls S

74e. Comments:

) TR
IN_o, RQPQW)ﬁﬁ‘%_L?
O 75. I_'(_)ther Interior Walls
F ﬂ;ﬁ‘ﬁ i
13
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MANHASSET UFSD Status Date: 01/19/2021 00:30 PM - Not Submitted
2020 BUILDING CONDITION SURVEY - 2020 - MUNSEY PARK ES

Building Interiors

76a. Where located (check all that apply):

Classrooms

Comdors

(ffices

Assembly Spaces (Auditorium, Gym, Play Room, etc.)
Other Areas

76b. Condition:

O 8 8OO

Excellent
Satisfactory
Unsatisfactory
Non-Funetioning
Critical Failure

ooowro

76¢. Year of Last Major Reconstruction/Replacement:
2007

76d. Expected Remaining Useful Life {(Years):

5

76e. Costto Reconstruct/Replace §:

(No Response}

76f. Comments:

(No Response)

77. Resilient Tiles or Sheet Flooring

Yes
B8 No

77a. Where located (check all that apply):

iy

Classrooms

Corridors

Offices

Assembly‘S'paoes (Auditorium, Gym, Play Room, etc.)
Other Areas

i8]

8 0O&

77b. Overall condition of resilient tiles or sheet flooring:

Excellent
Satisfactory
Unsatisfactory
Non-Functioning
Critical Faifure

ooor@o

77c. Year of Last Major Reconstruction/Replacement:
2020

77d. Expected Remaining Useful Life (Years):

15

77e. Cost to Reconstruct/Replace $:

(No Response)
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O Building interiors

77f. Comments:

(No Response.

ll,I|:ll CntlcalFall

o
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MANHASSET UFSD Status Date: 01/19/2021 00:30 PM - Not Submitted
2020 BUILDING CONDITION SURVEY - 2020 - MUNSEY PARK ES

Buitding Interiors

79d. Expected Remaining Useful Life (Years):
5

79¢. Cost to Reconstruct/Replace $:

(No Response)

79f. Comments:

Yearly maintenance takes place on gym floors

80. Ceilings (H)

B Yes
O Ne

80a. Overall condition of ceilings:

[n]

Excellent
Satisfactory
Unsatisfactory
Non-Functioning
Critical Failure

®

ooao

80b. Year of Last Major Reconstruction/Replacement:
2015

80c. Expected Remaining Useful Life (Years):

8

80d. Costto Reconstruct/Replace $:

{No Response)

80e. Comments:

(No Response)

81. Lockers

E Yes
O No

81a. Qverall condition of lockers:

Excellent
Satisfactory
Unsatisfactory
Non-Functioning
Critical Failure

D oomao

81b. Year of Last Major Reconstruction/Replacement:
2008

81c. Expected Remaining Useful Life (Years?:

20

81d. Cost to Reconstruct/Replace $:

(No Response)

81e. Comments:

{No Response) :
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C} Building Interiors

2 Interior Doors

n-rl-'unctionm e
gl S o ot
Critical Failure ..|. o

d doors on a priarity bag
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MANHASSET UFSD Status Date: 01/19/2021 00:30 PM - Not Submitted
2020 BUILDING CONDITION SURVEY - 2020 - MUNSEY PARK ES

Building Interiors

83f. Comments:

{No Response)

84. Elevator, Lift, and Escalators (H)

B Yes
O No

84a. Overall condition of elevators, lifts, escalators:

Excellent
Satisfactory
Unsatisfactory
Non-Functioning
Critical Failure

oocpboaao

84b. Year of Last Major Reconstruction/Replacement:
1999

84c. Expected Remaining Useful Life (Years):

12

84d. Cost to Reconstruct/Replace $

(No Response)

84e, Comments:

(No Response)

85. Swimming Pool and Swimming Pool Systems {H)

O Yes
E No

86. Interior Bleachers

0O Yes
No
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C\f HVAC Systems

HVAC Systems

e

'ﬁ'l
: -Non-Functlo g

. "*”!.

Lt a..-
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HVAC Systems

88c. Overall condition of ventilation systems

Excellent
Satisfactory
Unsatisfactory
Non-functioning
Critical Failure

O.0Ddo0

88d. Year of last major reconstruction/replacement
2011990

88e. Expected remaining useful life (years):

10

88f. Cost to reconstruct/replace $:

500,000

88g. Comments

Replace remaining original (8-10) UV's. Cost in 88F is indicative of this work. If the district so desites, we are proposing the cost to completely
replace the existing building steam heating system with a new hot water system. A hot water system is more energy efficient and easier to maintain
control over all spaces. Since new hot water piping will be run throughout building, we would recommend installing DX coils in all new UV’s and
install a new chilier to provide cooling throughout the spaces. This work would include the installation of a new incoming electrical service.
Additionally, all existing steam piping would be abandoned in place. Further discussion required regarding cooling of 2 gyms as they are below the
slate roofs. Ground mounted HVAC umit will be required to address these spaces- estimated cost: $8,289,200

89. Mechanical Cooling / Air-Conditioning Systems

B Yes
[J No

89a. Types of mechanical cooling

Chiller/chilled water
Geothermal

Air cooled

Water cooled
DX/Split system
Heat pump

oooD®Oo0

89b. Overall condition of coolingfair-conditioning systems:

D4

Excellent
Satisfactory
Unsatisfactory
Non-Functioning
Critical Failure

]

o oo

89c. Year of Last Major Reconstruction/Replacement:
1999

89d. Expected Remaining Useful Life (Years):

2

89%e. Costto Reconstruct/Replace $:

350,000.00

89f. Comments:

Alditorium rooftop units warrant replacement

01/22/2021 00:26 PM Page 32 of 53




MANHASSET UFSD Status Date: 01/19/2021 00:30 PM - Not Submitted
2020 BUILDING CONDITION SURVEY - 2020 - MUNSEY PARK ES
HVAC Systems

90. Piped Heating and Cooling Distribution Systems: Piping, Pumps, Radiators, Convectors, Traps, Insulation,
etc, (H)

M Yes

O No

g0a. Overall condition of piped heating and cooling distribution systems:

Excellent
Satisfactory
Unszatisfactory
Non-Functicning
Critical Failure

Oooom0o

90b. Year of Last Major Reconstruction/Replacement:
1941

90c. Expected Remaining Useful Life (Years):

5

90d. Cost to Reconstruct/Replace $:

90e. Comments:
Recommend replacement of steam traps if steam system is to remain

91. Ducted Heating and Cooling Distribution Systems: Ductwork, Control Dampers, Fire/Smoke Dampers, VAVs,
Insulation, etc. (H)

Yes

O No

91a. Overall condition of ducted heating and cooling distribution systems:

a

Excellent
Satisfactory
Unsatisfactory
Non-Functioning
Critical Failure

[y

ooo

91b. Year of Last Major Reconstruction/Replacement:
1941
91c. Expected Remaining Useful Life (Years):
5
91d. Cost to Reconstruct/Replace §:
(No Response)
91e. Comments:
(No'Response)
92. HVAC Control Systems (H)

A Yes
0O Mo
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92a. Type of control system
Pneumatic

0O Electric

B Digital Direct Control (DDC)
O Webbased DDC

92b. Overall condition of control systems:

[}

Excellent

®

Satisfactory
Unsatisfactory
Non-Functioning
Critical Failure

[m R S |

92¢. Year of Last Major Reconstruction/Replacement:
2019

92d. Expected Remaining Useful Life (Years):

10

92e. Cost to Reconstruct/Replace $:

150,000.00

92f. Comments:

Currently upgrading BMS front end. Central panel needs replacement. Controller equipment need conversion to DDC
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O Plumbing Systems

PLUMBING

93b. if "Other'_' please specnfy here )

Ry , 2
(N0 Respines) St e =l
93c. Overall condltlon of water supply system

I‘ o .u"-

a Excc![ct

a

O

o Non~Funct|omng

L_ﬁgntl?a] Fa al

,,(No Respon_sp)

93g. Comments:

{No Response
94, Sanitarys stem(H)
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Plumbing Systems

94b. Types of special sanitary systems {Check all that apply)

Acid waste and vent
Grease interceptor

01l separator

Pumping station

Sediment trap

Septic tank

Waste waler treatment plant

Omooogoan

94c. Overall condition of sanitary system:

n|

Excellent
Satisfactory
Unsatisfactory
Non-Functioning
Critical Failure

0oooaM

94d. Year of Last Major Reconstruction/Replacement:
2005

94e. Expected Remaining Useful Life (Years):

2

94f. Cost to Reconstruct/Repiace $:

(No Response)
94g. Comments:

(No Response}
95. Storm Water Drainage System (H)

A Yes
O Ne

95a. Types of pipes (check all that apply)

fron
Galvanized
Copper
Lead
Plastic
Other

oonoaol

95a1. Iif "Other" please specify

{No Response)
95b. Overall condition of storm water drainage system

Excellent
Satisfactory
Unsatisfactory
Mon-Functioning
Critical Failure

@ o

mEm

85c. Year of Last Major Reconstruction/Replacement
1998
95d. Expected Remaining Useful Life (Years)
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