\ \ \ I ) Lead Testing Results Table

Westorchard Elementary School, Chappaqua School District

=

10/17/2020 01-Kitchen-KF-P-1 Kitchen sink faucet 1, ( R) 7.35 Not Applicable
10/17/2020 01-Kitchen-KF-P-2 1 Kitchen sink faucet 2, (M) ND Not Applicable
10/17/2020 01-Kitchen-KF-P-3 1 Kitchen sink faucet 3, (L) 1.06 Not Applicable
10/17/2020 01-E1-CF-P-1 1 Class sink 1, E1 (R) 532 Not Applicable
10/17/2020 01-E2-CF-P-2 1 Class sink 2, E2 (R) 14 Not Applicable
10/17/2020 01-E2-CF-P-3 1 Class sink 3, E2 (M) 157 Not Applicable
10/17/2020 01-E2-CF-P-4 1 Class sink 4, E2 (L) 3.18 Not Applicable
10/17/2020 01-E4-CF-P-5 1 Class sink 5, E4 159 Not Applicable

Changed the faucet and speedy
connections. Confirmation

10/17/2020 01-E5-CF-P-6 1 Class sink 6, E5 64.7 5
sampling performed. See
below.
10/17/2020 02-F1-CF-P-7 2 Class sink 7, F1 3.98 Not Applicable
10/17/2020 02-F2-CF-P-8 2 Class sink 8, F2 2.04 Not Applicable
10/17/2020 02-F3-CF-P-9 2 Class sink 9, F3 1.58 Not Applicable
10/17/2020 02-F5-CF-P-10 2 Class sink 10, F4 1.88 Not Applicable
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10/17/2020 00-D1-CF-P-11 Basement  Class sink 11, D1 3.69 Not Applicable
10/17/2020 00-D2-CF-P-12 Basement  Class sink 12, D2 273 Not Applicable
10/17/2020 00-D3-CF-P-13 Basement  Class sink 13, D3 351 Not Applicable
10/17/2020 00-D4-CF-P-14 Basement  Class sink 14, D4 3.86 Not Applicable
10/17/2020 00-D5-CF-P-15 Basement  Class sink 15, D5 2.85 Not Applicable
10/17/2020 01-A3-CF-P-16 1 Class sink 16, A3 215 Not Applicable
10/17/2020 01-A4-CF-P-17 1 Class sink 17, A4 173 Not Applicable
10/17/2020 01-A5-CF-P-18 1 Class sink 18, A5 224 Not Applicable
10/17/2020 01-Nurse-BF-P-1 1 Bathroom sink 1, Nurse 8.32 Not Applicable
10/17/2020 01-Nurse-CF-P-19 1 Nurse office, Class sink 19 2.56 Not Applicable
10/17/2020 01-B1-CF-P-20 1 Class sink 20, B1 (R) ND Not Applicable
10/17/2020 01-B1-CF-P-21 1 Class sink 21, B1 (L) ND Not Applicable
10/17/2020 01-B2-CF-P-22 1 Class sink 22, B2 127 Not Applicable
10/17/2020 01-B3-CF-P-23 1 Class sink 23, B3 ND Not Applicable
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10/17/2020 01-B4-CF-P-24 Class sink 24, B4 1.69 Not Applicable
10/17/2020 01-B5-CF-P-25 1 Class sink 25, B5 (R) 172 Not Applicable
10/17/2020 01-B5-CF-P-26 1 Class sink 26, B5 (L) ND Not Applicable
10/17/2020 01-B7-CF-P-27 1 Class sink 27, B7 17 Not Applicable
10/17/2020 02-B8-CF-P-28 2 Class sink 28, B8 ND Not Applicable
10/17/2020 02-C1-CF-P-29 2 Class sink 29, C1 (R) ND Not Applicable
10/17/2020 02-C1-CF-P-30 2 Class sink 30, C1 (L) ND Not Applicable
10/17/2020 02-C2-CF-P-31 2 Class sink 31, C2 (R) ND Not Applicable
10/17/2020 02-C2-CF-P-32 2 Class sink 32, C2 (L) 1.94 Not Applicable
10/17/2020 02-C3-CF-P-33 2 Class sink 33, C3 ND Not Applicable
10/17/2020 02-C4-CF-P-34 2 Class sink 34, C4 ND Not Applicable
10/17/2020 02-C5-CF-P-35 2 Class sink 35, C5 ND Not Applicable
10/17/2020 02-C6-CF-P-36 2 Class sink 36, C6 ND Not Applicable
10/17/2020 02-C7-CF-P-37 2 Class sink 37, C7 ND Not Applicable
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10/17/2020 02-C8-CF-P-38 Class sink 38, C8 Not Applicable
10/17/2020 01-A1-CF-P-39 1 Class sink 39, A1 1.56 Not Applicable
10/17/2020 01-E1-CF-P-40 1 Class sink 40, E1 (L) 1.68 Not Applicable
10/17/2020 02-F4-CF-P-41 1 Class sink 41, F4 398 Not Applicable
11/6/2020 01-E5-CF-SSP-06 1 Class sink 6, Room E5 101 Not Applicable
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