
 
                                              

                            

       
 

 
   

 

 
 

   

Williamsville CSD 
Locations of Water Test Samples Greater than 15 ppb NOTE: Fixture replacement is being prioritized by our facility staff and is occuring in an expedited 

manner. New water samples are sent to the testing lab with an accelerated turn‐around time. 
Heim 
Location 
Test results 
Remediation 
Results 
Results 2 
Back in use 

Location 
Test results 
Remediation 
Results 
Results 
Results 
Back in use 

Room 142 Sink Room 146 Sink 
16.60 16.80 



 
                                              

                            
 

                                           
 
 

   

 

   

 

   

 

   

Williamsville CSD 
Locations of Water Test Samples Greater than 15 ppb NOTE: Fixture replacement is being prioritized by our facility staff and is occuring in an expedited 

manner. New water samples are sent to the testing lab with an accelerated turn‐around time. 
Casey middle 
Location 
Test results 
Test results 
Remediation 
Back in use 

Location 
Test results 
Remediation 
Results 
Back in use 

Location 
Test results 
Remediation 
Back in use 

Location 
Test results 
Remediation 
Back in use 

Room 114 Sink Room 129 Sink Room 132 Sink # 2 Room 132 Sink # 5 Stage Sink Room 139 Sink # 1 culty Bathroom Sink # 1 Mezzaninne Sink 
22.2 20.5 15.6 17.8 96.8 21.3 37.8 65.6 



 
                                              

                            
 

                                                          
 

   

 

   

 

   

 

   

 

   

 

   

Williamsville CSD 
Locations of Water Test Samples Greater than 15 ppb NOTE: Fixture replacement is being prioritized by our facility staff and is occuring in an expedited 

manner. New water samples are sent to the testing lab with an accelerated turn‐around time. 
Heim middle 
Location 
Test results 
Remediation 
Back in svc. 

Location 
Test results 
Remediation 
Back in svc. 

Location 
Test results 
Remediation 
Results 
Back in svc. 

Location 
Test results 
Remediation 
Results 
Back in svc. 

Location 
Test results 
Remediation 
Back in svc. 

Location 
Test results 
Remediation 
Back in svc. 

Room D6 Sink # 1 Boys Locker Room Sink # 1 Room C‐13 Eye Wash Room C‐11 Eyewash Room A‐11 Eyewash mens Lav by Aud Sink # 2 t by Steamer in Kitchen Boiler Room Eye Wash 
28.8 16.7 51.7 93.9 232 19 119 46.9 



 
                                              

                            
 

                                           
 

   

                                                             
 

   

                                                     
 

 
   

                                                            
 

 
 
   

                 
 

   

 

   

Williamsville CSD 
Locations of Water Test Samples Greater than 15 ppb NOTE: Fixture replacement is being prioritized by our facility staff and is occuring in an expedited 

manner. New water samples are sent to the testing lab with an accelerated turn‐around time. 
Mill middle 
Location 
Test results 
Remediation 
Back in svc. 

Location 
Test results 
Remediation 
Back in svc. 

Location 
Test results 
Remediation 
Test results 
Back in svc. 

Location 
Test results 
Remediation 
Test results 
Test results 
Back in svc. 

Location 
Test results 
Remediation 
Back in svc. 

Location 
Test results 
Remediation 
Back in svc. 

Principals Offcie Lav Sink Storage Room by AP Sink Clinic Bathroom Sink Room A‐1 Sink Room A‐6 Sink Room A‐8 Sink s Lav by Room A‐11 Sink Room A‐11 Sink 
30.3 202 26.4 36.2 40.2 56.8 22.3 48.4 

Room A‐10 Sink Room A‐13 Sink apped Lav by Library Sink Room B‐6 Sink rage Room by AP Sink # 2 Boys Lav by A‐11 Sink #1 way Fountain by A‐11 #1 rls Lav by A‐11 Sink # 1 
46.2 27.9 26.1 18.1 28 49.2 42.3 19.5 

m A‐11 Classroom Sink # 2 m A‐11 Classroom Sink # 2 Room C‐11 Sink Room C‐10 Sink Room C‐13 Sink Room E‐3 Storage Sink Room E‐5 Sink # 3 Room E‐2 Sink # 1 
36.8 53 63.9 41.4 56.4 19.1 17.8 19.3 

Room E‐2 Sink # 2 Room E‐2 Sink # 3 Room E‐2 Sink # 4 Room E‐4 Sink Room E‐7 Sink # 1 Room E‐7 Sink # 2 Boys Locker Room Sink Locker Room Sink # 2 
53.5 20 34.3 17.9 45.9 19.4 16.1 40.5 

Girls Locker Room Sink # 3 Basement Storage Sink # 1 
15.7 15.7 



 
                                              

                            
 

                                                             
 
 

   

                                                               
 

   

                                                   
 

   

 

   

 

   

 

   

 

   

Williamsville CSD 
Locations of Water Test Samples Greater than 15 ppb NOTE: Fixture replacement is being prioritized by our facility staff and is occuring in an expedited 

manner. New water samples are sent to the testing lab with an accelerated turn‐around time. 
Transit middle 
Location 
Test results 
Test results 
Remediation 
Back in svc. 

Location 
Test results 
Remediation 
Back in svc. 

Location 
Test results 
Remediation 
Back in svc. 

Location 
Test results 
Remediation 
Back in svc. 

Location 
Test results 
Remediation 
Back in svc. 

Location 
Test results 
Remediation 
Back in svc. 

Location 
Test results 
Remediation 
Back in svc. 

Room B229 Sink #6 Room B229 Sink # 7 Room B227 Sink # 1 Room B227 Sink # 2 Room A212 Sink # 1 Room A212 Sink # 2 Room A212 Sink # 3 Room A214 Sink # 1 
19.2 76.4 18.1 73.2 21.6 29.3 46.7 79.7 

Room A214 Sink # 2 Room A214 Sink # 3 Room A214 Sink # 4 Room A214 Sink # 5 Room A214 Sink # 6 Room A214 Sink # 7 Room A214 Sink # 8 Room A214 Sink # 9 
47.9 78.4 56.3 47.5 33.4 44.8 43.1 29.4 

Room A 214 Sink # 11 Boiler Room Sample er Room Coaches Shower Room B123 Sink # 1 Room B123 Sink # 3 Room B123 Sink # 4 Room B123 Sink # 5 
63.5 39.9 69.4 15.5 25.2 17.6 168 



 
                                              

                            
 

                                                     
 

   

                                                         
 

   

                                          
 

   

 

   

 

 
   

 
 
 

   

Williamsville CSD 
Locations of Water Test Samples Greater than 15 ppb NOTE: Fixture replacement is being prioritized by our facility staff and is occuring in an expedited 

manner. New water samples are sent to the testing lab with an accelerated turn‐around time. 
East high 
Location 
Test results 
Remediation 
Back in svc. 

Location 
Test results 
Remediation 
Back in svc. 

Location 
Test results 
Remediation 
Back in svc. 

Location 
Test results 
Remediation 
Back in svc. 

Location 
Test results 
Remediation 
Test results 
Back in svc. 

Location 
Test results 
Test results 
Test results 
Remediation 
Back in svc. 

Pool Room Eye Wash Kitchen Sink # 5 Kitchen Sink # 8 Room 102 Sink #1 Room 103 Sink # 4 Kiln Room Sink Room 117 Sink # 4 Room 117 Sink # 6 
2080 20.2 27.5 18.6 20.4 30.4 52.6 97.2 

Room 117 Sink #7 Room 117 Sink # 8 Room 119 Sink # 1 Room 119 Sink # 2 Room 119 Sink # 3 Room 119 Sink # 4 Room 119 Sink # 5 Room 113 Sink 
101 44.9 32.6 23 71.2 50.4 15.4 38.3 

Mens Lav by Aud Sink Health Office Sink # 1 E Coaches Office Lav Sink oys Red locker Room Sink Kiln Room Sink # 2 
29.2 21.8 21.2 19.2 30.4 



 
                                              

                            
 

                                                                 
 

   

                                                       
 

 
   

 

   

 

   

 

   

Williamsville CSD 
Locations of Water Test Samples Greater than 15 ppb NOTE: Fixture replacement is being prioritized by our facility staff and is occuring in an expedited 

manner. New water samples are sent to the testing lab with an accelerated turn‐around time. 
North high 
Location 
Test results 
Remediation 
Results 
Back in use 

Location 
Test results 
Remediation 
Test results 
Back in use 

Location 
Test results 
Remediation 
Back in use 

Location 
Test results 
Remediation 
Results 
Back in use 

Location 
Test results 
Remediation 
Back in use 

Boiler Room Source Conference Room Sink # 1 itchen Dish room Sink # 2 mens Lav by C‐108 Sink # 3 Room C‐108 Sink # 1 Room C‐108 Sink # 2 Room C‐105 Sink # 1 Room C‐152 Sink # 1 
23.5 21.3 21.9 21.4 24.6 17.1 53.6 19.2 

Room C‐162 Sink # 2 Mens Lav by C‐130 Sink # 1 Mens Lav by C‐130 Sink # 2 Mens Lav by C‐130 Sink # 3 Floor Coaches Office Sink Pump Room Eye Wash 
92.2 28 16.2 15.7 305 30.4 



 
                                              

                            
 

                                                                     
 
 

   

       
 

   

Williamsville CSD 
Locations of Water Test Samples Greater than 15 ppb NOTE: Fixture replacement is being prioritized by our facility staff and is occuring in an expedited 

manner. New water samples are sent to the testing lab with an accelerated turn‐around time. 
South high 
Location 
Test results 
Test results2 
Remediation 
Back in use 

Location 
Test results 
Remediation 
Back in use 

Room 134 Sink # 1 Room 134 Sink # 2 Room E‐6 Sink om 129 P Dark Room Sink Room 129 D Sink # 1 Room 129 D Sink # 2 Room 129 D Sink # 3 Room 129 D Sink # 4 
23.5 31.3 18.6 15.8 59.4 16.1 16.8 34 

w Coaches Girls Off Shower 
193 
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