
Fixture Location/Description Fixture ID # Test Date

Kitchenet Sink Faucet 19480500-001KF24A 1/31/2024 1.73

Staff RR Faucet 19480500-002BF24A 1/31/2024 ND

Staff RR Faucet 19480500-003BF24A 2/1/2024 ND

Kitchen Sink Faucet 19480500-004KF24A 2/1/2024 ND

Kitchen Sink Faucet 19480500-005KF24A 2/1/2024 1.18

Restroom Faucet 19480500-006BF24A 2/1/2024 ND

Restroom Faucet 19480500-007BF24A 2/1/2024 ND

Restroom Faucet 19480500-008BF24A 2/1/2024 ND

Restroom Faucet 19480500-009BF24A 2/1/2024 ND

Restroom Faucet 19480500-010BF24A 2/1/2024 ND

Restroom Faucet 19480500-011BF24A 2/1/2024 ND

Hall Drinking Fountain 19480500-012DW24A 2/1/2024 ND

Hall Bottle Filler 19480500-013WB24A 2/1/2024 ND

Hall Drinking Fountain 19480500-014DW24A 2/1/2024 ND

Hall Bottle Filler 19480500-015WB24A 2/1/2024 ND

101 Classroom Faucet 19480500-016CF24A 2/1/2024 ND

101 Classroom Faucet 19480500-017CF24A 2/1/2024 1.45

100 Classroom Faucet 19480500-018CF24A 2/1/2024 ND

100 Classroom Faucet 19480500-019CF24A 2/1/2024 ND

Test Result (ppb)

Water Testing Results - Plymouth High School

Action Level is 15 parts per billion (ppb)
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