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NOTE:

(E) RTU-24 RELATED DUCT

TO BE DEMOLISHED

BACK TO FACE OF WALL

TO ART ROOM. REFRIGERANT

TO BE RECOVERED AND RETURNED
TO REGION 10. CONTRACTOR SHALL
FOLLOW ALL EPA GUIDELINES AND
CLEAN AIR ACT FOR REFRIGERANT
RECLAMATION REQUIREMENTS.
ALL STORED REFRIGERANT SHALL
BE STORED IN DOT APPROVED
CYLINDERS.

(E) ROOF CURB

EXISTING RTU -24 AND DUCT WORK ON ROOF
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