














Permanent Control Measures

Per the State of Missouri Senate Bills Nos. 681 & 662, a remediation plan should be developed
and executed.
Replacement of Problem Outlets and any identified upstream plumbing components (e.g., valves,
leaded solder) to permanently address the problem. EPA's revised March 2015 guidance, How to
Identify Lead-Free Certification Marks for Drinking Water System & Plumbing Products, can be a
useful resource selecting leadfree plumbing.
Provide point-of-use filters (POU) at problem taps as a long-term or permanent control measure.
When doing this, facilities should be sure to create maintenance schedules and identify a point of
contact to be in charge of making sure they are properly maintained.
Reconfigure Plumbing. Ongoing renovation of school or childcare buildings may provide an
opportunity to modify the plumbing system to redirect water supplied for drinking or cooking to
bypass sources of lead contamination. Before undertaking such an alternative, be certain that you
have properly identified all of the sources of lead contamination in drinking water.
Remove and replace any drinking water coolers or drinking water outlets that the United States
Environmental Protection Agency has determined are not lead-free under the federal Lead
Contamination Control Act of 1988, as amended; except the school shall not be required to
replace those drinking water outlets or water coolers that tested in accordance with state
regulations and have been determined to be dispensing drinking water with a lead concentration
less than five (5) part per billion (ppb); however, such drinking water outlet or water cooler shall be
subject to all testing requirements and shall not be excluded from testing under subsection 10 of
the Missouri Senate Bills Nos. 681 & 662, Section 160.077.
Consider filtration of incoming water at the point of entry (POE) to the building.

Required Communication

Contact staff and parents via written notification within seven (7) business days after receiving the
test result.
The notification shall include at least:
The test results and a summary that explains such results;
A description of any remedial steps taken; and
A description of general health effects of lead contamination and community specific resources;
and
Provide bottled water if there is not enough water to meet the drinking water needs of the
students, teachers, and staff.
Submit such annual testing results to the Missouri Department of Health and Senior Services
(DHSS).
Before August 1, 2024, or the first day on which students will be present in the building, whichever
is later, and annually thereafter, each school shall conduct testing for lead by first-draw and follow-
up flush samples of a random sampling of at least twenty-five percent (25%) of remediated
drinking water outlets until all remediated sources have been tested as recommended by the 2018
version of the United States Environmental Protection Agency's "Training, Testing, and Taking
Action" program. The testing shall be conducted and the results analyzed for both types of tests by
an entity or entities approved by the department.
Any measures taken to remediate any elevated lead levels identified must be recorded and
documented.

General Recommendations

Retesting of all potential cooking and drinking water sources is required five (5) years from
previous testing completed.
If the condition changes or significant alterations to existing plumbing is undertaken, consider
performing additional lead in drinking water sampling.
Ensure that the plumbing system is not used as an electrical ground.
If equipment is added that could affect water pH, alkalinity, or hardness, consider performing lead
in drinking water sampling.



Any work resulting from this report should be conducted in accordance with the EPA Safe Drinking Water
Act, Missouri SB 681 & 662, HUD Lead Regulations 24 CFR 35, EPA Lead Regulations 40 CFR 745,
and Consumer Product Safety Commission document #5056.

If you have any questions concerning this report, please contact me at 816-678-7894.

Sincerely,

Jeff Hurst
Axiom Service Professionals LLC
jeffh@axiomservicepros.com

Limitations Drinking Water Testing

The presence or absence of lead and copper (if collected) in drinking water applies only to the test
locations on the date of the field visit and it should be understood that conditions may change due to
deterioration, pH, alkalinity, hardness, use levels, or maintenance. The results noted within this report
were accurate at the time of the evaluation and in no way reflect the conditions at the property before or
after the date of the evaluation. No other environmental concerns or conditions were addressed during
this evaluation.
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CERTIFICATE OF ANALYSIS

Microbac Laboratories, Inc., Lenexa

Analytical Testing Parameters

3HC0073-01

Client Sample ID:

Lab Sample ID: Collection Date:

Collected By: Bradley Young

OC_1]Results - 3HC0073-01[TOC]

03/13/2024   0:01

10701-1-FD

Sample Matrix: Drink Wtr

Analyses Performed by: Microbac Laboratories, Inc., Newton

Determination of Total Metals Result RL PreparedUnits AnalyzedNote  AnalystDF

200.8

ppb0.4 03/26/24  1828<0.4 03/21/24  1239Lead, total RVV 2

3HC0073-02

Client Sample ID:

Lab Sample ID: Collection Date:

Collected By: Bradley Young

OC_1]Results - 3HC0073-02[TOC]

03/13/2024   0:01

10701-2-FD

Sample Matrix: Drink Wtr

Analyses Performed by: Microbac Laboratories, Inc., Newton

Determination of Total Metals Result RL PreparedUnits AnalyzedNote  AnalystDF

200.8

ppb0.4 03/26/24  1831<0.4 03/21/24  1239Lead, total RVV 2

3HC0073-03

Client Sample ID:

Lab Sample ID: Collection Date:

Collected By: Bradley Young

OC_1]Results - 3HC0073-03[TOC]

03/13/2024   0:02

10701-3-FD

Sample Matrix: Drink Wtr

Analyses Performed by: Microbac Laboratories, Inc., Newton

Determination of Total Metals Result RL PreparedUnits AnalyzedNote  AnalystDF

200.8

ppb0.4 03/26/24  1835<0.4 03/21/24  1239Lead, total RVV 2

3HC0073-04

Client Sample ID:

Lab Sample ID: Collection Date:

Collected By: Bradley Young

OC_1]Results - 3HC0073-04[TOC]

03/13/2024   0:02

10701-4-FD

Sample Matrix: Drink Wtr

Analyses Performed by: Microbac Laboratories, Inc., Newton

Determination of Total Metals Result RL PreparedUnits AnalyzedNote  AnalystDF

200.8

ppb0.4 03/26/24  1838<0.4 03/21/24  1239Lead, total RVV 2

[TOC_1]Analytical Sample Results[TOC]
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3HC0073

CERTIFICATE OF ANALYSIS

Microbac Laboratories, Inc., Lenexa

3HC0073-05

Client Sample ID:

Lab Sample ID: Collection Date:

Collected By: Bradley Young

OC_1]Results - 3HC0073-05[TOC]

03/13/2024   0:03

10701-5-FD

Sample Matrix: Drink Wtr

Analyses Performed by: Microbac Laboratories, Inc., Newton

Determination of Total Metals Result RL PreparedUnits AnalyzedNote  AnalystDF

200.8

ppb0.4 03/26/24  1841<0.4 03/21/24  1239Lead, total RVV 2

3HC0073-06

Client Sample ID:

Lab Sample ID: Collection Date:

Collected By: Bradley Young

OC_1]Results - 3HC0073-06[TOC]

03/13/2024   0:03

10701-6-FD

Sample Matrix: Drink Wtr

Analyses Performed by: Microbac Laboratories, Inc., Newton

Determination of Total Metals Result RL PreparedUnits AnalyzedNote  AnalystDF

200.8

ppb0.4 03/26/24  1844<0.4 03/21/24  1239Lead, total RVV 2

3HC0073-07

Client Sample ID:

Lab Sample ID: Collection Date:

Collected By: Bradley Young

OC_1]Results - 3HC0073-07[TOC]

03/13/2024  13:33

10701-7-FD

Sample Matrix: Drink Wtr

Analyses Performed by: Microbac Laboratories, Inc., Newton

Determination of Total Metals Result RL PreparedUnits AnalyzedNote  AnalystDF

200.8

ppb0.4 03/26/24  1848<0.4 03/21/24  1239Lead, total RVV 2

3HC0073-08

Client Sample ID:

Lab Sample ID: Collection Date:

Collected By: Bradley Young

OC_1]Results - 3HC0073-08[TOC]

03/13/2024   0:03

10701-8-FD

Sample Matrix: Drink Wtr

Analyses Performed by: Microbac Laboratories, Inc., Newton

Determination of Total Metals Result RL PreparedUnits AnalyzedNote  AnalystDF

200.8

ppb0.4 03/26/24  1857<0.4 03/21/24  1239Lead, total RVV 2

3HC0073-09

Client Sample ID:

Lab Sample ID: Collection Date:

Collected By: Bradley Young

OC_1]Results - 3HC0073-09[TOC]

03/13/2024   0:04

10701-9-FD

Sample Matrix: Drink Wtr

Analyses Performed by: Microbac Laboratories, Inc., Newton

Determination of Total Metals Result RL PreparedUnits AnalyzedNote  AnalystDF

200.8

ppb0.4 03/26/24  19000.4 03/21/24  1239Lead, total RVV 2
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3HC0073

CERTIFICATE OF ANALYSIS

Microbac Laboratories, Inc., Lenexa

3HC0073-10

Client Sample ID:

Lab Sample ID: Collection Date:

Collected By: Bradley Young

OC_1]Results - 3HC0073-10[TOC]

03/13/2024   0:05

10701-10-FD

Sample Matrix: Drink Wtr

Analyses Performed by: Microbac Laboratories, Inc., Newton

Determination of Total Metals Result RL PreparedUnits AnalyzedNote  AnalystDF

200.8

ppb0.4 03/26/24  1904<0.4 03/21/24  1239Lead, total RVV 2

3HC0073-11

Client Sample ID:

Lab Sample ID: Collection Date:

Collected By: Bradley Young

OC_1]Results - 3HC0073-11[TOC]

03/13/2024   0:05

10701-11-FD

Sample Matrix: Drink Wtr

Analyses Performed by: Microbac Laboratories, Inc., Newton

Determination of Total Metals Result RL PreparedUnits AnalyzedNote  AnalystDF

200.8

ppb0.4 03/26/24  1907<0.4 03/21/24  1239Lead, total RVV 2

3HC0073-12

Client Sample ID:

Lab Sample ID: Collection Date:

Collected By: Bradley Young

OC_1]Results - 3HC0073-12[TOC]

03/13/2024   0:06

10701-12-FD

Sample Matrix: Drink Wtr

Analyses Performed by: Microbac Laboratories, Inc., Newton

Determination of Total Metals Result RL PreparedUnits AnalyzedNote  AnalystDF

200.8

ppb0.4 03/26/24  19100.4 03/21/24  1239Lead, total RVV 2

3HC0073-13

Client Sample ID:

Lab Sample ID: Collection Date:

Collected By: Bradley Young

OC_1]Results - 3HC0073-13[TOC]

03/13/2024   0:07

10701-13-FD

Sample Matrix: Drink Wtr

Analyses Performed by: Microbac Laboratories, Inc., Newton

Determination of Total Metals Result RL PreparedUnits AnalyzedNote  AnalystDF

200.8

ppb0.4 03/26/24  1913<0.4 03/21/24  1239Lead, total RVV 2

3HC0073-14

Client Sample ID:

Lab Sample ID: Collection Date:

Collected By: Bradley Young

OC_1]Results - 3HC0073-14[TOC]

03/13/2024   0:07

10701-14-FD

Sample Matrix: Drink Wtr

Analyses Performed by: Microbac Laboratories, Inc., Newton

Determination of Total Metals Result RL PreparedUnits AnalyzedNote  AnalystDF

200.8

ppb0.4 03/26/24  1917<0.4 03/21/24  1239Lead, total RVV 2

8857 Long Street | Lenexa, KS 66215 | 913-321-7856 p | www.microbac.com

Microbac Laboratories, Inc., Lenexa
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3HC0073

CERTIFICATE OF ANALYSIS

Microbac Laboratories, Inc., Lenexa

3HC0073-15

Client Sample ID:

Lab Sample ID: Collection Date:

Collected By: Bradley Young

OC_1]Results - 3HC0073-15[TOC]

03/13/2024   0:07

10701-15-FD

Sample Matrix: Drink Wtr

Analyses Performed by: Microbac Laboratories, Inc., Newton

Determination of Total Metals Result RL PreparedUnits AnalyzedNote  AnalystDF

200.8

ppb0.4 03/26/24  1920<0.4 03/21/24  1239Lead, total RVV 2

3HC0073-16

Client Sample ID:

Lab Sample ID: Collection Date:

Collected By: Bradley Young

OC_1]Results - 3HC0073-16[TOC]

03/13/2024   0:08

10701-16-FD

Sample Matrix: Drink Wtr

Analyses Performed by: Microbac Laboratories, Inc., Newton

Determination of Total Metals Result RL PreparedUnits AnalyzedNote  AnalystDF

200.8

ppb0.4 03/26/24  1936<0.4 03/21/24  1239Lead, total RVV 2

3HC0073-17

Client Sample ID:

Lab Sample ID: Collection Date:

Collected By: Bradley Young

OC_1]Results - 3HC0073-17[TOC]

03/13/2024   0:08

10701-17-FD

Sample Matrix: Drink Wtr

Analyses Performed by: Microbac Laboratories, Inc., Newton

Determination of Total Metals Result RL PreparedUnits AnalyzedNote  AnalystDF

200.8

ppb0.4 03/26/24  1946<0.4 03/21/24  1239Lead, total RVV 2

3HC0073-18

Client Sample ID:

Lab Sample ID: Collection Date:

Collected By: Bradley Young

OC_1]Results - 3HC0073-18[TOC]

03/13/2024   0:11

10701-18-FD

Sample Matrix: Drink Wtr

Analyses Performed by: Microbac Laboratories, Inc., Newton

Determination of Total Metals Result RL PreparedUnits AnalyzedNote  AnalystDF

200.8

ppb0.4 03/26/24  1949<0.4 03/21/24  1239Lead, total RVV 2

3HC0073-19

Client Sample ID:

Lab Sample ID: Collection Date:

Collected By: Bradley Young

OC_1]Results - 3HC0073-19[TOC]

03/13/2024   0:11

10701-19-FD

Sample Matrix: Drink Wtr

Analyses Performed by: Microbac Laboratories, Inc., Newton

Determination of Total Metals Result RL PreparedUnits AnalyzedNote  AnalystDF

200.8

ppb0.4 03/26/24  1952<0.4 03/21/24  1239Lead, total RVV 2

8857 Long Street | Lenexa, KS 66215 | 913-321-7856 p | www.microbac.com

Microbac Laboratories, Inc., Lenexa
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3HC0073

CERTIFICATE OF ANALYSIS

Microbac Laboratories, Inc., Lenexa

3HC0073-20

Client Sample ID:

Lab Sample ID: Collection Date:

Collected By: Bradley Young

OC_1]Results - 3HC0073-20[TOC]

03/13/2024   0:12

10701-20-FD

Sample Matrix: Drink Wtr

Analyses Performed by: Microbac Laboratories, Inc., Newton

Determination of Total Metals Result RL PreparedUnits AnalyzedNote  AnalystDF

200.8

ppb0.4 03/26/24  1956<0.4 03/21/24  1239Lead, total RVV 2

3HC0073-21

Client Sample ID:

Lab Sample ID: Collection Date:

Collected By: Bradley Young

OC_1]Results - 3HC0073-21[TOC]

03/13/2024   0:12

10701-21-FD

Sample Matrix: Drink Wtr

Analyses Performed by: Microbac Laboratories, Inc., Newton

Determination of Total Metals Result RL PreparedUnits AnalyzedNote  AnalystDF

200.8

ppb0.4 03/26/24  19590.8 03/21/24  1239Lead, total RVV 2

3HC0073-22

Client Sample ID:

Lab Sample ID: Collection Date:

Collected By: Bradley Young

OC_1]Results - 3HC0073-22[TOC]

03/13/2024   0:13

10701-22-FD

Sample Matrix: Drink Wtr

Analyses Performed by: Microbac Laboratories, Inc., Newton

Determination of Total Metals Result RL PreparedUnits AnalyzedNote  AnalystDF

200.8

ppb0.4 03/26/24  2002<0.4 03/21/24  1239Lead, total RVV 2

3HC0073-23

Client Sample ID:

Lab Sample ID: Collection Date:

Collected By: Bradley Young

OC_1]Results - 3HC0073-23[TOC]

03/13/2024   0:13

10701-23-FD

Sample Matrix: Drink Wtr

Analyses Performed by: Microbac Laboratories, Inc., Newton

Determination of Total Metals Result RL PreparedUnits AnalyzedNote  AnalystDF

200.8

ppb0.4 03/26/24  2005<0.4 03/21/24  1239Lead, total RVV 2

3HC0073-24

Client Sample ID:

Lab Sample ID: Collection Date:

Collected By: Bradley Young

OC_1]Results - 3HC0073-24[TOC]

03/13/2024   0:13

10701-24-FD

Sample Matrix: Drink Wtr

Analyses Performed by: Microbac Laboratories, Inc., Newton

Determination of Total Metals Result RL PreparedUnits AnalyzedNote  AnalystDF

200.8

ppb0.4 03/26/24  20157.5 03/21/24  1239Lead, total RVV 2

8857 Long Street | Lenexa, KS 66215 | 913-321-7856 p | www.microbac.com

Microbac Laboratories, Inc., Lenexa
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3HC0073

CERTIFICATE OF ANALYSIS

Microbac Laboratories, Inc., Lenexa

3HC0073-25

Client Sample ID:

Lab Sample ID: Collection Date:

Collected By: Bradley Young

OC_1]Results - 3HC0073-25[TOC]

03/13/2024   0:14

10701-25-FD

Sample Matrix: Drink Wtr

Analyses Performed by: Microbac Laboratories, Inc., Newton

Determination of Total Metals Result RL PreparedUnits AnalyzedNote  AnalystDF

200.8

ppb0.4 03/26/24  20180.7 03/21/24  1239Lead, total RVV 2

3HC0073-26

Client Sample ID:

Lab Sample ID: Collection Date:

Collected By: Bradley Young

OC_1]Results - 3HC0073-26[TOC]

03/13/2024   0:14

10701-26-FD

Sample Matrix: Drink Wtr

Analyses Performed by: Microbac Laboratories, Inc., Newton

Determination of Total Metals Result RL PreparedUnits AnalyzedNote  AnalystDF

200.8

ppb0.4 03/26/24  2022<0.4 03/21/24  1239Lead, total RVV 2

3HC0073-27

Client Sample ID:

Lab Sample ID: Collection Date:

Collected By: Bradley Young

OC_1]Results - 3HC0073-27[TOC]

03/13/2024   0:14

10701-27-FD

Sample Matrix: Drink Wtr

Analyses Performed by: Microbac Laboratories, Inc., Newton

Determination of Total Metals Result RL PreparedUnits AnalyzedNote  AnalystDF

200.8

ppb0.4 03/26/24  20251.2 03/21/24  1239Lead, total RVV 2

3HC0073-28

Client Sample ID:

Lab Sample ID: Collection Date:

Collected By: Bradley Young

OC_1]Results - 3HC0073-28[TOC]

03/13/2024   0:15

10701-28-FD

Sample Matrix: Drink Wtr

Analyses Performed by: Microbac Laboratories, Inc., Newton

Determination of Total Metals Result RL PreparedUnits AnalyzedNote  AnalystDF

200.8

ppb0.4 03/26/24  202853.2 03/21/24  1239Lead, total RVV 2

3HC0073-29

Client Sample ID:

Lab Sample ID: Collection Date:

Collected By: Bradley Young

OC_1]Results - 3HC0073-29[TOC]

03/13/2024   0:15

10701-29-FD

Sample Matrix: Drink Wtr

Analyses Performed by: Microbac Laboratories, Inc., Newton

Determination of Total Metals Result RL PreparedUnits AnalyzedNote  AnalystDF

200.8

ppb0.4 03/26/24  20310.4 03/21/24  1239Lead, total RVV 2

8857 Long Street | Lenexa, KS 66215 | 913-321-7856 p | www.microbac.com

Microbac Laboratories, Inc., Lenexa
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3HC0073

CERTIFICATE OF ANALYSIS

Microbac Laboratories, Inc., Lenexa

3HC0073-30

Client Sample ID:

Lab Sample ID: Collection Date:

Collected By: Bradley Young

OC_1]Results - 3HC0073-30[TOC]

03/13/2024   0:15

10701-30-FD

Sample Matrix: Drink Wtr

Analyses Performed by: Microbac Laboratories, Inc., Newton

Determination of Total Metals Result RL PreparedUnits AnalyzedNote  AnalystDF

200.8

ppb0.4 03/26/24  20350.4 03/21/24  1239Lead, total RVV 2

3HC0073-31

Client Sample ID:

Lab Sample ID: Collection Date:

Collected By: Bradley Young

OC_1]Results - 3HC0073-31[TOC]

03/13/2024   0:16

10701-31-FD

Sample Matrix: Drink Wtr

Analyses Performed by: Microbac Laboratories, Inc., Newton

Determination of Total Metals Result RL PreparedUnits AnalyzedNote  AnalystDF

200.8

ppb0.4 03/26/24  2038<0.4 03/21/24  1239Lead, total RVV 2

3HC0073-32

Client Sample ID:

Lab Sample ID: Collection Date:

Collected By: Bradley Young

OC_1]Results - 3HC0073-32[TOC]

03/13/2024   0:16

10701-32-FD

Sample Matrix: Drink Wtr

Analyses Performed by: Microbac Laboratories, Inc., Newton

Determination of Total Metals Result RL PreparedUnits AnalyzedNote  AnalystDF

200.8

ppb0.4 03/26/24  20410.7 03/21/24  1239Lead, total RVV 2

3HC0073-33

Client Sample ID:

Lab Sample ID: Collection Date:

Collected By: Bradley Young

OC_1]Results - 3HC0073-33[TOC]

03/13/2024   0:16

10701-33-FD

Sample Matrix: Drink Wtr

Analyses Performed by: Microbac Laboratories, Inc., Newton

Determination of Total Metals Result RL PreparedUnits AnalyzedNote  AnalystDF

200.8

ppb0.4 03/26/24  20440.4 03/21/24  1239Lead, total RVV 2

3HC0073-34

Client Sample ID:

Lab Sample ID: Collection Date:

Collected By: Bradley Young

OC_1]Results - 3HC0073-34[TOC]

03/13/2024   0:18

10701-34-FD

Sample Matrix: Drink Wtr

Analyses Performed by: Microbac Laboratories, Inc., Newton

Determination of Total Metals Result RL PreparedUnits AnalyzedNote  AnalystDF

200.8

ppb0.4 03/26/24  2054<0.4 03/21/24  1239Lead, total RVV 2

8857 Long Street | Lenexa, KS 66215 | 913-321-7856 p | www.microbac.com

Microbac Laboratories, Inc., Lenexa
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3HC0073

CERTIFICATE OF ANALYSIS

Microbac Laboratories, Inc., Lenexa

3HC0073-35

Client Sample ID:

Lab Sample ID: Collection Date:

Collected By: Bradley Young

OC_1]Results - 3HC0073-35[TOC]

03/13/2024   0:18

10701-35-FD

Sample Matrix: Drink Wtr

Analyses Performed by: Microbac Laboratories, Inc., Newton

Determination of Total Metals Result RL PreparedUnits AnalyzedNote  AnalystDF

200.8

ppb0.4 03/26/24  2057<0.4 03/21/24  1239Lead, total RVV 2

3HC0073-36

Client Sample ID:

Lab Sample ID: Collection Date:

Collected By: Bradley Young

OC_1]Results - 3HC0073-36[TOC]

03/13/2024   0:18

10701-36-FD

Sample Matrix: Drink Wtr

Analyses Performed by: Microbac Laboratories, Inc., Newton

Determination of Total Metals Result RL PreparedUnits AnalyzedNote  AnalystDF

200.8

ppb0.4 03/26/24  2107<0.4 03/21/24  1239Lead, total RVV 2

3HC0073-37

Client Sample ID:

Lab Sample ID: Collection Date:

Collected By: Bradley Young

OC_1]Results - 3HC0073-37[TOC]

03/13/2024   0:19

10701-37-FD

Sample Matrix: Drink Wtr

Analyses Performed by: Microbac Laboratories, Inc., Newton

Determination of Total Metals Result RL PreparedUnits AnalyzedNote  AnalystDF

200.8

ppb0.4 03/26/24  2117<0.4 03/21/24  1239Lead, total RVV 2

3HC0073-38

Client Sample ID:

Lab Sample ID: Collection Date:

Collected By: Bradley Young

OC_1]Results - 3HC0073-38[TOC]

03/13/2024   0:20

10701-38-FD

Sample Matrix: Drink Wtr

Analyses Performed by: Microbac Laboratories, Inc., Newton

Determination of Total Metals Result RL PreparedUnits AnalyzedNote  AnalystDF

200.8

ppb0.4 03/26/24  2120<0.4 03/21/24  1239Lead, total RVV 2

3HC0073-39

Client Sample ID:

Lab Sample ID: Collection Date:

Collected By: Bradley Young

OC_1]Results - 3HC0073-39[TOC]

03/13/2024   0:20

10701-39-FD

Sample Matrix: Drink Wtr

Analyses Performed by: Microbac Laboratories, Inc., Newton

Determination of Total Metals Result RL PreparedUnits AnalyzedNote  AnalystDF

200.8

ppb0.4 03/26/24  2123<0.4 03/21/24  1239Lead, total RVV 2

8857 Long Street | Lenexa, KS 66215 | 913-321-7856 p | www.microbac.com

Microbac Laboratories, Inc., Lenexa
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3HC0073

CERTIFICATE OF ANALYSIS

Microbac Laboratories, Inc., Lenexa

3HC0073-40

Client Sample ID:

Lab Sample ID: Collection Date:

Collected By: Bradley Young

OC_1]Results - 3HC0073-40[TOC]

03/13/2024   0:22

10701-40-FD

Sample Matrix: Drink Wtr

Analyses Performed by: Microbac Laboratories, Inc., Newton

Determination of Total Metals Result RL PreparedUnits AnalyzedNote  AnalystDF

200.8

ppb0.4 03/26/24  2133<0.4 03/21/24  1239Lead, total RVV 2

3HC0073-41

Client Sample ID:

Lab Sample ID: Collection Date:

Collected By: Bradley Young

OC_1]Results - 3HC0073-41[TOC]

03/13/2024   0:22

10701-42-FD

Sample Matrix: Drink Wtr

Analyses Performed by: Microbac Laboratories, Inc., Newton

Determination of Total Metals Result RL PreparedUnits AnalyzedNote  AnalystDF

200.8

ppb0.4 03/26/24  2136<0.4 03/21/24  1239Lead, total RVV 2

3HC0073-42

Client Sample ID:

Lab Sample ID: Collection Date:

Collected By: Bradley Young

OC_1]Results - 3HC0073-42[TOC]

03/13/2024   0:23

10701-43-FD

Sample Matrix: Drink Wtr

Analyses Performed by: Microbac Laboratories, Inc., Newton

Determination of Total Metals Result RL PreparedUnits AnalyzedNote  AnalystDF

200.8

ppb0.4 03/26/24  2140<0.4 03/21/24  1239Lead, total RVV 2

3HC0073-43

Client Sample ID:

Lab Sample ID: Collection Date:

Collected By: Bradley Young

OC_1]Results - 3HC0073-43[TOC]

03/13/2024   0:23

10701-44-FD

Sample Matrix: Drink Wtr

Analyses Performed by: Microbac Laboratories, Inc., Newton

Determination of Total Metals Result RL PreparedUnits AnalyzedNote  AnalystDF

200.8

ppb0.4 03/26/24  2143<0.4 03/21/24  1239Lead, total RVV 2

3HC0073-44

Client Sample ID:

Lab Sample ID: Collection Date:

Collected By: Bradley Young

OC_1]Results - 3HC0073-44[TOC]

03/13/2024   0:23

10701-45-FD

Sample Matrix: Drink Wtr

Analyses Performed by: Microbac Laboratories, Inc., Newton

Determination of Total Metals Result RL PreparedUnits AnalyzedNote  AnalystDF

200.8

ppb0.4 03/26/24  2146<0.4 03/21/24  1239Lead, total RVV 2

8857 Long Street | Lenexa, KS 66215 | 913-321-7856 p | www.microbac.com

Microbac Laboratories, Inc., Lenexa
Page 9 of 39



3HC0073

CERTIFICATE OF ANALYSIS

Microbac Laboratories, Inc., Lenexa

3HC0073-45

Client Sample ID:

Lab Sample ID: Collection Date:

Collected By: Bradley Young

OC_1]Results - 3HC0073-45[TOC]

03/13/2024   0:24

10701-46-FD

Sample Matrix: Drink Wtr

Analyses Performed by: Microbac Laboratories, Inc., Newton

Determination of Total Metals Result RL PreparedUnits AnalyzedNote  AnalystDF

200.8

ppb0.4 03/26/24  2149<0.4 03/21/24  1239Lead, total RVV 2

3HC0073-46

Client Sample ID:

Lab Sample ID: Collection Date:

Collected By: Bradley Young

OC_1]Results - 3HC0073-46[TOC]

03/13/2024   0:24

10701-47-FD

Sample Matrix: Drink Wtr

Analyses Performed by: Microbac Laboratories, Inc., Newton

Determination of Total Metals Result RL PreparedUnits AnalyzedNote  AnalystDF

200.8

ppb0.4 03/26/24  2153<0.4 03/21/24  1239Lead, total RVV 2

3HC0073-47

Client Sample ID:

Lab Sample ID: Collection Date:

Collected By: Bradley Young

OC_1]Results - 3HC0073-47[TOC]

03/13/2024   0:25

10701-48-FD

Sample Matrix: Drink Wtr

Analyses Performed by: Microbac Laboratories, Inc., Newton

Determination of Total Metals Result RL PreparedUnits AnalyzedNote  AnalystDF

200.8

ppb0.4 03/26/24  2156<0.4 03/21/24  1239Lead, total RVV 2

3HC0073-48

Client Sample ID:

Lab Sample ID: Collection Date:

Collected By: Bradley Young

OC_1]Results - 3HC0073-48[TOC]

03/13/2024   0:25

10701-49-FD

Sample Matrix: Drink Wtr

Analyses Performed by: Microbac Laboratories, Inc., Newton

Determination of Total Metals Result RL PreparedUnits AnalyzedNote  AnalystDF

200.8

ppb0.4 03/26/24  2159<0.4 03/21/24  1239Lead, total RVV 2

3HC0073-49

Client Sample ID:

Lab Sample ID: Collection Date:

Collected By: Bradley Young

OC_1]Results - 3HC0073-49[TOC]

03/13/2024   0:26

10701-50-FD

Sample Matrix: Drink Wtr

Analyses Performed by: Microbac Laboratories, Inc., Newton

Determination of Total Metals Result RL PreparedUnits AnalyzedNote  AnalystDF

200.8

ppb0.4 03/26/24  2202<0.4 03/21/24  1239Lead, total RVV 2

8857 Long Street | Lenexa, KS 66215 | 913-321-7856 p | www.microbac.com

Microbac Laboratories, Inc., Lenexa
Page 10 of 39



3HC0073

CERTIFICATE OF ANALYSIS

Microbac Laboratories, Inc., Lenexa

3HC0073-50

Client Sample ID:

Lab Sample ID: Collection Date:

Collected By: Bradley Young

OC_1]Results - 3HC0073-50[TOC]

03/13/2024   0:26

10701-51-FD

Sample Matrix: Drink Wtr

Analyses Performed by: Microbac Laboratories, Inc., Newton

Determination of Total Metals Result RL PreparedUnits AnalyzedNote  AnalystDF

200.8

ppb0.4 03/26/24  2212<0.4 03/21/24  1239Lead, total RVV 2

3HC0073-51

Client Sample ID:

Lab Sample ID: Collection Date:

Collected By: Bradley Young

OC_1]Results - 3HC0073-51[TOC]

03/13/2024   0:27

10701-52-FD

Sample Matrix: Drink Wtr

Analyses Performed by: Microbac Laboratories, Inc., Newton

Determination of Total Metals Result RL PreparedUnits AnalyzedNote  AnalystDF

200.8

ppb0.4 03/26/24  2215<0.4 03/21/24  1239Lead, total RVV 2

3HC0073-52

Client Sample ID:

Lab Sample ID: Collection Date:

Collected By: Bradley Young

OC_1]Results - 3HC0073-52[TOC]

03/13/2024   0:27

10701-53-FD

Sample Matrix: Drink Wtr

Analyses Performed by: Microbac Laboratories, Inc., Newton

Determination of Total Metals Result RL PreparedUnits AnalyzedNote  AnalystDF

200.8

ppb0.4 03/26/24  2219<0.4 03/21/24  1239Lead, total RVV 2

3HC0073-53

Client Sample ID:

Lab Sample ID: Collection Date:

Collected By: Bradley Young

OC_1]Results - 3HC0073-53[TOC]

03/13/2024   0:27

10701-54-FD

Sample Matrix: Drink Wtr

Analyses Performed by: Microbac Laboratories, Inc., Newton

Determination of Total Metals Result RL PreparedUnits AnalyzedNote  AnalystDF

200.8

ppb0.4 03/26/24  2222<0.4 03/21/24  1239Lead, total RVV 2

3HC0073-54

Client Sample ID:

Lab Sample ID: Collection Date:

Collected By: Bradley Young

OC_1]Results - 3HC0073-54[TOC]

03/13/2024   0:27

10701-55-FD

Sample Matrix: Drink Wtr

Analyses Performed by: Microbac Laboratories, Inc., Newton

Determination of Total Metals Result RL PreparedUnits AnalyzedNote  AnalystDF

200.8

ppb0.4 03/26/24  22251.5 03/21/24  1239Lead, total RVV 2

8857 Long Street | Lenexa, KS 66215 | 913-321-7856 p | www.microbac.com

Microbac Laboratories, Inc., Lenexa
Page 11 of 39



3HC0073

CERTIFICATE OF ANALYSIS

Microbac Laboratories, Inc., Lenexa

3HC0073-55

Client Sample ID:

Lab Sample ID: Collection Date:

Collected By: Bradley Young

OC_1]Results - 3HC0073-55[TOC]

03/13/2024   0:28

10701-56-FD

Sample Matrix: Drink Wtr

Analyses Performed by: Microbac Laboratories, Inc., Newton

Determination of Total Metals Result RL PreparedUnits AnalyzedNote  AnalystDF

200.8

ppb0.4 03/26/24  2228<0.4 03/21/24  1239Lead, total RVV 2

3HC0073-56

Client Sample ID:

Lab Sample ID: Collection Date:

Collected By: Bradley Young

OC_1]Results - 3HC0073-56[TOC]

03/13/2024   0:28

10701-57-FD

Sample Matrix: Drink Wtr

Analyses Performed by: Microbac Laboratories, Inc., Newton

Determination of Total Metals Result RL PreparedUnits AnalyzedNote  AnalystDF

200.8

ppb0.4 03/26/24  2238<0.4 03/21/24  1239Lead, total RVV 2

3HC0073-57

Client Sample ID:

Lab Sample ID: Collection Date:

Collected By: Bradley Young

OC_1]Results - 3HC0073-57[TOC]

03/13/2024   0:28

10701-58-FD

Sample Matrix: Drink Wtr

Analyses Performed by: Microbac Laboratories, Inc., Newton

Determination of Total Metals Result RL PreparedUnits AnalyzedNote  AnalystDF

200.8

ppb0.4 03/26/24  2254<0.4 03/21/24  1239Lead, total RVV 2

3HC0073-58

Client Sample ID:

Lab Sample ID: Collection Date:

Collected By: Bradley Young

OC_1]Results - 3HC0073-58[TOC]

03/13/2024   0:29

10701-59-FD

Sample Matrix: Drink Wtr

Analyses Performed by: Microbac Laboratories, Inc., Newton

Determination of Total Metals Result RL PreparedUnits AnalyzedNote  AnalystDF

200.8

ppb0.4 03/26/24  2257<0.4 03/21/24  1239Lead, total RVV 2

3HC0073-59

Client Sample ID:

Lab Sample ID: Collection Date:

Collected By: Bradley Young

OC_1]Results - 3HC0073-59[TOC]

03/13/2024   0:31

10701-60-FD

Sample Matrix: Drink Wtr

Analyses Performed by: Microbac Laboratories, Inc., Newton

Determination of Total Metals Result RL PreparedUnits AnalyzedNote  AnalystDF

200.8

ppb0.4 03/26/24  23000.9 03/21/24  1239Lead, total RVV 2

8857 Long Street | Lenexa, KS 66215 | 913-321-7856 p | www.microbac.com

Microbac Laboratories, Inc., Lenexa
Page 12 of 39



3HC0073

CERTIFICATE OF ANALYSIS

Microbac Laboratories, Inc., Lenexa

3HC0073-60

Client Sample ID:

Lab Sample ID: Collection Date:

Collected By: Bradley Young

OC_1]Results - 3HC0073-60[TOC]

03/13/2024   0:31

10701-61-FD

Sample Matrix: Drink Wtr

Analyses Performed by: Microbac Laboratories, Inc., Newton

Determination of Total Metals Result RL PreparedUnits AnalyzedNote  AnalystDF

200.8

ppb0.4 03/26/24  2304<0.4 03/21/24  1239Lead, total RVV 2

3HC0073-61

Client Sample ID:

Lab Sample ID: Collection Date:

Collected By: Bradley Young

OC_1]Results - 3HC0073-61[TOC]

03/13/2024   0:31

10701-62-FD

Sample Matrix: Drink Wtr

Analyses Performed by: Microbac Laboratories, Inc., Newton

Determination of Total Metals Result RL PreparedUnits AnalyzedNote  AnalystDF

200.8

ppb0.4 03/26/24  2307<0.4 03/21/24  1239Lead, total RVV 2

3HC0073-62

Client Sample ID:

Lab Sample ID: Collection Date:

Collected By: Bradley Young

OC_1]Results - 3HC0073-62[TOC]

03/13/2024   0:31

10701-63-FD

Sample Matrix: Drink Wtr

Analyses Performed by: Microbac Laboratories, Inc., Newton

Determination of Total Metals Result RL PreparedUnits AnalyzedNote  AnalystDF

200.8

ppb0.4 03/26/24  2310<0.4 03/21/24  1239Lead, total RVV 2

3HC0073-63

Client Sample ID:

Lab Sample ID: Collection Date:

Collected By: Bradley Young

OC_1]Results - 3HC0073-63[TOC]

03/13/2024   0:32

10701-64-FD

Sample Matrix: Drink Wtr

Analyses Performed by: Microbac Laboratories, Inc., Newton

Determination of Total Metals Result RL PreparedUnits AnalyzedNote  AnalystDF

200.8

ppb0.4 03/26/24  23130.4 03/21/24  1239Lead, total RVV 2

3HC0073-64

Client Sample ID:

Lab Sample ID: Collection Date:

Collected By: Bradley Young

OC_1]Results - 3HC0073-64[TOC]

03/13/2024   0:32

10701-65-FD

Sample Matrix: Drink Wtr

Analyses Performed by: Microbac Laboratories, Inc., Newton

Determination of Total Metals Result RL PreparedUnits AnalyzedNote  AnalystDF

200.8

ppb0.4 03/26/24  2317<0.4 03/21/24  1239Lead, total RVV 2

8857 Long Street | Lenexa, KS 66215 | 913-321-7856 p | www.microbac.com

Microbac Laboratories, Inc., Lenexa
Page 13 of 39



3HC0073

CERTIFICATE OF ANALYSIS

Microbac Laboratories, Inc., Lenexa

3HC0073-65

Client Sample ID:

Lab Sample ID: Collection Date:

Collected By: Bradley Young

OC_1]Results - 3HC0073-65[TOC]

03/13/2024   0:32

10701-66-FD

Sample Matrix: Drink Wtr

Analyses Performed by: Microbac Laboratories, Inc., Newton

Determination of Total Metals Result RL PreparedUnits AnalyzedNote  AnalystDF

200.8

ppb0.4 03/26/24  2320<0.4 03/21/24  1239Lead, total RVV 2

3HC0073-66

Client Sample ID:

Lab Sample ID: Collection Date:

Collected By: Bradley Young

OC_1]Results - 3HC0073-66[TOC]

03/13/2024   0:32

10701-67-FD

Sample Matrix: Drink Wtr

Analyses Performed by: Microbac Laboratories, Inc., Newton

Determination of Total Metals Result RL PreparedUnits AnalyzedNote  AnalystDF

200.8

ppb0.4 03/26/24  2329<0.4 03/21/24  1239Lead, total RVV 2

3HC0073-67

Client Sample ID:

Lab Sample ID: Collection Date:

Collected By: Bradley Young

OC_1]Results - 3HC0073-67[TOC]

03/13/2024   0:33

10701-68-FD

Sample Matrix: Drink Wtr

Analyses Performed by: Microbac Laboratories, Inc., Newton

Determination of Total Metals Result RL PreparedUnits AnalyzedNote  AnalystDF

200.8

ppb0.4 03/26/24  2333<0.4 03/21/24  1239Lead, total RVV 2

3HC0073-68

Client Sample ID:

Lab Sample ID: Collection Date:

Collected By: Bradley Young

OC_1]Results - 3HC0073-68[TOC]

03/13/2024   0:33

10701-69-FD

Sample Matrix: Drink Wtr

Analyses Performed by: Microbac Laboratories, Inc., Newton

Determination of Total Metals Result RL PreparedUnits AnalyzedNote  AnalystDF

200.8

ppb0.4 03/26/24  2336<0.4 03/21/24  1239Lead, total RVV 2

3HC0073-69

Client Sample ID:

Lab Sample ID: Collection Date:

Collected By: Bradley Young

OC_1]Results - 3HC0073-69[TOC]

03/13/2024   0:33

10701-70-FD

Sample Matrix: Drink Wtr

Analyses Performed by: Microbac Laboratories, Inc., Newton

Determination of Total Metals Result RL PreparedUnits AnalyzedNote  AnalystDF

200.8

ppb0.4 03/26/24  2339<0.4 03/21/24  1239Lead, total RVV 2

8857 Long Street | Lenexa, KS 66215 | 913-321-7856 p | www.microbac.com

Microbac Laboratories, Inc., Lenexa
Page 14 of 39



3HC0073

CERTIFICATE OF ANALYSIS

Microbac Laboratories, Inc., Lenexa

3HC0073-70

Client Sample ID:

Lab Sample ID: Collection Date:

Collected By: Bradley Young

OC_1]Results - 3HC0073-70[TOC]

03/13/2024   0:34

10701-72-FD

Sample Matrix: Drink Wtr

Analyses Performed by: Microbac Laboratories, Inc., Newton

Determination of Total Metals Result RL PreparedUnits AnalyzedNote  AnalystDF

200.8

ppb0.4 03/26/24  23420.4 03/21/24  1239Lead, total RVV 2

3HC0073-71

Client Sample ID:

Lab Sample ID: Collection Date:

Collected By: Bradley Young

OC_1]Results - 3HC0073-71[TOC]

03/13/2024   0:34

10701-73-FD

Sample Matrix: Drink Wtr

Analyses Performed by: Microbac Laboratories, Inc., Newton

Determination of Total Metals Result RL PreparedUnits AnalyzedNote  AnalystDF

200.8

ppb0.4 03/26/24  2346<0.4 03/21/24  1239Lead, total RVV 2

3HC0073-72

Client Sample ID:

Lab Sample ID: Collection Date:

Collected By: Bradley Young

OC_1]Results - 3HC0073-72[TOC]

03/13/2024   0:34

10701-74-FD

Sample Matrix: Drink Wtr

Analyses Performed by: Microbac Laboratories, Inc., Newton

Determination of Total Metals Result RL PreparedUnits AnalyzedNote  AnalystDF

200.8

ppb0.4 03/26/24  23490.8 03/21/24  1239Lead, total RVV 2

3HC0073-73

Client Sample ID:

Lab Sample ID: Collection Date:

Collected By: Bradley Young

OC_1]Results - 3HC0073-73[TOC]

03/13/2024   0:34

10701-75-FD

Sample Matrix: Drink Wtr

Analyses Performed by: Microbac Laboratories, Inc., Newton

Determination of Total Metals Result RL PreparedUnits AnalyzedNote  AnalystDF

200.8

ppb0.4 03/26/24  2352<0.4 03/21/24  1239Lead, total RVV 2

3HC0073-74

Client Sample ID:

Lab Sample ID: Collection Date:

Collected By: Bradley Young

OC_1]Results - 3HC0073-74[TOC]

03/13/2024   0:35

10701-76-FD

Sample Matrix: Drink Wtr

Analyses Performed by: Microbac Laboratories, Inc., Newton

Determination of Total Metals Result RL PreparedUnits AnalyzedNote  AnalystDF

200.8

ppb0.4 03/26/24  2355<0.4 03/21/24  1239Lead, total RVV 2

8857 Long Street | Lenexa, KS 66215 | 913-321-7856 p | www.microbac.com

Microbac Laboratories, Inc., Lenexa
Page 15 of 39



3HC0073

CERTIFICATE OF ANALYSIS

Microbac Laboratories, Inc., Lenexa

3HC0073-75

Client Sample ID:

Lab Sample ID: Collection Date:

Collected By: Bradley Young

OC_1]Results - 3HC0073-75[TOC]

03/13/2024   0:35

10701-77-FD

Sample Matrix: Drink Wtr

Analyses Performed by: Microbac Laboratories, Inc., Newton

Determination of Total Metals Result RL PreparedUnits AnalyzedNote  AnalystDF

200.8

ppb0.4 03/26/24  2358<0.4 03/21/24  1239Lead, total RVV 2

3HC0073-76

Client Sample ID:

Lab Sample ID: Collection Date:

Collected By: Bradley Young

OC_1]Results - 3HC0073-76[TOC]

03/13/2024   0:35

10701-78-FD

Sample Matrix: Drink Wtr

Analyses Performed by: Microbac Laboratories, Inc., Newton

Determination of Total Metals Result RL PreparedUnits AnalyzedNote  AnalystDF

200.8

ppb0.4 03/27/24  0015<0.4 03/21/24  1239Lead, total RVV 2

3HC0073-77

Client Sample ID:

Lab Sample ID: Collection Date:

Collected By: Bradley Young

OC_1]Results - 3HC0073-77[TOC]

03/13/2024   0:37

10701-79-FD

Sample Matrix: Drink Wtr

Analyses Performed by: Microbac Laboratories, Inc., Newton

Determination of Total Metals Result RL PreparedUnits AnalyzedNote  AnalystDF

200.8

ppb0.4 03/27/24  00240.9 03/21/24  1239Lead, total RVV 2

3HC0073-78

Client Sample ID:

Lab Sample ID: Collection Date:

Collected By: Bradley Young

OC_1]Results - 3HC0073-78[TOC]

03/13/2024   0:37

10701-80-FD

Sample Matrix: Drink Wtr

Analyses Performed by: Microbac Laboratories, Inc., Newton

Determination of Total Metals Result RL PreparedUnits AnalyzedNote  AnalystDF

200.8

ppb0.4 03/27/24  0027<0.4 03/21/24  1239Lead, total RVV 2

3HC0073-79

Client Sample ID:

Lab Sample ID: Collection Date:

Collected By: Bradley Young

OC_1]Results - 3HC0073-79[TOC]

03/13/2024   0:37

10701-81-FD

Sample Matrix: Drink Wtr

Analyses Performed by: Microbac Laboratories, Inc., Newton

Determination of Total Metals Result RL PreparedUnits AnalyzedNote  AnalystDF

200.8

ppb0.4 03/27/24  0031<0.4 03/21/24  1239Lead, total RVV 2

8857 Long Street | Lenexa, KS 66215 | 913-321-7856 p | www.microbac.com

Microbac Laboratories, Inc., Lenexa
Page 16 of 39



3HC0073

CERTIFICATE OF ANALYSIS

Microbac Laboratories, Inc., Lenexa

3HC0073-80

Client Sample ID:

Lab Sample ID: Collection Date:

Collected By: Bradley Young

OC_1]Results - 3HC0073-80[TOC]

03/13/2024   0:38

10701-82-FD

Sample Matrix: Drink Wtr

Analyses Performed by: Microbac Laboratories, Inc., Newton

Determination of Total Metals Result RL PreparedUnits AnalyzedNote  AnalystDF

200.8

ppb0.4 03/27/24  0034<0.4 03/21/24  1239Lead, total RVV 2

3HC0073-81

Client Sample ID:

Lab Sample ID: Collection Date:

Collected By: Bradley Young

OC_1]Results - 3HC0073-81[TOC]

03/13/2024   0:38

10701-83-FD

Sample Matrix: Drink Wtr

Analyses Performed by: Microbac Laboratories, Inc., Newton

Determination of Total Metals Result RL PreparedUnits AnalyzedNote  AnalystDF

200.8

ppb0.4 03/27/24  0037<0.4 03/21/24  1239Lead, total RVV 2

3HC0073-82

Client Sample ID:

Lab Sample ID: Collection Date:

Collected By: Bradley Young

OC_1]Results - 3HC0073-82[TOC]

03/13/2024   0:38

10701-84-FD

Sample Matrix: Drink Wtr

Analyses Performed by: Microbac Laboratories, Inc., Newton

Determination of Total Metals Result RL PreparedUnits AnalyzedNote  AnalystDF

200.8

ppb0.4 03/27/24  0047<0.4 03/21/24  1239Lead, total RVV 2

3HC0073-83

Client Sample ID:

Lab Sample ID: Collection Date:

Collected By: Bradley Young

OC_1]Results - 3HC0073-83[TOC]

03/13/2024   0:39

10701-85-FD

Sample Matrix: Drink Wtr

Analyses Performed by: Microbac Laboratories, Inc., Newton

Determination of Total Metals Result RL PreparedUnits AnalyzedNote  AnalystDF

200.8

ppb0.4 03/27/24  0050<0.4 03/21/24  1239Lead, total RVV 2

3HC0073-84

Client Sample ID:

Lab Sample ID: Collection Date:

Collected By: Bradley Young

OC_1]Results - 3HC0073-84[TOC]

03/13/2024   0:39

10701-86-FD

Sample Matrix: Drink Wtr

Analyses Performed by: Microbac Laboratories, Inc., Newton

Determination of Total Metals Result RL PreparedUnits AnalyzedNote  AnalystDF

200.8

ppb0.4 03/27/24  0053<0.4 03/21/24  1239Lead, total RVV 2

8857 Long Street | Lenexa, KS 66215 | 913-321-7856 p | www.microbac.com

Microbac Laboratories, Inc., Lenexa
Page 17 of 39



3HC0073

CERTIFICATE OF ANALYSIS

Microbac Laboratories, Inc., Lenexa

3HC0073-85

Client Sample ID:

Lab Sample ID: Collection Date:

Collected By: Bradley Young

OC_1]Results - 3HC0073-85[TOC]

03/13/2024   0:39

10701-87-FD

Sample Matrix: Drink Wtr

Analyses Performed by: Microbac Laboratories, Inc., Newton

Determination of Total Metals Result RL PreparedUnits AnalyzedNote  AnalystDF

200.8

ppb0.4 03/27/24  00570.4 03/21/24  1239Lead, total RVV 2

3HC0073-86

Client Sample ID:

Lab Sample ID: Collection Date:

Collected By: Bradley Young

OC_1]Results - 3HC0073-86[TOC]

03/13/2024   0:39

10701-88-FD

Sample Matrix: Drink Wtr

Analyses Performed by: Microbac Laboratories, Inc., Newton

Determination of Total Metals Result RL PreparedUnits AnalyzedNote  AnalystDF

200.8

ppb0.4 03/27/24  0100<0.4 03/21/24  1239Lead, total RVV 2

3HC0073-87

Client Sample ID:

Lab Sample ID: Collection Date:

Collected By: Bradley Young

OC_1]Results - 3HC0073-87[TOC]

03/13/2024   0:41

10701-89-FD

Sample Matrix: Drink Wtr

Analyses Performed by: Microbac Laboratories, Inc., Newton

Determination of Total Metals Result RL PreparedUnits AnalyzedNote  AnalystDF

200.8

ppb0.4 03/27/24  01031.0 03/21/24  1239Lead, total RVV 2

3HC0073-88

Client Sample ID:

Lab Sample ID: Collection Date:

Collected By: Bradley Young

OC_1]Results - 3HC0073-88[TOC]

03/13/2024   0:41

10701-90-FD

Sample Matrix: Drink Wtr

Analyses Performed by: Microbac Laboratories, Inc., Newton

Determination of Total Metals Result RL PreparedUnits AnalyzedNote  AnalystDF

200.8

ppb0.4 03/27/24  0106<0.4 03/21/24  1239Lead, total RVV 2

3HC0073-89

Client Sample ID:

Lab Sample ID: Collection Date:

Collected By: Bradley Young

OC_1]Results - 3HC0073-89[TOC]

03/13/2024   0:41

10701-91-FD

Sample Matrix: Drink Wtr

Analyses Performed by: Microbac Laboratories, Inc., Newton

Determination of Total Metals Result RL PreparedUnits AnalyzedNote  AnalystDF

200.8

ppb0.4 03/27/24  010910.9 03/21/24  1239Lead, total RVV 2

8857 Long Street | Lenexa, KS 66215 | 913-321-7856 p | www.microbac.com

Microbac Laboratories, Inc., Lenexa
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3HC0073

CERTIFICATE OF ANALYSIS

Microbac Laboratories, Inc., Lenexa

3HC0073-90

Client Sample ID:

Lab Sample ID: Collection Date:

Collected By: Bradley Young

OC_1]Results - 3HC0073-90[TOC]

03/13/2024   0:41

10701-92-FD

Sample Matrix: Drink Wtr

Analyses Performed by: Microbac Laboratories, Inc., Newton

Determination of Total Metals Result RL PreparedUnits AnalyzedNote  AnalystDF

200.8

ppb0.4 03/27/24  01132.0 03/21/24  1239Lead, total RVV 2

3HC0073-91

Client Sample ID:

Lab Sample ID: Collection Date:

Collected By: Bradley Young

OC_1]Results - 3HC0073-91[TOC]

03/13/2024   0:42

10701-93-FD

Sample Matrix: Drink Wtr

Analyses Performed by: Microbac Laboratories, Inc., Newton

Determination of Total Metals Result RL PreparedUnits AnalyzedNote  AnalystDF

200.8

ppb0.4 03/27/24  011610.8 03/21/24  1239Lead, total RVV 2

3HC0073-92

Client Sample ID:

Lab Sample ID: Collection Date:

Collected By: Bradley Young

OC_1]Results - 3HC0073-92[TOC]

03/13/2024   0:42

10701-94-FD

Sample Matrix: Drink Wtr

Analyses Performed by: Microbac Laboratories, Inc., Newton

Determination of Total Metals Result RL PreparedUnits AnalyzedNote  AnalystDF

200.8

ppb0.4 03/27/24  0126<0.4 03/21/24  1239Lead, total RVV 2

3HC0073-93

Client Sample ID:

Lab Sample ID: Collection Date:

Collected By: Bradley Young

OC_1]Results - 3HC0073-93[TOC]

03/13/2024   0:43

10701-95-FD

Sample Matrix: Drink Wtr

Analyses Performed by: Microbac Laboratories, Inc., Newton

Determination of Total Metals Result RL PreparedUnits AnalyzedNote  AnalystDF

200.8

ppb0.4 03/27/24  01292.8 03/21/24  1239Lead, total RVV 2

3HC0073-94

Client Sample ID:

Lab Sample ID: Collection Date:

Collected By: Bradley Young

OC_1]Results - 3HC0073-94[TOC]

03/13/2024   0:43

10701-96-FD

Sample Matrix: Drink Wtr

Analyses Performed by: Microbac Laboratories, Inc., Newton

Determination of Total Metals Result RL PreparedUnits AnalyzedNote  AnalystDF

200.8

ppb0.4 03/27/24  01320.4 03/21/24  1239Lead, total RVV 2

8857 Long Street | Lenexa, KS 66215 | 913-321-7856 p | www.microbac.com

Microbac Laboratories, Inc., Lenexa
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3HC0073

CERTIFICATE OF ANALYSIS

Microbac Laboratories, Inc., Lenexa

3HC0073-95

Client Sample ID:

Lab Sample ID: Collection Date:

Collected By: Bradley Young

OC_1]Results - 3HC0073-95[TOC]

03/13/2024   0:43

10701-97-FD

Sample Matrix: Drink Wtr

Analyses Performed by: Microbac Laboratories, Inc., Newton

Determination of Total Metals Result RL PreparedUnits AnalyzedNote  AnalystDF

200.8

ppb0.4 03/27/24  01351.2 03/21/24  1239Lead, total RVV 2

3HC0073-96

Client Sample ID:

Lab Sample ID: Collection Date:

Collected By: Bradley Young

OC_1]Results - 3HC0073-96[TOC]

03/13/2024   0:43

10701-98-FD

Sample Matrix: Drink Wtr

Analyses Performed by: Microbac Laboratories, Inc., Newton

Determination of Total Metals Result RL PreparedUnits AnalyzedNote  AnalystDF

200.8

ppb0.4 03/27/24  0145<0.4 03/21/24  1239Lead, total RVV 2

3HC0073-97

Client Sample ID:

Lab Sample ID: Collection Date:

Collected By: Bradley Young

OC_1]Results - 3HC0073-97[TOC]

03/13/2024   0:44

10701-99-FD

Sample Matrix: Drink Wtr

Analyses Performed by: Microbac Laboratories, Inc., Newton

Determination of Total Metals Result RL PreparedUnits AnalyzedNote  AnalystDF

200.8

ppb0.4 03/27/24  01552.6 03/21/24  1239Lead, total RVV 2

3HC0073-98

Client Sample ID:

Lab Sample ID: Collection Date:

Collected By: Bradley Young

OC_1]Results - 3HC0073-98[TOC]

03/13/2024   0:44

10701-100-FD

Sample Matrix: Drink Wtr

Analyses Performed by: Microbac Laboratories, Inc., Newton

Determination of Total Metals Result RL PreparedUnits AnalyzedNote  AnalystDF

200.8

ppb0.4 03/27/24  0204<0.4 03/21/24  1239Lead, total RVV 2

3HC0073-99

Client Sample ID:

Lab Sample ID: Collection Date:

Collected By: Bradley Young

OC_1]Results - 3HC0073-99[TOC]

03/13/2024   0:44

10701-101-FD

Sample Matrix: Drink Wtr

Analyses Performed by: Microbac Laboratories, Inc., Newton

Determination of Total Metals Result RL PreparedUnits AnalyzedNote  AnalystDF

200.8

ppb0.4 03/27/24  02083.6 03/21/24  1239Lead, total RVV 2

8857 Long Street | Lenexa, KS 66215 | 913-321-7856 p | www.microbac.com

Microbac Laboratories, Inc., Lenexa
Page 20 of 39



3HC0073

CERTIFICATE OF ANALYSIS

Microbac Laboratories, Inc., Lenexa

3HC0073-AA

Client Sample ID:

Lab Sample ID: Collection Date:

Collected By: Bradley Young

OC_1]Results - 3HC0073-AA[TOC]

03/13/2024   0:44

10701-102-FD

Sample Matrix: Drink Wtr

Analyses Performed by: Microbac Laboratories, Inc., Newton

Determination of Total Metals Result RL PreparedUnits AnalyzedNote  AnalystDF

200.8

ppb0.4 03/27/24  02111.2 03/21/24  1239Lead, total RVV 2

3HC0073-AB

Client Sample ID:

Lab Sample ID: Collection Date:

Collected By: Bradley Young

OC_1]Results - 3HC0073-AB[TOC]

03/13/2024   0:45

10701-103-FD

Sample Matrix: Drink Wtr

Analyses Performed by: Microbac Laboratories, Inc., Newton

Determination of Total Metals Result RL PreparedUnits AnalyzedNote  AnalystDF

200.8

ppb0.4 03/27/24  02142.2 03/21/24  1239Lead, total RVV 2

3HC0073-AC

Client Sample ID:

Lab Sample ID: Collection Date:

Collected By: Bradley Young

OC_1]Results - 3HC0073-AC[TOC]

03/13/2024   0:45

10701-104-FD

Sample Matrix: Drink Wtr

Analyses Performed by: Microbac Laboratories, Inc., Newton

Determination of Total Metals Result RL PreparedUnits AnalyzedNote  AnalystDF

200.8

ppb0.4 03/27/24  0217<0.4 03/21/24  1239Lead, total RVV 2

3HC0073-AD

Client Sample ID:

Lab Sample ID: Collection Date:

Collected By: Bradley Young

OC_1]Results - 3HC0073-AD[TOC]

03/13/2024   0:46

10701-105-FD

Sample Matrix: Drink Wtr

Analyses Performed by: Microbac Laboratories, Inc., Newton

Determination of Total Metals Result RL PreparedUnits AnalyzedNote  AnalystDF

200.8

ppb0.4 03/27/24  0221<0.4 03/21/24  1239Lead, total RVV 2

3HC0073-AE

Client Sample ID:

Lab Sample ID: Collection Date:

Collected By: Bradley Young

OC_1]Results - 3HC0073-AE[TOC]

03/13/2024   0:46

10701-106-FD

Sample Matrix: Drink Wtr

Analyses Performed by: Microbac Laboratories, Inc., Newton

Determination of Total Metals Result RL PreparedUnits AnalyzedNote  AnalystDF

200.8

ppb0.4 03/27/24  0224<0.4 03/21/24  1239Lead, total RVV 2

8857 Long Street | Lenexa, KS 66215 | 913-321-7856 p | www.microbac.com

Microbac Laboratories, Inc., Lenexa
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3HC0073

CERTIFICATE OF ANALYSIS

Microbac Laboratories, Inc., Lenexa

3HC0073-AF

Client Sample ID:

Lab Sample ID: Collection Date:

Collected By: Bradley Young

OC_1]Results - 3HC0073-AF[TOC]

03/13/2024   0:46

10701-107-FD

Sample Matrix: Drink Wtr

Analyses Performed by: Microbac Laboratories, Inc., Newton

Determination of Total Metals Result RL PreparedUnits AnalyzedNote  AnalystDF

200.8

ppb0.4 03/27/24  02270.4 03/21/24  1239Lead, total RVV 2

3HC0073-AG

Client Sample ID:

Lab Sample ID: Collection Date:

Collected By: Bradley Young

OC_1]Results - 3HC0073-AG[TOC]

03/13/2024   0:47

10701-108-FD

Sample Matrix: Drink Wtr

Analyses Performed by: Microbac Laboratories, Inc., Newton

Determination of Total Metals Result RL PreparedUnits AnalyzedNote  AnalystDF

200.8

ppb0.4 03/27/24  0230<0.4 03/21/24  1239Lead, total RVV 2

3HC0073-AH

Client Sample ID:

Lab Sample ID: Collection Date:

Collected By: Bradley Young

OC_1]Results - 3HC0073-AH[TOC]

03/13/2024   0:50

10701-109-FD

Sample Matrix: Drink Wtr

Analyses Performed by: Microbac Laboratories, Inc., Newton

Determination of Total Metals Result RL PreparedUnits AnalyzedNote  AnalystDF

200.8

ppb0.4 03/27/24  0234<0.4 03/21/24  1239Lead, total RVV 2

3HC0073-AI

Client Sample ID:

Lab Sample ID: Collection Date:

Collected By: Bradley Young

OC_1]Results - 3HC0073-AI[TOC]

03/13/2024   0:50

10701-110-FD

Sample Matrix: Drink Wtr

Analyses Performed by: Microbac Laboratories, Inc., Newton

Determination of Total Metals Result RL PreparedUnits AnalyzedNote  AnalystDF

200.8

ppb0.4 03/27/24  0243<0.4 03/21/24  1239Lead, total RVV 2

3HC0073-AJ

Client Sample ID:

Lab Sample ID: Collection Date:

Collected By: Bradley Young

OC_1]Results - 3HC0073-AJ[TOC]

03/13/2024   0:50

10701-111-FD

Sample Matrix: Drink Wtr

Analyses Performed by: Microbac Laboratories, Inc., Newton

Determination of Total Metals Result RL PreparedUnits AnalyzedNote  AnalystDF

200.8

ppb0.4 03/27/24  0246<0.4 03/21/24  1239Lead, total RVV 2

8857 Long Street | Lenexa, KS 66215 | 913-321-7856 p | www.microbac.com

Microbac Laboratories, Inc., Lenexa
Page 22 of 39



3HC0073

CERTIFICATE OF ANALYSIS

Microbac Laboratories, Inc., Lenexa

3HC0073-AK

Client Sample ID:

Lab Sample ID: Collection Date:

Collected By: Bradley Young

OC_1]Results - 3HC0073-AK[TOC]

03/13/2024   0:52

10701-112-FD

Sample Matrix: Drink Wtr

Analyses Performed by: Microbac Laboratories, Inc., Newton

Determination of Total Metals Result RL PreparedUnits AnalyzedNote  AnalystDF

200.8

ppb0.4 03/27/24  02501.3 03/21/24  1239Lead, total RVV 2

3HC0073-AL

Client Sample ID:

Lab Sample ID: Collection Date:

Collected By: Bradley Young

OC_1]Results - 3HC0073-AL[TOC]

03/13/2024   0:52

10701-113-FD

Sample Matrix: Drink Wtr

Analyses Performed by: Microbac Laboratories, Inc., Newton

Determination of Total Metals Result RL PreparedUnits AnalyzedNote  AnalystDF

200.8

ppb0.4 03/27/24  02532.4 03/21/24  1239Lead, total RVV 2

Definitions [TOC_1]Notes and Definitions[TOC]

RL: Reporting Limit

Report Comments

03/27/24 14:16

Reviewed and Approved By:

The data and information on this, and other accompanying documents, represents only the 

sample(s) analyzed.  This report is incomplete unless all pages indicated in the footnote are 

present and an authorized signature is included. The services were provided under and 

subject to Microbac's standard terms and conditions which can be located and 

reviewed at <https://www.microbac.com/standard-terms-conditions>.

Victoria Bruck

Field Technician II

8857 Long Street | Lenexa, KS 66215 | 913-321-7856 p | www.microbac.com

Microbac Laboratories, Inc., Lenexa
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Kansas City, MO 64188

Project / PO Number: Kellybrook Elementary School

Received: 

AXIOM Service Professionals

PO Box 47166

Jeff Hurst

Reported: 

Project Name: Kellybrook Elementary School

3HE0040

05/02/2024

05/10/2024

CERTIFICATE OF ANALYSIS

Microbac Laboratories, Inc., Lenexa

Work Order Special Information

  Young, Bradly

  Kellybrook Elementary School

  

Analytical Testing Parameters

3HE0040-01

Client Sample ID:

Lab Sample ID: Collection Date:

Collected By: Client

OC_1]Results - 3HE0040-01[TOC]

05/01/2024  23:29

10701-41-FD

Sample Matrix: Drinking Water

Analyses Performed by: Microbac Laboratories, Inc., Newton

Determination of Total Metals Result RL PreparedUnits AnalyzedNote  AnalystDF

200.8

ppb0.4 05/09/24  0743<0.4 05/07/24  1516Lead, total RVV 2

3HE0040-02

Client Sample ID:

Lab Sample ID: Collection Date:

Collected By: Client

OC_1]Results - 3HE0040-02[TOC]

05/01/2024  23:31

10701-71-FD

Sample Matrix: Drinking Water

Analyses Performed by: Microbac Laboratories, Inc., Newton

Determination of Total Metals Result RL PreparedUnits AnalyzedNote  AnalystDF

200.8

ppb0.4 05/09/24  0749<0.4 05/07/24  1516Lead, total RVV 2

[TOC_1]Analytical Sample Results[TOC]

Definitions [TOC_1]Notes and Definitions[TOC]

RL: Reporting Limit

Report Comments

05/10/24 13:22

The data and information on this, and other accompanying documents, represents only the 

sample(s) analyzed.  This report is incomplete unless all pages indicated in the footnote are 

present and an authorized signature is included. The services were provided under and 

subject to Microbac's standard terms and conditions which can be located and 

reviewed at <https://www.microbac.com/standard-terms-conditions>.
carolyn.jackson@microbac.com

Carolyn Jackson

Project Manager

Reviewed and Approved By:

8857 Long Street | Lenexa, KS 66215 | 913-321-7856 p | www.microbac.com

Microbac Laboratories, Inc., Lenexa
Page 1 of 2



Page 2 of 2



Appendix D
Photo Log























































3/13/2024 - 10701-107 - Kellybrook Elementary -
001502-Across from 302 (Girls)

3/13/2024 - 10701-108 - Kellybrook Elementary -
001503-Across from 302

3/13/2024 - 10701-109 - Kellybrook Elementary -
001496-Library

3/13/2024 - 10701-110 - Kellybrook Elementary -
001497-Library Restroom



3/13/2024 - 10701-111 - Kellybrook Elementary -
001498-AV Storage

3/13/2024 - 10701-112 - Kellybrook Elementary -
001710F-Room 19

3/13/2024 - 10701-113 - Kellybrook Elementary -
001711B-Room 19

5/1/2024 - 10701-41 - Kellybrook - 001320B-
Room 104



5/1/2024 - 10701-71 - Kellybrook - 001457B-
Room 205



Appendix E
Source Identification Diagram

ASP was provided sample locations by
Liberty School District
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