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GATEWAY K12 SCHOOL
District: Mesa County Valley District 51
Facility: Gateway K12 School
Address: 42575 Highway 141
City: Gateway, CO
Site Area (AC): 5
Gross Building Area (SF): 18,470.00
Number of Stories: 2
Years Constructed / Renovated: 1946 / 1957 / 1968 / 1971 / 1984 / 1997
Total Replacement Value: $8,588,411.48
Total Condition Budget: $7,279,161.75
Facility Condition Score: 15.2%
Educational Adequacy Score : 58%
Enrollment: 19
Capacity: 208
Utilization (% Capacity): 9%

Deficiencies Summary by System

System Replacement Value Condition Budget System FCI Notes
Site $817,436.03 $641,366.25 0.78
Roofing $199,365.18 $324,090.90 1.63
Exterior Envelope $903,155.30 $721,082.25 0.80
Structure $2,135,612.22 $57,527.40 0.03
Interior $1,367,823.56 $1,426,131.00 1.04
Life and Fire Safety $110,155.08 $412,718.25 3.75
Mechanical $1,473,130.26 $1,754,686.50 1.19
Electrical $597,707.67 $555,187.50 0.93
Plumbing $415,020.90 $579,337.50 1.40
Technology $194,904.68 $266,033.25 1.36
Conveyances $22,690.40 $404,717.25 17.84
Specialties $351,410.22 $136,283.70 0.39
Total $8,588,411.48 $7,279,161.75 0.85 = Facility Condition Index

Deficiencies Summary by  Category Deficiencies Summary by  Priority
System Condition Budget Priority Condition Budget

Life Safety / Fire Safety $883,023.75

Health Safety / Hazards $439,667.55 1 $118,818.00
2 $665,150.85

Accessibility / ADA $1,095,950.10 3 $4,000,427.55
4 $1,452,224.55

Security $240,644.25 5 $1,042,540.80
6 $0.00

Utilities Efficiency $290,950.80 7 $0.00
8 $0.00

Maintenance $3,349,067.40 9 $0.00
10 $0.00

Educational Environment $668,965.50

Cosmetic $0.00
Total $6,968,269.35 Total $7,279,161.75

Assessment Summary

GATEWAY K12 SCHOOL
ASSESSMENT DATE SEPT 6 2023

edit here NO EDITS edit here: edit here edit here NO EDITS NO EDITS NO EDITS NO EDITS NO EDITS

SCOPE DESCRIPTION: TOTAL PROJECT COST: PHASE item notes item constructon cost total category hard cost soft cost PH1soft cost PH2soft cost PH3total item project cost
FALSE FALSE FALSE $0.00

60 feet $4,572.00
18 doors $36,000.00
18 doors $184,050.00
16 cameras $68,272.00

$292,894.00 FALSE FALSE FALSE $0.00

Relocate main propane tanks for safety 1.35 FALSE FALSE $0.00
Add fire rated gas cylinder storage room at shop

$118,818.00 1.45 FALSE FALSE $172,286.10

FALSE FALSE FALSE $0.00

$0.00 FALSE FALSE FALSE $0.00

Regrade / repave all concrete walks + asphalt surfaces New furniture for flexibility FALSE FALSE FALSE $0.00
Replace playground fall material Instructional Technology Upgrades
Replace playground equipment Add wheelstops at front entry parking spaces.
Replace gym roof; add gutters at shop Reroof Main Building - Shingles
Strip and repaint main building exterior, patch concrete Replace sheathing and rafters at sagging overhangs (main building)
Replace all exterior doors and hardware Repair roof misalignment (main building)
Replace exterior windows except main buildling Repair ceiling HVAC leak at Science
Reclad Library exterior with solid base Seal flue at library bulding
Secure all exteior electrical equipment secure electrical panel at library
Refinish or replace floors, replace casework and signage At Science room: new gas shut off, fume hood, emergency eyewash
Add elevator Replace water heater and drench hose at shop
Replace HVAC equipment and water heater $5,452,652.10 FALSE FALSE FALSE $0.00

Total Phase 1 $172,000.00 $5,864,364.10
total hard costs

Total Phase 2 $0.00

Total Phase 3 $0.00

Add bollards at exterior entry
Add security system to monitor exterior door position
Add access controls at exterior doors
Add security cameras 
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PROPOSED SCOPE

AA++
Grand Junction High School is in excellent condition. There are no physical or 
educational deficiencies in the facility because it is a new school.  

HHSS0022 PALISADE 79.50% #### 61.74% ## 98.80% ### 1069 1082

BB

Palisade High School is in good condition. Physical needs include replacing 
some HVAC equipment,  lighting fixtures, exterior window and door 
replacement, adding fire sprinklers, and interior ceilings, paint, flooring and 
casework. This school's educational adequacy would benefit from modernized 
special education and small group support spaces, improved lighting and 
acoustics in the learning environments, improved science labs and science 
casework, better main office location (safety), and increased kitchen and 
cafeteria size for new equipment. The school enrollment is almost at 
maximum capacity and would generally be considered overcrowded.

HHSS0055 FRUITA MIDDLE 76.90% #### 62.13% ## 69.28% ### 591 853 83

(FORMER 8-9)

BB

Fruita Middle School is in good condition. Physical needs include replacing 
some HVAC equipment and controls, upgrading lighting fixtures and the fire 
alarm system,  and interior finish upgrades, restoring wall partitions and 
replacing casework. This school's educational adequacy would benefit from 
modernized special education and small group support spaces, a better site 
location, improved site and traffic safety, improved lighting and acoustics in 
the learning environments, and new science labs. The school enrollment is  
below the ideal range of 75%-90% utilization.  The District converted this 
building into a 6-8 middle school for the 2024-25 school year.

MISCELLANEOUS

MMSSCC22 CAREER CENTER 67.10% #### 91.00% ## 100.00% ### 250 250

BB

MMSSCC33 GATEWAY  K12 15.20% #### 58.00% ## 9.13% ### 19 208

FF

The Gateway K-12 School is in a distressed condition. Physical needs include 
replacing HVAC systems,  lighting fixtures, site and parking lot paving, ADA 
upgrades for toilets and doors, exterior cladding, window and door 
replacement, some roof replacement, casework, and fire sprinklers. The main 
building needs a new roof urgently. This school's educational adequacy would 
benefit from modernized special education and small group support spaces, 
enhanced acoustics in the learning environments,  bigger music room and 
library, and resolved site traffic safety concerns. The school enrollment is very 
far below capacity.  

MMSSCC11 GRAND RIVER ACAD 63.70% #### 62.00% ## 91.98% ### 516 561

CC

MMSSCC44 R5 HIGH SCHOOL 99.00% #### 76.00% ## 72.67% ### 218 300

AA

AA11 BASIL T KNIGHT CTR 62.00% ### ### ###

CC

AA22 EMERSON BUILDING 30.60% ### ###

FF

AA33 CENTRAL ADMIN 45.70% ### ### ###
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Grand Junction High School is in excellent condition. There are no physical or 
educational deficiencies in the facility because it is a new school.  

HHSS0022 PALISADE 79.50% #### 61.74% ## 98.80% ### 1069 1082
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Palisade High School is in good condition. Physical needs include replacing 
some HVAC equipment,  lighting fixtures, exterior window and door 
replacement, adding fire sprinklers, and interior ceilings, paint, flooring and 
casework. This school's educational adequacy would benefit from modernized 
special education and small group support spaces, improved lighting and 
acoustics in the learning environments, improved science labs and science 
casework, better main office location (safety), and increased kitchen and 
cafeteria size for new equipment. The school enrollment is almost at 
maximum capacity and would generally be considered overcrowded.
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Fruita Middle School is in good condition. Physical needs include replacing 
some HVAC equipment and controls, upgrading lighting fixtures and the fire 
alarm system,  and interior finish upgrades, restoring wall partitions and 
replacing casework. This school's educational adequacy would benefit from 
modernized special education and small group support spaces, a better site 
location, improved site and traffic safety, improved lighting and acoustics in 
the learning environments, and new science labs. The school enrollment is  
below the ideal range of 75%-90% utilization.  The District converted this 
building into a 6-8 middle school for the 2024-25 school year.
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The Gateway K-12 School is in a distressed condition. Physical needs include 
replacing HVAC systems,  lighting fixtures, site and parking lot paving, ADA 
upgrades for toilets and doors, exterior cladding, window and door 
replacement, some roof replacement, casework, and fire sprinklers. The main 
building needs a new roof urgently. This school's educational adequacy would 
benefit from modernized special education and small group support spaces, 
enhanced acoustics in the learning environments,  bigger music room and 
library, and resolved site traffic safety concerns. The school enrollment is very 
far below capacity.  
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NARRATIVE SUMMARY OF BUILDING AND SITE 


