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LINCOLN ORCHARD MESA ELEMENTARY SCHOOL
District: Mesa County Valley District 51
Facility: Lincoln Orchard Mesa Elementary School
Address: 2888 B 1/2 Road
City: Grand Junction, CO
Site Area (AC): 4.8
Gross Building Area (SF): 44,081.00
Number of Stories: 1
Years Constructed / Renovated: 1957 / 1964 / 1991
Total Replacement Value: $20,497,334.39
Total Condition Budget: $7,713,068.59
Facility Condition Score: 62.4%
Educational Adequacy Score : 58%
Enrollment: 316
Capacity: 397
Utilization (% Capacity): 80%

Deficiencies Summary by System

System Replacement Value Condition Budget System FCI Notes
Site $1,950,914.86 $777,815.85 0.40
Roofing $475,810.31 $16,335.90 0.03
Exterior Envelope $2,155,494.78 $220,027.50 0.10
Structure $5,096,909.71 $191,025.45 0.04
Interior $3,264,484.58 $1,608,950.70 0.49
Life and Fire Safety $262,899.08 $1,217,759.67 4.63
Mechanical $3,515,812.40 $1,716,750.00 0.49
Electrical $1,426,505.24 $1,654,450.88 1.16
Plumbing $990,500.07 $292,950.00 0.30
Technology $465,164.75 $0.00 0.00
Conveyances $54,153.51 $0.00 0.00
Specialties $838,685.11 $17,002.65 0.02
Total $20,497,334.39 $7,713,068.59 0.38 = Facility Condition Index

Deficiencies Summary by  Category Deficiencies Summary by  Priority
System Condition Budget Priority Condition Budget

Life Safety / Fire Safety $1,575,525.64

Health Safety / Hazards $503,614.65 1 $1,671,350.22
2 $464,574.60

Accessibility / ADA $348,821.55 3 $5,150,903.63
4 $426,240.15

Security $0.00 5 $0.00
6 $0.00

Utilities Efficiency $1,504,046.25 7 $0.00
8 $0.00

Maintenance $3,781,060.50 9 $0.00
10 $0.00

Educational Environment $0.00

Cosmetic $0.00
Total $7,713,068.59 Total $7,713,068.59

Assessment Summary

BUILDING GROUP CONDITION ADEQUACY UTILIZATION 2023-2024 PERMANENT TEMP AT A GLANCE
ENROLLMENT CAPACITY CAPACITY

ELEMENTARY SCHOOLS (PROJECTED) (MODULARS)

EESS0066 APPLETON 50.70% #### 70.01% ## 90.85% ### 447 492 0

DD

Appleton Elementary School is in poor condition.  The most significant 
physical needs are related to ADA accessibility upgrades, plus site and 
foundation drainage improvements. The building will soon need a new roof, 
windows, boilers, pumps and rooftop mechanical units. Upgrades are 
recommended for light fixtures and fire alarm system. This school's 
educational adequacy would benefit from modernized special education and 
small group support spaces, and improved storage and acoustical conditions 
in the learning environments.  The school enrollment is above the ideal range 
of 75%-90% utilization.

EESS0044 BROADWAY 54.30% #### 67.10% ## 82.34% ### 289 351 26

DD

Broadway Elementary School is in poor condition. The most significant 
physical needs are related to replacing HVAC rooftop units, replacing 
plumbing fixtures, site and parking lot paving and extensive ACM abatement 
needs. This school's educational adequacy would benefit from modernized 
special education and small group support spaces, and improved storage and 
acoustical and lighting conditions in the learning environments.  The school 
enrollment is within the ideal range of 75%-90% utilization.

EESS1199 CHATFIELD 40.70% #### 70.14% ## 88.36% ### 372 421 52

DD

Chatfield Elementary school is in poor condition. The most significant physical 
needs are related to replacing HVAC rooftop units, boilers and controls, 
adding a fire sprinkler system, site and parking lot paving. This school's 
educational adequacy would benefit from modernized special education and 
small group support spaces, and improved acoustical and lighting conditions 
in the learning environments.  The school enrollment is within the ideal range 
of  75%-90% utilization.  

EESS0022 CHIPETA 86.50% #### 83.00% ## 81.76% ### 363 444 0

AA

Chipeta Elementary School is in good condition  Many aspects of the physical 
building and systems are like new and up to code.  The most significant 
physical needs are related to an upcoming, but not urgent, need to replace 
HVAC rooftop units, light fixtures and technology.  This school's educational 
adequacy meets or exceeds most needs for teaching and learning. The 
adequacy would benefit from modernized special education and small group 
support spaces, and improved lighting controls in the learning environments.  
The school enrollment is within the ideal the ideal range of 75%-90% 
utilization.

EESS1155 CLIFTON 40.60% #### 71.11% ## 76.22% ### 375 492 32

DD

Clifton Elementary School is in poor condition. The most significant physical 
needs are related to replacing HVAC rooftop units and controls, adding a fire 
sprinkler system, site and parking lot paving, restroom renovations for ADA 
access, flooring replacement and an upcoming need for window replacement. 
This school's educational adequacy would benefit from modernized special 
education and small group support spaces, and improved acoustical and 
conditions in the learning environments.  The school enrollment is within the 
ideal range of 75%-90% utilization. 

EESS2222 DOS RIOS 71.20% #### 86.00% ## 52.97% ### 285 538 0

AA

Dos Rios Elementary School is in good condition. The roof was recently 
replaced.  The most significant physical needs are related to replacing HVAC 
rooftop units and controls, flooring replacement and a recommendation to 
replace light fixtures. This school's educational adequacy meets or exceeds  
most  needs for teaching and learning. The adequacy would benefit from 
modernized special education and small group support spaces. The school 
enrollment is well below the ideal range of  75%-90% utilization.

EESS0099 DUAL IMMR. ACAD. 72.60% #### 76.32% ## 99.67% ### 303 304 0

BB

Dual Immersion Academy is in acceptable condition  Many aspects of the 
physical building and systems are like new and up to code. The oldest 
portions of the structure have been mostly restored to modern standards. The 
most significant physical needs are related to an upcoming, but not urgent, 
need to replace HVAC rooftop units, light fixtures and technology.  This 
school's educational adequacy meets or exceeds  most  needs for teaching 
and learning. The adequacy would benefit from modernized special education 
and small group support spaces, a computer lab, adequate parking, and a 
more desirable property location.  The school enrollment is slightly below full 
capacity.

EESS1188 FRUITVALE 63.50% #### 70.00% ## 76.58% ### 376 491 0

CC

Fruitvale Elementary School is in fair condition. The most significant physical 
needs are related to replacing HVAC rooftop units, replacing plumbing 
fixtures, site and parking lot paving. This school's educational adequacy would 
benefit from modernized special education and small group support spaces, 
improved music room, and improved acoustical and lighting conditions in the 
learning environments.  The school enrollment is within the ideal range of 
75%-90% utilization.

EESS2233 LINC. ORCH. MESA 62.40% #### 58.40% ## 79.60% ### 316 397 0

DD

Lincoln Orchard Mesa Elementary School is in poor condition. The most 
significant physical needs are related to replacing HVAC rooftop units, 
replacing plumbing fixtures, site and parking lot paving and interior finish 
needs. This school's educational adequacy would benefit from modernized 
special education and small group support spaces, general classroom 
improvements, and better acoustical and lighting conditions in the learning 
environments, field space and site traffic safety.  The school enrollment is  
within the ideal range of 75%-90% utilization.

EESS1111 LOMA ES 68.90% #### 70.00% ## 79.28% ### 241 304 0

CC

Loma Elementary School is in fair condition. The most significant physical 
needs are related to replacing HVAC makeup air units, flooring, restrooms, 
door hardware, site paving and a recommendation to replace light fixtures. 
There is also an upcoming, but not urgent, need to replace the roof. This 
school's educational adequacy would benefit from modernized special 
education and small group support spaces, better main office location, 
improved acoustical and lighting conditions in the learning environments, and 
music room improvements. The school enrollment is within the ideal range of 
75%-90% utilization.

EESS0011 MESA VIEW ES 69.40% #### 67.00% ## 70.82% ### 364 514 32

CC

Mesa View Elementary School is in fair condition. The most significant 
physical needs are related to replacing HVAC makeup air units, flooring, 
restrooms, door hardware, site paving and a recommendation to replace light 
fixtures. There is also an upcoming, but not urgent, need to replace the roof. 
This school's educational adequacy would benefit from modernized special 
education and small group support spaces, better main office location, 
improved acoustical and lighting conditions in the learning environments, and 
music room improvements. The school enrollment is slightly below the ideal 
range of  75%-90% utilization.

EESS1177 MONUMENT RIDGE 100.00% #### 100.00% ## 66.67% ### 312 468 0
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PROPOSED SCOPE
District: Mesa County Valley District 51
Facility: Lincoln Orchard Mesa Elementary School
Address: 2888 B 1/2 Road
City: Grand Junction, CO
Site Area (AC): 4.8
Gross Building Area (SF): 44,081.00
Number of Stories: 1
Years Constructed / Renovated: 1957 / 1964 / 1991
Total Replacement Value: $20,497,334.39
Total Condition Budget: $7,713,068.59
Facility Condition Score: 62.4%
Educational Adequacy Score : 58%
Enrollment: 316
Capacity: 397
Utilization (% Capacity): 80%

Deficiencies Summary by System

System Replacement Value Condition Budget System FCI Notes
Site $1,950,914.86 $777,815.85 0.40
Roofing $475,810.31 $16,335.90 0.03
Exterior Envelope $2,155,494.78 $220,027.50 0.10
Structure $5,096,909.71 $191,025.45 0.04
Interior $3,264,484.58 $1,608,950.70 0.49
Life and Fire Safety $262,899.08 $1,217,759.67 4.63
Mechanical $3,515,812.40 $1,716,750.00 0.49
Electrical $1,426,505.24 $1,654,450.88 1.16
Plumbing $990,500.07 $292,950.00 0.30
Technology $465,164.75 $0.00 0.00
Conveyances $54,153.51 $0.00 0.00
Specialties $838,685.11 $17,002.65 0.02
Total $20,497,334.39 $7,713,068.59 0.38 = Facility Condition Index

Deficiencies Summary by  Category Deficiencies Summary by  Priority
System Condition Budget Priority Condition Budget

Life Safety / Fire Safety $1,575,525.64

Health Safety / Hazards $503,614.65 1 $1,671,350.22
2 $464,574.60

Accessibility / ADA $348,821.55 3 $5,150,903.63
4 $426,240.15

Security $0.00 5 $0.00
6 $0.00

Utilities Efficiency $1,504,046.25 7 $0.00
8 $0.00

Maintenance $3,781,060.50 9 $0.00
10 $0.00

Educational Environment $0.00

Cosmetic $0.00
Total $7,713,068.59 Total $7,713,068.59

Assessment Summary

BUILDING GROUP CONDITION ADEQUACY UTILIZATION 2023-2024 PERMANENT TEMP AT A GLANCE
ENROLLMENT CAPACITY CAPACITY

ELEMENTARY SCHOOLS (PROJECTED) (MODULARS)

EESS0066 APPLETON 50.70% #### 70.01% ## 90.85% ### 447 492 0

DD

Appleton Elementary School is in poor condition.  The most significant 
physical needs are related to ADA accessibility upgrades, plus site and 
foundation drainage improvements. The building will soon need a new roof, 
windows, boilers, pumps and rooftop mechanical units. Upgrades are 
recommended for light fixtures and fire alarm system. This school's 
educational adequacy would benefit from modernized special education and 
small group support spaces, and improved storage and acoustical conditions 
in the learning environments.  The school enrollment is above the ideal range 
of 75%-90% utilization.

EESS0044 BROADWAY 54.30% #### 67.10% ## 82.34% ### 289 351 26

DD

Broadway Elementary School is in poor condition. The most significant 
physical needs are related to replacing HVAC rooftop units, replacing 
plumbing fixtures, site and parking lot paving and extensive ACM abatement 
needs. This school's educational adequacy would benefit from modernized 
special education and small group support spaces, and improved storage and 
acoustical and lighting conditions in the learning environments.  The school 
enrollment is within the ideal range of 75%-90% utilization.

EESS1199 CHATFIELD 40.70% #### 70.14% ## 88.36% ### 372 421 52

DD

Chatfield Elementary school is in poor condition. The most significant physical 
needs are related to replacing HVAC rooftop units, boilers and controls, 
adding a fire sprinkler system, site and parking lot paving. This school's 
educational adequacy would benefit from modernized special education and 
small group support spaces, and improved acoustical and lighting conditions 
in the learning environments.  The school enrollment is within the ideal range 
of  75%-90% utilization.  

EESS0022 CHIPETA 86.50% #### 83.00% ## 81.76% ### 363 444 0

AA

Chipeta Elementary School is in good condition  Many aspects of the physical 
building and systems are like new and up to code.  The most significant 
physical needs are related to an upcoming, but not urgent, need to replace 
HVAC rooftop units, light fixtures and technology.  This school's educational 
adequacy meets or exceeds most needs for teaching and learning. The 
adequacy would benefit from modernized special education and small group 
support spaces, and improved lighting controls in the learning environments.  
The school enrollment is within the ideal the ideal range of 75%-90% 
utilization.

EESS1155 CLIFTON 40.60% #### 71.11% ## 76.22% ### 375 492 32

DD

Clifton Elementary School is in poor condition. The most significant physical 
needs are related to replacing HVAC rooftop units and controls, adding a fire 
sprinkler system, site and parking lot paving, restroom renovations for ADA 
access, flooring replacement and an upcoming need for window replacement. 
This school's educational adequacy would benefit from modernized special 
education and small group support spaces, and improved acoustical and 
conditions in the learning environments.  The school enrollment is within the 
ideal range of 75%-90% utilization. 

EESS2222 DOS RIOS 71.20% #### 86.00% ## 52.97% ### 285 538 0

AA

Dos Rios Elementary School is in good condition. The roof was recently 
replaced.  The most significant physical needs are related to replacing HVAC 
rooftop units and controls, flooring replacement and a recommendation to 
replace light fixtures. This school's educational adequacy meets or exceeds  
most  needs for teaching and learning. The adequacy would benefit from 
modernized special education and small group support spaces. The school 
enrollment is well below the ideal range of  75%-90% utilization.

EESS0099 DUAL IMMR. ACAD. 72.60% #### 76.32% ## 99.67% ### 303 304 0

BB

Dual Immersion Academy is in acceptable condition  Many aspects of the 
physical building and systems are like new and up to code. The oldest 
portions of the structure have been mostly restored to modern standards. The 
most significant physical needs are related to an upcoming, but not urgent, 
need to replace HVAC rooftop units, light fixtures and technology.  This 
school's educational adequacy meets or exceeds  most  needs for teaching 
and learning. The adequacy would benefit from modernized special education 
and small group support spaces, a computer lab, adequate parking, and a 
more desirable property location.  The school enrollment is slightly below full 
capacity.

EESS1188 FRUITVALE 63.50% #### 70.00% ## 76.58% ### 376 491 0

CC

Fruitvale Elementary School is in fair condition. The most significant physical 
needs are related to replacing HVAC rooftop units, replacing plumbing 
fixtures, site and parking lot paving. This school's educational adequacy would 
benefit from modernized special education and small group support spaces, 
improved music room, and improved acoustical and lighting conditions in the 
learning environments.  The school enrollment is within the ideal range of 
75%-90% utilization.

EESS2233 LINC. ORCH. MESA 62.40% #### 58.40% ## 79.60% ### 316 397 0

DD

Lincoln Orchard Mesa Elementary School is in poor condition. The most 
significant physical needs are related to replacing HVAC rooftop units, 
replacing plumbing fixtures, site and parking lot paving and interior finish 
needs. This school's educational adequacy would benefit from modernized 
special education and small group support spaces, general classroom 
improvements, and better acoustical and lighting conditions in the learning 
environments, field space and site traffic safety.  The school enrollment is  
within the ideal range of 75%-90% utilization.

EESS1111 LOMA ES 68.90% #### 70.00% ## 79.28% ### 241 304 0

CC

Loma Elementary School is in fair condition. The most significant physical 
needs are related to replacing HVAC makeup air units, flooring, restrooms, 
door hardware, site paving and a recommendation to replace light fixtures. 
There is also an upcoming, but not urgent, need to replace the roof. This 
school's educational adequacy would benefit from modernized special 
education and small group support spaces, better main office location, 
improved acoustical and lighting conditions in the learning environments, and 
music room improvements. The school enrollment is within the ideal range of 
75%-90% utilization.

EESS0011 MESA VIEW ES 69.40% #### 67.00% ## 70.82% ### 364 514 32

CC

Mesa View Elementary School is in fair condition. The most significant 
physical needs are related to replacing HVAC makeup air units, flooring, 
restrooms, door hardware, site paving and a recommendation to replace light 
fixtures. There is also an upcoming, but not urgent, need to replace the roof. 
This school's educational adequacy would benefit from modernized special 
education and small group support spaces, better main office location, 
improved acoustical and lighting conditions in the learning environments, and 
music room improvements. The school enrollment is slightly below the ideal 
range of  75%-90% utilization.

EESS1177 MONUMENT RIDGE 100.00% #### 100.00% ## 66.67% ### 312 468 0
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edit here NO EDITS edit here: edit here edit here NO EDITS NO EDITS NO EDITS NO EDITS NO EDITS

SCOPE DESCRIPTION: TOTAL PROJECT COST: PHASE: item notes item construction cost total category hard cost soft cost PH1 soft cost PH2soft cost PH3total item project cost
Fencing at site perimeter (partial) 2200 ft $74,800.00 1.35 FALSE FALSE $100,980.00
Signage at main entry + no trespass $8,000.00
Install Bollards at main entry 360  feet, 2 boulders per 10 feet $54,864.00
Update security alarm system to monitor ext door position 39 doors $78,000.00
Access control at all exterior doors 16 doors $163,600.00
Upgrade PA System $264,000.00

$643,264.00 1.45 FALSE FALSE $932,732.80

Drainage improvements, clear ADA access route 
Safety post for roof ladder
Replace all exterior canopy support column s
Replace casework at sinks for code / ADA compliance
Add panic hardware to select interior doors
Abate and replace ACM ceiling tiles
Vent art kiln
Exit signs at all exterior doors
Replace plumbing fixtures
Install Fire Sprinkler System

$2,135,924.82 1.45 FALSE FALSE $3,097,090.98

Create modernized spaces for small group, intervention,
     project-based learning and SPED

900 sf $400,000.00

$400,000.00 1.45 FALSE FALSE $580,000.00

Replace damaged concrete  and parking lot paving
Reseal building perimeter at grade
Reseal exterior joints and penetrations
Replace roof overhang support  columns
Replace damaged flooring, casework, door hardware
ADA toilet room upgrades
HVAC: Replace rooftop units, furnaces, water heaters
Replace light fixtures, fire alarm
Replace room signage throughout
New instructional technology and furniture
Add acoustical insulation above ceiling
Add operable window coverings $5,577,143.78 FALSE FALSE FALSE $0.00

Total Phase 1 $4,030,000.00
$8,756,332.59

Total Phase 2 $580,000.00 total hard costs

Total Phase 3 $0.00
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NARRATIVE SUMMARY OF BUILDING AND SITE 


