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This version of the assessment is made available to the Citizens Facilities Advisory Committee for use
in developing a Master Plan and recommendations to the Board of Trustees.  Security related items
such as floor plans and the security report have been removed.  A hard copy version of the report will
continue to be made available at each committee meeting.  This redacted document is released under
the authority of Michael T. Boyle, TBAE #18083 on May 25, 2018.
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This assessment report is a combination of the original 2014 facility assessment and 2018 updates.  The format aligns with 

the original 2014 report.  The 2018 updates focus primarily on the utilization of spaces and campus capacities.  As part of 

the process, Huckabee met with campus principals, department heads, and maintenance and support staff to better 

understand how spaces are used and to identify known deficiencies and concerns.  Physical site visits were included as 

well but were not as comprehensive as the 2014 visits.  In most instances, the previously identified concerns, if they had 

not already been addressed, were simply four years older. 

 

The report is organized by campus.  Each section includes an updated campus data sheet, utilization plan, Texas 

Education Agency (TEA) Compliance Plan and a Capacity Analysis Plan.  Then there is a 2018 Update for Building 

Conditions that includes text and photos that describe new deficiencies or highlight critical existing concerns.  Any 

concerns expressed by campus principals are include in the update section.  The report then transitions to the original 

2014 comments, which is organized by Civil Engineering/ Site, Exterior Building Condition, Interior Building Condition, 

TEA/ ADA/ Code, Mechanical/ Electrical/ Plumbing, Roofing, Security, Food Service, and Structural.  

 

It should be noted that some deficiencies may have been compliant at the time of construction.  This assessment utilizes 

current design guidelines, standards and codes for evaluation of each campus.  In some cases, such as ADA/ 

accessibility items, deficiencies must be addressed unless specifically exempted by the Texas Accessibility Standards/ 

Americans with Disabilities Act.  In other cases, current guidelines do not apply retroactively. 

 

Many potential projects emerged from the 2014 Assessment.  These projects were prioritized, and the highest priority 

items were included in the 2014 Bond.  While the implementation of those bond projects is not yet complete, the vast 

majority are, and the remaining ones are in progress or scheduled.  In addition, Pflugerville ISD has been able to fund 

and complete additional projects outside the bond program, achieving more progress than originally anticipated. 

 

The Appendix includes documents that identify the specific projects and their completion status from the 2014 bond 

program.  It also contains staff recommendations for mechanical improvements. 
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2017-18 School year

Campus
Max

Capacity  

%

Max

Functional 

Capacity

%

Max

Current 

Enrollment

%

Max

 Functional 

vs. 

Current 

  Barron ES 904 100% 813 90% 693 77% 120 

  Brookhollow ES 664 100% 597 90% 549 83% 48 

  Caldwell ES 849 100% 764 90% 747 88% 17 

  Copperfield ES 844 100% 759 90% 450 53% 309 

  Dearing ES 862 100% 775 90% 580 67% 195 

  Delco Primary 817 100% 735 90% 703 86% 32 

  Dessau ES 643 100% 578 90% 601 93% (23)

  Highland Park ES 856 100% 770 90% 695 81% 75 

  Mott ES 949 100% 854 90% 722 76% 132 

  Murchison ES 864 100% 777 90% 808 94% (31)

  Northwest ES 559 100% 503 90% 639 114% (136)

  Parmer Lane ES 646 100% 581 90% 545 84% 36 

  Pflugerville ES 652 100% 586 90% 511 78% 75 

  Riojas ES 874 100% 786 90% 668 76% 118 

  River Oaks ES 729 100% 656 90% 503 69% 153 

  Rowe Lane ES 840 100% 756 90% 865 103% (109)

  Spring Hill ES 757 100% 681 90% 749 99% (68)

  Timmerman ES 876 100% 788 90% 520 59% 268 

  Weiland ES 611 100% 549 90% 435 71% 114 

  Windermere ES 612 100% 550 90% 483 79% 67 

  Windermere Primary 622 100% 559 90% 400 64% 159 

 number of students accomodated according to how the rooms are utilized today (based on use)

 percentage of the Max Capacity inidcating typical room occupancy (based on industry standards)

 based on the enrollment numbers listed on PfISD's website, Spring 2018.

     Pflugerville ISD | Elementary School - Capacity Analysis Summary | April 2018

  CAPACITY ANALYSIS

 

Max Capactiy  -  

Functional Capacity  -  

Current Enrollment  - 
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2017-18 School year

Campus Cafeteria Size (SF)

Dining per Lunch 

@ 15sf per 

Student

Min. # Lunch 

Periods
Total Served

Functional 

Capacity

Total Served vs. 

Fucntional 

Capacity

  Barron ES 4,337 289 3 867 813 54 

  Brookhollow ES 3,129 209 3 626 597 29 

  Caldwell ES 3,129 209 4 834 764 70 

  Copperfield ES 3,166 211 4 844 759 85 

  Dearing ES 3,351 223 3 670 775 (105)

  Delco Primary 3,158 211 4 842 735 107 

  Dessau ES 3,129 209 3 626 578 48 

  Highland Park ES 3,210 214 4 856 770 86 

  Mott ES 4,051 270 4 1,080 854 226 

  Murchison ES 3,182 212 3 636 777 (141)

  Northwest ES 3,129 209 3 626 503 123 

  Parmer Lane ES 3,735 249 3 747 581 166 

  Pflugerville ES 4,039 269 2 539 586 (47)

  Riojas ES 3,229 215 4 861 786 75 

  River Oaks ES 3,129 209 4 834 656 178 

  Rowe Lane ES 3,239 216 4 864 756 108 

  Spring Hill ES 3,129 209 3 626 681 (55)

  Timmerman ES 4,429 295 2 591 788 (197)

  Weiland ES 3,241 216 3 648 549 99 

  Windermere ES 3,129 209 3 626 550 76 

  Windermere Primary 3,217 214 3 643 559 84 

     Pflugerville ISD | Elementary School - Core Analysis Summary | April 2018

 DINING CORE COMPLIANCE

Cafeteria Size  -     

Dining per Lunch  -

Min. # Lunch Periods  -

Total Served  -   

 There are no TEA prescribed sizes for Cafeterias.

 Huckabee recommends 15 sf/student to determine the number of students served at one time.

 The amount of lunch periods required to serve all students based on the number dining per lunch

 The total number of students that may be accomodated based on the # number of lunch periods
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2017-18 School year

Campus
TEA Required 

Library Size

Actual

Library Size 

Required Size

v.s

Actual Size

Library Capacity 

(TEA Standard)

Functional 

Capacity

Library Capacity 

v.s Functional 

Capacity

  Barron ES 3,939 3,512 (427) 671 813 (142)

  Brookhollow ES 3,291 2,563 (728) 354 597 (243)

  Caldwell ES 3,792 2,563 (1,229) 354 764 (410)

  Copperfield ES 3,777 2,997 (780) 499 759 (260)

  Dearing ES 3,825 3,940 115 813 775 38 

  Delco Primary 3,705 2,719 (986) 406 735 (329)

  Dessau ES 3,234 2,474 (760) 325 578 (253)

  Highland Park ES 3,810 3,277 (533) 592 770 (178)

  Mott ES 4,062 4,570 508 1,023 854 169 

  Murchison ES 3,831 2,997 (834) 499 777 (278)

  Northwest ES 3,009 2,474 (535) 325 503 (178)

  Parmer Lane ES 3,243 4,055 812 852 581 271 

  Pflugerville ES 3,258 2,502 (756) 334 586 (252)

  Riojas ES 3,858 2,935 (923) 478 786 (308)

  River Oaks ES 3,468 2,864 (604) 455 656 (201)

  Rowe Lane ES 3,768 3,305 (463) 602 756 (154)

  Spring Hill ES 3,543 2,866 (677) 455 681 (226)

  Timmerman ES 3,864 4,575 711 1,025 788 237 

  Weiland ES 3,147 3,308 161 603 549 54 

  Windermere ES 3,150 2,717 (433) 406 550 (144)

  Windermere Primary 3,177 2,882 (295) 461 559 (98)

     Pflugerville ISD | Elementary School - Core Analysis Summary | April 2018

  LIBRARY CORE TEA COMPLIANCE

TEA Required Library Size  -      Based on campus   

 "Current Enrollment"

</= 100 students                                                             

= 100 - 500 students                                            

= 501 - 2000 students                                         

>/= 2001 Students

  1,400 SF

  1,400 SF + 4 SF for every student over 100

  3,000 SF + 3 SF for every student over 500

  7,500 + 2 SF for every student over 2,000



Capacity Summary Middle Schools 
 

 

 

 

  Facility Assessment Report, Pflugerville Independent School District 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

2017-18 School year

Campus
Max

Capacity  

%

Max

Functional 

Capacity

%

Max

Current 

Enrollment

%

Max

 Functional 

vs. 

Current 

  Cele MS 1,519 100 1,215 80% 1,044 69% 171 

  Dessau MS 1,250 100 1,000 80% 996 80% 4 

  Kelly Lane MS 1,377 100 1,101 80% 1,100 80% 1 

  Park Crest MS 1,255 100 1,004 80% 924 74% 80 

  Pflugerville MS 1,486 100 1,188 80% 1,017 68% 171 

  Westview MS 1,186 100 948 80% 970 82% (22)

2017-18 School year

Campus Cafeteria Size (SF)

Dining per Lunch 

@ 15sf per 

Student

Min. # Lunch 

Periods
Total Served

Functional 

Capacity

Total Served vs. 

Functional 

Capacity

  Cele MS 5,136 342 4 1,370 1,215 155 

  Dessau MS 4,662 311 4 1,243 1,000 243 

  Kelly Lane MS 5,909 394 3 1,182 1,101 81 

  Park Crest MS 4,636 309 4 1,236 1,004 232 

  Pflugerville MS 4,527 302 4 1,207 1,188 19 

  Westview MS 4,652 310 4 1,241 948 293 

2017-18 School year

Campus
TEA Required 

Library Size

Actual

Library Size 

Required Size

v.s

Actual Size

Library Capacity 

(TEA Standard)

Functional 

Capacity

Library Capacity 

v.s Functional 

Capacity

  Cele MS 5,145 5,416 271 1,305 1,215 90 

  Dessau MS 4,500 3,317 (1,183) 606 1,000 (394)

  Kelly Lane MS 4,803 5,551 748 1,350 1,101 249 

  Park Crest MS 4,512 2,574 (1,938) 358 1,004 (646)

  Pflugerville MS 5,064 3,028 (2,036) 509 1,188 (679)

  Westview MS 4,344 3,184 (1,160) 561 948 (387)

  LIBRARY CORE TEA COMPLIANCE

TEA Required Library Size  -      Based on campus   

 "Current Enrollment"

</= 100 students                                                             

= 100 - 500 students                                            

= 501 - 2000 students                                         

>/= 2001 Students

  1,400 SF

  1,400 SF + 4 SF for every student over 100

  3,000 SF + 3 SF for every student over 500

  7,500 + 2 SF for every student over 2,000

Cafeteria Size  -     

Dining per Lunch  -

Min. # Lunch Periods  -

Total Served  -   

 There are no TEA prescribed sizes for Cafeterias.

 Huckabee recommends 15 sf/student to determine the number of students served at one time.

 The amount of lunch periods required to serve all students based on the number dining per lunch

 The total number of students that may be accomodated based on the # number of lunch periods

     Pflugerville ISD | Middle School - Capacity and Core Analysis Summary | April 2018

  CAPACITY ANALYSIS

 

Max Capactiy  -  

Functional Capacity  -  

Current Enrollment  - 

 number of students accomodated according to how the rooms are utilized today (based on use)

 percentage of the Max Capacity inidcating typical room occupancy (based on industry standards)

 based on the enrollment numbers listed on PfISD's website, Spring 2018.

 DINING CORE COMPLIANCE
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2017-18 School year

Campus
Max

Capacity  

%

Max

Functional 

Capacity

%

Max

Current 

Enrollment

%

Max

 Functional 

vs. 

Current 

  Connally HS 2,935 100% 2,201 75% 2,031 69% 170 

  Hendrickson HS 3,039 100% 2,279 75% 2,750 90% (471)

  Pflugerville HS 2,955 100% 2,216 75% 2,185 74% 31 

  Weiss HS 3,053 100% 2,290 75% 807 26% 1,483 

2017-18 School year

Campus Cafeteria Size (SF)

Dining per Lunch 

@ 15sf per 

Student

Min. # Lunch 

Periods
Total Served

Functional 

Capacity

Total Served vs. 

Fucntional 

Capacity

  Connally HS 15,744 1,050 3 3,149 2,201 948 

  Hendrickson HS 10,733 716 4 2,862 2,279 583 

  Pflugerville HS 14,007 934 3 2,801 2,216 585 

  Weiss HS 11,994 800 3 2,399 2,290 109 

2017-18 School year

Campus
TEA Required 

Library Size

Actual

Library Size 

Required Size

v.s

Actual Size

Library Capacity 

(TEA Standard)

Functional 

Capacity

Library Capacity 

v.s Functional 

Capacity

  Connally HS 7,903 8,015 113 2,258 2,201 56 

  Hendrickson HS 8,059 8,230 172 2,365 2,279 86 

  Pflugerville HS 7,933 5,339 (2,594) 1,280 2,216 (937)

  Weiss HS 7,500 8,814 1,314 2,657 2,290 367 

  LIBRARY CORE TEA COMPLIANCE

TEA Required Library Size  -      Based on campus   

 "Current Enrollment"

</= 100 students                                                             

= 100 - 500 students                                            

= 501 - 2000 students                                         

>/= 2001 Students

  1,400 SF

  1,400 SF + 4 SF for every student over 100

  3,000 SF + 3 SF for every student over 500

  7,500 + 2 SF for every student over 2,000

Cafeteria Size  -     

Dining per Lunch  -

Min. # Lunch Periods  -

Total Served  -   

 There are no TEA prescribed sizes for Cafeterias.

 Huckabee recommends 15 sf/student to determine the number of students served at one time.

 The amount of lunch periods required to serve all students based on the number dining per lunch

 The total number of students that may be accomodated based on the # number of lunch periods

     Pflugerville ISD | High School - Capacity and Core Analysis Summary | April 2018

  CAPACITY ANALYSIS

  

Max Capactiy  -  

Functional Capacity  -  

Current Enrollment  -

    

 number of students accomodated allowing for planning periods and breakout classes (based on use)

 percentage of the Max Capacity inidcating typical room occupancy (based on industry standards)

 based on the enrollment numbers listed on PfISD's website, Spring 2018.

 

  

 DINING CORE COMPLIANCE
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4th Quarter 2017

CAMPUS Current 2018/19 2019/20 2020/21 2021/22 2022/23 2023/24 2024/25 2025/26 2026/27 2027/28

ELEMENTARY SCHOOLS

Barron 813 693 689 699 707 725 719 721 721 729 731 735

Brookhollow 597 475 496 534 546 527 536 538 553 564 574 578

Caldwell 764 661 658 648 657 639 632 647 653 655 659 663

Copperfield 759 413 430 430 434 437 437 443 444 447 450 452

Dearing 775 580 592 603 607 636 672 694 709 734 756 773

Delco Primary 735 702 762 774 813 872 912 948 976 1,005 1,038 1,072

Dessau 578 608 643 696 743 812 863 917 968 1,000 1,028 1,053

Highland Park 770 646 665 650 659 670 655 657 658 667 686 700

Mott 854 717 765 863 939 1,037 1,156 1,264 1,367 1,473 1,588 1,725

Murchison 777 826 859 874 912 924 945 941 925 932 937 939

Northwest 503 537 568 585 602 597 600 615 615 616 617 621

Parmer Lane 581 507 522 551 581 602 595 593 593 596 594 596

Pflugerville 586 460 450 448 431 421 426 433 438 448 462 475

Riojas 786 668 706 771 828 836 834 821 821 829 837 844

River Oaks 656 561 592 604 609 609 590 590 590 593 597 599

Rowe Lane 756 800 791 778 778 741 733 741 724 711 697 686

Spring Hill 681 605 618 632 654 683 721 729 745 756 769 783

Timmerman 788 546 562 562 570 581 587 585 585 589 592 598

Weiland 549 435 423 431 436 444 457 454 454 456 458 461

Windermere Elementary 550 402 413 419 414 370 360 351 367 377 388 392

Windermere Primary 559 407 384 379 374 380 389 398 408 415 419 421

MIDDLE SCHOOLS

Cele 1215 1,044 1,178 1,271 1,369 1,444 1,523 1,589 1,613 1,696 1,768 1,854

Dessau 1000 860 932 976 1,046 1,042 1,126 1,176 1,254 1,288 1,329 1,369

Kelly Lane 1101 1,079 1,080 1,095 1,102 1,113 1,061 1,093 1,141 1,181 1,179 1,160

Park Crest 1004 949 941 932 935 968 967 966 934 929 929 940

Pflugerville 1213 1,018 1,041 1,052 1,058 1,049 1,038 1,029 1,010 1,016 1,029 1,052

Westview 948 799 802 827 840 897 961 988 969 931 928 931

HIGH SCHOOLS

Connally 2201 1,862 1,867 1,862 1,902 1,999 2,063 2,127 2,218 2,297 2,352 2,396

Hendrickson 2,237 2,619 2,460 2,145 2,115 2,145 2,178 2,168 2,161 2,178 2,184 2,248

Pflugerville 2,216 2,058 2,001 1,950 1,973 1,976 2,005 2,026 2,033 2,031 2,024 2,013

Weiss 2290 884 1,329 1,802 1,918 2,107 2,275 2,485 2,688 2,764 2,922 3,045

* Enrollment projections based on on Templeton Demographics Quarterly Report 4Q17

PfLUGERVILLE ISD | CAMPUS CAPACITY vs. FUTURE ENROLLMENT

Functional

Capacity

ENROLLMENT PROJECTIONS



 

 

 

 

 

 

 

 

 

Delco Primary School  
 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

          

Huckabee 
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Delco Primary School 

CAMPUS DATA 
 

 

 

 

 

 

 

Wilhelmina Delco Primary School opened in 2002 on a 35-acre tract that’s contiguous with the campuses of Dessau 

Middle School & Dessau Elementary School. This site is located in the south-central portion of the district on Dessau 

Rd. with residential property nearby along with some undeveloped land. While the current enrollment is under 

capacity, the enrollment here is projected to exceed capacity starting in 2018/19. The school shares traffic circulation 

drives with Dessau MS/Elem and parking is somewhat limited. The significant near-term capital items include 

accessibility work, interior finish work, and HVAC work.  

 

 

 

 

 

 

 

  

DELCO PRIMARY SCHOOL 

 12900-A Dessau Rd. 

Austin, TX 78664 

Facility # 113 

Year Built 2002 

No. of Buildings 1 

No. of Portables 0 

Approx. Total Square 

Footage 
68,752 

Grades Served PK-2 

Current Enrollment 

(2017/18) 
693 

Functional Capacity 784 

Building Levels 1 


