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@ 2 @ @ @ £ & 3 Building Condition Survey Notes
1
1967,1970 1970 2002 9%
2002 add'n
Foundations S0 90 90 S0
Slabs on Grade S0 90 90 S0
Water and Gas Mitigation 90 90 90 90
Superstructure 90 90 90 90
Exterior Vertical Enclosures 76 90 90 $$ - Single wythe masonry is uninsulated, $ - Exterior louvers and vents dirty and partially obstructed
Exterior Horizontal Enclosures 90 90 90 $S$ -Roof membraneis blistering and leaking in multiple locations, $$ - Drain-body sumps are holding water and debris
Interior Construction 90 90 90 90
Interior Finishes 62 90 90 90
Plumbing 62 90 90 $$ - The galvanized steel is beginning to corrode on the inside reducing water pressure. Also, much of the galvanized steel is below slab and is not replaceable
HVAC 76 90 83 93
Fire Protection S0 90 90 81
Electrical 62 62 90 62 $$ - Equipment is well past its anticipated lifespan. Repair parts are difficult to come by.
Communications $$ - Intercom system is obsolete. Head-end has trouble rebooting after a power outage. $$ - No master clock system. Intercom system is obsolete.
Electronic Safety and Security 62 62 71 $S - No Access Control system or lock-down functions. $$ - Fire Alarm system is an obsolete zone type.
Integrated Automation 90 90 90 90
Equipment 90
Furnishings 90 62 90 95
Overall Weighted ICOS Score | 74.1 77.3 87.7 84.9
Excellent (95-100) 100
Good (85-94) 90
Fair (62-84) 62
Poor (30-61) 30
Unsatisfactory (0-29) 15
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Develop Physical Connections

Improve Science Rooms - Size / Layout / Infrastructure

Infrastructure
Immediate Fundamental
need could be isharderto  problemswiththe  Located where
i 5 that need
Simple storage address, rooms that ne they are to be
Ventilation, tobeaddressed  near STEM lab
and furniture o e

Improve Natural Light

Some
classrooms
have no access
to daylight

Interrelated  connects to
toother  rebuilding MS

Convert to Elementary School ftemzon| | |elsewhercon
both lists CampLs
Build new MS elsewhere on campus
Not enough Commons
room in spaces aren't
Right Size the Cafeteria buildingfor  sized for current
full school student
assembly population
Improve Site Security
Not enough
) roomin
Increase Gym Capacity and/or Add Aux Gym e
ull school
assembly

Ground Source Heat Pump - Tied into campus

Create collaborative contemporary learning environments




