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Foundations 90 1
Slabson Grade 90 S:‘;Lﬁ;i;:x I tr\:\éher:)
Water and Gas Mitigation 90 / ‘?;i;i{;" : the)),/ggc;
Superstructure 90
Exterior Vertical Enclosures 83 $ - Exterior painting needs to be completed /
Exterior Horizontal Enclosures 83 $ - Thickness of paint is insufficient to prevent moisture intrusion /
Interior Construction 90 /
Interior Finishes 67 $ - VCT flooring is at the end of its useful life. Ceramic tile grout is hard to maintain, dirty /
Plumbing 71 $$ - Domestic hot water system was designed without a hot water recirculating system/pump /
HVAC 67 $$ - Water source heat pumps (serves as heating and cooling units) are approximately 10 years past their service life 4
Fire Protection 76 $S - Wet system heads at Covered Play and Entries extend too far into semi-conditioned soffits and freeze with extreme cold
Electrical - $$ - Fluorescent fixtures are obsolete and not updated for energy efficiency. Some automatic controls are present, but do not meet current code
Communications 76 $$ - Intercom system is obsolete. Head-end is past its expected lifespan
Electronic Safety and Security 62 $$ - Intrusion detection system is present. No Access Control system or lock-down functions
Integrated Automation 62 $S - Fire Alarm system is an obsolete zone type
Equipment 90
Furnishings 90
Overall Weighted ICOS Score | 70.1
Excellent (95-100) 100
Good (85-94) 90
Fair (62-84) 62

Poor (30-61) 30
Unsatisfactory (0-29) 15
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No Security Vestibule

. . . Security

Needs Better Signage (Entry is hard to find) Issue

Improve Natural Daylight

Add Gym to

Improve Gymnasium/Cafeteria Functionality S
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) . Picki

Improve Traffic Patterns for Buses/Pedestrians/Parents D,':p'gff

System
. . . Security

Improve Site Security - Fencing e

Centralized Security Automation




