
Water Testing Results Dean Street Elementary School 2017
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Dean DF ‐ 1, Café BR 0 N 0.00 N

Dean DF ‐ 2, Café 0 N 0.00 N

Dean DF ‐ 3, Library Br 0 N 0.00 N

Dean DF ‐ 4, Library 0 N 0.00 N

Dean DF ‐ 5, Room 205 hall 0 N 0.00 N

Dean DF ‐ 6,  Room 203 hall 0 N 0.00 N

Dean DF ‐ 7, Room 405 hall 0 N 0.00 N

Dean DF ‐ 8, Room 403 hall 0 N 0.00 N

Dean Sink ‐ 1, Room 102 0 N 2.00 N

Dean Sink ‐ 2, Room 103 0 N 1.20 N

Dean Sink ‐ 3, Kitchen  1.14 N 0.00 N

Dean Sink ‐ 5, Nurse 0 N 0.00 N


