
Water Testing Results Olson Elementary School 2017

School Location

1st Draw 

Lead Count

Trigger 

5.00 pbb 

fIxture

2nd Draw 

Lead Count

Trigger 

5.00 pbb 

pIping

Olson DF 1 ‐ Hall by room 105 0 N 0 N

Olson DF 3 ‐ Gym hall right 0 N 0 N

Olson DF 4 ‐ Gym hall left 0 N 0 N

Olson DF  5 ‐ Hall by room 113 0 N 0 N

Olson DF 6 ‐ 1st floor hall by bathroom right 0 N 0 N

Olson DF 7 ‐ 1st floor hall by bathroom left 0 N 0 N

Olson DF 8 ‐ Hall by aroom 208 left 0 N 0 N

Olson DF 9 ‐ Hall by room 211 right 0 N 0 N

Olson DF 10 ‐ Hall by room 211 left broken

Olson DF 11 ‐ Hall by room 208 right 0 N 0 N

Olson Sink 1 ‐ Nurse 1.44 N 0 N

Olson Sink 2  ‐ nurse bathroom 0 N 0 N

Olson Sink 9 ‐ Kitchen prep by freezer 1.12 N 0 N


