
 

R:\A-YR-2024\24103 Putnam Schools HVAC, Putnam CT\RDI Bidding\24103.02 PUTNAM MIDDLE SCHOOL\Addendum 07\Addendum 07.Docx    
 

 

 

ADDENDUM NO. 07 

 

PUTNAM MIDDLE SCHOOL 

HVAC PROJECT 

35 WICKER STREET 

PUTNAM, CONNECTICUT 

 

R&D File No. 24103.02 

 

August 19, 2024 

 

The following list of changes are hereby made to the bid documents by Russell & Dawson inc. dated 

July 31, 2024 for the project referred to above.  Bidders shall indicate receipt of this addendum on the 

bid form and reflect the changes in bids submitted.  Additional compensation or change orders will not 

be granted after the contract is awarded or during construction due to omission of the listed items by 

the bidder. 

 

1. QUESTION: The plans call from programable thermostats. Please provide us with the M# for 

the specified thermostat? 

ANSWER: Honeywell TH8321WF1001 or approved equal  

2. QUESTION: Are water level sensors required on the air handler’s condensate drains. If so, 

please provide with required M# 

ANSWER: WCD2 manufactured by controlproduct.net  

 

 

ATTACHMENTS 
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