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TOILETS AND SHOWERS NOT ACCESSIBLE

BLEACHER RAILINGS AND STEPS NOT
COMPLIANT

KITCHEN FINISHES NOT COMPLIANT

SCIENCE LABS DO NOT HAVE ACCESSIBLE
LAB STATION.  2 EXITS REQUIRED

TOILETS NOT ACCESSIBLE

TOILETS AND SHOWERS NOT ACCESSIBLE

HEAD START ROOM IN HIGH SCHOOL.  NO
TOILET IN ROOM

ROUTE FROM ELEMENTARY TO
LUNCHROOM AND PLAYGROUND NOT
ACCESSIBLE

GYM HVAC NOT COMPLIANT FOR IAQ AND
DOES NOT HAVE COOLING

FIRE ALARM SYSTEM OBSOLETE, DIFFICULT
TO MAINTAIN.

WRESTLING HVAC NOT COMPLIANT FOR IAQ

ORIGINAL ELECTRICAL SERVICE
SWITCHGEAR OBSOLETE

FIRE ALARM SYSTEM OBSOLETE, DIFFICULT
TO MAINTAIN.

WOOD SHOP UNDERSIZED.  NO EXTERIOR
ACCESS FOR MATERIALS AND PROJECTS

SHOP LAYOUT DOES NOT SUPPORT
DESIRED CURRICULUM

WELDING EXHAUST IN POOR CONDITION

LUNCHROOM UNDERSIZED FOR PK-12
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LEVEL 1

TOILETS NOT ACCESSIBLE
- TYPICAL AT ELEMENTARY

SECURE ENTRY DIFFICULT
TO SUPERVISE

ENTRANCE / EXITS NOT
ACCESSIBLE - TYPICAL AT
ELEMENTARY

TOILETS NOT ACCESSIBLE -
TYPICAL AT HIGH SCHOOL

FOODS LABS DOES NOT HAVE
ACCESSIBLE KITCHEN.  2 EXITS REQUIRED

FOODS LAB DESIGN DOES NOT SUPPORT
DESIRED CURRICULUM

MASONRY DETERIORATED AT WEST
WALL AND ENTRANCES OF Y-WING

STEPS AT ENTRIES ARE IN POOR
CONDITION

CLASSROOM CASEWORK /
SINKS IN POOR CONDITION-
TYPICAL AT ELEMENTARY

ADDITIONAL DEFICIENCIES

 - PARTIAL ROOFING NEDS REPLACEMENT, BOTH BUILDINGS

 - WINDOWS IN POOR CONDITION BOTH BUILDINGS

 - HIGH SCHOOL LOCKERS IN POOR CONDITION

 - PLUMBING IN POOR CONDITION AT HS Y-WING

 - SOME ELECTRICAL PANELS OBSOLETE

 - PA SYSTEMS POOR IN BOTH BUILDINGS

 - EMERGENCY EXIT SIGNAGE POOR BOTH BUILDINGS

 - MISC LIGHTING HAS NOT BEEN CONVERTED TO LED

 - TRACK SURFACE IS FAILING

 - PAVING AT ELEMENTARY AND PLAYGROUND NEED MAINTENANCE

 - SOME SIDEWALKS CRACKING

 - LIMITED / INADEQUATE IRRIGATION AT ATHLETIC FIELDS

DISTRICT OFFICE LAYOUT
NOT EFFICIENT
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LEVEL 2 Copy 1

MASONRY DETERIORATED
AT WEST WALL AND
ENTRANCES OF Y-WING

TOILETS NOT ACCESSIBLE -
TYPICAL AT HIGH SCHOOL

CLASSROOM CASEWORK /
SINKS IN POOR CONDITION-
TYPICAL AT ELEMENTARY

TOILETS NOT ACCESSIBLE
- TYPICAL AT ELEMENTARY

MEDIA CENTER LAYOUT
DOES NOT SUPPORT
CURRENT PROGRAMS

MEDIA CENTER LAYOUT
DOES NOT SUPPORT
CURRENT PROGRAMS
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