
Lab Analysis Report

CWM Environmental 

101 Parkview Drive Ext.

Kittanning, Pennsylvania 16201
724-543-3011

Lab # 03-457

Sample: KCES Kitchen Sink  

ResultAnalyte RL Analysis Date MethodUnits Analyst

Sample Number: 24K0347-01Customer: Karns City School District

Project: Karns City Elementary Collection: 11/06/2024 08:40

Received: 11/06/2024 09:30

Matrix: DW Collection Method: Grab

Prep DateQualifiers

Metals  

Copper 50.0 µg/L EPA 200.8MTW1230 11/07/2024 10:42 11/07/2024 12:38

Lead 1.00 µg/L EPA 200.8MTW<1.00 11/07/2024 10:42 L1 11/07/2024 12:38

PA DEP/TNI Accreditation # 03-00457. All analytes accredited unless otherwise specified. 

Paul Bookmyer, Technical Director

Reported: 11/7/2024   3:59:09PM Confidential
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Lab Analysis Report

CWM Environmental 

101 Parkview Drive Ext.

Kittanning, Pennsylvania 16201
724-543-3011

Lab # 03-457

Sample: KCES Work Room Sink  

ResultAnalyte RL Analysis Date MethodUnits Analyst

Sample Number: 24K0347-02Customer: Karns City School District

Project: Karns City Elementary Collection: 11/06/2024 08:43

Received: 11/06/2024 09:30

Matrix: DW Collection Method: Grab

Prep DateQualifiers

Metals  

Copper 50.0 µg/L EPA 200.8MTW1100 11/07/2024 10:42 11/07/2024 12:38

Lead 1.00 µg/L EPA 200.8MTW<1.00 11/07/2024 10:42 L1 11/07/2024 12:38

PA DEP/TNI Accreditation # 03-00457. All analytes accredited unless otherwise specified. 

Paul Bookmyer, Technical Director

Reported: 11/7/2024   3:59:09PM Confidential
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Lab Analysis Report

CWM Environmental 

101 Parkview Drive Ext.

Kittanning, Pennsylvania 16201
724-543-3011

Lab # 03-457

Sample: KCES Nurses Sink  

ResultAnalyte RL Analysis Date MethodUnits Analyst

Sample Number: 24K0347-03Customer: Karns City School District

Project: Karns City Elementary Collection: 11/06/2024 08:44

Received: 11/06/2024 09:30

Matrix: DW Collection Method: Grab

Prep DateQualifiers

Metals  

Copper 20.0 µg/L EPA 200.8MTW864 11/07/2024 10:42 11/07/2024 12:38

Lead 1.00 µg/L EPA 200.8MTW<1.00 11/07/2024 10:42 L1 11/07/2024 12:38

PA DEP/TNI Accreditation # 03-00457. All analytes accredited unless otherwise specified. 

Paul Bookmyer, Technical Director

Reported: 11/7/2024   3:59:09PM Confidential
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Lab Analysis Report

CWM Environmental 

101 Parkview Drive Ext.

Kittanning, Pennsylvania 16201
724-543-3011

Lab # 03-457

Sample: KCES 5/6 Left Bottle Filler 1  

ResultAnalyte RL Analysis Date MethodUnits Analyst

Sample Number: 24K0347-04Customer: Karns City School District

Project: Karns City Elementary Collection: 11/06/2024 08:50

Received: 11/06/2024 09:30

Matrix: DW Collection Method: Grab

Prep DateQualifiers

Metals  

Copper 20.0 µg/L EPA 200.8MTW556 11/07/2024 10:42 11/07/2024 12:38

Lead 1.00 µg/L EPA 200.8MTW<1.00 11/07/2024 10:42 L1 11/07/2024 12:38

PA DEP/TNI Accreditation # 03-00457. All analytes accredited unless otherwise specified. 

Paul Bookmyer, Technical Director

Reported: 11/7/2024   3:59:09PM Confidential
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Lab Analysis Report

CWM Environmental 

101 Parkview Drive Ext.

Kittanning, Pennsylvania 16201
724-543-3011

Lab # 03-457

Sample: KCES 5/6 Left Bottle Filler 2  

ResultAnalyte RL Analysis Date MethodUnits Analyst

Sample Number: 24K0347-05Customer: Karns City School District

Project: Karns City Elementary Collection: 11/06/2024 08:51

Received: 11/06/2024 09:30

Matrix: DW Collection Method: Grab

Prep DateQualifiers

Metals  

Copper 10.0 µg/L EPA 200.8MTW446 11/07/2024 10:42 11/07/2024 12:38

Lead 1.00 µg/L EPA 200.8MTW<1.00 11/07/2024 10:42 L1 11/07/2024 12:38

PA DEP/TNI Accreditation # 03-00457. All analytes accredited unless otherwise specified. 

Paul Bookmyer, Technical Director

Reported: 11/7/2024   3:59:09PM Confidential
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Lab Analysis Report

CWM Environmental 

101 Parkview Drive Ext.

Kittanning, Pennsylvania 16201
724-543-3011

Lab # 03-457

Sample: KCES 5/6 Right Bottle Filler 1  

ResultAnalyte RL Analysis Date MethodUnits Analyst

Sample Number: 24K0347-06Customer: Karns City School District

Project: Karns City Elementary Collection: 11/06/2024 08:53

Received: 11/06/2024 09:30

Matrix: DW Collection Method: Grab

Prep DateQualifiers

Metals  

Copper 10.0 µg/L EPA 200.8MTW430 11/07/2024 10:42 11/07/2024 12:38

Lead 1.00 µg/L EPA 200.8MTW<1.00 11/07/2024 10:42 L1 11/07/2024 12:38

PA DEP/TNI Accreditation # 03-00457. All analytes accredited unless otherwise specified. 

Paul Bookmyer, Technical Director

Reported: 11/7/2024   3:59:09PM Confidential
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Lab Analysis Report

CWM Environmental 

101 Parkview Drive Ext.

Kittanning, Pennsylvania 16201
724-543-3011

Lab # 03-457

Sample: KCES 5/6 Right Bottle Filler 2  

ResultAnalyte RL Analysis Date MethodUnits Analyst

Sample Number: 24K0347-07Customer: Karns City School District

Project: Karns City Elementary Collection: 11/06/2024 08:55

Received: 11/06/2024 09:30

Matrix: DW Collection Method: Grab

Prep DateQualifiers

Metals  

Copper 10.0 µg/L EPA 200.8MTW437 11/07/2024 10:42 11/07/2024 12:38

Lead 1.00 µg/L EPA 200.8MTW<1.00 11/07/2024 10:42 L1 11/07/2024 12:38

PA DEP/TNI Accreditation # 03-00457. All analytes accredited unless otherwise specified. 

Paul Bookmyer, Technical Director

Reported: 11/7/2024   3:59:09PM Confidential

Page 7 of 9



Lab Analysis Report

CWM Environmental 

101 Parkview Drive Ext.

Kittanning, Pennsylvania 16201
724-543-3011

Lab # 03-457

Sample Qualifiers

L1 This sample MEETS the Pennsylvania DEP Lead standard for safe drinking water (<15 ug/L).

[TOC_1]Qualifiers and 

Definitions[TOC]

PA DEP/TNI Accreditation # 03-00457. All analytes accredited unless otherwise specified. 

Paul Bookmyer, Technical Director

Reported: 11/7/2024   3:59:09PM Confidential
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