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December 21, 2024

Mr. David Seamon
District Project Manager
Columbia Public Schools
1818 West Worley Street
Columbia, Missouri 65203

Re:  Water Sampling and Reporting Services
Columbia Public Schools
Jefferson Middle School
713 Rogers Street
Columbia, Missouri
Project No. J044517.01

Dear Mr. Seamon:

In accordance with Columbia Public Schools’ (CPS) Request for Proposal No. C-24043, dated
October 10, 2023, Geotechnology, LLC, dba UES, is pleased to provide this drinking water
sampling report for the referenced project. Our scope of services included flushing and sampling of
drinking water from potable water outlets, laboratory analysis of water samples, and a letter report.

SITE AND PROJECT DESCRIPTION

The subject property consists of the existing Columbia Public Schools Jefferson Middle School,
located northwest of the intersection of North 8" Street and Rogers Street in Columbia, Missouri.
The purpose of the drinking water sampling was to identify potable water outlets that may require
remediation in accordance with the State of Missouri’s Get the Lead out of School Drinking Water
Act (RSMo 160.077).

DRINKING WATER SAMPLING

RSMo 160.077 sets standards for lead concentrations in school drinking water, stating that each
Missouri school shall provide drinking water with a lead concentration level below five (5) parts
per billion (ppb). This Act requires schools to conduct the inventory, sampling, remediation, and
monitoring at all potable drinking water outlets used or potentially used for drinking, food
preparation, and cooking or cleaning utensils.

In general conformance with the RSMo 160.077 requirements, and the Environmental
Protection Agency’s (EPA) 3Ts for Reducing Lead in Drinking Water in Schools and Child Care
Facilities manual, initial water flushing and sampling activities were conducted on January 10
and 11 and March 5, 2024, by Mr. Brad Lohrum, a Missouri-licensed lead risk assessor. Mr.
Lohrum was assisted by Mr. Robert Haefner, a Missouri-licensed lead risk assessor, and Mr.

11816 Lackland Road, Suite 150 | St. Louis, Missouri 63146 | (314) 997-7440 | Fax: (314) 997-2067 | teamues.com
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Seth Lamble, a Missouri-licensed lead inspector. Copies of training certificates and lead
licenses for Messrs. Lohrum, Haefner, and Lamble are included in Appendix A.

An inventory of potable drinking water outlets was provided to UES by CPS. UES personnel
sampled the identified outlets utilizing the EPA’s “first-draw” methods. The identified outlets
were flushed, then allowed to sit undisturbed for a period of 8-18 hours. Following this
stagnation period, the first 250 milliliters (ml) of water expelled from the outlets were collected in
laboratory-provided containers. A copy of the drinking water sampling forms, which include a list
of sample locations, and the times and dates of flushing and sampling activities, is included in
Appendix B. Floor plans depicting approximate sample locations are included as Figures 1-3.

Using standard chain-of-custody procedures, the drinking water samples were submitted to
Teklab, Inc. of Collinsville, lllinois, an independent, certified Missouri Department of Natural
Resources (MDNR) Drinking Water and National Environmental Laboratory Accreditation
Program (NELAP) accredited laboratory, for analysis of lead content via EPA Method 200.8:
Determination of Trace Elements in Waters and Wastes by Inductively Coupled Plasma-Mass
Spectrometry.

RESULTS
Laboratory analyses detected the presence of lead at or above 5 ppb in the following samples.

TABLE 1
DRINKING WATER OUTLETS AT OR ABOVE 5 PARTS PER BILLION

Sample Number / Location and Fixture Type Results
JMS-11/ Room 43 Orange Sink 5.6 ppb
JMS-28 / Kitchen Dish Wash — Right-hand Sink 20.9 ppb
JMS-39 / Room 137 Sink 61 ppb
JMS-41 / Room 139 Orange Sink 17.4 ppb
JMS-42 [ Room 139 Yellow Sink 10.6 ppb
JMS-45 / Room 139 Purple Sink 13.5 ppb
JMS-59 / Room 145 Left-hand Sink 6.4 ppb
JMS-68 / Room 309 Sink 19.1 ppb

UES personnel returned to the site on June 26, 2024, to resample the sink located within Room
43 (JMS-11-2). Laboratory analysis of the submitted sample did not detect the presence of lead
at or above 5 ppb.

UES will not be able to represent that the site contains no lead-bearing water outlets beyond
those detected or observed by UES during flushing and sampling activities. Copies of the
drinking water analytical results are included in Appendix C.
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RECOMMENDATIONS

Our recommendations are summarized below:

e |tis our understanding that the remaining outlets identified in Table 1 that have not been
resampled have either been removed, marked as non-potable, or have otherwise been
taken out of service. Should these fixtures be put back into service following remediation
activities, or if replacement fixtures are to be put into service, further sampling and
testing should be conducted.

* * % % % %

The following attachments are included in and complete this report:

Figure 1
Figure 2
Figure 3
Appendix A
Appendix B
Appendix C
Appendix D

Drinking Water Sample Locations — Ground Floor

Drinking Water Sample Locations — First Floor

Drinking Water Sample Locations — Second and Third Floors
Certificates and Licenses of Environmental Professionals
Drinking Water Sampling Forms

Drinking Water Laboratory Data Sheets

Limitations of Report

* k * *x k% *

We appreciate the opportunity to provide our professional environmental consulting services to
Columbia Public Schools on this project. If you have any questions or comments, please contact

me at (314) 997-7440.

Very truly yours,

Lj;wu»x éékobvv—/

Bradley J. Lohrum
Project Manager

BIL/MSR:bjlijsj
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APPENDIX A

CERTIFICATES AND LICENSES OF ENVIRONMENTAL PROFESSIONALS



PUBLIC HEALTH & SOCIAL JUSTICE

SAINT LOUIS UNIVERSITY
CENTER FOR ENVIRONMENTAL EDUCATION AND TRAINING

verifies that

Bradley Lohrum

817 S Sappington Road, Crestwood, MO 63126

hasattended 8  contact hours of training and successfully passed an examination

Lead Risk Assessor Refresher
St. Louis, MO

d&ﬁb‘\a;\u:f C '4‘*\-
Certificate #  CEET326 - 12/12/2022 - 189152 Christopher C. King P

Examination Date: 12/12/2022 Director, Center for Environmental
CEUs: 08 Education and Training

Certificate expiration is 3 years from examinafion date for Hiinois Dept. of Public Health

Center for Environmental Education and Training, 3545 Lafayette, St. Louis, MO 63104

(314) 977-8256 shreduw/x39753.xml
This training course has been accredited by the lllinois Department of Public Health, and by the Missouri Department of Health & Senior Services.
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STATE OF MISSOURI
DEPARTMENT OF NEALTH AND SENIOR SERWICES

LEAD OCCUPATION LICENSE REGISTRATION

Issued to:

Bradley J. Lohrum

The person, firm or corporation whose name appears on this certificate has fulfilled
the requirements for licensure as set forth in the Missouri Revised Statutes
701.300-701.338, as long as not suspended or revoked, and is hereby authorized to
engage in the activity listed below.

Lead Risk Assessor
Category of License

Issuance Date: 1/20/2023
Expiration Date: 1/20/2025
License Number: 230120-300006460

Paula F. Nickelson
Acting Director
Department of Health and Senior Services

Lead Licensing Program, PO Box 570, Jefferson City, MO 65102



- SAINT LOUIS UNIVE RSITY
CENTER FOR ENVIRONMENTAL
EDUCATION AND TRAINING

verifies that
Robert Haefner

3951 Dover PI, St, Louis, MO 63116

hasattended __8__ contact hours of training-and successfully passed exaﬁ:ﬁnation for

l.ead Risk Assessor Refresher
St. Louis, MO

Certificates  CEET325 3/6/2023 118035 RﬂMf bu@
mnat;o:mte: 3/6/2023 Reine Ditlle, MBA, Director

‘Centerfor Environmental Rducation & Training

Genter for Environmenta} Education and Tratning | 8545 Lafayette Ave, 5t. Louls; M) 63104
{814) 977-8256 |stwedun/pulilic-health-soctal-fustice/centars-institutes/ceetphy:
 'The trainlsig course hasbeen accradited byithe Missouri Dept. of Health and Sertior,
: Eﬂtﬂﬂ.\'al'.lﬂ'bYtﬁG-:ﬂlﬁiﬂiB"DEﬁhH_I,Pﬁbﬂb]‘l&llﬁﬂ.-thtlﬂc'at!éxpii‘atiaﬂ-i&ﬁ'ﬂarsﬂom
| examination-dateYor Iinets Dept. of Public Health.




STATE OF MISSOURI
DEPARTMENT OF HEALTH AND SENIOR SERVICES

LEAD IIIBIBIII’I“IIII IIIBENSE . REGISTRATION
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 the reqmrements for licensureassét. forth jn'the Missouri Reﬂsed;Statutes
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Paula F. Nickelson
Acting Director
Department of Health and Senior Services

Lead Licensing Program, PO Box 570, Jefferson City, MO 65102



PUBLIC HEALTH & SOCIAL JUSTICE

SAINT LOUIS UNIVERSITY
CENTER FOR ENVIRONMENTAL EDUCATION AND TRAINING

verifies that

Seth Lamble

12040 Chaparral Drive, Bridgeton, Missouri 63044

has attended 8  contact hours of training and successfully passed an examination
LLead Inspector Refresher
St. Louis, MO

d\r}h%\tcf’ C. ’é“‘-
Ceriificate #  CEET315 - 1/4/2022 - 118633 Christopher C. King P

Examination Date: 1/4/2022 Director, Center for Environmental
CEUs: 08 Edupation and Training

Certificate expiration is 3 years from examination date for Hlinois Dept. of Public Health

Center for Environmental Education and Training, 3545 Lafayette, St. Louis, MO 63104
{314) 977-8256  slu.edu/x39753.xml
This training courss has been acerediied by the lilinois Department of Public Health, and by the Missouri Departmerit of Heafth & Senior Services.
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STATE OF MISSOURI
DEPARTMENT OF NEALTH AND SENIOR SERVICES

LEAD OCCUPATION LICENSE REGISTRATION

Issued to:

Seth P. Lamble

The person, firm or corporation whose name appears on this certificate has fulfilled
the requirements for licensure as set forth in the Missouri Revised Statutes
701.300-701.338, as long as not suspended or revoked, and is hereby authorized to
engage in the activity listed below:

- Lead Inspector

Category of License
Issuance Date: 4/25/2022
Expiration Date: 4/25/2024
License Number: 160425-300004897

Paula F. Nickelson

Acting Director
Department of Health and Senior Services

Lead Licensing Program, PO Box 570, Jefferson City, MO 65102




STATE OF MISSOURI
DEPARTMENT OF HEALTH AND SENIOR SERVICES

The person, firm or corporation whose name appears on this certificate is licensed
as a Lead Abatement Contractor as set forth in the Missouri Revised Statutes
701.300-701.338 and 19 CSR 30-70.180, as long as not suspended or revoked, and

is hereby authorized to engage in lead-bearing substance activities.

Issued to:

Geotechnology, LL.C

11816 Lackland Road, Suite 150
St. Louis, MO 63146

Issuance Date: 2/8/2022
Expiration Date:  2/8/2024
License Number: - 060208-0095

ﬂwfv/ Al fhun MZZ’

Donald G. Kauerauf
Director
Department of Health and Senior Services

Lead Licensing Program, PO Box 570, Jefferson City, MO 65102




STATE OF MISSOURI
DEPARTMENT OF HEALTH AND SENIOR SERVICES

The person, firm or corporation whose name appears on this certificate is licensed
as a Lead Abatement Contractor as set forth in the Missouri Revised Statutes
701.300-701.338 and 19 CSR 30-70.180, as long as not suspended or revoked, and
Is hereby authorized to engage in lead-bearing substance activities.

Issued to:

Geotechnology LLC (UES)

11816 Lackland Rd Suite 150
St. Louis, MO 63146

Issuance Date: 2/28/2024
Expiration Date: ~ 2/28/2026
License Number:  240229-4652

Dovec 1 el

Paula F. Nickelson
Director
Department of Health and Senior Services

Lead Licensing Program, PO Box 570, Jefferson City, MO 65102
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APPENDIX B

DRINKING WATER SAMPLING FORMS



V/) UES.

Project Name: Columbia Public Schools Water

DRINKING WATER SAMPLING FORM

Sampling and Reporting Services

Building Name: Jefferson Middle School

Project Number; J044517.01

Page 1 of 3

Address: 713 Rogers Street

Columbia, Missouri

Sample ID Fixture Type Location Flushed By - Date - Time | Sampled By - Date - Time
JMS-01 BF Hallway at Room 39M SPL - 1/10/24 - 21:21 SPL - 1/11/24 - 6:35
JMS-02 S Room 41 SPL - 1/10/24 - 21:25 RJH - 1/11/24 - 6:36
JMS-03 S Room 41B RJH - 1/10/24 - 21:25 SPL - 1/11/24 - 6:37
JMS-04 S Room 41C RJH - 1/10/24 - 21:25 RJH - 1/11/24 - 6:37
JMS-05 S Room 42 BJL - 3/5/24 - 20:12 BJL - 3/6/24 - 4:12
JMS-06 S Room 45 SPL - 1/10/24 - 21:31 SPL - 1/11/24 - 6:39
JMS-07 S Room 43 - Purple SPL - 1/10/24 - 21:33 RJH - 1/11/24 - 6:40
JMS-08 S Room 43 - Blue SPL - 1/10/24 - 21:33 RJH - 1/11/24 - 6:40
JMS-09 S Room 43 - Green SPL - 1/10/24 - 21:33 RJH - 1/11/24 - 6:40
JMS-10 S Room 43 - Yellow SPL - 1/10/24 - 21:33 SPL - 1/11/24 - 6:40
JMS-11 S Room 43 - Orange SPL - 1/10/24 - 21:33 SPL - 1/11/24 - 6:40
JMS-12 S Room 43 - Red SPL - 1/10/24 - 21:33 SPL - 1/11/24 - 6:40
JMS-13 BF Hallway at Concessions - Left RJH - 1/10/24 - 21:37 RJH - 1/11/24 - 6:43
JMS-14 WF Hallway at Concessions - Left RJH - 1/10/24 - 21:37 RJH - 1/11/24 - 6:43
JMS-15 BF Hallway at Concessions - Right SPL - 1/10/24 - 21:37 SPL - 1/11/24 - 6:43
JMS-16 WF Hallway at Concessions - Right SPL - 1/10/24 - 21:37 SPL - 1/11/24 - 6:43
JMS-17 BF Boys Locker Room - Left RJH - 1/10/24 - 21:42 RJH - 1/11/24 - 6:45
JMS-18 WF Boys Locker Room - Left RJH - 1/10/24 - 21:42 RJH - 1/11/24 - 6:45
JMS-19 BF Boys Locker Room - Right SPL - 1/10/24 - 21:42 SPL - 1/11/24 - 6:45
JMS-20 WF Boys Locker Room - Right SPL - 1/10/24 - 21:42 SPL - 1/11/24 - 6:45
JMS-21 BF Girls Locker Room - Left RJH - 1/10/24 - 21:43 RJH - 1/11/24 - 6:46
JMS-22 WF Girls Locker Room - Left RJH - 1/10/24 - 21:43 RJH - 1/11/24 - 6:46
JMS-23 BF Girls Locker Room - Right SPL - 1/10/24 - 21:43 SPL - 1/11/24 - 6:46
JMS-24 WF Girls Locker Room - Right SPL - 1/10/24 - 21:43 SPL - 1/11/24 - 6:46
JMS-25 ICE Snack Area RJH - 1/10/24 - 21:50 BJL - 1/11/24 - 6:50

BF=Bottle Filling
B=Bubbler

FW=Filtered Water
ICE=Ice Machine

S=Classroom/Other Sink
WF=Water Fountain




V/) UES.

Project Name:

Columbia Public Schools Water

Sampling and Reporting Services

DRINKING WATER SAMPLING FORM

Project Number; J044517.01

Page 2 of 3

Address: 713 Rogers Street

Building Name: Jefferson Middle School Columbia, Missouri
Sample ID Fixture Type Location Flushed By - Date - Time | Sampled By - Date - Time

JMS-26 S Kitchen Food Prep SPL - 1/10/24 - 21:53 RJH - 1/11/24 - 6:50
JMS-27 S Kitchen Dish Wash - Left SPL - 1/10/24 - 21:53 SPL - 1/11/24 - 6:50
JMS-28 S Kitchen Dish Wash - Right SPL - 1/10/24 - 21:53 SPL - 1/11/24 - 6:50
JMS-29 BF Hallway at Room 25C RJH - 1/10/24 - 21:57 RJH - 1/11/24 - 6:55
JMS-30 WEF Hallway at Room 25C RJH - 1/10/24 - 21:57 RJH - 1/11/24 - 6:55
JMS-31 WF Room 26 - Right SPL - 1/10/24 - 21:58 SPL - 1/11/24 - 6:57
JMS-32 WF Boys East Locker Room SPL - 1/10/24 - 22:03 SPL - 1/11/24 - 7:00
JMS-33 WF Girls East Locker Room SPL - 1/10/24 - 22:07 RJH - 1/11/24 - 7:00
JMS-34 WEF Auditorium Lobby RJH - 1/10/24 - 22:13 RJH - 1/11/24 - 7:03
JMS-35 S Room 118 SPL - 1/10/24 - 22:18 RJH - 1/11/24 - 7:06
JMS-36 WEF Hallway at Room 105 RJH - 1/10/24 - 22:21 RJH - 1/11/24 - 7:07
JMS-37 BF Hallway at Main Office RJH - 1/10/24 - 22:23 RJH - 1/11/24 - 7:08
JMS-38 WF Hallway at Main Office RJH - 1/10/24 - 22:23 RJH - 1/11/24 - 7:08
JMS-39 S Room 137 RJH - 1/10/24 - 22:28 RJH - 1/11/24 - 7:10
JMS-40 S Room 139 - Red RJH - 1/10/24 - 22:32 RJH - 1/11/24 - 7:12
JMS-41 S Room 139 - Orange RJH - 1/10/24 - 22:32 RJH - 1/11/24 - 7:12
JMS-42 S Room 139 - Yellow RJH - 1/10/24 - 22:32 RJH - 1/11/24 - 7:12
JMS-43 S Room 139 - Green SPL - 1/10/24 - 22:32 SPL - 1/11/24 - 7:12
JMS-44 S Room 139 - Blue BJL - 3/5/24 - 20:16 BJL - 3/6/24 - 4:16

JMS-45 S Room 139 - Purple SPL - 1/10/24 - 22:32 SPL - 1/11/24 - 7:12
JMS-46 WF Hallway at Room 140M - Left SPL - 1/10/24 - 22:35 RJH - 1/11/24 - 7:14
JMS-47 WF Hallway at Room 140M - Right SPL - 1/10/24 - 22:35 SPL - 1/11/24 - 7:14
JMS-48 S Room 141A BJL - 3/5/24 - 20:18 BJL - 3/6/24 - 4:18

JMS-49 S Room 143 - Left BJL - 3/5/24 - 20:20 BJL - 3/6/24 - 4:20

JMS-50 S Room 143 - Left Center SPL - 1/10/24 - 22:41 RJH - 1/11/24 - 7:16

BF=Bottle Filling
B=Bubbler

FW=Filtered Water
ICE=Ice Machine

S=Classroom/Other Sink
WF=Water Fountain




V/) UES.

DRINKING WATER SAMPLING FORM

Project Name: Columbia Public Schools Water

Sampling and Reporting Services

Building Name: Jefferson Middle School

Project Number; J044517.01

Page 30f 3

Address: 713 Rogers Street

Columbia, Missouri

Sample ID Fixture Type Location Flushed By - Date - Time | Sampled By - Date - Time
JMS-51 S Room 143 - Right Center SPL - 1/10/24 - 22:41 SPL - 1/11/24 - 7:16
JMS-52 S Room 143 - Right SPL - 1/10/24 - 22:41 SPL - 1/11/24 - 7:16
JMS-53 S Room 144S - Left SPL - 1/10/24 - 22:45 RJH - 1/11/24 - 7:18
JMS-54 S Room 144S - Right SPL - 1/10/24 - 22:45 SPL - 1/11/24 - 7:18
JMS-55 S Room 144 - Left SPL - 1/10/24 - 22:47 RJH - 1/11/24 - 7:19
JMS-56 S Room 144 - Left Center SPL - 1/10/24 - 22:47 RJH - 1/11/24 - 7:19
JMS-57 S Room 144 - Right Center SPL - 1/10/24 - 22:47 SPL - 1/11/24 - 7:19
JMS-58 S Room 144 - Right SPL - 1/10/24 - 22:47 SPL - 1/11/24 - 7:19
JMS-59 S Room 145 - Left SPL - 1/10/24 - 22:49 RJH - 1/11/24 - 7:20
JMS-60 S Room 145 - Left Center SPL - 1/10/24 - 22:49 RJH - 1/11/24 - 7:20
JMS-61 S Room 145 - Right Center SPL - 1/10/24 - 22:49 SPL - 1/11/24 - 7:20
JMS-62 S Room 145 - Right SPL - 1/10/24 - 22:49 SPL - 1/11/24 - 7:20
JMS-63 WF Hallway at Room 205 RJH - 1/10/24 - 22:54 RJH - 1/11/24 - 7:23
JMS-64 WF Hallway at Room 219 SPL - 1/10/24 - 22:55 SPL - 1/11/24 - 7:24
JMS-65 WF Hallway at Room 319 RJH - 1/10/24 - 23:00 SPL - 1/11/24 - 7:25
JMS-66 BF Hallway at Room 303 SPL - 1/10/24 - 23:00 RJH - 1/11/24 - 7:25
JMS-67 WF Hallway at Room 303 SPL - 1/10/24 - 23:00 RJH - 1/11/24 - 7:25
JMS-68 S Room 309 SPL - 1/10/24 - 23:01 BJL - 1/11/24 - 7:26

JMS-11-2 S Room 43 - Orange BJL - 6/25/24 - 23:07 BJL - 6/26/24 - 7:07

BF=Bottle Filling
B=Bubbler

FW=Filtered Water
ICE=Ice Machine

S=Classroom/Other Sink
WF=Water Fountain




Water Sampling and Reporting Services '/
713 Rogers Street | Columbia, Missouri

December 21, 2024 | Project No. J044517.01

APPENDIX C

DRINKING WATER LABORATORY DATA SHEETS



ekiab. inc

Envirenmental Laboratory

http:/ /www.teklabinc.com/

February 14, 2024

Brad Lohrum
Geotechnology, Inc.
11816 Lackland Road

St. Louis, MO 63146
TEL: (314) 997-7440
FAX: (314) 997-2067
RE: J044517.01

Dear Brad Lohrum:

Illinois
Kansas
Louisiana
Louisiana
Oklahoma

WorkOrder: 24011313

TEKLAB, INC received 59 samples on 1/19/2024 10:12:00 AM for the analysis presented in

the following report.

100226
E-10374
05002
05003
9978

Samples are analyzed on an as received basis unless otherwise requested and documented. The
sample results contained in this report relate only to the requested anaytes of interest as
directed on the chain of custody. NELAP accredited fields of testing are indicated by the | etters

NELAP under the Certification column.

Unless otherwise documented within this report,

Teklab Inc. analyzes samples utilizing the most current methods in compliance with 40CFR.
All tests are performed in the Collinsville, IL laboratory unless otherwise noted in the Case

Narrative.

All quality control criteria applicable to the test methods employed for this project have been
satisfactorily met and are in accordance with NEL AP except where noted. The following report
shall not be reproduced, except in full, without the written approval of Teklab, Inc.

If you have any questions regarding these tests results, please fedl freeto call.

Sincerely,

W%AM\WI@

Shelly A. Hennessy

Project Manager
(618)344-1004 ex 36
SHennessy@teklabinc.com

Page 1 of 9



ekiab, inc

Envirenmental Laboratory

Report Contents

http: //www.teklabinc.com

Client: Geotechnology, Inc.
Client Project: 1044517.01

Work Order: 24011313
Report Date: 14-Feb-24

Thisreporting package includes the following:

Cover Letter

Report Contents
Definitions

Case Narrative
Accreditations
Laboratory Results
Receiving Check List
Chain of Custody

1
2
3
5
6
7
9

Appended
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e]dah iﬂc Definitions

Environmental Laboratory http: //www.teklabinc.com

Client: Geotechnology, Inc. Work Order: 24011313

Client Project: J044517.01 Report Date: 14-Feb-24

Abbr Definition

*

ccv
CRQL
DF

DN
DUP

ICV
IDPH
LCS

LCSD

MBLK

MDL

MS

MSD

MW
NC

ND
NELAP
PQL

RL
RPD
SPK
Surr

TIC

TNTC

Analytes on report marked with an asterisk are not NELAP accredited

Continuing calibration verification is a check of a standard to determine the state of calibration of an instrument between recalibration.

A Client Requested Quantitation Limit is a reporting limit that varies according to customer request. The CRQL may not be less than the MDL.
Dilution factor is the dilution performed during analysis only and does not take into account any dilutions made during sample preparation. The
reported result is final and includes all dilution factors.

Did not ignite

Labqrgtory duplicate is a replicate aliquot prepared under the same laboratory conditions and independently analyzed to obtain a measure of
precision.

Initial calibration verification is a check of a standard to determine the state of calibration of an instrument before sample analysis is initiated.

IL Dept. of Public Health

Laboratory control sample is a sample matrix, free from the analytes of interest,spiked with verified known amounts of analytes and analyzed exactly
like a sample to establish intra-laboratory or analyst specific precision and bias or to assess the performance of all or a portion of the measurement
system.

Laboratory control sample duplicate is a replicate laboratory control sample that is prepared and analyzed in order to determine the precision of the
approved test method. The acceptable recovery range is listed in the QC Package (provided upon request).

Method blank is a sample of a matrix similar to the batch of associated sample (when available) that is free from the analytes of interest and is
processed simultaneously with and under the same conditions as samples through all steps of the analytical procedures, and in which no target
analytes or interferences should present at concentrations that impact the analytical results for sample analyses.

"The method detection limit is defined as the minimum measured concentration of a substance that can be reported with 99% confidence that the
measured concentration is distinguishable from method blank results."

Matrix spike is an aliquot of matrix fortified (spiked) with known quantities of specific analytes that is subjected to the entire analytical procedures in
order to determine the effect of the matrix on an approved test method’s recovery system. The acceptable recovery range is listed in the QC Package
(provided upon request).

Matrix spike duplicate means a replicate matrix spike that is prepared and analyzed in order to determine the precision of the approved test method.
The acceptable recovery range is listed in the QC Package (provided upon request).

Molecular weight

Data is not acceptable for compliance purposes

Not Detected at the Reporting Limit

NELAP Accredited

Practical quantitation limit means the lowest level that can be reliably achieved within specified limits of precision and accuracy during routine

laboratory operation conditions.

The reporting limit the lowest level that the data is displayed in the final report. The reporting limit may vary according to customer request or sample
dilution. The reporting limit may not be less than the MDL.

Relative percent difference is a calculated difference between two recoveries (ie. MS/MSD). The acceptable recovery limit is listed in the QC
Package (provided upon request).

The spike is a known mass of target analyte added to a blank sample or sub-sample; used to determine recovery deficiency or for other quality
control purposes.

Surrogates are compounds which are similar to the analytes of interest in chemical composition and behavior in the analytical process, but which are
not normally found in environmental samples.

Tentatively identified compound: Analytes tentatively identified in the sample by using a library search. Only results not in the calibration standard
will be reported as tentatively identified compounds. Results for tentatively identified compounds that are not present in the calibration standard, but
are assigned a specific chemical name based upon the library search, are calculated using total peak areas from reconstructed ion chromatograms
and a response factor of one. The nearest Internal Standard is used for the calculation. The results of any TICs must be considered estimated, and
are flagged with a "T". If the estimated result is above the calibration range it is flagged "ET"

Too numerous to count (> 200 CFU)

Page 3 of 9



emab ]nc Definitions
Environmental Labarat;ry http: //www.teklabinc.com
Client: Geotechnology, Inc. Work Order: 24011313
Client Project: J044517.01 Report Date: 14-Feb-24
Qualifiers
# - Unknown hydrocarbon B - Analyte detected in associated Method Blank
C - RL shown is a Client Requested Quantitation Limit E - Value above quantitation range
H - Holding times exceeded | - Associated internal standard was outside method criteria
J - Analyte detected below quantitation limits M - Manual Integration used to determine area response
ND - Not Detected at the Reporting Limit R - RPD outside accepted recovery limits
S - Spike Recovery outside recovery limits T - TIC(Tentatively identified compound)

X - Value exceeds Maximum Contaminant Level

Page 4 of 9



N okiab inc

Environmental Laboratory

Case Narrative

http: //www.teklabinc.com

Client: Geotechnology, Inc.
Client Project: J044517.01

Cooler Receipt Temp: N/A °C

Work Order: 24011313
Report Date: 14-Feb-24

L ocations
Callinsville Springfield K ansas City
Address 5445 Horseshoe Lake Road Address 3920 Pintail Dr Address 8421 Nieman Road
Callinsville, IL 62234-7425 Springfield, IL 62711-9415 Lenexa, KS 66214
Phone (618) 344-1004 Phone (217) 698-1004 Phone (913) 541-1998
Fax (618) 344-1005 Fax (217) 698-1005 Fax (913) 541-1998
Email jhriley@teklabinc.com Email KK lostermann@teklabinc.com Email jhriley@teklabinc.com
Collinsville Air Chicago
Address 5445 Horseshoe Lake Road Address 1319 Butterfield Rd.
Collinsville, IL 62234-7425 Downers Grove, IL 60515
Phone (618) 344-1004 Phone (630) 324-6855
Fax (618) 344-1005 Fax
Email EHurley@teklabinc.com Email arenner@teklabinc.com

Page 5 of 9



e]dah ]ﬂc Accreditations

Environmental Laboratory http: //www.teklabinc.com

Client: Geotechnology, Inc. Work Order: 24011313
Client Project: J044517.01 Report Date: 14-Feb-24
State Dept Cert # NELAP Exp Date Lab
Illinois IEPA 100226 NELAP 1/31/2025 Collinsville
Kansas KDHE E-10374 NELAP 4/30/2024 Collinsville
Louisiana LDEQ 05002 NELAP 6/30/2024 Collinsville
Louisiana LDEQ 05003 NELAP 6/30/2024 Collinsville
Oklahoma ODEQ 9978 NELAP 8/31/2024 Collinsville
Arkansas ADEQ 88-0966 3/14/2024 Collinsville
lllinois IDPH 17584 5/31/2025 Collinsville
lowa IDNR 430 6/1/2024 Collinsville
Kentucky UsT 0073 1/31/2025 Collinsville
Missouri MDNR 00930 10/31/2026 Collinsville
Missouri MDNR 930 1/31/2025 Collinsville

http://www.teklabinc.com/ Page 6 of 9



emah iﬂc L abor atory Results

Envirenmental Laboratory

http://www.teklabinc.com

Client: Geotechnology, Inc.

Work Order: 24011313
Client Project: J044517.01 Report Date: 14-Feb-24
Matrix: DRINKING WATER
SampleID Client SampleID Certification Qual

RL Result Units DF Date Analyzed Date Collected

EPA 600 4.1.4, 200.8 R5.4, METALS BY ICPMS (TOTAL)
Lead

Page 7 of 9


Brad Lohrum
Rectangle


ekiab, inc

Envirenmental Laboratory

L aboratory Results

http://www.teklabinc.com

Client: Geotechnology, Inc.

Client Project: 1044517.01

Matrix: DRINKING WATER

Work Order:
Report Date:

24011313
14-Feb-24

SampleID Client SampleID Certification Qual RL Result Units DF Date Analyzed Date Collected
EPA 600 4.1.4, 200.8 R5.4, METALS BY ICPMS (TOTAL)
Lead
24011313-056A JMS-01 NELAP 1.0 <1.0 ug/L 1 02/02/2024 14:22 01/11/2024 6:35
24011313-057A  JMS-02 NELAP 1.0 <1.0 ug/L 1 02/12/2024 8:39 01/11/2024 6:36
24011313-058A JMS-03 NELAP 1.0 <1.0 ug/L 1 02/02/2024 13:16 01/11/2024 6:37
24011313-059A JMS-04 NELAP 1.0 1.0 ug/L 1 02/02/2024 13:12 01/11/2024 6:37

Page 8 of 9
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e](]ah inc_ Receiving Check List

Environmental Laboratory http: //www.teklabinc.com

Client: Geotechnology, Inc. Work Order: 24011313
Client Project: J044517.01 Report Date: 14-Feb-24
Carrier: Employee Received By: NR
Completed by: W — Reviewed by: Ty ;
on: mﬁ Di_D-C}-LLL on: CR D Vi)
19-Jan-24 19-Jan-24 i '
9-Jan Amber Dilallo 9-Jan Ellie Hopkins

Pages to follow: Chain of custody II' Extra pages included II'

Shipping container/cooler in good condition? Yes No [ Not Present [ ] Temp °C  N/A
Type of thermal preservation? None ice [] Blue Ice [ Dry Ice []
Chain of custody present? Yes No [

Chain of custody signed when relinquished and received? Yes No [

Chain of custody agrees with sample labels? Yes [J No

Samples in proper container/bottle? Yes No [

Sample containers intact? Yes No [

Sufficient sample volume for indicated test? Yes No []

All samples received within holding time? Yes No [

Reported field parameters measured: Field [ Lab [] NA

Container/Temp Blank temperature in compliance? Yes No [

When thermal preservation is required, samples are compliant with a temperature between
0.1°C - 6.0°C, or when samples are received on ice the same day as collected.

Water — at least one vial per sample has zero headspace? Yes [ No ] No VOA vials
Water - TOX containers have zero headspace? Yes [] No [] No TOX containers
Water - pH acceptable upon receipt? Yes No [ NA [
NPDES/CWA TCN interferences checked/treated in the field? Yes [] No [] NA

Any No responses must be detailed below or on the COC.

Samples were checked for turbidity and then preserved with nitric acid upon arrival in the laboratory. - amberdilallo - 1/19/2024 10:57:21 AM

Did not receive JMS-05 MEK 1/19/24

Page 9 of 9



CHAIN OF CUSTODY

pg. 1 of’]l;i Work order #7U[ )1 14513

TEKLARB, INC. 5445 Horseshoe Lake Road - Collinsville, IL 62234 - Phone: (618) 344-1004 - Fax: (618) 344-1 005

Geotechnology, L1.C

Client:

Address: 11816 Lackland Road

City / State / Zip St. Louis, MO 63146

Contact:  Pradtehnm Phone: (314 997-7440
E-Mail: blohrum@teamues.com Fax:

Are these samples known to be involved in litigation? If yes, a surcharge will apply

Are these samples known to be hazardous? [] Yes KaNo
Are there any required reporting limits to be met on the requested analysis?. If yes, please provide

limits in the comment section.

fj Yes

.No

EI Yes ,&NO

Samples on: [# ICE BLUE ICE [¥] NOICE
FIELD

Preserved in:
Lab Notes

LAB

Client Comments:

Jlmns- s

NA °c

LTGH#

FOR LAB USE ONLY

C0EL Vgl

£

(/2] 24

/ ﬂ,‘yy

“"--.

Project Name/Number Sample Collector's Name MATRIX INDICATE ANALYSIS REQUESTED
. — : (=g w]
(}O‘_{"&Q!T@\ %ﬂ Lo\/WUM‘ z|9 L) =
. Resulis Requested Billing Instructions |*.and Type of Containers 1 || |12 12|~
Standard || 1-2 Day (100% Surcharge) Sinic o ]z]82
Slziz|Z zoldlli2El=12] 2
Domer DaDay(SO%Surcharge) % = ‘0' -4 ﬁ a:' ; 5 [ g g l‘IN'I
g2 12712188 5] | [B|E]B
mLﬁE»I;{s%g WOnly] Sample Identification I Date/Time Sampled ® = )
R Relinguished By ' Date/Time Rgceived By Date/Time
B reh s\ A — \ /( Z"/ 2l % /(B2
&

/1949 1012

The individual signing this agreement on behalf of the client, acknowledges that he/she has read and understands the terms and conditions of this

agreement, and that he/she has the authority to sign on behalf of the client. See www.tekiabinc.com for terms and conditions.

BottleOrder: 80481 Eﬁ
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CHAIN OF CUSTODY  pa. % of T Workorder# 2U0 11213

TEKLAB, INC. 5445 Horseshoe Lake Road - Collinsville, IL 62234 - Phone: (618) 344-1004 - Fax: (618) 344-1005

Client: Geotechrology, LLC Samples on: ICE BLUE ICE NO ICE I LT
Address: 11816 Lackland Road Preserved in: [E LAB FIELD FOR LAB USE ONLY :
City / State / Zip St Louis, MO 83146 Lab Nofes
Contact: Brad Lohrum Phone: (314) 897-7440
Mail- blohrum@teamues.com - -
E-Mail: Fax: Client Comments:
Are these samples known to be involved in fitigation? If yes, a surcharge will apply B Yes No
Are these samples known fo be hazardous? D Yes No
Are there any required reporting limits to be met on the requested analysis?. if ves, please provide
imits in the comment section. [ ves ﬁNo
Project Name/Number Sample Collector's Name MATRIX INDICATE ANALYSIS REQUESTED
7 o
Jovti_&iﬂ.é‘{ B \A[sz‘_" Z9 vlal 2
Results Requested Billing Instructions |#and Type of Containers 1 % | |» (8 [2 ]~
Standard [ | -2 Day (100% Surcharge) S(nmigie|s]3
slzlzlzl_|z|ZE|ol} |2 & s ==
] other { ] 3 Day 50% Surcharge) ABEREBHEIHEIE = ® |3 2 m
210 :‘O: ol-|e 8 m & aigdle
—— — alelTI2|"IFIRIF] |3 7128
. Lab Use Only § Sample Identification ‘ Date/Time Sampled = oo

Date/Time

3 Relinquished By Date/Time - Received By
Bl A [T =y Liored
20 / 1924 o2l ik Ko (012 1/15]24

r

The individual signing this agreement on behalf of the dlient, acknowledges that he/she has read and understands the terms and conditions of this BottleOrder: 80481
agreement, and that he/she has the authority to sign on behalf of the client. See www._teklabinc.com for terms and conditions.


Brad Lohrum
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CHAIN OF CUSTODY o 1 of TH workorder# 24011313
TEKLAB, INC. 5445 Horseshoe L.ake Road - Collinsville, IL 62234 - Phone: (618) 344-1004 - Fax: (618) 344-1005

Client: Geotechnology, LLC Samples on: [# ICE BLUE ICE NCICE I LTG#
Address: 11816 Lackland Road Preserved in:[E LAB [ FIELD FOR LAB USE ONLY
City / State / Zip St Louls MO 63148 Lab Notes
Contact: Brad Lohrum Phone: (314) 9g7-7440

Q. bloh b ) .
E-Mail: Shum@teamees com Fax: Client Comments:

Are these samples known to be involved in litigation? If yes, a surcharge willapply [ Yes %No
Are these samples known to be hazardous? L] Yes [<No

Are there any required reporting limits {o be met on the requested analysis?. If yes, please provide
fimits in the comment section. [ ves ENO

Project Name/Number Sample Coliector's Name - MATRIX INDICATE ANALYSIS REQUESTED
i &4 o
oS | Brad Ldwovn  BETT R[S
Results Requested Billing Instructions |7 .2nd Type of Containers 1 1%\ |y |3 2] ~
Standard | | 1-2 Day (100% Surcharge) Sjwic izl @
Slzlzlzl. |z[E|olR 12 i2i& gle
DO‘ther DSDay(SO%Surcharge) % - El B r:F) % T ; = o 5 sl
— 20121520 |8|Z]% [ alz]
————— mlwiX|s I]0i% -4 a o 8
Sample Identification | DatefTime Sampled & g P

Date/Time

5 Relingquished By Date/Time Received By
Fad D T3 =y Joolzy
%{/%{// J12/357 (e I el  FaYed 1/4/21 i1z

2

.

The individual signing this agreement on behalf of the client, acknowledges that he/she has read and understands the terms and conditions of this BoitleQrder: 80481
agreement, and that hefshe has the authority {o sign on behalf of the client. See www.teklabinc_.com for terms and conditions,
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CHAIN OF CUSTODY  pg. [C of T Workorder # 2401123
TEKLAB, INC. 5445 Horseshoe Lake Road - Collinsville, IL. 62234 - Phone: (618) 344-1004 - Fax: (618) 344-1005

Client: Geotechnology, LLC Samples on: ICE BLUE ICE NOICE °c Lre#
Address: 11816 Lackiand Road Preserved in: [ LAB [ FIELD FOR LAB USE ONLY
City / State / Zip St bouis, MO 83146 Lab Notes
Contact:  Brad Lohum Phone: (314)997-7440

HH blohrum@teamues.com .
E-Mail: @ Fax: Client Comments:

Are these samples known to be involved in Iitigation? if yes_a surcharge will apply 1 Yes g. No
Are these samples known ic be hazardous? {:] Yes No
Are there z2ny required reporting limits to be:@m:e( on the requested analysis?. If ves, please provide

limits in the comment section. ] ves No
Project Name/Number Sampie Collector's Name MATRIX INDICATE ANALYSIS REQUESTED
o (7, =}
Jﬂqﬁgr’[.d‘ %A UyA Z|T Y =
Resuits Requested Billing Instructions |.#2nd Type of Containers = luld 8]~
Standard ] 1-2 Day (100% Surcharge) Siwig|e|3]12
Sixizlz|. lzlElo]R 12 I2|E g]=
T other {] 3 Day 0% Surcharge) Ziz|&|® iz = ) § S m
—— R HEEEIEE R w (xS
;&ag%ie;gﬁly Sample Identification I Date/Time Sampled v - g i o
2 Relinguished By Date/Time o Received By Date/Time
"B, fe~—— ‘/!3/7/'—!' [ <> //g‘\/ Yo /2Y
//}// /3 1]/ 5/2¢/ szl ed, vfp/,gV\ 1/alry (012
il

The individual signing this agreement on behalf of the client, acknowledges that hefshe has read and understands the terms and conditions of this BottleOrder: 80481 Lo
agreernent, and that he/she has the authority to sign on behalf of the client. See www.tekiabinc.com for terms and conditions.


Brad Lohrum
Rectangle


CHAIN OF CUSTODY  po. || of 7T Workorder# 2011313
TEKLAB, INC. 5445 Horseshoe Lake Road - Collinsville, IL 62234 - Phone: (618) 344-1004 - Fax: (618) 3441005

Client: Geotechnology, LLC Samples on; [EICE [ BLUE iCE [} NOICE °Cc  iree
Address: 11816 Lackland Road Preserved in: & LAB FIELD FOR LAB USE ONLY
City / State / Zip St Louis, MO 63146 Lab Notes

Contact:  Brad tohum Phone: (3149977440

E-Mail: blochum@teamues.com Fax: Client Comments:

Are these samples known to be involved in fitigation? If yes, a surcharge will apply ~ [] Yes %No
Are these samples known to be hazardous? [ Yes ﬁ‘No
Are there any required reporting limits to be met on the requested analysis?. If yes, please provide

limits in the comment section. [ ves No

Project Name/Number Sample Collector's Name MATRIX INDICATE ANALYSIS REQUESTED

J 1.0} ‘&@A Loltvuw Zl9| | lolel2

3. o

Results Requested Billing Instructions |#and Type of Containers 18 15| 1|8 |2 ~

%Endard {7 1-2 Day (100% Surcharge) SwmicsIsI2

Slzizlzl |ziElcf 2 1218 $]=

[ otrer (] 3 Day 0% surcharge) HAHHNEBEE 1A HAE

— ZI510|8(2[3[BIEP° (5 a8

= " 3“’:& ‘:cg,, 8- g Q >

[ Lab Usc only | Sample dentification | DaterTime Sampled & ®

» ~_ Relinquistied By . Date/Time Received By Date/Time
Gl b~ [ Z7 77 T
4 /,,é{\? - fg/ﬁz&% 1287 Trred 7 oud ALy 102

The individual signing this agreement on behalf of the dlient, acknowledges that he/she has read and understands the terms and conditions of this BottleOrder: 80481 LT
agreement, and that hefshe has the authority fo sign on behalf of the client. See www.teklabine.com for terms and conditions.
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CHAIN OF CUSTODY  pg. |2-of 74 Work order # 7/ L[ 11410
TEKILAB, INC. 5445 Horseshoe Lake Road - Collinsville, IL 62234 - Phone: (618) 344-1004 - Fax: (618) 344-1005

Client: Geotechnology, LLC Samples on: [E] iCE BLUEICE [@INOICE _ °C  Lro#
Address: 11816 Lackland Road Preserved in:[E LAB [ FIELD FOR LAB USE ONLY
City / State / Zip St Louss, MO 63146 Lab Notes
Contact: Brad Lohrum Phone: {314) 997-7440

1. blohrum@tearnues.com .
E-Mail: e Fax: Client Comments:

Are these samples known to be involved in litigation? If yes, a surcharge will apply El Yes B No
Are these samples known to be hazardous? D Yes

Are there any required reporting limits to be met on the requested analysis?. If yes, please provide
limits in the comment section.  [] ves ENO

Project Name/Number Sample Collector's Name MATRIX INDICATE ANALYSIS REQUESTED
, w4 ]
Aol 517.6) Drad LAy 22| | |v|o] 3
Resuits Requested Billing Instructions |*and Type of Containers = 23l2]s

P gtandard || 1-2 Day (100% Surcharge) SwiElE|3]8
1 Slziziz||zIEIoB S Pl l=lE] 2
[ other { ] 3 Day (50% Surcharge) T HEHEHEBEE = o IS5 T
zigiz|e|~2i18izl I 218]s
| Lab UseOnly | Sample Identification l Date/Time Sampled | - g L B IS

oSla ke }MS — 0\ b~ 35 3(‘
5 [((MS- oz :3b
obf o> b:27
0sg oY + X
ol - o5 | L. .33 X

n elinguished By Date/Time Re !\;‘ed By Date/Time
e o L @/ZLFL /2 | Sy
' p{,',,//{,, 80y O : 4%{/ 1 /19]/2y 1012

SPSP<PXIA

The individual signing this agreement on behalf of the dlient, acknowledges that he/she has read and understands the terms and conditions of this BottieOrder: 80481 1ot
agreement, and that he/she has the authority {o sign on behalf of the client. See www.teklabinc.com for terms and conditions.
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ekiab. inc

Envirenmental Laboratory

http://www.teklabinc.com/

February 12, 2024

Brad Lohrum
Geotechnology, Inc.
11816 Lackland Road

St. Louis, MO 63146
TEL: (314) 997-7440
FAX: (314) 997-2067
RE: J044517.01

Dear Brad Lohrum:

Illinois
Kansas
Louisiana
Louisiana
Oklahoma

WorkOrder: 24011311

TEKLAB, INC received 61 samples on 1/19/2024 10:00:00 AM for the analysis presented in

the following report.

100226
E-10374
05002
05003
9978

Samples are analyzed on an as received basis unless otherwise requested and documented. The
sample results contained in this report relate only to the requested anaytes of interest as
directed on the chain of custody. NELAP accredited fields of testing are indicated by the | etters

NELAP under the Certification column.

Unless otherwise documented within this report,

Teklab Inc. analyzes samples utilizing the most current methods in compliance with 40CFR.
All tests are performed in the Collinsville, IL laboratory unless otherwise noted in the Case

Narrative.

All quality control criteria applicable to the test methods employed for this project have been
satisfactorily met and are in accordance with NEL AP except where noted. The following report
shall not be reproduced, except in full, without the written approval of Teklab, Inc.

If you have any questions regarding these tests results, please fedl freeto call.

Sincerely,

Patrick Riley

Project Manager
(618)344-1004 ex 44
patrickriley@teklabinc.com

Page 1 of 9



ekiab, inc

Envirenmental Laboratory

Report Contents

http://www.teklabinc.com

Client: Geotechnology, Inc.
Client Project: ]J044517.01

Work Order: 24011311
Report Date: 12-Feb-24

Thisreporting package includes the following:

Cover Letter

Report Contents
Definitions

Case Narrative
Accreditations
Laboratory Results
Receiving Check List
Chain of Custody

1
2
3
5
6
7
9

Appended
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e]dah iﬂc Definitions

Environmental Laboratory http://www.teklabinc.com

Client: Geotechnology, Inc. Work Order: 24011311
Client Project: 1044517.01 Report Date: 12-Feb-24

Abbr Definition
* Analytes on report marked with an asterisk are not NELAP accredited
CCV Continuing calibration verification is a check of a standard to determine the state of calibration of an instrument between recalibration.
CRQL A Client Requested Quantitation Limit is a reporting limit that varies according to customer request. The CRQL may not be less than the MDL.
DF Dilution factor is the dilution performed during analysis only and does not take into account any dilutions made during sample preparation. The

reported result is final and includes all dilution factors.

DNI Did not ignite

DUP Laboratory duplicate is a replicate aliquot prepared under the same laboratory conditions and independently analyzed to obtain a measure of
precision.
ICV Initial calibration verification is a check of a standard to determine the state of calibration of an instrument before sample analysis is initiated.

IDPH IL Dept. of Public Health

LCS Laboratory control sample is a sample matrix, free from the analytes of interest,spiked with verified known amounts of analytes and analyzed exactly
like a sample to establish intra-laboratory or analyst specific precision and bias or to assess the performance of all or a portion of the measurement
system.

LCSD Laboratory control sample duplicate is a replicate laboratory control sample that is prepared and analyzed in order to determine the precision of the
approved test method. The acceptable recovery range is listed in the QC Package (provided upon request).

MBLK Method blank is a sample of a matrix similar to the batch of associated sample (when available) that is free from the analytes of interest and is
processed simultaneously with and under the same conditions as samples through all steps of the analytical procedures, and in which no target
analytes or interferences should present at concentrations that impact the analytical results for sample analyses.

MDL "The method detection limit is defined as the minimum measured concentration of a substance that can be reported with 99% confidence that the
measured concentration is distinguishable from method blank results.”

MS Matrix spike is an aliquot of matrix fortified (spiked) with known quantities of specific analytes that is subjected to the entire analytical procedures in
order to determine the effect of the matrix on an approved test method'’s recovery system. The acceptable recovery range is listed in the QC Package
(provided upon request).

MSD Matrix spike duplicate means a replicate matrix spike that is prepared and analyzed in order to determine the precision of the approved test method.
The acceptable recovery range is listed in the QC Package (provided upon request).

MW Molecular weight

NC Data is not acceptable for compliance purposes
ND Not Detected at the Reporting Limit
NELAP NELAP Accredited

PQL Practical quantitation limit means the lowest level that can be reliably achieved within specified limits of precision and accuracy during routine

laboratory operation conditions.
RL The reporting limit the lowest level that the data is displayed in the final report. The reporting limit may vary according to customer request or sample

dilution. The reporting limit may not be less than the MDL.

RPD Relative percent difference is a calculated difference between two recoveries (ie. MS/MSD). The acceptable recovery limit is listed in the QC
Package (provided upon request).

SPK The spike is a known mass of target analyte added to a blank sample or sub-sample; used to determine recovery deficiency or for other quality
control purposes.

Surr Surrogates are compounds which are similar to the analytes of interest in chemical composition and behavior in the analytical process, but which are
not normally found in environmental samples.

TIC Tentatively identified compound: Analytes tentatively identified in the sample by using a library search. Only results not in the calibration standard
will be reported as tentatively identified compounds. Results for tentatively identified compounds that are not present in the calibration standard, but
are assigned a specific chemical name based upon the library search, are calculated using total peak areas from reconstructed ion chromatograms
and a response factor of one. The nearest Internal Standard is used for the calculation. The results of any TICs must be considered estimated, and
are flagged with a "T". If the estimated result is above the calibration range it is flagged "ET"

TNTC Too numerous to count (> 200 CFU )
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ekiab, Inc Definitions
Environmental Labarat;ry http://www.teklabinc.com
Client: Geotechnology, Inc. Work Order: 24011311
Client Project: J044517.01 Report Date: 12-Feb-24
Qualifiers
# - Unknown hydrocarbon B - Analyte detected in associated Method Blank
C - RL shown is a Client Requested Quantitation Limit E - Value above quantitation range
H - Holding times exceeded | - Associated internal standard was outside method criteria
J - Analyte detected below quantitation limits M - Manual Integration used to determine area response
ND - Not Detected at the Reporting Limit R - RPD outside accepted recovery limits
S - Spike Recovery outside recovery limits T - TIC(Tentatively identified compound)

X - Value exceeds Maximum Contaminant Level
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N okiab inc

Case Narrative
Environmental Laboratory http://www.teklabinc.com
Client: Geotechnology, Inc. Work Order: 24011311
Client Project: 1044517.01 Report Date: 12-Feb-24
Cooler Receipt Temp: NA °C
L ocations
Collinsville Springfield K ansas City
Address 5445 Horseshoe Lake Road Address 3920 Pintail Dr Address 8421 Nieman Road
Callinsville, IL 62234-7425 Springfield, IL 62711-9415 Lenexa, KS 66214
Phone  (618) 344-1004 Phone  (217) 698-1004 Phone  (913) 541-1998
Fax (618) 344-1005 Fax (217) 698-1005 Fax (913) 541-1998
Email jhriley@teklabinc.com Email KKlostermann@teklabinc.com Email jhriley@teklabinc.com
Collinsville Air Chicago
Address 5445 Horseshoe Lake Road Address 1319 Butterfield Rd.
Collinsville, IL 62234-7425 Downers Grove, IL 60515
Phone (618) 344-1004 Phone (630) 324-6855
Fax (618) 344-1005 Fax
Email EHurley@teklabinc.com Email arenner@teklabinc.com
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e]dah ]ﬂc Accreditations

Environmental Laboratory http://www.teklabinc.com

Client: Geotechnology, Inc. Work Order: 24011311
Client Project: J044517.01 Report Date: 12-Feb-24
State Dept Cert # NELAP Exp Date Lab
Illinois IEPA 100226 NELAP 1/31/2025 Collinsville
Kansas KDHE E-10374 NELAP 4/30/2024 Collinsville
Louisiana LDEQ 05002 NELAP 6/30/2024 Collinsville
Louisiana LDEQ 05003 NELAP 6/30/2024 Collinsville
Oklahoma ODEQ 9978 NELAP 8/31/2024 Collinsville
Arkansas ADEQ 88-0966 3/14/2024 Collinsville
Illinois IDPH 17584 5/31/2025 Collinsville
lowa IDNR 430 6/1/2024 Coallinsville
Kentucky UsT 0073 1/31/2025 Collinsville
Missouri MDNR 00930 10/31/2026 Collinsville
Mi ssouri MDNR 930 1/31/2025 Collinsville

http://www.teklabinc.com/ Page 6 of 9



ekiab, inc

Envirenmental Laboratory

L aboratory Results

http://www.teklabinc.com

Client: Geotechnology, Inc.

Client Project: ]J044517.01
Matrix: DRINKING WATER

Work Order: 24011311
Report Date: 12-Feb-24

SampleID Client SampleID Certification Qual RL Result Units DF Date Analyzed Date Collected

EPA 600 4.1.4, 200.8 R5.4, METALS BY ICPMS (TOTAL)

Lead

24011311-001A  JMS-06 NELAP 1.0 1.6 pg/L 1 02/08/2024 14:11 01/11/2024 6:39
24011311-002A  JMS-07 NELAP 1.0 <1.0 pg/L 1 02/08/2024 14:15 01/11/2024 6:40
24011311-003A JMS-08 NELAP 1.0 2.7 pg/L 1 02/08/2024 14:20 01/11/2024 6:40
24011311-004A JMS-09 NELAP 1.0 43 pg/L 1 02/08/2024 14:24 01/11/2024 6:40
24011311-005A JMS-10 NELAP 1.0 3.3 pg/L 5 02/06/2024 13:58 01/11/2024 6:40
24011311-006A JMS-11 NELAP 1.0 5.6 pg/L 5 02/06/2024 14:03 01/11/2024 6:40
24011311-007A  JMS-12 NELAP 1.0 1.8 ug/L 1 02/08/2024 14:28 01/11/2024 6:40
24011311-008A JMS-13 NELAP 1.0 <1.0 ug/L 1 02/08/2024 14:33 01/11/2024 6:43
24011311-009A JMS-14 NELAP 1.0 <1.0 ug/L 1 02/08/2024 14:37 01/11/2024 6:43
24011311-010A JMS-15 NELAP 1.0 <1.0 ug/L 1 02/08/2024 14:41 01/11/2024 6:43
24011311-011A  JMS-16 NELAP 1.0 <1.0 ug/L 1 02/08/2024 14:45 01/11/2024 6:43
24011311-012A  JMS-17 NELAP 1.0 <1.0 ug/L 1 02/09/2024 12:17 01/11/2024 6:45
24011311-013A  JMS-18 NELAP 1.0 <1.0 ug/L 1 02/12/2024 9:35 01/11/2024 6:45
24011311-014A  JMS-19 NELAP 1.0 <1.0 pg/L 1 02/12/2024 11:13 01/11/2024 6:45
24011311-015A  JMS-20 NELAP 1.0 <1.0 pg/L 1 02/12/2024 11:17 01/11/2024 6:45
24011311-016A JMS-21 NELAP 1.0 <1.0 pg/L 1 02/12/2024 8:22 01/11/2024 6:46
24011311-017A  JMS-22 NELAP 1.0 <1.0 pg/L 1 02/12/2024 8:26 01/11/2024 6:46
24011311-018A  JMS-23 NELAP 1.0 <1.0 pg/L 1 02/12/2024 10:47 01/11/2024 6:46
24011311-019A JMS-24 NELAP 1.0 <1.0 pg/L 1 02/12/2024 8:31 01/11/2024 6:46
24011311-020A JMS-25 NELAP 1.0 <1.0 pg/L 1 02/12/2024 8:35 01/11/2024 6:50
24011311-021A  JMS-26 NELAP 1.0 3.3 ug/L 1 02/02/2024 11:38 01/11/2024 6:50
24011311-022A  JMS-27 NELAP 1.0 <1.0 ug/L 1 02/02/2024 11:42 01/11/2024 6:50
24011311-023A JMS-28 NELAP 1.0 20.9 ug/L 5 02/06/2024 14:33 01/11/2024 6:50
24011311-024A  JMS-29 NELAP 1.0 <1.0 ug/L 1 02/02/2024 11:46 01/11/2024 6:55
24011311-025A  JMS-30 NELAP 1.0 <1.0 ug/L 1 02/02/2024 12:03 01/11/2024 6:55
24011311-026A JMS-31 NELAP 1.0 <1.0 ug/L 1 02/02/2024 12:07 01/11/2024 6:57
24011311-027A  JMS-32 NELAP 1.0 <1.0 ug/L 1 02/02/2024 12:11 01/11/2024 7:00
24011311-028A JMS-33 NELAP 1.0 3.8 pg/L 1 02/02/2024 12:15 01/11/2024 7:00
24011311-029A JMS-34 NELAP 1.0 <1.0 pg/L 1 02/02/2024 12:31 01/11/2024 7:03
24011311-030A JMS-35 NELAP 1.0 <1.0 pg/L 1 02/02/2024 12:19 01/11/2024 7:06
24011311-031A  JMS-36 NELAP 1.0 3.2 pg/L 1 02/02/2024 12:23 01/11/2024 7:07
24011311-032A  JMS-37 NELAP 1.0 <1.0 pg/L 1 02/02/2024 12:27 01/11/2024 7:08
24011311-033A JMS-38 NELAP 1.0 <1.0 pg/L 1 02/02/2024 13:25 01/11/2024 7:08
24011311-034A JMS-39 NELAP 1.0 61.0 pg/L 1 02/02/2024 12:56 01/11/2024 7:10
24011311-035A  JMS-40 NELAP 1.0 <1.0 ug/L 1 02/02/2024 13:00 01/11/2024 7:12
24011311-036A JMS-41 NELAP 1.0 17.4 ug/L 5 02/06/2024 14:37 01/11/2024 7:12
24011311-037A  JMS-42 NELAP 1.0 10.6 ug/L 5 02/06/2024 14:42 01/11/2024 7:12
24011311-038A JMS-43 NELAP 1.0 35 ug/L 1 02/02/2024 13:04 01/11/2024 7:12
24011311-040A JMS-45 NELAP 1.0 13.5 ug/L 5 02/06/2024 14:46 01/11/2024 7:12
24011311-041A  JMS-46 NELAP 1.0 <1.0 ug/L 1 02/12/2024 9:10 01/11/2024 7:14
24011311-042A  JMS-47 NELAP 1.0 <1.0 ug/L 1 02/02/2024 13:08 01/11/2024 7:14
24011311-045A  JMS-50 NELAP 1.0 1.4 pg/L 1 02/12/2024 9:05 01/11/2024 7:16
24011311-046A JMS-51 NELAP 1.0 1.6 pg/L 1 02/07/2024 21:55 01/11/2024 7:16
24011311-047A  JMS-52 NELAP 1.0 1.1 pg/L 1 02/07/2024 21:59 01/11/2024 7:16
24011311-048A JMS-53 NELAP 1.0 <1.0 pg/L 1 02/07/2024 22:25 01/11/2024 7:18
24011311-049A JMS-54 NELAP 1.0 1.2 pg/L 1 02/07/2024 22:03 01/11/2024 7:18
24011311-050A JMS-55 NELAP 1.0 1.1 pg/L 1 02/07/2024 22:08 01/11/2024 7:19
24011311-051A  JMS-56 NELAP 1.0 <1.0 pg/L 1 02/07/2024 22:12 01/11/2024 7:19
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ekiab, inc

Envirenmental Laboratory

L aboratory Results

http://www.teklabinc.com

Client: Geotechnology, Inc.

Client Project: ]J044517.01
Matrix: DRINKING WATER

Work Order: 24011311
Report Date: 12-Feb-24

SampleID Client SampleID Certification Qual RL Result Units DF Date Analyzed Date Collected
EPA 600 4.1.4, 200.8 R5.4, METALS BY ICPMS (TOTAL)
Lead
24011311-052A  JMS-57 NELAP 1.0 1.1 pg/L 1 02/07/2024 22:16 01/11/2024 7:19
24011311-053A JMS-58 NELAP 1.0 1.7 pg/L 1 02/07/2024 22:21 01/11/2024 7:19
24011311-054A JMS-59 NELAP 1.0 6.4 pg/L 5 02/06/2024 14:50 01/11/2024 7:19
24011311-055A JMS-60 NELAP 1.0 25 pg/L 1 02/12/2024 9:14 01/11/2024 7:20
24011311-056A JMS-61 NELAP 1.0 2.2 pg/L 1 02/12/2024 9:18 01/11/2024 7:20
24011311-057A  JMS-62 NELAP 1.0 1.8 pg/L 1 02/12/2024 9:23 01/11/2024 7:20
24011311-058A JMS-63 NELAP 1.0 1.6 ug/L 1 02/12/2024 9:27 01/11/2024 7:23
24011311-059A JMS-64 NELAP 1.0 1.9 ug/L 1 02/12/2024 10:20 01/11/2024 7:24
24011311-060A JMS-65 NELAP 1.0 <1.0 ug/L 1 02/12/2024 9:31 01/11/2024 7:25
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e](]ah inc_ Receiving Check List

Environmental Laboratory http:/ /www.teklabinc.com

Client: Geotechnology, Inc. Work Order: 24011311
Client Project: J044517.01 Report Date: 12-Feb-24
Carrier: Employee Received By: MEK
Completed by: f Reviewed by: e P
on: MCVL% E fAW on: E, ﬂ(‘k E} "\'-i:}v;_]{‘c_i—w\j
19-Jan-24 19-Jan-24 S i
Mary E Kemp Ellie Hopkins

Pages to follow: Chain of custody II' Extra pages included II'

Shipping container/cooler in good condition? Yes No [ Not Present [ ] Temp °C NA
Type of thermal preservation? None ice [] Blue Ice [ Dry Ice []
Chain of custody present? Yes No [

Chain of custody signed when relinquished and received? Yes No [

Chain of custody agrees with sample labels? Yes [] No

Samples in proper container/bottle? Yes No [

Sample containers intact? Yes No [

Sufficient sample volume for indicated test? Yes No []

All samples received within holding time? Yes No [

Reported field parameters measured: Field [ Lab [] NA

Container/Temp Blank temperature in compliance? Yes No [

When thermal preservation is required, samples are compliant with a temperature between
0.1°C - 6.0°C, or when samples are received on ice the same day as collected.

Water — at least one vial per sample has zero headspace? Yes ] No ] No VOA vials
Water - TOX containers have zero headspace? Yes [ No [] No TOX containers
Water - pH acceptable upon receipt? Yes No [ NA [
NPDES/CWA TCN interferences checked/treated in the field? Yes [] No [] NA

Any No responses must be detailed below or on the COC.

Samples were checked for turbidity and then preserved with nitric acid upon arrival in the laboratory. - MaryKemp - 1/19/2024 10:40:03 AM

Did not receive JMS-44 and JMS-48. Received two JMS-49. Unable to identify. Both bottles went into storage.
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CHAIN OF CUSTODY

pg. l3 of {Pl Work order # 24 ¢y (31}

TEKLAB, INC. 5445 Horseshoe Lake Road - Collinsville, IL 62234 - Phone: (618) 344-1004 - Fax: (618) 344-1005

Client: Geotechnology, LLC Samp|e5 on: iCE BLUE ICE NO ICE NA_ OC LTGE

Address: 11816 Lackland Road Preserved in:LAB FIELD FOR LAB USE ONLY

City / State / Zip St Louis MO 63146 Lab Notes '

Contact;  5rad Lohnm Phone: (3149977440 Missing JMS Ut < 1y cled Lo dme-yg met

E-Mail: blohrum@teamues.com Fax: Client Comments: ¢ 101k
Are these samples known to be involved in litigation? If yes, a surcharge will apply D Yes mo

Are these samples known to be hazardous? D Yes

Are there any required reporting limits o be rpet on the requested analysis?. If yes, please provide
fimits in the comment section. [ yes No

Project Name/Number Sample Collector's Name MATRIX INDICATE ANALYSIS REQUESTED
5\ 7.0\ Bizd Lovus Z|o A ER
Results Requested Billing Instructions |#2nd Tybe of Containers 2| leiBi2] ("
Standard 1-2 Day {100% Surcharge) slwlgisiz]?
Slzlz|z| iziZlclf IS B E|=|2]2
Toter [ 3Day 50% Surcharge) f,l z(8 g HAEE né’ i g z m
m - m - 218k 2
Lub,uiewoﬁilw Sample Identification Date/time Sampled § " “1F® 127 & &% g
ezl ImS — Ol f/ll/ﬂ'" o371 b X
ooa| IWS — 7 bH0 X X
o o9 X
ooy A X X
oo [0 X X
Chip [( ! X
o (2 — X X
oo (% b Y3 X X
o8 (4 ‘ l X
yoel LIS R - X DX
el Relinguished By Date/Time Received By Date/Time
“Guag\ia| e — \/IT /2 ) yee/24
/QJ_;///‘%_ ///é/?—-ﬁf (zier Mm% —’/&Aa‘ﬁ Hafay  eco

The individual signing this agreement on behalf of the dlient, acknowledges that he/she has read and understands the terms and conditions of this
agreement, and that he/she has the authority to sign on behalf of the client. See www.teklabinc.com for terms and conditions.

BottleOrder: 80481 %



CHAIN OF CUSTODY  sa. [t of T Workorder# a3y

TEKLAB, INC. 5445 Horseshoe Lake Road - Collinsville, IL. 62234 - Phone: (618) 344-1004 - Fax: (618) 344-1005

Client: Geotechnology, LLC Samples on; & ICE BLUE ICE [ NCICE _°% wite#
Address: 11816 Lackiand Road Preserved in:[# LAB [& FIELD FOR LAB USE ONLY
City / State / Zip St Louis, MO 63145 Lab Notes
Contact:  Brad Lohum Phone: (314)997-7440
E-Mail: blohrum@teamues.com Fax: Client Comments:
Are these samples known fo be involved in litigation? If yes, a surcharge will apply [:I Yes E\ No
Are these samples known to be hazardous? D Yes E-No
Are there any required reporting limits o be met on the requested analysis?. If yes, please provide
himits in the comment section. [ ves No
Project Name/Number Sample Collector's Name MATRIX INDICATE ANALYSIS REQUESTED
= =
Jouusit.o| 1_%/1(90& Loy va 21| [gle]z
Results Requested Billing Instructions |¥and Type of Containers 1B 12| {n (3 |2 | ~
Standard [ | 1-2 Day (100% Surcharge) Slnic e |51
Slzlzizi_|z|ZlolBl ] 128 gle
[ other {] 3 pay 50% surcharge) Zlziz Nz i s g 1= E m
_ IR AR dlgix s gigln
e— el |"iTiI%] 7 i8] 8
Lg”b !Jse Oﬂlgﬂ ; Sample ldentification Pate/Time Sampled = = ® )
EECHENRN . /
o1 [ IMS - b VIUL"! 43 X X
pia | Jms— (7 L s X X
o132 (€ , X X
oY 11 K X
05 20 - X X
0l 2| L:4b X X
on 22~ X X
o\g 25 .X X
0iG B! —— X X
v ool 4 25 | = :3%0 X X
N Relinquished By Date/Time Received By Date/Time
G| /(o (2 f— (yej24
Y A6 ///9/}9 Vi 7 LA A PETOIN SV tliglag  tooe
i 3 \

The individual signing this agreement on behalf of the client, acknowledges that heishe has read and understands the terms and conditions of this BottleOrder. 80481 Lo
agreement, and that he/she has the authority to sign on behalf of the client. See www.teklabinc.com for ferms and conditions.




CHAIN OF CUSTODY  ps. 1S~ of T Workorder# auciion _
TEKLAB, INC. 5445 Horseshoe Lake Road - Collinsville, IL 62234 - Phone: (618) 344-1004 - Fax: (618) 344-1005

Client: Geotechnology, 11.C Samples on: [ ICE BLUE ICE [ NOICE % wrer
Address: 11816 Lackland Road Preserved in: & LAB FIELD FOR LAB USE ONLY
City / State / Zip St Louis, MO 63148 Lab Notes
Contact: Brad Lohrum Phone: (314) 997-7440
E-Mail: blohrum@teamues.com Fax: Client Comments:
Are these samples known to be involved in litigation? If yes, a surcharge will apply [ Yes ﬂNo
Are these samples known to be hazardous? [ Yes o
Are there any required reporting limits to be rpet on the requested analysis?. If yes, please provide
kmits in the comment section. [ ] ves No
Project Name/Number Sample Collector's Name MATRIX INDICATE ANALYSIS REQUESTED
= Q
| Joqdsiiol Bied [ dwon T T le]af2
Results Requested Billing Instructions J%.and Type of Containers 1B =1 [ (8 8] ~
Standard [ 1-2 Day (100% Surcharge) Slwilgigis] g
Slziz|z| z(Eloll 2 1218 gl=
{7 other {7 3 Day (50% Surcharge) Zizlg|8lz|Z 2] = o § 5 m
— =(o|2]|8iR|o|v|5 o CEd B
A — m|w|I]g IT|Q|= 3 7 Q =
| LabUseOnly | Sample Identification | Date/Time Sampled | = & o
YO A —_ -
MO e LM = 2 JVizd 6350 ¥ X
oaa |[fwmg - 274 I X X
03 29 A X X
02y 29 l0:58 X X
N 5 + X X
02 2| L2357 X X
oA 22 —7:¢0 X X
0% 25 4+ X X
e 24 1:65 X X
030] A BS | . 7:%h X X
Relinguished By Qa_tngime Received By Date/Time
;&Mﬂg&ﬂ P i3z 2oy M — Yew /2
/Lf/f;é- f//é/""f (Tl 71 m;a J{&/w‘(:) Hliglay  icoo

The individual signing this agreement on behalf of the dlient, acknowledges that he/she has read and understands the terms and conditions of this BoltleOrder: 80481
agreement, and that he/she has the authority fo sign on behalf of the client. See www.teklabinc.com for terms and conditions.



CHAIN OF CUSTODY

pa. | b of 7t Work order # 3uc 1151 B

TEKLAB, INC. 5445 Horseshoe Lake Road - Collinsville, iL. 62234 - Phone: (618) 344-1004 - Fax: (618) 344-1005

Geotechnology, LLC

Samples on: [ ICE BLUE

Preserved in: £ LAB FIELD

Lab Notes

ICE [& NOICE °c TG »
FORLAB USE ONLY

Client Comments:

Client:
Address: 11816 Lackland Road
City | State / Zip St. Louis, MO 63146
Contact:  Brad Lohrum Phone: (314)997-7440
E-Mail: blohrum@teamues.com Fax:
Are these samples known to be involved in litigation? If yes, a surcharge will apply  |] Yes ﬁ;\io

Are these samples known to be hazardous?

Ef Yes

No

Are there any required reporting limits fo be met on the requested analysis?. If yes, please provide

fimits in the comment section. [ ves
Project Name/Number Sample Collector's Name MATRIX INDICATE ANALYSIS REQUESTED
,
JSUusitel Bezd  (dacvwn Z12] | lolo] 2
Results Requested Billing Instructions [#and Type of Containers = lwl@|2]~
Standard [ 1-2 Day (100% Surcharge) ER AR ] B
Slzizlz| ziElclB R =la s =)=
Ootwer [} 3Day (50% Surcharge) SHEAEE; S EE: s [oisislm
212(2[2|P|218|E)" & R B
. LabUse Only | Sample identification Date/Time Sampled | = g *1 =
TELE - - -
MO e [JMS ~ 3 b W24 7o ¥
o3n | JMS- 27 7% X X
033 Y A X X
| ooy 2 7:10 X X
035 LY 7.1Z X X
030 L X X
o U7 X X
02% Uz X
oF Yt X X
&, o] A+ Ye [ A= A nd
finquished By Date/Time Received By Date/Time
‘] .
Predllfuf\ | 1524 /= f LA YIBL2F

el
<

1/ 1%/2/

220

Velay (oso

The individual signing this agreement on behalf of the client, acknowledges that he/she has read and understands the terms and conditions of this
agreement, and that he/she has the authority fo sign on behalf of the client. See www.tekiabinc.com for terms and conditions.

BottleOrder: 80481 %



CHAIN OF CUSTODY
TEKLAB, INC. 5445 Horseshoe Lake Road - Collinsville, IL 62234 - Phone: (618) 344-1004 - Fax: (618) 344-1005

11 of?“f Work order # 34112

Client: Geotechnology, LLC Samples on: [E ICE BLUE ICE (%] NOICE _°C  ire#
Address: 11816 Lackland Road Preserved in: [} LAB [ FIELD EOR LAB USE ONLY
City / State / Zip St Louls, MO 63148 Lab Notes
Contact: Brad Lohrum Phone: (314) 997-7440

N HE biohrurn@teamues.com - _
E-Mail: Fax: Client Comments:

i:] Yes E No

Are these samples known to be involved in iitigation? If yes, a surcharge will apply
Are these samples known to be hazardous? [ Yes [Y~No

Are there any reguired reporting limits to be mi

lirpits in the comment section. [ ves

o]

t on the requested analysis?. If yes, please provide

Project Name/Number Sample Collector's Name MATRIX INDICATE ANALYSIS REQUESTED
| Jodus1 7.9 Bod Ldruv 22| | lvlo]2
[ Resuits Requested . Billing Instructions [%.and Type of Containers Il 1| w3 |2 | ~
Kstandard D1ZDay{100%Surcharge) h.g g’ g_ o 3.. g
Sizlzlz]|.IzlEl0 2 ls|gf s
Tloter  f_]3Day©0% Surcharge) gz A EAEE s o |S|sfm
AR ES d I AT E] Al 21813
LabUseOnly | Sample identification | DatefTime Sampled J* = 2 il IR
_ap use only o :
RN 4l LAzt 2:1° X|
oda | JMS 7 4y [ X
Y g - X X
oMy 49 140 X X
NS 50 + K X
il £l 7.0 X X
ou 52 + X X
UG 575 718 | X X
o4 s+ 4 || X X
4o b =5 | L 7.9 N X
N Relinguished By Date/Time Received By Date/Time
Ted | G~ V1% [2h /27 4 (f1e/2%
V2 ) U172 000 Wad Ao glad oG
7 S X

The individual signing this agreement on behalf of the dlient, acknowiledges that he/she has read and understands the terms and conditions of this
agreement, and that hefshe has the authority to sign on behalf of the client. See www.teklabinc.com for terms and conditions.

BottleOrder: 20481 %



CHAIN OF CUSTODY  pg. | of T{ Workorder# o)

TEKLAB, INC. 5445 Horseshoe Lake Road - Collinsville, IL 62234 - Phone: (618) 344-1004 - Fax: (618) 344-1005

Client: Geotechnology, LLC Samples on: [E] iICE BLUE ICE [&] NOICE %c LTGH
Address: 11816 Lackland Road Preserved in:[E LAB  [F] FIELD FOR LAB USE ONLY
City / State / Zip S' Louis, MO 63146 Lab Notes
Contact;  Bra¢ Lohum Phone: (314)997-7440

Mail- blohrum@teamues.com . N
E-Mail: Fax: Client Comments:

Are these samples known to be involved in litigation? If yes, a surcharge will apply [ ves gNo
Are these samples known to be hazardous? D Yes No

Are there any required reporting fimits fo be met on the requested analysis?. If yes, please provide
Bimits in the comment section. [ Yes ﬂ No

Project Name/Number Sample Collector’s Name MATRIX INBICATE ANALYSIS REQUESTED
Joyds|1. 6l '@raA Lobuyr 22| | g2
Results Requested Billing Instructions [%and Type of Containers = [2l8ig8]r~
%standard [} 1-2 Day {100% Surcharge) Slelele|3]8
Sizlzlzl. IzIElclf 2 3l gic
[Tomer [ 3Day (50% Surcharge) Slz|E|N Zio x| = o ?, sim
2122|217 (2|8 |E]" 12 o (=213
Lagwl.\l“sgﬂ Only § Sample Identification Dateftime Sampled §° » g i B
TYTEE -
I [WMms— 5w Apd 7219 X
| osaldms- 57 | X
| o5 5% _ X i
| o5y 5% 1,20 X e
| oss bC X &
| osn bl i
=) bz — X X
058, L2 123 X K\
o9 o4 .24 X X
v_owol 4+ g5 | A= 7425 X X
N elinguished By Date/Time Received By Date/Time
el Ann /(24 7 X,
Bﬁ?ﬁg Mﬂ( i[/8] 24 1008 fﬂau«é Téwm\m hqlay (000

The individual signing this agreement on behalf of the client, acknowledges that he/she has read and understands the terms and conditions of this BottleOrder: 80481
agreement, and that he/she has the authority to sign on behaif of the client. See www.teklabinc.com for terms and condftions.



ekiab. inc

Envirenmental Laboratory

http:/ /www.teklabinc.com/

February 14, 2024

Brad Lohrum
Geotechnology, Inc.
11816 Lackland Road

St. Louis, MO 63146
TEL: (314) 997-7440
FAX: (314) 997-2067
RE: J044517.01

Dear Brad Lohrum:

Illinois
Kansas
Louisiana
Louisiana
Oklahoma

WorkOrder: 24011314

TEKLAB, INC received 60 samples on 1/19/2024 10:12:00 AM for the analysis presented in

the following report.

100226
E-10374
05002
05003
9978

Samples are analyzed on an as received basis unless otherwise requested and documented. The
sample results contained in this report relate only to the requested anaytes of interest as
directed on the chain of custody. NELAP accredited fields of testing are indicated by the | etters

NELAP under the Certification column.

Unless otherwise documented within this report,

Teklab Inc. analyzes samples utilizing the most current methods in compliance with 40CFR.
All tests are performed in the Collinsville, IL laboratory unless otherwise noted in the Case

Narrative.

All quality control criteria applicable to the test methods employed for this project have been
satisfactorily met and are in accordance with NEL AP except where noted. The following report
shall not be reproduced, except in full, without the written approval of Teklab, Inc.

If you have any questions regarding these tests results, please fedl freeto call.

Sincerely,

W%AM\WI@

Shelly A. Hennessy

Project Manager
(618)344-1004 ex 36
SHennessy@teklabinc.com

Page 1 of 9



ekiab, inc

Envirenmental Laboratory

Report Contents

http: //www.teklabinc.com

Client: Geotechnology, Inc.
Client Project: 1044517.01

Work Order: 24011314
Report Date: 14-Feb-24

Thisreporting package includes the following:

Cover Letter

Report Contents
Definitions

Case Narrative
Accreditations
Laboratory Results
Receiving Check List
Chain of Custody

1
2
3
5
6
7
9

Appended
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e]dah iﬂc Definitions

Environmental Laboratory http: //www.teklabinc.com

Client: Geotechnology, Inc. Work Order: 24011314

Client Project: J044517.01 Report Date: 14-Feb-24

Abbr Definition

*

ccv
CRQL
DF

DN
DUP

ICV
IDPH
LCS

LCSD

MBLK

MDL

MS

MSD

MW
NC

ND
NELAP
PQL

RL
RPD
SPK
Surr

TIC

TNTC

Analytes on report marked with an asterisk are not NELAP accredited

Continuing calibration verification is a check of a standard to determine the state of calibration of an instrument between recalibration.

A Client Requested Quantitation Limit is a reporting limit that varies according to customer request. The CRQL may not be less than the MDL.
Dilution factor is the dilution performed during analysis only and does not take into account any dilutions made during sample preparation. The
reported result is final and includes all dilution factors.

Did not ignite

Labqrgtory duplicate is a replicate aliquot prepared under the same laboratory conditions and independently analyzed to obtain a measure of
precision.

Initial calibration verification is a check of a standard to determine the state of calibration of an instrument before sample analysis is initiated.

IL Dept. of Public Health

Laboratory control sample is a sample matrix, free from the analytes of interest,spiked with verified known amounts of analytes and analyzed exactly
like a sample to establish intra-laboratory or analyst specific precision and bias or to assess the performance of all or a portion of the measurement
system.

Laboratory control sample duplicate is a replicate laboratory control sample that is prepared and analyzed in order to determine the precision of the
approved test method. The acceptable recovery range is listed in the QC Package (provided upon request).

Method blank is a sample of a matrix similar to the batch of associated sample (when available) that is free from the analytes of interest and is
processed simultaneously with and under the same conditions as samples through all steps of the analytical procedures, and in which no target
analytes or interferences should present at concentrations that impact the analytical results for sample analyses.

"The method detection limit is defined as the minimum measured concentration of a substance that can be reported with 99% confidence that the
measured concentration is distinguishable from method blank results."

Matrix spike is an aliquot of matrix fortified (spiked) with known quantities of specific analytes that is subjected to the entire analytical procedures in
order to determine the effect of the matrix on an approved test method’s recovery system. The acceptable recovery range is listed in the QC Package
(provided upon request).

Matrix spike duplicate means a replicate matrix spike that is prepared and analyzed in order to determine the precision of the approved test method.
The acceptable recovery range is listed in the QC Package (provided upon request).

Molecular weight

Data is not acceptable for compliance purposes

Not Detected at the Reporting Limit

NELAP Accredited

Practical quantitation limit means the lowest level that can be reliably achieved within specified limits of precision and accuracy during routine

laboratory operation conditions.

The reporting limit the lowest level that the data is displayed in the final report. The reporting limit may vary according to customer request or sample
dilution. The reporting limit may not be less than the MDL.

Relative percent difference is a calculated difference between two recoveries (ie. MS/MSD). The acceptable recovery limit is listed in the QC
Package (provided upon request).

The spike is a known mass of target analyte added to a blank sample or sub-sample; used to determine recovery deficiency or for other quality
control purposes.

Surrogates are compounds which are similar to the analytes of interest in chemical composition and behavior in the analytical process, but which are
not normally found in environmental samples.

Tentatively identified compound: Analytes tentatively identified in the sample by using a library search. Only results not in the calibration standard
will be reported as tentatively identified compounds. Results for tentatively identified compounds that are not present in the calibration standard, but
are assigned a specific chemical name based upon the library search, are calculated using total peak areas from reconstructed ion chromatograms
and a response factor of one. The nearest Internal Standard is used for the calculation. The results of any TICs must be considered estimated, and
are flagged with a "T". If the estimated result is above the calibration range it is flagged "ET"

Too numerous to count (> 200 CFU)

Page 3 of 9



emab ]nc Definitions
Environmental Labarat;ry http: //www.teklabinc.com
Client: Geotechnology, Inc. Work Order: 24011314
Client Project: J044517.01 Report Date: 14-Feb-24
Qualifiers
# - Unknown hydrocarbon B - Analyte detected in associated Method Blank
C - RL shown is a Client Requested Quantitation Limit E - Value above quantitation range
H - Holding times exceeded | - Associated internal standard was outside method criteria
J - Analyte detected below quantitation limits M - Manual Integration used to determine area response
ND - Not Detected at the Reporting Limit R - RPD outside accepted recovery limits
S - Spike Recovery outside recovery limits T - TIC(Tentatively identified compound)

X - Value exceeds Maximum Contaminant Level

Page 4 of 9



N okiab inc

Environmental Laboratory

Case Narrative

http: //www.teklabinc.com

Client: Geotechnology, Inc.
Client Project: J044517.01

Cooler Receipt Temp: N/A °C

Work Order: 24011314
Report Date: 14-Feb-24

L ocations
Callinsville Springfield K ansas City
Address 5445 Horseshoe Lake Road Address 3920 Pintail Dr Address 8421 Nieman Road
Callinsville, IL 62234-7425 Springfield, IL 62711-9415 Lenexa, KS 66214
Phone (618) 344-1004 Phone (217) 698-1004 Phone (913) 541-1998
Fax (618) 344-1005 Fax (217) 698-1005 Fax (913) 541-1998
Email jhriley@teklabinc.com Email KK lostermann@teklabinc.com Email jhriley@teklabinc.com
Collinsville Air Chicago
Address 5445 Horseshoe Lake Road Address 1319 Butterfield Rd.
Collinsville, IL 62234-7425 Downers Grove, IL 60515
Phone (618) 344-1004 Phone (630) 324-6855
Fax (618) 344-1005 Fax
Email EHurley@teklabinc.com Email arenner@teklabinc.com

Page 5 of 9



e]dah ]ﬂc Accreditations

Environmental Laboratory http: //www.teklabinc.com

Client: Geotechnology, Inc. Work Order: 24011314
Client Project: J044517.01 Report Date: 14-Feb-24
State Dept Cert # NELAP Exp Date Lab
Illinois IEPA 100226 NELAP 1/31/2025 Collinsville
Kansas KDHE E-10374 NELAP 4/30/2024 Collinsville
Louisiana LDEQ 05002 NELAP 6/30/2024 Collinsville
Louisiana LDEQ 05003 NELAP 6/30/2024 Collinsville
Oklahoma ODEQ 9978 NELAP 8/31/2024 Collinsville
Arkansas ADEQ 88-0966 3/14/2024 Collinsville
lllinois IDPH 17584 5/31/2025 Collinsville
lowa IDNR 430 6/1/2024 Collinsville
Kentucky UsT 0073 1/31/2025 Collinsville
Missouri MDNR 00930 10/31/2026 Collinsville
Missouri MDNR 930 1/31/2025 Collinsville

http://www.teklabinc.com/ Page 6 of 9



emah iﬂc L abor atory Results

Environmental Laboratory http: //www.teklabinc.com

Client: Geotechnology, Inc.
Client Project: 1044517.01
Matrix: DRINKING WATER

Work Order: 24011314
Report Date: 14-Feb-24

SampleID Client SampleID Certification Qual RL Result Units DF Date Analyzed Date Collected

EPA 600 4.1.4, 200.8 R5.4, METALS BY ICPMS (TOTAL)

Lead

24011314-001A  JMS-66 NELAP 1.0 1.1 pg/L 1 02/02/2024 22:24 01/11/2024 7:25
24011314-002A  JMS-67 NELAP 1.0 1.1 pg/L 1 02/02/2024 22:53 01/11/2024 7:25
24011314-003A JMS-68 NELAP 1.0 19.1 pg/L 1 02/02/2024 22:57 01/11/2024 7:26

Page 7 of 9


Brad Lohrum
Highlight

Brad Lohrum
Rectangle


e]dah ]ﬂc L abor atory Results

Environmental Laboratory http://www.teklabinc.com/

Client: Geotechnology, Inc. Work Order: 24011314
Client Project: J044517.01 Report Date: 14-Feb-24
Matrix: DRINKING WATER
SampleID Client SampleID Certification Qual RL Result Units DF Date Analyzed Date Collected
EPA 600 4.1.4, 200.8 R5.4, METALS BY ICPMS (TOTAL)

Lead
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e](]ah inc_ Receiving Check List

Environmental Laboratory http://www.teklabinc.com/

Client: Geotechnology, Inc. Work Order: 24011314
Client Project: J044517.01 Report Date: 14-Feb-24
Carrier: Employee Received By: NR
Completed by: W — Reviewed by: s e
= Oevoon Slacuc on U0 P
19-Jan-24 19-Jan-24 i :
o Amber Dilallo an Ellie Hopkins

Pages to follow: Chain of custody |I| Extra pages included |I|

Shipping container/cooler in good condition? Yes No [ Not Present [ ] Temp °C  N/A
Type of thermal preservation? None ice [] Blue Ice [ Dry Ice []
Chain of custody present? Yes No [

Chain of custody signed when relinquished and received? Yes No [

Chain of custody agrees with sample labels? Yes No [

Samples in proper container/bottle? Yes No [

Sample containers intact? Yes No [

Sufficient sample volume for indicated test? Yes No []

All samples received within holding time? Yes No [

Reported field parameters measured: Field [ Lab [] NA

Container/Temp Blank temperature in compliance? Yes No [

When thermal preservation is required, samples are compliant with a temperature between
0.1°C - 6.0°C, or when samples are received on ice the same day as collected.

Water — at least one vial per sample has zero headspace? Yes [ No ] No VOA vials
Water - TOX containers have zero headspace? Yes [] No [] No TOX containers
Water - pH acceptable upon receipt? Yes No [ NA [
NPDES/CWA TCN interferences checked/treated in the field? Yes [] No [] NA

Any No responses must be detailed below or on the COC.

Samples were checked for turbidity and then preserved with nitric acid upon arrival in the laboratory. - amberdilallo - 1/19/2024 11:05:42 AM

Page 9 of 9



CHAIN OF CUSTODY pg. [ of 7% Work order # /L[ ) | ]3%‘;{
TEKLAB, INC. 5445 Horseshoe Lake Road - Collinsville, IL 62234 - Phone: (618) 344-1 0/04 - Fax: (618) 344-1005

Client: Geotechnology, L1.C Samples on: [ ICE [F BLUE lc voice  NA °c irer
Address: 11816 Lacklang Road Preserved in: ¥l LAB FIELD FOR LAB USE ONLY
City / State / Zip St Louis, MO 63148 Lab Notes

Contact:  Brad Lohum Phone: (314)997-7440

E-Mail: bichrum@teamues.com Fax: Client Comments:

Are these samples known to be involved in fitigation? If yes, a surcharge will apply [ Yes &No
Are these samples known to be hazardous? D Yes No
Are there any required reporting limits to bﬁe& on the requested analysis?. if ves, please provide

lirmits in the comment section. [ Yes No
Project Name/Number Sample Collector's Name MATRIX INDICATE ANALYSIS REQUESTED
Jo4ys(7.0] Brod Lotunn o | loo]2
Results Requested Billing Instructions [.and Type of Containers F2 21 [, |3 |2] -
&Standard [ 1-2 Day {100% Surcharge) clSilwleimiz]g
Slzlzlzl| [=z|Ecl8 B &&= 2] 8
] other {1 3 Day (50% Surcharge) Z1Zz|1z|Bziz iz |3 Is 22 Zim
— xlo|e DIQ|G| TR o DISEN
— mng"xog - b3 o 8
smﬂlf,?v!:li% 82'}"" Sampile Identification Date/Time Sampled v » {1 ® o™
- v :
T [Jus b0 Vil 775 TR
oot | JWMS- o1 +
o3 [\Ms-5F 1,20 X X

Relinguished By Date/Time Received By Pate_m.me

¥ ilpgﬂl(( 113/29 weop | Tegsd Aol 1/19/24 _go0s2

The individual signing this agreement on behalf of the client, acknowledges that he/she has read and understands the terms and conditions of this BottleOrder: 80481 T
agreement, and that hefshe has the authority to sign on behaif of the client. See www.teklabinc.com for terms and conditions,
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B} i .3 i
CHAIN OF CUSTODY  pg.20 of 74 Work order # /U{ 3} | 314
TEKLAB, INC. 5445 Horseshoe Lake Road - Collinsville, IL 62234 - Phone: (618) 344-1004 - Fax: (618) 344-1005
Samples on: & ICE BLUE ICE [E] NOICE °c  ires

Geotechnology, LEC

Client:
Address: 11816 Lackland Road Preserved in: [E LAB FIELD FOR LAB USE ONLY
City / State / Zip St Louis, MO 63146 Lab Notes
Contact:  Bradtebum Phone: (3149977440
il- blohrum@teamues.com .
E-Mail: e Fax: Client Comments:
Are these samples known to be involved in litigation? If yes, a surcharge will apply ] ves ﬂNo
Are these samples known to be hazardous? [ Yes No
Are there any required reporting Jimits to be met on the requested analysis?. If yes, please provide
limits in the comment section. [ ves ﬁ‘ No
Project Name/Number Sample Collector's Name MATRIX INDICATE ANALYSIS REQUESTED
w]
Joyys17.0) Biod Lol 2| | lvlo]2
. Results Requested Billing Instructions [.and Type of Containers 12 13- 1,0 (3 2] ~
E@andard [ 1-2 bay (100% Surcharge) ciS|lvw|lcizi3]2
Slzlzlz| iziZ0l3 2 218 |=|E] 2
Tl other SDay(SO%Surcharge) Z1Z|% 3 F 2 =4 |- s © g a0
1 28 :OE oir|x 1 R algfe
ificati ©n = b ] g|5]e
Sample Identification l Date/Time Sampled = ™
Relinguished By Date/Time Received By Date/Time
| Gl B Ao | Vg4 PR /%A X
2/ [[¢5 207 wi0P o 1£2/2Y 101z

The individual signing this agreement on behalf of the dient, acknowledges that he/she has read and understands the terms and conditions of this

agreement, and that he/she has the authority fo sign on behalf of the client. See www.teklabinc.com for terms and conditions.

BottleOrder: 80481 %
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CHAIN OF CUSTODY  pa. 2} of 7t workorder #2UD11 3L
TEKLAB, INC. 5445 Horseshoe Lake Road - Collinsville, IL 62234 - Phone: (618) 344-1004 - Fax: (618) 344-1005

Client: Geotechnology, LLC Samples on: [E ICE BLUE iCE [#] NOICE °c e
Address: 11816 Lackland Road Preserved in: [ LAR FIELD FOR LAB USE ONLY
City / State / Zip St Louls, MO 83146 Lab Notes
Contact:  Brad Lobrum Phone: (314)997-7440
Mail- blchrum@teamues.com . N
E-Mail: Fax: - Client Comments:
Are these samples known to be involved in litigation? If yes, a surcharge will apply D Yes /E\No
Are these samples known to be hazardous? [ Yes No
Are there any required reporting limits to be met on the requested analysis?. If yes, please provide
limits in the comment section. [ ves No
Project Name/Number Sample Collector's Name MATRIX INDICATE ANALYSIS REQUESTED
. =]
Jouy Sy1-9! ‘&?al v AREARE
Results Requested Billing Instructions | #and Type of Contamers 12 |5 | 10 |2 |2 -
standard [ ] 1-2 Day (100% Surcharge) cls'lwlglala]la
— [ 2 o 10 [0 {a ol 5
ZizfZ[E Zini%ie = isis
[ other E:]sDay(SG%Surcharge) s(Zzlz|RIE2|z|Fie IS oi=|sl@
- |G| 8 Ololn|Z kv & ol ]
e &‘WIAFIEE = 828
| LabUseOnly | Sample Identification | DaterTime Sampled g &
Relinguished By Date/Time Received By Date/Time
my di .~ L/ !ﬁ/"f"l ‘é—ﬁ L A {/ﬁ@/l&f
N oy Mz i)9°/ v P2or Yoy, ﬁ&{ 1192 1042
LE u’ V

The individual signing this agreement on behalf of the dlient, acknowledges that hefshe has read and understands the terms and conditions of this BottleOrder: 80481
agreernent, and that he/she has the authority to sign on behalf of the client. See www.teklabine.com for terms and conditions. =
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CHAIN OF CUSTODY  pa.Z7 of 74 workorder# ZUD1 134y

TEKLAB, INC. 5445 Horseshoe Lake Road - Collinsville, IL 62234 - Phone: (618) 344-1004 - Fax: (618) 344-1005

Client: Geotechnology, LLC Sampleson: B ICE [ BLWEICE EINOICE % tes
Address: 11816 Lackland Road Preserved in: [ LAB FIELD FOR LAB USE ONLY :
City / State / Zip St Louis, MO 63146 Lab Notes
Contact: Brad Lohrum Phone: (314) 897-7440
N HE blohrum@teamues.com . )
E-Mail: Fax: Client Comments:
Are these samples known to be involved in fitigation? If yes, a surcharge wifl apply D Yes E\No
Are these samples known to be hazardous? D Yes No
Are there any required reporting limits to be met on the Tequested analysis?. If yes, please provide
limits in the comment section. [} ves No
Project Name/Number Sample Collector's Name MATRIX INDICATE ANALYSIS REQUESTED
=)
o4ys7.0) Zzd | | glof=
Results Requested Billing Instructions [#and Type of Gontainers 12 (%1 |wn |3 |2 ~
Standard [ ] 1-2 Day (100% Surcharge) ciSin[Elnis]a
Siziz|zlL(zIBIcB 2128 l=(2] 2
[ other {3 Day (50% Surcharge) SHHEIEE B B s oisis|®
: AR EEHEE BE 28]
| Lab Use omxj Sample Identification | DatefTime Sampled - o o

TN

Relinquished By - ‘DatelTime Recejved By Date/Time
MQ‘!’A A~ 4/ E/(ﬁ!zr ’Zd/ /%j o f/?g/zq
1y ﬁ//ﬁ y- /12 |2 220 T ek #pdd | ifiafry 1013

The individual signing this agreement on behalf of the dlient, acknowledges that hefshe has read and understands the terms and conditions of this Bo#tleCrder: 80481
agreement, and that he/she has the authority to sign on behalf of the client. See www.teklabine.com for terms and conditions.
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CHAIN OF CUSTODY pg. 2= of 7’4 Work order # Z.U 111201

TEKLAB, INC. 5445 Horseshoe |.ake Road - Collinsville, IL 62234 - Phone: (618) 344-1004 - Fax: (618) 344-1005
Samples on: [ ICE BLUEICE EINOICE _ °C  wte#

Geotechnology, LLC

Client:
Address: 11816 Lackland Road Preserved in: [ LAB  [&] FIELD FOR LAB USE ONLY
City / State / Zip St Louis, MO 63145 Lab Notes
Contact: Brad Lohrum Phone: {314) 997-7440
i1- blohmum@teamues.com .
E-Mail: e Fax: — J Client Comments:
Are these samples known to be involved in litigation? If ves, a surcharge will apply [J vYes "E No
Are these samples known to be hazardous? E] Yes No
Are there any required reporting limits to be rpet on the requested analysis?. If yes, please provide
Fmits in the comment section. [ ves No
Project Name/Number Sample Collector's Name MATRIX INDICATE ANALYSIS REQUESTED
]
| Joyusitol Byod LA 21 | kel 2
Results Requested Billing Instructions |#and Type of Contamers I 2 1%| (4 (3 |2 ]
%tﬂndard [ 1.2 pay (100% Surcharge) ciSinwicls|slg
Slzlzlzl_|z[ZlclB R 2i&|=|2] 2
] other [} 3 Day (50% Surcharge) ZlzizixIElz|TI2Ie (s e § Elm
— 2151218121813 1%1% 5 gia|B
A miwfilfs TiOG =4 & el =
: LabUse Only § Sample Identification I DatefTime Sampled v & R o)
Relinquished By ‘Date/Time Received By Date/Time
bl ful\far—r i)z 2 lo— NV
0 /\1/9 ///Ui/ l//9/2—}( 1P 20 Lot %Z&{ 1/eq /29 Wiz

The individual signing this agreement on behaif of the client, acknowledges that hefshe has read and understands the terms and conditions of this BotileOrder; 80481 ST
agreement, and that he/she has the authority to sign on behalf of the client. See www.tekiabinc.com for terms and conditions.
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CHAIN OF CUSTODY  pg.2H of 74 Work order # L O\ 134
TEKLAB, INC. 5445 Horseshoe Lake Road - Collinsville, IL 62234 - Phone: (618) 344-1004 - Fax: (618) 344-1005

Client: Geotechrology, LLC Samples on: [Z] ICE BLUEICE [EINOICE °C wite#
Address: 11816 Lackland Road Preserved in: [ LAB FIELD FOR LAB USE ONLY ‘
City / State / Zip St Louis, MO 63146 Lab Notes
Contact: Brad Lohrum Phone: (314) 997-7440
il- blohum@teamues.com .
E-Mail: @ Fax: Client Comments:
Are these samples known to be involved in litigation? If yes, a surcharge will apply 1 ves ﬂ No
Are these samples known fo be hazardous? [] Yes No
Are there any required reporting limits to be met on the requested analysis?. If yes, please provide
limits in the comment section. [ ves No
Project Name/Number Sample Collector's Name MATRIX INDICATE ANALYSIS REQUESTED
Q
Joyysyit.ol Brad Ldngyv 2l | lele]2
Results Requested Billing Instructions L%and Tvpe of Containers 5 ;’? W28 g e
‘ {andard | 1-2 Day (100% Surcharge) el 2|z < E o 8 3 % & =N g_ ]
[ other E:] 3 Day (50% Surchange) % Zl2|R|E z(FEE IS o g B
= o Q [o] Q 8 n % “n 1] W =g 8
. Z|Ie|Te [F 2=} (7 A B
: <Usegn§y“! Sample Identification I Date/Time Sampled = o
Relinquished By Date/Time Received By Date/Time
l}/(q //‘&”t 7R ‘9, /Z/p a1, 2
Z-l} E_Q(/ /9 [24f 10 O/ 2 et %ja/f (f1alry 102

The individual signing this agreement on behalf of the dient, acknowledges that he/she has read and understands the terms and conditions of this BoitleCrder: 80481 Lt
agreement, and that he/she has the authority to sign on behalf of the client. See www.teklabinc.com for terms and conditions.
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ekiab. inc

Environmental Laboratory http://www.teklabinc.com/

March 28, 2024

Ilinois 100226
Brad Lohrum lllinois 1004652024-2
Geotechnology, Inc. Kansas  E-10374
11816 Lackland Road Louisana 05002

Louisiana 05003

St. Louis, MO 63146
Oklahoma 9978

TEL: (314) 997-7440
FAX: (314) 997-2067

RE: J044517.01 WorkOrder: 24030694

Dear Brad Lohrum:

TEKLAB, INC received 60 samples on 3/8/2024 4:11:00 PM for the analysis presented in the
following report.

Samples are analyzed on an as received basis unless otherwise requested and documented. The
sample results contained in this report relate only to the requested anaytes of interest as
directed on the chain of custody. NELAP accredited fields of testing are indicated by the | etters
NELAP under the Certification column. Unless otherwise documented within this report,
Teklab Inc. analyzes samples utilizing the most current methods in compliance with 40CFR.
All tests are performed in the Collinsville, IL laboratory unless otherwise noted in the Case
Narretive.

All quality control criteria applicable to the test methods employed for this project have been
satisfactorily met and are in accordance with NEL AP except where noted. The following report
shall not be reproduced, except in full, without the written approval of Teklab, Inc.

If you have any questions regarding these tests results, please fedl freeto call.

Sincerely,

W%AM\WI@

Shelly A. Hennessy

Project Manager
(618)344-1004 ex 36
SHennessy@teklabinc.com

Page 1 of 9



ekiab, inc

Envirenmental Laboratory

Report Contents

http://www.teklabinc.com/

Client: Geotechnology, Inc.
Client Project: J044517.01

Work Order: 24030694
Report Date: 28-Mar-24

Thisreporting package includes the following:

Cover Letter

Report Contents
Definitions

Case Narrative
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e]dah iﬂc Definitions

Environmental Laboratory http://www.teklabinc.com/

Client: Geotechnology, Inc. Work Order: 24030694

Client Project: J044517.01 Report Date: 28-Mar-24

Abbr Definition

*

ccv
CRQL
DF

DN
DUP

ICV
IDPH
LCS

LCSD

MBLK

MDL

MS

MSD

MW
NC

ND
NELAP
PQL

RL
RPD
SPK
Surr

TIC

TNTC

Analytes on report marked with an asterisk are not NELAP accredited

Continuing calibration verification is a check of a standard to determine the state of calibration of an instrument between recalibration.

A Client Requested Quantitation Limit is a reporting limit that varies according to customer request. The CRQL may not be less than the MDL.
Dilution factor is the dilution performed during analysis only and does not take into account any dilutions made during sample preparation. The
reported result is final and includes all dilution factors.

Did not ignite

Labqrgtory duplicate is a replicate aliquot prepared under the same laboratory conditions and independently analyzed to obtain a measure of
precision.

Initial calibration verification is a check of a standard to determine the state of calibration of an instrument before sample analysis is initiated.

IL Dept. of Public Health

Laboratory control sample is a sample matrix, free from the analytes of interest,spiked with verified known amounts of analytes and analyzed exactly
like a sample to establish intra-laboratory or analyst specific precision and bias or to assess the performance of all or a portion of the measurement
system.

Laboratory control sample duplicate is a replicate laboratory control sample that is prepared and analyzed in order to determine the precision of the
approved test method. The acceptable recovery range is listed in the QC Package (provided upon request).

Method blank is a sample of a matrix similar to the batch of associated sample (when available) that is free from the analytes of interest and is
processed simultaneously with and under the same conditions as samples through all steps of the analytical procedures, and in which no target
analytes or interferences should present at concentrations that impact the analytical results for sample analyses.

"The method detection limit is defined as the minimum measured concentration of a substance that can be reported with 99% confidence that the
measured concentration is distinguishable from method blank results."

Matrix spike is an aliquot of matrix fortified (spiked) with known quantities of specific analytes that is subjected to the entire analytical procedures in
order to determine the effect of the matrix on an approved test method’s recovery system. The acceptable recovery range is listed in the QC Package
(provided upon request).

Matrix spike duplicate means a replicate matrix spike that is prepared and analyzed in order to determine the precision of the approved test method.
The acceptable recovery range is listed in the QC Package (provided upon request).

Molecular weight

Data is not acceptable for compliance purposes

Not Detected at the Reporting Limit

NELAP Accredited

Practical quantitation limit means the lowest level that can be reliably achieved within specified limits of precision and accuracy during routine

laboratory operation conditions.

The reporting limit the lowest level that the data is displayed in the final report. The reporting limit may vary according to customer request or sample
dilution. The reporting limit may not be less than the MDL.

Relative percent difference is a calculated difference between two recoveries (ie. MS/MSD). The acceptable recovery limit is listed in the QC
Package (provided upon request).

The spike is a known mass of target analyte added to a blank sample or sub-sample; used to determine recovery deficiency or for other quality
control purposes.

Surrogates are compounds which are similar to the analytes of interest in chemical composition and behavior in the analytical process, but which are
not normally found in environmental samples.

Tentatively identified compound: Analytes tentatively identified in the sample by using a library search. Only results not in the calibration standard
will be reported as tentatively identified compounds. Results for tentatively identified compounds that are not present in the calibration standard, but
are assigned a specific chemical name based upon the library search, are calculated using total peak areas from reconstructed ion chromatograms
and a response factor of one. The nearest Internal Standard is used for the calculation. The results of any TICs must be considered estimated, and
are flagged with a "T". If the estimated result is above the calibration range it is flagged "ET"

Too numerous to count (> 200 CFU)
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emab ]nc Definitions
Environmental Laboratory http://www.teklabinc.com/
Client: Geotechnology, Inc. Work Order: 24030694
Client Project: J044517.01 Report Date: 28-Mar-24
Qualifiers
# - Unknown hydrocarbon B - Analyte detected in associated Method Blank
C - RL shown is a Client Requested Quantitation Limit E - Value above quantitation range
H - Holding times exceeded | - Associated internal standard was outside method criteria
J - Analyte detected below quantitation limits M - Manual Integration used to determine area response
ND - Not Detected at the Reporting Limit R - RPD outside accepted recovery limits
S - Spike Recovery outside recovery limits T - TIC(Tentatively identified compound)

X - Value exceeds Maximum Contaminant Level

Page 4 of 9



N okiab inc

Environmental Laboratory

Case Narrative

http://www.teklabinc.com/

Client: Geotechnology, Inc.
Client Project: J044517.01

Cooler Receipt Temp: N/A °C

Work Order: 24030694
Report Date: 28-Mar-24

L ocations
Callinsville Springfield K ansas City
Address 5445 Horseshoe Lake Road Address 3920 Pintail Dr Address 8421 Nieman Road
Callinsville, IL 62234-7425 Springfield, IL 62711-9415 Lenexa, KS 66214
Phone (618) 344-1004 Phone (217) 698-1004 Phone (913) 541-1998
Fax (618) 344-1005 Fax (217) 698-1005 Fax (913) 541-1998
Email jhriley@teklabinc.com Email KK lostermann@teklabinc.com Email jhriley@teklabinc.com
Collinsville Air Chicago
Address 5445 Horseshoe Lake Road Address 1319 Butterfield Rd.
Collinsville, IL 62234-7425 Downers Grove, IL 60515
Phone (618) 344-1004 Phone (630) 324-6855
Fax (618) 344-1005 Fax
Email EHurley@teklabinc.com Email arenner@teklabinc.com
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e]dah ]ﬂc Accreditations

Environmental Laboratory http://www.teklabinc.com/

Client: Geotechnology, Inc. Work Order: 24030694
Client Project: J044517.01 Report Date: 28-Mar-24
State Dept Cert # NELAP Exp Date Lab
Illinois IEPA 100226 NELAP 1/31/2025 Collinsville
Illinois IEPA 1004652024-2 NELAP 4/30/2025 Collinsville
Kansas KDHE E-10374 NELAP 4/30/2024 Collinsville
Louisiana LDEQ 05002 NELAP 6/30/2024 Collinsville
Louisiana LDEQ 05003 NELAP 6/30/2024 Collinsville
Oklahoma ODEQ 9978 NELAP 8/31/2024 Collinsville
Arkansas ADEQ 88-0966 3/14/2024 Collinsville
Illinois IDPH 17584 5/31/2025 Collinsville
lowa IDNR 430 6/1/2024 Collinsville
Kentucky UsT 0073 1/31/2025 Collinsville
Missouri MDNR 00930 10/31/2026 Collinsville
Missouri MDNR 930 1/31/2025 Collinsville

http://www.teklabinc.com/ Page 6 of 9



emah iﬂc L abor atory Results

Environmental Laboratory http://www.teklabinc.com/
Client: Geotechnology, Inc. Work Order: 24030694
Client Project: J044517.01 Report Date: 28-Mar-24
Matrix: DRINKING WATER
SampleID Client SampleID Certification Qual RL Result Units DF Date Analyzed Date Collected
EPA 600 4.1.4, 200.8 R5.4, METALS BY ICPMS (TOTAL)
Lead
24030694-003A JMS-05 NELAP 1.0 <1.0 ug/L 1 03/27/2024 12:06  03/06/2024 4:12
24030694-004A JIMS-44 NELAP 1.0 <1.0 ug/L 1 03/19/2024 9:52 03/06/2024 4:16
24030694-005A JMS-48 NELAP 1.0 1.7 ug/L 1 03/19/2024 9:56 03/06/2024 4:18
24030694-006A JMS-49 NELAP 1.0 <1.0 ug/L 1 03/19/2024 9:59 03/06/2024 4:20
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e]dah ]ﬂc L abor atory Results

Environmental Laboratory http://www.teklabinc.com/

Client: Geotechnology, Inc. Work Order: 24030694
Client Project: J044517.01 Report Date: 28-Mar-24
Matrix: DRINKING WATER
SampleID Client SampleID Certification Qual RL Result Units DF Date Analyzed Date Collected
EPA 600 4.1.4, 200.8 R5.4, METALS BY ICPMS (TOTAL)

Lead
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e](]ah inc_ Receiving Check List

Environmental Laboratory http://www.teklabinc.com/

Client: Geotechnology, Inc. Work Order: 24030694
Client Project: J044517.01 Report Date: 28-Mar-24
Carrier: John Duarte Received By: WAO
Completed by: : Reviewed by: ; ’
o e otae Y ledf o 10 Ve
08-Mar-24  Nick Reed LMar24 - Elie Hopkins

Pages to follow: Chain of custody |I| Extra pages included |I|

Shipping container/cooler in good condition? Yes No [ Not Present [ ] Temp °C  N/A
Type of thermal preservation? None [J Ice Blue Ice [ Dry Ice []
Chain of custody present? Yes No [

Chain of custody signed when relinquished and received? Yes No [

Chain of custody agrees with sample labels? Yes No [

Samples in proper container/bottle? Yes No [

Sample containers intact? Yes No [

Sufficient sample volume for indicated test? Yes No []

All samples received within holding time? Yes No [

Reported field parameters measured: Field [ Lab [] NA

Container/Temp Blank temperature in compliance? Yes No [

When thermal preservation is required, samples are compliant with a temperature between
0.1°C - 6.0°C, or when samples are received on ice the same day as collected.

Water — at least one vial per sample has zero headspace? Yes [ No ] No VOA vials
Water - TOX containers have zero headspace? Yes [] No [] No TOX containers
Water - pH acceptable upon receipt? Yes No [ NA [
NPDES/CWA TCN interferences checked/treated in the field? Yes [] No [] NA

Any No responses must be detailed below or on the COC.

Samples were checked for turbidity and then preserved with nitric acid upon arrival in the laboratory. - ehopkins - 3/11/2024 9:56:33 AM
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CHAIN OF CUSTODY

TEKLAB, INC. 5445 Horseshoe Lake Road - Collinsville, IL 62234 - Phone: (618) 344-1004 - Fax: (618} 344-1005

Samples on:
Preserved in:[Y] LAB FIELD

Lab Notes

ICE BLUE ICE %NO ICE M %  Lte#

FOR LAB USE ONLY

Client: Geotechnology, LLC

Address: 11816 Lackland Road

City / State / Zip St. Louis, MO 83146

Contact;  Bradlohrum Phone: (3149977440
E-Mail: blohrum@teamues.com Fax:

Are these samples known to be involved in litigation? If yes, a surcharge will apply

¥ nNo

Are these samples known fo be hazardous? [: Yes

[ Yes

Are there any required reporting limits fo be met an the requested analysis?. If yes, please provide

X No

Client Comments:

Y

ot L TN

Pg- i. of 22 Work order#}&qq

limits in the comment section. [ ves [ No
Project Name/Number Sample Collector's Name MATRIX INDICATE ANALYSIS REQUESTED
J044517.01 Brad Lohrum 9 vl 2
_ Resuits Requested Billing Instructions [#.and Type of Containers 12 1| 1» |3 12|
) standard | 1-2 Day (100% Surcharge) cig|wic|la|318
sizlzlz|. 1zIElclB E |2l 2
[T owmer " 3 Day (50% Surcharge) Zizie|IN|ZiR Yd)c s o 3 E m
0101915 Diojn % L I S R
o . — " G{wiTls IiQi» B Fgi&] o
- Lab Use On!y_i Sampie ldentification Pate/Time Sampled - o
03| JHMS 05 Lz |1 X X
~ oy - yd Lsle |1 X X
- 00%. ug 4.9 |1 X X
-epl | —+—  H9 Y.22011 X X
Relinquished By Date/Time Ly i ived By pate/ { ime
P — 3/ 8 /2d /357 W Ld) 280550
[idim 2/ 9/ thil { xjw@_mu =1%12d e

The individual signing this agreement on behalf of the client, acknowledges that he/she has read and understands the terms and conditions of this
agresment, and that he/she has the authority to sign on behalf of the client. See www.teklabinc.com for terms and conditions.

BottleOrder: 80481 %
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CHAIN OF CUSTODY  pa. Z of 25 Workorder# 24 0 20(Y
TEKLAB, INC. 5445 Horseshoe Lake Road - Collinsville, IL 62234 - Phone: (618) 344-1004 - Fax: {(618) 344-1005

Client: Geotechnology, LLC Samples on: # ICE BLUE ICE NOICE I LTGH
Adtdress: 11816 Lackland Road Preserved in: [ LAB  [E] FIELD FOR LAB USE ONLY
City ! State / Zip St Lovis, MO 83146 Lab Notes
Contact:  Bredtehum Phone: (3148977440

Asail- blohrum@teamues.com . -
E-Mail: Fax: Client Comments:

Are these sampies known to be involved in litigation? If yes, a surcharge will apply E Yes ﬁ No
Are these samples known to be hazardous? ﬂ Yes E No

Are there any required reporting limits to be met on the requested analysis?. If yes, piease provide
fimits in the comment section. [T ves X no

Project Name/Number Sample Collector's Name MATRIX INDICATE ANALYSIS REQUESTED
p

J044517.01 Brad Lohrum g e |0 2
Results Requested Billing Instructions Ju.20d Type of Containers 12 12 1w |3 [2]
B standara [ | 1-2 Day (100% Surcharge) c S lw|leleis]3
- Slzizizi iz|Ble]8 218 s gl
[ 1 other ] 3 Day (50% Surcharge) £ % Y n ﬁ ) I g c 5 o s 5 m
s ACIE SN A = 2188
] Lab?!_.!se Oniyl Sample Identification ‘ Date/Time Sampled & = o

. Relinguished By Date/Time L .~ Rebfejved By Date/Time

R 27324 /350 Tid ] Bl 3]0 /550
/

33/ 2 Ll VRNV QW FIN =N

&!

L e b ]

The individual signing this agreemant on behalf of the client, acknowledges that he/she has read and understands the terms and conditions of this BottleOrder: 80481
agreement, and that helshe has the authority io sign on behalf of the client. See www.teklabinc,com for terms and conditions.
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CHAIN OF CUSTODY

pg. S of 75 Work order # 2403 &ﬁ?

TEKLAB, INC. 5445 Horseshoe Lake Road - Collinsville, IL 62234 - Phone: (618) 344-1004 - Fax: (618) 344-1005

Geotechnology, LLC

Samples on: [# ICE

Preserved in: =

Lab Notes

Clent:

Adsdress: 11816 Lackiand Road

City / State / Zip St Louis, MO 83146

Contact: Brad Lohrum Phone:
F-Mail: blohrum@teamues.com Fax:

(314) 897-7440

BLUE ICE NOICE Sc LTGH
FOR LAE USE ONLY

Are these samples known fo be involved in litigation? If ves, a surcharge will apply

Are these samples known to be hazardous?

% no

o
i ! Yes

D Yes E No

Are there any required reporting Iimits to be met on the requested analysis?. if yes, please provide

Client Comments:

limits in the comment section. 7] ves N No
Project Name/Number Sample Collector's Name MATRIX INDICATE ANALYSIS REQUESTED
J044517.01 Brad Lohrum v vial 2
_ Results Requested Billing Instructions | %and Type of Containers 12 121 | |3 12| ~
Siszzdard ﬁhzoay{wo%&:mharge) FRERTAERER 3
Slzlzlzi |z|ElolB R & |=|2] 2
TMomer 1 ]3Day 0% Sucharge) gizlz|izlglz|I)c [S| jo ,?, Elm
R EIBICIEIE G A Ed B
P S - - a|e|T|s TIR|= g #|%]o
: sgfﬂ? ‘i Sample identification l Date/Time Sampled =% P
Relinguished By Date/Time 2.4 .4 Rej?;‘ed By Date/Time
%w/}@, A 3/%jzHd /350 Vaky Blwail) 9/ (55D
[ 1 el 2308 il SN =va TR 3UR[2d
% 7 v 4 T = 1

The individual signing this agreement on behalf of the client, acknowledges that he/she has read and understands the terms and conditions of this

agreement, and that he/she has the authority to sign on behalf of the client. See www.teklabinc.com for terms and conditions.

BottleOrder: 80481 %
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CHAIN OF CUSTODY  pa. 4 of 2% Work order # 24080 0}
TEKLAB, INC. 5445 Horseshoe Lake Road - Collinsville, IL 62234 - Phone: (618) 344-1004 - Fax: (618) 344-1005

Clignt: Geotechnology, LLC Samples on: [ ICE BLUE ICE [E NOICE % LreH
Address: 11818 Lackland Road Preserved in: ! LAB FIELD FOR LAB USE ONLY
City / State / Zip St Louis, MO 65146 Lab Notes
Contact:  Brad Lohrum Phone:  (314)997-7440

t5. blohrum@teamues.com .
E-Mait: e Fax: Client Comments:

Are these samples known to be involved in Titigation? If yes, a surcharge will apply U Yes E No
Are these samples known to be hazardous? [ ] ves No

Are there any required reperting limits to be met on the requested analysis?. If yes, please provide
limits in the comment section. [ ves ¥ No

Project Name/Number Sample Collector's Name MATRIX INDICATE ANALYSIS REQUESTED
P

J044517.01 Brad Lohrum g wlal 2
JRE—— - 5 PERE .
Resuits Requested Billing Instructions |.%.and Type of Containers SiE| et |21
Standard £ 1-2 Day (100% Surcharge) clS vl iEi=]12
- Slzizlz| {z{Elol8 R [2EI=!S] 2
[ omer [ 3 Day (50% Surcharge) Ziz|F|N|zizgizidic = 2|2 2l m
3150|2018 inizlv |5 N B
x cr— x miwiT g TiTioxn ~ sl ] =]
Labﬂsewoanlyl Sample ldentification I Date/Time Sampled “ - g ® o

Réfeived By Date/Time

A Relinquished B Date/Time i DateTin
Lt TN Vi IO (357
ALl AR 24 (L0 mﬂ&u% Y2 [Lol]

[4

The individual signing this agreement on behalf of the client, acknowledges that he/she has read and understands the terms and conditions of this BottleQrder: 80481
agreement, and that he/she has the authority fo sign on behalf of the client. See www.teklabinc.com for terms and conditions.
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CHAIN OF CUSTODY

O I, Y

pg. 5 of ’Z} Work order #

TEKLAB, INC. 5445 Horseshoe Lake Road - Collinsville, IL 62234 - Phone: (618) 344-1004 - Fax: (618) 344-1005

L

Geotechnology, LLC

Client:

Address: 11816 Lackland Road

City] State / Zip St. Louis, MO 83146

Contact:  Brad Lohmum Phone: (3149977440
E-Mail: blonrum@teamues.com Fax:

Are these samples known to be involved in litigation? If yes, a surcharge will apply [ ves E No

Are these samples known 1o be hazardous? : Yes X No
Are there any required reporting limits to be met on the requested analysis?. If yes, please provide
limits in the comment section. || ves ¥ No

Samples on: & ICE BLUE ICE [#] NOICE °C i

Preserved in: & LAB FIELD
Lab Notes

FORLAB USE ONLY

Client Comments:

35124 350

5 /\ Regfived By
YT I/

Project Name/Number Sample Collector's Name MATRIX INDICATE ANALYSIS REQUESTED
J044517.01 Brad Lohrum o R E
= Q1=
Resuits Requested Billing Instructions [.%.and Type of Containers 1 » AT AL B
B standard [} 1.2 Day (100% Surcharge) ciTln|gla |33
- slzl2|z|. z[g|ofE B EE[5|2 2
[ other ] 3 Day (50% Surcharge) ZiZ|a|N[T|E 13 is ) = ﬁ m
— zslole|d|2|oc @ |E5L” in Sl=IR
— : aie|T|R[7Iz|e|B) I3 ZI218
L:a?UseOn!y Sample Identification Date/Time Sampled » = o
Relinguished By Date/Time Date/Time

2 IR N,

O
wlll W3 el

1@\/\3:;&(’\*@ BIRf2d L)

The individual signing this agreement on behalf of the client, acknowledges that hefshe has read and understands the terms and conditions of this
agreement, and that he/she has the authority to sign on behalf of the client. See www.teklabinc.com for terms and conditions.

BottleCrder. 804381 %
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CHAIN OF CUSTODY pg. b of 7% Work order#zl__lwcj
TEKLAB, INC. 5445 Horseshoe Lake Road - Collinsville, IL 62234 - Phone: (618) 344-1004 - Fax: (618) 344-1005

. e, Geotechnology, LLC Samples on: CE [E] BLUE ICE [ NOICE °ec LTGE
Client: p .
Address: 11816 Lackiand Road Preserved in: [ LAB [Z FIELD FOR LAB USE ONLY
City / State / Zip St Louis. MO 83146 Lab Notes
Contact:  Bradhohrum Phone: (3149977440
HE blohrum@teamues.com .
E-Mail: @ Fax: Client Comments:

Are these samples known o be involved in fitigation? If yes, a surcharge witl apply D Yes E No
Are these samples known to be hazardous? .| Yes X No

Are thera any required reporting Jimits io be met on the requested analysis?. If yes, please provide
fimits in the comment section. ] ves & Mo

Project Name/Number Sample Collector's Name MATRIX INDICATE ANALYSIS REQUESTED
J044517 01 Brad Lohrum
Results Requested Billing Instructions [%and Type of Containers

. { | Standard t 1-2 Day {100% Surcharge)

snoanby
Ja1epA bupjuH(Q
llos
abpnjs

r} Cther ;_ i3 Day {50% Surcharge)

ISEAA |RIDBAS

$3HdNN
EONH
HOEN
POSZH

1oH

HO3W

FOSHEN
H3HLlO

1RlEMpUNOIY
8°0023 pea7 - MA

'e Only l Sample identification I Date/Time Sampied

Relinquished By Date/Time ceived/By Date/Time
B 3 /%24 j15% /a/éq/ % ﬁ 3/9/24 /350
_gé%/ At/ EZE (f M{lw 3y (!l

The ingividual signirg this agreement on benalf of the client, acknowledges that he/she has read and understands the terms and conditions of this BottieOrder: 80481
agresment, and that he/she has the authority to sign on behalf of the client. See www.teklabinc.com for terms and conditions.
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ekiab. inc

Environmental Laboratory http://www.teklabinc.com/

July 11, 2024

Ilinois 100226
Brad Lohrum lllinois 1004652024-2
Geotechnology, Inc. Kansas  E-10374
11816 Lackland Road Louisiana 05002

Louisiana 05003

St. Louis, MO 63146
Oklahoma 9978

TEL: (314) 997-7440
FAX: (314) 997-2067

RE: J044517.01 WorkOrder: 24062353

Dear Brad Lohrum:

TEKLAB, INC received 57 samples on 6/28/2024 3:50:00 PM for the analysis presented in the
following report.

Samples are analyzed on an as received basis unless otherwise requested and documented. The
sample results contained in this report relate only to the requested anaytes of interest as
directed on the chain of custody. NELAP accredited fields of testing are indicated by the | etters
NELAP under the Certification column. Unless otherwise documented within this report,
Teklab Inc. analyzes samples utilizing the most current methods in compliance with 40CFR.
All tests are performed in the Collinsville, IL laboratory unless otherwise noted in the Case
Narretive.

All quality control criteria applicable to the test methods employed for this project have been
satisfactorily met and are in accordance with NEL AP except where noted. The following report
shall not be reproduced, except in full, without the written approval of Teklab, Inc.

If you have any questions regarding these tests results, please fedl freeto call.

Sincerely,

Patrick Riley

Project Manager
(618)344-1004 ex 44
patrickriley@teklabinc.com

Page 1 of 9



ekiab, inc

Envirenmental Laboratory

Report Contents

http://www.teklabinc.com/

Client: Geotechnology, Inc.
Client Project: J044517.01

Work Order: 24062353
Report Date: 11-Jul-24

Thisreporting package includes the following:

Cover Letter

Report Contents
Definitions

Case Narrative
Accreditations
Laboratory Results
Receiving Check List
Chain of Custody

1
2
3
5
6
7
9

Appended
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e]dah iﬂc Definitions

Environmental Laboratory http://www.teklabinc.com/

Client: Geotechnology, Inc. Work Order: 24062353
Client Project: J044517.01 Report Date: 11-Jul-24

Abbr Definition
* Analytes on report marked with an asterisk are not NELAP accredited
CCV Continuing calibration verification is a check of a standard to determine the state of calibration of an instrument between recalibration.
CRQL A Client Requested Quantitation Limit is a reporting limit that varies according to customer request. The CRQL may not be less than the MDL.
DF Dilution factor is the dilution performed during analysis only and does not take into account any dilutions made during sample preparation. The

reported result is final and includes all dilution factors.

DNI Did not ignite

DUP Laboratory duplicate is a replicate aliquot prepared under the same laboratory conditions and independently analyzed to obtain a measure of
precision.
ICV Initial calibration verification is a check of a standard to determine the state of calibration of an instrument before sample analysis is initiated.

IDPH IL Dept. of Public Health

LCS Laboratory control sample is a sample matrix, free from the analytes of interest,spiked with verified known amounts of analytes and analyzed exactly
like a sample to establish intra-laboratory or analyst specific precision and bias or to assess the performance of all or a portion of the measurement
system.

LCSD Laboratory control sample duplicate is a replicate laboratory control sample that is prepared and analyzed in order to determine the precision of the
approved test method. The acceptable recovery range is listed in the QC Package (provided upon request).

MBLK Method blank is a sample of a matrix similar to the batch of associated sample (when available) that is free from the analytes of interest and is
processed simultaneously with and under the same conditions as samples through all steps of the analytical procedures, and in which no target
analytes or interferences should present at concentrations that impact the analytical results for sample analyses.

MDL "The method detection limit is defined as the minimum measured concentration of a substance that can be reported with 99% confidence that the
measured concentration is distinguishable from method blank results.”

MS Matrix spike is an aliquot of matrix fortified (spiked) with known quantities of specific analytes that is subjected to the entire analytical procedures in
order to determine the effect of the matrix on an approved test method'’s recovery system. The acceptable recovery range is listed in the QC Package
(provided upon request).

MSD Matrix spike duplicate means a replicate matrix spike that is prepared and analyzed in order to determine the precision of the approved test method.
The acceptable recovery range is listed in the QC Package (provided upon request).

MW Molecular weight

NC Data is not acceptable for compliance purposes
ND Not Detected at the Reporting Limit
NELAP NELAP Accredited

PQL Practical quantitation limit means the lowest level that can be reliably achieved within specified limits of precision and accuracy during routine

laboratory operation conditions.
RL The reporting limit the lowest level that the data is displayed in the final report. The reporting limit may vary according to customer request or sample

dilution. The reporting limit may not be less than the MDL.

RPD Relative percent difference is a calculated difference between two recoveries (ie. MS/MSD). The acceptable recovery limit is listed in the QC
Package (provided upon request).

SPK The spike is a known mass of target analyte added to a blank sample or sub-sample; used to determine recovery deficiency or for other quality
control purposes.

Surr Surrogates are compounds which are similar to the analytes of interest in chemical composition and behavior in the analytical process, but which are
not normally found in environmental samples.

TIC Tentatively identified compound: Analytes tentatively identified in the sample by using a library search. Only results not in the calibration standard
will be reported as tentatively identified compounds. Results for tentatively identified compounds that are not present in the calibration standard, but
are assigned a specific chemical name based upon the library search, are calculated using total peak areas from reconstructed ion chromatograms
and a response factor of one. The nearest Internal Standard is used for the calculation. The results of any TICs must be considered estimated, and
are flagged with a "T". If the estimated result is above the calibration range it is flagged "ET"

TNTC Too numerous to count (> 200 CFU )

Page 3 of 9



ekiab, Inc Definitions
Environmental Laboratory http://www.teklabinc.com/
Client: Geotechnology, Inc. Work Order: 24062353
Client Project: J044517.01 Report Date: 11-Jul-24
Qualifiers
# - Unknown hydrocarbon B - Analyte detected in associated Method Blank
C - RL shown is a Client Requested Quantitation Limit E - Value above quantitation range
H - Holding times exceeded | - Associated internal standard was outside method criteria
J - Analyte detected below quantitation limits M - Manual Integration used to determine area response
ND - Not Detected at the Reporting Limit R - RPD outside accepted recovery limits
S - Spike Recovery outside recovery limits T - TIC(Tentatively identified compound)

X - Value exceeds Maximum Contaminant Level
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N okiab inc

Case Narrative
Environmental Laboratory http://www.teklabinc.com/
Client: Geotechnology, Inc. Work Order: 24062353
Client Project: J044517.01 Report Date: 11-Jul-24
Cooler Receipt Temp: NA °C
L ocations
Collinsville Springfield K ansas City
Address 5445 Horseshoe Lake Road Address 3920 Pintail Dr Address 8421 Nieman Road
Collinsville, IL 62234-7425 Springfield, IL 62711-9415 Lenexa, KS 66214
Phone (618) 344-1004 Phone (217) 698-1004 Phone (913) 541-1998
Fax (618) 344-1005 Fax (217) 698-1005 Fax (913) 541-1998
Email jhriley@teklabinc.com Email KKlostermann@teklabinc.com Email jhriley@teklabinc.com
Collinsville Air Chicago
Address 5445 Horseshoe Lake Road Address 1319 Butterfield Rd.
Collinsville, IL 62234-7425 Downers Grove, IL 60515
Phone (618) 344-1004 Phone (630) 324-6855
Fax (618) 344-1005 Fax
Email EHurley@teklabinc.com Email arenner@teklabinc.com
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e]dah ]ﬂc Accreditations

Environmental Laboratory http://www.teklabinc.com/

Client: Geotechnology, Inc. Work Order: 24062353
Client Project: J044517.01 Report Date: 11-Jul-24
State Dept Cert # NELAP Exp Date Lab
Illinois IEPA 100226 NELAP 1/31/2025 Collinsville
Illinois IEPA 1004652024-2 NELAP 4/30/2025 Collinsville
Kansas KDHE E-10374 NELAP 4/30/2025 Collinsville
Louisiana LDEQ 05002 NELAP 6/30/2025 Collinsville
Louisiana LDEQ 05003 NELAP 6/30/2025 Collinsville
Oklahoma ODEQ 9978 NELAP 8/31/2024 Collinsville
Arkansas ADEQ 88-0966 3/14/2025 Collinsville
Illinois IDPH 17584 5/31/2025 Collinsville
lowa IDNR 430 6/1/2026 Collinsville
Kentucky UsT 0073 1/31/2025 Collinsville
Mississippi MSDH 4/30/2025 Collinsville
Missouri MDNR 930 1/31/2025 Collinsville
Missouri MDNR 00930 10/31/2026 Collinsville

http://www.teklabinc.com/ Page 6 of 9



emah iﬂc L abor atory Results

Envirenmental Laboratory

http://www.teklabinc.com/

Client: Geotechnology, Inc.

Work Order: 24062353
Client Project: J044517.01 Report Date: 11-Jul-24
Matrix: DRINKING WATER
SampleID Client SampleID Certification Qual RL Result Units DF Date Analyzed Date Collected
EPA 600 4.1.4, 200.8 R5.4, METALS BY ICPMS (TOTAL)
Lead
24062353-032A  IMS-11-2 NELAP 1.0 <1.0 Hg/L 1 07/03/2024 20:08  06/26/2024 19:07
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e]dah ]ﬂc L abor atory Results

Envirenmental Laboratory

http://www.teklabinc.com/

Client: Geotechnology, Inc.

Work Order: 24062353
Client Project: J044517.01 Report Date: 11-Jul-24
Matrix: DRINKING WATER
SampleID Client SampleID Certification Qual

RL Result Units DF Date Analyzed Date Collected

EPA 600 4.1.4, 200.8 R5.4, METALS BY ICPMS (TOTAL)
Lead
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ekiab, inc

Envirenmental Laboratory

Receiving Check List

http://www.teklabinc.com/

Client: Geotechnology, Inc.
Client Project: J044517.01

Work Order: 24062353
Report Date: 11-Jul-24

Carrier: Craig McKinney

Completed by: /JQ/ %L,,
on: .EU s /7/

28-Jun-24

Paul Schultz

Received By: NR

Reviewed by: i v
. C00 50> a0l 2t
on: v L_.\LJ:E_': Ty ;_ A
28-Jun-24 i

Ellie Hopkins

Pages to follow:

Shipping container/cooler in good condition?

Type of thermal preservation?
Chain of custody present?

Chain of custody signed when relinquished and received?
Chain of custody agrees with sample labels?

Samples in proper container/bottle?

Sample containers intact?

Sufficient sample volume for indicated test?

All samples received within holding time?

Reported field parameters measured:

Container/Temp Blank temperature in compliance?

Chain of custody |I|

Extra pages included |I|

Yes No [] Not Present [ ] Temp °C NA
None ice [] Blue Ice [ Dry Ice []

Yes No [

Yes No [

Yes No [

Yes No [

Yes No [

Yes No []

Yes No []

Field [] Lab [] NA

Yes No []

When thermal preservation is required, samples are compliant with a temperature between
0.1°C - 6.0°C, or when samples are received on ice the same day as collected.

Water — at least one vial per sample has zero headspace?
Water - TOX containers have zero headspace?

Water - pH acceptable upon receipt?

NPDES/CWA TCN interferences checked/treated in the field?

Yes [] No [] No VOA vials
Yes [] No [ No TOX containers
Yes No [] NA []
Yes [] No [ NA

Any No responses must be detailed below or on the COC.

Samples were checked for turbidity and then preserved with

nitric acid upon arrival in the laboratory. - pschultz - 6/28/2024 4:49:24 PM
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CHAIN OF CUSTODY  po. | of ([, Workorder# 7406245
TEKLAB, INC. 5445 Horseshoe Lake Road - Collinsville, IL. 62234 - Phone: (618) 344-1004 - Fax: (618) 344-1005

7 icE [E BLUEICE [BNOICE MWD °C Ltet

Client: Geotechnology, LLC Samples on;

Address: 11816 Lackland Road Preserved in: (@ FOR LAB USE ONLY
City | State / Zip St. Louis, MO 63146 I Lab Notes

Contact: Brad Lohrum Phone: {314) 997-7440

E-Mail: blohrum@teamues.corm Fax: Client Comments: ‘E@@J ﬁ«%

Are these samples known to be involved in litigation? If yes, a surcharge will apply D Yes No

2
Are these samples known to be hazardous? [ Yes No @ @—@*ﬁ&ag
Are there any required reporting limits to be met on the requested analysis?. If yes, please provide 4
limits in the comment section. [ ves M No I
M
Project Name/Number Sample Collector's Name MATRIX INDICATE ANALYSIS REQUESTED
J044517.01 Brad Lohrum o AN E
] N - - - =
Results Requested Billing Instructions L#and Type of Containers {2 17| 1w |8 |2] ~
(X standard [T} 1-2 Day (100% Surcharge) SEAUAFE N ES B
c rd ° e {0 kg- o1 a
Zlzl1zZz|Z 2z |19fe = <l
[ Other 171 3 Day (50% Surcharge) AHBEE AR | = o lFislm
EEIE"IEQ % %Eg
 LabUse Only | Sample Identification | DaterTime Sampled ) i~

N Relipguished By Date/Time / Ceived B - ate/Time
L — T e, T

L Clashy (Ese | A A L/18/2y  (sco

\

The individual signing this agreement on behalf of the dlient, acknowledges that hefshe has read and understands the terms and conditions of this BottleCOrder: 80481
agreement, and that he/she has the authority 1o sign on behalf of the client. See www.teklabinc.com for terms and conditions.


Brad Lohrum
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CHAIN OF CUSTODY pg. Z- of % Work order # 2 Y662
TEKLAB, INC. 5445 Horseshoe Lake Road - Collinsville, IL 62234 - Phone: (618) 344-1004 - Fax: (618) 344-1005

Client: Geotechnology, LLC Samples on: — % re#
Address: 11816 Lackland Road Preserved in: % FOR LLAB USE ONLY
City / State / Zip St ovis, MO 65146 Lab Notes

. rad Lohrum . (314) 997-7440
Contact: ° Phone:
E-Mail: bichrum@teamues.com Fax: Client Comments:

Are these samples known to be involved in litigation? If yes, a surcharge will apply D Yes E No
Are these samples known to be hazardous? [ Yes No

Are there any reguired reporting limits fo be met on the requested analysis?. If ves, please provide
bmits in the comment section. []ves X Mo

Project Name/Number Sample Collector's Name MATRIX INDICATE ANALYSIS REQUESTED
J044517.01 Brad Lohrum 9 v o] 2
= o
Results Requested Billing Instructions ju%and Type of Containers §2 %1 {0 (3 (24
X standard [ 1-2 Day {100% Surcharge) S |0ie s3]
c rd © o |Q o =3 -1
Slzizi|E 212i9]c =zisis
[ other 1 2 Day (50% Surcharge) s1zlpiRizlE(ziFiE IS P Sls]m
s =5]121812|2|2|Z° |3 AE B
" - mlelT 21T 1T e (218
: Lab Use OnlyI Sample ldentification Date/Time Sampled - = w
n - Relinquished By Date/Time - _~="" Received By Date/Time
M.Q%é«w o[27(24 |71.39 — ; 7 AL s
‘ MW (550 | s el b/28l2y 155D
——
The individual signing this agreement on behalf of the dlient, acknowledges that he/she has read and understands the terms and conditions of this BoitleOrder: 80481 3
agreement, and that he/she has the authority to sign on behalf of the client. See www.teklabinc.com for terms and conditions.
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pg. = of ©  Workorder# 27062353

TEKLAB, INC. 5445 Horseshoe Lake Road - Collinsville, IL 62234 - Phone: (618) 344-1004 - Fax: (618) 344-1005
N Geotechnology, LLC Samples on: °c  Lre# -
Client: p
Address: 11816 Lackland Road Preserved in: (& FOR LARB USE ONLY
City / State / Zip St louis MO 63146 Lab Notes
Contact: Brad Lohrum Phone: (314) 997-7440
- bichrum@teamues.com .
E-Mail: e Fax: Client Comments:
Are these samples known to be involved in litigation? If yes, a surcharge will apply [] Yes No
Are these samples known to be hazardous? [ Yes No
Are there any required reporting limits to be met on the requested analysis?. If yes, please provide
limits in the comment section. ] ves M No
Project Name/Number Sample Collector’'s Name MATRIX INDICATE ANALYSIS REQUESTED
J044517.01 Brad Lohrum ol | lvlol2
Results Requested Billing Instructions |*.and Type of Containers Tl nla|2]s
X standard [} 1-2 Day (100% Surcharge) s |3 |wig |3 2
slzlz|z| 1ziZl0l8 2 Bl |s[2]2
) other {_] 3 Day (50% Surcharge) THEPEHBREHE =" (Sl
. 21812127 IR181E]" I3 2181
' Lab Use Onlyr‘l Sample Identification | Date/Time Sampled [ ® g * 1"l
Relinquished By Date/Time eceived B te/Time
L3 S ST
%%W elzlf2d, [1-30 ) @/ L il
LY 7/ S C2 et A2 L/2dl2y IS8T O
The individua! signing this agreement on behalf of the client, acknowledges that hefshe has read and understands the terms and conditions of this BottleOrder: 80481
agreement, and that hefshe has the authority to sign on behalf of the client. See www.tekiabinc.com for terms and conditions.
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CHAIN OF CUSTODY  pa. 4t of [0 Workorder# Ze/0L 2353
TEKLAB, INC. 5445 Horseshoe Lake Road - Collinsville, IL 62234 - Phone: (618) 344-1004 - Fax: (618) 344-1005

Client: Geotechnology, LLC Samples on: 2] ICE  [2] BLUEICE [ NO ICE °c LTGE ‘
Address: 11816 Lackland Road _ Preserved in: & 4 FIELD FOR LAB USE ONLY
City / State / Zip St Lovis, MO 63146 l.ab Notes
Contact: Brad Lohrum Phone: (314) 897-7440 1 4
=
Mail- blochrum@teamues.com - .
E-Mail: Fax: Client Comments:
Are these samples known to be involved in litigation? If yes, a surcharge will apply E] Yes E No
Are these samples known !o be hazardaus? [ Yes No
Are there any required reporting limits to be met on the requested analysis?. If yes, please provide
lfmits in the comment section. || ves X No
Project Name/Number Sample Collector's Name MATRIX INDICATE ANALYSIS REQUESTED
.J044517 01 Brad Lohrum o v o g
o &
Results Requested Billing Instructions |u,2nd Type of Containers #2151 1 (8 |2 ]
B standara ] 4-2 Day (100% Surcharge) c S |wnig|n|s]|8
= rd o 0 10 0 ela
ZlE|Z|F zlyiclo =m|s|s
] Other {1 3 Day (50% Surcharge) HEIEAFEIE SRR RS s (S|s|m
— z|lo|o|d|l|ojb %" (o o=
! zle|=[=]"[=IR1%} & #|2]S
“LabUseQnEyV] Sample ldentification Date/Time Sampled = o™
. : ]
AN VTS TS I L 2%y | I T 1 1 I . S O A I S A

- :7-1 Relinquisl;:d év ) — lf‘)ate:ITi;nel —— — W PatefTime
Tad o] Wj21/24 (1.5 - =
Lhpy 557 Fnth  AZ02d £/28/2y 1§CO

The individuat signirg this agreement on behalf of the client, acknowledges that hefshe has read and understands the terms and condifions of this BottleOrder: 80481 T
agreement, and that he/she has the authority to sign on behalf of the client. See www.teklabinc.com for terms and conditions.
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CHAIN OF CUSTODY  p9. 5 of (o Workorder # 2/7623573
TEKLAB, INC. 5445 Horseshoe Lake Road - Collinsville, IL 62234 - Phone: {618} 344-1004 - Fax: (618) 344-1 805

Client: Geotechnology, LLC Sampies on: % te
Address: 11816 Lackiand Road Preserved in: FOR LAB USE ONLY
City / State / Zip St Lovis, MO 63148 Lab Notes
Contact: Brad Lohrum Phone: (314) 997-7440
Mail- bichrum@teamues.com . .
E-Mail: Fax: Client Comments:
Are these samples known to be involved in litigation? If yes, a surcharge will apply ves ¥ no
Are these samples known to be hazardous? [ Yes X No
Are there any required reporting limits to be met on the requested analysis?. If yes, please provide
fimits in the commentsection. [|ves X No
Project Name/Number Sample Collector's Name MATRIX INDICATE ANALYSIS REQUESTED
J044517.01 Brad Lohrum o oo 2
— e 5 = 1
Results Requested Billing Instructions j%.20d.Type of Containers |2 =l |2lg 8]
[X) standard ] 1-2 Day (100% Surcharge) A ER T Eolf =N B
c z o o 0 |o 2.1
Zlz|z|E Z [ |9fe ==z
) other {7] 3 Day 50% Surcharge) SE R EIHEIE IR R B
— x{o|2|&|RIO}n 1% |o Bl
i TIs TiQ= o 181
t.ab Use Only Sample Identification Date/Time Sampled = o

2
b[o28y  A55 Chach 4{@;4% 6/24129 (550

Relinguished By Date/Time - Regelved By e et | ime
e/27]2y (150 C— CFlr D

The individual signing this agreement on behalf of the client, acknowledges that hefshe has read and understands the terms and conditions of this BoltleOrder: 80481
agreement, and that hefshe has the authority to sign on behalf of the client. See www.tekiabinc.com for terms and conditions.
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CHAIN OF CUSTODY Pg. P oféﬁ Work order # 2506 2357
TEKLAB, INC. 5445 Horseshoe Lake Road - Collinsville, IL 62234 - Phone: (618) 344-1004 - Fax: {618) 344-1005

Client: Geotechnology, LLE Samples on: [ % wure#
Address: 11816 Lackland Road Preserved in: (& FOR LAB USE ONLY
City / State { Zip St Louis MO 63146 Lab Notes
Contact:  Brad Lehrum Phone: (314)997-7440

H bioh t . -
E-Mail: m@leames o Fax: Client Comments:

Are these samples known to be involved in litigation? If yes, a surcharge will apply [ Yes No
Are these samples known fo be hazardous? [Ives [N No

Are there any required reporting limits {o be met on the requested anaftysis?. If yes, please provide
fmits in the comment section. []ves [X No

Project Name/Number Sample Collector's Name - MATRIX INDICATE ANALYSIS REQUESTED
J044517.01 Brad Lohrum 9 v o] 2
Results Requested Billing Instructions [L2and Type of Containers SIEl B (2ic
mstandard D 1-2 Day (100% Surcharge) [ = g w3 g
Slzizl= z(Ziel8 2 =& p1 % =
7 other £} 3 Day (50% Surcharge) Z1z12{RiElz|ZIZiE |12 e S5l
e 2181281218317 5] " B3]
?bUsEOnly Sample Identification Date/Time Sampled v ® g ® 1= o
4
Reli 'eiis/h__e_d_il\’/ Date/{ime %ceived By Déterr ime
- / ; i
ﬁ%&/ e kf23/24 (7:32 C_- T TS T
/ P -
aall | ZBTbS 1557 2 i 6/2¢ (24 _i5GO

The individual signing this agreement on behalf of the dlient, acknowledges that he/she has read and understands the terms and conditions of this Bottle Order: 80481
agreement, and that he/she has the authority to sign on behalf of the client. See www.teklabinc.com for terms and conditions.
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Water Sampling and Reporting Services '/
713 Rogers Street | Columbia, Missouri

December 21, 2024 | Project No. J044517.01

APPENDIX D

LIMITATIONS OF REPORT



ENVIRONMENTAL SAMPLING
LIMITATIONS OF REPORT

1. The Report has been prepared on behalf of and for the exclusive use of the addressee,
solely for use in documenting specific sample results. This report and the findings
contained herein shall not, in whole or in part, be disseminated or conveyed to any
other party, nor used by any other party in whole or in part, without the prior written
consent of UES.

2. The sampling was performed in accordance with generally accepted practices of other
consultants undertaking similar projects at the same time and in the same geographical
area, and UES endeavored to observe that degree of care and skill ordinarily exercised
by other consultants under similar circumstances and conditions. The findings and
conclusions stated herein must be considered not as scientific certainties, but rather as
professional opinions concerning the significance of the limited data gathered during
the course of the project. UES does not and cannot represent that the site contains no
hazardous waste or material, or other latent condition beyond that observed by UES.

3. In the event that information is developed relative to environmental or hazardous waste
or material issues at the site and not contained in this report, such information shall be
brought to UES’ attention. UES will evaluate such information and, based on this
evaluation, may modify the conclusions stated in this Report.

4, The conclusions and recommendations contained in this Report are based in part upon
the data obtained from a limited number of water samples. The identified presence of
contaminated water is limited to the extent that they could be identified by
instrumentation and sampling and testing. There is a potential for contaminated water
above the indicated concentrations to occur elsewhere on the site. The nature and
extent of variations between these explorations may not become evident until further
exploration. If variations or other latent conditions then appear evident, and/or if
changes are made in regulations, it will be necessary to reevaluate the conclusions and
recommendations of this report.

5. If quantitative laboratory testing was performed as part of the assessment by an
outside laboratory, UES has relied upon the data provided, and has not conducted an
independent evaluation of the reliability to these data.

6. Chemical analyses have been performed for specific parameters during the course
of this sampling as described in the text. Do not assume that a given analyte is not
present at the site simply because it was not present at the test locations. The
analyte may exist on the site where tests were not performed. In addition, it should
be noted that additional chemical constituents not tested for during the sampling
could be present in water at the site.

9/5/14 Stdpar\Imt sampl swww.doc
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