Mystic Air Quality Consultants, Inc.
1204 North Road, Groton, Connecticut 06340

www.mmysticair.com mage2(aaol.com 800 247-7746

January 26, 2025

Mr. Sam Kilpatrick
Groton Public Schools
1300 Flanders Road
Groton, CT 06355

Re: Radon 3 Year Re-Testing (1/13-16/25)
Charles Barnum Discovery Magnet School
68 Briar Hill Road
Groton, CT

Dear Sam:

As requested, Mystic Air Quality Consultants, Inc. conducted radon testing at the location above on
January 13" — 16", 2025. The kits were placed in their respective locations at your facilities, then
picked up and mailed to Airchek lab, where Mystic Air Quality arranged for analytical services. The
testing was conducted by a Certified Radon Specialist, Christopher Muller (NRSB License #6SS0019).

The results for radon in air are summarized below:

Location Radon Test Kit # Result (pCi/L)
Main Office 11945420 2.1

Main Office (dup.) 11945419 2.5

Nurses 11945414 2.5

Library 11945413 1.5

21 11945412 0.9

14 11945411 1.5

Blank 1 11943406 <0.3

A concentration of 4.0 picocuries of radon per liter of air (pCi/L) is the threshold at which the US
EPA recommends further testing and consideration of remediation. All locations are safe for
occupancy under current EPA standards for radon.

Thank you for selecting Mystic Air Quality to perform these services.

Sincesely, i
Chr; pher J. I:igc:n{ CIH, CSP, MPH

CEO

Muystic Air Quality is a CT & Rl licensed Lab Since 1987 FAX: 860 449 886071 ‘-
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The following form must be submitted to the Connecticut Department of Public Health Radon Program within
ten (10) business days of providing a final written report of radon measurement activities to school personnel.
Do not send test results or other documents.

Submit this signed form by email to the Radon Program at:
DPH.RadonReportsict.eon

Name of School: Crw\ues BﬂZM\JW\ Dtscoue{z_ﬁ MﬂaME’T SCHOCJ\-

Address: Lagj;?_,mg__ Hioo Reas

(Street, town, zip code) e T

Groond | C OlR40

Measurement Company: M‘s,'sj‘, ¢ Arﬂ___ﬂu.m-rq _&,\J&,bu-r_;,,:rrs

Please provide the following summary information:
Dates of Testing:

(Deployment/retrieval dates, Inchude

confirmatory testing dates, if applicable.) = O\_\_ \& \ _ZO_'Z..._S* o ol l“"!ZC_J'ZS"

i1

Total # of Rooms Tested:

Total # of Rooms Requiring
Re-Testing: o O

Total # of Rooms Where
Average Results Were 0
at or above 4.0 pCi/l.:

Radon measurement activities were carried out e accordance with United  States  Environmental

Protection Agency protocols and the Connecticut Department of Public Health Radon Program’s School
Radon Testing Guidanee at the location deseribed above,
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Mueasurcment Protessional / NRPP/NRSIS # Sign:ltlu(- ate

School Designee 7 Title Signature Date

Plione (560) 30V-7 301
Telephone Device for the Deaf (8S60) S09-7]10 ]
A Capitol Avene - MS #T2-RaATD
P By 340308, Havtford. CT 06134
A Fqual Opportionty Employve
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Wit Number  StartDate  Staef Time  End Date  End Time Temp. Facility Building 3 Room 'P;‘oj'é_cl-ID Floor Result
11945406 2025-01-13  9:00 am 2025-01-16  8:00 am 70 GROTON SCHOOLS ~ CHARLES BARNUM DISCOVERY MAGNET SCII B 1 <0.3
11945411 2025-01-13  9:00 am 2025-01-16  8:00 am 70 GROTON SCHOOLS  CHARLES BARNUM DISCOVERY MAGNET SCH 14 1 1.5
11945412 2025-01-13 9:00 am 2025-01-16  8:00 am 70 GROTON SCHOOLS CHARLES BARNUM DISCOVERY MAGNET SCH 21 1 09
11945413 2025-01-13  9:00am 2025-01-16  $:00 am 70 GROTON SCHOOLS  CHARLES BARNUM DISCOVERY MAGNET SCH  LIBRARY 1 1.5
11945414 2025-01-13  9:00 am 2025-01-16 B:00 am 70 GROTON SCHOOLS  CHARLES BARNUM DISCOVERY MAGNET SCH ~ NURSES 1 2.5
11945419 2025-01-13  9:00 am 2025-01-16  8:00 am 70 GROTON SCHOOLS  CHARLES BARNUM DISCOVERY MAGNET SCH  MAIN OFFICE 1 2.5
11945420 2025-01-1 1

3 900am (2025-01-16 8:00 am 70 GROTON SCHOOLS ~ CHARLES BARNUM DISCOVERY MAGNET SCH - MAIN OFFICE Sl

Air Chek 1936 Butler Bridge Rd, Mills River, NC 28759-3892 Phone: (828) 684-0893 Fax: (828) 684-8498
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