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aer PORTABLE TOLET LOCATION
Tt EGRESS PATH (TO BE KEPT CLEAR AT ALL TIMES)

CENERAL NOTES — SITE

| THE CONTRACTOR SHALL CONFINE MOVEMENTS ON THE OWNERS PROPERTY
TO AREAS DESIENATED ON THE SITE PLAN AND AS DESIGNATED AT THE
PRE—CONSTRUCTION MEETING f R A

2. CONTRACTOR SHALL COORPINATE FINAL LOCATION OF CONTRACTOR PARKING,

MATERIAL LAYPOWN AREAS, DUMPSTER LOCATIONS ETC WITH OWNERS RE. /Q'RBgQF;EE)ngOLSL%
3. CONTRACTOR SHALL TAKE CARE T@ ENSURE AL MATERIALS, EQUIPMENT AND
DUMPSTERS ARE SECURE AT THE END OF THE DAY. loo RIVERVIEW CENTER
SUTE 272
4 CONTRACTOR SHALL NOT BLOCK EGRESS PATHS AT ANY TIME. ANY VEHICLES 192 QJNN STREET
OR EQUIPMENT OPERATING IN A FIRE LANE WILL BE WILL PE LEFT RUNNING MIDDLETOWN. T
AND MANNED AT ALL TIMES. ,
PHONE: (860) 246—1809
5 THE PORTABLE TOLET WILL BE EMPTIED AND SANITIZED A MINMUM OF ONCE EMAIL: hra@hrabz

A WEEK AND MORE FREQUENTLY IF REQUIRED.

6. CONTRACTOR SHALL BE RESPONSIBLE TO REPAIR /REPLACE ALL DAMAGED AREAS
CONCRETE R ASPHALT cURBING AND ASSOCIATED CURPING.

T CONTRACTOR SHALL PE RESPONSIBLE TO REPAIR/REPALCE ALL DAMAGED LAWN
AREAS AND DAMAGED FLANTINGS.
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COURTYARD

REMOVE AND DISPOSE OF THE EXISTING ASPHALT
SHINGLES, ICE AND WATER SHIELD, FLASHINGS AND
ACCESSORIES. DISPOSE OF ALL MATERIALS IN
ACCORPANCE WITH THE CONTRACT DOCIMENTS

AND ALL APFLICABLE LAWS AND REGULATIONS. TYP.

<’

REMOVE AND DISPOSE OF THE EXISTING ASPHALT
SHINGLES, ICE AND WATER SHIELD, FLASHINGS AND
ACCESSORIES. DISPOSE OF ALL MATERIALS IN
ACCORPANCE WITH THE CONTRACT DOCIMENTS

AND ALL APFLICABLE LAWS AND REGULATIONS. TYP.

~

N

REMOVE AND DISPOSE OF THE EXISTING ASPHALT
SHINGLES, ICE AND WATER SHIELD, FLASHINGS AND
ACCESSORIES. DISPOSE oF ALL MATERIALS IN
ACCORPANCE WITH THE CONTRACT DOCUMENTS

AND ALL APFLICABLE LAWS AND REGULATIONS. TYP.

REMOVE AND DISPOSE OF THE EXISTING ASPHALT

N

> <
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SHINGLES, ICE AND WATER SHIELD, FLASHINGS AND
ACCESSORIES. DISPOSE OF ALL MATERIALS IN
ACCORPANCE WITH THE CONTRACT DOCIMENTS

AND ALL APFLICABLE LAWS AND REGULATIONS. TYP.
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NIc — NOT IN CONTRACT — TYP.

NI — NOT IN CONTRACT — TYP.

REMOVE AND DISPOSE OF THE EXISTING ASPHALT
SHINGLES, ICE AND WATER SHIELD, FLASHINGS AND
ACCESSORIES. DISPOSE OF ALL MATERIALS IN
ACCORPANCE WITH THE CONTRACT DOCIMENTS

AND ALL APPLICABLE LAWS AND REGULATIONS. TYP.

REMOVE AND DISPOSE OF THE EXISTING ASPHALT
SHINGLES, ICE AND WATER SHIELD, FLASHINGS AND
ACCESSORIES. DISPOSE oF ALL MATERIALS IN
ACCORDANCE WITH THE CONTRACT DOCUMENTS

AND ALl APPLICABLE LAWS AND REGULATIONS. TYP.

REMOVE AND DISPOSE OF THE EXISTING ASPHALT
SHINGLES, ICE AND WATER SHIELD, FLASHINGS AND
ACCESSORIES. DISPOSE OF ALL MATERIALS IN
ACCORPANCE WITH THE CONTRACT DOCUMENTS

AND ALL APPLICAPLE LAWS AND REGULATIONS. TYP.

DEMOLITION FLAN

3/68" = 10"

O

REMOVE AND DISPOSE OF THE EXISTING ASPHALT
SHINGLES, ICE AND WATER SHIELD, FLASHINGS AND
ACCESSORIES. DISPOSE oF ALL MATERIALS IN
ACCORDANCE WITH THE CONTRACT DOCUMENTS

AND ALL APPLICABLE LAWS AND REGUATIONS. TYF.

REMOVE AND DISPOSE OF THE EXISTING ASPHALT
SHINGLES, ICE AND WATER SHIELD, FLASHINGS AND
ACCESSORIES. DISPOSE oF ALL MATERIALS IN
ACCORDANCE WITH THE CONTRACT DOCUMENTS

AND ALL APPLICABLE LAWS AND REGULATIONS. TYP.

CENERAL NOTES — ROOF DEMALITION

CONTRACTOR SHALL TAKE AND VERIFY ALL DIMENSIONS IN THE FIELD, AND SHALL PE HELD RESPONSIBLE FOR

THE SAME.

OWNER OF ANY DISCREPANCIES.

. CONTRACTOR SHALL TAKE AND VERIFY ALL FIELD cONPITIONS PRIOR T PEGINNING ANY WORK AND NOTIFY

. CONTRACTOR SHALL REMOVE THE EXISTING ROF SYSTEMS AS DESCRIBED IN DEMALITION PLAN, IN

ACCORPANCE WITH THE CONTRACT DOCUMENTS AND ALL APPLICABLE LOCAL. STATE AND FEDERAL LAWS AND
REGULATIONS. ALL EXISTING ROCF SYSTEMS WILL BE REMOVED DOWN TO THE EXISTING ROOF DECKS.

COMPONENTS.

. PEMALITION OF THE ROOF SYSTEM SHALL INCLUPE ALL FLASHINGS, FASCIAS, COPING AND ASSOCIATED

. DEMALITION SHALL INCLUPE THE REMOVAL OF THE EXISTING ROF GUTTER ASSEMBLIES AND ASSOCIATED

COMPONENTS AS REQURED FOR THE INSTALLATION OF NEW ROOF GUTTERS AND RAINWATER LEADERS.

. IN THE EVENT ANY UNPOCUMENTED HAZARDAUS MATERIALS ARE FOUND DURING DEMALITION THE CONTRACTOR

SHALL STOP WORK IN THE AREA AND NOTIFY THE OWNER AND ARCHITECT IMMEDIATELY.
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. CONTRACTOR SHALL TAKE AND VERIFY ALL DIMENSIONS IN THE
FIELD, AND SHALL BE HELD RESPONSIBLE FOR THE SAME

2. CONTRACTOR SHALL TAKE AND VERIFY ALL DIMENSIONS AND
CONDITIONS PRIOR TO PEGINNING ANY WORK AND NOTIFY OWNER
OF ANY DISCREFPANCIES.

2. CONTRACTOR SHAUD FULY UNDERSTAND THAT THE WORK
INCLUPES THE USE OF A MANUFACTURER CERTIFIED /APPROVED
INSTALLERS IN ORDER TO OBTAIN LONG TERM MANUFACTURERS
GUARANTEE.

4. THE DIVISION OF WORK AMONG THE VARIQUS TRADES R SUp—
CONTRCTORS (IF ANY) NECESSARY AND COORDINATING OF THE
TOTAL WORK 1S THE CONTRACTORS RESPONSIPILITY

5 THE CONTRACTOR SHALL CONFINE MOVEMENTS ON THE OWNERS
PROFERTY TO AREAS DESIGNATED ON THE SITE PLAN AND AS
PESIGNATED AT THE PRE-CONSTRUCTION MEETING

6. FASTENERS ARE MECHANICAL FASTENERS OR AS INDICATED.
FASTENERS USED IN THE WORK ARE TO PRNVIDE |- /2"
PENETRATION INTO THE SUBSTRATE R AS REQUIRED BY THE
FASTENER MANUFACTURER.

1. FLASHINGS ARE TO BE INSTALLED IN A WATER— SHEDPDING FASHION

. PROVIDE PROPER TYPE CAUKING/SEALANT IN ALL AREAS INDICATED
N DRAWINGS AND AS REQUIRED FOR A WATERTIGHT ROOF.

9. WHERE THE WORD "EXISTING” APPEARS WITH DESCRIPTIONS,
NOTATIONS, DIRECTIVES, EXFLANATIONS, REQUIREMENTS, ETC.
THRAUGH AUT THE DRAWINGS AND SPECIFICATIONS, SUcht AS EXIST.
METAL DECK”, "EXISTING BRICK WALL®, THE REFERRED T¢ ITEM R
ITEMS OF WORK SHALL BPE UNPERSTOD AS MEANING WORK TO:
AS MEANING WORK TO:

l. REMAIN IN FLACE WITHOUT MAJOR CHANGES, BUT, SHALL
INCLUPE ALL OTHER cHANGES, ADWSTMENTS, REQUIREMENTS,
ETc., NECESSARY FOR THE ITEMS OF WORK TO BE PROPERLY
INTEEGRATED INTQ? AND COMBINED WITH THE NEW AND EXISTING
SPECIFIED WORK IN THE CONTRACT, CR,

2. REMOVED, DISPOSED OF AND/OR REINSTALLED, INCLUWPING ALL
CHANGES, ADWSTMENTS, ETC., NECESSARY FOR THE ITEMS
o WORK To BE PROPERLY DEMALISHED, REMOVED, CHANGED,
ADJUSTED, AND PROPERLY INTEGRATED AND COMPBINED WITH
NEW AND EXISTING WORK SPECIFIED.

EXCEPT AS SPECIFIED APOVE, ALL OTHER DESCRIPTIONS,
NOTATIONS, DIRECTIVES, EXPLANATIONS, REQUIREMENTS, ETC.,
THRAUGH AUT THE DRAWINGS ANP SPECIFICATIONS, SUct AS
PULT-UP ROF SYSTEM, METAL PASE FLASHING, BULTP ROOF
SYSTEM' "NEW METAL PASE FLASHING”, SHALL PE UNDERSTOD
AS MEANING ALL REQUREMENTS OF ALL WORK UNPER THE
CONTRACT.

lo. IN THE EVENT OF CONFLICT BETWEEN APPLICABLE COPES AND

REGULATIONS AND THE STANDARDS OF THE CONTRACT DOCIIMENTS,
THE MORE STRINGENT PROVISIONS SHALL APPLY.

PULPING cdlE

BULPING COPE DATA
202| INTERNATIONAL BPULDING cOPE / ADOPTS THE IERC 20| W/ AMENPMENTS

BULDING cOPE DATA

2011 EXISTING BULPING COPE OF CONNECTIUT — ADOPTS THE IEPC 202l W/ AMENDMENTS
2011 EXISTING MECHANICAL CODE OF CONNECTICUT — ADOPTS THE M 202 W/ AMENDMENTS
12011 EXISTING PLIMPING cOPDE OF CONNECTICUT — ADOPTS THE 1IBc 202l W/ AMENDMENTS
2071 ENERGY CONSERVATION CODE OF CONNECTICUT — ADOPTS THE IEEC 202l W/ AVENDMENTS
1011 CONNECTICUT FIRE SAFETY COPE, PASED ON NFPA 10|, LIFE SAFETY CODE, 1011 AND

NPA |, FIRE cOPE 201
1011 CONNECTICUT FIRE SAFETY CODE
1011 NFPA | AND |4
10177 INTERNATIONAL FIRE COPE
1011 CONNECTICUT STATE FIRE PREVENTION COPE

LCOEND — ROOE

%

RWL

H

4121212120122 1112
4122121211212
4121212120122 1112

—

50 YEAR CLASS "A" ARCHITECTURAL SHINGLES
ON POLYPROPYLENE UNDERLAYMENT, PREATHAPLE
FQUAL TO GAF DECK ARMOR

50 YEAR cLASS "A" ARCHITECTURAL SHINGLES
ON ICE AND WATER <SHIELD

NOT IN CONTRACT

SECTION MARK

PETAIL BUTTON

o040 ALIMINWM &UTTER

VERTICAL RAINWATER LEADER

MECHANICAL UNIT

PLUMBPING VENT

PITch POCKET

HEAT STACK

INSULATED PIPE PENETRATION

THRAGH ROOF

SNOW GUARDS — ASPHALT SHINELE RoOF

SNOW GUARDS — STANDING SEAM METAL ROOF

240 ALUMINUIM RAIN DIVERTER — cENTERED

APOVE EXIT DOORS

PROECT NORTH

RO REFLACEMENT
FPUTNAM ELEMENTARY ScHOOL
22 WICKER STREET
FPUTNAM, CT

ﬁRA

HIBBARD & ROSA
ARCHITECTS, LLC

loo RIVERVIEW CENTER
SUTE 272
797 MAIN STREET
MIDDLETOWN, ¢T
PHONE: (860) 246—1209
EMAILL: hra@hrabz

NORTH

Roor FPLAN

DATE: lo-06—1014

REVISED:

STATE PROJ. #
lle—o02] RR

COM. # 1014—0¢

SCALE: /16" = [-0"

A—|

SHEET



AutoCAD SHX Text
REVISED:

AutoCAD SHX Text
DATE:

AutoCAD SHX Text
COM. #

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
SHEET

AutoCAD SHX Text
A-1

AutoCAD SHX Text
100 RIVERVIEW CENTER

AutoCAD SHX Text
MIDDLETOWN, CT

AutoCAD SHX Text
PHONE: (860) 346-1809

AutoCAD SHX Text
EMAIL: hra@hra.bz

AutoCAD SHX Text
SUITE 272

AutoCAD SHX Text
10-06-2024

AutoCAD SHX Text
2024-06

AutoCAD SHX Text
ROOF REPLACEMENT PUTNAM ELEMENTARY SCHOOL 33 WICKER STREET PUTNAM, CT

AutoCAD SHX Text
ROOF PLAN - NORTH

AutoCAD SHX Text
292 MAIN STREET

AutoCAD SHX Text
1/16" = 1'-0"

AutoCAD SHX Text
COURTYARD

AutoCAD SHX Text
ROOF PLAN - NORTH

AutoCAD SHX Text
1/16" = 1'-0"

AutoCAD SHX Text
1

AutoCAD SHX Text
LEGEND - ROOF

AutoCAD SHX Text
EQUAL TO GAF DECK ARMOR

AutoCAD SHX Text
50 YEAR CLASS "A" ARCHITECTURAL SHINGLES 

AutoCAD SHX Text
ON POLYPROPYLENE UNDERLAYMENT, BREATHABLE

AutoCAD SHX Text
   THE MORE STRINGENT PROVISIONS SHALL APPLY.

AutoCAD SHX Text
10.  IN THE EVENT OF CONFLICT BETWEEN APPLICABLE CODES AND  

AutoCAD SHX Text
9.  WHERE THE WORD "EXISTING" APPEARS WITH DESCRIPTIONS,

AutoCAD SHX Text
   THROUGH OUT THE DRAWINGS AND SPECIFICATIONS, SUCH AS EXIST.

AutoCAD SHX Text
   METAL DECK", "EXISTING BRICK WALL", THE REFERRED TO ITEM OR

AutoCAD SHX Text
INTEGRATED INTO AND COMBINED WITH THE NEW AND EXISTING

AutoCAD SHX Text
   THROUGH OUT THE DRAWINGS AND SPECIFICATIONS, SUCH AS  

AutoCAD SHX Text
   SYSTEM" "NEW METAL BASE FLASHING", SHALL BE UNDERSTOOD   

AutoCAD SHX Text
        NEW AND EXISTING WORK SPECIFIED. 

AutoCAD SHX Text
      1. REMAIN IN PLACE WITHOUT MAJOR CHANGES, BUT, SHALL 

AutoCAD SHX Text
OF WORK TO BE PROPERLY DEMOLISHED, REMOVED, CHANGED,

AutoCAD SHX Text
   EXCEPT AS SPECIFIED ABOVE, ALL OTHER DESCRIPTIONS,

AutoCAD SHX Text
   CONTRACT.

AutoCAD SHX Text
   ITEMS OF WORK SHALL BE UNDERSTOOD AS MEANING WORK TO: 

AutoCAD SHX Text
      2. REMOVED, DISPOSED OF AND/OR REINSTALLED, INCLUDING ALL 

AutoCAD SHX Text
5.  THE CONTRACTOR SHALL CONFINE MOVEMENTS ON THE OWNERS 

AutoCAD SHX Text
PENETRATION INTO THE SUBSTRATE OR AS REQUIRED BY THE  

AutoCAD SHX Text
6.  FASTENERS ARE MECHANICAL FASTENERS OR AS INDICATED. 

AutoCAD SHX Text
8.  PROVIDE PROPER TYPE CAULKING/SEALANT IN ALL AREAS INDICATED  

AutoCAD SHX Text
4.  THE DIVISION OF WORK AMONG THE VARIOUS TRADES OR SUB- 

AutoCAD SHX Text
3.  CONTRACTOR SHOULD FULLY UNDERSTAND THAT THE WORK   

AutoCAD SHX Text
INSTALLERS IN ORDER TO OBTAIN LONG TERM MANUFACTURERS  

AutoCAD SHX Text
2.  CONTRACTOR SHALL TAKE AND VERIFY ALL DIMENSIONS AND  

AutoCAD SHX Text
1.  CONTRACTOR SHALL TAKE AND VERIFY ALL DIMENSIONS IN THE 

AutoCAD SHX Text
   TOTAL WORK IS THE CONTRACTORS RESPONSIBILITY 

AutoCAD SHX Text
   DESIGNATED AT THE PRE-CONSTRUCTION MEETING 

AutoCAD SHX Text
GUARANTEE.

AutoCAD SHX Text
7.  FLASHINGS ARE TO BE INSTALLED IN A WATER- SHEDDING FASHION

AutoCAD SHX Text
FASTENER MANUFACTURER.

AutoCAD SHX Text
   OF ANY DISCREPANCIES. 

AutoCAD SHX Text
  FIELD, AND SHALL BE HELD RESPONSIBLE FOR THE SAME

AutoCAD SHX Text
CONDITIONS PRIOR TO BEGINNING ANY WORK AND NOTIFY OWNER 

AutoCAD SHX Text
   INCLUDES THE USE OF A MANUFACTURER CERTIFIED/APPROVED 

AutoCAD SHX Text
   CONTRCTORS (IF ANY) NECESSARY AND COORDINATING OF THE  

AutoCAD SHX Text
   PROPERTY TO AREAS DESIGNATED ON THE SITE PLAN AND AS 

AutoCAD SHX Text
   FASTENERS USED IN THE WORK ARE TO PROVIDE 1-1/2" 

AutoCAD SHX Text
   ON DRAWINGS AND AS REQUIRED FOR A WATERTIGHT ROOF. 

AutoCAD SHX Text
   NOTATIONS, DIRECTIVES, EXPLANATIONS, REQUIREMENTS, ETC.

AutoCAD SHX Text
   AS MEANING WORK TO:

AutoCAD SHX Text
        INCLUDE ALL OTHER CHANGES, ADJUSTMENTS, REQUIREMENTS,

AutoCAD SHX Text
        ETC., NECESSARY FOR THE ITEMS OF WORK TO BE PROPERLY

AutoCAD SHX Text
SPECIFIED WORK IN THE CONTRACT, OR, 

AutoCAD SHX Text
 CHANGES, ADJUSTMENTS, ETC., NECESSARY FOR THE ITEMS   

AutoCAD SHX Text
ADJUSTED, AND PROPERLY INTEGRATED AND COMBINED WITH 

AutoCAD SHX Text
   NOTATIONS, DIRECTIVES, EXPLANATIONS, REQUIREMENTS, ETC., 

AutoCAD SHX Text
   BUILT-UP ROOF SYSTEM, METAL BASE FLASHING, BUILT-UP ROOF  

AutoCAD SHX Text
   AS MEANING ALL REQUIREMENTS OF ALL WORK UNDER THE  

AutoCAD SHX Text
REGULATIONS AND THE STANDARDS OF THE CONTRACT DOCUMENTS, 

AutoCAD SHX Text
GENERAL NOTES - ROOF

AutoCAD SHX Text
%%UBUILDING CODE DATA

AutoCAD SHX Text
%%UBUILDING CODE DATA

AutoCAD SHX Text
2022 INTERNATIONAL FIRE CODE

AutoCAD SHX Text
2022 NFPA 1 AND 101

AutoCAD SHX Text
2022 CONNECTICUT FIRE SAFETY CODE

AutoCAD SHX Text
2022 EXISTING BUILDING CODE OF CONNECTICUT - ADOPTS THE IEBC 2021 W/ AMENDMENTS

AutoCAD SHX Text
2022 EXISTING MECHANICAL CODE OF CONNECTICUT - ADOPTS THE IMC 2021 W/ AMENDMENTS

AutoCAD SHX Text
2022 EXISTING PLUMBING CODE OF CONNECTICUT - ADOPTS THE IBC 2021 W/ AMENDMENTS

AutoCAD SHX Text
2022 ENERGY CONSERVATION CODE OF CONNECTICUT - ADOPTS THE IEEC 2021 W/ AMENDMENTS

AutoCAD SHX Text
2022 CONNECTICUT FIRE SAFETY CODE, BASED ON NFPA 101, LIFE SAFETY CODE, 2021 AND

AutoCAD SHX Text
2021 INTERNATIONAL BUILDING CODE / ADOPTS THE IEBC 2021 W/ AMENDMENTS

AutoCAD SHX Text
2022 CONNECTICUT STATE FIRE PREVENTION CODE

AutoCAD SHX Text
BUILDING CODE

AutoCAD SHX Text
     NFPA 1, FIRE CODE 2021

AutoCAD SHX Text
DETAIL BUTTON

AutoCAD SHX Text
SECTION MARK

AutoCAD SHX Text
PLUMBING VENT

AutoCAD SHX Text
V

AutoCAD SHX Text
VERTICAL RAINWATER LEADER

AutoCAD SHX Text
MECHANICAL UNIT

AutoCAD SHX Text
A-2

AutoCAD SHX Text
1

AutoCAD SHX Text
A-2

AutoCAD SHX Text
1

AutoCAD SHX Text
HS

AutoCAD SHX Text
PP

AutoCAD SHX Text
PITCH POCKET

AutoCAD SHX Text
HEAT STACK

AutoCAD SHX Text
INSULATED PIPE PENETRATION 

AutoCAD SHX Text
THROUGH ROOF

AutoCAD SHX Text
PROJECT NORTH

AutoCAD SHX Text
50 YEAR CLASS "A" ARCHITECTURAL SHINGLES 

AutoCAD SHX Text
ON ICE AND WATER SHIELD

AutoCAD SHX Text
NOT IN CONTRACT

AutoCAD SHX Text
.040 ALUMINUM GUTTER

AutoCAD SHX Text
SNOW GUARDS - ASPHALT SHINGLE ROOF

AutoCAD SHX Text
RWL

AutoCAD SHX Text
SNOW GUARDS - STANDING SEAM METAL ROOF

AutoCAD SHX Text
.040 ALUMINUM RAIN DIVERTER - CENTERED 

AutoCAD SHX Text
ABOVE EXIT DOORS

AutoCAD SHX Text
STATE PROJ. #

AutoCAD SHX Text
116-0021 RR


498"

él_ 0(1

5 92/_51 I

Q
LS

- —
TN |—
DED
1z =
O =
LL_IEKZ
YosSs
%IZZD—
S
Y = W

Z

—

D)

0O

HIBBARD & ROSA
@RCHITECTS, LLC

loo RIVERVIEW CENTER
SUTE 272
797 MAIN STREET
MIDDLETOWN, ¢T
PHONE: (860) 246—1209
EMAILL: hra@hrabz

lo5—4" 26-0" l6—o" 24-0" loo-o" 4p—0" [, &2 474"
[=4"]
% \ / f
CORTYARD
_I
[o]V
5 . 5
3 O . 3
V
[e]v V=, [<]
[o]v
o
$
~ e
S S
V[e]
$
Q 0
[o]v
¢ |
= - s
- B R =
[ [o]v L
AR
w r<
pA—t/ VIE'
V
[o]
@ RWL
A5
=, ]
h \\
] 2
(K
)
s [e]v &
— 204 SF 5\ 7 .
& ; ; a.s
% . Hl & ~ = 042 F Q
100-8" VONIE| A
—~ &=/ N ) |
: y N Py, |[49—¢
— \"'I"/
™\
(2 () -2/ ()
EV RWL &Y =% =
0 =
- \V \L/ \V
[e]v =
&=/
G
5 . g
S B () R
oy : <
[e]v [e]v [o]v \
Y &2/ D $
= N R #
N[V *“
A C =
. &
/ i
pot/ V[e]
[e]v
=
22 - /)
:
o
o &2/
-y h J
| 49\ = — |04 SF
2N
"
0
ol
] 127—4"
[ 1224 oF
/2
~ Wt
E 100-%" N
o 00— (6 |
QY 3
[o]v [e]v
\ AR
=
qRWL
™
S >
&
106 0" &6 —4" 100-4"

462’—5”

ROCFE FLAN — SAUTH

(D

l/16" = |-0"

PROECT NORTH

RO FPLAN — SOUTH

DATE: lo-06—1014

REVISED:

STATE PROJ. #
lle—o02] RR

COM. # 1014—0¢

SCALE: /16" = [-0"

A1

SHEET



AutoCAD SHX Text
REVISED:

AutoCAD SHX Text
DATE:

AutoCAD SHX Text
COM. #

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
SHEET

AutoCAD SHX Text
A-2

AutoCAD SHX Text
100 RIVERVIEW CENTER

AutoCAD SHX Text
MIDDLETOWN, CT

AutoCAD SHX Text
PHONE: (860) 346-1809

AutoCAD SHX Text
EMAIL: hra@hra.bz

AutoCAD SHX Text
SUITE 272

AutoCAD SHX Text
10-06-2024

AutoCAD SHX Text
2024-06

AutoCAD SHX Text
ROOF REPLACEMENT PUTNAM ELEMENTARY SCHOOL 33 WICKER STREET PUTNAM, CT

AutoCAD SHX Text
ROOF PLAN - SOUTH

AutoCAD SHX Text
292 MAIN STREET

AutoCAD SHX Text
1/16" = 1'-0"

AutoCAD SHX Text
V

AutoCAD SHX Text
V

AutoCAD SHX Text
V

AutoCAD SHX Text
V

AutoCAD SHX Text
V

AutoCAD SHX Text
V

AutoCAD SHX Text
V

AutoCAD SHX Text
V

AutoCAD SHX Text
V

AutoCAD SHX Text
V

AutoCAD SHX Text
V

AutoCAD SHX Text
V

AutoCAD SHX Text
V

AutoCAD SHX Text
V

AutoCAD SHX Text
V

AutoCAD SHX Text
V

AutoCAD SHX Text
V

AutoCAD SHX Text
V

AutoCAD SHX Text
V

AutoCAD SHX Text
V

AutoCAD SHX Text
V

AutoCAD SHX Text
V

AutoCAD SHX Text
V

AutoCAD SHX Text
V

AutoCAD SHX Text
V

AutoCAD SHX Text
V

AutoCAD SHX Text
V

AutoCAD SHX Text
V

AutoCAD SHX Text
1,043 SF

AutoCAD SHX Text
1,234 SF

AutoCAD SHX Text
1,204 SF

AutoCAD SHX Text
V

AutoCAD SHX Text
COURTYARD

AutoCAD SHX Text
ROOF PLAN - SOUTH

AutoCAD SHX Text
1/16" = 1'-0"

AutoCAD SHX Text
1

AutoCAD SHX Text
1,043 SF

AutoCAD SHX Text
PROJECT NORTH

AutoCAD SHX Text
206'-0"

AutoCAD SHX Text
86'-4"

AutoCAD SHX Text
200'-4"

AutoCAD SHX Text
200'-8"

AutoCAD SHX Text
6'-4"

AutoCAD SHX Text
222'-4"

AutoCAD SHX Text
492'-8"

AutoCAD SHX Text
144'-0"

AutoCAD SHX Text
78'-0"

AutoCAD SHX Text
62'-8"

AutoCAD SHX Text
74'-0 "12"

AutoCAD SHX Text
24'-0"

AutoCAD SHX Text
152'-0"

AutoCAD SHX Text
86'-0"

AutoCAD SHX Text
5'-0"

AutoCAD SHX Text
26'-0"

AutoCAD SHX Text
11'-0"

AutoCAD SHX Text
24'-0"

AutoCAD SHX Text
392'-8 "12"

AutoCAD SHX Text
392'-8"

AutoCAD SHX Text
105'-4"

AutoCAD SHX Text
38'-0"

AutoCAD SHX Text
16'-0"

AutoCAD SHX Text
24'-0"

AutoCAD SHX Text
100'-0"

AutoCAD SHX Text
46'-0"

AutoCAD SHX Text
1'-4"

AutoCAD SHX Text
8'-8"

AutoCAD SHX Text
147'-4"

AutoCAD SHX Text
492'-8"

AutoCAD SHX Text
7'-0"

AutoCAD SHX Text
7'-0"

AutoCAD SHX Text
149'-0"

AutoCAD SHX Text
200'-8"

AutoCAD SHX Text
RWL

AutoCAD SHX Text
RWL

AutoCAD SHX Text
RWL

AutoCAD SHX Text
A-5

AutoCAD SHX Text
1

AutoCAD SHX Text
A-5

AutoCAD SHX Text
5

AutoCAD SHX Text
A-5

AutoCAD SHX Text
4

AutoCAD SHX Text
A-5

AutoCAD SHX Text
2

AutoCAD SHX Text
A-5

AutoCAD SHX Text
3

AutoCAD SHX Text
A-5

AutoCAD SHX Text
3

AutoCAD SHX Text
A-5

AutoCAD SHX Text
1

AutoCAD SHX Text
A-3

AutoCAD SHX Text
1

AutoCAD SHX Text
A-3

AutoCAD SHX Text
1

AutoCAD SHX Text
A-3

AutoCAD SHX Text
1

AutoCAD SHX Text
A-3

AutoCAD SHX Text
1

AutoCAD SHX Text
A-3

AutoCAD SHX Text
1

AutoCAD SHX Text
A-3

AutoCAD SHX Text
2

AutoCAD SHX Text
A-3

AutoCAD SHX Text
2

AutoCAD SHX Text
A-3

AutoCAD SHX Text
2

AutoCAD SHX Text
A-3

AutoCAD SHX Text
2

AutoCAD SHX Text
A-3

AutoCAD SHX Text
2

AutoCAD SHX Text
A-3

AutoCAD SHX Text
2

AutoCAD SHX Text
A-3

AutoCAD SHX Text
2

AutoCAD SHX Text
A-3

AutoCAD SHX Text
2

AutoCAD SHX Text
A-3

AutoCAD SHX Text
2

AutoCAD SHX Text
A-3

AutoCAD SHX Text
2

AutoCAD SHX Text
A-3

AutoCAD SHX Text
2

AutoCAD SHX Text
A-3

AutoCAD SHX Text
2

AutoCAD SHX Text
A-3

AutoCAD SHX Text
2

AutoCAD SHX Text
A-3

AutoCAD SHX Text
2

AutoCAD SHX Text
A-3

AutoCAD SHX Text
2

AutoCAD SHX Text
A-3

AutoCAD SHX Text
2

AutoCAD SHX Text
A-3

AutoCAD SHX Text
2

AutoCAD SHX Text
A-3

AutoCAD SHX Text
2

AutoCAD SHX Text
A-3

AutoCAD SHX Text
2

AutoCAD SHX Text
A-3

AutoCAD SHX Text
2

AutoCAD SHX Text
A-3

AutoCAD SHX Text
4

AutoCAD SHX Text
A-3

AutoCAD SHX Text
4

AutoCAD SHX Text
A-3

AutoCAD SHX Text
4

AutoCAD SHX Text
A-3

AutoCAD SHX Text
4

AutoCAD SHX Text
A-3

AutoCAD SHX Text
4

AutoCAD SHX Text
A-3

AutoCAD SHX Text
5

AutoCAD SHX Text
A-3

AutoCAD SHX Text
5

AutoCAD SHX Text
A-3

AutoCAD SHX Text
5

AutoCAD SHX Text
A-3

AutoCAD SHX Text
6

AutoCAD SHX Text
A-3

AutoCAD SHX Text
6

AutoCAD SHX Text
A-3

AutoCAD SHX Text
6

AutoCAD SHX Text
A-3

AutoCAD SHX Text
6

AutoCAD SHX Text
A-3

AutoCAD SHX Text
6

AutoCAD SHX Text
A-3

AutoCAD SHX Text
6

AutoCAD SHX Text
A-3

AutoCAD SHX Text
6

AutoCAD SHX Text
A-3

AutoCAD SHX Text
6

AutoCAD SHX Text
A-3

AutoCAD SHX Text
6

AutoCAD SHX Text
A-3

AutoCAD SHX Text
6

AutoCAD SHX Text
A-3

AutoCAD SHX Text
6

AutoCAD SHX Text
A-3

AutoCAD SHX Text
6

AutoCAD SHX Text
A-3

AutoCAD SHX Text
6

AutoCAD SHX Text
A-4

AutoCAD SHX Text
1

AutoCAD SHX Text
A-4

AutoCAD SHX Text
1

AutoCAD SHX Text
A-4

AutoCAD SHX Text
1

AutoCAD SHX Text
A-4

AutoCAD SHX Text
1

AutoCAD SHX Text
A-4

AutoCAD SHX Text
1

AutoCAD SHX Text
A-4

AutoCAD SHX Text
1

AutoCAD SHX Text
A-4

AutoCAD SHX Text
1

AutoCAD SHX Text
A-4

AutoCAD SHX Text
1

AutoCAD SHX Text
A-4

AutoCAD SHX Text
1

AutoCAD SHX Text
A-4

AutoCAD SHX Text
1

AutoCAD SHX Text
A-4

AutoCAD SHX Text
1

AutoCAD SHX Text
A-4

AutoCAD SHX Text
1

AutoCAD SHX Text
A-4

AutoCAD SHX Text
1

AutoCAD SHX Text
A-4

AutoCAD SHX Text
1

AutoCAD SHX Text
A-4

AutoCAD SHX Text
1

AutoCAD SHX Text
A-4

AutoCAD SHX Text
1

AutoCAD SHX Text
A-4

AutoCAD SHX Text
2

AutoCAD SHX Text
A-4

AutoCAD SHX Text
2

AutoCAD SHX Text
A-4

AutoCAD SHX Text
2

AutoCAD SHX Text
STATE PROJ. #

AutoCAD SHX Text
116-0021 RR


50 YEAR cLASS A" ARCHITECTURAL

RIDEE CcAP

RIPEGE VENT — EXTENP T2 WITHIN
24" OF GABLE END

ICE AND WATER SHIELD — -0
WIDE BOTH SIDE OF RIDGE (TYP)

50 YEAR cLASS "A" ARCHITECTURAL SHINGLES

POLYPROPYLENE UNPERLAYMENT, BREATHARLE,
EQUAL TO GAF DECK ARMOR

EXISTING CEMENTITIOUS SLOPED
RO DECKING

0

|/2" cPX PLYWOO® ON 5/4" | X 4 @ 16" Oc.
FASTENED TO EXISTING ROOF DECK

RIDGE DETAIL

511 — |I_0H

EXISTING STRUCTURAL STEEL
FRAME

EXISTING MASONRY WALL

EXISTING METAL FLASHING

CONT. CLEAT FASTENED @ ¢ Oc¢.

2040 ALUMINM FLASHING AND CONTINUAUS
CLEAT FASTENED AT 4" OcC.

50 YEAR CLASS "A" ARCHITECTURAL SHINGLE

ICE & WATER SHIELD — EXTEND 2—¢"
FROM EXTERIOR WALL.
POLYPROPYLENE UNPERLAYMENT,
iEI\EAAO'I{’{HAﬁLE, EQUAL TO GAF DECK

/2" DX PLYWOOD ON

5/4' | X 4@ 6 Oc.
FASTENED TO EXISTING ROOF DECK

EXISTING CEMENTITIUS S.OPED
RoOF DECKING

EXISTING STRUCTURAL STEEL
FRAME

EXISTING MASONRY WALL

HEAD DETAIL

(4)

au — |I_0ll

PALYPROPYLENE UNPERLAYMENT, BREATHABLE, EQUAL TO OAT DECK ARMIR

|/2" cPX PLYWOOD ON 5/4" | X 4 @ |6° Oc.
FASTENED TOQ EXISTING ROOF DECK

50 YEAR (LASS "A" ARCHITECTURAL SHINGLE

EXISTING CEMENTITIUS SLOPED ROCF DECKING

ICE & WATER SHIELD — EXTEND 2—0”
PEYOND EXTERIOR WALL.

REMOVE EXISTING
Woov BLOCKING

040 ALMINIM FASCIA s
EXTEND 5—|/7" ON To ROOF —]
DECK — 4" MIN. FASCIA

5/4' | X 4 @ I¢ oc.

I X 9-1/4" AZEK POARD —

I VENT (COR-VENT) STRIP

EXISTING STRUCTURAL STEEL FRAME

EXISTING Woo» FASCIA

EXISTING Woop SOFFIT WITH CONT.
VENT STRIP

EXISTING METAL STWD
) WALL

) ~— EXISTING GYPSUM
SHEATHING

EXISTING BATT INSUL.

EXISTING MASONRY WALL

EXISTING METAL STW

]
WALL
EXISTING EXTERIOR
) W GPSUM SHEATHING

EAVE DETAIL

@)

5ll _r

/2" cPX PLYWOOD ON B5/4" | X 4 @ 16" Oc.
FASTENED TO EXISTING ROOFE DECK

PAYPROPYLENE UNPERLAYMENT

EQUAL TO GAF DECK ARMOR

50 YEAR CLASS "A" ARCHITECTURAL SHINGLE

ICE & WATER SHIELD — EXTEND 20"

PEYOND EXTERIOR WALL.

\ \\\

5/4" | X 4 @ 6" 0c. @ PERIMETER
FASTEN @ &" Oc.

040 ALUMINWM DRIP EDEE EXTEND 5—|/2"
N TO ROOF DECK — 4" MIN FASCIA

REMOVE EXISTING WOOD PlLEAING

N
T A

122

" X 9-1/4" AZEK POARD

EXISTING CcEMENTITIUS 9LOPED ROOF DECKING

EXISTING STRUCTURAL STEEL FRAME

EXISTING WOOP FASCIA

EXISTING WOP B OCKING

EXISTING Woop» SOFFIT WITH CONT.

VENT STRIP

EXISTING METAL WALL PANEL ON

HAT CHANNELS

EXISTING METAL STUPS WITH PATT INSULATION

RAKE EPoE

)

6” — |I_0ll

PALYPROPYLENE UNDERLAYMENT, BREATHABLE, EQUAL TO GAF DECK ARMOR

|/2" CDX PLYWOOD ON 5/4" | X 4 @ 6" OcC.
FASTENED TO EXISTING ROOF DECK

50 YEAR LASS "A" ARCHITECTURAL SHINGLE

EXISTING cEMENTITIOUS 9.OFED ROF DECKING

ICE & WATER SHIELD — EXTEND 2—¢"

PEYOND EXTERIOR WALL.

HeH PACK GUTTER — EXTEND FLANGE
¢ ON FIELD. FASTEN @ |-0" Oc¢.

REMOVE EXISTING WO» BLOCKING
#1-2 /16" 5. RIVETS

2" eUTTER STRAP @ |3 0cC. MAX.
FIELD HEM TO PROVIDE DAUPLE
MATERIAL THICKNESS \

EXISTING WOOP FASCIA

&' X & o040 ALUMINUM BOX

HieH PACK GUTTER \ /
7
i

EXISTING STRUCTURAL STEEL FRAME
%
| O
N

5/4° | X 4 @ b’ Oc. [

|” VENT (COR-VENT) STRIP

EXISTING METAL ST
WALL

i
&

~— EXISTING 6YPSUM
SHEATHING

EXISTING WO SOFFIT WITH CONT.
VENT STRIP

040 — 2" X 4" — ALUMINIM RAINWATER LEADER

EXISTING BATT INSUL.

ALIGN NEW VERTICAL RWL WITH EXISTING RWL'S

EXISTING MASINRY WALL

— ]
/ = / EXISTING METAL STUD

WALL

EXISTING EXTERIOR
) GYPSIM SHEATHING

GUTTER STRAP — 2 PER VERTICAL RWL

EAVE DETAIL W/ GUTTER

&)

515 — |I—0”

LEAD COATED COPPER WIRE SCREEN
SOPERED TO CAP

LEAD COATED COPPER VENT
STACK SLEEVE AND CAP.
SPOT SO DER CAP TO SLEEVE

EXISTING PLUMPING VENT STACK

ICE AND WATER SHIELD [—¢" AROUND VENT STACK

(POLYPROPYLENE UNPERLAYMENT IN FIELD)

50 YEAR CLASS "A" ARCHITECTURAL SHINELES

\;

PALYPROPYLENE UNDERLAYMENT,
PREATHABLE, EQUAL TO GAF
DECK ARMOR

|/2" CPX PLYWOOD ON 5/4" | X 4
@ 6" Oc. FASTENED TO EXISTING
ROOF DECK

2 RO DECKING

EXISTING cEMENTITIOUS SLOPED

\\
\\

AN

N

FLUMPING VENT

(&)

5ll — |I_0M

FUTNAM, CT

RO REFLACEMENT
FPUTNAM ELEMENTARY ScHOO
2% WICKER STREET

%RA

HIBBARD & ROSA
ARCHITECTS, LLC

oo RIVERVIEW ¢ENTER
SUITE 772
192 MAIN STREET
MIDDLETOWN, ¢T
PHONE: (840) 246|809
EMAIL: hra@hrabz

ROCF DETAILS

STATE PROJ. #
lg—o01l RR

DATE: lo—-06—1014

REVISED:

COM. # 10140

SCALE: l/l6" = [-0"

A—>

SHEET



AutoCAD SHX Text
REVISED:

AutoCAD SHX Text
DATE:

AutoCAD SHX Text
COM. #

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
SHEET

AutoCAD SHX Text
A-3

AutoCAD SHX Text
100 RIVERVIEW CENTER

AutoCAD SHX Text
MIDDLETOWN, CT

AutoCAD SHX Text
PHONE: (860) 346-1809

AutoCAD SHX Text
EMAIL: hra@hra.bz

AutoCAD SHX Text
SUITE 272

AutoCAD SHX Text
10-06-2024

AutoCAD SHX Text
2024-06

AutoCAD SHX Text
ROOF REPLACEMENT PUTNAM ELEMENTARY SCHOOL 33 WICKER STREET PUTNAM, CT

AutoCAD SHX Text
ROOF DETAILS

AutoCAD SHX Text
292 MAIN STREET

AutoCAD SHX Text
1/16" = 1'-0"

AutoCAD SHX Text
ALIGN NEW VERTICAL RWL WITH EXISTING RWL'S 

AutoCAD SHX Text
EXISTING MASONRY WALL

AutoCAD SHX Text
EXISTING STRUCTURAL STEEL FRAME

AutoCAD SHX Text
VENT STRIP  

AutoCAD SHX Text
EXISTING WOOD SOFFIT WITH CONT.

AutoCAD SHX Text
.040 - 3" X 4" - ALUMINUM RAINWATER LEADER 

AutoCAD SHX Text
EXISTING METAL STUD 

AutoCAD SHX Text
WALL

AutoCAD SHX Text
EXISTING EXTERIOR  

AutoCAD SHX Text
GYPSUM SHEATHING

AutoCAD SHX Text
EXISTING BATT INSUL. 

AutoCAD SHX Text
EXISTING METAL STUD 

AutoCAD SHX Text
WALL

AutoCAD SHX Text
EXISTING GYPSUM  

AutoCAD SHX Text
SHEATHING

AutoCAD SHX Text
GUTTER STRAP - 3 PER VERTICAL RWL

AutoCAD SHX Text
EXISTING WOOD FASCIA

AutoCAD SHX Text
EXISTING MASONRY WALL

AutoCAD SHX Text
VENT STRIP  

AutoCAD SHX Text
EXISTING WOOD SOFFIT WITH CONT.

AutoCAD SHX Text
EXISTING STRUCTURAL STEEL FRAME

AutoCAD SHX Text
EXISTING METAL STUD 

AutoCAD SHX Text
WALL

AutoCAD SHX Text
EXISTING EXTERIOR  

AutoCAD SHX Text
GYPSUM SHEATHING

AutoCAD SHX Text
EXISTING BATT INSUL. 

AutoCAD SHX Text
EXISTING METAL STUD 

AutoCAD SHX Text
WALL

AutoCAD SHX Text
EXISTING GYPSUM  

AutoCAD SHX Text
SHEATHING

AutoCAD SHX Text
EAVE DETAIL

AutoCAD SHX Text
3" = 1'-0"

AutoCAD SHX Text
2

AutoCAD SHX Text
EAVE DETAIL W/ GUTTER

AutoCAD SHX Text
3" = 1'-0"

AutoCAD SHX Text
3

AutoCAD SHX Text
ICE & WATER SHIELD - EXTEND 3'-0"

AutoCAD SHX Text
BEYOND EXTERIOR WALL. 

AutoCAD SHX Text
EXISTING CEMENTITIOUS SLOPED ROOF DECKING 

AutoCAD SHX Text
50 YEAR CLASS "A" ARCHITECTURAL SHINGLE

AutoCAD SHX Text
POLYPROPYLENE UNDERLAYMENT

AutoCAD SHX Text
EXISTING METAL STUDS WITH BATT INSULATION

AutoCAD SHX Text
REMOVE EXISTING WOOD BLOCKING

AutoCAD SHX Text
EQUAL TO GAF DECK ARMOR

AutoCAD SHX Text
EXISTING STRUCTURAL STEEL FRAME

AutoCAD SHX Text
EXISTING WOOD FASCIA

AutoCAD SHX Text
VENT STRIP  

AutoCAD SHX Text
EXISTING WOOD SOFFIT WITH CONT.

AutoCAD SHX Text
HAT CHANNELS  

AutoCAD SHX Text
EXISTING METAL WALL PANEL ON 

AutoCAD SHX Text
EXISTING WOOD BLOCKING

AutoCAD SHX Text
RAKE EDGE

AutoCAD SHX Text
3" = 1'-0"

AutoCAD SHX Text
5

AutoCAD SHX Text
ICE & WATER SHIELD - EXTEND 3'-0"

AutoCAD SHX Text
FROM EXTERIOR WALL. 

AutoCAD SHX Text
EXISTING MASONRY WALL

AutoCAD SHX Text
EXISTING STRUCTURAL STEEL

AutoCAD SHX Text
FRAME

AutoCAD SHX Text
EXISTING CEMENTITIOUS SLOPED 

AutoCAD SHX Text
ROOF DECKING 

AutoCAD SHX Text
HEAD DETAIL

AutoCAD SHX Text
3" = 1'-0"

AutoCAD SHX Text
4

AutoCAD SHX Text
POLYPROPYLENE UNDERLAYMENT, 

AutoCAD SHX Text
BREATHABLE, EQUAL TO GAF DECK

AutoCAD SHX Text
ARMOR

AutoCAD SHX Text
50 YEAR CLASS "A" ARCHITECTURAL SHINGLE

AutoCAD SHX Text
3" = 1'-0"

AutoCAD SHX Text
6

AutoCAD SHX Text
PLUMBING VENT

AutoCAD SHX Text
STATE PROJ. #

AutoCAD SHX Text
116-0021 RR

AutoCAD SHX Text
50 YEAR CLASS "A" ARCHITECTURAL SHINGLES

AutoCAD SHX Text
ICE AND WATER SHIELD - 3'-0" 

AutoCAD SHX Text
WIDE BOTH SIDE OF RIDGE (TYP.)

AutoCAD SHX Text
POLYPROPYLENE UNDERLAYMENT, BREATHABLE, EQUAL TO GAF DECK ARMOR

AutoCAD SHX Text
24" OF GABLE END

AutoCAD SHX Text
RIDGE VENT - EXTEND TO WITHIN

AutoCAD SHX Text
RIDGE CAP 

AutoCAD SHX Text
50 YEAR CLASS "A" ARCHITECTURAL

AutoCAD SHX Text
EXISTING CEMENTITIOUS SLOPED  

AutoCAD SHX Text
ROOF DECKING 

AutoCAD SHX Text
EXISTING STRUCTURAL STEEL

AutoCAD SHX Text
FRAME

AutoCAD SHX Text
RIDGE DETAIL

AutoCAD SHX Text
3" = 1'-0"

AutoCAD SHX Text
1

AutoCAD SHX Text
FASTENED TO EXISTING ROOF DECK

AutoCAD SHX Text
1/2" CDX PLYWOOD ON 5/4" 1 X 4 @ 16" O.C.

AutoCAD SHX Text
ICE & WATER SHIELD - EXTEND 3'-0"

AutoCAD SHX Text
BEYOND EXTERIOR WALL. 

AutoCAD SHX Text
EXISTING CEMENTITIOUS SLOPED ROOF DECKING 

AutoCAD SHX Text
50 YEAR CLASS "A" ARCHITECTURAL SHINGLE

AutoCAD SHX Text
POLYPROPYLENE UNDERLAYMENT, BREATHABLE, EQUAL TO GAF DECK ARMOR

AutoCAD SHX Text
WOOD BLOCKING

AutoCAD SHX Text
.040 ALUMINUM FASCIA 

AutoCAD SHX Text
EXTEND 5-1/2" ON TO ROOF

AutoCAD SHX Text
DECK - 4" MIN. FASCIA

AutoCAD SHX Text
FASTENED TO EXISTING ROOF DECK

AutoCAD SHX Text
1/2" CDX PLYWOOD ON 5/4" 1 X 4 @ 16" O.C.

AutoCAD SHX Text
REMOVE EXISTING

AutoCAD SHX Text
1" VENT (COR-VENT) STRIP

AutoCAD SHX Text
1" X 9-1/4" AZEK BOARD

AutoCAD SHX Text
8" X 8" .040 ALUMINUM BOX

AutoCAD SHX Text
2" GUTTER STRAP @ 18" O.C. MAX. 

AutoCAD SHX Text
FIELD HEM TO PROVIDE DOUBLE

AutoCAD SHX Text
MATERIAL THICKNESS

AutoCAD SHX Text
#62-3/16" S.S. RIVETS

AutoCAD SHX Text
HIGH BACK GUTTER - EXTEND FLANGE 

AutoCAD SHX Text
6" 0N FIELD. FASTEN @ 1'-0" O.C.

AutoCAD SHX Text
REMOVE EXISTING WOOD BLOCKING

AutoCAD SHX Text
EXISTING WOOD FASCIA

AutoCAD SHX Text
ICE & WATER SHIELD - EXTEND 3'-0"

AutoCAD SHX Text
BEYOND EXTERIOR WALL. 

AutoCAD SHX Text
EXISTING CEMENTITIOUS SLOPED ROOF DECKING 

AutoCAD SHX Text
50 YEAR CLASS "A" ARCHITECTURAL SHINGLE

AutoCAD SHX Text
POLYPROPYLENE UNDERLAYMENT, BREATHABLE, EQUAL TO GAF DECK ARMOR

AutoCAD SHX Text
HIGH BACK GUTTER

AutoCAD SHX Text
FASTENED TO EXISTING ROOF DECK

AutoCAD SHX Text
1/2" CDX PLYWOOD ON 5/4" 1 X 4 @ 16" O.C.

AutoCAD SHX Text
1" X 9-1/4" AZEK BOARD

AutoCAD SHX Text
5/4" 1 X 4 @ 16" O.C.

AutoCAD SHX Text
5/4" 1 X 4 @ 16" O.C.

AutoCAD SHX Text
1" VENT (COR-VENT) STRIP

AutoCAD SHX Text
FASTENED TO EXISTING ROOF DECK

AutoCAD SHX Text
1/2" CDX PLYWOOD ON 5/4" 1 X 4 @ 16" O.C.

AutoCAD SHX Text
.040 ALUMINUM DRIP EDGE EXTEND 5-1/2" 

AutoCAD SHX Text
ON TO ROOF DECK - 4" MIN FASCIA

AutoCAD SHX Text
5/4" 1 X 4 @ 16" O.C. @ PERIMETER 

AutoCAD SHX Text
FASTEN @ 8" O.C.

AutoCAD SHX Text
EXP.

AutoCAD SHX Text
EXP.

AutoCAD SHX Text
ICE AND WATER SHIELD 1'-6" AROUND VENT STACK

AutoCAD SHX Text
50 YEAR CLASS "A" ARCHITECTURAL SHINGLES

AutoCAD SHX Text
LEAD COATED COPPER WIRE SCREEN

AutoCAD SHX Text
SOLDERED TO CAP

AutoCAD SHX Text
EXISTING PLUMBING VENT STACK

AutoCAD SHX Text
SPOT SOLDER CAP TO SLEEVE

AutoCAD SHX Text
STACK SLEEVE AND CAP.

AutoCAD SHX Text
LEAD COATED COPPER VENT 

AutoCAD SHX Text
(POLYPROPYLENE UNDERLAYMENT IN FIELD)

AutoCAD SHX Text
POLYPROPYLENE UNDERLAYMENT,

AutoCAD SHX Text
POLYPROPYLENE UNDERLAYMENT,

AutoCAD SHX Text
BREATHABLE, EQUAL TO GAF

AutoCAD SHX Text
DECK ARMOR

AutoCAD SHX Text
EXISTING CEMENTITIOUS SLOPED 

AutoCAD SHX Text
ROOF DECKING 

AutoCAD SHX Text
1/2" CDX PLYWOOD ON 5/4" 1 X 4

AutoCAD SHX Text
ROOF DECK

AutoCAD SHX Text
@ 16" O.C. FASTENED TO EXISTING

AutoCAD SHX Text
FASTENED TO EXISTING ROOF DECK

AutoCAD SHX Text
1/2" CDX PLYWOOD ON

AutoCAD SHX Text
5/4" 1 X 4 @ 16" O.C.

AutoCAD SHX Text
.040 ALUMINUM FLASHING AND CONTINUOUS CLEAT FASTENED AT 6" O.C.

AutoCAD SHX Text
EXISTING METAL FLASHING

AutoCAD SHX Text
CONT. CLEAT FASTENED @ 6" O.C.

AutoCAD SHX Text
EXISTING MASONRY WALL


|/2" cDX PLYWOOD ON 5/4" | X 4 @ 6" OcC.

FASTENED TO EXISTING ROOF DECK

50 YEAR cLASS "A" ARCHITECTURAL SHINGLES

POLYPROPYLENE UNPERLAYMENT,
PREATHABLE, IN FIELD EQUAL TO
OAF DECK ARMOR

ICE AND WATER <SHIELD
NER o400 ALUMINM VALLEY

o040 ALUMINM VALLEY FLASHING

'—¢" BOTH SIDES OF VALLEY

ICE AND WATER SHIELD — %—o”
WIDE POTH SIDE OF VALLEY (TYP)

EXISTING CEMENTITIOUS SLOPED ROOF DECKING

EXISTING STRUCTURAL STEEL

FRAME

VALLEY DETAIL

(D

511 — |’—d’

EXISTING CEMENTITIOUS <SLOPED ROOF DECKING

EXISTING STRUCTURAL STEEL
FRAME

RAIN DIVERTER DETAIL

()

,j,u — |I_0ll

/2" cPX PLYWOOD ON 5/4" | X 4 @ 16" Oc.
FASTENED TO EXISTING ROOF DPECK

INSTALL 2—¢0" ICE ANP WATER SHIELD OVER
OVER RAIN DIVERTER LEG ON ROCF

FASTEN RAIN DIVERTER @ ¢ oc.

040 ALUMINUIM RAIN DIVERTER — DOUBLE 2-|/7"

VERTICAL LEG — INSTALL 2-J" ICE AND WATER
SHIELD UNPER RAIN DIVERTER

HEM VERTICAL LEG

50 YEAR cLASS "A" ARCHITECTURAL SHINGLES

POLYPROPYLENE UNDERLAYMENT,
PREATHARLE, EQUAL TO GAF
DECK. ARMOR

FUTNAM, CT

RO REFLACEMENT
FUTNAM ELEMENTARY ScHOO
2% WICKER STREET

ﬁRA

HIBBARD & ROSA
ARCHITECTS, LLC

oo RIVERVIEW ¢ENTER
SUITE 772
192 MAIN STREET
MIDDLETOWN, ¢T
PHONE: (840) 246|809
EMAIL: hra@hrabz

RoOOF DETAILLS

STATE PROJ. #
lg—o01l RR

DATE: lo—-06—1014

REVISED:

COM. # 10140

SCALE: l/l6" = [-0"

A—4

SHEET



AutoCAD SHX Text
REVISED:

AutoCAD SHX Text
DATE:

AutoCAD SHX Text
COM. #

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
SHEET

AutoCAD SHX Text
A-4

AutoCAD SHX Text
100 RIVERVIEW CENTER

AutoCAD SHX Text
MIDDLETOWN, CT

AutoCAD SHX Text
PHONE: (860) 346-1809

AutoCAD SHX Text
EMAIL: hra@hra.bz

AutoCAD SHX Text
SUITE 272

AutoCAD SHX Text
10-06-2024

AutoCAD SHX Text
2024-06

AutoCAD SHX Text
ROOF REPLACEMENT PUTNAM ELEMENTARY SCHOOL 33 WICKER STREET PUTNAM, CT

AutoCAD SHX Text
ROOF DETAILS

AutoCAD SHX Text
292 MAIN STREET

AutoCAD SHX Text
1/16" = 1'-0"

AutoCAD SHX Text
EXISTING STRUCTURAL STEEL

AutoCAD SHX Text
FRAME

AutoCAD SHX Text
1'-0"

AutoCAD SHX Text
1'-6" BOTH SIDES OF VALLEY

AutoCAD SHX Text
.040 ALUMINUM VALLEY FLASHING

AutoCAD SHX Text
ICE AND WATER SHIELD - 3'-0" 

AutoCAD SHX Text
WIDE BOTH SIDE OF VALLEY (TYP.)

AutoCAD SHX Text
EXISTING CEMENTITIOUS SLOPED ROOF DECKING 

AutoCAD SHX Text
ICE AND WATER SHIELD 

AutoCAD SHX Text
OVER .040 ALUMINUM VALLEY

AutoCAD SHX Text
POLYPROPYLENE UNDERLAYMENT,

AutoCAD SHX Text
POLYPROPYLENE UNDERLAYMENT,

AutoCAD SHX Text
BREATHABLE, IN FIELD EQUAL TO

AutoCAD SHX Text
GAF DECK ARMOR

AutoCAD SHX Text
50 YEAR CLASS "A" ARCHITECTURAL SHINGLES

AutoCAD SHX Text
3" = 1'-0"

AutoCAD SHX Text
1

AutoCAD SHX Text
VALLEY DETAIL

AutoCAD SHX Text
50 YEAR CLASS "A" ARCHITECTURAL SHINGLES

AutoCAD SHX Text
.040 ALUMINUM RAIN DIVERTER - DOUBLE 2-1/2" 

AutoCAD SHX Text
VERTICAL LEG - INSTALL 3'-0" ICE AND WATER 

AutoCAD SHX Text
HEM VERTICAL LEG

AutoCAD SHX Text
SHIELD UNDER RAIN DIVER.TER

AutoCAD SHX Text
FASTEN RAIN DIVERTER @ 6" 0.C. 

AutoCAD SHX Text
INSTALL 3'-0" ICE AND WATER SHIELD OVER 

AutoCAD SHX Text
OVER RAIN DIVER.TER LEG ON ROOF

AutoCAD SHX Text
POLYPROPYLENE UNDERLAYMENT,

AutoCAD SHX Text
POLYPROPYLENE UNDERLAYMENT,

AutoCAD SHX Text
BREATHABLE, EQUAL TO GAF

AutoCAD SHX Text
DECK ARMOR

AutoCAD SHX Text
EXISTING CEMENTITIOUS SLOPED ROOF DECKING 

AutoCAD SHX Text
EXISTING STRUCTURAL STEEL

AutoCAD SHX Text
FRAME

AutoCAD SHX Text
3" = 1'-0"

AutoCAD SHX Text
2

AutoCAD SHX Text
RAIN DIVERTER DETAIL

AutoCAD SHX Text
STATE PROJ. #

AutoCAD SHX Text
116-0021 RR

AutoCAD SHX Text
FASTENED TO EXISTING ROOF DECK

AutoCAD SHX Text
1/2" CDX PLYWOOD ON 5/4" 1 X 4 @ 16" O.C.

AutoCAD SHX Text
FASTENED TO EXISTING ROOF DECK

AutoCAD SHX Text
1/2" CDX PLYWOOD ON 5/4" 1 X 4 @ 16" O.C.


POLYPROPYLENE UNPERLAYMENT, BREATHABLE, EQUAL TO GAF DECK ARMOR

NOTE:
NO FASTENER PENETRATION
THRAUGH PANEL AT RIPGE

NOTE:

ROOF S OPE/PITcH VARIES
REFER T¢@ RCOOF PLAN FOR
ADDITIONAL  INFORMAT ION

EXISTING cEMENTITIOUS 9LOPED ROOF DECKING

ICE & WATER SHIELD — EXTEND 2—¢"

PEYOND
STRUCT.

STRUCT.

STRUCT.

PEARING

FASTENERS PER MANUFAC.

=

RIPDGE DETAIL

RIPGE TRIM

PANNED PANEL END

FASTENERS @ SEAMS

SEALANT APPLIED @ INTERSECTION
oF HEAD clLOSURE TRIM T¢@ VERTICAL
PANEL LE©

|/&" STANLESS STEEL RIVETS,
RE—-PAINTED TO MATCH PANELS

STRUCT. STANDING SEAM PANEL CLIP
STRUCT. STANDING SEAM BEAM CAP

PEARING PLATE

FASTENERS PER
MANUFAC. RECOMMENDAT IONS

STRUCT. STANDING SEAM PANEL

ICE & WATER SHIELD

EXISTING CEMENTITIQUS SLOPED
Rox DECKING

EXISTING STEEL STRUCTURE

EXTERIOR WALL.

STANPING SEAM PANEL

STANDING SEAM PEAM CAFP

STANPING <EAM PANEL CLIP

PLATE

RECOMMENDATIONS

SEALANT BED SANDWICHED PETWEEN

VERTICAL PANEL

FOAM CLOSURE

HieH PACK GUTTER — EXTEND FLANGE
¢’ ON FIELD. FASTEN @ |-¢’ ©oc.

EXISTING WO» BLOCKING

#1-2/16" 55. RIVETS

FASTENERS ~—_

7" 6UTTER STRAP @ & 0. MAX.
FIELD HEM TO PROVIDE DPOUBLE

MATERIAL THICKNESS

EXISTING WOP FASCIA

&' X "

Hiet PACK GUTTER

EXISTING WO SOFFIT WITH CONT.

240 ALUMINIM  BOX

N

VENT STRIP

D40 — 2" X 4" — ALUIMINIM RAINWATER LEADER
ALIGN NEW VERTICAL RWL WITH EXISTING RWL'S

EXISTING MASONRY WALL

GUTTER STRAP — 2 PER VERTICAL RWL

EXISTING METAL ST
WALL

~— EXISTING 6YPSUM
SHEATHING

— EXISTING PATT INSUL.

= / EXISTING METAL STUD
WALL

EXISTING EXTERIOR

6YPSUM SHEATHING

FAVE DETAIL W/ GUTTER

()

5” — |I_dl

50 YEAR cLASS "A" ARCHITECTURAL SHINGLES

POLYPROPYLENE UNDERLAYMENT,
BREATHABLE, IN FIELD EQUAL TO
GAF DECK ARMOR

| /2" cPX PLYWOOD ON.
5/4" | X 4 @ |6 Oc.
FASTENED TO EXISTING
ROOF DECK

ICE AND WATER SHIELD
OVER 040 ALUMINUM, EXTEND MIN.
2-0" P VALLEY UNDER ASPHALT SHINGLES

STRUCT. STANPING SEAM PANEL

STRUCT. STANDING SEAM PEAM CAP

STRUCT. STANPING SEAM PANEL CLIP

PEARING FLATE

FASTENERS FPER MANUFAC.
RECOMMENDAT IONS

SEALANT BED SANDWICHED BETWEEN
VERTICAL PANEL

FOAM cLOSURE

EDPGE STIFFENER

ICE AND WATER SHIELD — %—¢”
WIDE BOTH SIDE OF VALLEY (TYP)

EXISTING CEMENT]

EXISTING STRUCTURAL STEEL

POLYPROPYLENE UNPERLAYMENT, PREATHABLE, EQUAL TO GAF DECK ARMIR

VALLEY DETAIL

5/1 — |I_ﬂl

()

EXISTING CcEMENTITIOUS SLOPED ROOF DECKING

ICE & WATER SHIELD — EXTEND 2—o"
PEYOND EXTERIOR WALL.

STRUCT. STANDING SEAM PANEL

STRUCT. STANDING SEAM BEAM CAP

STRUCT. STANPING SEAM PANEL CLIP

PEARING PLATE

FASTENERS PER MANUFAC.
RECOMMENDAT IONS

SEALANT BED SANDWICHED BPETWEEN
VERTICAL PANEL

FOAM A OSURE

HIGH PACK GUTTER — EXTEND FLANGE
6" ON FIELD. FASTEN @ [-¢0" Oc.

EXISTING WO» BLOCKING

o240 ALUIMINWM FLASHING

N

EXISTING Woo» SOoFFIT WITH CONT.
VENT STRIP

EXISTING MASONRY WALL

)

EXISTING METAL ST
WALL

~— EXISTING GYPSUM
SHEATHING

EXISTING BATT INSUL.

EXISTING METAL ST
WALL

EXISTING EXTERIOR

GYPEUM SHEATHING

FAVE DETAIL W/ GUTTER

all — |l_0il

AUl AUT EXIST. MORTAR JOINT TO A
MINIMUM |- /2" DEPTH. SET IN NEW
o240 ALUIMINWM FLASHING. PROVIDE
WEDEES @ 4" Oc. FILL JOINT WITH
CONT. BEAD OF SEALANT

SNOWGUARD — LOCATE 2-0" PACK
FROM DRIP STIFFENER. INSTALL
IN ACCORPANCE WITH MANUFAC RER.

VERSA CLIP

3/%" BOLT AND WASHER

PREFINISHEDP cA R STRIP

L
I R R

_ — _
x S5 CLAMP

SNOW - GUARD

S—4 COLORGARD

©

all — |I_0H

o440 ALUMINMM REGLET FLASHING

EROMMETTEP FASTENERS @ |17 oc,

JAME TRIM

OABLE cLIP

WATER cUT—-0FF MASTIC

|/&" STANLESS STEEL RIVETS,
RE-AINTED TO MATCH PANELS

FASTENERS — TWO PER cCLIP

STRUCT. STANDING SEAM PANEL:

ICE & WATER SHIELD

EXISTING CEMENTITIOUS

I OPED ROF DECKING

EXISTING STRUCTURE

EXISTING MASONRY WALL

SLOFING JAMDE DETAIL

5/1 — |I_0ll

(6)

FUTNAM, CT

RO REFLACEMENT
FPUTNAM ELEMENTARY ScHOO
2% WICKER STREET

%RA

HIBBARD & ROSA
ARCHITECTS, LLC

oo RIVERVIEW ¢ENTER
SUITE 772
192 MAIN STREET
MIDDLETOWN, ¢T
PHONE: (840) 246|809
EMAIL: hra@hrabz

ROCF DETAILS

STATE PROJ. #
lg—o01l RR

DATE: lo—-06—1014

REVISED:

COM. # 10140

SCALE: l/l6" = [-0"

A—5

SHEET



AutoCAD SHX Text
REVISED:

AutoCAD SHX Text
DATE:

AutoCAD SHX Text
COM. #

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
SHEET

AutoCAD SHX Text
A-5

AutoCAD SHX Text
100 RIVERVIEW CENTER

AutoCAD SHX Text
MIDDLETOWN, CT

AutoCAD SHX Text
PHONE: (860) 346-1809

AutoCAD SHX Text
EMAIL: hra@hra.bz

AutoCAD SHX Text
SUITE 272

AutoCAD SHX Text
10-06-2024

AutoCAD SHX Text
2024-06

AutoCAD SHX Text
ROOF REPLACEMENT PUTNAM ELEMENTARY SCHOOL 33 WICKER STREET PUTNAM, CT

AutoCAD SHX Text
ROOF DETAILS

AutoCAD SHX Text
292 MAIN STREET

AutoCAD SHX Text
1/16" = 1'-0"

AutoCAD SHX Text
3" = 1'-0"

AutoCAD SHX Text
1

AutoCAD SHX Text
RIDGE DETAIL

AutoCAD SHX Text
RIDGE TRIM

AutoCAD SHX Text
PANNED PANEL END

AutoCAD SHX Text
FASTENERS @ SEAMS

AutoCAD SHX Text
OF HEAD CLOSURE TRIM TO VERTICAL 

AutoCAD SHX Text
SEALANT APPLIED @ INTERSECTION 

AutoCAD SHX Text
PANEL LEG

AutoCAD SHX Text
STRUCT. STANDING SEAM PANEL

AutoCAD SHX Text
STRUCT. STANDING SEAM PANEL CLIP

AutoCAD SHX Text
MANUFAC. RECOMMENDATIONS

AutoCAD SHX Text
FASTENERS PER 

AutoCAD SHX Text
BEARING PLATE

AutoCAD SHX Text
STRUCT. STANDING SEAM BEAM CAP

AutoCAD SHX Text
PRE-PAINTED TO MATCH PANELS

AutoCAD SHX Text
1/8" STAINLESS STEEL RIVETS,

AutoCAD SHX Text
ICE & WATER SHIELD

AutoCAD SHX Text
EXISTING CEMENTITIOUS SLOPED 

AutoCAD SHX Text
ROOF DECKING 

AutoCAD SHX Text
EXISTING STEEL STRUCTURE 

AutoCAD SHX Text
NOTE:

AutoCAD SHX Text
NO FASTENER PENETRATION

AutoCAD SHX Text
THROUGH PANEL AT RIDGE

AutoCAD SHX Text
NOTE:

AutoCAD SHX Text
ROOF SLOPE/PITCH VARIES 

AutoCAD SHX Text
REFER TO ROOF PLAN FOR  

AutoCAD SHX Text
ADDITIONAL INFORMATION  

AutoCAD SHX Text
8" X 8" .040 ALUMINUM BOX

AutoCAD SHX Text
FASTENERS

AutoCAD SHX Text
2" GUTTER STRAP @ 18" O.C. MAX. 

AutoCAD SHX Text
FIELD HEM TO PROVIDE DOUBLE

AutoCAD SHX Text
MATERIAL THICKNESS

AutoCAD SHX Text
#62-3/16" S.S. RIVETS

AutoCAD SHX Text
ALIGN NEW VERTICAL RWL WITH EXISTING RWL'S 

AutoCAD SHX Text
EXISTING MASONRY WALL

AutoCAD SHX Text
HIGH BACK GUTTER - EXTEND FLANGE 

AutoCAD SHX Text
6" 0N FIELD. FASTEN @ 1'-0" O.C.

AutoCAD SHX Text
EXISTING WOOD BLOCKING

AutoCAD SHX Text
EXISTING WOOD FASCIA

AutoCAD SHX Text
ICE & WATER SHIELD - EXTEND 3'-0"

AutoCAD SHX Text
BEYOND EXTERIOR WALL. 

AutoCAD SHX Text
EXISTING CEMENTITIOUS SLOPED ROOF DECKING 

AutoCAD SHX Text
POLYPROPYLENE UNDERLAYMENT, BREATHABLE, EQUAL TO GAF DECK ARMOR

AutoCAD SHX Text
VENT STRIP  

AutoCAD SHX Text
EXISTING WOOD SOFFIT WITH CONT.

AutoCAD SHX Text
HIGH BACK GUTTER

AutoCAD SHX Text
.040 - 3" X 4" - ALUMINUM RAINWATER LEADER 

AutoCAD SHX Text
EXISTING METAL STUD 

AutoCAD SHX Text
WALL

AutoCAD SHX Text
EXISTING EXTERIOR  

AutoCAD SHX Text
GYPSUM SHEATHING

AutoCAD SHX Text
EXISTING BATT INSUL. 

AutoCAD SHX Text
EXISTING METAL STUD 

AutoCAD SHX Text
WALL

AutoCAD SHX Text
EXISTING GYPSUM  

AutoCAD SHX Text
SHEATHING

AutoCAD SHX Text
GUTTER STRAP - 3 PER VERTICAL RWL

AutoCAD SHX Text
EAVE DETAIL W/ GUTTER

AutoCAD SHX Text
3" = 1'-0"

AutoCAD SHX Text
4

AutoCAD SHX Text
EXISTING STRUCTURAL STEEL

AutoCAD SHX Text
1'-6" BOTH SIDES OF VALLEY

AutoCAD SHX Text
.040 ALUMINUM VALLEY FLASHING

AutoCAD SHX Text
ICE AND WATER SHIELD - 3'-0" 

AutoCAD SHX Text
WIDE BOTH SIDE OF VALLEY (TYP.)

AutoCAD SHX Text
EXISTING CEMENTITIOUS SLOPED ROOF DECKING 

AutoCAD SHX Text
ICE AND WATER SHIELD 

AutoCAD SHX Text
OVER .040 ALUMINUM, EXTEND MIN.

AutoCAD SHX Text
POLYPROPYLENE UNDERLAYMENT,

AutoCAD SHX Text
POLYPROPYLENE UNDERLAYMENT,

AutoCAD SHX Text
BREATHABLE, IN FIELD EQUAL TO

AutoCAD SHX Text
GAF DECK ARMOR

AutoCAD SHX Text
50 YEAR CLASS "A" ARCHITECTURAL SHINGLES

AutoCAD SHX Text
3" = 1'-0"

AutoCAD SHX Text
2

AutoCAD SHX Text
VALLEY DETAIL

AutoCAD SHX Text
STRUCT. STANDING SEAM PANEL

AutoCAD SHX Text
STRUCT. STANDING SEAM PANEL CLIP

AutoCAD SHX Text
FOAM CLOSURE 

AutoCAD SHX Text
VERTICAL PANEL

AutoCAD SHX Text
SEALANT BED SANDWICHED BETWEEN

AutoCAD SHX Text
EDGE STIFFENER 

AutoCAD SHX Text
RECOMMENDATIONS

AutoCAD SHX Text
FASTENERS PER MANUFAC. 

AutoCAD SHX Text
BEARING PLATE

AutoCAD SHX Text
STRUCT. STANDING SEAM BEAM CAP

AutoCAD SHX Text
SNOWGUARD - LOCATE 2'-0" BACK

AutoCAD SHX Text
FROM DRIP STIFFENER. INSTALL

AutoCAD SHX Text
IN ACCORDANCE WITH MANUFAC REQ.

AutoCAD SHX Text
3" = 1'-0"

AutoCAD SHX Text
SNOW GUARD

AutoCAD SHX Text
S-4 COLORGARD

AutoCAD SHX Text
PREFINISHED COLOR STRIP

AutoCAD SHX Text
VERSA CLIP

AutoCAD SHX Text
3/8" BOLT AND WASHER

AutoCAD SHX Text
S-5 CLAMP

AutoCAD SHX Text
S-5 CLAMP

AutoCAD SHX Text
PREFINISHED COLOR STRIP

AutoCAD SHX Text
S-5 COLORGARD

AutoCAD SHX Text
S-5 SNOWCLIP

AutoCAD SHX Text
3

AutoCAD SHX Text
STRUCT. STANDING SEAM PANEL

AutoCAD SHX Text
STRUCT. STANDING SEAM PANEL CLIP

AutoCAD SHX Text
FOAM CLOSURE 

AutoCAD SHX Text
VERTICAL PANEL

AutoCAD SHX Text
SEALANT BED SANDWICHED BETWEEN

AutoCAD SHX Text
RECOMMENDATIONS

AutoCAD SHX Text
FASTENERS PER MANUFAC. 

AutoCAD SHX Text
BEARING PLATE

AutoCAD SHX Text
STRUCT. STANDING SEAM BEAM CAP

AutoCAD SHX Text
EXISTING MASONRY WALL

AutoCAD SHX Text
HIGH BACK GUTTER - EXTEND FLANGE 

AutoCAD SHX Text
6" 0N FIELD. FASTEN @ 1'-0" O.C.

AutoCAD SHX Text
EXISTING WOOD BLOCKING

AutoCAD SHX Text
ICE & WATER SHIELD - EXTEND 3'-0"

AutoCAD SHX Text
BEYOND EXTERIOR WALL. 

AutoCAD SHX Text
EXISTING CEMENTITIOUS SLOPED ROOF DECKING 

AutoCAD SHX Text
POLYPROPYLENE UNDERLAYMENT, BREATHABLE, EQUAL TO GAF DECK ARMOR

AutoCAD SHX Text
VENT STRIP  

AutoCAD SHX Text
EXISTING WOOD SOFFIT WITH CONT.

AutoCAD SHX Text
EXISTING METAL STUD 

AutoCAD SHX Text
WALL

AutoCAD SHX Text
EXISTING EXTERIOR  

AutoCAD SHX Text
GYPSUM SHEATHING

AutoCAD SHX Text
EXISTING BATT INSUL. 

AutoCAD SHX Text
EXISTING METAL STUD 

AutoCAD SHX Text
WALL

AutoCAD SHX Text
EXISTING GYPSUM  

AutoCAD SHX Text
SHEATHING

AutoCAD SHX Text
EAVE DETAIL W/ GUTTER

AutoCAD SHX Text
3" = 1'-0"

AutoCAD SHX Text
5

AutoCAD SHX Text
STRUCT. STANDING SEAM PANEL

AutoCAD SHX Text
STRUCT. STANDING SEAM PANEL CLIP

AutoCAD SHX Text
FOAM CLOSURE 

AutoCAD SHX Text
VERTICAL PANEL

AutoCAD SHX Text
SEALANT BED SANDWICHED BETWEEN

AutoCAD SHX Text
RECOMMENDATIONS

AutoCAD SHX Text
FASTENERS PER MANUFAC. 

AutoCAD SHX Text
BEARING PLATE

AutoCAD SHX Text
STRUCT. STANDING SEAM BEAM CAP

AutoCAD SHX Text
.040 ALUMINUM FLASHING

AutoCAD SHX Text
GABLE CLIP

AutoCAD SHX Text
PRE-PAINTED TO MATCH PANELS

AutoCAD SHX Text
1/8" STAINLESS STEEL RIVETS,

AutoCAD SHX Text
FASTENERS - TWO PER CLIP

AutoCAD SHX Text
STRUCT. STANDING SEAM PANEL

AutoCAD SHX Text
ICE & WATER SHIELD

AutoCAD SHX Text
EXISTING STRUCTURE 

AutoCAD SHX Text
JAMB TRIM 

AutoCAD SHX Text
0.40 ALUMINUM REGLET FLASHING

AutoCAD SHX Text
CONT. BEAD OF SEALANT

AutoCAD SHX Text
WEDGES @ 6" O.C. FILL JOINT WITH

AutoCAD SHX Text
.040 ALUMINUM FLASHING. PROVIDE 

AutoCAD SHX Text
MINIMUM 1-1/2" DEPTH. SET IN NEW

AutoCAD SHX Text
CUT OUT EXIST. MORTAR JOINT TO A

AutoCAD SHX Text
GROMMETTED FASTENERS @ 12" 0,C,

AutoCAD SHX Text
WATER CUT-OFF MASTIC

AutoCAD SHX Text
3" = 1'-0"

AutoCAD SHX Text
SLOPING JAMB DETAIL

AutoCAD SHX Text
6

AutoCAD SHX Text
EXISTING MASONRY WALL 

AutoCAD SHX Text
EXISTING CEMENTITIOUS 

AutoCAD SHX Text
SLOPED ROOF DECKING 

AutoCAD SHX Text
STATE PROJ. #

AutoCAD SHX Text
116-0021 RR

AutoCAD SHX Text
1/2" CDX PLYWOOD ON.

AutoCAD SHX Text
FASTENED TO EXISTING

AutoCAD SHX Text
5/4" 1 X 4 @ 16" O.C.

AutoCAD SHX Text
ROOF DECK

AutoCAD SHX Text
1'-0"

AutoCAD SHX Text
3'-0" UP VALLEY UNDER ASPHALT SHINGLES


	Sheets and Views
	Model

	Sheets and Views
	Model

	Sheets and Views
	Model

	Sheets and Views
	Model

	Sheets and Views
	Model

	Sheets and Views
	Model

	Sheets and Views
	Model

	Sheets and Views
	Model


