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I. INTRODUCTION

In 2017, the Oregon State Legislature passed SB 1062, which requires that every school district,

education service district, and public charter school develop a Healthy and Safe Schools Plan
(HASS Plan). Per ORS 332.331, each organization’s HASS Plan has specific requirements that
must be included for the HASS Plan to comply with state law. All HASS Plans are due to the
Oregon Department of Education by July 1, 2023. Additionally, each school district, education
service district, and public charter school is required to certify annually that the organization
continues to comply with the requirements of the HASS Plan by filing an Annual Statement.

Hillsboro School District is committed to providing a safe environment for all students and staff. 

II. RESPONSIBLE PERSONS

The responsible persons for administering and implementing the Healthy and Safe Schools Plan:

Name: Saideh Haghighi Khochkhou 

Position Title: Operations Officer  

Phone Number: 503-844-1340  

Email Address: haghighs@hsd.k12.or.us  

Mailing Address: 4901 SE Witch Hazel RD Hillsboro OR, 97123 

The person who is the designated Integrated Pest Management (IPM) Coordinator: 

Name: Will Wenzloff  

Position Title: Environmental Health and Safety Supervisor  

Phone Number: 503-844-1345  

Email Address: wenzlofw@hsd.k12.or.us  

Mailing Address: 4901 SE Witch Hazel RD Hillsboro, OR 97123 

The person responsible for Asbestos Hazard Emergency Response Act (AHERA) information: 

Name: Will Wenzloff  

Position Title: Environmental Health and Safety Supervisor  

Phone Number: 503-844-1345 

Email Address: wenzlofw@hsd.k12.or.us  

Mailing Address: 4901 SE Witch Hazel RD Hillsboro, OR 97123 

mailto:haghighs@hsd.k12.or.us
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III. LIST OF FACILITIES

All facilities owned and leased by Hillsboro School District where students or staff are present on a

regular basis are covered by this HASS Plan. The list of those buildings and facilities is as follows:

Facility Name Facility Address 

Elementary Schools  

Atfalati Ridge Elementary School 29174 NW King Street North Plains, OR 97133 

Brookwood Elementary School 3960 SE Cedar Street Hillsboro, OR 97123 

Butternut Creek Elementary School 20395 SW Florence St. Aloha, OR 97078 

Eastwood Elementary School 2100 NE Lincoln Street Hillsboro, OR 97124 

Farmington View Elementary School 8300 SW Hillsboro Highway Hillsboro, OR 97123 

Free Orchards Elementary School 2499 S. Beech Street Cornelius, OR 97113 

Groner K-8 23405 SW Scholls Ferry Rd. Hillsboro, OR 97123 

W.L. Henry Elementary School 1060 SE 24th Avenue Hillsboro, OR 97123 

Imlay Elementary School 5900 SE Lois Street Hillsboro, OR 97123 

Indian Hills Elementary School 21260 SW Rock Road Aloha, OR 97003 

Jackson Elementary School 675 NE Estate Drive Hillsboro, OR 97124 

Ladd Acres Elementary School 2425 SE Cornelius Pass Rd. Hillsboro, OR 97123 

Lenox Elementary School 21200 NW Rock Creek Blvd. Portland, OR 97229 

Lincoln Street Elementary School 801 NE Lincoln Street Hillsboro, OR 97124 

W.V. McKinney Elementary School 535 NW Darnielle St. Hillsboro, OR 97124 

Minter Bridge Elementary School 1750 SE Jacquelin Dr. Hillsboro, OR 97123 

Mooberry Elementary School 1230 NE 10th Avenue Hillsboro, OR 97124 

North Plains Elementary School 32030 NW North Avenue North Plains, OR 97133 

Orenco Elementary School 7050 NE Birch Street Hillsboro, OR 97124 

Paul L. Patterson Elementary School 261 NE Lenox Street Hillsboro, OR 97124 

Quatama Elementary School 6905 NE Campus Way Hillsboro, OR 97124 

Reedville Elementary School 2695 SW 209th Avenue Aloha, OR 97003 
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Tamarack Elementary School 
- Hillsboro Online Academy (K-6)

7201 SE Kinnaman Street Hillsboro, OR 97123 

L.C. Tobias Elementary School 1065 SW 206th Avenue Aloha, OR 97003 

West Union Elementary School 23870 NW West Union Rd. Hillsboro, OR 97124 

Witch Hazel Elementary School 4950 SE Davis Road Hillsboro, OR 97123 

Middle Schools 

R.A. Brown Middle School 1505 SE Cornelius Pass Road Hillsboro, OR 97123 

Evergreen Middle School 456 NE Evergreen Road Hillsboro, OR 97124 

J.W. Poynter Middle School 1535 NE Grant Street Hillsboro, OR 97124 

South Meadows Middle School 4690 SE Davis Road Hillsboro, OR 97123 

High Schools 

Century High School 2000 SE Century Blvd. Hillsboro, OR 97123 

Glencoe High School 2700 NW Glencoe Road Hillsboro, OR 97124 

Hillsboro High School 3285 SE Rood Bridge Rd. Hillsboro, OR 97123 

Liberty High School 
- School of Sustainability

7445 NE Wagon Drive Hillsboro, OR 97124 
- 7550 NE Jacobson Street Hillsboro, OR

97124

Alternative Education 

Oak Street Campus 
- Pathways Center
- Hillsboro Online Academy (7-12)

440 SE Oak Street Hillsboro, OR 97123 

Support Services Facilities 

Administration Center 3083 NE 49th Place Hillsboro, OR 97124 

Facilities & Support Services 4901 SE Witch Hazel Rd. Hillsboro, OR 97123 

Hare Field 1151 NE Grant St. Hillsboro, OR 97124 

Miller Education East 215 SE 6th Avenue Hillsboro, OR 97123 

Peter Boscow Center 452 NE Third Avenue Hillsboro, OR 97124 
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Surplus Warehouse  22775 NE Dogwood St. Hillsboro, OR 97124 

Transportation Main Terminal 1220 SW Walnut Street Hillsboro, OR 97123 

Transportation & Support Services Facility 7705 NE Jacobson Street Hillsboro, OR 97124 
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IV. LEAD WATER TESTING PLAN

PLAN SUMMARY  

Background  

Summary of Testing  

Regulatory Requirements  

Plan to address Elevated Levels 

Communication of Results  

Remediation  

Future Testing 

Background:  

All school districts, education service districts, and public charter schools are required to test for 
and eliminate exposure to elevated levels of lead in water used for drinking and food preparation 
through either remediation or eliminating access, according to OAR 333-061-0400 and OAR 581-
022-2223. In conformance with those administrative rules, Hillsboro School District certifies the
following:

1. All testing was done according to the testing requirements in OAR 333-061-
0400;

2. All District buildings and all fixtures will be tested every 6 years, unless
specifically exempted;

3. All samples were analyzed by a lab accredited by Oregon Health Authority to test for
those materials;

4. All water fixtures required to be tested under OAR 333-061-0400 were tested for
elevated levels of lead in accordance with the testing schedule developed by the
Oregon Health Authority; and

5. Testing in all schools is current as of the date of this report according to the schedule
established by the Oregon Department of Education. The next round of testing dates
will be in 2028/2029. The current testing schedule is listed in the table below or can be
accessed on the HSD website following this link HERE.

Facility Name 

Year of Last Test 

(FY) 

Next scheduled 

Test 

(FY-Beginning of 6 

year schedule) 

Schedule or Exemption 

Reason 

ELEMENTARY Atfalati Ridge ES 2022 2028 New Construction 2022 

Brookwood ES 2021 2028 New Construction 2020 

Butternut Creek ES 2021 2028 

Eastwood ES 2021 2026 

https://www.hsd.k12.or.us/departments/facilities/environmental-testing/lead-testing-water
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Farmington View ES 2021 2025 

Free Orchards ES 2022 2028 

Groner K-8 2016 2025 

W.L. Henry ES 2025 2031 

Imlay ES 2021 2028 

Indian Hills ES 2022 2028 Exempt- Repipe 2022 

Jackson ES 2022 2026 

Ladd Acres ES 2021 2028 

Lenox ES 2024 2030 

Lincoln Street ES 2025 2031 

W.V. McKinney ES 2022 2026 

Minter Bridge ES 2025 2031 

Mooberry ES 2022 2026 

North Plains ES 2022 2026 

Orenco ES 2022 2026 

Paul L. Patterson ES 2022 2028 

Quatama ES 2022 2026 

Reedville ES 2021 2028 

Rosedale ES 2022 2025 

Tamarack ES 2023 2028 New Construction 2023 

L.C.Tobias ES 2021 2028 

West Union ES 2021 2028 

Witch Hazel ES 2023 2028 

MIDDLE R.A. Brown MS 2020 2028 

Re-pipe 2024
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Evergreen MS 2022 2028 

J.W. Poynter MS 2021 2027

South Meadows MS 2023 2028 

HIGH Century HS 2021 2028 

Glencoe HS 2022 2028 

Hillsboro HS 2023 2028 

Liberty HS 2024 2030

ALTERNATIVE ED Oak Street Campus- 

Main 2020 2028 

Oak Street Campus- 

Pathways 2022 2028 

SUPPORT 

SERVICES 

Administration Center 2024 2030

Facilities & Support 

Services 2016 2028 

Hare Field 2023 2025 

Miller Ed East 2024 2030

Boscow Center 2024 2030

Surplus Warehouse 2016 2026 

Transportation- Main 2024 2030

Trans & Support Svcs 

Facility 2021 2028 

Regulatory Requirements:  

State of Oregon OAR 333.061.0400 recommendation of 15 ppb (parts per billion) as the action 
level.  

Plan to Address Elevated Levels: 

Should the initial test reveal elevated levels at any fixture, the District will immediately close access 
to that fixture. The flush test will then be processed. A resample will occur as a follow up and based 
on that result, further action may be needed including replacing the fixture. If another elevated level 
is detected at the same faucet, we will investigate the issue further and take necessary action to  
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correct the problem.  

Communication of Results: 

Hillsboro School District is complying with the requirements to provide access to test results, as 
defined by OAR 581-022-2223 within 10 business days as defined by ORS 332-334. Test results 
can be found on the Hillsboro School District website at https://www.hsd.k12.or.us/departments/
facilities/environmental-testing/lead-testing-water or follow link- Facilities / Environmental / Lead 
Testing. This may include communicating with Washington County Public Health. 

Remediation:  

If a fixture has elevated levels of Lead, the District will replace the fixture and conduct further 

testing to ensure the issue has been resolved immediately. The fixture will not be used prior to 

the correction being made and follow-up testing conducted.  

Future Testing:  

All facilities will be tested every 6 years unless they are specifically exempt per OAR 333-061-0400. 

The District will follow testing recommendations by ODE/Oregon Health Authority and the EPA’s 3 

T’s.  

Informational Links  

EPA Lead in Drinking Water in Schools and Childcare Facilities 

Oregon Health Authority Lead Poisoning  

Center for Disease Control and Prevention, Information for Parents 

Center for Disease Control and Prevention, FAQs  

https://www.hsd.k12.or.us/Page/4496
https://www.hsd.k12.or.us/Page/4496
https://www.hsd.k12.or.us/Page/4496
https://www.hsd.k12.or.us/Page/4496
https://www.epa.gov/ground-water-and-drinking-water/mou-reducing-lead-levels-drinking-water-schools-and-child-care
https://www.oregon.gov/oha/ph/healthyenvironments/healthyneighborhoods/leadpoisoning/pages/index.aspx
https://www.cdc.gov/parents/index.html
https://www.cdc.gov/nhsn/faqs/faq-index.html
https://www.hsd.k12.or.us/departments/facilities/environmental-testing/lead-testing-water
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V. LEAD PAINT PLAN

PLAN SUMMARY  

Background  

The District will follow the The Environmental Protection Agencies (EPA) 2008 Lead-Based Paint 
Renovation, Repair and Painting (RRP) Rule (as amended in 2010 and 2011), it aims to protect the 
public from lead-based paint hazards associated with renovation, repair and painting activities. 
These activities can create hazardous lead dust when surfaces with lead paint, even many decades 
ago, are disturbed. The rule requires workers to be certified and trained in the use of lead-safe 
work practices, and requires renovation, repair and painting firms to be EPA-certified. These 
requirements became fully effective April 2010. Federal law requires contractors that disturb 
painted surfaces in homes, childcare facilities, and schools built before 1978 to be certified and 
follow specific work practices to prevent lead contamination.  

Requirements  

In order to comply with the United States Environmental Protection Agency’s Renovation, Repair 
and Painting Program Rule, the district will only contract with certified lead based paint 
renovation contractors licensed by the Oregon Construction Contractors Board.  

For more information on this rule, you can visit the following website:  

Oregon Health Authority > renovation, Repair and Painting (RRP) Rule 

VI. ASBESTOS MANAGEMENT: AHERA

PLAN SUMMARY  

Hillsboro School District complies with the federal Asbestos Hazard Emergency Response Act 

(AHERA) [40 CFR 763.93(e) (10)] by completing the following requirements: 1. Inspect all 

facilities for both friable and non-friable asbestos containing building materials.  

2. Samples taken during the inspections of materials suspected of containing asbestos are analyzed

at an EPA-accredited laboratory.

3. A management plan was written, based upon the report and laboratory findings, outlining the
District’s intent in controlling any asbestos-containing materials.

Some asbestos-containing building materials are found in the District. An operations and 
maintenance plan, which is part of the management plan describes the location of these materials 
and specific steps for maintaining the existing materials until their ultimate removal.  

All required asbestos management plans are available for viewing by submitting a request to Will 
Wenzloff, Environmental Health and Safety Supervisor 503-844-1345 wenzlofw@hsd.k12.or.us. 

https://www.oregon.gov/oha/ph/healthyenvironments/healthyneighborhoods/leadpoisoning/pages/rrp.aspx
mailto:wenzlofw@hsd.k12.or.us
mailto:wenzlofw@hsd.k12.or.us


VII. RADON TESTING PLAN

PLAN SUMMARY  

Background  

Regulatory Requirements 

About Radon  

Action Level  

Testing Plan  

Testing Locations 

Reporting  

Hillsboro School District 1J has developed a radon plan as required by ORS 332.167 
Community members can access a copy of the radon plan at https://www.hsd.k12.or.us/
departments/facilities/environmental-testing/radon-testing or follow link here: Facilities / Radon 
Plan. Test results will be made public and are available at https://www.hsd.k12.or.us/
departments/facilities/environmental-testing/radon-testing/radon-testing-results or follow the 
link here: Facilities / Radon Testing. 

 Background 

The Hillsboro School District (District), located in Hillsboro, Oregon, comprises 37 separate school 

campuses. Along with administrative, maintenance, transportation, and special program sites, the 

district maintains approximately 105 buildings that are regularly occupied by students or staff. 

Hillsboro School District has completed required testing in accordance with ORS 332.166-167 and 

has a plan in place for maintaining compliance.  

Regulatory Requirements  

In 2015, the Oregon Legislature passed House Bill (HB) 2931 to bring awareness to elevated radon 

levels in Oregon schools. HB 2931 later became Oregon Revised Statute (ORS) 332.166-167.  

This Radon Testing and Reporting Plan is designed to help school districts fulfill the requirements 
of ORS 332.166-167 of submitting a plan to OHA by September 1, 2016.  

Per ORS 332.166-167, actual testing of each building has been completed. Test results are available 
to view via HSD website at https://www.hsd.k12.or.us/departments/facilities/environmental-
testing/radon-testing/radon-testing-results or follow link HERE.

About Radon  
Radon is a naturally occurring, colorless, odorless, and tasteless radioactive gas that comes from 
natural deposits of uranium in the soil, and is found everywhere in the world. Deposits of uranium 
naturally decay into radium, which further breaks down into radon gas. Because radon is a gas, it 
can move up through soil and enter buildings that are in contact with the soil. Radon is typically at 
its highest concentration in the lower portion of a building. Once radon enters a building, it is 
easily dispersed through the air. It then begins a radioactive decay process that
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https://www.hsd.k12.or.us/Page/4498
https://www.hsd.k12.or.us/departments/facilities/environmental-testing/radon-testing/radon-testing-results
https://www.hsd.k12.or.us/departments/facilities/environmental-testing/radon-testing
https://www.hsd.k12.or.us/departments/facilities/environmental-testing/radon-testing/radon-testing-results
https://www.hsd.k12.or.us/departments/facilities/environmental-testing/radon-testing/radon-testing-results
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leads to the creation of radon decay products. If inhaled, these radioactive particles (decay 
products) can be trapped in the lungs. As these particles decay further, they release small bursts 
of radiation, which can damage lung tissue and lead to lung cancer over the course of a lifetime.  

According to Environmental Protection Agency (EPA) estimates, radon is the number one cause of 
lung cancer among non-smokers. No amount of radon is safe, but steps can be taken to reduce its 
potential for harm.  

For most schoolchildren and school staff, the second largest contributor to radon exposure, next to 
their home is their school. As a result, both the EPA and OHA recommend that school buildings and 
homes be tested for radon. For schools in Oregon, this recommendation became law in the 2015 
Legislature with ORS 332.166-167.  

Action Level  

In the US, radioactivity is measured in curies. A curie is an approximate amount of radioactivity 
that is produced by one gram of radium. A picocurie is one trillionth of a curie. Radiation from 
radon is expressed in picocuries per liters of air (pCi/L). The EPA has set the action level for radon 
at 4.0 pCi/L and recommends reducing the concentration of radon in indoor environments to 
below this action level.  

Testing Locations  

The District will develop a detailed list of rooms for each site to be tested for radon in accordance 
with recommendations in the OHA Plan. The District will utilize each facility floor plan to determine 
testing locations in frequently occupied rooms that are in contact with the ground or located above 
a crawlspace or basement, as required per ORS 332.166-167. Locations to be tested will be 

identified on drawings to be included in final reports and future radon testing plans.  

Once testing locations are identified for each site, the District will calculate the number of test kits 
needed for each site. One test kit or device will be used per room for rooms that are less than 
2,000 square feet. For rooms greater than 2,000 square feet, one kit or detector will be placed for 
every 2,000 square feet.  

For quality assurance purposes, the District will also calculate the number of kits or devices needed 
to allow for blanks, duplicates, and spikes. At each site, blanks will be deployed in five percent of 
the rooms to be tested, and duplicates will be deployed in ten percent of rooms to be tested. 
Blanks and duplicates will be deployed following the same methodology as the actual test kits. 
Spike samples are used for laboratory quality control and are not deployed on site. Test kits from 

the same batch as the kits used for on-site testing are sent to a third-party laboratory and “spiked” 
with a known concentration of radon. These test kits are then returned to the user and submitted 
to the testing laboratory along with the test kits from each school. Spikes will be submitted at a 
rate of three percent of the rooms to be tested at each site. Delivery of spike samples will coincide 
with the collection of test kits, duplicates, and blanks. A minimum of one blank, one duplicate, and 
one spike will be deployed per site.  

For specific details and guidance, see sections “What rooms should be tested?” “Quality Assurance 
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Procedures for a School Radon Measurement Program,” and “APPENDIX D: STEP-BY-STEP GUIDE 
FOR PLANNING RADON TESTING” in the attached OHA plan.  

Initial Short-Term Testing: 

Initial testing has been completed at all identified locations. Subsequent testing will occur during 
normal school days or days when the HVAC system is functioning in the same manner as normal 
school days.  

Specific details and guidance outlining best practices for placing test kits and when to deploy 
test kits is not included in the scope of this plan See Oregon Health Authority : Testing in Oregon 
Schools : Radon Gas : State of Oregon for details and guidance.  

Mitigation 
Results of initial short-term tests that are equal to or greater than 4.0 pCi/L will be evaluated 
using the quality assurance calculations listed in the “INTERPRETATION OF RESULTS” section of 
the attached OHA Plan.  

Hillsboro School District will schedule a second short-term test, or long-term follow-up test, 
based on the initial short-term test results as indicated below:  

● If the result is less than 2.0 pCi/L, the District will test again every 10 years (as required
by Oregon Revised Statute 332.166-167).

● If the result is between 2.0 pCi/L and 4.0 pCi/L, the District will investigate options for
fixing (lowering) the radon in that room (e.g., adjustments to HVAC, sealing entry
routes, etc.).

● If the result is between 4.0 pCi/L and 8.0 pCi/L, the District will perform a follow-up

measurement of that room using a long-term test. This will be conducted over as much
of a nine-month school year as possible, when rooms are likely to be occupied. If that
result is equal to or greater than 4.0 pCi/L, the District will investigate options for
lowering the radon in that room (e.g., adjustments to HVAC, soil depressurization,
sealing entry routes, building pressurization, zone-specific ventilation, etc.).

● If the initial test result is equal to or greater than 8.0 pCi/L, the District will conduct a
second short-term test within a month. The follow up result is then averaged with the
result of the initial short-term test (see follow-up testing below).

● If the average result of the two short-term tests is equal to or greater than 4.0 pCi/L, the
District will investigate options for lowering the radon in that room (e.g., adjustments to
HVAC, soil depressurization, sealing entry routes, building pressurization, zone-specific
ventilation, etc.).

● If the follow-up test is long-term, and the result is 4.0 pCi/L or above, the District will
investigate options for lowering the radon in that room (e.g., adjustments to HVAC, soil
depressurization, sealing entry routes, building pressurization, zone-specific ventilation
etc.).

Results of any follow-up tests that are equal to or greater than 4.0 pCi/L will be evaluated using the 
same quality assurance calculations as the initial short-term tests listed in the “INTERPRETATION OF 
RESULTS” section of the attached OHA Plan.  

https://www.oregon.gov/oha/ph/healthyenvironments/healthyneighborhoods/radongas/pages/testing-in-schools-.aspx
https://www.oregon.gov/oha/ph/healthyenvironments/healthyneighborhoods/radongas/pages/testing-in-schools-.aspx


15 | P a g e

CRM Use  

The District may use continuous radon monitors (CRM) for follow-up long term and short 
term testing. The use of CRMs can help determine radon levels in a room during times it’s 
actually occupied, which may in turn determine if adjustments to the HVAC system are 
adequate for reducing radon levels.  

Mitigation 

Mitigation measures are not specifically addressed in this plan but the District is committed to 
doing everything it can to reduce radon levels and provide a safe environment in every district 
building.  

The EPA, OHA Oregon Radon Awareness Program, and numerous non-governmental groups 
recommend that school districts take action to reduce the radon level in those rooms where the 

average of the initial and follow-up short-term kit results OR the result of the long-term kit used 
in follow-up is 4.0 pCi/L or more.  

Although not required of school districts under ORS 332.166-167, it is recommended that school 
administration direct appropriate staff members to adjust building HVAC systems and retest. If 
this doesn’t reduce the radon below 4.0 pCi/L, school districts have the option of hiring a radon 
mitigation professional to reduce elevated radon levels identified through testing.  

Periodic Retesting  

Following initial short-term radon testing, District sites will be retested every 10 years as required 
by ORS 332.166-167. Additional testing may be undertaken by the District, in addition to the 10 
year retest cycle, should any of the conditions noted in the “When Should Periodic Retesting be 
Done?” section of the attached OHA Plan apply.  

Reporting  

All radon testing results will be made available to the District’s school board, the Oregon Health 
Authority, and readily available to parents, guardians, students, school employees, school 
volunteers, administrators, and community representatives at the school office, district office, or 
on a website for the school or school district as required by ORS 332.166-167. Follow-up testing 

results, 10-year retest results, and mitigation implementation will also be made available. 



VIII. INTEGRATED PEST MANAGEMENT PLAN

PLAN SUMMARY  

Introduction  

What is Integrated Pest Management?  

What is an Integrated Pest Management Plan? 

School District IPM Plan Coordinator  

Hillsboro School District 1J has adopted an Integrated Pest Management (IPM) plan as required by 
ORS 634.700 through 634.750. Community members can access a copy of the IPM plan on HSD 
website at https://www.hsd.k12.or.us/departments/facilities/environmental-testing/integrated-
pest-management or follow link here: Facilities / Integrated Pest Management.

INTRODUCTION 
Structural and landscape pests can pose significant problems in schools. Pests such as mice and 
cockroaches can trigger asthma. Mice and rats are vectors of disease. Many children are allergic to 
yellow jacket stings. The pesticides used to remediate these and other pests can also pose health 
risks to people, animals, and the environment. These same pesticides may pose special health risks 
to children due in large part to their still- developing organ systems. Because the health and safety 
of students and staff is our first priority – and a prerequisite to learning – it is the policy of the 
Hillsboro School District to approach pest management with the least possible risk to students and 
staff. In addition, Senate Bill 637 (incorporated into ORS Chapter 634 upon finalization in 2009) 
requires all school districts to implement integrated pest management in their schools. For this 
reason, the Hillsboro School District School Board adopts this integrated pest management plan 
for use on the campuses of our district.  

WHAT IS INTEGRATED PEST MANAGEMENT? 
Integrated Pest Management, also known as IPM, is a process for achieving long-term, 
environmentally sound pest suppression through a wide variety of tactics. Control strategies in an 
IPM program include structural and procedural improvements to reduce the food, water, shelter, 
and access used by pests. Since IPM focuses on remediation of the fundamental reasons why pests 
are here, pesticides are rarely used and only when necessary.  

IPM Basics Education and Communication: 
The foundation for an effective IPM program is education and communication. We need to know 
what conditions can cause pest problems, why and how to monitor for pests, proper 
identification, pest behavior and biology before we can begin to manage pests effectively. 
Communication about pest issues is essential. A protocol for reporting pests or pest conducive 
conditions, and a record of what action was taken is the most important part of an effective IPM 
program.  

Cultural & Sanitation: 
Knowing how human behavior encourages pests helps you prevent them from becoming a 
problem. Small changes in cultural or sanitation practices can have significant effects on reducing 
pest populations. Cleaning under kitchen serving counters, reducing clutter in classrooms, putting 
dumpsters further from kitchen door/loading dock, proper irrigation scheduling, and over-seeding
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https://www.hsd.k12.or.us/departments/facilities/environmental-testing/integrated-pest-management
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of turf areas are all examples of cultural and sanitation practices that can be employed to reduce 
pests.  

Physical & Mechanical: 

Rodent traps, sticky monitoring traps for insects, door sweeps on exterior doors, sealing holes 
under sinks, proper drainage and mulching of landscapes, and keeping vegetation at least 24 
inches from buildings are all examples of physical and mechanical control.  

Pesticides: 

IPM focuses on remediation of the fundamental reasons why pests are here therefore, pesticides 
should be rarely used and only when necessary.  

WHAT IS AN INTEGRATED PEST MANAGEMENT PLAN?  

ORS 634.700 defines an IPM plan as a proactive strategy that: 

(A) Focuses on the long-term prevention or suppression of pest problems through economically

sound measures that: a) Protect the health and safety of students, staff and faculty; b) Protect the
integrity of campus buildings and grounds; c) Maintain a productive learning environment; and d)
Protect local ecosystem health;

(B) Focuses on the prevention of pest problems by working to reduce or eliminate conditions of
property construction, operation and maintenance that promote or allow for the establishment,
feeding, breeding and proliferation of pest populations or other conditions that are conducive to
pests or that create harborage for pests;

(C) Incorporates the use of sanitation, structural remediation or habitat manipulation or of
mechanical, biological and chemical pest control measures that present a reduced risk or have a
low impact and, for the purpose of mitigating a declared pest emergency, allows the application of

pesticides that are not low-impact pesticides;

(D) Includes regular monitoring and inspections to detect pests, pest damage and unsanctioned
pesticide usage;

(E) Evaluates the need for pest control by identifying acceptable pest population density levels;

(F) Monitors and evaluates the effectiveness of pest control measures;

(G) Excludes the application of pesticides on a routine schedule for purely preventive purposes,
other than applications of pesticides designed to attract or be consumed by pests;

(H) Excludes the application of pesticides for purely aesthetic purposes;

(I) Includes school staff education about sanitation, monitoring and inspection and about pest

control measures;

(J) Gives preference to the use of non-chemical pest control measures;

(K) Allows the use of low-impact pesticides if non chemical pest control measures are ineffective;
and

(L) Allows the application of a pesticide that is not a low-impact pesticide only to mitigate a
declared pest emergency or if the application is by, or at the direction or order of, a public health
official.
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Note: As mentioned above, ORS 634.700 allows for the routine application of pesticides designed 
to be consumed by pests. To avoid a proliferation of pests and/or unnecessary applications of 
pesticides, several steps must be taken before any “routine” applications are allowed:  

1) Staff must be educated on sanitation, monitoring, and exclusion as the primary means to control
the pest.

2) An acceptable pest population density level must be established.
3) The use of sanitation, structural remediation or habitat manipulation, or of mechanical or

biological control methods must be incorporated into the management strategy of the
pest.

4) Documentation that the above steps were ineffective.
5) The pesticide label must be read thoroughly to make sure the pesticide will be used in strict

compliance with all label instructions.

SCHOOL DISTRICT IPM PLAN COORDINATOR 

ORS 634.720 states that the Plan Coordinator “must be an employee of the governed body, unit, 
school or entity unless the governing body delegates pest management duties to an independent 
contractor.”  

The Hillsboro School District School Board designates the Facilities Coordinator as the IPM Plan 
Coordinator. The Coordinator is key to successful IPM implementation in the Hillsboro School 
District, and is given the authority for overall implementation and evaluation of this plan. The 
Coordinator is responsible for:  

A. Attending not less than six hours of IPM training each year The training shall include at
least a general review of IPM principles and the requirements of ORS 634.700 – 634.750.

B. Conducting outreach to the school community (custodians, maintenance, construction,
grounds, faculty, and kitchen staff) about the school’s IPM plan; The IPM Plan
Coordinator (or designee) will provide training as outlined in Section VII below.

C. Overseeing pest prevention efforts; The Coordinator will work with custodians,
teachers, and maintenance to reduce clutter and food in the classrooms, and seal up
pest entry points.

D. Assuring that the decision-making process for implementing IPM in the district is
followed; The Coordinator will continually assess and improve the pest monitoring /
reporting / action protocol.

E. Assuring that all notification, posting, and recordkeeping requirements are met when the
decision to make a pesticide application is made;

F. Maintaining the approved pesticides list as per section;
G. Responding to inquiries and complaints about noncompliance with the plan. Responses to

inquiries and complaints will be in writing and kept on record with the Coordinator.
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IX. INDOOR AIR QUALITY

PLAN SUMMARY 

Hillsboro School District certifies that all buildings subject to the Healthy and Safe Schools Plan 
comply with the carbon monoxide detection standards in the state building code that was in 
effect when the building was originally constructed or as required by building code due to 
addition, upgrade, or remodel.  

Background  

The District conducts Indoor Air Quality testing at all school buildings and the District 
administration building every four years. This monitoring ensures district staff and students have a 
comfortable learning and working environment. The District’s monitoring program measures four 
main areas using a random sampling of occupied rooms.  

Carbon Dioxide: Follows the American Society of Heating, Refrigeration, and Air-conditioning 
Engineers (ASHRAE) recommending maintaining indoor carbon dioxide concentrations below 1000 
ppm for classroom environments and below 800 ppm for office environments.  

Carbon Monoxide: Follows OR-OSHA permissible exposure limit (PEL) of 50 ppm. 

Temperature: Follows OSHA technical manuals of recommended temperature for a comfortable 
indoor working environment range between 68 and 74 degrees F.  

Relative Humidity and Moisture: Follows OSHA technical manuals of maintaining relative 
humidity between 20% and 60% to help maintain a comfortable indoor air quality environment 
and below 70% to prevent mold growth.  
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X. TEST RESULTS PUBLICATION

Hillsboro School District 1J is complying with the requirements to provide access to test results, as
defined by OAR 581-022-2223 within 10 business days as defined by ORS 332-334. Test results can
be found on the Hillsboro School District website at Facilities / Environmental Testing . Specific test
results can be found as follows:

● Lead in Water: Facilities / Lead Testing - Water

● Radon: Facilities / Radon Testing

Additionally, copies of all test results are available at 4901 SE Witch Hazel Rd. Hillsboro, OR 987123. 
Hillsboro School District will also use current district email lists and programs to provide final test 
results to staff, students, parents of minor students, and other members of the community. This 
includes providing actual final test results or providing direct access to final test results through 

links in the communications. Please contact Beth Graser graserbe@hsd.k12.or.us to be added to 
current district email lists and programs. 

XI. ANNUAL COMPLIANCE and COMMUNICATION PROCEDURES

Annual reporting of the Healthy and Safe School Plan: 

A. School Board
B. Community by posting information on the district web site as well as publish information

in Hot News newsletter
C. Name the responsible position for maintaining and implementing the plan

D. Make public aware of how to obtain a copy of the plan

E. Certification that the plan is up to date and all testing has been completed

F. Access to the results of all tests

G. Results will be available in hard copy form at the school office upon request

H. Summary of all mitigation efforts

I. Using email notifications to alert parents and families of elevated test levels; individual
schools may send additional email updates to their families

I certify that the above information is true and accurate to the best of my knowledge. 

Saideh Haghighi Khochkhou Operations Officer 09/12/2024 

Electronic signature of authorized representative Title Date 

https://www.hsd.k12.or.us/Page/4498
https://www.hsd.k12.or.us/departments/facilities/environmental-testing
https://www.hsd.k12.or.us/departments/facilities/environmental-testing/lead-testing-water
https://www.hsd.k12.or.us/departments/facilities/environmental-testing/radon-testing



