
Questions and Answers 

For  

CSP 25-029JO 

Restroom Modernization for Connally HS, Park Crest MS and 

Highland Park Elementary 

 

1. Spec Section 093000 Tiling – 2.9 Grout Materials calls for a Sand-

Portland Cement Grout & a Water-Cleanable Epoxy Grout, please 

confirm that the epoxy grout will be used for the floor tile and the 

Cementitious grout will be used on the wall tile.     

Epoxy grout will be used on all walls. 

 

2. Sheet AD3.1 – Detail 5A: Key Note 212 states to demo existing 

bulkhead. Existing Bulk head is not shown. Please Clarify. 

Key note changed to 201.  

3. Sheet A2.9 – Enlarged Floor Plan – Competitive Gym: Please confirm 

gym flooring will need to be repaired where the full height CMU wall is 

shown to demo. Please provide details and specifications of repair. 

Yes, floor will need to be repaired to match existing. 

 

INTERVIEWS 

 

Should interviews be needed, they will occur the 

morning of 4/7/25. Interview invites will go out 

ASAP after bid opening on 4/3/2025.  
 


