
Water Test Results 2016

FIELD ID # BUILD # DATE SAMPLED
CONCENTRATION in 

ppb

23‐1‐H2‐E‐DW 23 7/20/2016 3

23‐1‐K2‐S‐KF 23 7/20/2016 11.2

23‐1‐K2‐E‐DW 23 7/20/2016 13.1

23‐1‐K2‐N‐BF‐1 23 7/20/2016 12.4

23‐1‐K2‐S‐BF‐2 23 7/20/2016 16.3

23‐1‐K1‐S‐KF 23 7/20/2016 6.6

23‐1‐K1‐W‐DW 23 7/20/2016 14

23‐1‐K1‐N‐BF‐1 23 7/20/2016 11.3

23‐1‐K1‐S‐BF‐2 23 7/20/2016 8

23‐1‐FR‐N‐BF‐1 23 7/20/2016 2.5

23‐1‐FR‐S‐BF‐2 23 7/20/2016 3.9

23‐1‐FR‐N‐KS 23 7/20/2016 7.1

23‐1‐NR‐N‐IM 23 7/20/2016 2.6

23‐1‐NR‐N‐NS 23 7/20/2016 5.7

23‐1‐MO‐S‐BF 23 7/20/2016 16.3

23‐1‐NR‐N‐BF 23 7/20/2016 19.8

23‐1‐GYM‐W‐DW‐1 23 7/20/2016 2.3

23‐1‐GYM‐W‐DW‐2 23 7/20/2016 < 2.0

23‐1‐GYM‐E‐DW 23 7/20/2016 13.7

23‐1‐EGR‐E‐BF ‐1 23 7/20/2016 < 2.0

23‐1‐EGB‐E‐BF‐2 23 7/20/2016 < 2.0

23‐1‐HPH‐W‐DW 23 7/20/2016 < 2.0

23‐1‐K3‐N‐CF 23 7/20/2016 4

23‐1‐K3‐W‐DW‐1 23 7/20/2016 < 2.0

23‐1‐K3‐W‐DW‐2 23 7/20/2016 < 2.0

23‐1‐K3‐E‐BF 23 7/20/2016 3.2

23‐1‐23‐S‐BF 23 7/20/2016 < 2.0

23‐1‐K‐S‐KS‐1 23 7/20/2016 2.7

23‐1‐K‐S‐KS‐2 23 7/20/2016 3.3

23‐1‐K‐S‐HS 23 7/20/2016 < 2.0

23‐1‐K‐S‐BF 23 7/20/2016 7.6

23‐1‐2‐S‐CF 23 7/20/2016 5.1

23‐1‐3‐N‐CF 23 7/20/2016 3.8

23‐1‐H3‐E‐DW 23 7/20/2016 2.8

23‐1‐HGRS‐S‐BF‐1 23 7/20/2016 < 2.0

23‐1‐4‐S‐CF 23 7/20/2016 4.1

23‐1‐HBRS‐S‐BF‐1 23 7/20/2016 3.1

23‐1‐22‐E‐KS 23 7/20/2016 4.7

23‐1‐22‐N‐DW 23 7/20/2016 3.9

23‐1‐22‐N‐BF‐1 23 7/20/2016 2.2

23‐1‐22‐S‐BF‐2 23 7/20/2016 3.8

23‐1‐5‐N‐CF 23 7/20/2016 5.9

23‐1‐21‐S‐CF 23 7/20/2016 7.1

23‐1‐6‐S‐CF 23 7/20/2016 6.1

23‐1‐7‐N‐CF 23 7/20/2016 28.6
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23‐1‐20‐N‐CF 23 7/20/2016 14.5

23‐1‐20‐N‐BF‐1 23 7/20/2016 4.5

23‐1‐20‐S‐BF‐2 23 7/20/2016 7.6

23‐1‐20‐W‐DW 23 7/20/2016 9.6

23‐1‐19‐E‐CF 23 7/20/2016 14.7

23‐1‐8‐S‐CF 23 7/20/2016 22.4

23‐1‐HGRN‐N‐BF‐1 23 7/20/2016 < 2.0

23‐1‐HGRN‐S‐BF‐2 23 7/20/2016 3.8

23‐1‐HLIB‐E‐DW‐1 23 7/20/2016 < 2.0

23‐1‐HLIB‐E‐DW‐2 23 7/20/2016 < 2.0

23‐1‐HBRN‐S‐BF‐1 23 7/20/2016 < 2.0

23‐1‐FLAV1‐N‐BF 23 7/20/2016 2.3

23‐1‐FLAV2‐S‐BF 23 7/20/2016 < 2.0

23‐1‐10‐E‐DW 23 7/20/2016 < 2.0

23‐1‐11‐E‐DW 23 7/20/2016 4.7

23‐1‐17‐E‐CF 23 7/20/2016 < 2.0

23‐1‐16‐W‐DW 23 7/20/2016 < 2.0

23‐1‐12‐E‐DW 23 7/20/2016 < 2.0

23‐1‐13‐E‐DW 23 7/20/2016 7.3

23‐1‐15‐W‐DW 23 7/20/2016 5.3

23‐1‐14‐W‐DW 23 7/20/2016 13

23‐1‐H25‐E‐WC 23 7/20/2016 < 2.0

23‐1‐26‐W‐DW 23 7/20/2016 < 2.0

23‐1‐26‐E‐BF 23 7/20/2016 < 2.0

23‐1‐25‐W‐DW 23 7/20/2016 < 2.0

23‐1‐25‐E‐BF 23 7/20/2016 < 2.0

23‐1‐TCU5‐S‐KS 23 7/20/2016 < 2.0

23‐1‐TCU5‐E‐DW 23 7/20/2016 2.3

23‐1‐TCU5‐W‐BF 23 7/20/2016 < 2.0

23‐1‐TCU6‐N‐CF 23 7/20/2016 < 2.0

23‐1‐TCU6‐E‐DW 23 7/20/2016 < 2.0

23‐1‐TCU6‐W‐BF 23 7/20/2016 < 2.0

23‐1‐TCU4‐E‐CF 23 7/20/2016 < 2.0

23‐1‐TCU4‐S‐DW 23 7/20/2016 2.8

23‐1‐TCU4‐W‐BF 23 7/20/2016 < 2.0

23‐1‐TCU3‐E‐CF 23 7/20/2016 < 2.0

23‐1‐TCU3‐N‐DW 23 7/20/2016 < 2.0

23‐1‐TCU3‐W‐BF 23 7/20/2016 < 2.0

23‐1‐TCU2‐E‐CF 23 7/20/2016 < 2.0

23‐1‐TCU2‐N‐DW 23 7/20/2016 < 2.0

23‐1‐TCU1‐E‐CF 23 7/20/2016 < 2.0

23‐1‐TCU1‐W‐BF 23 7/20/2016 < 2.0

23‐1‐A51‐W‐DW 23 7/20/2016 < 2.0

23‐1‐A51‐N‐BF 23 7/20/2016 < 2.0

23‐1‐A51‐S‐BF  23 7/20/2016 3.1



Water Test Results 2016

ROOM / LOCATION ID

EGB = Entrance Boys Bathroom

EGR = Entrance Girls Bathroom

FLAV = Faculty Lavatory

FR = Faculty Room / Lounge

GB = Girls Bathroom

H = Hallway (if precedes room location)

HBRN = Hallway Boys Room North

HBRS = Hallway Boys Room South

HGRN = Hallway Girls Room North

HGRS = Hallway Girls Room South

HLIB = Hallway by Library

HPH = Hallway by Phone Room

K = Kitchen

MO = Main Office Bathroom

NR = Nurses Office

TCU = Temporary Classroom Unit

OUTLET TYPE

BF = Bathroom Faucet

CF = Classroom Faucet

DW = Drinking Water Fountain 

HS = Hand Sink

IM = Ice Machine

KS = Kitchen Sink

NS = Nurses Sink


