
Water Test Results 2016

FIELD ID # BUILD # DATE SAMPLED
CONCENTRATION in 

ppb

31‐1‐T158B‐S‐BF 31 8/4/2016 < 2.0

31‐1‐T158A‐S‐BF 31 8/4/2016 < 2.0

31‐1‐KIT‐E‐HS‐3 31 8/4/2016 < 2.0

31‐1‐T175‐N‐BF 31 8/4/2016 < 2.0

31‐1‐KIT‐W‐FP‐1 31 8/4/2016 < 2.0

31‐1‐KIT‐E‐FP‐4 31 8/4/2016 < 2.0

31‐1‐KIT‐E‐HS‐1 31 8/4/2016 5.3

31‐1‐KIT‐W‐FP‐3 31 8/4/2016 < 2.0

31‐1‐KIT‐N‐HS‐2 31 8/4/2016 2.5

31‐1‐KIT‐W‐FP‐2 31 8/4/2016 < 2.0

31‐1‐175A‐E‐HS 31 8/4/2016 2.8

31‐1‐CAF‐N‐WC‐1 31 8/4/2016 < 2.0

31‐1‐CAF‐N‐WC‐2 31 8/4/2016 < 2.0

31‐1‐176‐W‐TF 31 8/4/2016 < 2.0

31‐1‐HT156‐W‐WC‐1 31 8/4/2016 < 2.0

31‐1‐HT156‐W‐WC‐2 31 8/4/2016 < 2.0

31‐1‐T156‐W‐BF‐1 31 8/4/2016 < 2.0

31‐1‐T156‐W‐BF‐3 31 8/4/2016 < 2.0

31‐1‐T155‐E‐BF‐4 31 8/4/2016 < 2.0

31‐1‐153‐S‐WC‐3 31 8/4/2016 < 2.0

31‐1‐153‐S‐WC‐4 31 8/4/2016 < 2.0

31‐1‐T154B‐S‐BF 31 8/4/2016 < 2.0

31‐1‐T154A‐S‐BF 31 8/4/2016 < 2.0

31‐1‐154‐N‐WC 31 8/4/2016 < 2.0

31‐1‐154‐N‐NS 31 8/4/2016 < 2.0

31‐1‐154E‐S‐NS 31 8/4/2016 < 2.0

31‐1‐125‐S‐CF 31 8/4/2016 < 2.0

31‐1‐125‐N‐WC 31 8/4/2016 < 2.0

31‐1‐T125‐S‐BF 31 8/4/2016 < 2.0

31‐1‐127‐N‐CF 31 8/4/2016 < 2.0

31‐1‐127‐S‐WC 31 8/4/2016 < 2.0

31‐1‐T127‐N‐BF 31 8/4/2016 < 2.0

31‐1‐128‐S‐CF 31 8/4/2016 < 2.0

31‐1‐128‐N‐WC 31 8/4/2016 < 2.0

31‐1‐T128‐S‐BF 31 8/4/2016 < 2.0

31‐1‐130‐N‐CF 31 8/4/2016 < 2.0

31‐1‐130‐S‐WC 31 8/4/2016 < 2.0

31‐1‐T130‐N‐BF 31 8/4/2016 < 2.0

31‐1‐131‐S‐CF 31 8/4/2016 < 2.0

31‐1‐131‐N‐WC 31 8/4/2016 < 2.0

31‐1‐T131‐S‐BF 31 8/4/2016 < 2.0

31‐1‐133‐N‐CF 31 8/4/2016 < 2.0

31‐1‐133‐S‐WC 31 8/4/2016 < 2.0

31‐1‐T133‐N‐BF 31 8/4/2016 < 2.0

31‐1‐137‐E‐DW 31 8/4/2016 < 2.0
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31‐1‐T137‐E‐BF 31 8/4/2016 < 2.0

31‐1‐134‐E‐CF 31 8/4/2016 < 2.0

31‐1‐134‐N‐WC 31 8/4/2016 < 2.0

31‐1‐T135‐S‐BF 31 8/4/2016 < 2.0

31‐1‐136‐W‐BF 31 8/4/2016 < 2.0

31‐1‐153‐N‐WC‐1 31 8/4/2016 < 2.0

31‐1‐153‐N‐WC‐2 31 8/4/2016 < 2.0

31‐1‐T152‐W‐BF 31 8/4/2016 2.2

31‐1‐152‐W‐BF‐1 31 8/4/2016 < 2.0

31‐1‐T150‐E‐BF 31 8/4/2016 6.0

31‐1‐150‐W‐BF‐1 31 8/4/2016 2.6

31‐1‐150‐W‐BF‐2 31 8/4/2016 < 2.0

31‐1‐108‐S‐CF 31 8/4/2016 < 2.0

31‐1‐108‐N‐WC 31 8/4/2016 < 2.0

31‐1‐T108‐S‐BF 31 8/4/2016 < 2.0

31‐1‐107‐N‐CF 31 8/4/2016 < 2.0

31‐1‐107‐S‐WC 31 8/4/2016 < 2.0

31‐1‐T107‐N‐BF 31 8/4/2016 < 2.0

31‐1‐105‐S‐CF 31 8/4/2016 < 2.0

31‐1‐105‐N‐WC 31 8/4/2016 < 2.0

31‐1‐T105‐S‐BF 31 8/4/2016 < 2.0

31‐1‐104‐N‐CF 31 8/4/2016 < 2.0

31‐1‐104‐S‐WC 31 8/4/2016 < 2.0

31‐1‐T104‐N‐BF 31 8/4/2016 < 2.0

31‐1‐102‐S‐CF 31 8/4/2016 < 2.0

31‐1‐102‐N‐WC 31 8/4/2016 < 2.0

31‐1‐T102‐S‐BF 31 8/4/2016 < 2.0

31‐1‐180‐N‐TF 31 8/4/2016 < 2.0

31‐1‐T180‐N‐BF 31 8/4/2016 < 2.0

31‐2‐HT254‐N‐WC‐1 31 8/4/2016 < 2.0

31‐2‐HT254‐N‐WC‐2 31 8/4/2016 < 2.0

31‐2‐T254‐W‐BF‐1 31 8/4/2016 < 2.0

31‐2‐T253‐E‐BF‐2 31 8/4/2016 < 2.0

31‐2‐T253‐E‐BF‐4 31 8/4/2016 < 2.0

31‐2‐T228‐N‐BF 31 8/4/2016 < 2.0

31‐2‐241‐S‐CF 31 8/4/2016 < 2.0

31‐2‐240‐E‐TF 31 8/4/2016 < 2.0

31‐2‐238‐S‐CF 31 8/4/2016 < 2.0

31‐2‐T208‐N‐BF 31 8/4/2016 < 2.0

31‐2‐200A‐E‐TF 31 8/4/2016 < 2.0

31‐3‐T352‐W‐BF‐1 31 8/4/2016 < 2.0

31‐3‐T352‐W‐BF‐5 31 8/4/2016 < 2.0

31‐3‐T351‐E‐BF‐4 31 8/4/2016 < 2.0

31‐3‐T329‐N‐BF 31 8/4/2016 < 2.0

31‐3‐333‐W‐CF‐1 31 8/4/2016 < 2.0

31‐3‐H333‐E‐WC‐1 31 8/4/2016 < 2.0

31‐3‐H333‐E‐WC‐2 31 8/4/2016 < 2.0
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31‐3‐342‐S‐CF 31 8/4/2016 4.4

31‐3‐341‐E‐TF 31 8/4/2016 < 2.0

31‐3‐T308‐N‐BF 31 8/4/2016 < 2.0

31‐3‐337‐N‐CF 31 8/4/2016 < 2.0

31‐3‐301‐N‐CF 31 8/4/2016 < 2.0

ROOM / LOCATION ID

CAF = Cafeteria

H = Hallway (if precedes room location)

KIT = Kitchen

OUTLET TYPE

BF = Bathroom Faucet

CF = Classroom Faucet

DW = Drinking Water Fountain

FP = Food Prep

HS = Hand Sink

NS = Nurses Sink

TF = Teachers Faucet

WC = Water Cooler


