
Water Test Results 2016

FIELD ID # BUILD # DATE SAMPLED
CONCENTRATION in 

ppb

87‐1‐KIT‐W‐FP‐1 87 7/13/2016 4.2

87‐1‐KIT‐W‐FP‐2 87 7/13/2016 < 2

87‐1‐KIT‐W‐FP‐3 87 7/13/2016 59

87‐1‐KIT‐W‐FP‐4 87 7/13/2016 3

87‐1‐BOR‐N‐WC 87 7/13/2016 < 2

87‐1‐CUSTO‐E‐BF 87 7/13/2016 < 2

87‐1‐CAF‐N‐HS 87 7/13/2016 < 2

87‐1‐CAF‐E‐DW‐1 87 7/13/2016 38

87‐1‐CAF‐E‐DW‐2 87 7/13/2016 190

87‐1‐H102‐N‐DW‐1 87 7/13/2016 17

87‐1‐H102‐N‐DW‐2 87 7/13/2016 7.8

87‐1‐109‐W‐CF‐1 87 7/13/2016 95

87‐1‐109‐W‐CF‐2 87 7/13/2016 5.9

87‐1‐109‐W‐CF‐3 87 7/13/2016 9.2

87‐1‐TKIT‐N‐HS‐1 87 7/13/2016 6.2

87‐1‐TKIT‐N‐FP‐1 87 7/13/2016 11

87‐1‐TKIT‐N‐HS‐2 87 7/13/2016 2.8

87‐1‐TKIT‐W‐IM‐1 87 7/13/2016 < 2

87‐1‐TKIT‐W‐IM‐2 87 7/13/2016 < 2

87‐1‐TKIT‐W‐HS‐3 87 7/13/2016 5.1

87‐1‐TKIT‐W‐FP‐2 87 7/13/2016 < 2

87‐1‐TKIT‐W‐FP‐3 87 7/13/2016 < 2

87‐1‐TKITBR‐E‐BF 87 7/13/2016 10

87‐1‐TKITGR‐W‐BF 87 7/13/2016 13

87‐1‐SHR‐E‐HS‐1 87 7/13/2016 26

87‐1‐SHR‐E‐HS‐2 87 7/13/2016 3.2

87‐1‐SHR‐E‐HS‐3 87 7/13/2016 3.2

87‐1‐SHR‐N‐DW 87 7/13/2016 21

87‐1‐SHRB‐S‐BF 87 7/13/2016 5.3

87‐1‐HGYM‐S‐DW‐1 87 7/13/2016 6.1

87‐1‐HGYM‐S‐DW‐2 87 7/13/2016 140

87‐1‐HGBR‐N‐BF‐1 87 7/13/2016 180

87‐1‐HGBR‐N‐BF‐3 87 7/13/2016 6.7

87‐1‐HGGR‐N‐BF‐1 87 7/13/2016 3.6

87‐1‐GLR‐W‐DW 87 7/13/2016 22

87‐1‐GLR‐S‐BF‐1 87 7/13/2016 38

87‐1‐GLR‐S‐BF‐2 87 7/13/2016 3.6

87‐1‐GO‐S‐BF 87 7/13/2016 12

87‐1‐GYM‐S‐DW‐3 87 7/13/2016 4

87‐1‐WR‐S‐BF 87 7/13/2016 9.9

87‐1‐BLR‐N‐BF‐1 87 7/13/2016 < 2

87‐1‐BLR‐N‐BF‐2 87 7/13/2016 3

87‐1‐101‐W‐CF 87 7/13/2016 110

87‐1‐HGR‐W‐BF‐1 87 7/13/2016 < 2

87‐1‐NUR‐E‐BF 87 7/13/2016 < 2
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87‐1‐PBR‐E‐BF 87 7/13/2016 < 2

87‐1‐SBR‐S‐BF 87 7/13/2016 < 2

87‐1‐VBR‐E‐BF 87 7/13/2016 2.9

87‐1‐HGUID‐N‐DW‐1 87 7/13/2016 < 2

87‐1‐HGUID‐N‐DW‐2 87 7/13/2016 2.7

87‐1‐HBR‐W‐BF‐2 87 7/13/2016 < 2

87‐1‐106A‐W‐BF 87 7/13/2016 82

87‐1‐105‐E‐CF 87 7/13/2016 < 2

87‐1‐105‐E‐BF 87 7/13/2016 6.4

87‐1‐002A‐S‐DW 87 7/13/2016 < 2

87‐1‐002B‐E‐CF‐1 87 7/13/2016 < 2

87‐1‐002B‐E‐CF‐2 87 7/13/2016 6

87‐1‐003‐S‐DW 87 7/13/2016 4

87‐1‐003‐W‐BF 87 7/13/2016 12

87‐1‐004‐S‐DW 87 7/13/2016 3.7

87‐1‐004‐N‐BF 87 7/13/2016 2.3

87‐1‐004‐E‐CF 87 7/13/2016 7.9

87‐1‐005‐E‐DW 87 7/13/2016 10

87‐1‐005‐E‐BF 87 7/13/2016 9.5

87‐1‐005‐E‐CF 87 7/13/2016 2.5

87‐1‐006‐W‐DW 87 7/13/2016 5.5

87‐1‐006‐W‐BF 87 7/13/2016 3.9

87‐1‐006‐W‐CF 87 7/13/2016 9.8

87‐2‐207B‐E‐BF 87 7/13/2016 6.4

87‐2‐H205‐N‐DW‐1 87 7/13/2016 6.9

87‐2‐H205‐N‐DW‐2 87 7/13/2016 11

87‐2‐HBR‐E‐BF‐2 87 7/13/2016 < 2

87‐2‐TRBR‐S‐BF 87 7/13/2016 < 2

87‐2‐220‐N‐BF 87 7/13/2016 < 2

87‐2‐TR‐N‐BF 87 7/13/2016 < 2

87‐2‐TR‐N‐TF 87 7/13/2016 75

87‐2‐H202‐N‐DW‐1 87 7/13/2016 120

87‐2‐H202‐N‐DW‐2 87 7/13/2016 2.2

87‐2‐HGR‐W‐BF‐1 87 7/13/2016 < 2

87‐2‐HGR‐W‐BF‐2 87 7/13/2016 < 2

87‐2‐212‐W‐CF 87 7/13/2016 < 2

87‐3‐H300‐N‐DW 87 7/13/2016 11

87‐3‐HGR‐W‐BF‐1 87 7/13/2016 < 2

87‐3‐301‐S‐CF 87 7/13/2016 710

87‐3‐302‐S‐CF‐2 87 7/13/2016 95

87‐3‐303‐S‐CF‐1 87 7/13/2016 7.5

87‐3‐303A‐E‐CF 87 7/13/2016 6.7

87‐3‐304‐N‐CF‐4 87 7/13/2016 9.9

87‐3‐H304‐N‐DW 87 7/13/2016 3.1

87‐3‐HBR‐E‐BF‐2 87 7/13/2016 2.4
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ROOM / LOCATION ID

BLR = Boys Locker Room

BOR = Boiler Room

CAF = Cafeteria

CUSTO  = Custodial Office

GLR = Girls Locker Room

GO = Gym Office

H = Hallway (if precedes a room number)

HBR = Hallway Boys Restroom

HGBR = Hall by Gym, Boys Restroom

HGGR = Hall by Gym, Girls Restroom

HGR = Hallway Girls Restroom

HGUID = Hallway, Guidance Office

KIT = Kitchen

PBR = Principals Office Bathroom

SBR = Secretarys Bathroom

SHR = Shop Rite

TKIT = Teaching Kitchen

TR = Teachers (Faculty) Room

TRBR = Transportation Office Bathroom

VBR = Vice Principal Bathroom

WR = Weight Room Bathroom

OUTLET TYPE

BF = Bathroom Faucet

CF = Classroom Faucet

DW = Drinking Water Fountain

HS = Hand Sink

FP = Food Prep

IM = Ice Machine

WC = Water Cooler (Drinking Fountain)



Water Testing Results after Remediation 2016

FIELD ID # BUILD # DATE SAMPLED
CONCENTRATION in 

ppb

87‐1‐KIT‐W‐FP‐3‐R1 87 8/6/2016 2.9

87‐1‐CAF‐E‐DW‐1‐R1 87 8/6/2016 5.3

87‐1‐CAF‐E‐DW‐2‐R1 87 8/6/2016 8.1

87‐1‐106A‐W‐BF‐R1 87 8/6/2016 56.7

87‐1‐H102‐N‐DW‐1‐R1 87 8/6/2016 6.3

87‐1‐101‐W‐CF‐1‐R1 87 8/6/2016 1430

87‐1‐109‐W‐CF‐1‐R1 87 8/6/2016 23.1

87‐1‐SHR‐E‐HS‐1‐R1 87 8/6/2016 12.5

87‐1‐SHR‐N‐DW‐R1 87 8/6/2016 28.6

87‐1‐HGYM‐S‐DW‐2‐R1 87 8/6/2016 36

87‐1‐HGBR‐N‐BF‐1‐R1 87 8/6/2016 3.5

87‐1‐GLR‐W‐DW‐R1 87 8/6/2016 6.4

87‐1‐GLR‐S‐BF‐1‐R1 87 8/6/2016 3010

87‐1‐BLR‐E‐DW 87 8/6/2016 3.7

87‐2‐TR‐N‐TF‐R1 87 8/6/2016 17.6

87‐2‐H202‐N‐DW‐1‐R1 87 8/6/2016 4.7

87‐3‐301‐S‐CF‐R1 87 8/6/2016 444

87‐3‐302‐S‐CF‐2‐R1 87 8/6/2016 62.5

ROOM / LOCATION ID

BLR = Boys Locker Room

CAF = Cafeteria

GBR = Girls Bathroom

GLR = Girls Locker Room

H = Hallway (if precedes room location)

KIT = Kitchen

SHR = Shop Rite Room

TR = Teachers Room

OUTLET TYPE

BF = Bathroom Faucet

CF = Classroom Faucet

DW = Drinking Water Fountain

FP = Food Prep

HS = Hand Sink

TF = Teachers Faucet


