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213‐DF1107‐A‐005‐A Cafeteria 9/2/2022 9/7/2022 A2I0060‐01 Lead ND 0.200 0.200 ppb
213‐DF1113‐A‐005‐A Hallway (238) 9/2/2022 9/7/2022 A2I0060‐02 Lead ND 0.200 0.200 ppb
213‐DF1114‐A‐005‐A Hallway (281) 9/2/2022 9/7/2022 A2I0060‐03 Lead ND 0.200 0.200 ppb
213‐DF1118‐A‐005‐A Hallway (238) 9/2/2022 9/7/2022 A2I0060‐04 Lead ND 0.200 0.200 ppb
213‐DF1120‐NA‐005‐A Life Skill Room 9/2/2022 9/7/2022 A2I0060‐15 Lead 1.98 0.200 0.200 ppb
213‐DF1121‐A‐005‐A Hallway (125) 9/2/2022 9/7/2022 A2I0060‐05 Lead ND 0.200 0.200 ppb
213‐DF1123‐A‐005‐A Hallway (238) 9/2/2022 9/7/2022 A2I0060‐06 Lead ND 0.200 0.200 ppb
213‐DF1126‐A‐005‐A Hallway (308) 9/2/2022 9/7/2022 A2I0060‐07 Lead ND 0.200 0.200 ppb
213‐DF1131‐A‐005‐A Hallway (231/233) 9/2/2022 9/7/2022 A2I0060‐08 Lead ND 0.200 0.200 ppb
213‐DF1132‐A‐005‐A Hallway (325) 9/2/2022 9/7/2022 A2I0060‐09 Lead ND 0.200 0.200 ppb
213‐DF1135‐A‐005‐A Hallway (225) 9/2/2022 9/7/2022 A2I0060‐10 Lead ND 0.200 0.200 ppb
213‐DF1190‐A‐005‐A Hallway (325) 9/2/2022 9/7/2022 A2I0060‐11 Lead ND 0.200 0.200 ppb
213‐DF1193‐A‐005‐A Hallway (308) 9/2/2022 9/7/2022 A2I0060‐12 Lead ND 0.200 0.200 ppb
213‐DF5871‐A‐005‐A Gymnasium 9/2/2022 9/7/2022 A2I0060‐13 Lead ND 0.200 0.200 ppb
213‐DF5878‐A‐005‐A Hallway (218 B) 9/2/2022 9/7/2022 A2I0060‐14 Lead ND 0.200 0.200 ppb
213‐DF5883‐NA‐005‐A Culinary Arts 9/2/2022 9/7/2022 A2I0060‐16 Lead 0.249 0.200 0.200 ppb
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