Sample Identification #

248-DF-6270-N/A-002-A
248-DF-6271-N/A-002-A
248-DF-6273-N/A-002-A
248-DF-6274-N/A-002-A
248-DF-6275-N/A-002-A
248-DF-6277-N/A-002-A
248-DF-6278-N/A-002-A
248-DF-6279-N/A-002-A
248-DF-6280-N/A-002-A
248-DF-6282-N/A-002-A
248-DF-6284-N/A-002-A
248-DF-6285-N/A-002-A
248-DF-6286-N/A-002-A

*OHA Action Level = 15ppb

Location

Fam Resource (Rm 161)
Culinary Classroom 167
PreK Staff (Rm 154)
Health Room
Kitchen 125
Staff Lounge
Pre-K 145
Pre-K 143
Pre-K 141
Break Area 156
Prep Room (Rm 151)
Pre-K 149
Pre-K 147

Portland Public Schools
Lead Water Sampling Results
Initial Flush Sample Data
Faubion Site - Test 2

Date/Time
Collected

8/12/2022
8/12/2022
8/12/2022
8/12/2022
8/12/2022
8/12/2022
8/12/2022
8/12/2022
8/12/2022
8/12/2022
8/12/2022
8/12/2022
8/12/2022

Date
Analyzed

8/16/2022
8/16/2022
8/16/2022
8/16/2022
8/16/2022
8/16/2022
8/16/2022
8/16/2022
8/16/2022
8/16/2022
8/16/2022
8/16/2022
8/16/2022

Lab ID

A2H0457-02
A2H0457-03
A2HO0457-04
A2H0457-05
A2HO0457-01
A2HO0457-06
A2H0457-07
A2HO0457-08
A2H0457-09
A2HO0457-10
A2HO0457-11
A2HO0457-12
A2HO0457-13

Analyzed by: Apex Laboratories

Analyte Results

Lead
Lead
Lead
Lead
Lead
Lead
Lead
Lead
Lead
Lead
Lead
Lead
Lead

Reviewed by: PBS Engineering and Environmental

0.227
ND
ND
ND
0.387
1.84
0.462
0.857
1.12
0.428
0.270
0.910
0.548

Detecti

on Lim

0.200
0.200
0.200
0.200
0.200
0.200
0.222
0.200
0.222
0.200
0.200
0.200
0.200

it

PPS
Action
Level*

15
15
15
15
15
15
15
15
15
15
15
15
15

Units

ppb
ppb
ppb
ppb
ppb
ppb
ppb
ppb
ppb
ppb
ppb
ppb
ppb
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