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236-DF-1856-A-004-A Cafeteria 2/9/2021 2/10/2021 A1B0310-11 Lead ND 0.2 15 ppb

236-DF-1399-A-004-A Classroom 169B 2/9/2021 2/10/2021 A1B0310-12 Lead ND 0.2 15 ppb

236-DF-1792-A-004-A Hallway (169) 2/9/2021 2/10/2021 A1B0310-13 Lead ND 0.2 15 ppb

236-DF-5839-N/A-004-A Staff Room 136 2/9/2021 2/10/2021 A1B0310-14 Lead 0.529 0.2 15 ppb

236-DF-5840-A-004-A Hallway (198) 2/9/2021 2/10/2021 A1B0310-15 Lead ND 0.2 15 ppb

236-DF-5841-A-004-A Hallway (115) 2/9/2021 2/10/2021 A1B0310-16 Lead ND 0.2 15 ppb

236-DF-5842-A-004-A Hallway (206B) 2/9/2021 2/10/2021 A1B0310-17 Lead ND 0.2 15 ppb

236-DF-1850-A-004-A Hallway (Office) 2/9/2021 2/10/2021 A1B0310-18 Lead ND 0.2 15 ppb
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Harrison Park School - Test 4 

*OHA Action Level = 15ppb
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