
Sample Identification # Location
Date/Time 

Collected

Date 

Analyzed
Lab ID Analyte Results

Detection 

Limit

PPS 

Action 

Level*

Units

264-DF-6087-A-005-A N/A 1/22/2021 1/25/2021 A1A0791-01 Lead 0.358 0.2 15 ppb

264-DF-3762-A-005-A Hallway by Classroom 1/22/2021 1/25/2021 A1A0791-02 Lead ND 0.2 15 ppb

264-DF-3773-A-005-A Cafetorium 1/22/2021 1/25/2021 A1A0791-03 Lead ND 0.2 15 ppb

264-DF-3767-A-005-A Hallway by Custodian 1/22/2021 1/25/2021 A1A0791-04 Lead ND 0.2 15 ppb

264-DF-3784-A-005-A Hallway by Boy's Locker 1/22/2021 1/25/2021 A1A0791-05 Lead ND 0.2 15 ppb

264-DF-3805-A-005-A Hallway by Classroom 1/22/2021 1/25/2021 A1A0791-06 Lead 0.326 0.2 15 ppb

264-DF-3808-NA-005-A Classroom 1/22/2021 1/25/2021 A1A0791-07 Lead 0.769 0.2 15 ppb

264-DF-3761-NA-005-A Classroom 1/22/2021 1/25/2021 A1A0791-08 Lead 1.35 0.2 15 ppb

264-DF-5701-NA-005-A Staffroom 1/22/2021 1/25/2021 A1A0791-09 Lead 1.02 0.2 15 ppb

264-DF-3778-NA-005-A Faculty 1/22/2021 1/25/2021 A1A0791-10 Lead 0.834 0.2 15 ppb
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