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269-DF-5996-N/A-006-A Staff Room (204) 8/27/2021 8/31/2021 A1H0917-27 Lead 0.553 0.2 15 ppb

269-DF-1295-N/A-006-A Portable (Music) 8/27/2021 8/31/2021 A1H0917-28 Lead 0.646 0.2 15 ppb

269-DF-1272-N/A-006-A Behavior Room (109) 8/27/2021 8/31/2021 A1H0917-29 Lead 0.596 0.2 15 ppb

269-DF-5994-N/A-006-A Kitchen 8/27/2021 8/31/2021 A1H0917-30 Lead 2.92 0.2 15 ppb
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