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154-DF-1978-A-003-A Hallway (Boiler Room) 4/15/2022 4/19/2022 A2D0614-01 Lead ND 0.2 15 ppb
154-DF-1979-A-003-A Hallway (Classroom 204) 4/15/2022 4/19/2022 A2D0614-02 Lead ND 0.2 15 ppb
154-DF-1980-A-003-A Hallway (Classroom 300) 4/15/2022 4/19/2022 A2D0614-03 Lead ND 0.2 15 ppb
154-DF-6075-N/A-003-A Kitchen 4/15/2022 4/19/2022 A2D0614-07 Lead 30.5 0.2 15 ppb
154-DF-6076-N/A-003-A Staff Room 4/15/2022 4/19/2022 A2D0614-08 Lead 0.290 0.2 15 ppb
154-DF-6077-A-003-A Hallway (Media Center) 4/15/2022 4/19/2022 A2D0614-04 Lead ND 0.2 15 ppb
154-DF-6079-A-003-A Hallway (Main Office) 4/15/2022 4/19/2022 A2D0614-05 Lead ND 0.2 15 ppb
154-DF-6080-A-003-A Hallway (Classroom 315) 4/15/2022 4/19/2022 A2D0614-06 Lead ND 0.2 15 ppb
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Text Box

Results highlighted indicate a value at or above PPS Action Level and the fixture is under further review. During review, the highlighted fixture(s) will remain out of service.
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