Portland Public Schools
Lead Water Sampling Results
Initial Flush Sample Data
Pioneer Program at Holladay Center - Test 5

PPS
. . Date/Time Date Detection . .
Sample Identification # Location Lab ID Analyte Results L. Action Units
Collected Analyzed Limit
Level*

306-DF-5953-N/A-005-A Kitchen 7/14/2021 07/20/2021 A1G0437-07 Lead 0.281 0.2 15 ppb
306-DF-5952-A-005-A  Hallway (Multipurpose A) 7/14/2021 07/20/2021  A1G0437-08 Lead 0.592 0.2 15 ppb
306-DF-5956-N/A-005-A Confrence Room 7/14/2021 07/20/2021 A1G0437-09 Lead 0.879 0.2 15 ppb
306-DF-5975-N/A-005-A ISC 7/14/2021 07/29/2021 A1G0437-10RE1 Lead 0.507 0.2 15 ppb
306-DF-1364-A-005-A  Hallway (Special Testing) 7/14/2021 07/20/2021 A1G0437-11 Lead ND 0.2 15 ppb
306-DF-5955-N/A-005-A Staff Room 7/14/2021 07/20/2021 A1G0437-12 Lead 0.474 0.2 15 ppb
306-DF-5954-A-005-A Hallway (Recreation) 7/14/2021 07/20/2021 A1G0437-13 Lead ND 0.2 15 ppb
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